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EXECUTIVE SUMMARY 

This report has been prepared to provide the information required by Title 40 of the Code of 
Federal Regulations (40 C.F.R.) § 257.90(e) for Landfill 2 (LF2) located at the Newton Power 
Plant (NPP) near Newton, Illinois. 

Groundwater is being monitored at LF2 in accordance with the Detection Monitoring Program 
requirements specified in 40 C.F.R. § 257.94. 

No changes were made to the monitoring system in 2024 (no wells were installed or 
decommissioned). 

No statistically significant increase (SSI) of 40 C.F.R. § 257 Appendix III parameter 
concentrations greater than background concentrations were reported in 2024 and LF2 remains 
in the Detection Monitoring Program. 
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1. INTRODUCTION 
This report has been prepared by Ramboll Americas Engineering Solutions, Inc. (Ramboll) on 
behalf of Illinois Power Generating Company, to provide the information required by 40 C.F.R. 
§ 257.90(e) for LF2 located at the NPP near Newton, Illinois. 

In accordance with 40 C.F.R. § 257.90(e), the owner or operator of a coal combustion residuals 
(CCR) unit must prepare an Annual Groundwater Monitoring and Corrective Action Report for the 
preceding calendar year that documents the status of the Groundwater Monitoring and Corrective 
Action Program for the CCR unit (Section 2), summarizes key actions completed (Section 3), 
describes any problems encountered and actions to resolve the problems (Section 4), and 
projects key activities for the upcoming year (Section 5). At a minimum, the annual report must 
contain the following information, to the extent available: 

1. A map, aerial image, or diagram showing the CCR unit and all background (or upgradient) 
and downgradient monitoring wells, to include the well identification numbers, that are part 
of the groundwater monitoring program for the CCR unit (Figure 1). 

2. Identification of any monitoring wells that were installed or decommissioned during the 
preceding year, along with a narrative description of why those actions were taken (Section 
3, paragraph 1). 

3. In addition to all the monitoring data obtained under §§ 257.90 through 257.98, a summary 
including the number of groundwater samples that were collected for analysis for each 
background and downgradient well, the dates the samples were collected, and whether the 
sample was required by the Detection Monitoring or Assessment Monitoring Programs 
(Section 3, Table A). 

4. A narrative discussion of any transition between monitoring programs (e.g., the date and 
circumstances for transitioning from detection monitoring to Assessment Monitoring in 
addition to identifying the constituent(s) detected at a statistically significant increase relative 
to background levels) (Section 2). 

5. Other information required to be included in the annual report as specified in §§ 257.90 
through 257.98. 

6. A section at the beginning of the annual report that provides an overview of the current 
status of groundwater monitoring and corrective action programs for the CCR unit (see 
Executive Summary). At a minimum, the summary must specify all of the following: 

i. At the start of the current annual reporting period, whether the CCR unit was operating 
under the Detection Monitoring Program in §257.94 or the Assessment Monitoring 
Program in §257.95. 

ii. At the end of the current annual reporting period, whether the CCR unit was operating 
under the Detection Monitoring Program in §257.94 or the Assessment Monitoring 
Program in §257.95. 

iii. If it was determined that there was a SSI over background for one or more constituents 
listed in Appendix III of §257 pursuant to §257.94(e): 

A. Identify those constituents listed in Appendix III of §257 and the names of the 
monitoring wells associated with such an increase. 
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B. Provide the date when the Assessment Monitoring Program was initiated for the 
CCR unit. 

iv. If it was determined that there was a statistically significant level above the groundwater 
protection standard [GWPS] for one or more constituents listed in Appendix IV of §257 
pursuant to §257.95(g) include all of the following: 

A. Identify those constituents listed in Appendix IV of §257 and the names of the 
monitoring wells associated with such an increase. 

B. Provide the date when the Assessment of Corrective Measures was initiated for the 
CCR unit. 

C. Provide the date when the public meeting was held for the Assessment of Corrective 
Measures for the CCR unit. 

D. Provide the date when the Assessment of Corrective Measures was completed for the 
CCR unit. 

v. Whether a remedy was selected pursuant to §257.97 during the current annual reporting 
period, and if so, the date of remedy selection.  

vi. Whether remedial activities were initiated or are ongoing pursuant to §257.98 during the 
current annual reporting period. 

This report provides the required information for LF2 for calendar year 2024. 
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2. MONITORING AND CORRECTIVE ACTION PROGRAM 
STATUS 
No changes have occurred to the monitoring program status in calendar year 2024 and LF2 
remains in the Detection Monitoring Program in accordance with 40 C.F.R. § 257.94. 
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3. KEY ACTIONS COMPLETED IN 2024 

A summary of the samples collected from background and compliance monitoring wells in 2024 
under the Detection Monitoring Program is included in Table A on the following page. The 
groundwater monitoring system, including the CCR unit and all background and compliance 
monitoring wells, is presented in Figure 1. A groundwater monitoring plan was developed for LF2 
in 2023 (Ramboll, 2023a); no changes were made to the monitoring system in 2024.  

One groundwater sample was collected from each background and compliance well during each 
monitoring event.1 All samples were collected and analyzed in accordance with the Multi-Site 
Sampling and Analysis Plan (SAP) (Ramboll, 2023b).  

Potentiometric surfaces for the quarterly sampling events are included in Figures 2 and 3. All 
monitoring data and analytical results obtained under 40 C.F.R. § 257.90 through 257.98 (as 
applicable) in 2024 are presented in Tables 1 and 2. All associated laboratory reports and field 
data sheets are included in Appendix A. 

Analytical data were evaluated in accordance with the Multi-Site Statistical Analysis Plan 
(Ramboll, 2022a), the Multi-Site Quality Assurance Project Plan (Ramboll, 2022b), and the Multi-
Site Data Management Plan (Ramboll, 2022c) to determine any SSIs of Appendix III parameters 
relative to background concentrations. SSIs are summarized in Table A and highlighted in 
Table 2. Statistical background values are provided in Table 3. A flow chart showing the 
statistical methodology for determination of background values is included as Appendix B.  

No SSIs were reported in 2024 and LF2 remains in the Detection Monitoring Program. 

 

 
1 Background monitoring well G208 was not sampled during the D14 and D15 events due to the dedicated pump for that 
location becoming stuck above the well screen and inoperable 
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Table A. 2024 Detection Monitoring Program Summary 

Event ID Sampling Dates Analytical Data 
Receipt Date 

SSI(s) 
Determination Date 

SSI(s) 
ASD Completion 
Date 

D13 1, 2, 3, 4, 5 July 25 – August 1, and August 16, 
2023 

November 15, 2023 February 13, 2024 6 None NA 

D13R 3, 5, 7 October 11, 2023 November 17, 2023 NA NA NA 

D14   3, 8, 9 January 17 – January 25 and February 
26, 2024 

February 20, 2024 May 20, 2024 None NA 

D15  2, 3, 8, 9 July 2 -July 11 and August 7, 2024  September 6, 2024 December 5, 2024 None NA 

Notes: 
ASD: Alternative Source Demonstration 
NA: not applicable 
SSI: statistically significant increase 
1 The following background wells were sampled: G201, G208, G217D/R217D, G220, G222, G223, G224, and G48MG 
2 The following compliance wells were sampled: G203, G231, G232, and G233. 
3 Samples were analyzed for Appendix III parameters listed in 40 C.F.R. § 257.94(e). 
4 Groundwater samples were not collected from compliance wells G06D, G202, and G230 during the D13 event. 
5. Laboratory reports and associated analytical data tables were included in the 2023 Annual Groundwater Monitoring and Corrective Action Report 
6. Statistical determinations were completed in 2024. Analytical data from 2023 sampling events used in statistical determinations are included in the 2024 Annual Groundwater 

Monitoring and Corrective Action Report for completeness.  
7 Groundwater samples were only collected from compliance wells G06D, G202, and G230 during the D13R event.  
8. The following compliance wells were sampled: G06D, G202, G203, G230, G231, G232, and G233 
9 The following background wells were sampled: G201, G217D/R217D, G220, G222, G223, G224, and G48MG  
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4. PROBLEMS ENCOUNTERED AND ACTIONS TO RESOLVE 
THE PROBLEMS 

Groundwater samples were collected and analyzed in accordance with the SAP and all data were 
accepted. Monitoring well G208 was unable to be sampled as it was noted that the dedicated 
pump for that location was stuck above the well screen and inoperable during the D14 and D15 
events.  
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5. KEY ACTIVITIES PLANNED FOR 2025 

The following key activities are planned for 2025: 

• Continuation of the Detection Monitoring Program with semiannual sampling scheduled for the 
first and third quarters of 2025. 

• Complete evaluation of analytical data from the compliance wells using background data to 
determine whether an SSI of Appendix III parameters detected at concentrations greater than 
background concentrations has occurred. 

• If an SSI is identified, potential alternative sources (i.e., a source other than the CCR unit 
caused the SSI or that the SSI resulted from error in sampling, analysis, statistical evaluation, 
or natural variation in groundwater quality) will be evaluated.  

− If an alternative source is identified to be the cause of the SSI, a written demonstration 
will be completed within 90 days of SSI determination and included in the 2025 Annual 
Groundwater Monitoring and Corrective Action Report. 

− If an alternative source(s) is not identified to be the cause of the SSI, the applicable 
requirements of 40 C.F.R. §§ 257.94 through 257.98 as may apply in 2025 (e.g., 
Assessment Monitoring) will be met, including associated recordkeeping/notifications 
required by 40 C.F.R. §§ 257.105 through 257.108. 

• Monitoring well G208 will be decommissioned, and the Groundwater Monitoring Plan will be 
revised to reflect the changes to the monitoring system. Statistical limits (background) will be 
updated for LF2 pursuant to the Multi-Site Statistical Analysis Plan (Ramboll, 2022a) prepared 
in accordance with the requirements of 40 C.F.R. § 257.93(f). 
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TABLE 1  

GROUNDWATER ELEVATION DATA 
2024 40 C.F.R. § 257 ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 
NEWTON POWER PLANT 
LANDFILL 2 
NEWTON, IL 

Well ID Well Type 

Monitored 

Unit Date 

Depth to Groundwater 

(feet BMP) 

Groundwater Elevation 

(feet NAVD88) 

G06D Compliance UA 01/15/2024 30.36 501.30 

G06D Compliance UA 04/01/2024 30.02 501.64 

G06D Compliance UA 07/01/2024 24.33 507.33 

G06D Compliance UA 10/01/2024 30.07 501.76 

G48MG Background UA 01/15/2024 17.73 527.80 

G48MG Background UA 04/01/2024 18.79 526.74 

G48MG Background UA 07/01/2024 19.09 526.44 

G48MG Background UA 10/01/2024 19.01 526.59 

G201 Background UA 01/15/2024 18.09 526.78 

G201 Background UA 04/01/2024 17.19 527.68 

G201 Background UA 07/01/2024 17.37 527.50 

G201 Background UA 10/01/2024 17.43 527.28 

G202 Compliance UA 01/15/2024 49.15 490.54 

G202 Compliance UA 04/01/2024 47.84 491.85 

G202 Compliance UA 07/01/2024 48.20 491.49 

G202 Compliance UA 10/01/2024 48.22 491.44 

G203 Compliance UA 01/15/2024 42.62 490.51 

G203 Compliance UA 04/01/2024 DM⁴ 

G203 Compliance UA 04/04/2024 41.38 491.75 

G203 Compliance UA 07/01/2024 41.90 491.23 

G203 Compliance UA 10/01/2024 41.76 491.40 

G208 Background UA 01/15/2024 24.09 510.94 

G208 Background UA 04/01/2024 DM³ 

G208 Background UA 07/01/2024 21.03 514.00 

G208 Background UA 10/01/2024 21.09 513.99 

G220 Background UA 01/18/2024 [18.62] [516.01] 

G220 Background UA 04/01/2024 18.14 516.49 

G220 Background UA 07/01/2024 17.84 516.79 

G220 Background UA 10/01/2024 18.12 516.67 

G222 Background UA 01/15/2024 18.23 516.09 

G222 Background UA 04/01/2024 17.23 517.09 

G222 Background UA 07/01/2024 16.64 517.68 

G222 Background UA 10/01/2024 16.26 518.13 

G223 Background UA 01/23/2024 [35.65] [497.95] 

G223 Background UA 04/01/2024 32.81 500.79 

G223 Background UA 07/01/2024 42.08 491.52 

G223 Background UA 10/01/2024 32.99 500.60 

G224 Background UA 01/15/2024 43.72 490.59 

G224 Background UA 04/01/2024 42.40 491.91 

G224 Background UA 07/01/2024 43.04 491.27 

G224 Background UA 10/01/2024 42.98 491.33 

G230 Compliance UA 01/15/2024 49.26 490.41 

G230 Compliance UA 04/01/2024 47.95 491.72 

G230 Compliance UA 07/01/2024 48.55 491.12 

G230 Compliance UA 10/01/2024 48.49 491.25 

G231 Compliance UA 01/15/2024 48.64 490.42 
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TABLE 1  

GROUNDWATER ELEVATION DATA 
2024 40 C.F.R. § 257 ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 
NEWTON POWER PLANT 
LANDFILL 2 
NEWTON, IL 

Well ID Well Type 

Monitored 

Unit Date 

Depth to Groundwater 

(feet BMP) 

Groundwater Elevation 

(feet NAVD88) 

G231 Compliance UA 04/01/2024 47.36 491.70 

G231 Compliance UA 07/01/2024 47.91 491.15 

G231 Compliance UA 10/01/2024 47.92 491.17 

G232 Compliance UA 01/15/2024 47.00 490.41 

G232 Compliance UA 04/01/2024 45.71 491.70 

G232 Compliance UA 07/01/2024 46.28 491.13 

G232 Compliance UA 10/01/2024 46.32 491.02 

G233 Compliance UA 01/15/2024 42.91 490.45 

G233 Compliance UA 04/01/2024 41.67 491.69 

G233 Compliance UA 07/01/2024 33.33 500.03 

G233 Compliance UA 10/01/2024 41.07 492.27 

R217D Background UA 01/15/2024 19.54 518.64 

R217D Background UA 04/01/2024 19.10 519.08 

R217D Background UA 07/01/2024 19.16 519.02 

R217D Background UA 10/01/2024 19.38 518.61 

Notes: 

BMP = below measuring point 

Bracketing [ ] indicates that the measurement was obtained outside of the episodic depth to groundwater measurements time frame. 
Depth to Groundwater/Groundwater Elevation Code (if applicable): 

DM¹ = Depth to water was not measured. 

DM² = Depth to water was not measured because water was above or below the staff gage markings. 

DM³ = Depth to water was not measured because the location was inaccessible. 

DM⁴ = Depth to water was not measured because water level was below the top of the pump. 

DM⁵ = Depth to water was not measured because water level was above the top of casing (artesian well). 

DM⁶ = Depth to water was not measured because of damage to the well. 

DM⁷ = Depth to water was not measured due to required pressure transducer maintenance. 

DM⁸ = Lab provided groundwater elevation data and not depth to water. 

NAVD88 = North American Vertical Datum of 1988 

Monitored Unit Abbreviations: 

UA = uppermost aquifer 

Generated 2024-12-17 10:12 by banoffra 
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TABLE 2 

ANALYTICAL RESULTS - APPENDIX III PARAMETERS 
2024 40 C.F.R. § 257 ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 
NEWTON POWER PLANT 
LANDFILL 2 
NEWTON, IL 

Well ID HSU Well Type Date Event ID Parameter Unit Result 

Comparison 

Value Background SSI Type 

G48MG UA Background 07/27/2023 D13 Boron, total mg/L 0.0994 -- -- -- 

G48MG UA Background 02/26/2024 D14 Boron, total mg/L 0.181 -- -- -- 

G48MG UA Background 07/11/2024 D15 Boron, total mg/L 0.256 -- -- -- 

G48MG UA Background 07/27/2023 D13 Calcium, total mg/L 49.5 -- -- -- 

G48MG UA Background 02/26/2024 D14 Calcium, total mg/L 44.2 -- -- -- 

G48MG UA Background 07/11/2024 D15 Calcium, total mg/L 50.6 -- -- -- 

G48MG UA Background 07/27/2023 D13 Chloride, total mg/L 29.0 -- -- -- 

G48MG UA Background 02/26/2024 D14 Chloride, total mg/L 28.0 -- -- -- 

G48MG UA Background 07/11/2024 D15 Chloride, total mg/L 28.0 -- -- -- 

G48MG UA Background 07/27/2023 D13 Fluoride, total mg/L 0.570 -- -- -- 

G48MG UA Background 02/26/2024 D14 Fluoride, total mg/L 0.550 -- -- -- 

G48MG UA Background 07/11/2024 D15 Fluoride, total mg/L 0.460 -- -- -- 

G48MG UA Background 07/27/2023 D13 pH (field) SU 7.3 -- -- -- 

G48MG UA Background 02/26/2024 D14 pH (field) SU 7.2 -- -- -- 

G48MG UA Background 07/11/2024 D15 pH (field) SU 7.6 -- -- -- 

G48MG UA Background 07/27/2023 D13 Sulfate, total mg/L 6 U -- -- -- 

G48MG UA Background 02/26/2024 D14 Sulfate, total mg/L 13.0 -- -- -- 

G48MG UA Background 07/11/2024 D15 Sulfate, total mg/L 17.0 -- -- -- 

G48MG UA Background 07/27/2023 D13 Total Dissolved Solids mg/L 525 -- -- -- 

G48MG UA Background 02/26/2024 D14 Total Dissolved Solids mg/L 430 -- -- -- 

G48MG UA Background 07/11/2024 D15 Total Dissolved Solids mg/L 524 -- -- -- 

G201 UA Background 07/27/2023 D13 Boron, total mg/L 0.131 -- -- -- 

G201 UA Background 01/25/2024 D14 Boron, total mg/L 0.135 -- -- -- 

G201 UA Background 07/10/2024 D15 Boron, total mg/L 0.125 -- -- -- 

G201 UA Background 07/27/2023 D13 Calcium, total mg/L 161 -- -- -- 

G201 UA Background 01/25/2024 D14 Calcium, total mg/L 198 -- -- -- 

G201 UA Background 07/10/2024 D15 Calcium, total mg/L 203 -- -- -- 

G201 UA Background 07/27/2023 D13 Chloride, total mg/L 5.00 -- -- -- 

G201 UA Background 01/25/2024 D14 Chloride, total mg/L 7.00 -- -- -- 

G201 UA Background 07/10/2024 D15 Chloride, total mg/L 5.00 -- -- -- 

G201 UA Background 07/27/2023 D13 Fluoride, total mg/L 0.880 -- -- -- 

G201 UA Background 01/25/2024 D14 Fluoride, total mg/L 0.810 -- -- -- 

G201 UA Background 07/10/2024 D15 Fluoride, total mg/L 0.790 -- -- -- 

G201 UA Background 07/27/2023 D13 pH (field) SU 7.4 -- -- -- 

G201 UA Background 01/25/2024 D14 pH (field) SU 7.3 -- -- -- 

G201 UA Background 07/10/2024 D15 pH (field) SU 7.5 -- -- -- 

G201 UA Background 07/27/2023 D13 Sulfate, total mg/L 534 -- -- -- 

G201 UA Background 01/25/2024 D14 Sulfate, total mg/L 444 -- -- -- 

G201 UA Background 07/10/2024 D15 Sulfate, total mg/L 537 -- -- -- 

G201 UA Background 07/27/2023 D13 Total Dissolved Solids mg/L 920 -- -- -- 

G201 UA Background 01/25/2024 D14 Total Dissolved Solids mg/L 960 -- -- -- 

G201 UA Background 07/10/2024 D15 Total Dissolved Solids mg/L 912 -- -- -- 

G208 UA Background 07/25/2023 D13 Boron, total mg/L 0.191 -- -- -- 

G208 UA Background -- D14 Boron, total mg/L NS² -- -- -- 

G208 UA Background -- D15 Boron, total mg/L NS³ -- -- -- 

G208 UA Background 07/25/2023 D13 Calcium, total mg/L 94.9 -- -- -- 
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TABLE 2 

ANALYTICAL RESULTS - APPENDIX III PARAMETERS 
2024 40 C.F.R. § 257 ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 
NEWTON POWER PLANT 
LANDFILL 2 
NEWTON, IL 

Well ID HSU Well Type Date Event ID Parameter Unit Result 

Comparison 

Value Background SSI Type 

G208 UA Background -- D14 Calcium, total mg/L NS² -- -- -- 

G208 UA Background -- D15 Calcium, total mg/L NS³ -- -- -- 

G208 UA Background 07/25/2023 D13 Chloride, total mg/L 49.0 -- -- -- 

G208 UA Background -- D14 Chloride, total mg/L NS² -- -- -- 

G208 UA Background -- D15 Chloride, total mg/L NS³ -- -- -- 

G208 UA Background 07/25/2023 D13 Fluoride, total mg/L 1.34 -- -- -- 

G208 UA Background -- D14 Fluoride, total mg/L NS² -- -- -- 

G208 UA Background -- D15 Fluoride, total mg/L NS³ -- -- -- 

G208 UA Background 07/25/2023 D13 pH (field) SU 7.2 -- -- -- 

G208 UA Background -- D14 pH (field) SU NS² -- -- -- 

G208 UA Background -- D15 pH (field) SU NS³ -- -- -- 

G208 UA Background 07/25/2023 D13 Sulfate, total mg/L 13.0 J+ -- -- -- 

G208 UA Background -- D14 Sulfate, total mg/L NS² -- -- -- 

G208 UA Background -- D15 Sulfate, total mg/L NS³ -- -- -- 

G208 UA Background 07/25/2023 D13 Total Dissolved Solids mg/L 745 -- -- -- 

G208 UA Background -- D14 Total Dissolved Solids mg/L NS² -- -- -- 

G208 UA Background -- D15 Total Dissolved Solids mg/L NS³ -- -- -- 

G220 UA Background 07/26/2023 D13 Boron, total mg/L 0.231 -- -- -- 

G220 UA Background 01/18/2024 D14 Boron, total mg/L 0.230 -- -- -- 

G220 UA Background 07/10/2024 D15 Boron, total mg/L 0.274 -- -- -- 

G220 UA Background 07/26/2023 D13 Calcium, total mg/L 92.7 -- -- -- 

G220 UA Background 01/18/2024 D14 Calcium, total mg/L 94.0 -- -- -- 

G220 UA Background 07/10/2024 D15 Calcium, total mg/L 109 -- -- -- 

G220 UA Background 07/26/2023 D13 Chloride, total mg/L 39.0 -- -- -- 

G220 UA Background 01/18/2024 D14 Chloride, total mg/L 41.0 -- -- -- 

G220 UA Background 07/10/2024 D15 Chloride, total mg/L 39.0 -- -- -- 

G220 UA Background 07/26/2023 D13 Fluoride, total mg/L 1.44 -- -- -- 

G220 UA Background 01/18/2024 D14 Fluoride, total mg/L 1.58 -- -- -- 

G220 UA Background 07/10/2024 D15 Fluoride, total mg/L 1.44 -- -- -- 

G220 UA Background 07/26/2023 D13 pH (field) SU 6.7 -- -- -- 

G220 UA Background 01/18/2024 D14 pH (field) SU 6.9 -- -- -- 

G220 UA Background 07/10/2024 D15 pH (field) SU 6.9 -- -- -- 

G220 UA Background 07/26/2023 D13 Sulfate, total mg/L 15.0 J+ -- -- -- 

G220 UA Background 01/18/2024 D14 Sulfate, total mg/L 10.0 -- -- -- 

G220 UA Background 07/10/2024 D15 Sulfate, total mg/L 16.0 -- -- -- 

G220 UA Background 07/26/2023 D13 Total Dissolved Solids mg/L 745 -- -- -- 

G220 UA Background 01/18/2024 D14 Total Dissolved Solids mg/L 726 -- -- -- 

G220 UA Background 07/10/2024 D15 Total Dissolved Solids mg/L 728 -- -- -- 

G222 UA Background 07/26/2023 D13 Boron, total mg/L 0.209 -- -- -- 

G222 UA Background 01/17/2024 D14 Boron, total mg/L 0.238 -- -- -- 

G222 UA Background 08/07/2024 D15 Boron, total mg/L 0.204 -- -- -- 

G222 UA Background 07/26/2023 D13 Calcium, total mg/L 121 -- -- -- 

G222 UA Background 01/17/2024 D14 Calcium, total mg/L 134 -- -- -- 

G222 UA Background 08/07/2024 D15 Calcium, total mg/L 130 -- -- -- 

G222 UA Background 07/26/2023 D13 Chloride, total mg/L 68.0 -- -- -- 

G222 UA Background 01/17/2024 D14 Chloride, total mg/L 80.0 -- -- -- 



 

 3 of 8  

TABLE 2 

ANALYTICAL RESULTS - APPENDIX III PARAMETERS 
2024 40 C.F.R. § 257 ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 
NEWTON POWER PLANT 
LANDFILL 2 
NEWTON, IL 

Well ID HSU Well Type Date Event ID Parameter Unit Result 

Comparison 

Value Background SSI Type 

G222 UA Background 08/07/2024 D15 Chloride, total mg/L 76.0 -- -- -- 

G222 UA Background 07/26/2023 D13 Fluoride, total mg/L 1.16 -- -- -- 

G222 UA Background 01/17/2024 D14 Fluoride, total mg/L 1.20 -- -- -- 

G222 UA Background 08/07/2024 D15 Fluoride, total mg/L 1.10 -- -- -- 

G222 UA Background 07/26/2023 D13 pH (field) SU 6.9 -- -- -- 

G222 UA Background 01/17/2024 D14 pH (field) SU 7.5 -- -- -- 

G222 UA Background 08/07/2024 D15 pH (field) SU 7.3 -- -- -- 

G222 UA Background 07/26/2023 D13 Sulfate, total mg/L 149 -- -- -- 

G222 UA Background 01/17/2024 D14 Sulfate, total mg/L 130 -- -- -- 

G222 UA Background 08/07/2024 D15 Sulfate, total mg/L 133 -- -- -- 

G222 UA Background 07/26/2023 D13 Total Dissolved Solids mg/L 1,020 -- -- -- 

G222 UA Background 01/17/2024 D14 Total Dissolved Solids mg/L 1,060 -- -- -- 

G222 UA Background 08/07/2024 D15 Total Dissolved Solids mg/L 1,090 J -- -- -- 

G223 UA Background 07/26/2023 D13 Boron, total mg/L 0.215 -- -- -- 

G223 UA Background 01/23/2024 D14 Boron, total mg/L 0.217 -- -- -- 

G223 UA Background 07/10/2024 D15 Boron, total mg/L 0.230 -- -- -- 

G223 UA Background 07/26/2023 D13 Calcium, total mg/L 301 -- -- -- 

G223 UA Background 01/23/2024 D14 Calcium, total mg/L 363 -- -- -- 

G223 UA Background 07/10/2024 D15 Calcium, total mg/L 378 -- -- -- 

G223 UA Background 07/26/2023 D13 Chloride, total mg/L 325 -- -- -- 

G223 UA Background 01/23/2024 D14 Chloride, total mg/L 339 -- -- -- 

G223 UA Background 07/10/2024 D15 Chloride, total mg/L 347 -- -- -- 

G223 UA Background 07/26/2023 D13 Fluoride, total mg/L 0.800 -- -- -- 

G223 UA Background 01/23/2024 D14 Fluoride, total mg/L 0.740 -- -- -- 

G223 UA Background 07/10/2024 D15 Fluoride, total mg/L 0.830 -- -- -- 

G223 UA Background 07/26/2023 D13 pH (field) SU 6.6 -- -- -- 

G223 UA Background 01/23/2024 D14 pH (field) SU 6.9 -- -- -- 

G223 UA Background 07/10/2024 D15 pH (field) SU 6.8 -- -- -- 

G223 UA Background 07/26/2023 D13 Sulfate, total mg/L 694 -- -- -- 

G223 UA Background 01/23/2024 D14 Sulfate, total mg/L 832 -- -- -- 

G223 UA Background 07/10/2024 D15 Sulfate, total mg/L 844 -- -- -- 

G223 UA Background 07/26/2023 D13 Total Dissolved Solids mg/L 2,400 -- -- -- 

G223 UA Background 01/23/2024 D14 Total Dissolved Solids mg/L 2,570 -- -- -- 

G223 UA Background 07/10/2024 D15 Total Dissolved Solids mg/L 2,630 -- -- -- 

G224 UA Background 07/26/2023 D13 Boron, total mg/L 0.0874 -- -- -- 

G224 UA Background 01/23/2024 D14 Boron, total mg/L 0.101 -- -- -- 

G224 UA Background 08/07/2024 D15 Boron, total mg/L 0.0797 -- -- -- 

G224 UA Background 07/26/2023 D13 Calcium, total mg/L 129 -- -- -- 

G224 UA Background 01/23/2024 D14 Calcium, total mg/L 136 -- -- -- 

G224 UA Background 08/07/2024 D15 Calcium, total mg/L 131 -- -- -- 

G224 UA Background 07/26/2023 D13 Chloride, total mg/L 48.0 -- -- -- 

G224 UA Background 01/23/2024 D14 Chloride, total mg/L 50.0 -- -- -- 

G224 UA Background 08/07/2024 D15 Chloride, total mg/L 55.0 -- -- -- 

G224 UA Background 07/26/2023 D13 Fluoride, total mg/L 0.430 -- -- -- 

G224 UA Background 01/23/2024 D14 Fluoride, total mg/L 0.390 -- -- -- 

G224 UA Background 08/07/2024 D15 Fluoride, total mg/L 0.460 -- -- -- 
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G224 UA Background 07/26/2023 D13 pH (field) SU 7.1 -- -- -- 

G224 UA Background 01/23/2024 D14 pH (field) SU 7.3 -- -- -- 

G224 UA Background 08/07/2024 D15 pH (field) SU 7.4 -- -- -- 

G224 UA Background 07/26/2023 D13 Sulfate, total mg/L 164 -- -- -- 

G224 UA Background 01/23/2024 D14 Sulfate, total mg/L 147 -- -- -- 

G224 UA Background 08/07/2024 D15 Sulfate, total mg/L 160 -- -- -- 

G224 UA Background 07/26/2023 D13 Total Dissolved Solids mg/L 705 -- -- -- 

G224 UA Background 01/23/2024 D14 Total Dissolved Solids mg/L 754 -- -- -- 

G224 UA Background 08/07/2024 D15 Total Dissolved Solids mg/L 720 J -- -- -- 

R217D UA Background 07/26/2023 D13 Boron, total mg/L 0.151 -- -- -- 

R217D UA Background 01/24/2024 D14 Boron, total mg/L 0.182 -- -- -- 

R217D UA Background 07/02/2024 D15 Boron, total mg/L 0.250 -- -- -- 

R217D UA Background 07/26/2023 D13 Calcium, total mg/L 532 -- -- -- 

R217D UA Background 01/24/2024 D14 Calcium, total mg/L 538 -- -- -- 

R217D UA Background 07/02/2024 D15 Calcium, total mg/L 540 -- -- -- 

R217D UA Background 07/26/2023 D13 Chloride, total mg/L 119 -- -- -- 

R217D UA Background 01/24/2024 D14 Chloride, total mg/L 108 -- -- -- 

R217D UA Background 07/02/2024 D15 Chloride, total mg/L 119 -- -- -- 

R217D UA Background 07/26/2023 D13 Fluoride, total mg/L 0.260 -- -- -- 

R217D UA Background 01/24/2024 D14 Fluoride, total mg/L 0.310 -- -- -- 

R217D UA Background 07/02/2024 D15 Fluoride, total mg/L 0.260 -- -- -- 

R217D UA Background 07/26/2023 D13 pH (field) SU 6.4 -- -- -- 

R217D UA Background 01/24/2024 D14 pH (field) SU 6.4 -- -- -- 

R217D UA Background 07/02/2024 D15 pH (field) SU 6.4 -- -- -- 

R217D UA Background 07/26/2023 D13 Sulfate, total mg/L 2,030 -- -- -- 

R217D UA Background 01/24/2024 D14 Sulfate, total mg/L 2,070 -- -- -- 

R217D UA Background 07/02/2024 D15 Sulfate, total mg/L 2,170 -- -- -- 

R217D UA Background 07/26/2023 D13 Total Dissolved Solids mg/L 3,620 -- -- -- 

R217D UA Background 01/24/2024 D14 Total Dissolved Solids mg/L 3,580 -- -- -- 

R217D UA Background 07/02/2024 D15 Total Dissolved Solids mg/L 3,920 -- -- -- 

G06D UA Compliance 10/11/2023 D13R Boron, total mg/L 0.200 0.200 0.317 No Exceedance 

G06D UA Compliance 01/25/2024 D14 Boron, total mg/L 0.179 0.179 0.317 No Exceedance 

G06D UA Compliance 07/10/2024 D15 Boron, total mg/L 0.175 0.175 0.317 No Exceedance 

G06D UA Compliance 10/11/2023 D13R Calcium, total mg/L 117 117 750 No Exceedance 

G06D UA Compliance 01/25/2024 D14 Calcium, total mg/L 112 112 750 No Exceedance 

G06D UA Compliance 07/10/2024 D15 Calcium, total mg/L 116 116 750 No Exceedance 

G06D UA Compliance 10/11/2023 D13R Chloride, total mg/L 50.0 50.0 310 No Exceedance 

G06D UA Compliance 01/25/2024 D14 Chloride, total mg/L 51.0 51.0 310 No Exceedance 

G06D UA Compliance 07/10/2024 D15 Chloride, total mg/L 55.0 55.0 310 No Exceedance 

G06D UA Compliance 10/11/2023 D13R Fluoride, total mg/L 0.920 0.920 1.48 No Exceedance 

G06D UA Compliance 01/25/2024 D14 Fluoride, total mg/L 1.00 1.00 1.48 No Exceedance 

G06D UA Compliance 07/10/2024 D15 Fluoride, total mg/L 0.960 0.960 1.48 No Exceedance 

G06D UA Compliance 10/11/2023 D13R pH (field) SU 7.2 7.2 6.6/7.7 No Exceedance 

G06D UA Compliance 01/25/2024 D14 pH (field) SU 6.9 6.9 6.6/7.7 No Exceedance 

G06D UA Compliance 07/10/2024 D15 pH (field) SU 7.0 7.0 6.6/7.7 No Exceedance 

G06D UA Compliance 10/11/2023 D13R Sulfate, total mg/L 11.0 11.0 2,200 No Exceedance 
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G06D UA Compliance 01/25/2024 D14 Sulfate, total mg/L 11.0 11.0 2,200 No Exceedance 

G06D UA Compliance 07/10/2024 D15 Sulfate, total mg/L 15 J- 20 2,200 No Exceedance 

G06D UA Compliance 10/11/2023 D13R Total Dissolved Solids mg/L 840 840 4,100 No Exceedance 

G06D UA Compliance 01/25/2024 D14 Total Dissolved Solids mg/L 810 810 4,100 No Exceedance 

G06D UA Compliance 07/10/2024 D15 Total Dissolved Solids mg/L 856 856 4,100 No Exceedance 

G202 UA Compliance 10/11/2023 D13R Boron, total mg/L 0.113 0.113 0.317 No Exceedance 

G202 UA Compliance 01/17/2024 D14 Boron, total mg/L 0.170 0.170 0.317 No Exceedance 

G202 UA Compliance 07/09/2024 D15 Boron, total mg/L 0.114 0.114 0.317 No Exceedance 

G202 UA Compliance 10/11/2023 D13R Calcium, total mg/L 123 123 750 No Exceedance 

G202 UA Compliance 01/17/2024 D14 Calcium, total mg/L 120 120 750 No Exceedance 

G202 UA Compliance 07/09/2024 D15 Calcium, total mg/L 123 123 750 No Exceedance 

G202 UA Compliance 10/11/2023 D13R Chloride, total mg/L 55.0 55.0 310 No Exceedance 

G202 UA Compliance 01/17/2024 D14 Chloride, total mg/L 60.0 60.0 310 No Exceedance 

G202 UA Compliance 07/09/2024 D15 Chloride, total mg/L 64.0 64.0 310 No Exceedance 

G202 UA Compliance 10/11/2023 D13R Fluoride, total mg/L 0.540 0.540 1.48 No Exceedance 

G202 UA Compliance 01/17/2024 D14 Fluoride, total mg/L 0.530 0.530 1.48 No Exceedance 

G202 UA Compliance 07/09/2024 D15 Fluoride, total mg/L 0.560 0.560 1.48 No Exceedance 

G202 UA Compliance 10/11/2023 D13R pH (field) SU 7.3 7.3 6.6/7.7 No Exceedance 

G202 UA Compliance 01/17/2024 D14 pH (field) SU 7.6 7.6 6.6/7.7 No Exceedance 

G202 UA Compliance 07/09/2024 D15 pH (field) SU 7.3 7.3 6.6/7.7 No Exceedance 

G202 UA Compliance 10/11/2023 D13R Sulfate, total mg/L 109 109 2,200 No Exceedance 

G202 UA Compliance 01/17/2024 D14 Sulfate, total mg/L 88.0 88.0 2,200 No Exceedance 

G202 UA Compliance 07/09/2024 D15 Sulfate, total mg/L 125 125 2,200 No Exceedance 

G202 UA Compliance 10/11/2023 D13R Total Dissolved Solids mg/L 754 754 4,100 No Exceedance 

G202 UA Compliance 01/17/2024 D14 Total Dissolved Solids mg/L 655 655 4,100 No Exceedance 

G202 UA Compliance 07/09/2024 D15 Total Dissolved Solids mg/L 770 770 4,100 No Exceedance 

G203 UA Compliance 08/01/2023 D13 Boron, total mg/L 0.0984 0.0984 0.317 No Exceedance 

G203 UA Compliance 01/17/2024 D14 Boron, total mg/L 0.0847 0.0847 0.317 No Exceedance 

G203 UA Compliance 07/09/2024 D15 Boron, total mg/L 0.0867 0.0867 0.317 No Exceedance 

G203 UA Compliance 08/01/2023 D13 Calcium, total mg/L 171 171 750 No Exceedance 

G203 UA Compliance 01/17/2024 D14 Calcium, total mg/L 120 120 750 No Exceedance 

G203 UA Compliance 07/09/2024 D15 Calcium, total mg/L 127 127 750 No Exceedance 

G203 UA Compliance 08/01/2023 D13 Chloride, total mg/L 41.0 41.0 310 No Exceedance 

G203 UA Compliance 01/17/2024 D14 Chloride, total mg/L 51.0 51.0 310 No Exceedance 

G203 UA Compliance 07/09/2024 D15 Chloride, total mg/L 56.0 56.0 310 No Exceedance 

G203 UA Compliance 08/01/2023 D13 Fluoride, total mg/L 0.420 0.420 1.48 No Exceedance 

G203 UA Compliance 01/17/2024 D14 Fluoride, total mg/L 0.410 0.410 1.48 No Exceedance 

G203 UA Compliance 07/09/2024 D15 Fluoride, total mg/L 0.400 0.400 1.48 No Exceedance 

G203 UA Compliance 08/01/2023 D13 pH (field) SU 7.3 7.3 6.6/7.7 No Exceedance 

G203 UA Compliance 01/17/2024 D14 pH (field) SU 7.3 7.3 6.6/7.7 No Exceedance 

G203 UA Compliance 07/09/2024 D15 pH (field) SU 7.2 7.2 6.6/7.7 No Exceedance 

G203 UA Compliance 08/01/2023 D13 Sulfate, total mg/L 353 353 2,200 No Exceedance 

G203 UA Compliance 01/17/2024 D14 Sulfate, total mg/L 132 132 2,200 No Exceedance 

G203 UA Compliance 07/09/2024 D15 Sulfate, total mg/L 123 123 2,200 No Exceedance 

G203 UA Compliance 08/01/2023 D13 Total Dissolved Solids mg/L 985 985 4,100 No Exceedance 

G203 UA Compliance 01/17/2024 D14 Total Dissolved Solids mg/L 685 685 4,100 No Exceedance 
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G203 UA Compliance 07/09/2024 D15 Total Dissolved Solids mg/L 746 746 4,100 No Exceedance 

G230 UA Compliance 10/11/2023 D13R Boron, total mg/L 0.173 0.173 0.317 No Exceedance 

G230 UA Compliance 01/18/2024 D14 Boron, total mg/L 0.127 0.127 0.317 No Exceedance 

G230 UA Compliance 07/02/2024 D15 Boron, total mg/L 0.159 0.159 0.317 No Exceedance 

G230 UA Compliance 10/11/2023 D13R Calcium, total mg/L 205 205 750 No Exceedance 

G230 UA Compliance 01/18/2024 D14 Calcium, total mg/L 157 157 750 No Exceedance 

G230 UA Compliance 07/02/2024 D15 Calcium, total mg/L 142 142 750 No Exceedance 

G230 UA Compliance 10/11/2023 D13R Chloride, total mg/L 66.0 66.0 310 No Exceedance 

G230 UA Compliance 01/18/2024 D14 Chloride, total mg/L 74.0 74.0 310 No Exceedance 

G230 UA Compliance 07/02/2024 D15 Chloride, total mg/L 65.0 65.0 310 No Exceedance 

G230 UA Compliance 10/11/2023 D13R Fluoride, total mg/L 0.510 0.510 1.48 No Exceedance 

G230 UA Compliance 01/18/2024 D14 Fluoride, total mg/L 0.560 0.560 1.48 No Exceedance 

G230 UA Compliance 07/02/2024 D15 Fluoride, total mg/L 0.540 0.540 1.48 No Exceedance 

G230 UA Compliance 10/11/2023 D13R pH (field) SU 7.2 7.2 6.6/7.7 No Exceedance 

G230 UA Compliance 01/18/2024 D14 pH (field) SU 7.0 7.0 6.6/7.7 No Exceedance 

G230 UA Compliance 07/02/2024 D15 pH (field) SU 7.3 7.3 6.6/7.7 No Exceedance 

G230 UA Compliance 10/11/2023 D13R Sulfate, total mg/L 275 275 2,200 No Exceedance 

G230 UA Compliance 01/18/2024 D14 Sulfate, total mg/L 403 403 2,200 No Exceedance 

G230 UA Compliance 07/02/2024 D15 Sulfate, total mg/L 249 249 2,200 No Exceedance 

G230 UA Compliance 10/11/2023 D13R Total Dissolved Solids mg/L 1,010 1,010 4,100 No Exceedance 

G230 UA Compliance 01/18/2024 D14 Total Dissolved Solids mg/L 1,090 1,090 4,100 No Exceedance 

G230 UA Compliance 07/02/2024 D15 Total Dissolved Solids mg/L 955 955 4,100 No Exceedance 

G231 UA Compliance 08/16/2023 D13 Boron, total mg/L 0.0906 0.0906 0.317 No Exceedance 

G231 UA Compliance 01/18/2024 D14 Boron, total mg/L 0.0991 0.0991 0.317 No Exceedance 

G231 UA Compliance 07/10/2024 D15 Boron, total mg/L 0.0953 0.0953 0.317 No Exceedance 

G231 UA Compliance 08/16/2023 D13 Calcium, total mg/L 115 115 750 No Exceedance 

G231 UA Compliance 01/18/2024 D14 Calcium, total mg/L 123 123 750 No Exceedance 

G231 UA Compliance 07/10/2024 D15 Calcium, total mg/L 135 135 750 No Exceedance 

G231 UA Compliance 08/16/2023 D13 Chloride, total mg/L 54.0 54.0 310 No Exceedance 

G231 UA Compliance 01/18/2024 D14 Chloride, total mg/L 63.0 63.0 310 No Exceedance 

G231 UA Compliance 07/10/2024 D15 Chloride, total mg/L 60.0 60.0 310 No Exceedance 

G231 UA Compliance 08/16/2023 D13 Fluoride, total mg/L 0.440 0.440 1.48 No Exceedance 

G231 UA Compliance 01/18/2024 D14 Fluoride, total mg/L 0.490 0.490 1.48 No Exceedance 

G231 UA Compliance 07/10/2024 D15 Fluoride, total mg/L 0.420 0.420 1.48 No Exceedance 

G231 UA Compliance 08/16/2023 D13 pH (field) SU 7.4 7.4 6.6/7.7 No Exceedance 

G231 UA Compliance 01/18/2024 D14 pH (field) SU 7.3 7.3 6.6/7.7 No Exceedance 

G231 UA Compliance 07/10/2024 D15 pH (field) SU 7.4 7.4 6.6/7.7 No Exceedance 

G231 UA Compliance 08/16/2023 D13 Sulfate, total mg/L 110 110 2,200 No Exceedance 

G231 UA Compliance 01/18/2024 D14 Sulfate, total mg/L 221 221 2,200 No Exceedance 

G231 UA Compliance 07/10/2024 D15 Sulfate, total mg/L 141 141 2,200 No Exceedance 

G231 UA Compliance 08/16/2023 D13 Total Dissolved Solids mg/L 695 695 4,100 No Exceedance 

G231 UA Compliance 01/18/2024 D14 Total Dissolved Solids mg/L 740 740 4,100 No Exceedance 

G231 UA Compliance 07/10/2024 D15 Total Dissolved Solids mg/L 844 844 4,100 No Exceedance 

G232 UA Compliance 08/16/2023 D13 Boron, total mg/L 0.0934 0.0934 0.317 No Exceedance 

G232 UA Compliance 01/18/2024 D14 Boron, total mg/L 0.116 0.116 0.317 No Exceedance 

G232 UA Compliance 07/09/2024 D15 Boron, total mg/L 0.107 0.107 0.317 No Exceedance 
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G232 UA Compliance 08/16/2023 D13 Calcium, total mg/L 122 122 750 No Exceedance 

G232 UA Compliance 01/18/2024 D14 Calcium, total mg/L 132 132 750 No Exceedance 

G232 UA Compliance 07/09/2024 D15 Calcium, total mg/L 115 115 750 No Exceedance 

G232 UA Compliance 08/16/2023 D13 Chloride, total mg/L 48.0 48.0 310 No Exceedance 

G232 UA Compliance 01/18/2024 D14 Chloride, total mg/L 60.0 60.0 310 No Exceedance 

G232 UA Compliance 07/09/2024 D15 Chloride, total mg/L 54.0 54.0 310 No Exceedance 

G232 UA Compliance 08/16/2023 D13 Fluoride, total mg/L 0.440 0.440 1.48 No Exceedance 

G232 UA Compliance 01/18/2024 D14 Fluoride, total mg/L 0.510 0.510 1.48 No Exceedance 

G232 UA Compliance 07/09/2024 D15 Fluoride, total mg/L 0.420 0.420 1.48 No Exceedance 

G232 UA Compliance 08/16/2023 D13 pH (field) SU 7.4 7.4 6.6/7.7 No Exceedance 

G232 UA Compliance 01/18/2024 D14 pH (field) SU 7.3 7.3 6.6/7.7 No Exceedance 

G232 UA Compliance 07/09/2024 D15 pH (field) SU 7.2 7.2 6.6/7.7 No Exceedance 

G232 UA Compliance 08/16/2023 D13 Sulfate, total mg/L 126 126 2,200 No Exceedance 

G232 UA Compliance 01/18/2024 D14 Sulfate, total mg/L 298 298 2,200 No Exceedance 

G232 UA Compliance 07/09/2024 D15 Sulfate, total mg/L 125 125 2,200 No Exceedance 

G232 UA Compliance 08/16/2023 D13 Total Dissolved Solids mg/L 670 670 4,100 No Exceedance 

G232 UA Compliance 01/18/2024 D14 Total Dissolved Solids mg/L 890 890 4,100 No Exceedance 

G232 UA Compliance 07/09/2024 D15 Total Dissolved Solids mg/L 722 722 4,100 No Exceedance 

G233 UA Compliance 07/25/2023 D13 Boron, total mg/L 0.0868 0.0868 0.317 No Exceedance 

G233 UA Compliance 01/18/2024 D14 Boron, total mg/L 0.123 0.123 0.317 No Exceedance 

G233 UA Compliance 07/09/2024 D15 Boron, total mg/L 0.133 0.133 0.317 No Exceedance 

G233 UA Compliance 07/25/2023 D13 Calcium, total mg/L 111 111 750 No Exceedance 

G233 UA Compliance 01/18/2024 D14 Calcium, total mg/L 154 154 750 No Exceedance 

G233 UA Compliance 07/09/2024 D15 Calcium, total mg/L 141 141 750 No Exceedance 

G233 UA Compliance 07/25/2023 D13 Chloride, total mg/L 40.0 40.0 310 No Exceedance 

G233 UA Compliance 01/18/2024 D14 Chloride, total mg/L 53.0 53.0 310 No Exceedance 

G233 UA Compliance 07/09/2024 D15 Chloride, total mg/L 53.0 53.0 310 No Exceedance 

G233 UA Compliance 07/25/2023 D13 Fluoride, total mg/L 0.560 0.560 1.48 No Exceedance 

G233 UA Compliance 01/18/2024 D14 Fluoride, total mg/L 0.460 0.460 1.48 No Exceedance 

G233 UA Compliance 07/09/2024 D15 Fluoride, total mg/L 0.420 0.420 1.48 No Exceedance 

G233 UA Compliance 07/25/2023 D13 pH (field) SU 7.0 7.0 6.6/7.7 No Exceedance 

G233 UA Compliance 01/18/2024 D14 pH (field) SU 7.1 7.1 6.6/7.7 No Exceedance 

G233 UA Compliance 07/09/2024 D15 pH (field) SU 7.1 7.1 6.6/7.7 No Exceedance 

G233 UA Compliance 07/25/2023 D13 Sulfate, total mg/L 283 283 2,200 No Exceedance 

G233 UA Compliance 01/18/2024 D14 Sulfate, total mg/L 392 392 2,200 No Exceedance 

G233 UA Compliance 07/09/2024 D15 Sulfate, total mg/L 271 271 2,200 No Exceedance 

G233 UA Compliance 07/25/2023 D13 Total Dissolved Solids mg/L 850 850 4,100 No Exceedance 

G233 UA Compliance 01/18/2024 D14 Total Dissolved Solids mg/L 430 430 4,100 No Exceedance 

G233 UA Compliance 07/09/2024 D15 Total Dissolved Solids mg/L 986 986 4,100 No Exceedance 
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TABLE 2 

ANALYTICAL RESULTS - APPENDIX III PARAMETERS 
2024 40 C.F.R. § 257 ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 
NEWTON POWER PLANT 
LANDFILL 2 
NEWTON, IL 

                      

Notes: 

‑‑ = not applicable 

Comparison Value is different from the Result when the Result is below the Reporting Limit (RL). The Result will not be used in statistical calculations 

due to the inherent uncertainty in results that are below the RL. Half of the RL will be substituted for these data. See the Multi-Site Statistical Analysis 
Plan (Ramboll, 2022a) for more information. 

Event IDs: 

D13 = Quarter 3, 2023 Detection Monitoring sampling event 

D13R = Quarter 4, 2023 Detection Monitoring resampling event 

D14 = Quarter 1, 2024 Detection Monitoring sampling event 

D15 = Quarter 3, 2024 Detection Monitoring sampling event 

HSU = hydrostratigraphic unit: 

UA = Uppermost Aquifer 

ID = identification 

mg/L = milligrams per liter 

Result Code (if applicable): 

NR¹ = Parameter not analyzed. 

NS¹ = Well has been, or will be, abandoned; therefore, a sample was not collected. 

NS² = Well either needs or was undergoing maintenance; therefore, a sample was not collected. 

NS³ = The location was not accessible; therefore, a sample was not collected. 

NS⁴ = The location could not be found; therefore, a sample was not collected. 

NS⁵ = The location was damaged; therefore, a sample was not collected. 

NS⁶ = Sampling pump could not yield a sample. 

NS⁷ = Well was either dry or purged dry and did not recover sufficiently to yield adequate volume for a sample. 

NS⁸ = A sample was not collected. 

PM¹ = Parameter not analyzed as the well purged dry during sample collection and did not sufficiently recover to yield adequate sample 

volume for analysis. 

Result qualifiers as defined in the United States Environmental Protection Agency’s National Functional Guidelines for Inorganic Superfund Methods 

Data Review, EPA 542-R-20-006. November 2020.: 

J- = The result is an estimated quantity, but the result may be biased low. 

J = The result is an estimated quantity. The associated numerical value is the approximate concentration of the analyte in the sample. 

J+ = The result is an estimated quantity, but the result may be biased high. 

U = The analyte was analyzed for, but was not detected above the level of the adjusted detection limit or quantitation limit, as appropriate. 

Statistically Significant Increase (SSI) Type: 

No Exceedance: No exceedance of the background. 

SU = Standard Units 

Generated 2024-12-09 08:12 by banoffra 
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TABLE 3 

STATISTICAL BACKGROUND VALUES 
2024 40 C.F.R. § 257 ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT 

LANDFILL 2 

NEWTON, IL 

Parameter Date Range 
Sample 

Count 

Percent Non-

Detects 

Statistical 

Calculation 

Statistical Background 

Value 

(LPL/UPL) 

Boron (mg/L) 
02/19/2019 - 

08/17/2022 
70 0 Parametric UPL 0.317 

Calcium (mg/L) 
02/19/2019 - 

08/17/2022 
66 0 Non-Parametric UPL 750 

Chloride (mg/L) 
02/19/2019 - 

08/17/2022 
69 0 Non-Parametric UPL 310 

Fluoride (mg/L) 
02/19/2019 - 

08/17/2022 
71 3 Parametric UPL 1.48 

pH (field) (SU) 
02/19/2019 - 

08/17/2022 
75 0 Parametric LPL/UPL 6.6/7.7 

Sulfate (mg/L) 
02/19/2019 - 

08/17/2022 
65 8 Non-Parametric UPL 2,200 

Total Dissolved Solids 

(mg/L) 

02/19/2019 - 

08/17/2022 
68 0 Non-Parametric UPL 4,100 

Notes: 

LPL = lower prediction limit (applicable for pH only) 

mg/L = milligrams per liter 
SU = standard units 

UPL = upper prediction limit 

Generated 2024-11-14 14:26:36.149285 by banoffra 
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http://www.teklabinc.com/

February 20, 2024

WorkOrder: 24010247NEW-24Q1RE:

Dear Eric Bauer:

   

 

234 W. Florida Street
Fifth Floor
Milwaukee, WI 53204

(414) 837-3607
(414) 837-3608

TEL:
FAX:

Eric Bauer
Ramboll

Elizabeth A. Hurley
Director of Customer Service
(618)344-1004 ex 33
ehurley@teklabinc.com

100226Illinois

E-10374Kansas

05002Louisiana

05003Louisiana

9978Oklahoma

Page 1 of 106

TEKLAB, INC received 22 samples for NEW_257_502 on 1/26/2024  1:00:00 PM for the 
analysis presented in the following report.

Samples are analyzed on  an as received basis unless otherwise requested and  documented. The 
sample  results  contained  in  this  report  relate  only  to  the  requested  analytes  of  interest  as 
directed on the chain of custody. NELAP accredited fields of testing are indicated by the letters 
NELAP  under  the  Certification  column.  Unless  otherwise  documented  within  this  report,
Teklab  Inc.  analyzes  samples  utilizing  the  most  current  methods  in  compliance  with  40CFR.
All  tests  are  performed  in  the  Collinsville,  IL  laboratory  unless  otherwise  noted  in  the  Case 
Narrative.

All quality control criteria applicable to the test methods employed for this  project have been 
satisfactorily met and are  in accordance with NELAP except where noted. The following report 
shall not be reproduced, except in full, without the  written approval of Teklab, Inc.

If you have any questions  regarding these tests results, please feel free to call.

Sincerely,

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



This reporting package includes the following:

Report Contents

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247
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____TeklabHdrP

Definitions

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Abbr Definition
* Analytes on report marked with an asterisk are not NELAP accredited

CCV Continuing calibration verification is a check of a standard to determine the state of calibration of an instrument between recalibration.

CRQL A Client Requested Quantitation Limit is a reporting limit that varies according to customer request. The CRQL may not be less than the MDL.

DF Dilution factor is the dilution performed during analysis only and does not take into account any dilutions made during sample preparation. The 
reported result is final and includes all dilution factors.

DNI Did not ignite

DUP Laboratory duplicate is a replicate aliquot prepared under the same laboratory conditions and independently analyzed to obtain a measure of 
precision.

ICV Initial calibration verification is a check of a standard to determine the state of calibration of an instrument before sample analysis is initiated.

IDPH IL Dept. of Public Health

LCS Laboratory control sample is a sample matrix, free from the analytes of interest,spiked with verified known amounts of analytes and analyzed exactly 
like a sample to establish intra-laboratory or analyst specific precision and bias or to assess the performance of all or a portion of the measurement 
system.

LCSD Laboratory control sample duplicate is a replicate laboratory control sample that is prepared and analyzed in order to determine the precision of the 
approved test method.  The acceptable recovery range is listed in the QC Package (provided upon request).

MBLK Method blank is a sample of a matrix similar to the batch of associated sample (when available) that is free from the analytes of interest and is 
processed simultaneously with and under the same conditions as samples through all steps of the analytical procedures, and in which no target 
analytes or interferences should present at concentrations that impact the analytical results for sample analyses.

MDL "The method detection limit is defined as the minimum measured concentration of a substance that can be reported with 99% confidence that the 
 measured concentration is distinguishable from method blank results."

MS Matrix spike is an aliquot of matrix fortified (spiked) with known quantities of specific analytes that is subjected to the entire analytical procedures in 
order to determine the effect of the matrix on an approved test method’s recovery system. The acceptable recovery range is listed in the QC 
Package (provided upon request).

MSD Matrix spike duplicate means a replicate matrix spike that is prepared and analyzed in order to determine the precision of the approved test method. 
The acceptable recovery range is listed in the QC Package (provided upon request).

MW Molecular weight

NC Data is not acceptable for compliance purposes

ND Not Detected at the Reporting Limit

NELAP NELAP Accredited

PQL Practical quantitation limit means the lowest level that can be reliably achieved within specified limits of precision and accuracy during routine 
laboratory operation conditions.

RL The reporting limit the lowest level that the data is displayed in the final report.  The reporting limit may vary according to customer request or sample 
dilution. The reporting limit may not be less than the MDL.

RPD Relative percent difference is a calculated difference between two recoveries (ie. MS/MSD). The acceptable recovery limit is listed in the QC 
Package (provided upon request).

SPK The spike is a known mass of target analyte added to a blank sample or sub-sample; used to determine recovery deficiency or for other quality 
control purposes.

Surr Surrogates are compounds which are similar to the analytes of interest in chemical composition and behavior in the analytical process, but which are 
not normally found in environmental samples.

TIC Tentatively identified compound:  Analytes tentatively identified in the sample by using a library search.  Only results not in the calibration standard 
will be reported as tentatively identified compounds.  Results for tentatively identified compounds that are not present in the calibration standard, but 
are assigned a specific chemical name based upon the library search, are calculated using total peak areas from reconstructed ion chromatograms 
and a response factor of one.  The nearest Internal Standard is used for the calculation.  The results of any TICs must be considered estimated, and 
are flagged with a "T".  If the estimated result is above the calibration range it is flagged "ET"

TNTC Too numerous to count ( > 200 CFU )

Page 3 of 106
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____TeklabHdrP

Definitions

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Qualifiers
# - Unknown hydrocarbon B - Analyte detected in associated Method Blank

C - RL shown is a Client Requested Quantitation Limit E - Value above quantitation range

H - Holding times exceeded I - Associated internal standard was outside method criteria

J - Analyte detected below quantitation limits M - Manual Integration used to determine area response

ND - Not Detected at the Reporting Limit R - RPD outside accepted recovery limits

S - Spike Recovery outside recovery limits T - TIC(Tentatively identified compound)

X - Value exceeds Maximum Contaminant Level

Page 4 of 106
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Case Narrative

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Cooler Receipt Temp: 5.1 °C

Locations

___________________________________Collinsville

5445 Horseshoe Lake Road

Collinsville, IL 62234-7425

(618) 344-1004

(618) 344-1005

jhriley@teklabinc.com

___________________________________Springfield

3920 Pintail Dr

Springfield, IL 62711-9415

(217) 698-1004

(217) 698-1005

KKlostermann@teklabinc.com

___________________________________Kansas City

8421 Nieman Road

Lenexa, KS 66214

(913) 541-1998

(913) 541-1998

jhriley@teklabinc.com

___________________________________Collinsville Air

5445 Horseshoe Lake Road

Collinsville, IL 62234-7425

(618) 344-1004

(618) 344-1005

EHurley@teklabinc.com

___________________________________Chicago

1319 Butterfield Rd.

Downers Grove, IL 60515

(630) 324-6855

arenner@teklabinc.com

Page 5 of 106

An employee of Teklab,  Inc. collected the sample(s).

G048MG was not accessible for sample collection.  EAH 1/26/24

Date/times of collection for depth, only, wells are per SAR depth forms.  EAH 1/29/24

G208 could not be collected.  The pump is inoperable and got stuck in the well when the team attempted to collect with 
a submersible pump.  Ramboll and Vistra were notified by the field team.  FB/EAH 1/29/24

L301 could not be collected. The air/discharge lines appear to be damaged;  the pump would not draw  sample volume.
No alternative sampling method is available for this  location.  FB/EAH 1/29/24

G203 and G230 collection times will be reported per the field file(s) rather than per the chain of custody markings.
EAH 2/7/24

Per Eric Bauer's request,  only NEW_257_502 data  is included in this report.  EAH 2/20/24

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



____TeklabHdrP

Accreditations

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

NELAPState Cert # Exp Date LabDept

Illinois 100226 1/31/2025 CollinsvilleNELAPIEPA

Kansas E-10374 4/30/2024 CollinsvilleNELAPKDHE

Louisiana 05002 6/30/2024 CollinsvilleNELAPLDEQ

Louisiana 05003 6/30/2024 CollinsvilleNELAPLDEQ

Oklahoma 9978 8/31/2024 CollinsvilleNELAPODEQ

Arkansas 88-0966 3/14/2024 CollinsvilleADEQ

Illinois 17584 5/31/2025 CollinsvilleIDPH

Iowa 430 6/1/2024 CollinsvilleIDNR

Kentucky 0073 1/31/2025 CollinsvilleUST

Missouri 00930 10/31/2026 CollinsvilleMDNR

Missouri 930 1/31/2025 CollinsvilleMDNR

Page 6 of 106http://www.teklabinc.com/
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/25/2024  10:00

Lab ID: 24010247-023 Client Sample ID: G006D

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/25/2024 10:000 ft 130.00* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/25/2024 10:001.0 NTU 1120* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/25/2024 10:00-300 mV 1131* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/25/2024 10:000 µS/cm 11260* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/25/2024 10:000 °C 110.7* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/25/2024 10:000 mg/L 11.46* 0 R342563

SW-846 9040B FIELD
pH 01/25/2024 10:001.00 16.94* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/29/2024 11:530 mg/L 1806NELAP 0 R342348

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/29/2024 11:530 mg/L 10NELAP 0 R342348

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/29/2024 11:0850 mg/L 2.5810NELAP 40 R342377

SW-846 9036 (TOTAL)
Sulfate 01/30/2024 13:0310 mg/L 111NELAP 6 R342402

SW-846 9214 (TOTAL)
Fluoride 01/30/2024 12:510.10 mg/L 11.00NELAP 0.04 R342388

SW-846 9251 (TOTAL)
Chloride 01/29/2024 14:2840 mg/L 1051NELAP 5 R342343

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/26/2024 16:380.100 mg/L 1112NELAP 0.035 217877

Magnesium 01/26/2024 16:380.050 mg/L 148.6NELAP 0.006 217877

Potassium 01/26/2024 16:380.100 mg/L 13.19NELAP 0.040 217877

Sodium 01/26/2024 16:380.050 mg/L 1148NELAP 0.020 217877

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 02/01/2024 2:1625.0 µg/L 5179NELAP 9.2 217877
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/25/2024  11:59

Lab ID: 24010247-048 Client Sample ID: G201

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/25/2024 11:590 ft 117.75* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/25/2024 11:591.0 NTU 113* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/25/2024 11:59-300 mV 1-70* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/25/2024 11:590 µS/cm 11000* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/25/2024 11:590 °C 112.2* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/25/2024 11:590 mg/L 12.14* 0 R342563

SW-846 9040B FIELD
pH 01/25/2024 11:591.00 17.27* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/29/2024 12:010 mg/L 1266NELAP 0 R342348

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/29/2024 12:010 mg/L 10NELAP 0 R342348

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/29/2024 10:36100 mg/L 5960NELAP 80 R342377

SW-846 9036 (TOTAL)
Sulfate 01/29/2024 16:20200 mg/L 20444NELAP 123 R342339

SW-846 9214 (TOTAL)
Fluoride 01/30/2024 12:260.10 mg/L 10.81NELAP 0.04 R342388

SW-846 9251 (TOTAL)
Chloride 01/29/2024 16:154 mg/L 17NELAP 1 R342343

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/26/2024 16:390.100 mg/L 1198NELAP 0.035 217877

Magnesium 01/26/2024 16:390.050 mg/L 125.7NELAP 0.006 217877

Potassium 01/26/2024 16:390.100 mg/L 14.30NELAP 0.040 217877

Sodium 01/26/2024 16:390.050 mg/L 194.6NELAP 0.020 217877

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 02/01/2024 2:2225.0 µg/L 5135NELAP 9.2 217877
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/17/2024  10:07

Lab ID: 24010247-049 Client Sample ID: G202

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/17/2024 10:070 ft 148.79* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/17/2024 10:071.0 NTU 113* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/17/2024 10:07-300 mV 1137* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/17/2024 10:070 µS/cm 11120* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/17/2024 10:070 °C 16.9* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/17/2024 10:070 mg/L 14.58* 0 R342563

SW-846 9040B FIELD
pH 01/17/2024 10:071.00 17.58* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/17/2024 14:480 mg/L 1483NELAP 0 R341909

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/17/2024 14:480 mg/L 10NELAP 0 R341909

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/18/2024 9:1450 mg/L 2.5655NELAP 40 R342029

SW-846 9036 (TOTAL)
Sulfate 01/18/2024 16:4850 mg/L 588NELAP 31 R341983

SW-846 9214 (TOTAL)
Fluoride 01/18/2024 12:040.10 mg/L 10.53NELAP 0.04 R341950

SW-846 9251 (TOTAL)
Chloride 01/18/2024 16:4920 mg/L 560NELAP 2 R341985

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/18/2024 11:460.100 mg/L 1120NELAP 0.035 217484

Magnesium 01/18/2024 11:460.050 mg/L 145.3NELAP 0.006 217484

Potassium 01/18/2024 11:460.100 mg/L 11.97NELAP 0.040 217484

Sodium 01/18/2024 11:460.050 mg/L 197.3NELAP 0.018 217484

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 01/23/2024 15:2525.0 µg/L 5170NELAP 9.2 217484
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/17/2024  11:24

Lab ID: 24010247-050 Client Sample ID: G203

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/17/2024 11:230 ft 142.25* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/17/2024 11:231.0 NTU 168* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/17/2024 11:23-300 mV 1-7* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/17/2024 11:230 µS/cm 11120* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/17/2024 11:230 °C 111.5* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/17/2024 11:230 mg/L 10.83* 0 R342563

SW-846 9040B FIELD
pH 01/17/2024 11:231.00 17.27* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/18/2024 15:000 mg/L 1478NELAP 0 R341986

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/18/2024 15:000 mg/L 10NELAP 0 R341986

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/18/2024 13:5750 mg/L 2.5685NELAP 40 R342029

SW-846 9036 (TOTAL)
Sulfate 01/19/2024 12:10100 mg/L 10132NELAP 61 R342020

SW-846 9214 (TOTAL)
Fluoride 01/19/2024 10:450.10 mg/L 10.41NELAP 0.04 R342001

SW-846 9251 (TOTAL)
Chloride 01/19/2024 12:1040 mg/L 1051NELAP 5 R342023

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/19/2024 12:430.100 mg/L 1120NELAP 0.035 217566

Magnesium 01/19/2024 12:430.050 mg/L 143.9NELAP 0.006 217566

Potassium 01/19/2024 12:430.100 mg/L 11.89NELAP 0.040 217566

Sodium 01/19/2024 12:430.050 mg/L 176.9NELAP 0.018 217566

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 01/24/2024 20:0025.0 µg/L 584.7NELAP 9.2 217566
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/18/2024  14:22

Lab ID: 24010247-054 Client Sample ID: G220

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/18/2024 14:220 ft 118.62* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/18/2024 14:221.0 NTU 139* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/18/2024 14:22-300 mV 126* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/18/2024 14:220 µS/cm 11020* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/18/2024 14:220 °C 113.9* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/18/2024 14:220 mg/L 11.64* 0 R342563

SW-846 9040B FIELD
pH 01/18/2024 14:221.00 16.88* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/19/2024 15:560 mg/L 1666NELAP 0 R342036

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/19/2024 15:560 mg/L 10NELAP 0 R342036

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/23/2024 11:0320 mg/L 1726NELAP 16 R342154

SW-846 9036 (TOTAL)
Sulfate 01/23/2024 13:4810 mg/L 110NELAP 6 R342116

SW-846 9214 (TOTAL)
Fluoride 01/22/2024 9:460.10 mg/L 11.58NELAP 0.04 R342042

SW-846 9251 (TOTAL)
Chloride 01/23/2024 13:484 mg/L 141NELAP 1 R342118

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/24/2024 9:210.100 mg/L 194.0NELAP 0.035 217595

Magnesium 01/24/2024 9:210.050 mg/L 139.2NELAP 0.006 217595

Potassium 01/24/2024 9:210.100 mg/L 12.77NELAP 0.040 217595

Sodium 01/24/2024 9:210.050 mg/L 1137NELAP 0.018 217595

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 01/24/2024 20:4825.0 µg/L 5230NELAP 9.2 217595
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/17/2024  13:33

Lab ID: 24010247-056 Client Sample ID: G222

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/17/2024 13:330 ft 118.19* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/17/2024 13:331.0 NTU 15.8* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/17/2024 13:33-300 mV 1-20* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/17/2024 13:330 µS/cm 11650* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/17/2024 13:330 °C 112.4* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/17/2024 13:330 mg/L 11.94* 0 R342563

SW-846 9040B FIELD
pH 01/17/2024 13:331.00 17.54* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/18/2024 15:060 mg/L 1806NELAP 0 R341986

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/18/2024 15:060 mg/L 10NELAP 0 R341986

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/18/2024 13:5850 mg/L 2.51060NELAP 40 R342029

SW-846 9036 (TOTAL)
Sulfate 01/19/2024 12:4950 mg/L 5130NELAP 31 R342020

SW-846 9214 (TOTAL)
Fluoride 01/19/2024 10:470.10 mg/L 11.20NELAP 0.04 R342001

SW-846 9251 (TOTAL)
Chloride 01/19/2024 12:5020 mg/L 580NELAP 2 R342023

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/19/2024 12:450.100 mg/L 1134NELAP 0.035 217566

Magnesium 01/19/2024 12:450.050 mg/L 159.8NELAP 0.006 217566

Potassium 01/19/2024 12:450.100 mg/L 13.03NELAP 0.040 217566

Sodium 01/19/2024 12:450.050 mg/L 1210NELAP 0.018 217566

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 01/29/2024 19:3625.0 µg/L 5238NELAP 9.2 217566
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/23/2024  13:59

Lab ID: 24010247-057 Client Sample ID: G223

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/23/2024 13:590 ft 135.65* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/23/2024 13:591.0 NTU 124* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/23/2024 13:59-300 mV 1122* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/23/2024 13:590 µS/cm 12870* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/23/2024 13:590 °C 113.1* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/23/2024 13:590 mg/L 11.26* 0 R342563

SW-846 9040B FIELD
pH 01/23/2024 13:591.00 16.86* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/24/2024 11:430 mg/L 1896NELAP 0 R342153

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/24/2024 11:430 mg/L 10NELAP 0 R342153

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/24/2024 10:4320 mg/L 12570NELAP 16 R342206

SW-846 9036 (TOTAL)
Sulfate 01/24/2024 14:33500 mg/L 50832NELAP 307 R342183

SW-846 9214 (TOTAL)
Fluoride 01/24/2024 13:230.10 mg/L 10.74NELAP 0.04 R342128

SW-846 9251 (TOTAL)
Chloride 01/24/2024 14:1440 mg/L 10339NELAP 5 R342184

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/25/2024 12:180.100 mg/L 1363NELAP 0.035 217740

Magnesium 01/25/2024 12:180.050 mg/L 1156NELAP 0.006 217740

Potassium 01/25/2024 12:180.100 mg/L 14.52NELAP 0.040 217740

Sodium 01/25/2024 12:180.050 mg/L 1336NELAP 0.018 217740

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 02/01/2024 2:0025.0 µg/L 5217NELAP 9.2 217740
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/23/2024  14:49

Lab ID: 24010247-058 Client Sample ID: G224

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/23/2024 14:490 ft 143.41* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/23/2024 14:491.0 NTU 161* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/23/2024 14:49-300 mV 1108* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/23/2024 14:490 µS/cm 1960* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/23/2024 14:490 °C 112.4* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/23/2024 14:490 mg/L 11.17* 0 R342563

SW-846 9040B FIELD
pH 01/23/2024 14:491.00 17.31* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/24/2024 11:510 mg/L 1485NELAP 0 R342153

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/24/2024 11:510 mg/L 10NELAP 0 R342153

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/24/2024 10:4320 mg/L 1754NELAP 16 R342206

SW-846 9036 (TOTAL)
Sulfate 01/24/2024 14:40100 mg/L 10147NELAP 61 R342183

SW-846 9214 (TOTAL)
Fluoride 01/24/2024 13:340.10 mg/L 10.39NELAP 0.04 R342128

SW-846 9251 (TOTAL)
Chloride 01/24/2024 14:354 mg/L 150NELAP 1 R342184

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/25/2024 12:200.100 mg/L 1136NELAP 0.035 217740

Magnesium 01/25/2024 12:200.050 mg/L 152.3NELAP 0.006 217740

Potassium 01/25/2024 12:200.100 mg/L 12.07NELAP 0.040 217740

Sodium 01/25/2024 12:200.050 mg/L 176.0NELAP 0.018 217740

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 02/01/2024 2:0525.0 µg/L 5101NELAP 9.2 217740
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/18/2024  11:00

Lab ID: 24010247-060 Client Sample ID: G230

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/18/2024 11:010 ft 149.79* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/18/2024 11:001.0 NTU 147* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/18/2024 11:00-300 mV 1138* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/18/2024 11:000 µS/cm 11480* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/18/2024 11:000 °C 112.9* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/18/2024 11:000 mg/L 11.43* 0 R342563

SW-846 9040B FIELD
pH 01/18/2024 11:001.00 17.03* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/19/2024 16:030 mg/L 1510NELAP 0 R342036

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/19/2024 16:030 mg/L 10NELAP 0 R342036

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/22/2024 9:5050 mg/L 2.51090NELAP 40 R342098

SW-846 9036 (TOTAL)
Sulfate 01/24/2024 11:31200 mg/L 20403NELAP 123 R342183

SW-846 9214 (TOTAL)
Fluoride 01/22/2024 9:480.10 mg/L 10.56NELAP 0.04 R342042

SW-846 9251 (TOTAL)
Chloride 01/23/2024 13:548 mg/L 274NELAP 1 R342118

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/24/2024 9:360.100 mg/L 1157NELAP 0.035 217595

Magnesium 01/24/2024 9:360.050 mg/L 164.8NELAP 0.006 217595

Potassium 01/24/2024 9:360.100 mg/L 16.93NELAP 0.040 217595

Sodium 01/24/2024 9:360.050 mg/L 1137NELAP 0.018 217595

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 01/24/2024 20:5425.0 µg/L 5127NELAP 9.2 217595
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/18/2024  11:26

Lab ID: 24010247-061 Client Sample ID: G231

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/18/2024 11:260 ft 148.16* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/18/2024 11:261.0 NTU 134* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/18/2024 11:26-300 mV 1129* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/18/2024 11:260 µS/cm 11090* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/18/2024 11:260 °C 112.1* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/18/2024 11:260 mg/L 12.21* 0 R342563

SW-846 9040B FIELD
pH 01/18/2024 11:261.00 17.31* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/19/2024 16:090 mg/L 1474NELAP 0 R342036

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/19/2024 16:090 mg/L 10NELAP 0 R342036

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/22/2024 9:5050 mg/L 2.5740NELAP 40 R342098

SW-846 9036 (TOTAL)
Sulfate 01/23/2024 14:36100 mg/L 10221NELAP 61 R342116

SW-846 9214 (TOTAL)
Fluoride 01/22/2024 9:490.10 mg/L 10.49NELAP 0.04 R342042

SW-846 9251 (TOTAL)
Chloride 01/23/2024 14:318 mg/L 263NELAP 1 R342118

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/24/2024 9:370.100 mg/L 1123NELAP 0.035 217595

Magnesium 01/24/2024 9:370.050 mg/L 148.2NELAP 0.006 217595

Potassium 01/24/2024 9:370.100 mg/L 14.17NELAP 0.040 217595

Sodium 01/24/2024 9:370.050 mg/L 1113NELAP 0.018 217595

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 01/24/2024 21:0025.0 µg/L 599.1NELAP 9.2 217595
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/18/2024  11:57

Lab ID: 24010247-062 Client Sample ID: G232

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/18/2024 11:570 ft 136.50* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/18/2024 11:571.0 NTU 138* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/18/2024 11:57-300 mV 187* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/18/2024 11:570 µS/cm 11250* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/18/2024 11:570 °C 112.6* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/18/2024 11:570 mg/L 11.45* 0 R342563

SW-846 9040B FIELD
pH 01/18/2024 11:571.00 17.26* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/19/2024 16:150 mg/L 1477NELAP 0 R342036

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/19/2024 16:150 mg/L 10NELAP 0 R342036

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/22/2024 9:5050 mg/L 2.5890NELAP 40 R342098

SW-846 9036 (TOTAL)
Sulfate 01/23/2024 14:44100 mg/L 10298NELAP 61 R342116

SW-846 9214 (TOTAL)
Fluoride 01/22/2024 9:510.10 mg/L 10.51NELAP 0.04 R342042

SW-846 9251 (TOTAL)
Chloride 01/23/2024 14:398 mg/L 260NELAP 1 R342118

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/24/2024 9:380.100 mg/L 1132NELAP 0.035 217595

Magnesium 01/24/2024 9:380.050 mg/L 149.8NELAP 0.006 217595

Potassium 01/24/2024 9:380.100 mg/L 13.94NELAP 0.040 217595

Sodium 01/24/2024 9:380.050 mg/L 1112NELAP 0.018 217595

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 01/24/2024 21:0625.0 µg/L 5116NELAP 9.2 217595
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/18/2024  12:32

Lab ID: 24010247-063 Client Sample ID: G233

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/18/2024 12:320 ft 142.33* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/18/2024 12:321.0 NTU 114* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/18/2024 12:32-300 mV 188* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/18/2024 12:320 µS/cm 11380* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/18/2024 12:320 °C 111.5* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/18/2024 12:320 mg/L 11.27* 0 R342563

SW-846 9040B FIELD
pH 01/18/2024 12:321.00 17.07* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/19/2024 16:220 mg/L 1518NELAP 0 R342036

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/19/2024 16:220 mg/L 10NELAP 0 R342036

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/22/2024 9:5150 mg/L 2.5430NELAP 40 R342098

SW-846 9036 (TOTAL)
Sulfate 01/23/2024 14:52100 mg/L 10392NELAP 61 R342116

SW-846 9214 (TOTAL)
Fluoride 01/22/2024 9:580.10 mg/L 10.46NELAP 0.04 R342042

SW-846 9251 (TOTAL)
Chloride 01/23/2024 14:478 mg/L 253NELAP 1 R342118

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/24/2024 9:380.100 mg/L 1154NELAP 0.035 217595

Magnesium 01/24/2024 9:380.050 mg/L 161.0NELAP 0.006 217595

Potassium 01/24/2024 9:380.100 mg/L 13.25NELAP 0.040 217595

Sodium 01/24/2024 9:380.050 mg/L 1108NELAP 0.018 217595

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 01/24/2024 21:1225.0 µg/L 5123NELAP 9.2 217595
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/26/2024  10:10

Lab ID: 24010247-065 Client Sample ID: L1R-leachate

Matrix: LEACHATE

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/26/2024 10:100 ft 155.23* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/26/2024 10:101.0 NTU 1150* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/26/2024 10:10-300 mV 16* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/26/2024 10:100 µS/cm 137700* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/26/2024 10:100 °C 116.4* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/26/2024 10:100 mg/L 13.93* 0 R342563

SW-846 9040B FIELD
pH 01/26/2024 10:101.00 110.9* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/29/2024 12:050 mg/L 182NELAP 0 R342348

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/29/2024 12:050 mg/L 1626NELAP 0 R342348

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/30/2024 11:17400 mg/L 2047800NELAP 320 R342436

SW-846 9036 (TOTAL)
Sulfate 01/30/2024 17:545000 mg/L 50021600NELAP 3070 R342402

SW-846 9214 (TOTAL)
Fluoride 02/02/2024 9:131.00 mg/L 101.28NELAP 0.37 R342565

SW-846 9251 (TOTAL)
Chloride 01/30/2024 17:542000 mg/L 5009070NELAP 250 R342407

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/30/2024 10:3810.0 mg/L 100721NELAP 3.50 217908

Magnesium 01/30/2024 10:451.00 mg/L 207.30NELAP 0.110 217908

Potassium 01/30/2024 10:5250.0 mg/L 5001840NELAP 20.0 217908

Sodium B 01/30/2024 10:402.50 mg/L 5015400NELAP 0.900 217908

Sample result(s) for Na exceed 10 times the method blank contamination. Data is reportable per the TNI Standard.

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 02/02/2024 18:37100 µg/L 2011900NELAP 37.0 217908
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/24/2024  11:55

Lab ID: 24010247-092 Client Sample ID: R217D

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/24/2024 11:550 ft 119.35* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/24/2024 11:551.0 NTU 124* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/24/2024 11:55-300 mV 1160* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/24/2024 11:550 µS/cm 13080* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/24/2024 11:550 °C 112.9* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/24/2024 11:550 mg/L 10.91* 0 R342563

SW-846 9040B FIELD
pH 01/24/2024 11:551.00 16.41* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/25/2024 9:190 mg/L 1550NELAP 0 R342204

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/25/2024 9:190 mg/L 10NELAP 0 R342204

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/25/2024 11:1050 mg/L 2.53580NELAP 40 R342265

SW-846 9036 (TOTAL)
Sulfate 01/25/2024 14:211000 mg/L 1002070NELAP 614 R342249

SW-846 9214 (TOTAL)
Fluoride 01/25/2024 11:110.10 mg/L 10.31NELAP 0.04 R342170

SW-846 9251 (TOTAL)
Chloride 01/25/2024 14:1640 mg/L 10108NELAP 5 R342251

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium S 01/26/2024 10:260.100 mg/L 1538NELAP 0.035 217822

Magnesium S 01/26/2024 10:260.050 mg/L 1279NELAP 0.006 217822

Potassium 01/26/2024 10:260.100 mg/L 16.27NELAP 0.040 217822

Sodium S 01/26/2024 10:260.050 mg/L 1170NELAP 0.018 217822

Matrix spike control limits are not applicable due to high sample/spike ratio.

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 01/31/2024 18:1425.0 µg/L 5182NELAP 9.2 217822
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/26/2024  10:15

Lab ID: 24010247-100 Client Sample ID: Field Blank

Matrix: AQUEOUS

Batch 

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/29/2024 12:130 mg/L 11NELAP 0 R342348

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/29/2024 12:130 mg/L 10NELAP 0 R342348

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/29/2024 11:0820 mg/L 1< 20NELAP 16 R342377

SW-846 9036 (TOTAL)
Sulfate 01/30/2024 13:3610 mg/L 1< 10NELAP 6 R342402

SW-846 9214 (TOTAL)
Fluoride 01/30/2024 12:550.10 mg/L 1< 0.10NELAP 0.04 R342388

SW-846 9251 (TOTAL)
Chloride 01/30/2024 13:354 mg/L 1< 4NELAP 1 R342407

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/29/2024 17:370.100 mg/L 1< 0.100NELAP 0.035 217908

Magnesium 01/29/2024 17:370.050 mg/L 1< 0.050NELAP 0.006 217908

Potassium 01/29/2024 17:370.100 mg/L 1< 0.100NELAP 0.040 217908

Sodium BJ 01/29/2024 17:370.050 mg/L 10.043NELAP 0.018 217908

Contamination present in the MBLK for Na. Sample results below the reporting limit are reportable per the TNI Standard.

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 02/05/2024 15:1425.0 µg/L 5< 25.0NELAP 9.2 217908

Contamination present in the MBLK. Sample results below the reporting limit are reportable per the TNI Standard.
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/25/2024  10:00

Lab ID: 24010247-103 Client Sample ID: G006D Duplicate

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 01/25/2024 10:000 ft 130.00* 0 R342563

STANDARD METHODS  2130 B FIELD
Turbidity 01/25/2024 10:001.0 NTU 1120* 1.0 R342563

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 01/25/2024 10:00-300 mV 1131* -300 R342563

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 01/25/2024 10:000 µS/cm 11260* 0 R342563

STANDARD METHODS 2550 B FIELD
Temperature 01/25/2024 10:000 °C 110.7* 0 R342563

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 01/25/2024 10:000 mg/L 11.46* 0 R342563

SW-846 9040B FIELD
pH 01/25/2024 10:001.00 16.94* 0 R342563

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/29/2024 12:160 mg/L 1804NELAP 0 R342348

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/29/2024 12:160 mg/L 10NELAP 0 R342348

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/29/2024 11:0850 mg/L 2.5775NELAP 40 R342377

SW-846 9036 (TOTAL)
Sulfate 01/30/2024 13:5710 mg/L 110NELAP 6 R342402

SW-846 9214 (TOTAL)
Fluoride 01/30/2024 12:360.10 mg/L 10.91NELAP 0.04 R342388

SW-846 9251 (TOTAL)
Chloride 01/30/2024 13:5940 mg/L 1053NELAP 5 R342407

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 01/26/2024 16:410.100 mg/L 1111NELAP 0.035 217877

Magnesium 01/26/2024 16:410.050 mg/L 148.5NELAP 0.006 217877

Potassium 01/26/2024 16:410.100 mg/L 13.11NELAP 0.040 217877

Sodium 01/26/2024 16:410.050 mg/L 1145NELAP 0.020 217877

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 02/01/2024 2:2825.0 µg/L 5173NELAP 9.2 217877
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/23/2024  15:21

Lab ID: 24010247-105 Client Sample ID: Equipment Blank 1

Matrix: AQUEOUS

Batch 

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/24/2024 11:570 mg/L 13NELAP 0 R342153

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/24/2024 11:570 mg/L 10NELAP 0 R342153

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/24/2024 10:5320 mg/L 1< 20NELAP 16 R342206

SW-846 9036 (TOTAL)
Sulfate 01/24/2024 14:4310 mg/L 1< 10NELAP 6 R342183

SW-846 9214 (TOTAL)
Fluoride 01/24/2024 13:350.10 mg/L 1< 0.10NELAP 0.04 R342128

SW-846 9251 (TOTAL)
Chloride 01/24/2024 14:444 mg/L 1< 4NELAP 1 R342184

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium J 01/25/2024 12:230.10 mg/L 10.089NELAP 0.035 217740

Magnesium J 01/25/2024 12:230.050 mg/L 10.024NELAP 0.006 217740

Potassium 01/25/2024 12:230.100 mg/L 1< 0.100NELAP 0.040 217740

Sodium J 01/25/2024 12:230.050 mg/L 10.022NELAP 0.018 217740

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 02/01/2024 2:1125.0 µg/L 5< 25.0NELAP 9.2 217740
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/24/2024  14:51

Lab ID: 24010247-106 Client Sample ID: Equipment Blank 2

Matrix: AQUEOUS

Batch 

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/25/2024 9:250 mg/L 11NELAP 0 R342204

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/25/2024 9:250 mg/L 10NELAP 0 R342204

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 01/25/2024 11:1020 mg/L 1< 20NELAP 16 R342265

SW-846 9036 (TOTAL)
Sulfate 01/25/2024 14:2410 mg/L 1< 10NELAP 6 R342249

SW-846 9214 (TOTAL)
Fluoride 01/25/2024 11:130.10 mg/L 1< 0.10NELAP 0.04 R342170

SW-846 9251 (TOTAL)
Chloride 01/25/2024 14:244 mg/L 1< 4NELAP 1 R342251

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium J 01/26/2024 9:440.10 mg/L 10.059NELAP 0.035 217822

Magnesium J 01/26/2024 9:440.050 mg/L 10.025NELAP 0.006 217822

Potassium 01/26/2024 9:440.100 mg/L 1< 0.100NELAP 0.040 217822

Sodium 01/26/2024 9:440.050 mg/L 10.066NELAP 0.018 217822

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 01/31/2024 19:0125.0 µg/L 5< 25.0NELAP 9.2 217822
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 01/26/2024  10:20

Lab ID: 24010247-107 Client Sample ID: Equipment Blank 3

Matrix: AQUEOUS

Batch 

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 01/29/2024 12:250 mg/L 15NELAP 0 R342348

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 01/29/2024 12:250 mg/L 10NELAP 0 R342348

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids J 01/29/2024 11:0920 mg/L 116NELAP 16 R342377

SW-846 9036 (TOTAL)
Sulfate J 01/30/2024 14:2610 mg/L 18NELAP 6 R342402

SW-846 9214 (TOTAL)
Fluoride 01/30/2024 12:580.10 mg/L 1< 0.10NELAP 0.04 R342388

SW-846 9251 (TOTAL)
Chloride J 01/30/2024 14:264 mg/L 12NELAP 1 R342407

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium J 01/29/2024 17:320.10 mg/L 10.040NELAP 0.035 217908

Magnesium J 01/29/2024 17:320.050 mg/L 10.009NELAP 0.006 217908

Potassium 01/29/2024 17:320.100 mg/L 1< 0.100NELAP 0.040 217908

Sodium BJ 01/29/2024 17:320.050 mg/L 10.025NELAP 0.018 217908

Contamination present in the MBLK for Na. Sample results below the reporting limit are reportable per the TNI Standard.

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 02/01/2024 20:0825.0 µg/L 5< 25.0NELAP 9.2 217908

Contamination present in the MBLK. Sample results below the reporting limit are reportable per the TNI Standard.
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Lab Sample ID Client Sample ID Collection DateFractions

TeklabHdrP

Matrix

Sample Summary

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

24010247-023 G006D 01/25/2024 10:002Groundwater

24010247-024 G048MG 2Groundwater

24010247-048 G201 01/25/2024 11:592Groundwater

24010247-049 G202 01/17/2024 10:072Groundwater

24010247-050 G203 01/17/2024 11:242Groundwater

24010247-051 G208 2Groundwater

24010247-054 G220 01/18/2024 14:222Groundwater

24010247-056 G222 01/17/2024 13:332Groundwater

24010247-057 G223 01/23/2024 13:592Groundwater

24010247-058 G224 01/23/2024 14:492Groundwater

24010247-060 G230 01/18/2024 11:003Groundwater

24010247-061 G231 01/18/2024 11:266Groundwater

24010247-062 G232 01/18/2024 11:576Groundwater

24010247-063 G233 01/18/2024 12:326Groundwater

24010247-065 L1R-leachate 01/26/2024 10:102Leachate

24010247-071 L301-leachate 2Leachate

24010247-092 R217D 01/24/2024 11:556Groundwater

24010247-100 Field Blank 01/26/2024 10:156Aqueous

24010247-103 G006D Duplicate 01/25/2024 10:002Groundwater

24010247-105 Equipment Blank 1 01/23/2024 15:216Aqueous

24010247-106 Equipment Blank 2 01/24/2024 14:516Aqueous

24010247-107 Equipment Blank 3 01/26/2024 10:206Aqueous
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STANDARD METHODS 2510 B FIELD

SampID: LCS-R342563-1

SampType: LCS µS/cmUnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 01/16/20240 14121410 99.60 90 110*

SampID: LCS-R342563-10

SampType: LCS µS/cmUnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 01/23/20240 14121420 100.60 90 110*

SampID: LCS-R342563-11

SampType: LCS µS/cmUnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 01/24/20240 14121420 100.80 90 110*

SampID: LCS-R342563-12

SampType: LCS µS/cmUnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 01/25/20240 14121420 100.60 90 110*

SampID: LCS-R342563-13

SampType: LCS µS/cmUnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 01/26/20240 14121420 100.80 90 110*

SampID: LCS-R342563-2

SampType: LCS µS/cmUnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 01/17/20240 14121410 100.10 90 110*

SampID: LCS-R342563-3

SampType: LCS µS/cmUnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 01/18/20240 14121410 99.80 90 110*

SampID: LCS-R342563-4

SampType: LCS µS/cmUnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 01/23/20240 14121410 99.80 90 110*
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STANDARD METHODS 2510 B FIELD

SampID: LCS-R342563-5

SampType: LCS µS/cmUnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 01/24/20240 14121410 99.90 90 110*

SampID: LCS-R342563-6

SampType: LCS µS/cmUnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 01/25/20240 14121420 100.60 90 110*

SampID: LCS-R342563-7

SampType: LCS µS/cmUnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 01/16/20240 14121420 100.50 90 110*

SampID: LCS-R342563-8

SampType: LCS µS/cmUnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 01/17/20240 14121420 100.60 90 110*

SampID: LCS-R342563-9

SampType: LCS µS/cmUnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 01/18/20240 14121400 99.00 90 110*

SW-846 9040B FIELD

SampID: LCS-R342563-1

SampType: LCS UnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 01/16/20241.00 7.0007.09 101.30 98.57 101.4*

SampID: LCS-R342563-10

SampType: LCS UnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 01/23/20241.00 7.0007.03 100.40 98.57 101.4*
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SW-846 9040B FIELD

SampID: LCS-R342563-11

SampType: LCS UnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 01/24/20241.00 7.0007.03 100.40 98.57 101.4*

SampID: LCS-R342563-12

SampType: LCS UnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 01/25/20241.00 7.0007.02 100.30 98.57 101.4*

SampID: LCS-R342563-13

SampType: LCS UnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 01/26/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-R342563-2

SampType: LCS UnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 01/17/20241.00 7.0007.08 101.10 98.57 101.4*

SampID: LCS-R342563-3

SampType: LCS UnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 01/18/20241.00 7.0007.09 101.30 98.57 101.4*

SampID: LCS-R342563-4

SampType: LCS UnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 01/23/20241.00 7.0007.08 101.10 98.57 101.4*

SampID: LCS-R342563-5

SampType: LCS UnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 01/24/20241.00 7.0007.10 101.40 98.57 101.4*

SampID: LCS-R342563-6

SampType: LCS UnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 01/25/20241.00 7.0007.09 101.30 98.57 101.4*
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SW-846 9040B FIELD

SampID: LCS-R342563-7

SampType: LCS UnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 01/16/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-R342563-8

SampType: LCS UnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 01/17/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-R342563-9

SampType: LCS UnitsR342563Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 01/18/20241.00 7.0007.08 101.10 98.57 101.4*

EPA 600 350.1 (DISSOLVED)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342034Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 01/22/20240.10 0.0270< 0.10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342034Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 01/22/20240.10 1.0001.02 102.40 90 110

SampID: 24010247-062FMS

SampType: MS mg/LUnitsR342034Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 01/22/20241.00 20.0024.1 96.24.909 90 110

SampID: 24010247-062FMSD

SampType: MSD mg/LUnitsR342034Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 01/22/20241.00 20.0024.1 96.2 0.004.909 24.15
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EPA 600 350.1 (DISSOLVED)

SampID: 24011294-001CMS

SampType: MS mg/LUnitsR342034Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) S 01/22/20240.20 4.0004.13 75.21.119 90 110

SampID: 24011294-001CMSD

SampType: MSD mg/LUnitsR342034Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) S 01/22/20240.20 4.0004.11 74.7 0.491.119 4.127

SampID: 24011300-007BMS

SampType: MS mg/LUnitsR342034Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 01/22/20240.10 2.0001.95 97.40 90 110

SampID: 24011300-007BMSD

SampType: MSD mg/LUnitsR342034Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 01/22/20240.10 2.0001.97 98.4 1.020 1.949

SampID: 24011334-001AMS

SampType: MS mg/LUnitsR342034Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 01/22/20240.10 2.0001.96 98.20 90 110

SampID: 24011334-001AMSD

SampType: MSD mg/LUnitsR342034Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 01/22/20240.10 2.0001.96 98.1 0.100 1.964

SampID: 24011359-011EMS

SampType: MS mg/LUnitsR342034Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 01/22/20240.10 2.0001.87 90.20.06500 90 110

SampID: 24011359-011EMSD

SampType: MSD mg/LUnitsR342034Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 01/22/20240.10 2.0001.92 92.6 2.430.06500 1.870
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EPA 600 350.1 (DISSOLVED)

SampID: 24010247-059EMS

SampType: MS mg/LUnitsR342157Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 01/24/20240.10 2.0001.96 94.40.07300 90 110

SampID: 24010247-059EMSD

SampType: MSD mg/LUnitsR342157Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 01/24/20240.10 2.0001.97 94.6 0.310.07300 1.960

SampID: 24010247-036EMS

SampType: MS mg/LUnitsR342284Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 01/26/20240.10 2.0001.92 96.20 90 110

SampID: 24010247-036EMSD

SampType: MSD mg/LUnitsR342284Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 01/26/20240.10 2.0001.94 96.8 0.570 1.925

SampID: 24010247-044EMS

SampType: MS mg/LUnitsR342284Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 01/26/20240.10 2.0001.93 96.70 90 110

SampID: 24010247-044EMSD

SampType: MSD mg/LUnitsR342284Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 01/26/20240.10 2.0001.91 95.5 1.250 1.934

SampID: 24010247-092FMS

SampType: MS mg/LUnitsR342284Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) E 01/26/20240.10 2.0006.39 91.04.567 90 110

SampID: 24010247-092FMSD

SampType: MSD mg/LUnitsR342284Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) E 01/26/20240.10 2.0006.42 92.8 0.594.567 6.386
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EPA 600 350.1 (DISSOLVED)

SampID: 24011768-001CMS

SampType: MS mg/LUnitsR342356Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 01/29/20240.10 2.0001.93 96.40 90 110

SampID: 24011768-001CMSD

SampType: MSD mg/LUnitsR342356Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 01/29/20240.10 2.0001.92 96.2 0.260 1.929

SampID: 24011814-001EMS

SampType: MS mg/LUnitsR342356Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 01/29/20240.10 2.0001.87 93.60 90 110

SampID: 24011814-001EMSD

SampType: MSD mg/LUnitsR342356Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 01/29/20240.10 2.0001.89 94.6 1.010 1.872

STANDARD METHODS 2540 C (TOTAL) 1997, 2011

SampID: MBLK

SampType: MBLK mg/LUnitsR342029Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/18/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342029Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/18/202420 1000940 94.00 90 110

SampID: 24010247-016ADUP

SampType: DUP mg/LUnitsR342029Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 01/18/202420 1640 1.331666
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STANDARD METHODS 2540 C (TOTAL) 1997, 2011

SampID: 24011105-004ADUP

SampType: DUP mg/LUnitsR342029Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 01/18/202420 132 0.00132.0

SampID: MBLK

SampType: MBLK mg/LUnitsR342053Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/19/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342053Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/19/202420 1000926 92.60 90 110

SampID: 24011270-002BDUP

SampType: DUP mg/LUnitsR342053Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 01/19/202420 3270 2.423190

SampID: MBLK

SampType: MBLK mg/LUnitsR342098Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/22/202420 16.00< 20 00 -100 100

Total Dissolved Solids 01/22/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342098Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/22/202420 1000918 91.80 90 110

Total Dissolved Solids 01/22/202420 1000940 94.00 90 110

SampID: 24011359-013BDUP

SampType: DUP mg/LUnitsR342098Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 01/22/202450 740 2.74720.0
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STANDARD METHODS 2540 C (TOTAL) 1997, 2011

SampID: MBLK

SampType: MBLK mg/LUnitsR342154Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/23/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342154Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/23/202420 1000958 95.80 90 110

SampID: 24010247-005ADUP

SampType: DUP mg/LUnitsR342154Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 01/23/202450 5000 5.915310

SampID: MBLK

SampType: MBLK mg/LUnitsR342206Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/24/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342206Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/24/202420 1000970 97.00 90 110

SampID: 24010247-059ADUP

SampType: DUP mg/LUnitsR342206Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 01/24/202420 830 3.18804.0

SampID: MBLK

SampType: MBLK mg/LUnitsR342265Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/25/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342265Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/25/202420 1000942 94.20 90 110
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STANDARD METHODS 2540 C (TOTAL) 1997, 2011

SampID: 24010247-002ADUP

SampType: DUP mg/LUnitsR342265Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 01/25/202420 2130 0.282124

SampID: MBLK

SampType: MBLK mg/LUnitsR342316Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/26/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342316Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/26/202420 1000970 97.00 90 110

SampID: MBLK

SampType: MBLK mg/LUnitsR342377Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/29/202420 16.00< 20 00 -100 100

Total Dissolved Solids 01/29/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342377Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/29/202420 1000944 94.40 90 110

SampID: 24010247-025ADUP

SampType: DUP mg/LUnitsR342377Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 01/29/202420 924 1.53910.0

SampID: MBLK

SampType: MBLK mg/LUnitsR342436Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/30/202420 16.00< 20 00 -100 100
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STANDARD METHODS 2540 C (TOTAL) 1997, 2011

SampID: LCS

SampType: LCS mg/LUnitsR342436Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/30/202420 1000960 96.00 90 110

SampID: MBLK

SampType: MBLK mg/LUnitsR342512Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/31/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342512Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 01/31/202420 1000966 96.60 90 110

SampID: MBLK

SampType: MBLK mg/LUnitsR342697Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 02/05/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342697Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 02/05/202420 1000952 95.20 90 110

SampID: 24020177-003BDUP

SampType: DUP mg/LUnitsR342697Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 02/05/202420 752 1.32762.0

SampID: MBLK

SampType: MBLK mg/LUnitsR342760Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 02/06/202420 16.00< 20 00 -100 100

Total Dissolved Solids 02/06/202420 16.00< 20 00 -100 100
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STANDARD METHODS 2540 C (TOTAL) 1997, 2011

SampID: LCS

SampType: LCS mg/LUnitsR342760Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 02/06/202420 1000936 93.60 90 110

Total Dissolved Solids 02/06/202420 1000934 93.40 90 110

SampID: 24011852-001ADUP

SampType: DUP mg/LUnitsR342760Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 02/06/202420 608 0.33610.0

SampID: 24020221-001ADUP

SampType: DUP mg/LUnitsR342760Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 02/06/202420 2940 0.202932

STANDARD METHODS 4500-NO2 B (DISSOLVED) 2000, 2011

SampID: MBLK

SampType: MBLK mg/LUnitsR341969Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/18/20240.05 0.0250< 0.05 00 -100 100

Nitrogen, Nitrite (as N) 01/18/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR341969Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/18/20240.05 0.30450.32 103.80 90 110

Nitrogen, Nitrite (as N) 01/18/20240.05 0.30450.32 104.40 90 110

SampID: 24011236-001AMS

SampType: MS mg/LUnitsR341969Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/18/20240.25 2.5003.18 112.60.3650 85 115

SampID: 24011236-001AMSD

SampType: MSD mg/LUnitsR341969Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 01/18/20240.25 2.5003.18 112.6 0.000.3650 3.180
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STANDARD METHODS 4500-NO2 B (DISSOLVED) 2000, 2011

SampID: 24011262-001AMS

SampType: MS mg/LUnitsR341969Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/18/20240.05 0.50000.45 89.60 85 115

SampID: 24011262-001AMSD

SampType: MSD mg/LUnitsR341969Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 01/18/20240.05 0.50000.45 89.2 0.450 0.4480

SampID: MBLK

SampType: MBLK mg/LUnitsR342028Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/19/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342028Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/19/20240.05 0.30450.30 100.20 90 110

SampID: 24010247-060BMS

SampType: MS mg/LUnitsR342028Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/19/20240.05 0.50000.53 106.00 85 115

SampID: 24010247-060BMSD

SampType: MSD mg/LUnitsR342028Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 01/19/20240.05 0.50000.55 109.2 2.970 0.5300

SampID: 24010247-061BMS

SampType: MS mg/LUnitsR342028Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/19/20240.05 0.50000.56 108.20.01500 85 115

SampID: 24010247-061BMSD

SampType: MSD mg/LUnitsR342028Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 01/19/20240.05 0.50000.56 109.6 1.250.01500 0.5560
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STANDARD METHODS 4500-NO2 B (DISSOLVED) 2000, 2011

SampID: 24011359-001AMS

SampType: MS mg/LUnitsR342028Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/19/20240.05 0.50000.53 104.80.01000 85 115

SampID: 24011359-001AMSD

SampType: MSD mg/LUnitsR342028Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 01/19/20240.05 0.50000.58 113.6 7.910.01000 0.5340

SampID: MBLK

SampType: MBLK mg/LUnitsR342176Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/24/20240.05 0.0250< 0.05 00 -100 100

Nitrogen, Nitrite (as N) 01/24/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342176Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/24/20240.05 0.30450.30 99.80 90 110

Nitrogen, Nitrite (as N) 01/24/20240.05 0.30450.30 99.80 90 110

SampID: 24011540-001AMS

SampType: MS mg/LUnitsR342176Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/24/20240.25 2.5002.26 90.20 85 115

SampID: 24011540-001AMSD

SampType: MSD mg/LUnitsR342176Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 01/24/20240.25 2.5002.24 89.6 0.670 2.255

SampID: 24011541-001AMS

SampType: MS mg/LUnitsR342176Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) E 01/24/20240.25 2.5003.70 100.41.195 85 115
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STANDARD METHODS 4500-NO2 B (DISSOLVED) 2000, 2011

SampID: 24011541-001AMSD

SampType: MSD mg/LUnitsR342176Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) E 01/24/20240.25 2.5003.74 102.0 1.071.195 3.705

SampID: 24010247-002BMS

SampType: MS mg/LUnitsR342233Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/25/20240.05 0.50000.50 97.20.009000 85 115

SampID: 24010247-002BMSD

SampType: MSD mg/LUnitsR342233Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 01/25/20240.05 0.50000.50 97.4 0.200.009000 0.4950

SampID: 24010247-003BMS

SampType: MS mg/LUnitsR342233Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/25/20240.05 0.50000.63 99.40.1360 85 115

SampID: 24010247-003BMSD

SampType: MSD mg/LUnitsR342233Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 01/25/20240.05 0.50000.63 98.8 0.480.1360 0.6330

SampID: MBLK

SampType: MBLK mg/LUnitsR342273Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/26/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342273Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/26/20240.05 0.30450.31 100.80 90 110

SampID: 24010247-093BMS

SampType: MS mg/LUnitsR342273Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/26/20240.05 0.50000.47 94.60 85 115
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STANDARD METHODS 4500-NO2 B (DISSOLVED) 2000, 2011

SampID: 24010247-093BMSD

SampType: MSD mg/LUnitsR342273Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 01/26/20240.05 0.50000.47 94.2 0.420 0.4730

SampID: MBLK

SampType: MBLK mg/LUnitsR342395Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/30/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342395Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 01/30/20240.05 0.30450.30 98.20 90 110

SampID: 24010247-025BMS

SampType: MS mg/LUnitsR342395Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) H 01/30/20240.05 0.50000.51 102.20 85 115

SampID: 24010247-025BMSD

SampType: MSD mg/LUnitsR342395Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) H 01/30/20240.05 0.50000.51 102.0 0.200 0.5110

SampID: 24011772-001AMS

SampType: MS mg/LUnitsR342395Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) H 01/30/20240.05 0.50000.53 104.60.008000 85 115

SampID: 24011772-001AMSD

SampType: MSD mg/LUnitsR342395Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) H 01/30/20240.05 0.50000.53 104.2 0.380.008000 0.5310

SampID: 24011966-002BMS

SampType: MS mg/LUnitsR342395Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) E 01/30/20240.25 2.5005.48 102.62.910 85 115
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STANDARD METHODS 4500-NO2 B (DISSOLVED) 2000, 2011

SampID: 24011966-002BMSD

SampType: MSD mg/LUnitsR342395Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) E 01/30/20240.25 2.5005.48 102.6 0.002.910 5.475

STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342005Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 01/18/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 01/18/20240.050 0.0090< 0.050 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342005Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/18/20240.050 0.50000.521 104.20 90 110

SampID: 24011082-001AMS

SampType: MS mg/LUnitsR342005Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/18/20241.00 5.0006.88 98.91.941 90 110

SampID: 24011082-001AMSD

SampType: MSD mg/LUnitsR342005Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 01/18/20241.00 5.0006.99 100.9 1.481.941 6.885

SampID: 24011254-001AMS

SampType: MS mg/LUnitsR342005Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) E 01/18/20241.00 5.00020.4 100.115.37 90 110

SampID: 24011254-001AMSD

SampType: MSD mg/LUnitsR342005Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) E 01/18/20241.00 5.00020.2 95.8 1.0615.37 20.37
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STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342081Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 01/19/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 01/19/20240.050 0.0090< 0.050 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342081Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/19/20240.050 0.50000.550 110.00 90 110

SampID: 24010247-064BMS

SampType: MS mg/LUnitsR342081Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/19/20240.050 0.25000.260 96.80.01800 85 115

SampID: 24010247-064BMSD

SampType: MSD mg/LUnitsR342081Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 01/19/20240.050 0.25000.265 98.8 1.900.01800 0.2600

SampID: 24011359-008BMS

SampType: MS mg/LUnitsR342081Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/19/20240.050 0.25000.252 100.80 85 115

SampID: 24011359-008BMSD

SampType: MSD mg/LUnitsR342081Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 01/19/20240.050 0.25000.254 101.6 0.790 0.2520

SampID: 24011359-013BMS

SampType: MS mg/LUnitsR342081Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) H 01/19/20240.050 0.25000.237 94.80 85 115
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STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: 24011359-013BMSD

SampType: MSD mg/LUnitsR342081Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) H 01/19/20240.050 0.25000.245 98.0 3.320 0.2370

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342193Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 01/24/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 01/24/20240.050 0.0090< 0.050 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342193Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/24/20240.050 0.50000.526 105.20 90 110

SampID: 24011342-002BMS

SampType: MS mg/LUnitsR342193Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/24/20240.500 2.5008.50 99.56.010 90 110

SampID: 24011342-002BMSD

SampType: MSD mg/LUnitsR342193Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 01/24/20240.500 2.5008.52 100.3 0.256.010 8.497

SampID: 24011444-001AMS

SampType: MS mg/LUnitsR342193Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/24/20240.250 1.2503.64 104.02.345 90 110

SampID: 24011444-001AMSD

SampType: MSD mg/LUnitsR342193Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 01/24/20240.250 1.2503.62 102.1 0.662.345 3.645
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STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: 24011541-001AMS

SampType: MS mg/LUnitsR342193Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/24/20242.50 12.5023.6 100.311.09 90 110

SampID: 24011541-001AMSD

SampType: MSD mg/LUnitsR342193Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 01/24/20242.50 12.5023.8 102.0 0.8911.09 23.63

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342275Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 01/25/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 01/25/20240.050 0.0090< 0.050 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342275Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/25/20240.050 0.50000.482 96.40 90 110

SampID: 24010247-044BMS

SampType: MS mg/LUnitsR342275Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/25/20240.050 0.25000.304 100.40.05300 85 115

SampID: 24010247-044BMSD

SampType: MSD mg/LUnitsR342275Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 01/25/20240.050 0.25000.302 99.6 0.660.05300 0.3040

SampID: 24011559-005AMS

SampType: MS mg/LUnitsR342275Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/25/20240.500 2.5006.17 101.23.638 90 110
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: 24011559-005AMSD

SampType: MSD mg/LUnitsR342275Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 01/25/20240.500 2.5006.20 102.4 0.493.638 6.168

SampID: 24011641-002BMS

SampType: MS mg/LUnitsR342275Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/25/20240.250 1.2502.57 101.81.302 90 110

SampID: 24011641-002BMSD

SampType: MSD mg/LUnitsR342275Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 01/25/20240.250 1.2502.57 101.4 0.161.302 2.574

SampID: 24011703-002AMS

SampType: MS mg/LUnitsR342275Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/25/20240.500 2.5004.87 99.72.381 90 110

SampID: 24011703-002AMSD

SampType: MSD mg/LUnitsR342275Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 01/25/20240.500 2.5004.74 94.4 2.752.381 4.873

SampID: 24011814-003BMS

SampType: MS mg/LUnitsR342306Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 01/26/20240.250 1.2502.87 96.81.661 85 115

SampID: 24011814-003BMSD

SampType: MSD mg/LUnitsR342306Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 01/26/20240.250 1.2503.00 106.7 4.231.661 2.871

Page 47 of 106

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247
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SW-846 9012A (TOTAL)

SampID: MBLK 240119 TCN1

SampType: MBLK mg/LUnits217587Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/22/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240119 TCN1

SampType: LCS mg/LUnits217587Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/22/20240.005 0.02500.026 105.70 90 110

SampID: 24011273-004CMS

SampType: MS mg/LUnits217587Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/22/20240.005 0.02500.028 103.10.001820 90 110

SampID: 24011273-004CMSD

SampType: MSD mg/LUnits217587Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 01/22/20240.005 0.02500.028 105.8 2.420.001820 0.02760

SampID: MBLK 240122 TCN1

SampType: MBLK mg/LUnits217608Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/23/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240122 TCN1

SampType: LCS mg/LUnits217608Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/23/20240.005 0.02500.027 106.60 90 110

SampID: 24011359-002DMS

SampType: MS mg/LUnits217608Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/23/20240.005 0.02500.026 103.70 75 125

SampID: 24011359-002DMSD

SampType: MSD mg/LUnits217608Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 01/23/20240.005 0.02500.027 106.8 2.940 0.02593
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9012A (TOTAL)

SampID: 24011359-003DMS

SampType: MS mg/LUnits217608Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/23/20240.005 0.02500.025 100.10 75 125

SampID: 24011359-003DMSD

SampType: MSD mg/LUnits217608Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 01/23/20240.005 0.02500.025 98.3 1.830 0.02504

SampID: MBLK 240124 TCN1

SampType: MBLK mg/LUnits217756Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/25/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240124 TCN1

SampType: LCS mg/LUnits217756Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/25/20240.005 0.02500.027 109.90 90 110

SampID: 24011488-001EMS

SampType: MS mg/LUnits217756Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/25/20240.005 0.02500.026 104.50 90 110

SampID: 24011488-001EMSD

SampType: MSD mg/LUnits217756Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 01/25/20240.005 0.02500.026 104.3 0.190 0.02614

SampID: MBLK 240125 TCN1

SampType: MBLK mg/LUnits217830Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/26/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240125 TCN1

SampType: LCS mg/LUnits217830Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/26/20240.005 0.02500.024 95.40 90 110
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9012A (TOTAL)

SampID: 24011609-001AMS

SampType: MS mg/LUnits217830Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide E 01/26/20240.005 0.02500.053 108.20.02614 90 110

SampID: 24011609-001AMSD

SampType: MSD mg/LUnits217830Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide E 01/26/20240.005 0.02500.051 100.3 3.770.02614 0.05319

SampID: 24011668-001CMS

SampType: MS mg/LUnits217830Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/26/20240.025 0.12500.136 96.80.01475 90 110

SampID: 24011668-001CMSD

SampType: MSD mg/LUnits217830Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 01/26/20240.025 0.12500.136 97.1 0.260.01475 0.1357

SampID: MBLK 240126 TCN1

SampType: MBLK mg/LUnits217891Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/29/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240126 TCN1

SampType: LCS mg/LUnits217891Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/29/20240.005 0.02500.024 96.60 90 110

SampID: 24011725-002BMS

SampType: MS mg/LUnits217891Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide S 01/29/20240.005 0.02500.030 78.20.01020 90 110

SampID: 24011725-002BMSD

SampType: MSD mg/LUnits217891Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide S 01/29/20240.005 0.02500.031 84.0 4.770.01020 0.02975
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9012A (TOTAL)

SampID: 24011740-001BMS

SampType: MS mg/LUnits217891Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/29/20240.005 0.02500.027 90.60.004810 90 110

SampID: 24011740-001BMSD

SampType: MSD mg/LUnits217891Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 01/29/20240.005 0.02500.028 94.3 3.240.004810 0.02747

SampID: MBLK 240129 TCN1

SampType: MBLK mg/LUnits217975Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/30/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240129 TCN1

SampType: LCS mg/LUnits217975Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/30/20240.005 0.02500.025 99.20 90 110

SampID: 24011869-002BMS

SampType: MS mg/LUnits217975Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 01/30/20240.005 0.02500.026 104.20 90 110

SampID: 24011869-002BMSD

SampType: MSD mg/LUnits217975Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 01/30/20240.005 0.02500.026 103.0 1.160 0.02606

SW-846 9036 (DISSOLVED)

SampID: 24010247-055BMS

SampType: MS mg/LUnitsR342020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 01/19/202410 20.0019 42.810.22 85 115
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247
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SW-846 9036 (DISSOLVED)

SampID: 24010247-055BMSD

SampType: MSD mg/LUnitsR342020Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 01/19/202410 20.0019 46.3 3.6110.22 18.78

SampID: 24010247-060BMS

SampType: MS mg/LUnitsR342183Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/24/2024200 400.0703 92.3333.8 85 115

SampID: 24010247-060BMSD

SampType: MSD mg/LUnitsR342183Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 01/24/2024200 400.0743 102.2 5.48333.8 703.1

SampID: 24011359-002BMS

SampType: MS mg/LUnitsR342183Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/24/2024200 400.0978 93.5603.8 85 115

SampID: 24011359-002BMSD

SampType: MSD mg/LUnitsR342183Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 01/24/2024200 400.0971 91.8 0.71603.8 977.7

SampID: 24010247-003BMS

SampType: MS mg/LUnitsR342249Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/25/202450 100.0200 102.298.27 85 115

SampID: 24010247-003BMSD

SampType: MSD mg/LUnitsR342249Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 01/25/202450 100.0198 99.7 1.2598.27 200.5

SampID: 24010247-101BMS

SampType: MS mg/LUnitsR342249Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/25/2024500 10001920 91.01014 85 115
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9036 (DISSOLVED)

SampID: 24010247-101BMSD

SampType: MSD mg/LUnitsR342249Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 01/25/2024500 10001900 88.3 1.441014 1924

SampID: 24010247-025BMS

SampType: MS mg/LUnitsR342339Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/29/2024100 200.0443 88.8265.4 85 115

SampID: 24010247-025BMSD

SampType: MSD mg/LUnitsR342339Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 01/29/2024100 200.0454 94.5 2.56265.4 442.9

SampID: 24010247-045BMS

SampType: MS mg/LUnitsR342339Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/29/2024500 10001870 86.91005 85 115

SampID: 24010247-045BMSD

SampType: MSD mg/LUnitsR342339Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 01/29/2024500 10001900 89.4 1.341005 1873

SampID: 24010247-104BMS

SampType: MS mg/LUnitsR342402Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/30/2024100 200.0442 92.8256.7 85 115

SampID: 24010247-104BMSD

SampType: MSD mg/LUnitsR342402Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 01/30/2024100 200.0441 92.1 0.32256.7 442.3
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247
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SW-846 9036 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR341983Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/18/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR341983Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/18/202410 20.0019 94.00 90 110

SampID: 24010247-015AMS

SampType: MS mg/LUnitsR341983Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/18/2024100 200.0467 89.7288.0 85 115

SampID: 24010247-015AMSD

SampType: MSD mg/LUnitsR341983Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 01/18/2024100 200.0468 89.8 0.03288.0 467.4

SampID: 24010247-022AMS

SampType: MS mg/LUnitsR341983Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/18/202420 40.0082 97.243.44 85 115

SampID: 24010247-022AMSD

SampType: MSD mg/LUnitsR341983Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 01/18/202420 40.0089 114.2 7.9743.44 82.30

SampID: 24011234-004BMS

SampType: MS mg/LUnitsR341983Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/18/2024200 400.0836 96.2451.1 90 110

SampID: 24011234-004BMSD

SampType: MSD mg/LUnitsR341983Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 01/18/2024200 400.0829 94.5 0.80451.1 835.7
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247
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SW-846 9036 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/19/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/19/202410 20.0019 96.80 90 110

SampID: 24010247-020AMS

SampType: MS mg/LUnitsR342020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 01/19/202410 20.0022 62.09.270 85 115

SampID: 24010247-020AMSD

SampType: MSD mg/LUnitsR342020Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 01/19/202410 20.0022 62.3 0.329.270 21.66

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342116Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/23/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342116Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/23/202410 20.0020 98.20 90 110

SampID: 24010247-012AMS

SampType: MS mg/LUnitsR342116Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/23/202420 40.0096 92.358.71 85 115

SampID: 24010247-012AMSD

SampType: MSD mg/LUnitsR342116Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 01/23/202420 40.0098 97.5 2.1358.71 95.63
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24
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SW-846 9036 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342183Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/24/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342183Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/24/202410 20.0020 99.00 90 110

SampID: 24010247-060AMS

SampType: MS mg/LUnitsR342183Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/24/2024200 400.0760 89.3402.7 85 115

SampID: 24010247-060AMSD

SampType: MSD mg/LUnitsR342183Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 01/24/2024200 400.0808 101.4 6.19402.7 759.9

SampID: 24011488-001BMS

SampType: MS mg/LUnitsR342183Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 01/24/202410 20.0029 85.412.17 90 110

SampID: 24011488-001BMSD

SampType: MSD mg/LUnitsR342183Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 01/24/202410 20.0030 89.6 2.7612.17 29.26

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342249Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/25/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342249Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/25/202410 20.0019 92.80 90 110
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342339Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/29/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342339Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/29/202410 20.0019 96.50 90 110

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342402Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/30/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342402Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/30/202410 20.0019 96.80 90 110

SampID: 24011717-003AMS

SampType: MS mg/LUnitsR342402Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 01/30/202410 20.0034 90.315.57 90 110

SampID: 24011717-003AMSD

SampType: MSD mg/LUnitsR342402Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 01/30/202410 20.0034 92.6 1.3615.57 33.63

SW-846 9214 (DISSOLVED)

SampID: 24010247-044BMS

SampType: MS mg/LUnitsR342170Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/25/20240.10 2.0002.41 110.70.1950 75 125
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9214 (DISSOLVED)

SampID: 24010247-044BMSD

SampType: MSD mg/LUnitsR342170Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 01/25/20240.10 2.0002.33 106.6 3.510.1950 2.409

SampID: 24010247-036BMS

SampType: MS mg/LUnitsR342388Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/30/20240.10 2.0002.48 104.20.3970 75 125

SampID: 24010247-036BMSD

SampType: MSD mg/LUnitsR342388Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 01/30/20240.10 2.0002.49 104.8 0.480.3970 2.482

SampID: 24010247-104BMS

SampType: MS mg/LUnitsR342388Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/30/20240.10 2.0002.41 106.00.2900 75 125

SampID: 24010247-104BMSD

SampType: MSD mg/LUnitsR342388Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 01/30/20240.10 2.0002.32 101.3 4.020.2900 2.411

SampID: 24010247-107BMS

SampType: MS mg/LUnitsR342388Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/30/20240.10 2.0002.11 105.70 75 125

SampID: 24010247-107BMSD

SampType: MSD mg/LUnitsR342388Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 01/30/20240.10 2.0002.14 106.8 0.990 2.114

SampID: 24020010-008BMS

SampType: MS mg/LUnitsR342565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/02/20240.10 2.0002.35 102.90.2920 75 125
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9214 (DISSOLVED)

SampID: 24020010-008BMSD

SampType: MSD mg/LUnitsR342565Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 02/02/20240.10 2.0002.29 100.0 2.460.2920 2.350

SW-846 9214 (TOTAL)

SampID: MBLK

SampType: MBLK mg/LUnitsR341950Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/18/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR341950Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/18/20240.10 1.0000.94 94.20 90 110

SampID: 24010247-096AMS

SampType: MS mg/LUnitsR341950Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/18/20241.00 20.0018.7 88.21.090 75 125

SampID: 24010247-096AMSD

SampType: MSD mg/LUnitsR341950Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 01/18/20241.00 20.0019.7 93.0 4.891.090 18.74

SampID: MBLK

SampType: MBLK mg/LUnitsR342001Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/19/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342001Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/19/20240.10 1.0000.98 97.60 90 110
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9214 (TOTAL)

SampID: 24010247-056AMS

SampType: MS mg/LUnitsR342001Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/19/20240.10 2.0003.36 107.81.201 75 125

SampID: 24010247-056AMSD

SampType: MSD mg/LUnitsR342001Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 01/19/20240.10 2.0003.34 107.0 0.511.201 3.358

SampID: MBLK

SampType: MBLK mg/LUnitsR342042Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/22/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342042Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/22/20240.10 1.0001.03 102.50 90 110

SampID: 24010247-102AMS

SampType: MS mg/LUnitsR342042Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/22/20240.10 2.0002.03 90.80.2170 75 125

SampID: 24010247-102AMSD

SampType: MSD mg/LUnitsR342042Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 01/22/20240.10 2.0002.17 97.8 6.750.2170 2.032

SampID: MBLK

SampType: MBLK mg/LUnitsR342128Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/23/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342128Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/23/20240.10 1.0000.91 91.10 90 110
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9214 (TOTAL)

SampID: 24010247-057AMS

SampType: MS mg/LUnitsR342128Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/24/20240.10 2.0002.55 90.80.7350 75 125

SampID: 24010247-057AMSD

SampType: MSD mg/LUnitsR342128Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 01/24/20240.10 2.0002.61 93.6 2.130.7350 2.551

SampID: 24011488-001BMS

SampType: MS mg/LUnitsR342128Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/23/20240.10 2.0002.27 110.80.05300 75 125

SampID: 24011488-001BMSD

SampType: MSD mg/LUnitsR342128Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 01/23/20240.10 2.0002.26 110.2 0.490.05300 2.268

SampID: MBLK

SampType: MBLK mg/LUnitsR342170Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/24/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342170Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/24/20240.10 1.0001.04 104.50 90 110

SampID: 24011561-001AMS

SampType: MS mg/LUnitsR342170Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/24/20240.10 2.0002.45 97.40.5020 75 125

SampID: 24011561-001AMSD

SampType: MSD mg/LUnitsR342170Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 01/24/20240.10 2.0002.63 106.4 7.090.5020 2.449
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9214 (TOTAL)

SampID: 24011657-005AMS

SampType: MS mg/LUnitsR342170Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/25/20240.10 2.0003.22 114.40.9320 75 125

SampID: 24011657-005AMSD

SampType: MSD mg/LUnitsR342170Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 01/25/20240.10 2.0003.15 110.8 2.290.9320 3.220

SampID: MBLK

SampType: MBLK mg/LUnitsR342388Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/30/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342388Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 01/30/20240.10 1.0000.96 96.40 90 110

SampID: MBLK

SampType: MBLK mg/LUnitsR342565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/01/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR342565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/01/20240.10 1.0000.95 95.40 90 110

SampID: 24010118-009AMS

SampType: MS mg/LUnitsR342565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/02/20240.10 2.0001.96 94.50.07300 75 125

SampID: 24010118-009AMSD

SampType: MSD mg/LUnitsR342565Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 02/02/20240.10 2.0002.05 98.8 4.240.07300 1.963
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9214 (TOTAL)

SampID: 24010247-065AMS

SampType: MS mg/LUnitsR342565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/02/20241.00 20.0019.0 88.81.280 75 125

SampID: 24010247-065AMSD

SampType: MSD mg/LUnitsR342565Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 02/02/20241.00 20.0018.3 85.2 3.961.280 19.05

SampID: 24010966-006AMS

SampType: MS mg/LUnitsR342565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/01/20240.10 2.0002.37 99.60.3750 75 125

SampID: 24010966-006AMSD

SampType: MSD mg/LUnitsR342565Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 02/01/20240.10 2.0002.45 103.7 3.450.3750 2.366

SampID: 24010966-016AMS

SampType: MS mg/LUnitsR342565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/02/20240.10 2.0002.44 107.20.2960 75 125

SampID: 24010966-016AMSD

SampType: MSD mg/LUnitsR342565Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 02/02/20240.10 2.0002.40 105.2 1.690.2960 2.441

SampID: 24010966-020AMS

SampType: MS mg/LUnitsR342565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/01/20240.10 2.0002.31 96.50.3760 75 125

SampID: 24010966-020AMSD

SampType: MSD mg/LUnitsR342565Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 02/01/20240.10 2.0002.30 96.4 0.130.3760 2.306
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9214 (TOTAL)

SampID: 24010966-021AMS

SampType: MS mg/LUnitsR342565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/02/20240.10 2.0002.28 100.30.2790 75 125

SampID: 24010966-021AMSD

SampType: MSD mg/LUnitsR342565Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 02/02/20240.10 2.0002.34 103.2 2.460.2790 2.285

SampID: 24010966-030AMS

SampType: MS mg/LUnitsR342565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/02/20240.10 2.0002.36 104.60.2690 75 125

SampID: 24010966-030AMSD

SampType: MSD mg/LUnitsR342565Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 02/02/20240.10 2.0002.19 96.2 7.380.2690 2.361

SampID: 24010966-044AMS

SampType: MS mg/LUnitsR342565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/02/20240.10 2.0002.29 103.40.2200 75 125

SampID: 24010966-044AMSD

SampType: MSD mg/LUnitsR342565Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 02/02/20240.10 2.0002.22 99.8 3.240.2200 2.289

SW-846 9251 (DISSOLVED)

SampID: 24010247-055BMS

SampType: MS mg/LUnitsR342023Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 01/19/20248 40.00116 88.180.52 85 115
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9251 (DISSOLVED)

SampID: 24010247-055BMSD

SampType: MSD mg/LUnitsR342023Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 01/19/20248 40.00120 99.4 3.8280.52 115.8

SampID: 24010247-060BMS

SampType: MS mg/LUnitsR342118Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 01/23/20248 40.00108 85.373.67 85 115

SampID: 24010247-060BMSD

SampType: MSD mg/LUnitsR342118Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 01/23/20248 40.00110 92.0 2.4373.67 107.8

SampID: 24011359-002BMS

SampType: MS mg/LUnitsR342118Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/23/20244 20.0030 91.112.01 85 115

SampID: 24011359-002BMSD

SampType: MSD mg/LUnitsR342118Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 01/23/20244 20.0030 91.0 0.0712.01 30.23

SampID: 24010247-003BMS

SampType: MS mg/LUnitsR342251Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/25/202420 100.0173 98.974.09 85 115

SampID: 24010247-003BMSD

SampType: MSD mg/LUnitsR342251Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 01/25/202420 100.0165 90.5 4.9774.09 173.0

SampID: 24010247-101BMS

SampType: MS mg/LUnitsR342251Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride S 01/25/202440 200.0359 82.7193.6 85 115
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9251 (DISSOLVED)

SampID: 24010247-101BMSD

SampType: MSD mg/LUnitsR342251Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride S 01/25/202440 200.0360 83.2 0.26193.6 359.1

SampID: 24010247-025BMS

SampType: MS mg/LUnitsR342343Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/29/20248 40.0085 86.250.60 85 115

SampID: 24010247-025BMSD

SampType: MSD mg/LUnitsR342343Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 01/29/20248 40.0086 87.3 0.5550.60 85.06

SampID: 24010247-045BMS

SampType: MS mg/LUnitsR342407Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/30/2024400 20002720 93.7846.6 85 115

SampID: 24010247-045BMSD

SampType: MSD mg/LUnitsR342407Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 01/30/2024400 20002720 93.9 0.15846.6 2720

SampID: 24010247-104BMS

SampType: MS mg/LUnitsR342407Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/30/202440 200.0237 95.945.14 85 115

SampID: 24010247-104BMSD

SampType: MSD mg/LUnitsR342407Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 01/30/202440 200.0236 95.3 0.5245.14 237.0

Page 66 of 106

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR341985Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/18/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR341985Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/18/20244 20.0020 98.10 90 110

SampID: 24010247-015AMS

SampType: MS mg/LUnitsR341985Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/18/20244 20.0041 86.923.56 85 115

SampID: 24010247-015AMSD

SampType: MSD mg/LUnitsR341985Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 01/18/20244 20.0042 92.0 2.4823.56 40.94

SampID: 24010247-022AMS

SampType: MS mg/LUnitsR341985Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/18/20244 20.0042 88.424.21 85 115

SampID: 24010247-022AMSD

SampType: MSD mg/LUnitsR341985Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 01/18/20244 20.0042 89.8 0.6924.21 41.88

SampID: 24011234-004BMS

SampType: MS mg/LUnitsR341985Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/18/202480 400.0643 91.8275.8 85 115

SampID: 24011234-004BMSD

SampType: MSD mg/LUnitsR341985Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 01/18/202480 400.0628 88.0 2.39275.8 642.9
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342023Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/19/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342023Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/19/20244 20.0022 108.20 90 110

SampID: 24010247-020AMS

SampType: MS mg/LUnitsR342023Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 01/19/20248 40.00104 88.268.76 85 115

SampID: 24010247-020AMSD

SampType: MSD mg/LUnitsR342023Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 01/19/20248 40.00103 85.0 1.2468.76 104.0

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342118Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/23/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342118Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/23/20244 20.0021 107.00 90 110

SampID: 24010247-012AMS

SampType: MS mg/LUnitsR342118Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/23/20248 40.0093 86.658.49 85 115

SampID: 24010247-012AMSD

SampType: MSD mg/LUnitsR342118Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 01/23/20248 40.0093 86.4 0.1358.49 93.15
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: 24010247-060AMS

SampType: MS mg/LUnitsR342118Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 01/23/20248 40.00115 103.473.91 85 115

SampID: 24010247-060AMSD

SampType: MSD mg/LUnitsR342118Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 01/23/20248 40.00109 88.6 5.2873.91 115.3

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342184Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/24/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342184Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/24/20244 20.0022 109.60 90 110

SampID: 24011488-001BMS

SampType: MS mg/LUnitsR342184Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/24/20244 20.0020 95.20.9700 85 115

SampID: 24011488-001BMSD

SampType: MSD mg/LUnitsR342184Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 01/24/20244 20.0020 95.4 0.200.9700 20.02

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342251Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/25/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342251Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/25/20244 20.0020 99.00 90 110
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342343Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/29/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342343Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/29/20244 20.0020 98.60 90 110

SampID: 24011515-002AMS

SampType: MS mg/LUnitsR342343Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/29/202480 400.0626 87.0278.6 85 115

SampID: 24011515-002AMSD

SampType: MSD mg/LUnitsR342343Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride S 01/29/202480 400.0616 84.3 1.69278.6 626.5

SampID: 24011717-003AMS

SampType: MS mg/LUnitsR342343Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/29/20248 40.0061 94.822.87 85 115

SampID: 24011717-003AMSD

SampType: MSD mg/LUnitsR342343Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 01/29/20248 40.0061 94.6 0.1222.87 60.77

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR342407Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/30/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR342407Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 01/30/20244 20.0020 100.50 90 110
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: MBLK-216527

SampType: MBLK mg/LUnits216527Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/26/20240.100 0.0350< 0.100 00 -100 100

Magnesium 01/26/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 01/25/20240.100 0.0400< 0.100 00 -100 100

Sodium 01/26/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-216527

SampType: LCS mg/LUnits216527Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/25/20240.100 2.5002.43 97.00 85 115

Magnesium 01/25/20240.0500 2.5002.22 88.90 85 115

Potassium 01/25/20240.100 2.5002.50 100.20 85 115

Sodium 01/25/20240.0500 2.5002.32 92.70 85 115

SampID: 24010247-041CMS

SampType: MS mg/LUnits216527Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 01/25/20240.100 2.500487 -141.6490.9 75 125

Magnesium S 01/25/20240.050 2.500269 -30.0270.0 75 125

Potassium 01/25/20240.100 2.5007.30 98.84.829 75 125

Sodium S 01/25/20240.050 2.500150 -2.4150.2 75 125

SampID: 24010247-041CMSD

SampType: MSD mg/LUnits216527Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 01/25/20240.100 2.500487 -157.2 0.08490.9 487.4

Magnesium S 01/25/20240.050 2.500269 -47.1 0.16270.0 269.3

Potassium 01/25/20240.100 2.5007.33 99.9 0.394.829 7.299

Sodium S 01/25/20240.050 2.500150 -17.6 0.25150.2 150.2

SampID: MBLK-217571

SampType: MBLK mg/LUnits217571Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/19/20240.100 0.0350< 0.100 00 -100 100

Magnesium 01/19/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 01/19/20240.100 0.0400< 0.100 00 -100 100

Sodium 01/19/20240.0500 0.0180< 0.0500 00 -100 100

Page 71 of 106

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: LCS-217571

SampType: LCS mg/LUnits217571Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/19/20240.100 2.5002.46 98.40 85 115

Magnesium 01/19/20240.0500 2.5002.25 89.80 85 115

Potassium 01/19/20240.100 2.5002.46 98.40 85 115

Sodium 01/19/20240.0500 2.5002.39 95.60 85 115

SampID: MBLK-217616

SampType: MBLK mg/LUnits217616Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/23/20240.100 0.0350< 0.100 00 -100 100

Magnesium 01/23/20240.050 0.0055< 0.050 00 -100 100

Potassium 01/23/20240.100 0.0400< 0.100 00 -100 100

SampID: LCS-217616

SampType: LCS mg/LUnits217616Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/23/20240.100 2.5002.41 96.20 85 115

Magnesium 01/23/20240.050 2.5002.28 91.40 85 115

Potassium 01/23/20240.100 2.5002.55 102.00 85 115

Sodium B 01/23/20240.050 2.5002.42 96.90 85 115

SampID: 24010247-064CMS

SampType: MS mg/LUnits217616Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 01/23/20240.100 2.500144 -10.0144.5 75 125

Magnesium S 01/23/20240.050 2.50054.4 54.453.00 75 125

Potassium 01/23/20240.100 2.5006.39 99.73.895 75 125

Sodium BS 01/23/20240.050 2.500143 -22.0143.2 75 125

SampID: 24010247-064CMSD

SampType: MSD mg/LUnits217616Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 01/23/20240.100 2.500143 -58.0 0.84144.5 144.3

Magnesium S 01/23/20240.050 2.50054.0 38.2 0.7553.00 54.36

Potassium 01/23/20240.100 2.5006.34 97.9 0.703.895 6.387

Sodium BS 01/23/20240.050 2.500142 -45.2 0.41143.2 142.7
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: 24011359-009CMS

SampType: MS mg/LUnits217616Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Magnesium S 01/23/20240.050 2.50050.4 62.848.80 75 125

SampID: 24011359-009CMSD

SampType: MSD mg/LUnits217616Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Magnesium S 01/23/20240.050 2.50050.4 66.1 0.1748.80 50.37

SampID: MBLK-217751

SampType: MBLK mg/LUnits217751Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/25/20240.100 0.0350< 0.100 00 -100 100

Magnesium 01/25/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 01/24/20240.100 0.0400< 0.100 00 -100 100

Sodium 01/25/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-217751

SampType: LCS mg/LUnits217751Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/24/20240.100 2.5002.37 94.60 85 115

Magnesium 01/24/20240.0500 2.5002.17 86.80 85 115

Potassium 01/24/20240.100 2.5002.52 100.70 85 115

Sodium 01/24/20240.0500 2.5002.33 93.40 85 115

SampID: MBLK-217878

SampType: MBLK mg/LUnits217878Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/29/20240.100 0.0350< 0.100 00 -100 100

Calcium 01/26/20240.100 0.0350< 0.100 00 -100 100

Iron 01/26/20240.0400 0.0200< 0.0400 00 -100 100

Magnesium 01/29/20240.050 0.0055< 0.050 00 -100 100

Magnesium 01/26/20240.0500 0.0055< 0.0500 00 -100 100

Manganese 01/26/20240.0070 0.0025< 0.0070 00 -100 100

Potassium 01/26/20240.100 0.0400< 0.100 00 -100 100

Sodium 01/26/20240.0500 0.0180< 0.0500 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: LCS-217878

SampType: LCS mg/LUnits217878Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/29/20240.100 2.5002.47 98.70 85 115

Calcium 01/26/20240.100 2.5002.27 91.00 85 115

Iron 01/26/20240.0400 2.0001.82 91.20 85 115

Magnesium 01/29/20240.050 2.5002.22 88.70 85 115

Manganese 01/26/20240.0070 0.50000.442 88.40 85 115

Potassium 01/26/20240.100 2.5002.43 97.00 85 115

Sodium 01/26/20240.0500 2.5002.29 91.80 85 115

SampID: 24011713-003DMS

SampType: MS mg/LUnits217878Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Iron 01/26/20240.0400 2.0001.83 91.60 75 125

SampID: 24011713-003DMSD

SampType: MSD mg/LUnits217878Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Iron 01/26/20240.0400 2.0001.84 91.9 0.290 1.833

SampID: 24011763-001CMS

SampType: MS mg/LUnits217878Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Iron 01/26/20240.0400 4.0004.15 89.80.5600 75 125

Manganese 01/26/20240.0070 1.0000.861 83.80.02260 75 125

SampID: 24011763-001CMSD

SampType: MSD mg/LUnits217878Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Iron 01/26/20240.0400 4.0004.18 90.5 0.720.5600 4.150

Manganese 01/26/20240.0070 1.0000.872 84.9 1.210.02260 0.8610

SampID: 24011764-001CMS

SampType: MS mg/LUnits217878Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Iron 01/26/20240.0400 4.0003.56 89.00 75 125

Manganese 01/26/20240.0070 1.0001.24 81.50.4214 75 125
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: 24011764-001CMSD

SampType: MSD mg/LUnits217878Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Iron 01/26/20240.0400 4.0003.59 89.8 0.840 3.560

Manganese 01/26/20240.0070 1.0001.25 82.4 0.750.4214 1.236

SampID: MBLK-217953

SampType: MBLK mg/LUnits217953Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/30/20240.100 0.0350< 0.100 00 -100 100

Magnesium 01/30/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 01/30/20240.100 0.0400< 0.100 00 -100 100

Sodium 01/30/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-217953

SampType: LCS mg/LUnits217953Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/30/20240.100 2.5002.38 95.40 85 115

Magnesium 01/30/20240.0500 2.5002.21 88.40 85 115

Potassium 01/30/20240.100 2.5002.51 100.50 85 115

Sodium 01/30/20240.0500 2.5002.38 95.10 85 115

SampID: 24010247-104CMS

SampType: MS mg/LUnits217953Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 01/30/20240.100 2.500129 37.6128.2 75 125

Magnesium S 01/30/20240.050 2.50058.0 62.956.47 75 125

Potassium 01/30/20240.100 2.5004.59 101.82.045 75 125

Sodium S 01/30/20240.050 2.50092.9 142.889.35 75 125

SampID: 24010247-104CMSD

SampType: MSD mg/LUnits217953Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 01/30/20240.100 2.500130 74.4 0.71128.2 129.1

Magnesium S 01/30/20240.050 2.50058.2 70.0 0.3156.47 58.04

Potassium 01/30/20240.100 2.5004.69 105.6 2.082.045 4.590

Sodium S 01/30/20240.050 2.50094.9 222.4 2.1289.35 92.92

Page 75 of 106

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: MBLK-218350

SampType: MBLK mg/LUnits218350Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 02/07/20240.0500 0.0068< 0.0500 00 -100 100

Arsenic 02/07/20240.0250 0.0087< 0.0250 00 -100 100

Boron 02/07/20240.0200 0.0090< 0.0200 00 -100 100

Cadmium 02/07/20240.0020 0.0005< 0.0020 00 -100 100

Calcium 02/07/20240.100 0.0350< 0.100 00 -100 100

Chromium 02/07/20240.0050 0.0028< 0.0050 00 -100 100

Iron 02/07/20240.0400 0.0200< 0.0400 00 -100 100

Lead 02/07/20240.0150 0.0014< 0.0150 00 -100 100

Magnesium 02/07/20240.0500 0.0055< 0.0500 00 -100 100

Manganese 02/07/20240.0070 0.0025< 0.0070 00 -100 100

Potassium 02/07/20240.100 0.0400< 0.100 00 -100 100

Selenium 02/07/20240.0400 0.0170< 0.0400 00 -100 100

Sodium 02/07/20240.0500 0.0180< 0.0500 00 -100 100

Vanadium 02/07/20240.0100 0.0009< 0.0100 00 -100 100

Zinc 02/07/20240.0100 0.0050< 0.0100 00 -100 100

SampID: LCS-218350

SampType: LCS mg/LUnits218350Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 02/07/20240.0500 0.50000.460 91.90 85 115

Arsenic 02/07/20240.0250 0.50000.491 98.20 85 115

Boron 02/07/20240.0200 0.50000.464 92.70 85 115

Cadmium 02/07/20240.0020 0.05000.0467 93.40 85 115

Calcium 02/07/20240.100 2.5002.44 97.50 85 115

Chromium 02/07/20240.0050 0.20000.188 94.20 85 115

Iron 02/07/20240.0400 2.0001.92 96.00 85 115

Lead 02/07/20240.0150 0.50000.480 96.00 85 115

Magnesium 02/07/20240.0500 2.5002.26 90.40 85 115

Manganese 02/07/20240.0070 0.50000.482 96.30 85 115

Potassium 02/07/20240.100 2.5002.49 99.50 85 115

Selenium 02/07/20240.0400 0.50000.466 93.20 85 115

Sodium 02/07/20240.0500 2.5002.36 94.50 85 115

Vanadium 02/07/20240.0100 0.50000.475 95.00 85 115

Zinc 02/07/20240.0100 0.50000.470 94.00 85 115
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: 24020311-002CMS

SampType: MS mg/LUnits218350Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 02/07/20240.100 2.50062.4 72.460.54 75 125

Magnesium 02/07/20240.050 2.50026.2 87.724.03 75 125

Potassium 02/07/20240.100 2.5003.44 98.40.9776 75 125

Sodium S 02/07/20240.050 2.50060.9 47.659.67 75 125

SampID: 24020311-002CMSD

SampType: MSD mg/LUnits218350Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium 02/07/20240.100 2.50062.5 76.8 0.1860.54 62.35

Magnesium 02/07/20240.050 2.50026.1 84.4 0.3224.03 26.22

Potassium 02/07/20240.100 2.5003.38 96.3 1.530.9776 3.437

Sodium S 02/07/20240.050 2.50060.6 35.6 0.4959.67 60.86

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: MBLK-217484

SampType: MBLK mg/LUnits217484Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/18/20240.100 0.0350< 0.100 00 -100 100

Magnesium 01/18/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 01/18/20240.100 0.0400< 0.100 00 -100 100

Sodium 01/18/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-217484

SampType: LCS mg/LUnits217484Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/18/20240.100 2.5002.69 107.50 85 115

Magnesium 01/18/20240.0500 2.5002.50 99.90 85 115

Potassium 01/18/20240.100 2.5002.71 108.40 85 115

Sodium 01/18/20240.0500 2.5002.68 107.30 85 115
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: MBLK-217566

SampType: MBLK mg/LUnits217566Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/19/20240.100 0.0350< 0.100 00 -100 100

Magnesium 01/19/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 01/19/20240.100 0.0400< 0.100 00 -100 100

Sodium 01/19/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-217566

SampType: LCS mg/LUnits217566Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/19/20240.100 2.5002.58 103.30 85 115

Magnesium 01/19/20240.0500 2.5002.35 93.90 85 115

Potassium 01/19/20240.100 2.5002.58 103.10 85 115

Sodium 01/19/20240.0500 2.5002.56 102.40 85 115

SampID: 24011270-002CMS

SampType: MS mg/LUnits217566Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 01/19/20240.100 2.500273 47.2271.5 75 125

Magnesium 01/19/20240.0500 2.50097.9 110.995.09 75 125

SampID: 24011270-002CMSD

SampType: MSD mg/LUnits217566Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium 01/19/20240.100 2.500274 118.0 0.65271.5 272.6

Magnesium S 01/19/20240.0500 2.50098.3 126.8 0.4195.09 97.86

SampID: MBLK-217595

SampType: MBLK mg/LUnits217595Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/24/20240.100 0.0350< 0.100 00 -100 100

Magnesium 01/24/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 01/24/20240.100 0.0400< 0.100 00 -100 100

Sodium 01/24/20240.0500 0.0180< 0.0500 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: LCS-217595

SampType: LCS mg/LUnits217595Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/24/20240.100 2.5002.51 100.20 85 115

Magnesium 01/24/20240.0500 2.5002.30 92.10 85 115

Potassium 01/24/20240.100 2.5002.62 104.80 85 115

Sodium 01/24/20240.0500 2.5002.45 97.90 85 115

SampID: 24010247-019BMS

SampType: MS mg/LUnits217595Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/24/20240.100 2.50092.5 86.890.30 75 125

Magnesium 01/24/20240.050 2.50038.8 87.036.59 75 125

Potassium 01/24/20240.100 2.5006.26 111.83.466 75 125

Sodium S 01/24/20240.050 2.500292 20.8291.5 75 125

SampID: 24010247-019BMSD

SampType: MSD mg/LUnits217595Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 01/24/20240.100 2.50094.3 161.6 2.0090.30 92.47

Magnesium 01/24/20240.050 2.50039.7 124.0 2.3636.59 38.76

Potassium 01/24/20240.100 2.5006.31 113.9 0.813.466 6.261

Sodium S 01/24/20240.050 2.500299 285.6 2.24291.5 292.0

SampID: MBLK-217740

SampType: MBLK mg/LUnits217740Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/25/20240.0500 0.0068< 0.0500 00 -100 100

Arsenic 01/25/20240.0250 0.0087< 0.0250 00 -100 100

Boron 01/25/20240.0200 0.0090< 0.0200 00 -100 100

Cadmium 01/25/20240.0020 0.0005< 0.0020 00 -100 100

Calcium 01/25/20240.100 0.0350< 0.100 00 -100 100

Chromium 01/25/20240.0050 0.0028< 0.0050 00 -100 100

Lead 01/25/20240.0150 0.0040< 0.0150 00 -100 100

Magnesium 01/25/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 01/25/20240.100 0.0400< 0.100 00 -100 100

Selenium 01/25/20240.0400 0.0170< 0.0400 00 -100 100

Sodium 01/25/20240.0500 0.0180< 0.0500 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: LCS-217740

SampType: LCS mg/LUnits217740Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/25/20240.0500 0.50000.527 105.40 85 115

Arsenic 01/25/20240.0250 0.50000.537 107.40 85 115

Boron 01/25/20240.0200 0.50000.506 101.20 85 115

Cadmium 01/25/20240.0020 0.05000.0516 103.20 85 115

Calcium 01/25/20240.100 2.5002.66 106.40 85 115

Chromium 01/25/20240.0050 0.20000.209 104.30 85 115

Lead 01/25/20240.0150 0.50000.516 103.30 85 115

Magnesium 01/25/20240.0500 2.5002.46 98.50 85 115

Potassium 01/25/20240.100 2.5002.69 107.60 85 115

Selenium 01/25/20240.0400 0.50000.510 101.90 85 115

Sodium 01/25/20240.0500 2.5002.59 103.70 85 115

SampID: 24010247-011BMS

SampType: MS mg/LUnits217740Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 01/25/20240.100 2.50089.5 148.485.83 75 125

Magnesium 01/25/20240.050 2.50036.8 115.533.95 75 125

Potassium 01/25/20240.100 2.5005.41 107.52.720 75 125

Sodium S 01/25/20240.050 2.50089.1 130.885.79 75 125

SampID: 24010247-011BMSD

SampType: MSD mg/LUnits217740Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium 01/25/20240.100 2.50088.9 124.4 0.6785.83 89.54

Magnesium 01/25/20240.050 2.50036.6 107.0 0.5833.95 36.84

Potassium 01/25/20240.100 2.5005.40 107.3 0.082.720 5.408

Sodium 01/25/20240.050 2.50088.7 117.6 0.3785.79 89.06

SampID: MBLK-217822

SampType: MBLK mg/LUnits217822Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/26/20240.100 0.0350< 0.100 00 -100 100

Magnesium 01/26/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 01/26/20240.100 0.0400< 0.100 00 -100 100

Sodium 01/26/20240.0500 0.0180< 0.0500 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: LCS-217822

SampType: LCS mg/LUnits217822Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/26/20240.100 2.5002.56 102.40 85 115

Magnesium 01/26/20240.0500 2.5002.35 94.00 85 115

Potassium 01/26/20240.100 2.5002.63 105.20 85 115

Sodium 01/26/20240.0500 2.5002.52 100.70 85 115

SampID: 24010247-092CMS

SampType: MS mg/LUnits217822Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 01/26/20240.100 2.500550 486.8537.6 75 125

Magnesium S 01/26/20240.050 2.500284 213.1278.6 75 125

Potassium 01/26/20240.100 2.5009.06 111.76.270 75 125

Sodium S 01/26/20240.050 2.500175 201.2169.9 75 125

SampID: 24010247-092CMSD

SampType: MSD mg/LUnits217822Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 01/26/20240.100 2.500551 550.0 0.29537.6 549.7

Magnesium S 01/26/20240.050 2.500284 228.2 0.13278.6 283.9

Potassium 01/26/20240.100 2.5009.06 111.5 0.066.270 9.063

Sodium S 01/26/20240.050 2.500174 175.6 0.37169.9 175.0

SampID: MBLK-217877

SampType: MBLK mg/LUnits217877Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/26/20240.100 0.0350< 0.100 00 -100 100

Magnesium 01/26/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 01/26/20240.100 0.0400< 0.100 00 -100 100

Sodium 01/26/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-217877

SampType: LCS mg/LUnits217877Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/26/20240.100 2.5002.56 102.30 85 115

Magnesium 01/26/20240.0500 2.5002.35 94.20 85 115

Potassium 01/26/20240.100 2.5002.65 106.00 85 115

Sodium 01/26/20240.0500 2.5002.53 101.20 85 115
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: MBLK-217908

SampType: MBLK mg/LUnits217908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/29/20240.100 0.0350< 0.100 00 -100 100

Chromium 01/29/20240.0050 0.0028< 0.0050 00 -100 100

Magnesium 01/29/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 01/29/20240.100 0.0400< 0.100 00 -100 100

Sodium S 01/29/20240.0500 0.01800.0986 547.80 -100 100

SampID: LCS-217908

SampType: LCS mg/LUnits217908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/29/20240.100 2.5002.61 104.40 85 115

Chromium 01/29/20240.0050 0.20000.202 101.00 85 115

Magnesium 01/29/20240.0500 2.5002.47 98.90 85 115

Potassium 01/29/20240.100 2.5002.64 105.70 85 115

Sodium B 01/29/20240.0500 2.5002.58 103.40 85 115

SampID: 24010247-107CMS

SampType: MS mg/LUnits217908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 01/29/20240.100 2.5002.56 101.00.04000 75 125

Magnesium 01/29/20240.050 2.5002.43 97.00.008800 75 125

Potassium 01/29/20240.100 2.5002.57 102.90 75 125

Sodium B 01/29/20240.050 2.5002.53 100.10.02510 75 125

SampID: 24010247-107CMSD

SampType: MSD mg/LUnits217908Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium 01/29/20240.100 2.5002.61 102.8 1.730.04000 2.564

Magnesium 01/29/20240.050 2.5002.46 98.1 1.200.008800 2.433

Potassium 01/29/20240.100 2.5002.61 104.4 1.440 2.573

Sodium B 01/29/20240.050 2.5002.56 101.3 1.170.02510 2.527

SampID: 24011794-003FMS

SampType: MS mg/LUnits217908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chromium 01/29/20240.0050 0.20000.398 99.60.1989 75 125
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: 24011794-003FMSD

SampType: MSD mg/LUnits217908Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chromium 01/29/20240.0050 0.20000.389 95.2 2.210.1989 0.3980

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: MBLK-216527

SampType: MBLK µg/LUnits216527Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/31/20241.0 0.4500< 1.0 00 -100 100

Arsenic 01/31/20241.0 0.3750< 1.0 00 -100 100

Boron 01/31/202425.0 9.250< 25.0 00 -100 100

Cadmium 01/31/20241.0 0.1340< 1.0 00 -100 100

Chromium 01/31/20241.5 0.7000< 1.5 00 -100 100

Iron 01/31/202425.0 11.50< 25.0 00 -100 100

Lead 01/31/20241.0 0.6000< 1.0 00 -100 100

Manganese 01/31/20242.0 0.7500< 2.0 00 -100 100

Selenium 01/31/20241.0 0.6000< 1.0 00 -100 100

Vanadium 01/31/20245.0 5.000< 5.0 00 -100 100

Zinc 01/31/202415.0 5.900< 15.0 00 -100 100

SampID: LCS-216527

SampType: LCS µg/LUnits216527Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/31/20241.0 500.0439 87.80 80 120

Arsenic 01/31/20241.0 500.0456 91.10 80 120

Boron 01/31/202425.0 500.0428 85.50 80 120

Cadmium 01/31/20241.0 50.0043.6 87.10 80 120

Chromium 01/31/20241.5 200.0174 87.10 80 120

Iron 01/31/202425.0 20001790 89.40 80 120

Lead 01/31/20241.0 500.0435 87.00 80 120

Manganese 01/31/20242.0 500.0422 84.30 80 120

Selenium 01/31/20241.0 500.0429 85.90 80 120

Vanadium 02/05/20245.0 500.0430 86.00 80 120

Zinc 01/31/202415.0 500.0435 87.00 80 120
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24010247-041CMS

SampType: MS µg/LUnits216527Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Arsenic 01/31/20241.0 500.0463 92.70 75 125

Boron 01/31/202425.0 500.0557 87.4119.4 75 125

Cadmium 01/31/20241.0 50.0044.2 88.40 75 125

Chromium 01/31/20241.5 200.0186 85.215.79 75 125

Iron 01/31/202425.0 20001790 88.519.72 75 125

Lead 01/31/20241.0 500.0449 89.90 75 125

Manganese 01/31/20242.0 500.0433 86.22.017 75 125

Selenium 01/31/20241.0 500.0418 83.60 75 125

Zinc 01/31/202415.0 500.0407 81.40 75 125

SampID: 24010247-041CMSD

SampType: MSD µg/LUnits216527Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Arsenic 01/31/20241.0 500.0478 95.7 3.170 463.4

Boron 01/31/202425.0 500.0545 85.1 2.08119.4 556.6

Cadmium 01/31/20241.0 50.0043.7 87.3 1.200 44.19

Chromium 01/31/20241.5 200.0189 86.4 1.2615.79 186.3

Iron 01/31/202425.0 20001830 90.6 2.3019.72 1790

Lead 01/31/20241.0 500.0443 88.6 1.390 449.3

Manganese 01/31/20242.0 500.0437 87.0 0.982.017 432.9

Selenium 01/31/20241.0 500.0430 85.9 2.720 418.0

Zinc 01/31/202415.0 500.0415 83.0 1.830 407.2

SampID: MBLK-217571

SampType: MBLK µg/LUnits217571Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/23/20241.0 0.4500< 1.0 00 -100 100

Arsenic 01/23/20241.0 0.3750< 1.0 00 -100 100

Boron 01/24/202425.0 9.250< 25.0 00 -100 100

Cadmium 01/23/20241.0 0.1340< 1.0 00 -100 100

Chromium 01/29/20241.5 0.7000< 1.5 00 -100 100

Lead S 01/23/20241.0 0.60005.0 830.60 -100 100

Selenium 01/23/20241.0 0.6000< 1.0 00 -100 100

Vanadium 01/23/20245.0 5.000< 5.0 00 -100 100

Zinc 01/30/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: LCS-217571

SampType: LCS µg/LUnits217571Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/23/20241.0 500.0476 95.30 80 120

Arsenic 01/23/20241.0 500.0472 94.40 80 120

Boron 01/24/202425.0 500.0445 89.00 80 120

Cadmium 01/23/20241.0 50.0047.4 94.80 80 120

Chromium 01/29/20241.5 200.0173 86.70 80 120

Lead B 01/23/20241.0 500.0461 92.20 80 120

Selenium 01/23/20241.0 500.0456 91.20 80 120

Zinc 01/30/202415.0 500.0441 88.20 80 120

SampID: MBLK-217616

SampType: MBLK µg/LUnits217616Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/23/20241.0 0.4500< 1.0 00 -100 100

Arsenic 01/23/20241.0 0.3750< 1.0 00 -100 100

Boron 01/23/202425.0 9.250< 25.0 00 -100 100

Cadmium 01/23/20241.0 0.1340< 1.0 00 -100 100

Chromium 01/23/20241.5 0.7000< 1.5 00 -100 100

Lead 01/23/20241.0 0.6000< 1.0 00 -100 100

Manganese 01/23/20242.0 0.7500< 2.0 00 -100 100

Selenium 01/23/20241.0 0.6000< 1.0 00 -100 100

Vanadium 01/23/20245.0 5.000< 5.0 00 -100 100

Zinc 01/30/202415.0 5.900< 15.0 00 -100 100

SampID: LCS-217616

SampType: LCS µg/LUnits217616Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/23/20241.0 500.0478 95.60 80 120

Arsenic 01/23/20241.0 500.0475 95.10 80 120

Boron 01/23/202425.0 500.0471 94.10 80 120

Cadmium 01/23/20241.0 50.0046.9 93.80 80 120

Chromium 01/23/20241.5 200.0182 90.90 80 120

Lead 01/23/20241.0 500.0435 86.90 80 120

Manganese 01/23/20242.0 500.0468 93.60 80 120

Selenium 01/23/20241.0 500.0454 90.70 80 120

Vanadium 01/30/20245.0 500.0447 89.40 80 120

Zinc 01/30/202415.0 500.0451 90.20 80 120
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24010247-064CMS

SampType: MS µg/LUnits217616Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/23/20241.0 500.0490 97.90 75 125

Arsenic 01/23/20241.0 500.0476 93.87.376 75 125

Boron 01/23/202425.0 500.0603 87.6164.5 75 125

Cadmium 01/23/20241.0 50.0046.4 92.80 75 125

Chromium 01/29/20241.5 200.0170 84.31.170 75 125

Lead 01/23/20241.0 500.0499 99.42.350 75 125

Selenium 01/23/20241.0 500.0462 92.30 75 125

Vanadium 01/30/20245.0 500.0441 88.10 75 125

SampID: 24010247-064CMSD

SampType: MSD µg/LUnits217616Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 01/23/20241.0 500.0486 97.2 0.720 489.7

Arsenic 01/23/20241.0 500.0474 93.3 0.527.376 476.2

Boron 01/23/202425.0 500.0604 87.9 0.20164.5 602.7

Cadmium 01/23/20241.0 50.0045.1 90.3 2.770 46.39

Chromium 01/29/20241.5 200.0175 86.7 2.871.170 169.7

Lead 01/23/20241.0 500.0453 90.1 9.752.350 499.1

Selenium 01/23/20241.0 500.0449 89.9 2.670 461.5

Vanadium 01/30/20245.0 500.0436 87.1 1.140 440.6

SampID: 24011359-009CMS

SampType: MS µg/LUnits217616Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Arsenic 01/23/20241.0 500.0466 93.10 75 125

Lead 01/23/20241.0 500.0457 91.40 75 125

SampID: 24011359-009CMSD

SampType: MSD µg/LUnits217616Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Arsenic 01/23/20241.0 500.0470 94.0 0.900 465.7

Lead 01/23/20241.0 500.0433 86.7 5.300 457.0
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: MBLK-217751

SampType: MBLK µg/LUnits217751Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/30/20241.0 0.4500< 1.0 00 -100 100

Boron 01/31/202425.0 9.250< 25.0 00 -100 100

Cadmium 01/30/20241.0 0.1340< 1.0 00 -100 100

Chromium 01/30/20241.5 0.7000< 1.5 00 -100 100

Iron 01/30/202425.0 11.50< 25.0 00 -100 100

Lead 01/30/20241.0 0.6000< 1.0 00 -100 100

Manganese 01/30/20242.0 0.7500< 2.0 00 -100 100

Vanadium 01/30/20245.0 5.000< 5.0 00 -100 100

Zinc 01/30/202415.0 5.900< 15.0 00 -100 100

SampID: LCS-217751

SampType: LCS µg/LUnits217751Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/30/20241.0 500.0435 87.00 80 120

Boron 01/31/202425.0 500.0436 87.30 80 120

Cadmium 01/30/20241.0 50.0043.9 87.90 80 120

Chromium 01/30/20241.5 200.0175 87.50 80 120

Iron 01/30/202425.0 20001850 92.30 80 120

Lead 01/30/20241.0 500.0436 87.20 80 120

Manganese 01/30/20242.0 500.0440 87.90 80 120

Vanadium 01/30/20245.0 500.0447 89.40 80 120

Zinc 01/30/202415.0 500.0452 90.50 80 120

SampID: MBLK-217878

SampType: MBLK µg/LUnits217878Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Arsenic 02/01/20241.0 0.3750< 1.0 00 -100 100

Boron 02/01/202425.0 9.250< 25.0 00 -100 100

Cadmium 02/01/20241.0 0.1340< 1.0 00 -100 100

Chromium 02/05/20241.5 0.7000< 1.5 00 -100 100

Iron 02/01/202425.0 11.50< 25.0 00 -100 100

Lead 02/01/20241.0 0.6000< 1.0 00 -100 100

Manganese 02/01/20242.0 0.7500< 2.0 00 -100 100

Selenium 02/01/20241.0 0.6000< 1.0 00 -100 100

Zinc 02/01/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: LCS-217878

SampType: LCS µg/LUnits217878Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Arsenic 02/01/20241.0 500.0468 93.60 80 120

Boron 02/01/202425.0 500.0433 86.60 80 120

Cadmium 02/01/20241.0 50.0043.6 87.20 80 120

Chromium 02/05/20241.5 200.0172 85.80 80 120

Iron 02/01/202425.0 20001890 94.50 80 120

Lead 02/01/20241.0 500.0447 89.30 80 120

Manganese 02/01/20242.0 500.0450 90.00 80 120

Selenium 02/01/20241.0 500.0457 91.50 80 120

Zinc 02/01/202415.0 500.0441 88.20 80 120

SampID: MBLK-217953

SampType: MBLK µg/LUnits217953Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 02/01/20241.0 0.4500< 1.0 00 -100 100

Arsenic 02/01/20241.0 0.3750< 1.0 00 -100 100

Boron 02/01/202425.0 9.250< 25.0 00 -100 100

Cadmium 02/01/20241.0 0.1340< 1.0 00 -100 100

Chromium 02/05/20241.5 0.7000< 1.5 00 -100 100

Iron 02/01/202425.0 11.50< 25.0 00 -100 100

Lead 02/01/20241.0 0.6000< 1.0 00 -100 100

Manganese 02/01/20242.0 0.7500< 2.0 00 -100 100

Selenium 02/01/20241.0 0.6000< 1.0 00 -100 100

Vanadium 02/01/20245.0 5.000< 5.0 00 -100 100

Zinc 02/01/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: LCS-217953

SampType: LCS µg/LUnits217953Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 02/01/20241.0 500.0423 84.50 80 120

Arsenic 02/01/20241.0 500.0466 93.20 80 120

Boron 02/01/202425.0 500.0423 84.60 80 120

Cadmium 02/01/20241.0 50.0042.9 85.90 80 120

Chromium 02/05/20241.5 200.0171 85.40 80 120

Iron 02/01/202425.0 20001870 93.40 80 120

Lead 02/01/20241.0 500.0440 88.00 80 120

Manganese 02/01/20242.0 500.0452 90.30 80 120

Selenium 02/01/20241.0 500.0428 85.70 80 120

Vanadium 02/05/20245.0 500.0419 83.90 80 120

Zinc 02/05/202415.0 500.0432 86.40 80 120

SampID: 24010247-104CMS

SampType: MS µg/LUnits217953Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Arsenic 02/05/20241.0 500.0452 90.50 75 125

Boron 02/01/202425.0 500.0523 91.068.44 75 125

Cadmium 02/01/20241.0 50.0041.9 83.70 75 125

Chromium 02/05/20241.5 200.0166 82.61.185 75 125

Iron 02/01/202425.0 20001790 89.70 75 125

Lead 02/01/20241.0 500.0443 88.50 75 125

Manganese 02/01/20242.0 500.0449 89.60.7612 75 125

Selenium 02/01/20241.0 500.0433 86.60 75 125

Zinc 02/05/202415.0 500.0439 82.227.65 75 125

Page 89 of 106

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24010247-104CMSD

SampType: MSD µg/LUnits217953Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Arsenic 02/05/20241.0 500.0465 93.0 2.730 452.5

Boron 02/01/202425.0 500.0543 95.0 3.7568.44 523.2

Cadmium 02/01/20241.0 50.0041.8 83.7 0.030 41.86

Chromium 02/05/20241.5 200.0153 75.8 8.551.185 166.3

Iron 02/01/202425.0 20001870 93.5 4.090 1795

Lead 02/01/20241.0 500.0444 88.9 0.390 442.7

Manganese 02/01/20242.0 500.0453 90.5 1.000.7612 448.9

Selenium 02/01/20241.0 500.0433 86.5 0.020 432.8

Zinc 02/05/202415.0 500.0446 83.7 1.6727.65 438.9

SampID: MBLK-218350

SampType: MBLK µg/LUnits218350Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 02/07/20241.0 0.4500< 1.0 00 -100 100

Arsenic 02/09/20241.0 0.3750< 1.0 00 -100 100

Boron 02/09/202425.0 9.250< 25.0 00 -100 100

Chromium 02/09/20241.5 0.7000< 1.5 00 -100 100

Lead 02/07/20241.0 0.6000< 1.0 00 -100 100

Manganese 02/09/20242.0 0.7500< 2.0 00 -100 100

Selenium 02/09/20241.0 0.6000< 1.0 00 -100 100

Zinc 02/09/202415.0 5.900< 15.0 00 -100 100

SampID: LCS-218350

SampType: LCS µg/LUnits218350Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 02/07/20241.0 500.0472 94.50 80 120

Arsenic 02/09/20241.0 500.0493 98.70 80 120

Boron 02/09/202425.0 500.0433 86.60 80 120

Chromium 02/09/20241.5 200.0190 94.80 80 120

Lead 02/07/20241.0 500.0524 104.80 80 120

Manganese 02/09/20242.0 500.0477 95.40 80 120

Selenium 02/09/20241.0 500.0490 98.00 80 120

Zinc 02/09/202415.0 500.0472 94.30 80 120
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24020311-002CMS

SampType: MS µg/LUnits218350Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 02/09/20241.0 500.0471 94.10 75 125

Arsenic 02/09/20241.0 500.0498 95.122.42 75 125

Lead 02/07/20241.0 500.0595 119.00 75 125

Selenium 02/09/20241.0 500.0471 94.20 75 125

SampID: 24020311-002CMSD

SampType: MSD µg/LUnits218350Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 02/09/20241.0 500.0478 95.7 1.640 470.6

Arsenic 02/09/20241.0 500.0498 95.1 0.0622.42 497.8

Lead 02/07/20241.0 500.0559 111.8 6.200 594.8

Selenium 02/09/20241.0 500.0478 95.5 1.400 470.9

SampID: 24010247-064CDUP

SampType: DUP µg/LUnits218350Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Zinc 02/09/202415.0 < 15.0 0.000

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: MBLK-217484

SampType: MBLK µg/LUnits217484Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/19/20241.0 0.4500< 1.0 00 -100 100

Arsenic 01/23/20241.0 0.3750< 1.0 00 -100 100

Barium 01/23/20241.0 0.7000< 1.0 00 -100 100

Cadmium 01/23/20241.0 0.1340< 1.0 00 -100 100

Chromium 01/23/20241.5 0.7000< 1.5 00 -100 100

Cobalt 01/19/20241.0 0.1150< 1.0 00 -100 100

Lead 01/23/20241.0 0.6000< 1.0 00 -100 100

Molybdenum 01/31/20241.5 0.6000< 1.5 00 -100 100

Selenium 01/19/20241.0 0.6000< 1.0 00 -100 100

Thallium 01/19/20242.0 0.9500< 2.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-217484

SampType: LCS µg/LUnits217484Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/19/20241.0 500.0456 91.10 80 120

Arsenic 01/23/20241.0 500.0518 103.70 80 120

Barium 01/23/20241.0 20002050 102.40 80 120

Cadmium 01/23/20241.0 50.0051.1 102.20 80 120

Chromium 01/23/20241.5 200.0201 100.50 80 120

Cobalt 01/19/20241.0 500.0465 93.10 80 120

Lead 01/23/20241.0 500.0508 101.50 80 120

Molybdenum 01/31/20241.5 500.0473 94.60 80 120

Selenium 01/19/20241.0 500.0486 97.20 80 120

Thallium 01/19/20242.0 250.0216 86.50 80 120

SampID: MBLK-217566

SampType: MBLK µg/LUnits217566Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/23/20241.0 0.4500< 1.0 00 -100 100

Arsenic 01/23/20241.0 0.3750< 1.0 00 -100 100

Barium 01/23/20241.0 0.7000< 1.0 00 -100 100

Beryllium 01/23/20241.0 0.2500< 1.0 00 -100 100

Boron 01/24/202425.0 9.250< 25.0 00 -100 100

Cadmium 01/23/20241.0 0.1340< 1.0 00 -100 100

Chromium 01/29/20241.5 0.7000< 1.5 00 -100 100

Cobalt 01/23/20241.0 0.1150< 1.0 00 -100 100

Lead 01/23/20241.0 0.6000< 1.0 00 -100 100

Lithium 01/23/20243.0 1.450< 3.0 00 -100 100*

Molybdenum 01/30/20241.5 0.6000< 1.5 00 -100 100

Selenium 01/23/20241.0 0.6000< 1.0 00 -100 100

Thallium 01/23/20242.0 0.9500< 2.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-217566

SampType: LCS µg/LUnits217566Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/23/20241.0 500.0522 104.40 80 120

Arsenic 01/23/20241.0 500.0502 100.40 80 120

Barium 01/23/20241.0 20002020 101.10 80 120

Beryllium 01/23/20241.0 50.0049.9 99.70 80 120

Boron 01/24/202425.0 500.0489 97.80 80 120

Cadmium 01/23/20241.0 50.0050.4 100.70 80 120

Chromium 01/29/20241.5 200.0191 95.60 80 120

Cobalt 01/23/20241.0 500.0484 96.80 80 120

Lead 01/23/20241.0 500.0491 98.10 80 120

Lithium 01/23/20243.0 500.0500 100.00 80 120*

Molybdenum 01/30/20241.5 500.0465 93.00 80 120

Selenium 01/23/20241.0 500.0483 96.60 80 120

Thallium 01/23/20242.0 250.0207 82.80 80 120

SampID: MBLK-217595

SampType: MBLK µg/LUnits217595Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/30/20241.0 0.4500< 1.0 00 -100 100

Arsenic 01/24/20241.0 0.3750< 1.0 00 -100 100

Barium 01/24/20241.0 0.7000< 1.0 00 -100 100

Beryllium 01/24/20241.0 0.2500< 1.0 00 -100 100

Boron 01/24/202425.0 9.250< 25.0 00 -100 100

Cadmium 01/24/20241.0 0.1340< 1.0 00 -100 100

Cobalt 01/30/20241.0 0.1150< 1.0 00 -100 100

Lead 01/24/20241.0 0.6000< 1.0 00 -100 100

Lithium 01/24/20243.0 1.450< 3.0 00 -100 100*

Molybdenum 01/30/20241.5 0.6000< 1.5 00 -100 100

Selenium 01/24/20241.0 0.6000< 1.0 00 -100 100

Thallium 01/29/20242.0 0.9500< 2.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-217595

SampType: LCS µg/LUnits217595Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/30/20241.0 500.0542 108.40 80 120

Arsenic 01/24/20241.0 500.0462 92.30 80 120

Barium 01/30/20241.0 20002110 105.50 80 120

Beryllium 01/24/20241.0 50.0046.4 92.80 80 120

Boron 01/24/202425.0 500.0456 91.10 80 120

Cadmium 01/24/20241.0 50.0043.8 87.70 80 120

Chromium 01/29/20241.5 200.0200 100.10 80 120

Cobalt 01/31/20241.0 500.0455 90.90 80 120

Lead 01/24/20241.0 500.0461 92.20 80 120

Lithium 01/24/20243.0 500.0462 92.30 80 120*

Molybdenum 01/30/20241.5 500.0495 99.00 80 120

Selenium 01/24/20241.0 500.0432 86.50 80 120

Thallium 01/29/20242.0 250.0250 100.20 80 120

SampID: 24010247-019BMS

SampType: MS µg/LUnits217595Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/30/20241.0 500.0540 108.00 75 125

Arsenic 01/24/20241.0 500.0506 95.628.09 75 125

Barium 01/30/20241.0 20002720 105.0618.6 75 125

Beryllium 01/24/20241.0 50.0047.4 94.80 75 125

Boron 01/24/202425.0 500.0569 88.6126.1 75 125

Cadmium 01/24/20241.0 50.0043.3 86.70 75 125

Chromium 01/29/20241.5 200.0204 99.65.279 75 125

Cobalt 02/01/20241.0 500.0469 93.51.651 75 125

Lead 01/24/20241.0 500.0479 95.42.253 75 125

Lithium 01/24/20243.0 500.0453 89.17.573 75 125*

Molybdenum 01/30/20241.5 500.0510 100.95.349 75 125

Selenium 01/24/20241.0 500.0441 88.10 75 125

Thallium 01/30/20242.0 250.0209 83.40 75 125
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: 24010247-019BMSD

SampType: MSD µg/LUnits217595Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 01/30/20241.0 500.0557 111.5 3.150 540.1

Arsenic 01/24/20241.0 500.0529 100.1 4.3528.09 506.2

Barium 01/30/20241.0 20002800 109.3 3.08618.6 2720

Beryllium 01/24/20241.0 50.0049.4 98.7 3.990 47.42

Boron 01/24/202425.0 500.0600 94.8 5.29126.1 569.2

Cadmium 01/24/20241.0 50.0044.3 88.6 2.160 43.35

Chromium 01/29/20241.5 200.0206 100.3 0.695.279 204.4

Cobalt 02/01/20241.0 500.0457 91.1 2.581.651 469.3

Lead 01/24/20241.0 500.0499 99.4 4.092.253 479.0

Lithium 01/24/20243.0 500.0471 92.7 3.867.573 453.3*

Molybdenum 01/30/20241.5 500.0546 108.1 6.865.349 509.6

Selenium 01/24/20241.0 500.0455 90.9 3.150 440.6

Thallium 01/30/20242.0 250.0229 91.5 9.260 208.5

SampID: MBLK-217740

SampType: MBLK µg/LUnits217740Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/31/20241.0 0.4500< 1.0 00 -100 100

Arsenic 01/31/20241.0 0.3750< 1.0 00 -100 100

Barium 01/31/20241.0 0.7000< 1.0 00 -100 100

Beryllium 01/31/20241.0 0.2500< 1.0 00 -100 100

Boron 01/31/202425.0 9.250< 25.0 00 -100 100

Cadmium 01/31/20241.0 0.1340< 1.0 00 -100 100

Chromium 01/31/20241.5 0.7000< 1.5 00 -100 100

Cobalt 01/31/20241.0 0.1150< 1.0 00 -100 100

Lead 01/31/20241.0 0.6000< 1.0 00 -100 100

Lithium 01/31/20243.0 1.450< 3.0 00 -100 100*

Molybdenum 01/31/20241.5 0.6000< 1.5 00 -100 100

Selenium 01/31/20241.0 0.6000< 1.0 00 -100 100

Thallium 01/31/20242.0 0.9500< 2.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-217740

SampType: LCS µg/LUnits217740Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/31/20241.0 500.0510 102.00 80 120

Arsenic 01/31/20241.0 500.0511 102.10 80 120

Barium 01/31/20241.0 20001940 97.20 80 120

Beryllium 01/31/20241.0 50.0052.1 104.20 80 120

Boron 01/31/202425.0 500.0505 101.00 80 120

Cadmium 01/31/20241.0 50.0049.0 97.90 80 120

Chromium 01/31/20241.5 200.0204 101.80 80 120

Cobalt 01/31/20241.0 500.0485 96.90 80 120

Lead 01/31/20241.0 500.0477 95.30 80 120

Lithium 01/31/20243.0 500.0512 102.40 80 120*

Molybdenum 01/31/20241.5 500.0476 95.20 80 120

Selenium 01/31/20241.0 500.0468 93.70 80 120

Thallium 01/31/20242.0 250.0208 83.20 80 120

SampID: 24010247-011BMS

SampType: MS µg/LUnits217740Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/31/20241.0 500.0499 99.50.8872 75 125

Arsenic 01/31/20241.0 500.0518 103.31.774 75 125

Barium 01/31/20241.0 20002260 97.3317.6 75 125

Beryllium 01/31/20241.0 50.0052.8 105.60 75 125

Boron 01/31/202425.0 500.0604 103.089.05 75 125

Cadmium 01/31/20241.0 50.0047.4 94.80 75 125

Chromium 01/31/20241.5 200.0184 90.43.135 75 125

Cobalt 01/31/20241.0 500.0453 90.60.1918 75 125

Lead 01/31/20241.0 500.0473 94.60 75 125

Lithium 01/31/20243.0 500.0505 100.14.168 75 125*

Molybdenum 02/05/20241.5 500.0452 88.410.14 75 125

Selenium 01/31/20241.0 500.0492 98.40 75 125

Thallium 02/01/20242.0 250.0218 87.10 75 125
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: 24010247-011BMSD

SampType: MSD µg/LUnits217740Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 02/01/20241.0 500.0487 97.3 2.250.8872 498.5

Arsenic 02/01/20241.0 500.0518 103.2 0.081.774 518.4

Barium 02/01/20241.0 20002260 96.9 0.34317.6 2264

Beryllium 02/01/20241.0 50.0053.2 106.4 0.740 52.81

Boron 02/01/202425.0 500.0573 96.9 5.2089.05 604.1

Cadmium 02/01/20241.0 50.0046.3 92.5 2.470 47.42

Chromium 02/01/20241.5 200.0186 91.6 1.273.135 183.9

Cobalt 02/01/20241.0 500.0459 91.8 1.330.1918 453.1

Lead 02/01/20241.0 500.0488 97.6 3.140 473.1

Lithium 02/01/20243.0 500.0502 99.6 0.554.168 504.8*

Molybdenum 02/05/20241.5 500.0439 85.9 2.8810.14 452.2

Selenium 02/01/20241.0 500.0491 98.2 0.240 492.2

Thallium 02/01/20242.0 250.0243 97.3 11.100 217.7

SampID: MBLK-217822

SampType: MBLK µg/LUnits217822Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/30/20241.0 0.4500< 1.0 00 -100 100

Arsenic 01/30/20241.0 0.3750< 1.0 00 -100 100

Barium 01/30/20241.0 0.7000< 1.0 00 -100 100

Beryllium 01/30/20241.0 0.2500< 1.0 00 -100 100

Boron 01/31/202425.0 9.250< 25.0 00 -100 100

Cadmium 01/30/20241.0 0.1340< 1.0 00 -100 100

Chromium 01/30/20241.5 0.7000< 1.5 00 -100 100

Cobalt 01/30/20241.0 0.1150< 1.0 00 -100 100

Lead 01/30/20241.0 0.6000< 1.0 00 -100 100

Lithium 01/31/20243.0 1.450< 3.0 00 -100 100*

Molybdenum 01/30/20241.5 0.6000< 1.5 00 -100 100

Selenium 01/30/20241.0 0.6000< 1.0 00 -100 100

Thallium 01/30/20242.0 0.9500< 2.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-217822

SampType: LCS µg/LUnits217822Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 01/30/20241.0 500.0500 99.90 80 120

Arsenic 01/30/20241.0 500.0511 102.20 80 120

Barium 01/30/20241.0 20001940 97.10 80 120

Beryllium 01/30/20241.0 50.0046.9 93.90 80 120

Boron 01/31/202425.0 500.0485 96.90 80 120

Cadmium 01/30/20241.0 50.0047.4 94.70 80 120

Chromium 01/30/20241.5 200.0192 95.90 80 120

Cobalt 01/30/20241.0 500.0471 94.10 80 120

Lead 01/30/20241.0 500.0479 95.70 80 120

Lithium 01/31/20243.0 500.0473 94.50 80 120*

Molybdenum 01/30/20241.5 500.0468 93.60 80 120

Selenium 01/30/20241.0 500.0478 95.60 80 120

Thallium 01/30/20242.0 250.0222 88.70 80 120

SampID: 24010247-092CMS

SampType: MS µg/LUnits217822Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Boron 01/31/202425.0 500.0649 93.5181.8 75 125

SampID: 24010247-092CMSD

SampType: MSD µg/LUnits217822Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Boron 01/31/202425.0 500.0654 94.4 0.67181.8 649.2

SampID: MBLK-217877

SampType: MBLK µg/LUnits217877Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Boron 02/01/202425.0 9.250< 25.0 00 -100 100

SampID: LCS-217877

SampType: LCS µg/LUnits217877Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Boron 02/01/202425.0 500.0500 100.00 80 120
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: MBLK-217908

SampType: MBLK µg/LUnits217908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 02/01/20241.0 0.4500< 1.0 00 -100 100

Arsenic 02/01/20241.0 0.3750< 1.0 00 -100 100

Barium 02/01/20241.0 0.7000< 1.0 00 -100 100

Beryllium 02/01/20241.0 0.2500< 1.0 00 -100 100

Boron 02/01/202425.0 9.250< 25.0 00 -100 100

Cadmium 02/01/20241.0 0.1340< 1.0 00 -100 100

Chromium S 02/05/20241.5 0.70002.3 321.80 -100 100

Cobalt 02/01/20241.0 0.1150< 1.0 00 -100 100

Lead 02/01/20241.0 0.6000< 1.0 00 -100 100

Lithium 02/01/20243.0 1.450< 3.0 00 -100 100*

Molybdenum 02/05/20241.5 0.6000< 1.5 00 -100 100

Selenium 02/01/20241.0 0.6000< 1.0 00 -100 100

Thallium 02/01/20242.0 0.9500< 2.0 00 -100 100

SampID: LCS-217908

SampType: LCS µg/LUnits217908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 02/01/20241.0 500.0478 95.60 80 120

Arsenic 02/01/20241.0 500.0521 104.20 80 120

Barium 02/01/20241.0 20001890 94.40 80 120

Beryllium 02/01/20241.0 50.0050.7 101.40 80 120

Boron 02/01/202425.0 500.0477 95.40 80 120

Cadmium 02/01/20241.0 50.0046.2 92.50 80 120

Chromium B 02/05/20241.5 200.0186 92.90 80 120

Cobalt 02/01/20241.0 500.0502 100.50 80 120

Lead 02/01/20241.0 500.0462 92.40 80 120

Lithium 02/01/20243.0 500.0494 98.70 80 120*

Molybdenum 02/05/20241.5 500.0422 84.30 80 120

Selenium 02/01/20241.0 500.0476 95.20 80 120

Thallium 02/01/20242.0 250.0223 89.30 80 120
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: 24010247-107CMS

SampType: MS µg/LUnits217908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 02/01/20241.0 500.0494 98.90 75 125

Arsenic 02/01/20241.0 500.0510 102.10 75 125

Barium 02/01/20241.0 20001900 95.20 75 125

Beryllium 02/01/20241.0 50.0048.6 97.10 75 125

Boron 02/01/202425.0 500.0445 88.90 75 125

Cadmium 02/01/20241.0 50.0046.9 93.90 75 125

Chromium B 02/05/20241.5 200.0227 113.10.8026 75 125

Cobalt 02/01/20241.0 500.0483 96.70 75 125

Lead 02/01/20241.0 500.0460 92.10 75 125

Lithium 02/01/20243.0 500.0467 93.30 75 125*

Molybdenum 02/06/20241.5 500.0445 89.00 75 125

Selenium 02/01/20241.0 500.0483 96.70 75 125

Thallium 02/01/20242.0 250.0233 93.10 75 125

SampID: 24010247-107CMSD

SampType: MSD µg/LUnits217908Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 02/01/20241.0 500.0482 96.4 2.500 494.4

Arsenic 02/01/20241.0 500.0510 102.1 0.020 510.4

Barium 02/01/20241.0 20001920 95.8 0.620 1904

Beryllium 02/01/20241.0 50.0048.5 97.0 0.160 48.55

Boron 02/01/202425.0 500.0450 90.0 1.230 444.6

Cadmium 02/01/20241.0 50.0047.3 94.5 0.680 46.94

Chromium B 02/05/20241.5 200.0229 114.1 0.920.8026 226.9

Cobalt 02/01/20241.0 500.0475 95.0 1.750 483.5

Lead 02/01/20241.0 500.0471 94.1 2.210 460.5

Lithium 02/01/20243.0 500.0469 93.9 0.620 466.6*

Molybdenum 02/06/20241.5 500.0456 91.3 2.470 445.2

Selenium 02/01/20241.0 500.0480 96.0 0.730 483.3

Thallium 02/01/20242.0 250.0242 96.6 3.760 232.7

SampID: MBLK-218352

SampType: MBLK µg/LUnits218352Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Barium 02/08/20241.0 0.7000< 1.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-218352

SampType: LCS µg/LUnits218352Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Barium 02/08/20241.0 20002020 100.90 80 120

SW-846 7470A (DISSOLVED)

SampID: 24010247-055CMS

SampType: MS µg/LUnits217574Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/19/20240.20 5.0004.77 95.40 75 125

SampID: 24010247-055CMSD

SampType: MSD µg/LUnits217574Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 01/19/20240.20 5.0004.69 93.7 1.780 4.769

SampID: 24010247-060DMS

SampType: MS µg/LUnits217610Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/23/20240.20 5.0005.34 106.80 75 125

SampID: 24010247-060DMSD

SampType: MSD µg/LUnits217610Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 01/23/20240.20 5.0005.22 104.4 2.280 5.342

SampID: 24011359-004CMS

SampType: MS µg/LUnits217610Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/23/20240.20 5.0004.99 99.90 75 125

SampID: 24011359-004CMSD

SampType: MSD µg/LUnits217610Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 01/23/20240.20 5.0005.20 104.0 4.050 4.994
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 7470A (DISSOLVED)

SampID: MBLK-217823

SampType: MBLK µg/LUnits217823Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/26/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-217823

SampType: LCS µg/LUnits217823Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/26/20240.20 5.0004.41 88.20 85 115

SampID: 24010247-043CMS

SampType: MS µg/LUnits217823Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/26/20240.20 5.0004.09 81.70 75 125

SampID: 24010247-043CMSD

SampType: MSD µg/LUnits217823Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 01/26/20240.20 5.0004.08 81.6 0.230 4.087

SampID: 24010247-101CMS

SampType: MS µg/LUnits217823Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/26/20240.20 5.0005.06 101.10 75 125

SampID: 24010247-101CMSD

SampType: MSD µg/LUnits217823Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 01/26/20240.20 5.0005.13 102.6 1.490 5.056

SampID: MBLK-217883

SampType: MBLK µg/LUnits217883Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/29/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-217883

SampType: LCS µg/LUnits217883Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/29/20240.20 5.0004.34 86.70 85 115
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 7470A (DISSOLVED)

SampID: 24010247-045CMS

SampType: MS µg/LUnits217883Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/29/20240.20 5.0005.19 103.80 75 125

SampID: 24010247-045CMSD

SampType: MSD µg/LUnits217883Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 01/29/20240.20 5.0005.13 102.6 1.200 5.190

SampID: MBLK-217927

SampType: MBLK µg/LUnits217927Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/29/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-217927

SampType: LCS µg/LUnits217927Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/29/20240.20 5.0005.07 101.40 85 115

SampID: 24011814-005CMS

SampType: MS µg/LUnits217927Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/30/20240.20 5.0004.50 90.10 75 125

SampID: 24011814-005CMSD

SampType: MSD µg/LUnits217927Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 01/30/20240.20 5.0004.46 89.1 1.050 4.504

SW-846 7470A (TOTAL)

SampID: MBLK-217502

SampType: MBLK µg/LUnits217502Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/18/20240.20 0.0550< 0.20 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 7470A (TOTAL)

SampID: LCS-217502

SampType: LCS µg/LUnits217502Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/18/20240.20 5.0004.28 85.70 85 115

SampID: 24010247-094BMS

SampType: MS µg/LUnits217502Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury S 01/18/20240.20 5.0006.49 62.53.366 75 125

SampID: 24010247-094BMSD

SampType: MSD µg/LUnits217502Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 01/18/20240.20 5.0007.48 82.2 14.113.366 6.493

SampID: MBLK-217574

SampType: MBLK µg/LUnits217574Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/19/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-217574

SampType: LCS µg/LUnits217574Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/19/20240.20 5.0004.55 90.90 85 115

SampID: MBLK-217610

SampType: MBLK µg/LUnits217610Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/23/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-217610

SampType: LCS µg/LUnits217610Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/23/20240.20 5.0005.09 101.80 85 115

SampID: MBLK-217744

SampType: MBLK µg/LUnits217744Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/24/20240.20 0.0550< 0.20 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

SW-846 7470A (TOTAL)

SampID: LCS-217744

SampType: LCS µg/LUnits217744Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/24/20240.20 5.0005.15 103.10 85 115

SampID: 24010247-013BMS

SampType: MS µg/LUnits217744Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/24/20240.20 5.0004.96 96.40.1422 75 125

SampID: 24010247-013BMSD

SampType: MSD µg/LUnits217744Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 01/24/20240.20 5.0004.93 95.8 0.570.1422 4.961

SampID: 24010247-107CMS

SampType: MS µg/LUnits217927Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 01/30/20240.20 5.0004.03 80.60 75 125

SampID: 24010247-107CMSD

SampType: MSD µg/LUnits217927Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 01/30/20240.20 5.0004.59 91.8 13.060 4.029
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Receiving Check List

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Received By: MEKCarrier: Tracy Carroll

Completed by: Reviewed by:

On:

17-Jan-24

On:

26-Jan-24

Shipping container/cooler in good condition? Yes No Not Present

Chain of custody present? Yes No

Chain of custody signed when relinquished and received? Yes No

Chain of custody agrees with sample labels? Yes No

Samples in proper container/bottle? Yes No

Sample containers intact? Yes No

Sufficient sample volume for indicated test? Yes No

All samples received within holding time? Yes No

Container/Temp Blank temperature in compliance? Yes No

Temp °C

When thermal preservation is required, samples are compliant with a temperature between 
0.1°C - 6.0°C, or when samples are received on ice the same day as collected.

Additional Nitric Acid (94914) was needed in APW12, G202 and XPW01 Pore upon arrival at the laboratory. - amberdilallo - 1/17/2024 1:06:06 PM

pH strip #90719. - amberdilallo - 1/17/2024 1:06:26 PM

Samples received 1/18/24 at 0915 (on ice - 3.9C -LTG 7).  pH strip #90719.  Additional Nitric Acid (94914) was needed in APW16, G203, G221, 
and G222 upon arrival at the laboratory. - amberdilallo - 1/18/2024 1:03:24 PM

Samples received 1/19/24 at 1300 (on ice - 3.7C - LTG 5).  pH strip #89660/90719.  Additional Nitric Acid (94914) was needed in APW15, G220, 
G233 and APW02 Duplicate upon arrival at the laboratory. - amberdilallo - 1/18/2024 1:03:24 PM

Samples received 1/23/24 at 1700 (on ice - 3.1C - LTG 5).  pH strip #89660/90719.  Additional Nitric Acid (94914) was needed in G223 upon arrival 
at the laboratory. - amberdilallo - 1/18/2024 1:03:24 PM

Samples received 1/24/24 at 1705 (on ice - 8.7C - LTG 5).  pH strip #89660/90719.  Additional Nitric Acid (94914) was needed in A214, A215, 
G125, G130, G133, G139, G217S, R217D and A213 Duplicate upon arrival at the laboratory.  Additional Sodium Hydroxide (95443) was needed in  
G125, G130, G133, G217S and R217D upon arrival at the laboratory.  Additional Sulfuric Acid (94915) was needed in G130 and G141 upon arrival 
at the laboratory.   - amberdilallo - 1/25/2024 8:52:53 AM

Samples received 1/25/24 at 1815 (on ice - 1.1C - LTG 5).  pH strip #89660/90719.  Additional Nitric Acid (94914) was needed in G105, G006D, 
G106, G128, G006D Duplicate and G104 Duplicate upon arrival at the laboratory.  Additional Sodium Hydroxide (95443) was needed in G106 upon 
arrival at the laboratory.  - amberdilallo - 1/26/2024 9:34:35 AM

Water – at least one vial per sample has zero headspace? Yes No No VOA vials

Water - pH acceptable upon receipt? Yes No NA

Type of thermal preservation? None Ice Blue Ice Dry Ice

Chain of custody 25 Extra pages included 0

Reported field parameters measured: Field Lab NA

Water - TOX containers have zero headspace? No TOX containersYes No

NPDES/CWA TCN interferences checked/treated in the field? Yes No NA

Amber Dilallo Ellie Hopkins
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Receiving Check List

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 20-Feb-24

Work Order: 24010247

http://www.teklabinc.com/

Samples received 1/26/24 at 1300 (on ice - 5.5C - LTG 5).  pH strip #89660/90719.  Additional Nitric Acid (94914) was needed in L1R-leachate and 
Field Blank upon arrival at the laboratory.- amberdilallo - 1/26/2024 1:52:10 PM
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http://www.teklabinc.com/

March 04, 2024

WorkOrder: 24021397NEW-24Q1RE:

Dear Eric Bauer:

TEKLAB, INC received 5 samples on 2/26/2024 2:20:00 PM for the analysis presented in the 
following report.

Samples are analyzed on an as received basis unless otherwise requested and documented. The 
sample results contained in this report relate only to the requested analytes of interest as 
directed on the chain of custody. NELAP accredited fields of testing are indicated by the letters 
NELAP under the Certification column.  Unless otherwise documented within this report, 
Teklab Inc. analyzes samples utilizing the most current methods in compliance with 40CFR. 
All tests are performed in the Collinsville, IL laboratory unless otherwise noted in the Case 
Narrative. 

All quality control criteria applicable to the test methods employed for this project have been 
satisfactorily met and are in accordance with NELAP except where noted. The following report 
shall not be reproduced, except in full, without the written approval of Teklab, Inc. 

If you have any questions regarding these tests results, please feel free to call. 

Sincerely, 

234 W. Florida Street
Fifth Floor
Milwaukee, WI 53204

(414) 837-3607
(414) 837-3608

TEL:
FAX:

Eric Bauer
Ramboll

Elizabeth A. Hurley
Director of Customer Service
(618)344-1004 ex 33
ehurley@teklabinc.com

Illinois 100226

Kansas E-10374

Louisiana 05002

Louisiana 05003

Oklahoma 9978
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This reporting package includes the following:

Report Contents

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

Cover Letter 1

Report Contents 2

Definitions 3

Case Narrative 5

Accreditations 6

Laboratory Results 7

Sample Summary 10

Quality Control Results 11

Receiving Check List 17

Chain of Custody Appended
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____TeklabHdrP

Definitions

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

Abbr Definition
* Analytes on report marked with an asterisk are not NELAP accredited

CCV Continuing calibration verification is a check of a standard to determine the state of calibration of an instrument between recalibration.

CRQL A Client Requested Quantitation Limit is a reporting limit that varies according to customer request. The CRQL may not be less than the MDL.

DF Dilution factor is the dilution performed during analysis only and does not take into account any dilutions made during sample preparation. The 
reported result is final and includes all dilution factors.

DNI Did not ignite

DUP Laboratory duplicate is a replicate aliquot prepared under the same laboratory conditions and independently analyzed to obtain a measure of 
precision.

ICV Initial calibration verification is a check of a standard to determine the state of calibration of an instrument before sample analysis is initiated.

IDPH IL Dept. of Public Health

LCS Laboratory control sample is a sample matrix, free from the analytes of interest,spiked with verified known amounts of analytes and analyzed exactly 
like a sample to establish intra-laboratory or analyst specific precision and bias or to assess the performance of all or a portion of the measurement 
system.

LCSD Laboratory control sample duplicate is a replicate laboratory control sample that is prepared and analyzed in order to determine the precision of the 
approved test method.  The acceptable recovery range is listed in the QC Package (provided upon request).

MBLK Method blank is a sample of a matrix similar to the batch of associated sample (when available) that is free from the analytes of interest and is 
processed simultaneously with and under the same conditions as samples through all steps of the analytical procedures, and in which no target 
analytes or interferences should present at concentrations that impact the analytical results for sample analyses.

MDL "The method detection limit is defined as the minimum measured concentration of a substance that can be reported with 99% confidence that the 
 measured concentration is distinguishable from method blank results."

MS Matrix spike is an aliquot of matrix fortified (spiked) with known quantities of specific analytes that is subjected to the entire analytical procedures in 
order to determine the effect of the matrix on an approved test method’s recovery system. The acceptable recovery range is listed in the QC 
Package (provided upon request).

MSD Matrix spike duplicate means a replicate matrix spike that is prepared and analyzed in order to determine the precision of the approved test method. 
The acceptable recovery range is listed in the QC Package (provided upon request).

MW Molecular weight

NC Data is not acceptable for compliance purposes

ND Not Detected at the Reporting Limit

NELAP NELAP Accredited

PQL Practical quantitation limit means the lowest level that can be reliably achieved within specified limits of precision and accuracy during routine 
laboratory operation conditions.

RL The reporting limit the lowest level that the data is displayed in the final report.  The reporting limit may vary according to customer request or sample 
dilution. The reporting limit may not be less than the MDL.

RPD Relative percent difference is a calculated difference between two recoveries (ie. MS/MSD). The acceptable recovery limit is listed in the QC 
Package (provided upon request).

SPK The spike is a known mass of target analyte added to a blank sample or sub-sample; used to determine recovery deficiency or for other quality 
control purposes.

Surr Surrogates are compounds which are similar to the analytes of interest in chemical composition and behavior in the analytical process, but which are 
not normally found in environmental samples.

TIC Tentatively identified compound:  Analytes tentatively identified in the sample by using a library search.  Only results not in the calibration standard 
will be reported as tentatively identified compounds.  Results for tentatively identified compounds that are not present in the calibration standard, but 
are assigned a specific chemical name based upon the library search, are calculated using total peak areas from reconstructed ion chromatograms 
and a response factor of one.  The nearest Internal Standard is used for the calculation.  The results of any TICs must be considered estimated, and 
are flagged with a "T".  If the estimated result is above the calibration range it is flagged "ET"

TNTC Too numerous to count ( > 200 CFU )
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____TeklabHdrP

Definitions

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

Qualifiers
# - Unknown hydrocarbon B - Analyte detected in associated Method Blank

C - RL shown is a Client Requested Quantitation Limit E - Value above quantitation range

H - Holding times exceeded I - Associated internal standard was outside method criteria

J - Analyte detected below quantitation limits M - Manual Integration used to determine area response

ND - Not Detected at the Reporting Limit R - RPD outside accepted recovery limits

S - Spike Recovery outside recovery limits T - TIC(Tentatively identified compound)

X - Value exceeds Maximum Contaminant Level
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Case Narrative

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

Cooler Receipt Temp: 20.3 °C

An employee of Teklab, Inc. collected the sample(s).

G208 could not be collected (pump/cap is stuck).  L301 could not be collected (air line was repaired and fittings 
replaced).

Locations

___________________________________Collinsville

5445 Horseshoe Lake Road

Collinsville, IL 62234-7425

(618) 344-1004

(618) 344-1005

jhriley@teklabinc.com

___________________________________Springfield

3920 Pintail Dr

Springfield, IL 62711-9415

(217) 698-1004

(217) 698-1005

KKlostermann@teklabinc.com

___________________________________Kansas City

8421 Nieman Road

Lenexa, KS 66214

(913) 541-1998

(913) 541-1998

jhriley@teklabinc.com

___________________________________Collinsville Air

5445 Horseshoe Lake Road

Collinsville, IL 62234-7425

(618) 344-1004

(618) 344-1005

EHurley@teklabinc.com

___________________________________Chicago

1319 Butterfield Rd.

Downers Grove, IL 60515

(630) 324-6855

arenner@teklabinc.com
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____TeklabHdrP

Accreditations

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

NELAPState Cert # Exp Date LabDept

Illinois 100226 1/31/2025 CollinsvilleNELAPIEPA

Kansas E-10374 4/30/2024 CollinsvilleNELAPKDHE

Louisiana 05002 6/30/2024 CollinsvilleNELAPLDEQ

Louisiana 05003 6/30/2024 CollinsvilleNELAPLDEQ

Oklahoma 9978 8/31/2024 CollinsvilleNELAPODEQ

Arkansas 88-0966 3/14/2024 CollinsvilleADEQ

Illinois 17584 5/31/2025 CollinsvilleIDPH

Iowa 430 6/1/2024 CollinsvilleIDNR

Kentucky 0073 1/31/2025 CollinsvilleUST

Missouri 00930 10/31/2026 CollinsvilleMDNR

Missouri 930 1/31/2025 CollinsvilleMDNR
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 02/26/2024  11:07

Lab ID: 24021397-001 Client Sample ID: G048MG

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 02/26/2024 11:070 ft 179.90* 0 R343577

STANDARD METHODS  2130 B FIELD
Turbidity 02/26/2024 11:071.0 NTU 111* 1.0 R343577

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 02/26/2024 11:07-300 mV 117* -300 R343577

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 02/26/2024 11:070 µS/cm 1831* 0 R343577

STANDARD METHODS 2550 B FIELD
Temperature 02/26/2024 11:070 °C 117.5* 0 R343577

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 02/26/2024 11:070 mg/L 11.04* 0 R343577

SW-846 9040B FIELD
pH 02/26/2024 11:071.00 17.17* 0 R343577

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 02/27/2024 8:440 mg/L 1416NELAP 0 R343588

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 02/27/2024 8:440 mg/L 10NELAP 0 R343588

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 02/27/2024 12:3250 mg/L 2.5430NELAP 40 R343666

SW-846 9036 (TOTAL)
Sulfate 02/28/2024 16:2710 mg/L 113NELAP 6 R343726

SW-846 9214 (TOTAL)
Fluoride 02/27/2024 9:100.10 mg/L 10.55NELAP 0.04 R343589

SW-846 9251 (TOTAL)
Chloride 02/28/2024 16:274 mg/L 128NELAP 1 R343732

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 02/29/2024 14:040.100 mg/L 144.2NELAP 0.035 219214

Magnesium 02/29/2024 14:040.050 mg/L 119.5NELAP 0.006 219214

Potassium 02/29/2024 14:040.100 mg/L 11.93NELAP 0.040 219214

Sodium 02/29/2024 14:040.050 mg/L 1115NELAP 0.018 219214

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 02/28/2024 18:3125.0 µg/L 5181NELAP 9.2 219214
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 02/26/2024  11:23

Lab ID: 24021397-004 Client Sample ID: Field Blank

Matrix: AQUEOUS

Batch 

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 02/27/2024 8:560 mg/L 11NELAP 0 R343588

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 02/27/2024 8:560 mg/L 10NELAP 0 R343588

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 02/27/2024 12:3220 mg/L 1< 20NELAP 16 R343666

SW-846 9036 (TOTAL)
Sulfate 02/28/2024 16:3510 mg/L 1< 10NELAP 6 R343726

SW-846 9214 (TOTAL)
Fluoride 02/27/2024 9:150.10 mg/L 1< 0.10NELAP 0.04 R343589

SW-846 9251 (TOTAL)
Chloride 02/28/2024 16:354 mg/L 1< 4NELAP 1 R343732

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 02/29/2024 14:400.100 mg/L 1< 0.100NELAP 0.035 219214

Magnesium 02/29/2024 14:400.050 mg/L 1< 0.050NELAP 0.006 219214

Potassium 02/29/2024 14:400.100 mg/L 1< 0.100NELAP 0.040 219214

Sodium 02/29/2024 14:400.050 mg/L 1< 0.050NELAP 0.018 219214

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 02/28/2024 18:3725.0 µg/L 5< 25.0NELAP 9.2 219214
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Laboratory Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 02/26/2024  11:25

Lab ID: 24021397-005 Client Sample ID: Equipment Blank

Matrix: AQUEOUS

Batch 

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 02/27/2024 8:590 mg/L 11NELAP 0 R343588

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 02/27/2024 8:590 mg/L 10NELAP 0 R343588

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 02/27/2024 12:3220 mg/L 1< 20NELAP 16 R343666

SW-846 9036 (TOTAL)
Sulfate 02/28/2024 16:5410 mg/L 1< 10NELAP 6 R343726

SW-846 9214 (TOTAL)
Fluoride 02/27/2024 9:170.10 mg/L 1< 0.10NELAP 0.04 R343589

SW-846 9251 (TOTAL)
Chloride 02/28/2024 16:534 mg/L 1< 4NELAP 1 R343732

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 02/29/2024 14:420.100 mg/L 1< 0.100NELAP 0.035 219214

Magnesium 02/29/2024 14:420.050 mg/L 1< 0.050NELAP 0.006 219214

Potassium 02/29/2024 14:420.100 mg/L 1< 0.100NELAP 0.040 219214

Sodium 02/29/2024 14:420.050 mg/L 1< 0.050NELAP 0.018 219214

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 02/28/2024 20:5025.0 µg/L 5< 25.0NELAP 9.2 219214
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Lab Sample ID Client Sample ID Collection DateFractions

TeklabHdrP

Matrix

Sample Summary

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

24021397-001 G048MG 02/26/2024 11:072Groundwater

24021397-002 G208 2Groundwater

24021397-003 L301-leachate 2Leachate

24021397-004 Field Blank 02/26/2024 11:232Aqueous

24021397-005 Equipment Blank 02/26/2024 11:252Aqueous
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

STANDARD METHODS 2510 B FIELD

SampID: LCS-R343577-1

SampType: LCS µS/cmUnitsR343577Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 02/26/20240 14121420 100.80 90 110*

SW-846 9040B FIELD

SampID: LCS-R343577-1

SampType: LCS UnitsR343577Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 02/26/20241.00 7.0007.01 100.10 98.57 101.4*

STANDARD METHODS 2540 C (TOTAL) 1997, 2011

SampID: MBLK

SampType: MBLK mg/LUnitsR343666Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 02/27/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR343666Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 02/27/202420 1000926 92.60 90 110

SampID: 24021397-001ADUP

SampType: DUP mg/LUnitsR343666Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 02/27/202450 410 4.76430.0

SW-846 9036 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR343726Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 02/28/202410 6.140< 10 00 -100 100

SampID: MBLK-219224

SampType: MBLK mg/LUnitsR343726Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 02/28/202410 6.140< 10 00 -100 100*
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: ICV/LCS

SampType: LCS mg/LUnitsR343726Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 02/28/202410 20.0018 90.60 90 110

SampID: 24010117-010AMS

SampType: MS mg/LUnitsR343726Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 02/28/202410 20.0038 73.022.97 85 115

SampID: 24010117-010AMSD

SampType: MSD mg/LUnitsR343726Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 02/28/202410 20.0038 73.3 0.1322.97 37.58

SampID: 24021733-001AMS

SampType: MS mg/LUnitsR343726Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 02/28/202410 20.0042 83.224.97 90 110

SampID: 24021733-001AMSD

SampType: MSD mg/LUnitsR343726Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 02/28/202410 20.0042 85.3 1.0324.97 41.60

SampID: 24021928-001AMS

SampType: MS mg/LUnitsR343726Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 02/28/2024500 10001640 74.6890.9 90 110

SampID: 24021928-001AMSD

SampType: MSD mg/LUnitsR343726Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 02/28/2024500 10001650 75.8 0.74890.9 1637
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

SW-846 9214 (TOTAL)

SampID: MBLK

SampType: MBLK mg/LUnitsR343589Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/27/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR343589Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/27/20240.10 1.0000.99 99.00 90 110

SampID: 24021397-001AMS

SampType: MS mg/LUnitsR343589Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/27/20240.10 2.0002.68 106.10.5540 75 125

SampID: 24021397-001AMSD

SampType: MSD mg/LUnitsR343589Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 02/27/20240.10 2.0002.74 109.2 2.330.5540 2.675

SampID: 24021928-001AMS

SampType: MS mg/LUnitsR343589Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 02/27/20240.10 2.0002.60 106.80.4690 75 125

SampID: 24021928-001AMSD

SampType: MSD mg/LUnitsR343589Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 02/27/20240.10 2.0002.60 106.7 0.040.4690 2.604

SW-846 9251 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR343732Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 02/28/20244 0.5000< 4 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: ICV/LCS

SampType: LCS mg/LUnitsR343732Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 02/28/20244 20.0020 100.00 90 110

SampID: 24010117-010AMS

SampType: MS mg/LUnitsR343732Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 02/28/20244 20.0042 85.024.84 85 115

SampID: 24010117-010AMSD

SampType: MSD mg/LUnitsR343732Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 02/28/20244 20.0042 85.5 0.2424.84 41.84

SampID: 24021482-002AMS

SampType: MS mg/LUnitsR343732Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 02/28/202440 200.0297 89.8117.1 85 115

SampID: 24021482-002AMSD

SampType: MSD mg/LUnitsR343732Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 02/28/202440 200.0291 87.0 1.90117.1 296.7

SampID: 24021484-003AMS

SampType: MS mg/LUnitsR343732Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 02/28/20244 20.0055 88.037.53 85 115

SampID: 24021484-003AMSD

SampType: MSD mg/LUnitsR343732Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 02/28/20244 20.0056 91.9 1.3937.53 55.14

SampID: 24021733-001AMS

SampType: MS mg/LUnitsR343732Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 02/28/20244 20.0039 86.221.72 85 115

Page 14 of 17

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: 24021733-001AMSD

SampType: MSD mg/LUnitsR343732Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 02/28/20244 20.0039 85.8 0.1521.72 38.95

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: MBLK-219214

SampType: MBLK mg/LUnits219214Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 02/29/20240.100 0.0350< 0.100 00 -100 100

Magnesium 02/29/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 02/29/20240.100 0.0400< 0.100 00 -100 100

Sodium 02/29/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-219214

SampType: LCS mg/LUnits219214Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 02/29/20240.100 2.5002.57 102.70 85 115

Magnesium 02/29/20240.0500 2.5002.40 96.00 85 115

Potassium 02/29/20240.100 2.5002.62 104.60 85 115

Sodium 02/29/20240.0500 2.5002.54 101.70 85 115

SampID: 24021582-011CMS

SampType: MS mg/LUnits219214Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 02/29/20240.100 5.000171 16.8170.5 75 125

Magnesium 02/29/20240.0500 5.00036.3 81.632.23 75 125

SampID: 24021582-011CMSD

SampType: MSD mg/LUnits219214Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 02/29/20240.100 5.000174 74.8 1.68170.5 171.3

Magnesium 02/29/20240.0500 5.00037.2 100.2 2.5232.23 36.31

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: MBLK-219214

SampType: MBLK µg/LUnits219214Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Boron 02/28/202425.0 9.250< 25.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-219214

SampType: LCS µg/LUnits219214Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Boron 02/28/202425.0 500.0502 100.40 80 120
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Receiving Check List

Client Project: NEW-24Q1

Client: Ramboll

Report Date: 04-Mar-24

Work Order: 24021397

http://www.teklabinc.com/

Received By: AMDCarrier: Justin Colp

Completed by: Reviewed by:

On:

26-Feb-24

On:

26-Feb-24

Shipping container/cooler in good condition? Yes No Not Present

Chain of custody present? Yes No

Chain of custody signed when relinquished and received? Yes No

Chain of custody agrees with sample labels? Yes No

Samples in proper container/bottle? Yes No

Sample containers intact? Yes No

Sufficient sample volume for indicated test? Yes No

All samples received within holding time? Yes No

Container/Temp Blank temperature in compliance? Yes No

Temp °C

When thermal preservation is required, samples are compliant with a temperature between 
0.1°C - 6.0°C, or when samples are received on ice the same day as collected.

pH strip #90719. - amberdilallo - 2/26/2024 2:26:50 PM

Water – at least one vial per sample has zero headspace? Yes No No VOA vials

Water - pH acceptable upon receipt? Yes No NA

Type of thermal preservation? None Ice Blue Ice Dry Ice

Chain of custody 1 Extra pages included 0

Reported field parameters measured: Field Lab NA

Water - TOX containers have zero headspace? No TOX containersYes No

NPDES/CWA TCN interferences checked/treated in the field? Yes No NA

Amber Dilallo Elizabeth A. Hurley
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http://www.teklabinc.com/

September 06, 2024

WorkOrder: 24061026NEW-24Q3RE:

Dear Eric Bauer:

   

 

234 W. Florida Street
Fifth Floor
Milwaukee, WI 53204

(414) 837-3607
(414) 837-3608

TEL:
FAX:

Eric Bauer
Ramboll

Elizabeth A. Hurley
Director of Customer Service
(618)344-1004 ex 33
ehurley@teklabinc.com

100226Illinois

100465202Illinois 4-2

E-10374Kansas

05002Louisiana

05003Louisiana

9978Oklahoma
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TEKLAB, INC received 22 samples for NEW_257_502 on 8/8/2024 2:24:00 PM for the 
analysis presented in the following report.

Samples  are  analyzed  on  an  as  received  basis  unless  otherwise  requested  and  documented.
The  sample   results   contained  in   this   report   relate   only  to   the   requested   analytes   of
interest  as directed on the chain of custody. NELAP accredited fields of testing are indicated
by  the  letters  NELAP   under   the   Certification   column.  Unless   otherwise   documented
within   this   report,Teklab   Inc.  analyzes   samples   utilizing   the   most   current   methods   in
compliance with 40CFR. All  tests  are  performed  in  the  Collinsville,  IL  laboratory  unless
otherwise  noted  in  the  Case Narrative.

All quality control criteria applicable to the test methods employed for this  project have 
been satisfactorily met and are  in accordance with NELAP except where noted. The following 
report shall not be reproduced, except in full, without the  written approval of Teklab, Inc.

If you have any questions  regarding these tests results, please feel free to call.

Sincerely,
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Definitions

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Abbr Definition
* Analytes on report marked with an asterisk are not NELAP accredited

CCV Continuing calibration verification is a check of a standard to determine the state of calibration of an instrument between recalibration.

CRQL A Client Requested Quantitation Limit is a reporting limit that varies according to customer request. The CRQL may not be less than the MDL.

DF Dilution factor is the dilution performed during analysis only and does not take into account any dilutions made during sample preparation. The 
reported result is final and includes all dilution factors.

DNI Did not ignite

DUP Laboratory duplicate is a replicate aliquot prepared under the same laboratory conditions and independently analyzed to obtain a measure of 
precision.

ICV Initial calibration verification is a check of a standard to determine the state of calibration of an instrument before sample analysis is initiated.

IDPH IL Dept. of Public Health

LCS Laboratory control sample is a sample matrix, free from the analytes of interest,spiked with verified known amounts of analytes and analyzed exactly 
like a sample to establish intra-laboratory or analyst specific precision and bias or to assess the performance of all or a portion of the measurement 
system.

LCSD Laboratory control sample duplicate is a replicate laboratory control sample that is prepared and analyzed in order to determine the precision of the 
approved test method.  The acceptable recovery range is listed in the QC Package (provided upon request).

MBLK Method blank is a sample of a matrix similar to the batch of associated sample (when available) that is free from the analytes of interest and is 
processed simultaneously with and under the same conditions as samples through all steps of the analytical procedures, and in which no target 
analytes or interferences should present at concentrations that impact the analytical results for sample analyses.

MDL "The method detection limit is defined as the minimum measured concentration of a substance that can be reported with 99% confidence that the 
 measured concentration is distinguishable from method blank results."

MS Matrix spike is an aliquot of matrix fortified (spiked) with known quantities of specific analytes that is subjected to the entire analytical procedures in 
order to determine the effect of the matrix on an approved test method’s recovery system. The acceptable recovery range is listed in the QC Package 
(provided upon request).

MSD Matrix spike duplicate means a replicate matrix spike that is prepared and analyzed in order to determine the precision of the approved test method. 
The acceptable recovery range is listed in the QC Package (provided upon request).

MW Molecular weight

NC Data is not acceptable for compliance purposes

ND Not Detected at the Reporting Limit

NELAP NELAP Accredited

PQL Practical quantitation limit means the lowest level that can be reliably achieved within specified limits of precision and accuracy during routine 
laboratory operation conditions.

RL The reporting limit the lowest level that the data is displayed in the final report.  The reporting limit may vary according to customer request or sample 
dilution. The reporting limit may not be less than the MDL.

RPD Relative percent difference is a calculated difference between two recoveries (ie. MS/MSD). The acceptable recovery limit is listed in the QC Package 
(provided upon request).

SPK The spike is a known mass of target analyte added to a blank sample or sub-sample; used to determine recovery deficiency or for other quality 
control purposes.

Surr Surrogates are compounds which are similar to the analytes of interest in chemical composition and behavior in the analytical process, but which are 
not normally found in environmental samples.

TIC Tentatively identified compound:  Analytes tentatively identified in the sample by using a library search.  Only results not in the calibration standard 
will be reported as tentatively identified compounds.  Results for tentatively identified compounds that are not present in the calibration standard, but 
are assigned a specific chemical name based upon the library search, are calculated using total peak areas from reconstructed ion chromatograms 
and a response factor of one.  The nearest Internal Standard is used for the calculation.  The results of any TICs must be considered estimated, and 
are flagged with a "T".  If the estimated result is above the calibration range it is flagged "ET"

TNTC Too numerous to count ( > 200 CFU )
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Definitions

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Qualifiers
# - Unknown hydrocarbon B - Analyte detected in associated Method Blank

C - RL shown is a Client Requested Quantitation Limit E - Value above quantitation range

H - Holding times exceeded I - Associated internal standard was outside method criteria

J - Analyte detected below quantitation limits M - Manual Integration used to determine area response

ND - Not Detected at the Reporting Limit R - RPD outside accepted recovery limits

S - Spike Recovery outside recovery limits T - TIC(Tentatively identified compound)

X - Value exceeds Maximum Contaminant Level
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Case Narrative

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Cooler Receipt Temp: 22.9 °C

Locations

___________________________________Collinsville

5445 Horseshoe Lake Road

Collinsville, IL 62234-7425

(618) 344-1004

(618) 344-1005

jhriley@teklabinc.com

___________________________________Springfield

3920 Pintail Dr

Springfield, IL 62711-9415

(217) 698-1004

(217) 698-1005

KKlostermann@teklabinc.com

___________________________________Kansas City

8421 Nieman Road

Lenexa, KS 66214

(913) 541-1998

(913) 541-1998

jhriley@teklabinc.com

___________________________________Collinsville Air

5445 Horseshoe Lake Road

Collinsville, IL 62234-7425

(618) 344-1004

(618) 344-1005

EHurley@teklabinc.com

___________________________________Chicago

1319 Butterfield Rd.

Downers Grove, IL 60515

(630) 324-6855

arenner@teklabinc.com
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An employee of Teklab,  Inc. collected the sample(s).

G208 could not be collected; the well was obstructed.

Per Eric Bauer's request,  only NEW_257_502 data  is included in this report.  EAH 9/6/24
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Accreditations

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

NELAPState Cert # Exp Date LabDept

Illinois 100226 1/31/2025 CollinsvilleNELAPIEPA

Illinois 1004652024-2 4/30/2025 CollinsvilleNELAPIEPA

Kansas E-10374 4/30/2025 CollinsvilleNELAPKDHE

Louisiana 05002 6/30/2025 CollinsvilleNELAPLDEQ

Louisiana 05003 6/30/2025 CollinsvilleNELAPLDEQ

Oklahoma 9978 12/31/2024 CollinsvilleNELAPODEQ

Arkansas 88-0966 3/14/2025 CollinsvilleADEQ

Illinois 17584 5/31/2025 CollinsvilleIDPH

Iowa 430 6/1/2026 CollinsvilleIDNR

Kentucky 0073 1/31/2025 CollinsvilleUST

Mississippi 4/30/2025 CollinsvilleMSDH

Missouri 930 1/31/2025 CollinsvilleMDNR

Missouri 00930 10/31/2026 CollinsvilleMDNR
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Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/10/2024  10:04

Lab ID: 24061026-022 Client Sample ID: G06D

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/10/2024 10:040 ft 128.83* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 07/10/2024 10:041.0 NTU 174* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/10/2024 10:04-300 mV 1-130* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/10/2024 10:040 µS/cm 11520* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/10/2024 10:040 °C 116.7* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/10/2024 10:040 mg/L 10.53* 0 R350256

SW-846 9040B FIELD
pH 07/10/2024 10:041.00 17.03* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/11/2024 12:060 mg/L 1795NELAP 0 R350050

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/11/2024 12:060 mg/L 10NELAP 0 R350050

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/12/2024 11:4420 mg/L 1856NELAP 16 R350208

SW-846 9036 (TOTAL)
Sulfate JS 07/12/2024 17:4120 mg/L 215NELAP 12 R350166

Matrix spike did not recover within control limits due to matrix interference. 
Elevated reporting limit due to matrix interference.

SW-846 9214 (TOTAL)
Fluoride 07/11/2024 11:090.10 mg/L 10.96NELAP 0.04 R350044

SW-846 9251 (TOTAL)
Chloride 07/15/2024 16:0020 mg/L 555NELAP 2 R350234

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium S 07/12/2024 15:090.100 mg/L 1116NELAP 0.035 225566

Magnesium S 07/12/2024 15:090.050 mg/L 151.4NELAP 0.006 225566

Potassium 07/12/2024 15:090.100 mg/L 13.16NELAP 0.040 225566

Sodium S 07/12/2024 15:090.050 mg/L 1153NELAP 0.018 225566

Matrix spike control limits are not applicable due to high sample/spike ratio.

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/15/2024 15:3325.0 µg/L 5175NELAP 9.2 225566
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Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/10/2024  11:55

Lab ID: 24061026-046 Client Sample ID: G201

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/10/2024 11:550 ft 117.18* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 07/10/2024 11:551.0 NTU 129* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/10/2024 11:55-300 mV 1-103* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/10/2024 11:550 µS/cm 11240* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/10/2024 11:550 °C 122.2* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/10/2024 11:550 mg/L 10.45* 0 R350256

SW-846 9040B FIELD
pH 07/10/2024 11:551.00 17.50* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/11/2024 11:340 mg/L 1194NELAP 0 R350050

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/11/2024 11:340 mg/L 10NELAP 0 R350050

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/12/2024 11:4420 mg/L 1912NELAP 16 R350208

SW-846 9036 (TOTAL)
Sulfate 07/12/2024 18:13200 mg/L 20537NELAP 123 R350166

SW-846 9214 (TOTAL)
Fluoride 07/11/2024 11:100.10 mg/L 10.79NELAP 0.04 R350044

SW-846 9251 (TOTAL)
Chloride 07/12/2024 18:074 mg/L 15NELAP 1 R350172

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 07/12/2024 15:360.100 mg/L 1203NELAP 0.035 225566

Magnesium 07/12/2024 15:360.050 mg/L 124.7NELAP 0.006 225566

Potassium 07/12/2024 15:360.100 mg/L 13.19NELAP 0.040 225566

Sodium 07/12/2024 15:360.050 mg/L 197.9NELAP 0.018 225566

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/15/2024 15:0525.0 µg/L 5125NELAP 9.2 225566
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Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/09/2024  12:56

Lab ID: 24061026-047 Client Sample ID: G202

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/09/2024 12:560 ft 147.98* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 07/09/2024 12:561.0 NTU 1100* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/09/2024 12:56-300 mV 1-139* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/09/2024 12:560 µS/cm 11240* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/09/2024 12:560 °C 116.1* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/09/2024 12:560 mg/L 10.24* 0 R350256

SW-846 9040B FIELD
pH 07/09/2024 12:561.00 17.30* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/11/2024 12:200 mg/L 1501NELAP 0 R350050

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/11/2024 12:200 mg/L 10NELAP 0 R350050

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/11/2024 9:1320 mg/L 1770NELAP 16 R350125

SW-846 9036 (TOTAL)
Sulfate 07/12/2024 18:1550 mg/L 5125NELAP 31 R350166

SW-846 9214 (TOTAL)
Fluoride 07/11/2024 11:120.10 mg/L 10.56NELAP 0.04 R350044

SW-846 9251 (TOTAL)
Chloride 07/12/2024 18:1520 mg/L 564NELAP 2 R350172

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 07/12/2024 15:370.100 mg/L 1123NELAP 0.035 225566

Magnesium 07/12/2024 15:370.050 mg/L 147.1NELAP 0.006 225566

Potassium 07/12/2024 15:370.100 mg/L 12.07NELAP 0.040 225566

Sodium 07/12/2024 15:370.050 mg/L 1108NELAP 0.018 225566

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/15/2024 15:1025.0 µg/L 5114NELAP 9.2 225566
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Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/09/2024  13:31

Lab ID: 24061026-048 Client Sample ID: G203

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/09/2024 13:310 ft 141.48* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 07/09/2024 13:311.0 NTU 1110* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/09/2024 13:31-300 mV 1-130* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/09/2024 13:310 µS/cm 11190* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/09/2024 13:310 °C 114.8* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/09/2024 13:310 mg/L 10.18* 0 R350256

SW-846 9040B FIELD
pH 07/09/2024 13:311.00 17.21* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/11/2024 12:140 mg/L 1479NELAP 0 R350050

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/11/2024 12:140 mg/L 10NELAP 0 R350050

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/11/2024 9:1320 mg/L 1746NELAP 16 R350125

SW-846 9036 (TOTAL)
Sulfate 07/12/2024 18:23100 mg/L 10123NELAP 61 R350166

SW-846 9214 (TOTAL)
Fluoride 07/11/2024 11:140.10 mg/L 10.40NELAP 0.04 R350044

SW-846 9251 (TOTAL)
Chloride 07/12/2024 18:188 mg/L 256NELAP 1 R350172

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 07/12/2024 15:390.100 mg/L 1127NELAP 0.035 225566

Magnesium 07/12/2024 15:390.050 mg/L 147.0NELAP 0.006 225566

Potassium 07/12/2024 15:390.100 mg/L 12.47NELAP 0.040 225566

Sodium 07/12/2024 15:390.050 mg/L 187.0NELAP 0.018 225566

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/15/2024 15:1625.0 µg/L 586.7NELAP 9.2 225566
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Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/10/2024  10:59

Lab ID: 24061026-052 Client Sample ID: G220

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/10/2024 10:590 ft 117.00* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 07/10/2024 10:591.0 NTU 114* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/10/2024 10:59-300 mV 1-122* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/10/2024 10:590 µS/cm 11260* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/10/2024 10:590 °C 121.2* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/10/2024 10:590 mg/L 10.24* 0 R350256

SW-846 9040B FIELD
pH 07/10/2024 10:591.00 16.89* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/11/2024 10:520 mg/L 1672NELAP 0 R350050

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/11/2024 10:520 mg/L 10NELAP 0 R350050

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/12/2024 11:4420 mg/L 1728NELAP 16 R350208

SW-846 9036 (TOTAL)
Sulfate 07/12/2024 18:2610 mg/L 116NELAP 6 R350166

SW-846 9214 (TOTAL)
Fluoride 07/11/2024 11:260.10 mg/L 11.44NELAP 0.04 R350044

SW-846 9251 (TOTAL)
Chloride 07/12/2024 18:264 mg/L 139NELAP 1 R350172

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 07/12/2024 15:410.100 mg/L 1109NELAP 0.035 225566

Magnesium 07/12/2024 15:410.050 mg/L 144.9NELAP 0.006 225566

Potassium 07/12/2024 15:410.100 mg/L 14.20NELAP 0.040 225566

Sodium 07/12/2024 15:410.050 mg/L 1144NELAP 0.018 225566

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/15/2024 15:2225.0 µg/L 5274NELAP 9.2 225566
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Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/10/2024  11:58

Lab ID: 24061026-055 Client Sample ID: G223

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/10/2024 11:580 ft 132.84* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 07/10/2024 11:581.0 NTU 195* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/10/2024 11:58-300 mV 1-79* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/10/2024 11:580 µS/cm 13660* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/10/2024 11:580 °C 119.0* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/10/2024 11:580 mg/L 10.19* 0 R350256

SW-846 9040B FIELD
pH 07/10/2024 11:581.00 16.85* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/11/2024 10:350 mg/L 1870NELAP 0 R350050

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/11/2024 10:350 mg/L 10NELAP 0 R350050

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/12/2024 11:4520 mg/L 12630NELAP 16 R350208

SW-846 9036 (TOTAL)
Sulfate 07/12/2024 18:34500 mg/L 50844NELAP 307 R350166

SW-846 9214 (TOTAL)
Fluoride 07/11/2024 11:160.10 mg/L 10.83NELAP 0.04 R350044

SW-846 9251 (TOTAL)
Chloride 07/12/2024 18:2940 mg/L 10347NELAP 5 R350172

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 07/12/2024 15:420.100 mg/L 1378NELAP 0.035 225566

Magnesium 07/12/2024 15:420.050 mg/L 1167NELAP 0.006 225566

Potassium 07/12/2024 15:420.100 mg/L 15.17NELAP 0.040 225566

Sodium 07/12/2024 15:420.050 mg/L 1361NELAP 0.018 225566

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/15/2024 15:2725.0 µg/L 5230NELAP 9.2 225566
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Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/02/2024  13:41

Lab ID: 24061026-058 Client Sample ID: G230

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/02/2024 13:410 ft 148.31* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 07/02/2024 13:411.0 NTU 167* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/02/2024 13:41-300 mV 1-105* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/02/2024 13:410 µS/cm 12700* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/02/2024 13:410 °C 117.5* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/02/2024 13:410 mg/L 10.47* 0 R350256

SW-846 9040B FIELD
pH 07/02/2024 13:411.00 17.31* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/03/2024 10:340 mg/L 1508NELAP 0 R349737

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/03/2024 10:340 mg/L 10NELAP 0 R349737

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/03/2024 11:3250 mg/L 2.5955NELAP 40 R349790

SW-846 9036 (TOTAL)
Sulfate 07/03/2024 18:28100 mg/L 10249NELAP 61 R349714

SW-846 9214 (TOTAL)
Fluoride 07/03/2024 10:000.10 mg/L 10.54NELAP 0.04 R349705

SW-846 9251 (TOTAL)
Chloride 07/03/2024 18:238 mg/L 265NELAP 1 R349718

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium S 07/08/2024 16:450.100 mg/L 1142NELAP 0.035 225284

Magnesium S 07/08/2024 16:450.050 mg/L 157.4NELAP 0.006 225284

Potassium 07/08/2024 16:450.100 mg/L 14.52NELAP 0.040 225284

Sodium S 07/08/2024 16:450.050 mg/L 1124NELAP 0.018 225284

Matrix spike control limits are not applicable due to high sample/spike ratio.

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/05/2024 23:3925.0 µg/L 5159NELAP 9.2 225284
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APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/10/2024  11:19

Lab ID: 24061026-059 Client Sample ID: G231

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/10/2024 11:190 ft 147.55* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 07/10/2024 11:191.0 NTU 1160* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/10/2024 11:19-300 mV 1-120* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/10/2024 11:190 µS/cm 11210* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/10/2024 11:190 °C 116.3* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/10/2024 11:190 mg/L 10.07* 0 R350256

SW-846 9040B FIELD
pH 07/10/2024 11:191.00 17.44* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/11/2024 11:160 mg/L 1484NELAP 0 R350050

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/11/2024 11:160 mg/L 10NELAP 0 R350050

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/12/2024 11:4520 mg/L 1844NELAP 16 R350208

SW-846 9036 (TOTAL)
Sulfate 07/12/2024 18:56100 mg/L 10141NELAP 61 R350166

SW-846 9214 (TOTAL)
Fluoride 07/11/2024 11:280.10 mg/L 10.42NELAP 0.04 R350044

SW-846 9251 (TOTAL)
Chloride 07/12/2024 18:378 mg/L 260NELAP 1 R350172

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 07/12/2024 15:440.100 mg/L 1135NELAP 0.035 225566

Magnesium 07/12/2024 15:440.050 mg/L 150.7NELAP 0.006 225566

Potassium 07/12/2024 15:440.100 mg/L 14.18NELAP 0.040 225566

Sodium 07/12/2024 15:440.050 mg/L 1106NELAP 0.018 225566

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/15/2024 16:3125.0 µg/L 595.3NELAP 9.2 225566
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APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/09/2024  11:27

Lab ID: 24061026-060 Client Sample ID: G232

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/09/2024 11:270 ft 145.92* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 07/09/2024 11:271.0 NTU 1100* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/09/2024 11:27-300 mV 1-147* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/09/2024 11:270 µS/cm 11190* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/09/2024 11:270 °C 116.2* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/09/2024 11:270 mg/L 10.18* 0 R350256

SW-846 9040B FIELD
pH 07/09/2024 11:271.00 17.23* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/10/2024 12:170 mg/L 1485NELAP 0 R349993

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/10/2024 12:170 mg/L 10NELAP 0 R349993

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/11/2024 9:3120 mg/L 1722NELAP 16 R350125

SW-846 9036 (TOTAL)
Sulfate 07/10/2024 15:29100 mg/L 10125NELAP 61 R350008

SW-846 9214 (TOTAL)
Fluoride 07/10/2024 12:290.10 mg/L 10.42NELAP 0.04 R349987

SW-846 9251 (TOTAL)
Chloride 07/10/2024 15:248 mg/L 254NELAP 1 R349979

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium S 07/11/2024 8:390.100 mg/L 1115NELAP 0.035 225498

Magnesium S 07/11/2024 8:390.050 mg/L 143.7NELAP 0.006 225498

Potassium 07/11/2024 8:390.100 mg/L 13.11NELAP 0.040 225498

Sodium S 07/11/2024 8:390.050 mg/L 187.5NELAP 0.018 225498

Matrix spike control limits are not applicable due to high sample/spike ratio.

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/11/2024 12:5025.0 µg/L 5107NELAP 9.2 225498
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APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/09/2024  9:41

Lab ID: 24061026-061 Client Sample ID: G233

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/09/2024 9:410 ft 142.86* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 07/09/2024 9:411.0 NTU 1110* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/09/2024 9:41-300 mV 1-131* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/09/2024 9:410 µS/cm 11530* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/09/2024 9:410 °C 115.7* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/09/2024 9:410 mg/L 10.57* 0 R350256

SW-846 9040B FIELD
pH 07/09/2024 9:411.00 17.13* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/10/2024 12:230 mg/L 1509NELAP 0 R349993

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/10/2024 12:230 mg/L 10NELAP 0 R349993

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/11/2024 9:3120 mg/L 1986NELAP 16 R350125

SW-846 9036 (TOTAL)
Sulfate 07/10/2024 15:37100 mg/L 10271NELAP 61 R350008

SW-846 9214 (TOTAL)
Fluoride 07/10/2024 12:300.10 mg/L 10.42NELAP 0.04 R349987

SW-846 9251 (TOTAL)
Chloride 07/10/2024 15:328 mg/L 253NELAP 1 R349979

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 07/11/2024 8:410.100 mg/L 1141NELAP 0.035 225498

Magnesium 07/11/2024 8:410.050 mg/L 155.7NELAP 0.006 225498

Potassium 07/11/2024 8:410.100 mg/L 13.00NELAP 0.040 225498

Sodium 07/11/2024 8:410.050 mg/L 1100NELAP 0.018 225498

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/11/2024 12:4425.0 µg/L 5133NELAP 9.2 225498
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APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/11/2024  8:52

Lab ID: 24061026-063 Client Sample ID: G48MG

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/11/2024 8:520 ft 118.94* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 07/11/2024 8:521.0 NTU 19.0* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/11/2024 8:52-300 mV 1-70* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/11/2024 8:520 µS/cm 1798* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/11/2024 8:520 °C 116.2* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/11/2024 8:520 mg/L 10.25* 0 R350256

SW-846 9040B FIELD
pH 07/11/2024 8:521.00 17.63* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/12/2024 12:550 mg/L 1415NELAP 0 R350130

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/12/2024 12:550 mg/L 10NELAP 0 R350130

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/12/2024 9:3420 mg/L 1524NELAP 16 R350208

SW-846 9036 (TOTAL)
Sulfate 07/12/2024 20:5810 mg/L 117NELAP 6 R350166

SW-846 9214 (TOTAL)
Fluoride 07/12/2024 10:400.10 mg/L 10.46NELAP 0.04 R350044

SW-846 9251 (TOTAL)
Chloride 07/12/2024 20:584 mg/L 128NELAP 1 R350172

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 07/16/2024 14:190.100 mg/L 150.6NELAP 0.035 225659

Magnesium 07/16/2024 14:190.050 mg/L 122.1NELAP 0.006 225659

Potassium 07/16/2024 14:190.100 mg/L 12.35NELAP 0.040 225659

Sodium 07/16/2024 14:190.050 mg/L 1126NELAP 0.018 225659

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/15/2024 21:4025.0 µg/L 5256NELAP 9.2 225659
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APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/11/2024  10:20

Lab ID: 24061026-064 Client Sample ID: L1R

Matrix: LEACHATE

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/11/2024 10:200 ft 153.69* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 07/11/2024 10:201.0 NTU 1720* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/11/2024 10:20-300 mV 1-11* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/11/2024 10:200 µS/cm 148700* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/11/2024 10:200 °C 123.4* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/11/2024 10:200 mg/L 12.40* 0 R350256

SW-846 9040B FIELD
pH 07/11/2024 10:201.00 110.8* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/12/2024 12:460 mg/L 1266NELAP 0 R350130

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/12/2024 12:460 mg/L 1580NELAP 0 R350130

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/17/2024 14:421000 mg/L 5049600NELAP 800 R350404

SW-846 9036 (TOTAL)
Sulfate 07/12/2024 21:0510000 mg/L 100020800NELAP 6140 R350166

SW-846 9251 (TOTAL)
Chloride 07/12/2024 21:064000 mg/L 10009190NELAP 500 R350172

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 07/16/2024 14:2410.0 mg/L 100882NELAP 3.50 225659

Magnesium 07/16/2024 14:245.00 mg/L 10011.6NELAP 0.550 225659

Potassium 07/17/2024 12:3625.0 mg/L 2501810NELAP 10.0 225659

Sodium 07/16/2024 14:245.00 mg/L 10015200NELAP 1.80 225659
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APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/11/2024  10:02

Lab ID: 24061026-070 Client Sample ID: L301

Matrix: LEACHATE

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/11/2024 10:020 ft 1See comment* 0 R350256

No measurement access.

STANDARD METHODS  2130 B FIELD
Turbidity 07/11/2024 10:021.0 NTU 12.2* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/11/2024 10:02-300 mV 152* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/11/2024 10:020 µS/cm 14980* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/11/2024 10:020 °C 117.6* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/11/2024 10:020 mg/L 12.94* 0 R350256

SW-846 9040B FIELD
pH 07/11/2024 10:021.00 110.2* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/12/2024 12:350 mg/L 10NELAP 0 R350130

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/12/2024 12:350 mg/L 1168NELAP 0 R350130

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/12/2024 9:3620 mg/L 13790NELAP 16 R350208

SW-846 9036 (TOTAL)
Sulfate 07/12/2024 21:13500 mg/L 502430NELAP 307 R350166

SW-846 9251 (TOTAL)
Chloride 07/12/2024 21:088 mg/L 256NELAP 1 R350172

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 07/16/2024 14:260.100 mg/L 133.8NELAP 0.035 225659

Magnesium 07/16/2024 14:260.050 mg/L 11.93NELAP 0.006 225659

Potassium 07/16/2024 14:261.00 mg/L 1085.5NELAP 0.400 225659

Sodium 07/16/2024 14:260.500 mg/L 101260NELAP 0.180 225659
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APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/02/2024  11:34

Lab ID: 24061026-071 Client Sample ID: R217D

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 07/02/2024 11:340 ft 119.25* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 07/02/2024 11:341.0 NTU 174* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 07/02/2024 11:34-300 mV 16* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 07/02/2024 11:340 µS/cm 16930* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 07/02/2024 11:340 °C 126.4* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 07/02/2024 11:340 mg/L 10.59* 0 R350256

SW-846 9040B FIELD
pH 07/02/2024 11:341.00 16.45* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/03/2024 10:500 mg/L 1538NELAP 0 R349737

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/03/2024 10:500 mg/L 10NELAP 0 R349737

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/03/2024 11:3250 mg/L 2.53920NELAP 40 R349790

SW-846 9036 (TOTAL)
Sulfate 07/03/2024 18:36500 mg/L 502170NELAP 307 R349714

SW-846 9214 (TOTAL)
Fluoride 07/03/2024 10:190.10 mg/L 10.26NELAP 0.04 R349705

SW-846 9251 (TOTAL)
Chloride 07/03/2024 18:3140 mg/L 10119NELAP 5 R349718

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 07/05/2024 14:500.100 mg/L 1540NELAP 0.035 225284

Magnesium 07/05/2024 14:500.050 mg/L 1276NELAP 0.006 225284

Potassium 07/05/2024 14:500.100 mg/L 15.56NELAP 0.040 225284

Sodium 07/05/2024 14:500.050 mg/L 1164NELAP 0.018 225284

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/05/2024 23:1125.0 µg/L 5250NELAP 9.2 225284
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Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/11/2024  10:05

Lab ID: 24061026-079 Client Sample ID: Field Blank

Matrix: AQUEOUS

Batch 

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/12/2024 11:590 mg/L 15NELAP 0 R350130

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/12/2024 11:590 mg/L 10NELAP 0 R350130

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/12/2024 9:5920 mg/L 1< 20NELAP 16 R350208

SW-846 9036 (TOTAL)
Sulfate 07/12/2024 22:0510 mg/L 1< 10NELAP 6 R350166

SW-846 9214 (TOTAL)
Fluoride 07/12/2024 10:450.10 mg/L 1< 0.10NELAP 0.04 R350044

SW-846 9251 (TOTAL)
Chloride 07/12/2024 22:044 mg/L 1< 4NELAP 1 R350172

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium J 07/16/2024 14:360.10 mg/L 10.037NELAP 0.035 225659

Magnesium 07/16/2024 14:360.050 mg/L 1< 0.050NELAP 0.006 225659

Potassium 07/16/2024 14:360.100 mg/L 1< 0.100NELAP 0.040 225659

Sodium 07/16/2024 14:360.050 mg/L 10.165NELAP 0.018 225659

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/15/2024 21:4625.0 µg/L 5< 25.0NELAP 9.2 225659
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APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 07/11/2024  10:15

Lab ID: 24061026-083 Client Sample ID: Equipment Blank 1

Matrix: AQUEOUS

Batch 

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 07/12/2024 12:240 mg/L 12NELAP 0 R350130

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 07/12/2024 12:240 mg/L 10NELAP 0 R350130

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 07/12/2024 9:5920 mg/L 1< 20NELAP 16 R350208

SW-846 9036 (TOTAL)
Sulfate 07/12/2024 22:0710 mg/L 1< 10NELAP 6 R350166

SW-846 9214 (TOTAL)
Fluoride 07/12/2024 10:430.10 mg/L 1< 0.10NELAP 0.04 R350044

SW-846 9251 (TOTAL)
Chloride 07/12/2024 22:074 mg/L 1< 4NELAP 1 R350172

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium J 07/16/2024 14:370.10 mg/L 10.076NELAP 0.035 225659

Magnesium J 07/16/2024 14:370.050 mg/L 10.028NELAP 0.006 225659

Potassium 07/16/2024 14:370.100 mg/L 1< 0.100NELAP 0.040 225659

Sodium 07/16/2024 14:370.050 mg/L 10.151NELAP 0.018 225659

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 07/15/2024 21:5225.0 µg/L 5< 25.0NELAP 9.2 225659
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Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 08/07/2024  11:18

Lab ID: 24061026-100 Client Sample ID: G222

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 08/07/2024 11:180 ft 116.30* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 08/07/2024 11:181.0 NTU 112* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 08/07/2024 11:18-300 mV 1-147* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 08/07/2024 11:180 µS/cm 11750* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 08/07/2024 11:180 °C 116.3* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 08/07/2024 11:180 mg/L 10.82* 0 R350256

SW-846 9040B FIELD
pH 08/07/2024 11:181.00 17.33* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 08/09/2024 11:260 mg/L 1806NELAP 0 R351503

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 08/09/2024 11:260 mg/L 10NELAP 0 R351503

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids H 08/15/2024 13:3720 mg/L 11090NELAP 16 R351887

Sample analysis did not meet hold time requirements.

SW-846 9036 (TOTAL)
Sulfate 08/15/2024 17:3050 mg/L 5133NELAP 31 R351845

SW-846 9214 (TOTAL)
Fluoride 08/14/2024 13:230.10 mg/L 11.10NELAP 0.04 R351680

SW-846 9251 (TOTAL)
Chloride 08/15/2024 17:2920 mg/L 576NELAP 2 R351860

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 08/12/2024 17:180.100 mg/L 1130NELAP 0.035 226925

Magnesium 08/12/2024 17:180.050 mg/L 158.4NELAP 0.006 226925

Potassium 08/12/2024 17:180.100 mg/L 13.15NELAP 0.040 226925

Sodium 08/12/2024 17:180.050 mg/L 1223NELAP 0.018 226925

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 08/12/2024 16:5025.0 µg/L 5204NELAP 9.2 226925
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Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 08/07/2024  10:51

Lab ID: 24061026-101 Client Sample ID: G224

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 08/07/2024 10:510 ft 142.55* 0 R350256

STANDARD METHODS  2130 B FIELD
Turbidity 08/07/2024 10:511.0 NTU 1240* 1.0 R350256

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 08/07/2024 10:51-300 mV 1-138* -300 R350256

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 08/07/2024 10:510 µS/cm 11180* 0 R350256

STANDARD METHODS 2550 B FIELD
Temperature 08/07/2024 10:510 °C 116.9* 0 R350256

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 08/07/2024 10:510 mg/L 10.86* 0 R350256

SW-846 9040B FIELD
pH 08/07/2024 10:511.00 17.38* 0 R350256

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 08/09/2024 10:180 mg/L 1497NELAP 0 R351503

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 08/09/2024 10:180 mg/L 10NELAP 0 R351503

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids H 08/15/2024 13:3820 mg/L 1720NELAP 16 R351887

Sample analysis did not meet hold time requirements.

SW-846 9036 (TOTAL)
Sulfate 08/15/2024 17:3750 mg/L 5160NELAP 31 R351845

SW-846 9214 (TOTAL)
Fluoride 08/14/2024 13:300.10 mg/L 10.46NELAP 0.04 R351680

SW-846 9251 (TOTAL)
Chloride 08/15/2024 17:3720 mg/L 555NELAP 2 R351860

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 08/12/2024 16:280.100 mg/L 1131NELAP 0.035 226933

Magnesium 08/12/2024 16:280.050 mg/L 150.3NELAP 0.006 226933

Potassium 08/12/2024 16:280.100 mg/L 11.87NELAP 0.040 226933

Sodium 08/12/2024 16:280.050 mg/L 179.4NELAP 0.018 226933

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 08/14/2024 13:0525.0 µg/L 579.7NELAP 9.2 226933
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Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 08/08/2024  11:05

Lab ID: 24061026-102 Client Sample ID: Field Blank 2

Matrix: AQUEOUS

Batch 

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 08/09/2024 10:470 mg/L 12NELAP 0 R351503

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 08/09/2024 10:470 mg/L 10NELAP 0 R351503

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids H 08/15/2024 11:1320 mg/L 1< 20NELAP 16 R351887

Sample analysis did not meet hold time requirements.

SW-846 9036 (TOTAL)
Sulfate 08/15/2024 17:4410 mg/L 1< 10NELAP 6 R351845

SW-846 9214 (TOTAL)
Fluoride 08/14/2024 13:320.10 mg/L 1< 0.10NELAP 0.04 R351680

SW-846 9251 (TOTAL)
Chloride 08/15/2024 17:434 mg/L 1< 4NELAP 1 R351860

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 08/12/2024 16:280.100 mg/L 10.163NELAP 0.035 226933

Magnesium J 08/12/2024 16:280.050 mg/L 10.018NELAP 0.006 226933

Potassium 08/12/2024 16:280.100 mg/L 1< 0.100NELAP 0.040 226933

Sodium 08/12/2024 16:280.050 mg/L 10.057NELAP 0.018 226933

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 08/14/2024 13:1125.0 µg/L 5< 25.0NELAP 9.2 226933
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Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 08/08/2024  11:13

Lab ID: 24061026-105 Client Sample ID: Equipment Blank 2

Matrix: AQUEOUS

Batch 

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 08/09/2024 10:380 mg/L 12NELAP 0 R351503

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 08/09/2024 10:380 mg/L 10NELAP 0 R351503

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids H 08/15/2024 11:1320 mg/L 1< 20NELAP 16 R351887

Sample analysis did not meet hold time requirements.

SW-846 9036 (TOTAL)
Sulfate 08/15/2024 18:0610 mg/L 1< 10NELAP 6 R351845

SW-846 9214 (TOTAL)
Fluoride 08/14/2024 13:420.10 mg/L 1< 0.10NELAP 0.04 R351680

SW-846 9251 (TOTAL)
Chloride 08/15/2024 18:044 mg/L 1< 4NELAP 1 R351860

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 08/12/2024 16:340.100 mg/L 14.42NELAP 0.035 226933

Magnesium 08/12/2024 16:340.050 mg/L 10.393NELAP 0.006 226933

Potassium 08/12/2024 16:340.100 mg/L 11.13NELAP 0.040 226933

Sodium 08/12/2024 16:340.050 mg/L 11.37NELAP 0.018 226933

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 08/14/2024 13:2825.0 µg/L 5< 25.0NELAP 9.2 226933
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Laboratory Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 08/07/2024  13:45

Lab ID: 24061026-106 Client Sample ID: Equipment Blank 3

Matrix: AQUEOUS

Batch 

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 08/09/2024 10:580 mg/L 11NELAP 0 R351503

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 08/09/2024 10:580 mg/L 10NELAP 0 R351503

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids JH 08/15/2024 13:3920 mg/L 116NELAP 16 R351887

Sample analysis did not meet hold time requirements.

SW-846 9036 (TOTAL)
Sulfate 08/15/2024 18:0810 mg/L 1< 10NELAP 6 R351845

SW-846 9214 (TOTAL)
Fluoride 08/14/2024 13:440.10 mg/L 1< 0.10NELAP 0.04 R351680

SW-846 9251 (TOTAL)
Chloride 08/15/2024 18:074 mg/L 1< 4NELAP 1 R351860

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 08/12/2024 16:350.100 mg/L 10.467NELAP 0.035 226933

Magnesium 08/12/2024 16:350.050 mg/L 10.050NELAP 0.006 226933

Potassium 08/12/2024 16:350.100 mg/L 10.600NELAP 0.040 226933

Sodium 08/12/2024 16:350.050 mg/L 10.152NELAP 0.018 226933

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Boron 08/14/2024 13:3325.0 µg/L 5< 25.0NELAP 9.2 226933
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Lab Sample ID Client Sample ID Collection DateFractions

TeklabHdrP

Matrix

Sample Summary

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

24061026-022 G06D 07/10/2024 10:042Groundwater

24061026-046 G201 07/10/2024 11:552Groundwater

24061026-047 G202 07/09/2024 12:562Groundwater

24061026-048 G203 07/09/2024 13:312Groundwater

24061026-049 G208 2Groundwater

24061026-052 G220 07/10/2024 10:592Groundwater

24061026-055 G223 07/10/2024 11:582Groundwater

24061026-058 G230 07/02/2024 13:416Groundwater

24061026-059 G231 07/10/2024 11:196Groundwater

24061026-060 G232 07/09/2024 11:276Groundwater

24061026-061 G233 07/09/2024 9:416Groundwater

24061026-063 G48MG 07/11/2024 8:522Groundwater

24061026-064 L1R 07/11/2024 10:202Leachate

24061026-070 L301 07/11/2024 10:022Leachate

24061026-071 R217D 07/02/2024 11:346Groundwater

24061026-079 Field Blank 07/11/2024 10:056Aqueous

24061026-083 Equipment Blank 1 07/11/2024 10:156Aqueous

24061026-100 G222 08/07/2024 11:182Groundwater

24061026-101 G224 08/07/2024 10:512Groundwater

24061026-102 Field Blank 2 08/08/2024 11:054Aqueous

24061026-105 Equipment Blank 2 08/08/2024 11:134Aqueous

24061026-106 Equipment Blank 3 08/07/2024 13:454Aqueous
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

STANDARD METHODS 2510 B FIELD

SampID: LCS-1B

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/02/20240 14121420 100.20 90 110*

SampID: LCS-1-BG

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 08/07/20240 14121390 98.50 90 110*

SampID: LCS-1J

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/02/20240 14121410 100.10 90 110*

SampID: LCS-1-JC

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 08/07/20240 14121410 99.90 90 110*

SampID: LCS-1T

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/02/20240 14121410 100.10 90 110*

SampID: LCS-2B

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/08/20240 14121420 100.40 90 110*

SampID: LCS-2J

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/08/20240 14121410 100.10 90 110*

SampID: LCS-2-JC

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 08/08/20240 14121410 100.00 90 110*
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

STANDARD METHODS 2510 B FIELD

SampID: LCS-2T

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/08/20240 14121410 99.90 90 110*

SampID: LCS-3B

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/09/20240 14121410 100.10 90 110*

SampID: LCS-3J

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/09/20240 14121420 100.30 90 110*

SampID: LCS-3T

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/09/20240 14121410 99.90 90 110*

SampID: LCS-4B

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/10/20240 14121410 100.00 90 110*

SampID: LCS-4J

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/10/20240 14121410 99.90 90 110*

SampID: LCS-4T

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/10/20240 14121410 100.10 90 110*

SampID: LCS-5B

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/11/20240 14121420 100.30 90 110*
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

STANDARD METHODS 2510 B FIELD

SampID: LCS-5J

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/11/20240 14121410 99.80 90 110*

SampID: LCS-5T

SampType: LCS µS/cmUnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 07/11/20240 14121410 99.90 90 110*

SW-846 9040B FIELD

SampID: LCS-1B

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/02/20241.00 7.0007.00 100.00 98.57 101.4*

SampID: LCS-1-BG

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 08/07/20241.00 7.0007.00 100.00 98.57 101.4*

SampID: LCS-1J

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/02/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-1-JC

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 08/07/20241.00 7.0007.00 100.00 98.57 101.4*

SampID: LCS-1T

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/02/20241.00 7.0007.07 101.00 98.57 101.4*
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9040B FIELD

SampID: LCS-2B

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/08/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-2J

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/08/20241.00 7.0006.99 99.90 98.57 101.4*

SampID: LCS-2-JC

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 08/08/20241.00 7.0007.00 100.00 98.57 101.4*

SampID: LCS-2T

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/08/20241.00 7.0007.09 101.30 98.57 101.4*

SampID: LCS-3B

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/09/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-3J

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/09/20241.00 7.0007.00 100.00 98.57 101.4*

SampID: LCS-3T

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/09/20241.00 7.0007.00 100.00 98.57 101.4*

SampID: LCS-4B

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/10/20241.00 7.0007.02 100.30 98.57 101.4*
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9040B FIELD

SampID: LCS-4J

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/10/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-4T

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/10/20241.00 7.0007.03 100.40 98.57 101.4*

SampID: LCS-5B

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/11/20241.00 7.0007.00 100.00 98.57 101.4*

SampID: LCS-5J

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/11/20241.00 7.0007.00 100.00 98.57 101.4*

SampID: LCS-5T

SampType: LCS UnitsR350256Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 07/11/20241.00 7.0007.01 100.10 98.57 101.4*

EPA 1664A

SampID: MBLK

SampType: MBLK mg/LUnitsR350298Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Hexane Extractable Material 07/16/20245 4.400< 5 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR350298Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Hexane Extractable Material 07/16/20245 40.0032 79.00 78 114
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

EPA 1664A

SampID: 24070896-001BMS

SampType: MS mg/LUnitsR350298Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Hexane Extractable Material 07/16/20246 47.0239 82.20 78 114

EPA 600 350.1 (DISSOLVED)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR349887Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/08/20240.10 0.0270< 0.10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR349887Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/08/20240.10 1.0001.04 103.50 90 110

SampID: 24061026-071FMS

SampType: MS mg/LUnitsR349887Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) E 07/08/20240.10 2.0006.04 92.04.197 90 110

SampID: 24061026-071FMSD

SampType: MSD mg/LUnitsR349887Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) E 07/08/20240.10 2.0006.05 92.4 0.134.197 6.038

SampID: 24070204-002BMS

SampType: MS mg/LUnitsR349887Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/08/20241.00 20.0024.9 93.36.288 90 110

SampID: 24070204-002BMSD

SampType: MSD mg/LUnitsR349887Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/08/20241.00 20.0025.0 93.3 0.036.288 24.95
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll
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Work Order: 24061026
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EPA 600 350.1 (DISSOLVED)

SampID: 24070310-007BMS

SampType: MS mg/LUnitsR349887Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) S 07/08/20240.10 2.0001.84 89.30.05100 90 110

SampID: 24070310-007BMSD

SampType: MSD mg/LUnitsR349887Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/08/20240.10 2.0001.88 91.4 2.210.05100 1.837

SampID: 24070386-006EMS

SampType: MS mg/LUnitsR349887Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/08/20240.10 2.0002.80 94.60.9070 90 110

SampID: 24070386-006EMSD

SampType: MSD mg/LUnitsR349887Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/08/20240.10 2.0002.80 94.4 0.140.9070 2.799

SampID: 24070395-002CMS

SampType: MS mg/LUnitsR349887Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/08/20240.10 2.0001.86 91.30.03500 90 110

SampID: 24070395-002CMSD

SampType: MSD mg/LUnitsR349887Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/08/20240.10 2.0001.86 91.1 0.220.03500 1.861

SampID: 24070426-003HMS

SampType: MS mg/LUnitsR349887Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/08/20240.10 2.0002.06 91.90.2240 90 110

SampID: 24070426-003HMSD

SampType: MSD mg/LUnitsR349887Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/08/20240.10 2.0002.06 91.7 0.190.2240 2.062

Page 35 of 137

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24
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EPA 600 350.1 (DISSOLVED)

SampID: 24070449-002AMS

SampType: MS mg/LUnitsR349887Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) E 07/08/20240.10 2.0005.16 95.13.260 90 110

SampID: 24070449-002AMSD

SampType: MSD mg/LUnitsR349887Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) E 07/08/20240.10 2.0005.10 92.2 1.093.260 5.161

SampID: 24070450-001AMS

SampType: MS mg/LUnitsR349887Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/08/20240.10 2.0004.42 94.02.543 90 110

SampID: 24070450-001AMSD

SampType: MSD mg/LUnitsR349887Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/08/20240.10 2.0004.43 94.4 0.182.543 4.424

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR349978Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/10/20240.10 0.0270< 0.10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR349978Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/10/20240.10 1.0001.01 101.40 90 110

SampID: 24061026-082EMS

SampType: MS mg/LUnitsR349978Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/10/20240.10 2.0001.90 91.90.06500 90 110

SampID: 24061026-082EMSD

SampType: MSD mg/LUnitsR349978Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/10/20240.10 2.0001.92 92.8 0.890.06500 1.903
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EPA 600 350.1 (DISSOLVED)

SampID: 24070451-005AMS

SampType: MS mg/LUnitsR349978Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) S 07/10/20240.10 2.0001.57 78.70 90 110

SampID: 24070451-005AMSD

SampType: MSD mg/LUnitsR349978Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) S 07/10/20240.10 2.0001.68 84.0 6.570 1.574

SampID: 24070539-002CMS

SampType: MS mg/LUnitsR349978Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/10/20240.10 2.0002.32 92.50.4720 90 110

SampID: 24070539-002CMSD

SampType: MSD mg/LUnitsR349978Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/10/20240.10 2.0002.33 93.0 0.390.4720 2.322

SampID: 24070672-001BMS

SampType: MS mg/LUnitsR349978Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/10/20240.10 2.0004.21 91.82.371 90 110

SampID: 24070672-001BMSD

SampType: MSD mg/LUnitsR349978Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/10/20240.10 2.0004.23 93.0 0.552.371 4.207

SampID: 24070677-001EMS

SampType: MS mg/LUnitsR349978Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/10/20240.10 2.0001.88 94.00 90 110

SampID: 24070677-001EMSD

SampType: MSD mg/LUnitsR349978Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/10/20240.10 2.0001.88 94.0 0.050 1.880
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Quality Control Results
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EPA 600 350.1 (DISSOLVED)

SampID: 24070571-007EMS

SampType: MS mg/LUnitsR350163Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) S 07/12/20240.20 4.0003.88 85.20.4710 90 110

SampID: 24070571-007EMSD

SampType: MSD mg/LUnitsR350163Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/12/20240.20 4.0004.09 90.5 5.320.4710 3.878

SampID: 24070879-002EMS

SampType: MS mg/LUnitsR350163Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/12/20240.10 2.0002.67 90.90.8560 90 110

SampID: 24070879-002EMSD

SampType: MSD mg/LUnitsR350163Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/12/20240.10 2.0002.69 91.9 0.750.8560 2.674

SampID: 24070879-007EMS

SampType: MS mg/LUnitsR350163Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/12/20240.10 2.0002.48 93.00.6180 90 110

SampID: 24070879-007EMSD

SampType: MSD mg/LUnitsR350163Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/12/20240.10 2.0002.46 92.2 0.650.6180 2.477

SampID: 24071459-002HMS

SampType: MS mg/LUnitsR350880Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 07/29/20241.00 20.0021.7 95.02.659 90 110

SampID: 24071459-002HMSD

SampType: MSD mg/LUnitsR350880Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 07/29/20241.00 20.0021.7 95.0 0.012.659 21.66
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STANDARD METHODS 2540 C (TOTAL) 1997, 2011

SampID: MBLK

SampType: MBLK mg/LUnitsR349790Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 07/03/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR349790Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 07/03/202420 1000980 98.00 90 110

SampID: 24070113-001ADUP

SampType: DUP mg/LUnitsR349790Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 07/03/202450 4760 2.344655

SampID: MBLK

SampType: MBLK mg/LUnitsR349980Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 07/09/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR349980Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 07/09/202420 1000910 91.00 90 110

SampID: 24070559-001ADUP

SampType: DUP mg/LUnitsR349980Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 07/09/202450 415 7.50385.0

SampID: MBLK

SampType: MBLK mg/LUnitsR350125Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 07/11/202420 16.00< 20 00 -100 100

Total Dissolved Solids 07/11/202420 16.00< 20 00 -100 100
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STANDARD METHODS 2540 C (TOTAL) 1997, 2011

SampID: LCS

SampType: LCS mg/LUnitsR350125Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 07/11/202420 1000970 97.00 90 110

Total Dissolved Solids 07/11/202420 1000954 95.40 90 110

SampID: 24061026-017ADUP

SampType: DUP mg/LUnitsR350125Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 07/11/202420 1040 2.651072

SampID: 24061026-021ADUP

SampType: DUP mg/LUnitsR350125Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 07/11/202420 618 1.29626.0

SampID: MBLK

SampType: MBLK mg/LUnitsR350208Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 07/12/202420 16.00< 20 00 -100 100

Total Dissolved Solids 07/12/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR350208Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 07/12/202420 1000990 99.00 90 110

Total Dissolved Solids 07/12/202420 10001010 100.60 90 110

SampID: 24061026-057ADUP

SampType: DUP mg/LUnitsR350208Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 07/12/202420 834 6.50890.0

SampID: 24061026-074ADUP

SampType: DUP mg/LUnitsR350208Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 07/12/202450 4700 2.214800
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STANDARD METHODS 2540 C (TOTAL) 1997, 2011

SampID: MBLK

SampType: MBLK mg/LUnitsR350261Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 07/15/202420 16.00< 20 00 -100 100

Total Dissolved Solids 07/15/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR350261Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 07/15/202420 1000954 95.40 90 110

Total Dissolved Solids 07/15/202420 1000940 94.00 90 110

SampID: 24061026-040ADUP

SampType: DUP mg/LUnitsR350261Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 07/15/20241000 13300 0.0013300

SampID: 24071020-008BDUP

SampType: DUP mg/LUnitsR350261Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 07/15/202420 436 3.16450.0

SampID: MBLK

SampType: MBLK mg/LUnitsR350404Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 07/17/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR350404Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 07/17/202420 1000944 94.40 90 110

SampID: 24070962-001ADUP

SampType: DUP mg/LUnitsR350404Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 07/17/202450 690 8.30635.0
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STANDARD METHODS 2540 C (TOTAL) 1997, 2011

SampID: 24071298-001ADUP

SampType: DUP mg/LUnitsR350404Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 07/17/202420 446 0.00446.0

SampID: MBLK

SampType: MBLK mg/LUnitsR351887Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 08/15/202420 16.00< 20 00 -100 100

Total Dissolved Solids 08/15/202420 16.00< 20 00 -100 100

Total Dissolved Solids 08/15/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR351887Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 08/15/202420 10001010 100.80 90 110

Total Dissolved Solids 08/15/202420 1000994 99.40 90 110

Total Dissolved Solids 08/15/202420 10001000 100.00 90 110

SampID: 24071451-043ADUP

SampType: DUP mg/LUnitsR351887Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids H 08/15/202420 820 2.88844.0

SampID: 24071451-059ADUP

SampType: DUP mg/LUnitsR351887Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids H 08/15/202420 1850 1.311826

SampID: 24080002-007ADUP

SampType: DUP mg/LUnitsR351887Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 08/15/202420 474 3.73492.0

SampID: 24080862-001ADUP

SampType: DUP mg/LUnitsR351887Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids H 08/15/2024200 24200 1.9724660
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STANDARD METHODS 2540 C (TOTAL) 1997, 2011

SampID: 24080863-001ADUP

SampType: DUP mg/LUnitsR351887Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids H 08/15/202420 1160 2.091136

STANDARD METHODS 4500-NO2 B (DISSOLVED) 2000, 2011

SampID: MBLK

SampType: MBLK mg/LUnitsR349749Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/03/20240.05 0.0250< 0.05 00 -100 100

Nitrogen, Nitrite (as N) 07/03/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR349749Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/03/20240.05 0.30450.31 102.50 90 110

Nitrogen, Nitrite (as N) 07/03/20240.05 0.30450.31 102.50 90 110

SampID: 24061026-001BMS

SampType: MS mg/LUnitsR349749Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/03/20240.05 0.50000.48 96.00 85 115

SampID: 24061026-001BMSD

SampType: MSD mg/LUnitsR349749Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 07/03/20240.05 0.50000.46 92.6 3.610 0.4800

SampID: 24070325-001AMS

SampType: MS mg/LUnitsR349749Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) H 07/03/20240.05 0.50000.49 98.40 85 115

SampID: 24070325-001AMSD

SampType: MSD mg/LUnitsR349749Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) H 07/03/20240.05 0.50000.49 97.4 1.020 0.4920
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STANDARD METHODS 4500-NO2 B (DISSOLVED) 2000, 2011

SampID: 24070330-001AMS

SampType: MS mg/LUnitsR349749Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) E 07/03/20240.50 5.0008.77 97.63.890 85 115

SampID: 24070330-001AMSD

SampType: MSD mg/LUnitsR349749Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) E 07/03/20240.50 5.0008.74 97.0 0.343.890 8.770

SampID: 24070386-001BMS

SampType: MS mg/LUnitsR349749Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/03/20240.05 0.50000.49 97.80 85 115

SampID: 24070386-001BMSD

SampType: MSD mg/LUnitsR349749Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 07/03/20240.05 0.50000.49 97.4 0.410 0.4890

SampID: 24070386-011BMS

SampType: MS mg/LUnitsR349749Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/03/20240.05 0.50000.48 95.80 85 115

SampID: 24070386-011BMSD

SampType: MSD mg/LUnitsR349749Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 07/03/20240.05 0.50000.49 98.2 2.470 0.4790

SampID: MBLK

SampType: MBLK mg/LUnitsR349910Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/09/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR349910Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/09/20240.05 0.30450.31 101.80 90 110
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STANDARD METHODS 4500-NO2 B (DISSOLVED) 2000, 2011

SampID: 24070571-003BMS

SampType: MS mg/LUnitsR349910Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/09/20240.05 0.50000.49 97.60 85 115

SampID: 24070571-003BMSD

SampType: MSD mg/LUnitsR349910Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 07/09/20240.05 0.50000.49 97.4 0.210 0.4880

SampID: 24070630-002AMS

SampType: MS mg/LUnitsR349910Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/09/20240.05 0.50000.51 92.80.04700 85 115

SampID: 24070630-002AMSD

SampType: MSD mg/LUnitsR349910Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 07/09/20240.05 0.50000.51 92.4 0.390.04700 0.5110

SampID: MBLK

SampType: MBLK mg/LUnitsR350048Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.0250< 0.05 00 -100 100

Nitrogen, Nitrite (as N) 07/11/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR350048Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.30450.32 104.10 90 110

Nitrogen, Nitrite (as N) 07/11/20240.05 0.30450.32 104.10 90 110

SampID: 24061026-039BMS

SampType: MS mg/LUnitsR350048Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.50000.49 98.60 85 115
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SampID: 24061026-039BMSD

SampType: MSD mg/LUnitsR350048Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.50000.50 99.8 1.210 0.4930

SampID: 24070774-001AMS

SampType: MS mg/LUnitsR350048Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) S 07/11/20240.05 0.50000.37 59.60.07300 85 115

SampID: 24070774-001AMSD

SampType: MSD mg/LUnitsR350048Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) S 07/11/20240.05 0.50000.37 59.2 0.540.07300 0.3710

SampID: 24070874-001AMS

SampType: MS mg/LUnitsR350048Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.50000.57 94.00.09800 85 115

SampID: 24070874-001AMSD

SampType: MSD mg/LUnitsR350048Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.50000.57 93.4 0.530.09800 0.5680

SampID: MBLK

SampType: MBLK mg/LUnitsR350072Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.0250< 0.05 00 -100 100

Nitrogen, Nitrite (as N) 07/11/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR350072Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.30450.31 101.50 90 110

Nitrogen, Nitrite (as N) 07/11/20240.05 0.30450.31 101.80 90 110
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STANDARD METHODS 4500-NO2 B (DISSOLVED) 2000, 2011

SampID: 24061026-034BMS

SampType: MS mg/LUnitsR350072Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.50000.48 95.20 85 115

SampID: 24061026-034BMSD

SampType: MSD mg/LUnitsR350072Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.50000.48 96.8 1.670 0.4760

SampID: 24070879-007BMS

SampType: MS mg/LUnitsR350072Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.50000.49 97.80 85 115

SampID: 24070879-007BMSD

SampType: MSD mg/LUnitsR350072Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.50000.49 98.2 0.410 0.4890

SampID: 24070962-001AMS

SampType: MS mg/LUnitsR350072Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.50000.49 97.80 85 115

SampID: 24070962-001AMSD

SampType: MSD mg/LUnitsR350072Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 07/11/20240.05 0.50000.48 96.8 1.030 0.4890

STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR349753Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 07/03/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 07/03/20240.050 0.0090< 0.050 00 -100 100
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SampID: ICV/LCS

SampType: LCS mg/LUnitsR349753Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/03/20240.050 0.50000.477 95.40 90 110

SampID: 24061026-003BMS

SampType: MS mg/LUnitsR349753Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/03/20240.050 0.25000.247 98.80 85 115

SampID: 24061026-003BMSD

SampType: MSD mg/LUnitsR349753Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/03/20240.050 0.25000.245 98.0 0.810 0.2470

SampID: 24070087-001CMS

SampType: MS mg/LUnitsR349753Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/03/20240.250 1.2504.28 107.42.933 90 110

SampID: 24070087-001CMSD

SampType: MSD mg/LUnitsR349753Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/03/20240.250 1.2504.18 99.9 2.222.933 4.276

SampID: 24070113-001DMS

SampType: MS mg/LUnitsR349753Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/03/20240.500 2.5002.37 90.30.1090 90 110

SampID: 24070113-001DMSD

SampType: MSD mg/LUnitsR349753Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) S 07/03/20240.500 2.5002.28 86.8 3.700.1090 2.366

SampID: 24070180-001DMS

SampType: MS mg/LUnitsR349753Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) E 07/03/20241.00 5.00023.0 107.517.58 90 110
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STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: 24070180-001DMSD

SampType: MSD mg/LUnitsR349753Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) E 07/03/20241.00 5.00022.8 104.4 0.6817.58 22.96

SampID: 24070223-003AMS

SampType: MS mg/LUnitsR349753Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/03/20241.00 5.00010.7 99.45.779 90 110

SampID: 24070223-003AMSD

SampType: MSD mg/LUnitsR349753Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/03/20241.00 5.00010.8 99.7 0.165.779 10.75

SampID: 24070330-001AMS

SampType: MS mg/LUnitsR349753Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/03/20241.00 5.00019.0 100.913.98 90 110

SampID: 24070330-001AMSD

SampType: MSD mg/LUnitsR349753Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/03/20241.00 5.00019.3 106.3 1.3913.98 19.03

SampID: 24070395-004DMS

SampType: MS mg/LUnitsR349753Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/03/20242.50 12.5026.4 94.314.64 90 110

SampID: 24070395-004DMSD

SampType: MSD mg/LUnitsR349753Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/03/20242.50 12.5027.0 98.5 1.9614.64 26.43
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SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR349905Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 07/09/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 07/09/20240.050 0.0090< 0.050 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR349905Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/09/20240.050 0.50000.506 101.20 90 110

SampID: 24070315-001AMS

SampType: MS mg/LUnitsR349905Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/09/20240.250 1.2503.46 103.82.168 90 110

SampID: 24070315-001AMSD

SampType: MSD mg/LUnitsR349905Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/09/20240.250 1.2503.52 108.2 1.602.168 3.465

SampID: 24070495-002AMS

SampType: MS mg/LUnitsR349905Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/09/20242.50 12.5027.2 97.615.03 90 110

SampID: 24070495-002AMSD

SampType: MSD mg/LUnitsR349905Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/09/20242.50 12.5027.1 96.6 0.4415.03 27.23

SampID: 24070559-001AMS

SampType: MS mg/LUnitsR349905Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/09/20240.050 0.25000.214 85.60 85 115

Page 50 of 137

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: 24070559-001AMSD

SampType: MSD mg/LUnitsR349905Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/09/20240.050 0.25000.217 86.8 1.390 0.2140

SampID: 24070679-004AMS

SampType: MS mg/LUnitsR350027Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/10/20240.050 0.25000.258 103.20 85 115

SampID: 24070679-004AMSD

SampType: MSD mg/LUnitsR350027Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/10/20240.050 0.25000.259 103.6 0.390 0.2580

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR350087Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 07/11/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.050 0.0090< 0.050 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR350087Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.050 0.50000.507 101.40 90 110

SampID: 24061026-042BMS

SampType: MS mg/LUnitsR350087Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.050 0.25000.593 111.20.3150 85 115

SampID: 24061026-042BMSD

SampType: MSD mg/LUnitsR350087Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.050 0.25000.582 106.8 1.870.3150 0.5930
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SampID: 24070596-001AMS

SampType: MS mg/LUnitsR350087Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) E 07/11/20241.00 5.00023.9 96.319.12 90 110

SampID: 24070596-001AMSD

SampType: MSD mg/LUnitsR350087Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) E 07/11/20241.00 5.00023.8 93.8 0.5219.12 23.94

SampID: 24070656-001CMS

SampType: MS mg/LUnitsR350087Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.050 0.25000.502 106.40.2360 90 110

SampID: 24070656-001CMSD

SampType: MSD mg/LUnitsR350087Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.050 0.25000.506 108.0 0.790.2360 0.5020

SampID: 24070740-001CMS

SampType: MS mg/LUnitsR350087Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.250 1.2503.83 102.62.544 90 110

SampID: 24070740-001CMSD

SampType: MSD mg/LUnitsR350087Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.250 1.2503.88 107.3 1.532.544 3.826

SampID: 24070813-005BMS

SampType: MS mg/LUnitsR350087Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.500 2.5006.37 99.53.877 90 110

SampID: 24070813-005BMSD

SampType: MSD mg/LUnitsR350087Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.500 2.5006.50 105.0 2.143.877 6.365
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STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: 24070825-001AMS

SampType: MS mg/LUnitsR350087Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.050 0.25000.248 99.20 85 115

SampID: 24070825-001AMSD

SampType: MSD mg/LUnitsR350087Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.050 0.25000.255 102.0 2.780 0.2480

SampID: 24070879-003BMS

SampType: MS mg/LUnitsR350087Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.050 0.25000.392 101.60.1380 85 115

SampID: 24070879-003BMSD

SampType: MSD mg/LUnitsR350087Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/11/20240.050 0.25000.386 99.2 1.540.1380 0.3920

SampID: 24070948-008AMS

SampType: MS mg/LUnitsR350087Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) E 07/11/20240.100 0.50002.01 100.41.508 85 115

SampID: 24070948-008AMSD

SampType: MSD mg/LUnitsR350087Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) E 07/11/20240.100 0.50002.02 103.2 0.691.508 2.010

SampID: 24070948-001AMS

SampType: MS mg/LUnitsR350189Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) H 07/12/20242.50 12.5033.7 104.320.64 85 115

SampID: 24070948-001AMSD

SampType: MSD mg/LUnitsR350189Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) H 07/12/20242.50 12.5033.7 104.2 0.0320.64 33.68
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STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: 24070962-001AMS

SampType: MS mg/LUnitsR350189Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/12/20240.050 0.25000.247 98.80 85 115

SampID: 24070962-001AMSD

SampType: MSD mg/LUnitsR350189Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/12/20240.050 0.25000.250 100.0 1.210 0.2470

SampID: 24071020-008BMS

SampType: MS mg/LUnitsR350189Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/12/20240.050 0.25000.245 98.00 85 115

SampID: 24071020-008BMSD

SampType: MSD mg/LUnitsR350189Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/12/20240.050 0.25000.249 99.6 1.620 0.2450

SampID: 24071023-003BMS

SampType: MS mg/LUnitsR350189Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/12/20241.00 5.00016.0 95.311.20 85 115

SampID: 24071023-003BMSD

SampType: MSD mg/LUnitsR350189Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/12/20241.00 5.00016.2 99.9 1.4111.20 15.97

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR350951Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/30/20240.050 0.0090< 0.050 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR350951Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/30/20240.050 0.50000.463 92.60 90 110
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STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: 24072288-002CMS

SampType: MS mg/LUnitsR350951Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/30/20240.500 2.5008.24 96.05.842 90 110

SampID: 24072288-002CMSD

SampType: MSD mg/LUnitsR350951Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/30/20240.500 2.5008.12 91.0 1.535.842 8.242

SampID: 24072332-002AMS

SampType: MS mg/LUnitsR350951Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/30/20245.00 25.0038.6 91.815.65 90 110

SampID: 24072332-002AMSD

SampType: MSD mg/LUnitsR350951Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/30/20245.00 25.0040.2 98.1 4.0115.65 38.61

SampID: 24072335-002BMS

SampType: MS mg/LUnitsR350951Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) H 07/30/20240.050 0.25000.237 94.80 85 115

SampID: 24072335-002BMSD

SampType: MSD mg/LUnitsR350951Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) H 07/30/20240.050 0.25000.239 95.6 0.840 0.2370

SampID: 24072364-002CMS

SampType: MS mg/LUnitsR350951Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) S 07/30/20240.050 0.25000.566 76.80.3740 90 110

SampID: 24072364-002CMSD

SampType: MSD mg/LUnitsR350951Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) S 07/30/20240.050 0.25000.581 82.8 2.620.3740 0.5660
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STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: 24072367-003BMS

SampType: MS mg/LUnitsR350951Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 07/30/20240.500 2.5004.31 91.82.018 85 115

SampID: 24072367-003BMSD

SampType: MSD mg/LUnitsR350951Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 07/30/20240.500 2.5004.34 92.7 0.532.018 4.313

SW-846 9012A (TOTAL)

SampID: MBLK 240703 TCN1

SampType: MBLK mg/LUnits225296Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/08/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240703 TCN1

SampType: LCS mg/LUnits225296Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/08/20240.005 0.02500.025 98.40 90 110

SampID: 24061026-003DMS

SampType: MS mg/LUnits225296Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/08/20240.005 0.02500.025 99.40 75 125

SampID: 24061026-003DMSD

SampType: MSD mg/LUnits225296Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 07/08/20240.005 0.02500.025 100.3 0.900 0.02484

SampID: MBLK 240709 TCN1

SampType: MBLK mg/LUnits225465Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/10/20240.005 0.0015< 0.005 00 -100 100

Page 56 of 137

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9012A (TOTAL)

SampID: LCS 240709 TCN1

SampType: LCS mg/LUnits225465Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/10/20240.005 0.02500.025 98.90 90 110

SampID: 24070571-001DMS

SampType: MS mg/LUnits225465Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/10/20240.005 0.02500.025 102.00 75 125

SampID: 24070571-001DMSD

SampType: MSD mg/LUnits225465Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 07/10/20240.005 0.02500.025 101.7 0.310 0.02550

SampID: MBLK 240710 TCN1

SampType: MBLK mg/LUnits225535Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/11/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240710 TCN1

SampType: LCS mg/LUnits225535Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/11/20240.005 0.02500.023 90.90 90 110

SampID: 24070628-001EMS

SampType: MS mg/LUnits225535Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/11/20240.005 0.02500.026 105.10 90 110

SampID: 24070628-001EMSD

SampType: MSD mg/LUnits225535Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 07/11/20240.005 0.02500.025 101.7 3.270 0.02626

SampID: 24070679-001CMS

SampType: MS mg/LUnits225535Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/11/20240.005 0.02500.024 97.90 75 125
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SW-846 9012A (TOTAL)

SampID: 24070679-001CMSD

SampType: MSD mg/LUnits225535Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 07/11/20240.005 0.02500.025 98.5 0.690 0.02446

SampID: MBLK 240711 TCN1

SampType: MBLK mg/LUnits225601Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/12/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240711 TCN1

SampType: LCS mg/LUnits225601Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/12/20240.005 0.02500.023 90.10 90 110

SampID: 24070898-001CMS

SampType: MS mg/LUnits225601Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide S 07/12/20240.025 0.12500.123 85.60.01565 90 110

SampID: 24070898-001CMSD

SampType: MSD mg/LUnits225601Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide S 07/12/20240.025 0.12500.125 87.7 2.120.01565 0.1227

SampID: MBLK 240711 TCN2

SampType: MBLK mg/LUnits225602Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/12/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240711 TCN2

SampType: LCS mg/LUnits225602Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/15/20240.005 0.02500.024 94.40 90 110

SampID: MBLK 240712 TCN1

SampType: MBLK mg/LUnits225664Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/15/20240.005 0.0015< 0.005 00 -100 100
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SW-846 9012A (TOTAL)

SampID: LCS 240712 TCN1

SampType: LCS mg/LUnits225664Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/15/20240.005 0.02500.025 99.50 90 110

SampID: 24070767-002CMS

SampType: MS mg/LUnits225664Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 07/15/20240.005 0.02500.026 93.30.003085 90 110

SampID: 24070767-002CMSD

SampType: MSD mg/LUnits225664Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 07/15/20240.005 0.02500.027 96.6 3.060.003085 0.02641

SampID: MBLK 240715 TCN2

SampType: MBLK mg/LUnits225735Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide S 07/16/20240.005 0.00150.016 11200 -100 100

SampID: 24061026-059EMS

SampType: MS mg/LUnits225735Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide B 07/16/20240.005 0.02500.026 104.60 75 125

SW-846 9036 (DISSOLVED)

SampID: 24061026-053BMS

SampType: MS mg/LUnitsR349714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 07/03/202410 20.0030 39.422.12 85 115

SampID: 24061026-053BMSD

SampType: MSD mg/LUnitsR349714Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 07/03/202410 20.0028 27.0 8.6222.12 30.01
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SW-846 9036 (DISSOLVED)

SampID: 24070182-002BMS

SampType: MS mg/LUnitsR349714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/03/202450 100.0195 103.191.66 85 115

SampID: 24070182-002BMSD

SampType: MSD mg/LUnitsR349714Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/03/202450 100.0196 104.7 0.8291.66 194.8

SampID: 24070182-004BMS

SampType: MS mg/LUnitsR349714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 07/03/202410 20.0024 63.111.00 85 115

SampID: 24070182-004BMSD

SampType: MSD mg/LUnitsR349714Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 07/03/202410 20.0024 66.8 3.0811.00 23.62

SampID: 24070386-007BMS

SampType: MS mg/LUnitsR349876Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/08/202410 20.0046 97.226.33 85 115

SampID: 24070386-007BMSD

SampType: MSD mg/LUnitsR349876Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/08/202410 20.0046 99.4 0.9126.33 45.78

SampID: 24061026-062BMS

SampType: MS mg/LUnitsR349911Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/09/202450 100.0212 94.1118.1 85 115

SampID: 24061026-062BMSD

SampType: MSD mg/LUnitsR349911Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/09/202450 100.0217 98.5 2.06118.1 212.2
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SW-846 9036 (DISSOLVED)

SampID: 24061026-034BMS

SampType: MS mg/LUnitsR350166Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/12/202410 20.0048 90.629.76 85 115

SampID: 24061026-034BMSD

SampType: MSD mg/LUnitsR350166Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/12/202410 20.0048 91.3 0.2929.76 47.87

SampID: 24070571-002BMS

SampType: MS mg/LUnitsR350166Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/12/202450 100.0161 93.268.17 85 115

SampID: 24070571-002BMSD

SampType: MSD mg/LUnitsR350166Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/12/202450 100.0167 99.1 3.6368.17 161.3

SampID: 24071020-004BMS

SampType: MS mg/LUnitsR350265Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 07/16/202410 20.0031 83.814.35 85 115

SampID: 24071020-004BMSD

SampType: MSD mg/LUnitsR350265Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/16/202410 20.0032 87.4 2.3214.35 31.11

SampID: 24061962-008BMS

SampType: MS mg/LUnitsR350922Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/29/202450 100.0166 89.675.94 85 115

SampID: 24061962-008BMSD

SampType: MSD mg/LUnitsR350922Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/29/202450 100.0164 88.3 0.7575.94 165.5
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SW-846 9036 (DISSOLVED)

SampID: 24080823-001BMS

SampType: MS mg/LUnitsR351845Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/15/2024100 200.0473 87.3298.6 85 115

SampID: 24080823-001BMSD

SampType: MSD mg/LUnitsR351845Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 08/15/2024100 200.0486 93.9 2.75298.6 473.3

SampID: 24080241-002BMS

SampType: MS mg/LUnitsR351908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 08/16/202410 20.0022 70.28.190 85 115

SampID: 24080241-002BMSD

SampType: MSD mg/LUnitsR351908Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 08/16/202410 20.0022 69.8 0.368.190 22.22

SampID: 24080241-005BMS

SampType: MS mg/LUnitsR351908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate E 08/16/202450 100.0253 90.3163.1 85 115

SampID: 24080241-005BMSD

SampType: MSD mg/LUnitsR351908Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate E 08/16/202450 100.0257 94.3 1.56163.1 253.5

SampID: 24080241-011BMS

SampType: MS mg/LUnitsR351908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/16/202410 20.0030 86.212.67 85 115

SampID: 24080241-011BMSD

SampType: MSD mg/LUnitsR351908Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 08/16/202410 20.0030 88.0 1.2612.67 29.90
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SW-846 9036 (DISSOLVED)

SampID: 24080857-005CMS

SampType: MS mg/LUnitsR351908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/16/2024500 10002070 94.11132 85 115

SampID: 24080857-005CMSD

SampType: MSD mg/LUnitsR351908Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 08/16/2024500 10002110 97.7 1.731132 2074

SW-846 9036 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR349714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/03/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR349714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/03/202410 20.0019 95.50 90 110

SampID: 24061026-007AMS

SampType: MS mg/LUnitsR349714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 07/03/202410 20.0029 65.815.87 85 115

SampID: 24061026-007AMSD

SampType: MSD mg/LUnitsR349714Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 07/03/202410 20.0029 67.8 1.3315.87 29.04

SampID: 24070024-001AMS

SampType: MS mg/LUnitsR349714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/03/202420 40.0084 97.444.59 90 110
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: 24070024-001AMSD

SampType: MSD mg/LUnitsR349714Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/03/202420 40.0083 95.1 1.1144.59 83.53

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR349876Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/08/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR349876Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/08/202410 20.0020 101.80 90 110

SampID: 24070428-001CMS

SampType: MS mg/LUnitsR349876Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/08/202410 20.0031 91.812.75 90 110

SampID: 24070428-001CMSD

SampType: MSD mg/LUnitsR349876Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/08/202410 20.0031 90.8 0.6412.75 31.12

SampID: 24070460-001AMS

SampType: MS mg/LUnitsR349876Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/08/202450 100.0214 95.8118.6 85 115

SampID: 24070460-001AMSD

SampType: MSD mg/LUnitsR349876Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/08/202450 100.0217 98.0 1.03118.6 214.4

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR349911Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/09/202410 6.140< 10 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: ICV/LCS

SampType: LCS mg/LUnitsR349911Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/09/202410 20.0020 98.10 90 110

SampID: 24070426-001BMS

SampType: MS mg/LUnitsR349911Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/09/202450 100.0149 97.651.62 90 110

SampID: 24070426-001BMSD

SampType: MSD mg/LUnitsR349911Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/09/202450 100.0154 102.1 2.9951.62 149.2

SampID: 24070559-001AMS

SampType: MS mg/LUnitsR349911Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/09/202420 40.0085 95.146.75 85 115

SampID: 24070559-001AMSD

SampType: MSD mg/LUnitsR349911Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/09/202420 40.0085 94.6 0.2446.75 84.80

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR350008Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/10/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR350008Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/10/202410 20.0020 99.30 90 110

SampID: 24061026-054AMS

SampType: MS mg/LUnitsR350008Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/10/202450 100.0215 95.0119.9 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: 24061026-054AMSD

SampType: MSD mg/LUnitsR350008Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/10/202450 100.0215 95.2 0.12119.9 214.8

SampID: 24070704-001AMS

SampType: MS mg/LUnitsR350008Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 07/10/20242000 40009900 79.26733 90 110

SampID: 24070704-001AMSD

SampType: MSD mg/LUnitsR350008Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 07/10/20242000 40009880 78.6 0.256733 9900

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR350166Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/12/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR350166Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/12/202410 20.0020 98.40 90 110

SampID: 24061026-011AMS

SampType: MS mg/LUnitsR350166Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/12/202420 40.0097 96.658.52 85 115

SampID: 24061026-011AMSD

SampType: MSD mg/LUnitsR350166Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/12/202420 40.0097 95.5 0.4358.52 97.15

SampID: 24061026-022AMS

SampType: MS mg/LUnitsR350166Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 07/12/202420 40.0041 66.314.66 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: 24061026-022AMSD

SampType: MSD mg/LUnitsR350166Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 07/12/202420 40.0043 69.6 3.1514.66 41.19

SampID: 24070825-002AMS

SampType: MS mg/LUnitsR350166Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/13/202420 40.0088 97.849.27 85 115

SampID: 24070825-002AMSD

SampType: MSD mg/LUnitsR350166Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/13/202420 40.0092 105.6 3.4949.27 88.38

SampID: 24070832-001CMS

SampType: MS mg/LUnitsR350166Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/12/202410 20.0041 103.220.54 90 110

SampID: 24070832-001CMSD

SampType: MSD mg/LUnitsR350166Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/12/202410 20.0041 104.6 0.7020.54 41.17

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR350231Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/15/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR350231Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/15/202410 20.0019 94.90 90 110

SampID: 24070962-001AMS

SampType: MS mg/LUnitsR350231Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/15/202420 40.0096 96.157.30 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: 24070962-001AMSD

SampType: MSD mg/LUnitsR350231Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/15/202420 40.0097 98.2 0.8957.30 95.73

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR350265Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/16/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR350265Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/16/202410 20.0019 96.50 90 110

SampID: 24071150-001BMS

SampType: MS mg/LUnitsR350265Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/16/2024100 200.0456 97.4261.7 90 110

SampID: 24071150-001BMSD

SampType: MSD mg/LUnitsR350265Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/16/2024100 200.0469 103.6 2.67261.7 456.4

SampID: 24071151-001BMS

SampType: MS mg/LUnitsR350265Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/16/2024100 200.0476 98.5279.1 90 110

SampID: 24071151-001BMSD

SampType: MSD mg/LUnitsR350265Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/16/2024100 200.0478 99.4 0.40279.1 476.0

SampID: 24071163-001AMS

SampType: MS mg/LUnitsR350265Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate E 07/16/202410 20.0050 94.531.51 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: 24071163-001AMSD

SampType: MSD mg/LUnitsR350265Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate E 07/16/202410 20.0051 98.5 1.5931.51 50.40

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR350922Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/29/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR350922Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/29/202410 20.0019 94.10 90 110

SampID: 24071132-001AMS

SampType: MS mg/LUnitsR350922Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 07/29/202420 40.0075 79.143.29 85 115

SampID: 24071132-001AMSD

SampType: MSD mg/LUnitsR350922Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/29/202420 40.0078 86.6 3.9143.29 74.94

SampID: 24071132-002AMS

SampType: MS mg/LUnitsR350922Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/29/202410 20.0037 99.616.61 85 115

SampID: 24071132-002AMSD

SampType: MSD mg/LUnitsR350922Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/29/202410 20.0036 99.2 0.2216.61 36.52

SampID: 24071132-010AMS

SampType: MS mg/LUnitsR350922Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/29/202450 100.0141 85.455.92 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: 24071132-010AMSD

SampType: MSD mg/LUnitsR350922Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/29/202450 100.0145 89.2 2.5955.92 141.4

SampID: 24071132-013AMS

SampType: MS mg/LUnitsR350922Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/29/202420 40.0075 95.036.86 85 115

SampID: 24071132-013AMSD

SampType: MSD mg/LUnitsR350922Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/29/202420 40.0074 92.2 1.4936.86 74.84

SampID: 24072345-001AMS

SampType: MS mg/LUnitsR350922Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/29/2024200 400.0720 98.1327.6 90 110

SampID: 24072345-001AMSD

SampType: MSD mg/LUnitsR350922Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 07/29/2024200 400.0718 97.7 0.22327.6 720.0

SampID: 24072346-001AMS

SampType: MS mg/LUnitsR350922Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 07/29/2024200 400.0725 93.6351.0 90 110

SampID: 24072346-001AMSD

SampType: MSD mg/LUnitsR350922Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 07/29/2024200 400.0709 89.5 2.28351.0 725.4

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR351845Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/15/202410 6.140< 10 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: ICV/LCS

SampType: LCS mg/LUnitsR351845Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/15/202410 20.0019 93.80 90 110

SampID: 24071451-025AMS

SampType: MS mg/LUnitsR351845Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/15/202450 100.0169 93.175.41 85 115

SampID: 24071451-025AMSD

SampType: MSD mg/LUnitsR351845Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 08/15/202450 100.0176 100.4 4.2475.41 168.5

SampID: 24071451-077AMS

SampType: MS mg/LUnitsR351845Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/15/202450 100.0186 98.887.05 85 115

SampID: 24071451-077AMSD

SampType: MSD mg/LUnitsR351845Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 08/15/202450 100.0187 100.4 0.8787.05 185.8

SampID: 24080820-001AMS

SampType: MS mg/LUnitsR351845Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate E 08/15/202450 100.0258 92.8165.4 85 115

SampID: 24080820-001AMSD

SampType: MSD mg/LUnitsR351845Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate E 08/15/202450 100.0258 92.2 0.26165.4 258.2

SampID: 24080823-001AMS

SampType: MS mg/LUnitsR351845Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/15/2024100 200.0487 101.5284.1 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: 24080823-001AMSD

SampType: MSD mg/LUnitsR351845Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 08/15/2024100 200.0470 93.1 3.50284.1 487.1

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR351908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/16/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR351908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/16/202410 20.0019 94.30 90 110

SampID: 24080002-001AMS

SampType: MS mg/LUnitsR351908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate E 08/16/202410 20.0057 85.939.49 85 115

SampID: 24080002-001AMSD

SampType: MSD mg/LUnitsR351908Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate E 08/16/202410 20.0057 86.5 0.2139.49 56.67

SampID: 24080004-002BMS

SampType: MS mg/LUnitsR351908Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/16/202450 100.0204 94.2109.8 85 115

SampID: 24080004-002BMSD

SampType: MSD mg/LUnitsR351908Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 08/16/202450 100.0209 99.2 2.45109.8 204.0

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR352032Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/20/202410 6.140< 10 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: ICV/LCS

SampType: LCS mg/LUnitsR352032Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/20/202410 20.0018 91.50 90 110

SampID: 24080242-001AMS

SampType: MS mg/LUnitsR352032Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 08/20/202410 20.0030 82.613.54 85 115

SampID: 24080242-001AMSD

SampType: MSD mg/LUnitsR352032Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 08/20/202410 20.0030 83.6 0.7013.54 30.06

SampID: 24080242-007AMS

SampType: MS mg/LUnitsR352032Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 08/20/202410 20.0027 80.210.87 85 115

SampID: 24080242-007AMSD

SampType: MSD mg/LUnitsR352032Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 08/20/202410 20.0027 79.2 0.7510.87 26.90

SampID: 24080243-001AMS

SampType: MS mg/LUnitsR352032Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/20/2024100 200.0452 92.0268.3 85 115

SampID: 24080243-001AMSD

SampType: MSD mg/LUnitsR352032Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 08/20/2024100 200.0467 99.4 3.22268.3 452.3

SampID: 24080243-004AMS

SampType: MS mg/LUnitsR352032Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/20/2024100 200.0421 97.5226.5 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: 24080243-004AMSD

SampType: MSD mg/LUnitsR352032Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 08/20/2024100 200.0428 100.6 1.50226.5 421.4

SampID: 24081587-001AMS

SampType: MS mg/LUnitsR352032Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/20/2024200 400.0690 95.5308.6 90 110

SampID: 24081587-001AMSD

SampType: MSD mg/LUnitsR352032Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 08/20/2024200 400.0695 96.5 0.59308.6 690.4

SampID: 24081588-001AMS

SampType: MS mg/LUnitsR352032Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 08/20/2024100 200.0494 94.8304.0 90 110

SampID: 24081588-001AMSD

SampType: MSD mg/LUnitsR352032Batch RPD Limit: 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 08/20/2024100 200.0498 96.8 0.80304.0 493.6

SW-846 9066 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR350270Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 07/16/20240.005 0.0028< 0.005 00 -100 100

SampID: MBLK-225747

SampType: MBLK mg/LUnitsR350270Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 07/16/20240.005 0.0028< 0.005 00 -100 100*
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9066 (TOTAL)

SampID: ICV/LCS

SampType: LCS mg/LUnitsR350270Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 07/16/20240.005 0.05000.048 95.80 90 110

SampID: 24071098-001GMS

SampType: MS mg/LUnitsR350270Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols S 07/16/20240.005 0.05000.064 115.80.006110 90 110

SampID: 24071098-001GMSD

SampType: MSD mg/LUnitsR350270Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 07/16/20240.005 0.05000.060 108.1 6.220.006110 0.06402

SampID: 24071150-002CMS

SampType: MS mg/LUnitsR350270Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols S 07/16/20240.005 0.05000.059 117.60 90 110

SampID: 24071150-002CMSD

SampType: MSD mg/LUnitsR350270Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 07/16/20240.005 0.05000.052 104.2 12.030 0.05879

SW-846 9214 (DISSOLVED)

SampID: 24061026-041BMS

SampType: MS mg/LUnitsR350044Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/11/20240.10 2.0001.83 82.60.1780 75 125

SampID: 24061026-041BMSD

SampType: MSD mg/LUnitsR350044Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 07/11/20240.10 2.0001.82 82.0 0.550.1780 1.829
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9214 (DISSOLVED)

SampID: 24061026-044BMS

SampType: MS mg/LUnitsR350044Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/11/20240.10 2.0001.93 86.80.1960 75 125

SampID: 24061026-044BMSD

SampType: MSD mg/LUnitsR350044Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 07/11/20240.10 2.0001.96 88.2 1.540.1960 1.931

SampID: 24070677-002BMS

SampType: MS mg/LUnitsR350044Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/11/20240.10 2.0002.07 92.50.2200 75 125

SampID: 24070677-002BMSD

SampType: MSD mg/LUnitsR350044Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 07/11/20240.10 2.0002.19 98.6 5.770.2200 2.070

SampID: 24070879-008BMS

SampType: MS mg/LUnitsR350044Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/11/20240.10 2.0002.43 99.60.4330 75 125

SampID: 24070879-008BMSD

SampType: MSD mg/LUnitsR350044Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 07/11/20240.10 2.0002.43 99.9 0.250.4330 2.425

SW-846 9214 (TOTAL)

SampID: MBLK

SampType: MBLK mg/LUnitsR349705Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/03/20240.10 0.0500< 0.10 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9214 (TOTAL)

SampID: LCS

SampType: LCS mg/LUnitsR349705Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/03/20240.10 1.0001.02 102.40 90 110

SampID: 24061026-012AMS

SampType: MS mg/LUnitsR349705Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/03/20240.10 2.0002.67 106.80.5380 75 125

SampID: 24061026-012AMSD

SampType: MSD mg/LUnitsR349705Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 07/03/20240.10 2.0002.60 102.8 2.960.5380 2.673

SampID: 24070169-001AMS

SampType: MS mg/LUnitsR349705Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/03/20240.10 2.0002.89 112.20.6460 75 125

SampID: 24070169-001AMSD

SampType: MSD mg/LUnitsR349705Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 07/03/20240.10 2.0002.75 105.1 5.040.6460 2.890

SampID: MBLK

SampType: MBLK mg/LUnitsR349987Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/10/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR349987Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/10/20240.10 1.0001.02 102.00 90 110

SampID: 24061026-006AMS

SampType: MS mg/LUnitsR349987Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/10/20240.10 2.0002.12 96.60.1920 75 125
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9214 (TOTAL)

SampID: 24061026-006AMSD

SampType: MSD mg/LUnitsR349987Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 07/10/20240.10 2.0002.15 98.0 1.360.1920 2.123

SampID: 24061026-061AMS

SampType: MS mg/LUnitsR349987Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/10/20240.10 2.0002.42 100.00.4220 75 125

SampID: 24061026-061AMSD

SampType: MSD mg/LUnitsR349987Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 07/10/20240.10 2.0002.44 100.7 0.490.4220 2.423

SampID: 24070704-001AMS

SampType: MS mg/LUnitsR349987Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/10/20241.00 20.0059.9 100.039.88 75 125

SampID: 24070704-001AMSD

SampType: MSD mg/LUnitsR349987Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 07/10/20241.00 20.0060.2 101.8 0.5839.88 59.89

SampID: 24070726-001AMS

SampType: MS mg/LUnitsR349987Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/10/20240.10 2.0002.81 103.70.7350 75 125

SampID: 24070726-001AMSD

SampType: MSD mg/LUnitsR349987Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 07/10/20240.10 2.0002.81 104.0 0.180.7350 2.809

SampID: MBLK

SampType: MBLK mg/LUnitsR350044Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/11/20240.10 0.0500< 0.10 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9214 (TOTAL)

SampID: LCS

SampType: LCS mg/LUnitsR350044Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/11/20240.10 1.0000.97 97.20 90 110

SampID: 24061026-055AMS

SampType: MS mg/LUnitsR350044Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/11/20240.10 2.0002.85 101.00.8270 75 125

SampID: 24061026-055AMSD

SampType: MSD mg/LUnitsR350044Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 07/11/20240.10 2.0002.84 100.7 0.210.8270 2.846

SampID: 24061026-079AMS

SampType: MS mg/LUnitsR350044Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 07/12/20240.10 2.0001.64 82.20 75 125

SampID: 24061026-079AMSD

SampType: MSD mg/LUnitsR350044Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 07/12/20240.10 2.0001.88 93.9 13.290 1.644

SampID: MBLK

SampType: MBLK mg/LUnitsR351680Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 08/14/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR351680Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 08/14/20240.10 1.0000.99 98.70 90 110

SampID: 24061026-098AMS

SampType: MS mg/LUnitsR351680Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 08/14/20240.10 2.0002.26 95.80.3470 75 125
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9214 (TOTAL)

SampID: 24061026-098AMSD

SampType: MSD mg/LUnitsR351680Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 08/14/20240.10 2.0002.27 96.0 0.180.3470 2.263

SampID: 24061026-102AMS

SampType: MS mg/LUnitsR351680Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 08/14/20240.10 2.0002.13 106.40 75 125

SampID: 24061026-102AMSD

SampType: MSD mg/LUnitsR351680Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 08/14/20240.10 2.0002.10 105.2 1.180 2.128

SampID: 24080444-001ADUP

SampType: DUP mg/LUnitsR351680Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 08/14/20240.10 0.48 0.410.4850

SW-846 9251 (DISSOLVED)

SampID: 24061026-053BMS

SampType: MS mg/LUnitsR349718Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 07/03/20248 40.00120 104.578.35 85 115

SampID: 24061026-053BMSD

SampType: MSD mg/LUnitsR349718Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 07/03/20248 40.00116 93.3 3.8078.35 120.1

SampID: 24070182-002BMS

SampType: MS mg/LUnitsR349718Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/03/202420 100.0159 93.864.81 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9251 (DISSOLVED)

SampID: 24070182-002BMSD

SampType: MSD mg/LUnitsR349718Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/03/202420 100.0159 94.4 0.3564.81 158.6

SampID: 24070182-004BMS

SampType: MS mg/LUnitsR349718Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/03/20244 20.0030 91.111.59 85 115

SampID: 24070182-004BMSD

SampType: MSD mg/LUnitsR349718Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/03/20244 20.0030 92.0 0.6411.59 29.81

SampID: 24070386-007BMS

SampType: MS mg/LUnitsR349891Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/08/20244 20.0033 90.214.91 85 115

SampID: 24070386-007BMSD

SampType: MSD mg/LUnitsR349891Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/08/20244 20.0033 90.6 0.2414.91 32.94

SampID: 24061026-062BMS

SampType: MS mg/LUnitsR349943Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/09/202420 100.0156 93.062.46 85 115

SampID: 24061026-062BMSD

SampType: MSD mg/LUnitsR349943Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/09/202420 100.0155 92.9 0.0762.46 155.5

SampID: 24070571-002BMS

SampType: MS mg/LUnitsR349979Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/10/20244 20.0042 86.225.25 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9251 (DISSOLVED)

SampID: 24070571-002BMSD

SampType: MSD mg/LUnitsR349979Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/10/20244 20.0043 88.2 0.9625.25 42.48

SampID: 24061026-034BMS

SampType: MS mg/LUnitsR350172Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 07/12/20244 20.0055 93.036.24 85 115

SampID: 24061026-034BMSD

SampType: MSD mg/LUnitsR350172Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 07/12/20244 20.0054 90.0 1.1036.24 54.84

SampID: 24071020-004BMS

SampType: MS mg/LUnitsR350234Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/15/20244 20.0022 96.03.050 85 115

SampID: 24071020-004BMSD

SampType: MSD mg/LUnitsR350234Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/15/20244 20.0022 97.0 0.943.050 22.24

SampID: 24080823-001BMS

SampType: MS mg/LUnitsR351860Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/15/2024200 10001520 91.8606.4 85 115

SampID: 24080823-001BMSD

SampType: MSD mg/LUnitsR351860Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 08/15/2024200 10001520 91.8 0.03606.4 1524

SampID: 24080857-005CMS

SampType: MS mg/LUnitsR351860Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 08/15/20244 20.0066 95.247.08 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9251 (DISSOLVED)

SampID: 24080857-005CMSD

SampType: MSD mg/LUnitsR351860Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 08/15/20244 20.0066 95.4 0.0947.08 66.11

SampID: 24080241-002BMS

SampType: MS mg/LUnitsR351927Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/16/20244 20.0026 96.36.550 85 115

SampID: 24080241-002BMSD

SampType: MSD mg/LUnitsR351927Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 08/16/20244 20.0026 98.2 1.466.550 25.81

SampID: 24080241-005BMS

SampType: MS mg/LUnitsR351927Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/16/202420 100.0146 93.153.35 85 115

SampID: 24080241-005BMSD

SampType: MSD mg/LUnitsR351927Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 08/16/202420 100.0146 93.1 0.0053.35 146.5

SampID: 24080241-011BMS

SampType: MS mg/LUnitsR351927Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/16/20244 20.0047 91.828.53 85 115

SampID: 24080241-011BMSD

SampType: MSD mg/LUnitsR351927Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 08/16/20244 20.0047 91.4 0.1328.53 46.88
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR349718Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/03/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR349718Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/03/20244 20.0020 99.30 90 110

SampID: 24061026-007AMS

SampType: MS mg/LUnitsR349718Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 07/03/20244 20.0066 97.746.93 85 115

SampID: 24061026-007AMSD

SampType: MSD mg/LUnitsR349718Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 07/03/20244 20.0067 99.0 0.3946.93 66.46

SampID: 24070024-001AMS

SampType: MS mg/LUnitsR349718Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/03/20244 20.0045 85.628.10 85 115

SampID: 24070024-001AMSD

SampType: MSD mg/LUnitsR349718Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/03/20244 20.0046 89.1 1.5428.10 45.22

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR349891Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/08/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR349891Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/08/20244 20.0020 100.10 90 110
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: 24070428-001CMS

SampType: MS mg/LUnitsR349891Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 07/08/20244 20.0051 85.334.10 85 115

SampID: 24070428-001CMSD

SampType: MSD mg/LUnitsR349891Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 07/08/20244 20.0052 89.5 1.6534.10 51.15

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR349943Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/09/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR349943Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/09/20244 20.0020 98.70 90 110

SampID: 24070426-001BMS

SampType: MS mg/LUnitsR349943Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/09/20244 20.0024 99.63.650 85 115

SampID: 24070426-001BMSD

SampType: MSD mg/LUnitsR349943Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/09/20244 20.0023 99.0 0.433.650 23.56

SampID: 24070559-001AMS

SampType: MS mg/LUnitsR349943Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/09/20244 20.0048 91.529.35 85 115

SampID: 24070559-001AMSD

SampType: MSD mg/LUnitsR349943Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/09/20244 20.0048 93.0 0.6529.35 47.65
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR349979Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/10/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR349979Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/10/20244 20.0020 98.00 90 110

SampID: 24061026-054AMS

SampType: MS mg/LUnitsR349979Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/10/202420 100.0166 88.976.84 85 115

SampID: 24061026-054AMSD

SampType: MSD mg/LUnitsR349979Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/10/202420 100.0164 86.8 1.2376.84 165.7

SampID: 24070656-001AMS

SampType: MS mg/LUnitsR349979Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/10/20248 40.0062 92.925.31 85 115

SampID: 24070656-001AMSD

SampType: MSD mg/LUnitsR349979Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/10/20248 40.0063 94.7 1.1825.31 62.46

SampID: 24070704-001AMS

SampType: MS mg/LUnitsR349979Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/10/20242000 1000017500 91.58389 85 115

SampID: 24070704-001AMSD

SampType: MSD mg/LUnitsR349979Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/10/20242000 1000017300 89.3 1.278389 17540
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR350172Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/12/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR350172Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/12/20244 20.0020 97.90 90 110

SampID: 24061026-011AMS

SampType: MS mg/LUnitsR350172Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/12/20248 40.0091 91.054.41 85 115

SampID: 24061026-011AMSD

SampType: MSD mg/LUnitsR350172Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/12/20248 40.0089 86.5 1.9854.41 90.80

SampID: 24070740-001AMS

SampType: MS mg/LUnitsR350172Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/12/20248 40.0079 89.243.40 85 115

SampID: 24070740-001AMSD

SampType: MSD mg/LUnitsR350172Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/12/20248 40.0078 87.7 0.7743.40 79.08

SampID: 24070825-002AMS

SampType: MS mg/LUnitsR350172Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/13/20244 20.0033 90.015.21 85 115

SampID: 24070825-002AMSD

SampType: MSD mg/LUnitsR350172Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/13/20244 20.0033 88.6 0.8515.21 33.20
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: 24070832-001CMS

SampType: MS mg/LUnitsR350172Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/12/20244 20.0028 97.28.540 85 115

SampID: 24070832-001CMSD

SampType: MSD mg/LUnitsR350172Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/12/20244 20.0028 97.0 0.118.540 27.97

SampID: 24070962-001AMS

SampType: MS mg/LUnitsR350172Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/13/202440 200.0275 92.889.97 85 115

SampID: 24070962-001AMSD

SampType: MSD mg/LUnitsR350172Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/13/202440 200.0274 92.1 0.4589.97 275.5

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR350234Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/15/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR350234Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/15/20244 20.0020 98.80 90 110

SampID: 24061026-022AMS

SampType: MS mg/LUnitsR350234Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/15/202420 100.0149 94.055.25 85 115

SampID: 24061026-022AMSD

SampType: MSD mg/LUnitsR350234Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/15/202420 100.0149 94.0 0.0155.25 149.2
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR350317Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/16/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR350317Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/16/20244 20.0020 100.10 90 110

SampID: 24071150-001BMS

SampType: MS mg/LUnitsR350317Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/16/20244 20.0024 97.04.900 85 115

SampID: 24071150-001BMSD

SampType: MSD mg/LUnitsR350317Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/16/20244 20.0025 98.7 1.394.900 24.30

SampID: 24071163-001AMS

SampType: MS mg/LUnitsR350317Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 07/16/20244 20.0050 89.732.17 85 115

SampID: 24071163-001AMSD

SampType: MSD mg/LUnitsR350317Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 07/16/20244 20.0051 92.4 1.0532.17 50.11

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR350942Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/29/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR350942Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/29/20244 20.0020 98.20 90 110
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: 24071132-001AMS

SampType: MS mg/LUnitsR350942Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/29/20244 20.0033 91.714.64 85 115

SampID: 24071132-001AMSD

SampType: MSD mg/LUnitsR350942Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/29/20244 20.0033 90.4 0.7914.64 32.97

SampID: 24071132-002AMS

SampType: MS mg/LUnitsR350942Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/29/20244 20.0037 90.219.34 85 115

SampID: 24071132-002AMSD

SampType: MSD mg/LUnitsR350942Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/29/20244 20.0037 88.4 0.9719.34 37.39

SampID: 24071132-013AMS

SampType: MS mg/LUnitsR350942Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 07/29/20248 40.00123 95.884.65 85 115

SampID: 24071132-013AMSD

SampType: MSD mg/LUnitsR350942Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 07/29/20248 40.00121 91.7 1.3484.65 123.0

SampID: 24071773-005AMS

SampType: MS mg/LUnitsR350942Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/29/202480 400.0668 88.1315.5 85 115

SampID: 24071773-005AMSD

SampType: MSD mg/LUnitsR350942Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/29/202480 400.0676 90.0 1.16315.5 667.9
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: 24071875-002AMS

SampType: MS mg/LUnitsR350942Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/29/202440 200.0363 87.3188.6 85 115

SampID: 24071875-002AMSD

SampType: MSD mg/LUnitsR350942Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/29/202440 200.0364 87.5 0.13188.6 363.1

SampID: 24072346-001AMS

SampType: MS mg/LUnitsR350942Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 07/29/20244 20.0027 95.08.420 85 115

SampID: 24072346-001AMSD

SampType: MSD mg/LUnitsR350942Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 07/29/20244 20.0027 95.2 0.158.420 27.41

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR351860Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/15/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR351860Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/15/20244 20.0020 98.30 90 110

SampID: 24080717-002AMS

SampType: MS mg/LUnitsR351860Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride H 08/15/20244 20.0034 90.815.42 85 115

SampID: 24080717-002AMSD

SampType: MSD mg/LUnitsR351860Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride H 08/15/20244 20.0034 91.1 0.1815.42 33.58
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026
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SW-846 9251 (TOTAL)

SampID: 24080855-004AMS

SampType: MS mg/LUnitsR351860Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/15/202480 400.0872 91.1507.2 85 115

SampID: 24080855-004AMSD

SampType: MSD mg/LUnitsR351860Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 08/15/202480 400.0858 87.8 1.54507.2 871.7

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR351927Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/16/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR351927Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/16/20244 20.0020 99.00 90 110

SampID: 24080002-001AMS

SampType: MS mg/LUnitsR351927Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/16/20244 20.0022 97.62.650 85 115

SampID: 24080002-001AMSD

SampType: MSD mg/LUnitsR351927Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 08/16/20244 20.0022 97.2 0.362.650 22.17

SampID: 24080004-002BMS

SampType: MS mg/LUnitsR351927Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/16/202420 100.0198 88.4109.2 85 115

SampID: 24080004-002BMSD

SampType: MSD mg/LUnitsR351927Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 08/16/202420 100.0199 90.2 0.89109.2 197.6
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24
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SW-846 9251 (TOTAL)

SampID: 24080876-001AMS

SampType: MS mg/LUnitsR351927Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/16/202440 200.0353 104.9142.9 85 115

SampID: 24080876-001AMSD

SampType: MSD mg/LUnitsR351927Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 08/16/202440 200.0346 101.7 1.84142.9 352.6

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR352062Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/20/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR352062Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/20/20244 20.0020 98.60 90 110

SampID: 24080242-001AMS

SampType: MS mg/LUnitsR352062Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/20/20244 20.0047 91.028.68 85 115

SampID: 24080242-001AMSD

SampType: MSD mg/LUnitsR352062Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 08/20/20244 20.0046 89.0 0.8428.68 46.87

SampID: 24080242-007AMS

SampType: MS mg/LUnitsR352062Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 08/20/20244 20.0055 87.837.19 85 115

SampID: 24080242-007AMSD

SampType: MSD mg/LUnitsR352062Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 08/20/20244 20.0055 87.0 0.2637.19 54.74
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: 24080243-001AMS

SampType: MS mg/LUnitsR352062Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/20/202420 100.0204 95.2108.5 85 115

SampID: 24080243-001AMSD

SampType: MSD mg/LUnitsR352062Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 08/20/202420 100.0200 91.7 1.71108.5 203.7

SampID: 24080243-004AMS

SampType: MS mg/LUnitsR352062Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/20/202440 200.0358 91.5175.5 85 115

SampID: 24080243-004AMSD

SampType: MSD mg/LUnitsR352062Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 08/20/202440 200.0359 91.8 0.20175.5 358.5

SampID: 24081588-001AMS

SampType: MS mg/LUnitsR352062Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 08/20/20244 20.0027 97.28.000 85 115

SampID: 24081588-001AMSD

SampType: MSD mg/LUnitsR352062Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 08/20/20244 20.0027 97.2 0.048.000 27.44
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: MBLK-225285

SampType: MBLK mg/LUnits225285Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/05/20240.100 0.0350< 0.100 00 -100 100

Calcium 07/09/20240.100 0.0350< 0.100 00 -100 100

Magnesium 07/09/20240.050 0.0055< 0.050 00 -100 100

Potassium 07/05/20240.100 0.0400< 0.100 00 -100 100

Potassium 07/09/20240.100 0.0400< 0.100 00 -100 100

Sodium 07/05/20240.050 0.0180< 0.050 00 -100 100

Sodium 07/09/20240.050 0.0180< 0.050 00 -100 100

SampID: LCS-225285

SampType: LCS mg/LUnits225285Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/09/20240.100 2.5002.48 99.00 85 115

Calcium 07/05/20240.100 2.5002.36 94.60 85 115

Magnesium 07/09/20240.050 2.5002.27 90.80 85 115

Potassium 07/05/20240.100 2.5002.58 103.20 85 115

Potassium 07/09/20240.100 2.5002.66 106.30 85 115

Sodium 07/09/20240.050 2.5002.55 101.90 85 115

Sodium 07/05/20240.050 2.5002.51 100.50 85 115

SampID: MBLK-225411

SampType: MBLK mg/LUnits225411Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/09/20240.0500 0.0068< 0.0500 00 -100 100

Arsenic 07/09/20240.0250 0.0087< 0.0250 00 -100 100

Boron 07/09/20240.0200 0.0090< 0.0200 00 -100 100

Cadmium 07/09/20240.0020 0.0005< 0.0020 00 -100 100

Calcium 07/09/20240.100 0.0350< 0.100 00 -100 100

Chromium 07/09/20240.0050 0.0028< 0.0050 00 -100 100

Lead 07/09/20240.0150 0.0014< 0.0150 00 -100 100

Magnesium 07/09/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 07/09/20240.100 0.0400< 0.100 00 -100 100

Selenium 07/09/20240.0400 0.0170< 0.0400 00 -100 100

Sodium 07/09/20240.0500 0.0180< 0.0500 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: LCS-225411

SampType: LCS mg/LUnits225411Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/09/20240.0500 0.50000.477 95.30 85 115

Arsenic 07/09/20240.0250 0.50000.497 99.40 85 115

Boron 07/09/20240.0200 0.50000.480 96.10 85 115

Cadmium 07/09/20240.0020 0.05000.0437 87.40 85 115

Calcium 07/09/20240.100 2.5002.47 98.60 85 115

Chromium 07/09/20240.0050 0.20000.195 97.30 85 115

Lead 07/09/20240.0150 0.50000.475 95.10 85 115

Magnesium 07/09/20240.0500 2.5002.24 89.80 85 115

Potassium 07/09/20240.100 2.5002.61 104.20 85 115

Selenium 07/09/20240.0400 0.50000.455 91.00 85 115

Sodium 07/09/20240.0500 2.5002.51 100.30 85 115

SampID: MBLK-225500

SampType: MBLK mg/LUnits225500Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/10/20240.100 0.0350< 0.100 00 -100 100

Magnesium 07/10/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 07/10/20240.100 0.0400< 0.100 00 -100 100

Sodium 07/10/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-225500

SampType: LCS mg/LUnits225500Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/10/20240.100 2.5002.33 93.30 85 115

Calcium 07/10/20240.100 2.5002.39 95.50 85 115

Magnesium S 07/10/20240.0500 2.5002.08 83.40 85 115

Magnesium 07/10/20240.0500 2.5002.13 85.30 85 115

Potassium 07/10/20240.100 2.5002.52 100.80 85 115

Potassium 07/10/20240.100 2.5002.57 102.90 85 115

Sodium 07/10/20240.0500 2.5002.36 94.20 85 115

Sodium 07/10/20240.0500 2.5002.41 96.30 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: 24061026-045CMS

SampType: MS mg/LUnits225500Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 07/10/20240.100 2.500190 -99.6192.9 75 125

Magnesium S 07/10/20240.050 2.500137 -55.8138.7 75 125

Potassium 07/10/20240.100 2.5004.36 101.11.829 75 125

Sodium S 07/10/20240.050 2.50093.4 20.492.90 75 125

SampID: 24061026-045CMSD

SampType: MSD mg/LUnits225500Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 07/10/20240.100 2.500191 -70.8 0.38192.9 190.4

Magnesium S 07/10/20240.050 2.500138 -46.2 0.18138.7 137.3

Potassium 07/10/20240.100 2.5004.40 102.7 0.901.829 4.358

Sodium S 07/10/20240.050 2.50093.6 29.6 0.2592.90 93.41

SampID: 24061026-061DMS

SampType: MS mg/LUnits225500Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 07/10/20240.100 2.500118 -72.4120.2 75 125

Magnesium S 07/10/20240.050 2.50047.1 19.346.64 75 125

Potassium 07/10/20240.100 2.5005.11 96.82.689 75 125

Sodium S 07/10/20240.050 2.50092.4 -45.293.52 75 125

SampID: 24061026-061DMSD

SampType: MSD mg/LUnits225500Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 07/10/20240.100 2.500119 -62.8 0.20120.2 118.4

Magnesium S 07/10/20240.050 2.50047.1 19.0 0.0146.64 47.12

Potassium 07/10/20240.100 2.5005.10 96.5 0.142.689 5.109

Sodium S 07/10/20240.050 2.50093.0 -22.8 0.6093.52 92.39
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: MBLK-225569

SampType: MBLK mg/LUnits225569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/11/20240.0500 0.0068< 0.0500 00 -100 100

Arsenic 07/11/20240.0250 0.0087< 0.0250 00 -100 100

Boron 07/11/20240.0200 0.0090< 0.0200 00 -100 100

Cadmium 07/11/20240.0020 0.0005< 0.0020 00 -100 100

Calcium 07/11/20240.100 0.0350< 0.100 00 -100 100

Calcium 07/11/20240.100 0.0350< 0.100 00 -100 100

Chromium 07/11/20240.0050 0.0028< 0.0050 00 -100 100

Lead 07/11/20240.0150 0.0014< 0.0150 00 -100 100

Magnesium 07/11/20240.0500 0.0055< 0.0500 00 -100 100

Magnesium 07/11/20240.050 0.0055< 0.050 00 -100 100

Potassium 07/11/20240.100 0.0400< 0.100 00 -100 100

Potassium 07/11/20240.100 0.0400< 0.100 00 -100 100

Selenium 07/11/20240.0400 0.0170< 0.0400 00 -100 100

Sodium 07/11/20240.0500 0.0180< 0.0500 00 -100 100

Sodium 07/11/20240.050 0.0180< 0.050 00 -100 100

SampID: LCS-225569

SampType: LCS mg/LUnits225569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/11/20240.0500 0.50000.459 91.80 85 115

Arsenic 07/11/20240.0250 0.50000.471 94.10 85 115

Boron 07/11/20240.0200 0.50000.468 93.70 85 115

Cadmium 07/11/20240.0020 0.05000.0460 92.00 85 115

Calcium 07/11/20240.100 2.5002.30 91.80 85 115

Calcium 07/11/20240.100 2.5002.30 91.80 85 115

Chromium 07/11/20240.0050 0.20000.184 91.80 85 115

Lead 07/11/20240.0150 0.50000.455 91.00 85 115

Magnesium 07/11/20240.0500 2.5002.14 85.70 85 115

Magnesium 07/11/20240.050 2.5002.14 85.70 85 115

Potassium 07/11/20240.100 2.5002.49 99.60 85 115

Potassium 07/11/20240.100 2.5002.49 99.60 85 115

Selenium 07/11/20240.0400 0.50000.450 89.90 85 115

Sodium 07/11/20240.0500 2.5002.40 96.10 85 115

Sodium 07/11/20240.050 2.5002.40 96.10 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: 24061026-043CMS

SampType: MS mg/LUnits225569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 07/11/20240.100 2.500514 -243.2520.0 75 125

Magnesium S 07/11/20240.050 2.500172 -75.0174.3 75 125

Potassium 07/11/20240.100 2.5003.70 104.11.095 75 125

Sodium S 07/11/20240.050 2.500118 59.6116.7 75 125

SampID: 24061026-043CMSD

SampType: MSD mg/LUnits225569Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 07/11/20240.100 2.500516 -145.6 0.47520.0 513.9

Magnesium S 07/11/20240.050 2.500173 -36.3 0.56174.3 172.4

Potassium 07/11/20240.100 2.5003.72 105.0 0.641.095 3.697

Sodium S 07/11/20240.050 2.500118 61.6 0.04116.7 118.2

SampID: 24061026-059DMS

SampType: MS mg/LUnits225569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/11/20240.100 2.500108 83.6106.1 75 125

Magnesium 07/11/20240.050 2.50043.0 89.740.73 75 125

Potassium 07/11/20240.100 2.5005.26 97.72.815 75 125

Sodium S 07/11/20240.050 2.50097.0 70.495.28 75 125

SampID: 24061026-059DMSD

SampType: MSD mg/LUnits225569Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium 07/11/20240.100 2.500108 91.6 0.18106.1 108.2

Magnesium 07/11/20240.050 2.50043.0 92.3 0.1540.73 42.98

Potassium 07/11/20240.100 2.5005.46 105.6 3.712.815 5.257

Sodium S 07/11/20240.050 2.50098.5 128.8 1.4995.28 97.04
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: MBLK-225657

SampType: MBLK mg/LUnits225657Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/15/20240.100 0.0350< 0.100 00 -100 100

Iron 07/15/20240.0400 0.0200< 0.0400 00 -100 100

Magnesium 07/15/20240.0500 0.0055< 0.0500 00 -100 100

Manganese 07/15/20240.0070 0.0025< 0.0070 00 -100 100

Potassium 07/15/20240.100 0.0400< 0.100 00 -100 100

Sodium 07/15/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-225657

SampType: LCS mg/LUnits225657Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/15/20240.100 2.5002.28 91.10 85 115

Iron 07/15/20240.0400 2.0001.82 91.20 85 115

Magnesium 07/15/20240.0500 2.5002.16 86.30 85 115

Manganese 07/15/20240.0070 0.50000.464 92.90 85 115

Potassium 07/15/20240.100 2.5002.43 97.10 85 115

Sodium 07/15/20240.0500 2.5002.31 92.30 85 115

SampID: 24070879-001CMS

SampType: MS mg/LUnits225657Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 07/15/20240.100 2.50062.8 56.861.34 75 125

Magnesium S 07/15/20240.050 2.50017.9 72.216.08 75 125

Potassium 07/15/20240.100 2.5004.29 94.71.925 75 125

Sodium S 07/15/20240.050 2.50022.2 54.420.87 75 125

SampID: 24070879-001CMSD

SampType: MSD mg/LUnits225657Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 07/15/20240.100 2.50062.9 60.8 0.1661.34 62.76

Magnesium 07/15/20240.050 2.50018.0 76.1 0.5316.08 17.88

Potassium 07/15/20240.100 2.5004.31 95.4 0.441.925 4.291

Sodium S 07/15/20240.050 2.50022.3 56.4 0.2220.87 22.23

Page 100 of 137

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: 24070981-002CMS

SampType: MS mg/LUnits225657Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Iron 07/15/20240.0400 2.0001.92 95.80 75 125

Manganese 07/15/20240.0070 0.50000.555 98.20.06410 75 125

SampID: 24070981-002CMSD

SampType: MSD mg/LUnits225657Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Iron 07/15/20240.0400 2.0001.93 96.4 0.670 1.915

Manganese 07/15/20240.0070 0.50000.559 99.0 0.650.06410 0.5553

SampID: 24070982-002CMS

SampType: MS mg/LUnits225657Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Iron 07/15/20240.0400 2.0001.83 91.30 75 125

Manganese 07/15/20240.0070 0.50000.600 93.50.1322 75 125

SampID: 24070982-002CMSD

SampType: MSD mg/LUnits225657Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Iron 07/15/20240.0400 2.0001.89 94.3 3.220 1.826

Manganese 07/15/20240.0070 0.50000.615 96.5 2.540.1322 0.5995
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: MBLK-224960

SampType: MBLK mg/LUnits224960Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cadmium 07/09/20240.0020 0.0005< 0.0020 00 -100 100

Calcium 07/09/20240.100 0.0350< 0.100 00 -100 100

Chromium 07/09/20240.0050 0.0028< 0.0050 00 -100 100

Cobalt 07/09/20240.0050 0.0020< 0.0050 00 -100 100

Lead 07/09/20240.0150 0.0014< 0.0150 00 -100 100

Magnesium 07/09/20240.0500 0.0055< 0.0500 00 -100 100

Molybdenum 07/09/20240.0100 0.0037< 0.0100 00 -100 100

Potassium 07/09/20240.100 0.0400< 0.100 00 -100 100

Selenium 07/09/20240.0400 0.0170< 0.0400 00 -100 100

Silver 07/09/20240.0070 0.0027< 0.0070 00 -100 100

Sodium 07/09/20240.0500 0.0180< 0.0500 00 -100 100

Thallium 07/09/20240.0500 0.0111< 0.0500 00 -100 100

SampID: LCS-224960

SampType: LCS mg/LUnits224960Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cadmium 07/09/20240.0020 0.05000.0485 97.00 85 115

Calcium 07/09/20240.100 2.5002.66 106.50 85 115

Chromium 07/09/20240.0050 0.20000.210 104.80 85 115

Cobalt 07/09/20240.0050 0.50000.527 105.40 85 115

Lead 07/09/20240.0150 0.50000.514 102.80 85 115

Magnesium 07/09/20240.0500 2.5002.44 97.50 85 115

Molybdenum 07/09/20240.0100 0.50000.508 101.60 85 115

Potassium 07/09/20240.100 2.5002.76 110.50 85 115

Selenium 07/09/20240.0400 0.50000.505 101.00 85 115

Silver 07/09/20240.0070 0.05000.0528 105.60 85 115

Sodium 07/09/20240.0500 2.5002.73 109.10 85 115

Thallium 07/09/20240.0500 0.25000.254 101.60 85 115

SampID: 24070559-003BMS

SampType: MS mg/LUnits224960Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Lead 07/09/20240.0150 1.0001.00 100.10 75 125
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: 24070559-003BMSD

SampType: MSD mg/LUnits224960Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Lead 07/09/20240.0150 1.0000.988 98.8 1.300 1.001

SampID: MBLK-225284

SampType: MBLK mg/LUnits225284Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/08/20240.100 0.0350< 0.100 00 -100 100

Magnesium 07/08/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 07/08/20240.100 0.0400< 0.100 00 -100 100

Sodium 07/08/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-225284

SampType: LCS mg/LUnits225284Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/08/20240.100 2.5002.59 103.70 85 115

Magnesium 07/08/20240.0500 2.5002.36 94.40 85 115

Potassium 07/08/20240.100 2.5002.66 106.30 85 115

Sodium 07/08/20240.0500 2.5002.54 101.60 85 115

SampID: 24061026-058CMS

SampType: MS mg/LUnits225284Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/08/20240.100 2.500144 79.2142.1 75 125

Magnesium 07/08/20240.050 2.50059.3 76.657.39 75 125

Potassium 07/08/20240.100 2.5007.04 100.84.516 75 125

Sodium 07/08/20240.050 2.500126 88.0124.2 75 125

SampID: 24061026-058CMSD

SampType: MSD mg/LUnits225284Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 07/08/20240.100 2.500141 -35.6 2.01142.1 144.1

Magnesium S 07/08/20240.050 2.50058.1 29.7 2.0057.39 59.31

Potassium 07/08/20240.100 2.5006.81 91.9 3.224.516 7.037

Sodium S 07/08/20240.050 2.500122 -109.2 3.98124.2 126.4
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: MBLK-225498

SampType: MBLK mg/LUnits225498Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/11/20240.100 0.0350< 0.100 00 -100 100

Magnesium 07/11/20240.0500 0.0055< 0.0500 00 -100 100

Molybdenum 07/11/20240.0100 0.0037< 0.0100 00 -100 100

Potassium 07/11/20240.100 0.0400< 0.100 00 -100 100

Selenium 07/11/20240.0400 0.0170< 0.0400 00 -100 100

Silver 07/11/20240.0070 0.0027< 0.0070 00 -100 100

Sodium 07/11/20240.0500 0.0180< 0.0500 00 -100 100

Thallium 07/11/20240.0500 0.0111< 0.0500 00 -100 100

SampID: LCS-225498

SampType: LCS mg/LUnits225498Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/11/20240.100 2.5002.56 102.40 85 115

Magnesium 07/11/20240.0500 2.5002.41 96.60 85 115

Molybdenum 07/11/20240.0100 0.50000.502 100.30 85 115

Potassium 07/11/20240.100 2.5002.64 105.60 85 115

Selenium 07/11/20240.0400 0.50000.515 103.10 85 115

Silver 07/11/20240.0070 0.05000.0527 105.40 85 115

Sodium 07/11/20240.0500 2.5002.64 105.70 85 115

Thallium 07/11/20240.0500 0.25000.250 99.90 85 115

SampID: 24061026-017BMS

SampType: MS mg/LUnits225498Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/11/20240.100 2.500137 89.2134.9 75 125

Magnesium 07/11/20240.050 2.50068.2 93.665.90 75 125

Potassium 07/11/20240.100 2.5004.38 107.51.696 75 125

Sodium S 07/11/20240.050 2.500135 162.4131.4 75 125

SampID: 24061026-017BMSD

SampType: MSD mg/LUnits225498Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium 07/11/20240.100 2.500137 94.8 0.10134.9 137.1

Magnesium 07/11/20240.050 2.50068.4 100.2 0.2465.90 68.23

Potassium 07/11/20240.100 2.5004.40 108.0 0.301.696 4.384

Sodium S 07/11/20240.050 2.500135 158.8 0.07131.4 135.4
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: 24061026-060CMS

SampType: MS mg/LUnits225498Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 07/11/20240.100 2.500120 233.6114.5 75 125

Magnesium S 07/11/20240.050 2.50047.3 144.643.73 75 125

Potassium 07/11/20240.100 2.5005.86 109.83.113 75 125

Sodium S 07/11/20240.050 2.50092.7 208.487.51 75 125

SampID: 24061026-060CMSD

SampType: MSD mg/LUnits225498Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 07/11/20240.100 2.500120 204.0 0.62114.5 120.4

Magnesium S 07/11/20240.050 2.50046.9 127.1 0.9343.73 47.34

Potassium 07/11/20240.100 2.5005.87 110.2 0.183.113 5.858

Sodium S 07/11/20240.050 2.50092.1 183.2 0.6887.51 92.72

SampID: MBLK-225566

SampType: MBLK mg/LUnits225566Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/12/20240.100 0.0350< 0.100 00 -100 100

Magnesium 07/12/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 07/12/20240.100 0.0400< 0.100 00 -100 100

Sodium 07/12/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-225566

SampType: LCS mg/LUnits225566Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/12/20240.100 2.5002.42 96.70 85 115

Magnesium 07/12/20240.0500 2.5002.41 96.40 85 115

Potassium 07/12/20240.100 2.5002.65 106.10 85 115

Sodium 07/12/20240.0500 2.5002.59 103.60 85 115

SampID: 24061026-022BMS

SampType: MS mg/LUnits225566Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 07/12/20240.100 2.500122 241.6115.7 75 125

Magnesium S 07/12/20240.050 2.50055.2 150.751.42 75 125

Potassium 07/12/20240.100 2.5006.05 115.83.159 75 125

Sodium S 07/12/20240.050 2.500160 280.8153.5 75 125
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: 24061026-022BMSD

SampType: MSD mg/LUnits225566Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 07/12/20240.100 2.500121 196.0 0.94115.7 121.8

Magnesium S 07/12/20240.050 2.50054.6 126.9 1.0951.42 55.19

Potassium 07/12/20240.100 2.5006.01 113.9 0.793.159 6.054

Sodium S 07/12/20240.050 2.500160 261.6 0.30153.5 160.5

SampID: MBLK-225659

SampType: MBLK mg/LUnits225659Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/16/20240.100 0.0350< 0.100 00 -100 100

Lead 07/16/20240.0150 0.0040< 0.0150 00 -100 100

Magnesium 07/16/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 07/16/20240.100 0.0400< 0.100 00 -100 100

Sodium 07/16/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-225659

SampType: LCS mg/LUnits225659Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 07/16/20240.100 2.5002.55 102.00 85 115

Lead 07/16/20240.0150 0.50000.535 106.90 85 115

Magnesium 07/16/20240.0500 2.5002.48 99.10 85 115

Potassium 07/16/20240.100 2.5002.71 108.40 85 115

Sodium 07/16/20240.0500 2.5002.57 102.60 85 115

SampID: 24070962-001BMS

SampType: MS mg/LUnits225659Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Arsenic 07/16/20240.0250 0.50000.529 105.80 75 125

Lead 07/16/20240.0150 0.50000.515 103.10 75 125

SampID: 24070962-001BMSD

SampType: MSD mg/LUnits225659Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Arsenic 07/16/20240.0250 0.50000.530 106.0 0.190 0.5288

Lead 07/16/20240.0150 0.50000.507 101.4 1.620 0.5154
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: MBLK-226569

SampType: MBLK mg/LUnits226569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 08/05/20240.100 0.0350< 0.100 00 -100 100

Magnesium 08/05/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 08/05/20240.100 0.0400< 0.100 00 -100 100

Sodium 08/05/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-226569

SampType: LCS mg/LUnits226569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 08/05/20240.100 2.5002.76 110.50 85 115

Magnesium 08/05/20240.0500 2.5002.60 104.10 85 115

Potassium 08/05/20240.100 2.5002.76 110.30 85 115

Sodium 08/05/20240.0500 2.5002.75 110.20 85 115

SampID: 24071451-035CMS

SampType: MS mg/LUnits226569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 08/05/20240.100 2.50061.9 234.856.00 75 125

Magnesium S 08/05/20240.050 2.50031.2 169.226.92 75 125

Potassium 08/05/20240.100 2.5003.38 114.10.5302 75 125

Sodium S 08/05/20240.050 2.50068.5 209.263.24 75 125

SampID: 24071451-035CMSD

SampType: MSD mg/LUnits226569Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 08/05/20240.100 2.50060.3 172.4 2.5556.00 61.87

Magnesium S 08/05/20240.050 2.50030.2 132.2 3.0226.92 31.15

Potassium 08/05/20240.100 2.5003.29 110.4 2.790.5302 3.384

Sodium S 08/05/20240.050 2.50066.6 136.0 2.7163.24 68.47
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: MBLK-226925

SampType: MBLK mg/LUnits226925Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 08/13/20240.100 0.0350< 0.100 00 -100 100

Calcium 08/12/20240.100 0.0350< 0.100 00 -100 100

Magnesium 08/13/20240.0500 0.0055< 0.0500 00 -100 100

Magnesium 08/12/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 08/13/20240.100 0.0400< 0.100 00 -100 100

Potassium 08/12/20240.100 0.0400< 0.100 00 -100 100

Sodium 08/13/20240.0500 0.0180< 0.0500 00 -100 100

Sodium 08/12/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-226925

SampType: LCS mg/LUnits226925Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 08/13/20240.100 2.5002.66 106.30 85 115

Calcium 08/12/20240.100 2.5002.65 106.00 85 115

Magnesium 08/13/20240.0500 2.5002.38 95.20 85 115

Magnesium 08/12/20240.0500 2.5002.38 95.20 85 115

Potassium 08/12/20240.100 2.5002.68 107.10 85 115

Potassium 08/13/20240.100 2.5002.73 109.30 85 115

Sodium 08/13/20240.0500 2.5002.70 108.00 85 115

Sodium 08/12/20240.0500 2.5002.64 105.80 85 115

SampID: MBLK-226933

SampType: MBLK mg/LUnits226933Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 08/14/20240.100 0.0350< 0.100 00 -100 100

Calcium 08/12/20240.100 0.0350< 0.100 00 -100 100

Calcium 08/13/20240.100 0.0350< 0.100 00 -100 100

Magnesium 08/14/20240.0500 0.0055< 0.0500 00 -100 100

Magnesium 08/13/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 08/14/20240.100 0.0400< 0.100 00 -100 100

Potassium 08/13/20240.100 0.0400< 0.100 00 -100 100

Potassium 08/12/20240.100 0.0400< 0.100 00 -100 100

Sodium 08/13/20240.0500 0.0180< 0.0500 00 -100 100

Sodium 08/14/20240.0500 0.0180< 0.0500 00 -100 100

Sodium 08/12/20240.0500 0.0180< 0.0500 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: LCS-226933

SampType: LCS mg/LUnits226933Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 08/14/20240.100 2.5002.48 99.20 85 115

Calcium 08/13/20240.100 2.5002.55 101.80 85 115

Calcium 08/12/20240.100 2.5002.57 102.60 85 115

Magnesium 08/13/20240.0500 2.5002.31 92.40 85 115

Magnesium 08/14/20240.0500 2.5002.30 91.90 85 115

Potassium 08/12/20240.100 2.5002.66 106.30 85 115

Potassium 08/13/20240.100 2.5002.64 105.70 85 115

Potassium 08/14/20240.100 2.5002.66 106.40 85 115

Sodium 08/14/20240.0500 2.5002.53 101.20 85 115

Sodium 08/13/20240.0500 2.5002.61 104.30 85 115

Sodium 08/12/20240.0500 2.5002.60 104.00 85 115

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: MBLK-225285

SampType: MBLK µg/LUnits225285Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/05/20241.0 0.4500< 1.0 00 -100 100

Arsenic 07/05/20241.0 0.3750< 1.0 00 -100 100

Boron 07/05/202425.0 9.250< 25.0 00 -100 100

Cadmium 07/05/20241.0 0.1340< 1.0 00 -100 100*

Chromium 07/05/20241.5 0.7000< 1.5 00 -100 100

Iron 07/05/202425.0 11.50< 25.0 00 -100 100

Lead 07/05/20241.0 0.6000< 1.0 00 -100 100

Selenium 07/05/20241.0 0.6000< 1.0 00 -100 100

Vanadium 07/05/20245.0 5.000< 5.0 00 -100 100

Zinc 07/05/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: LCS-225285

SampType: LCS µg/LUnits225285Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/05/20241.0 500.0415 83.10 80 120

Arsenic 07/05/20241.0 500.0443 88.50 80 120

Boron 07/05/202425.0 500.0451 90.20 80 120

Cadmium 07/05/20241.0 50.0050.3 100.60 80 120*

Chromium 07/05/20241.5 200.0183 91.70 80 120

Iron 07/05/202425.0 20001690 84.30 80 120

Lead 07/05/20241.0 500.0456 91.30 80 120

Selenium 07/05/20241.0 500.0431 86.10 80 120

Vanadium 07/05/20245.0 500.0443 88.50 80 120

Zinc 07/05/202415.0 500.0442 88.40 80 120

SampID: 24061026-010CMS

SampType: MS µg/LUnits225285Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Arsenic 07/06/20241.0 500.0450 87.412.48 75 125

Iron S 07/08/202425.0 20003370 55.22267 75 125

SampID: 24061026-010CMSD

SampType: MSD µg/LUnits225285Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Arsenic 07/06/20241.0 500.0446 86.7 0.8712.48 449.7

Iron S 07/08/202425.0 20003600 66.4 6.422267 3372
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: MBLK-225411

SampType: MBLK µg/LUnits225411Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony S 07/09/20241.0 0.45001.2 277.80 -100 100

Arsenic 07/09/20241.0 0.3750< 1.0 00 -100 100

Boron 07/09/202425.0 9.250< 25.0 00 -100 100

Cadmium 07/09/20241.0 0.1340< 1.0 00 -100 100*

Chromium 07/09/20241.5 0.7000< 1.5 00 -100 100

Iron 07/09/202425.0 11.50< 25.0 00 -100 100

Lead 07/09/20241.0 0.6000< 1.0 00 -100 100

Manganese 07/09/20242.0 0.7500< 2.0 00 -100 100

Selenium 07/09/20241.0 0.6000< 1.0 00 -100 100

Vanadium 07/09/20245.0 5.000< 5.0 00 -100 100

Zinc 07/09/202415.0 5.900< 15.0 00 -100 100

SampID: LCS-225411

SampType: LCS µg/LUnits225411Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony B 07/09/20241.0 500.0438 87.50 80 120

Arsenic 07/09/20241.0 500.0470 93.90 80 120

Boron 07/09/202425.0 500.0437 87.30 80 120

Cadmium 07/09/20241.0 50.0046.4 92.70 80 120*

Chromium 07/09/20241.5 200.0190 95.20 80 120

Iron 07/09/202425.0 20001930 96.40 80 120

Lead 07/09/20241.0 500.0436 87.20 80 120

Manganese 07/09/20242.0 500.0469 93.90 80 120

Selenium 07/09/20241.0 500.0448 89.60 80 120

Vanadium 07/09/20245.0 500.0468 93.60 80 120

Zinc 07/09/202415.0 500.0452 90.40 80 120

SampID: 24061026-005DMS

SampType: MS µg/LUnits225411Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Iron 07/09/202425.0 20001860 92.612.03 75 125

Manganese 07/09/20242.0 500.0488 93.023.18 75 125

Zinc 07/09/202415.0 500.0458 90.07.857 75 125

Page 111 of 137

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24061026-005DMSD

SampType: MSD µg/LUnits225411Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Iron 07/09/202425.0 20001890 93.8 1.2612.03 1865

Manganese 07/09/20242.0 500.0472 89.7 3.4723.18 488.3

Zinc 07/09/202415.0 500.0453 89.0 1.117.857 458.0

SampID: MBLK-225500

SampType: MBLK µg/LUnits225500Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/10/20241.0 0.4500< 1.0 00 -100 100

Arsenic 07/10/20241.0 0.3750< 1.0 00 -100 100

Boron 07/10/202425.0 9.250< 25.0 00 -100 100

Cadmium 07/10/20241.0 0.1340< 1.0 00 -100 100*

Chromium 07/10/20241.5 0.7000< 1.5 00 -100 100

Iron 07/10/202425.0 11.50< 25.0 00 -100 100

Lead 07/10/20241.0 0.6000< 1.0 00 -100 100

Manganese 07/10/20242.0 0.7500< 2.0 00 -100 100

Selenium 07/10/20241.0 0.6000< 1.0 00 -100 100

Vanadium 07/10/20245.0 5.000< 5.0 00 -100 100

Zinc 07/10/202415.0 5.900< 15.0 00 -100 100

SampID: LCS-225500

SampType: LCS µg/LUnits225500Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/10/20241.0 500.0445 88.90 80 120

Arsenic 07/10/20241.0 500.0462 92.40 80 120

Boron 07/10/202425.0 500.0424 84.70 80 120

Cadmium 07/10/20241.0 50.0045.2 90.30 80 120*

Chromium 07/10/20241.5 200.0190 94.80 80 120

Iron 07/10/202425.0 20002080 104.20 80 120

Lead 07/10/20241.0 500.0450 89.90 80 120

Manganese 07/10/20242.0 500.0471 94.20 80 120

Selenium 07/10/20241.0 500.0463 92.60 80 120

Vanadium 07/10/20245.0 500.0462 92.50 80 120

Zinc 07/10/202415.0 500.0450 89.90 80 120
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24061026-045CMS

SampType: MS µg/LUnits225500Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Arsenic 07/10/20241.0 500.0506 101.20 75 125

Boron 07/10/202425.0 500.0553 104.729.64 75 125

Cadmium 07/10/20241.0 50.0048.4 96.90 75 125*

Chromium 07/10/20241.5 200.0197 98.30.8586 75 125

Iron 07/10/202425.0 20002150 100.3146.6 75 125

Lead 07/10/20241.0 500.0475 95.10 75 125

Manganese 07/10/20242.0 500.0636 100.1136.1 75 125

Selenium 07/10/20241.0 500.0488 97.70 75 125

Zinc 07/10/202415.0 500.0464 92.90 75 125

SampID: 24061026-045CMSD

SampType: MSD µg/LUnits225500Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Arsenic 07/10/20241.0 500.0463 92.5 8.980 506.2

Boron 07/10/202425.0 500.0506 95.4 8.7929.64 553.0

Cadmium 07/10/20241.0 50.0044.2 88.3 9.230 48.44*

Chromium 07/10/20241.5 200.0181 90.0 8.770.8586 197.5

Iron 07/10/202425.0 20001980 91.7 8.29146.6 2153

Lead 07/10/20241.0 500.0455 90.9 4.490 475.4

Manganese 07/10/20242.0 500.0577 88.2 9.74136.1 636.4

Selenium 07/10/20241.0 500.0450 90.0 8.170 488.4

Zinc 07/10/202415.0 500.0434 86.8 6.750 464.4

SampID: 24061026-061DMS

SampType: MS µg/LUnits225500Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/10/20241.0 500.0467 93.40 75 125

Arsenic 07/10/20241.0 500.0495 97.85.936 75 125

Boron 07/10/202425.0 500.0607 102.694.35 75 125

Cadmium 07/10/20241.0 50.0048.4 96.90 75 125*

Chromium 07/10/20241.5 200.0193 95.90.7735 75 125

Lead 07/10/20241.0 500.0476 95.30 75 125

Selenium 07/10/20241.0 500.0459 91.80 75 125

Vanadium 07/10/20245.0 500.0487 97.30 75 125

Zinc 07/10/202415.0 500.0472 94.30 75 125
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24061026-061DMSD

SampType: MSD µg/LUnits225500Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 07/10/20241.0 500.0506 101.1 7.900 467.1

Arsenic 07/10/20241.0 500.0503 99.4 1.625.936 494.9

Boron 07/10/202425.0 500.0638 108.7 4.9594.35 607.1

Cadmium 07/10/20241.0 50.0049.6 99.2 2.380 48.44*

Chromium 07/10/20241.5 200.0199 98.9 3.140.7735 192.5

Lead 07/10/20241.0 500.0499 99.7 4.580 476.3

Selenium 07/10/20241.0 500.0466 93.2 1.570 458.8

Vanadium 07/10/20245.0 500.0498 99.5 2.200 486.7

Zinc 07/10/202415.0 500.0473 94.6 0.340 471.6

SampID: MBLK-225569

SampType: MBLK µg/LUnits225569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/11/20241.0 0.4500< 1.0 00 -100 100

Arsenic 07/11/20241.0 0.3750< 1.0 00 -100 100

Boron 07/15/202425.0 9.250< 25.0 00 -100 100

Cadmium 07/11/20241.0 0.1340< 1.0 00 -100 100*

Chromium 07/11/20241.5 0.7000< 1.5 00 -100 100

Iron 07/11/202425.0 11.50< 25.0 00 -100 100

Lead 07/11/20241.0 0.6000< 1.0 00 -100 100

Manganese 07/11/20242.0 0.7500< 2.0 00 -100 100

Selenium 07/11/20241.0 0.6000< 1.0 00 -100 100

Vanadium 07/11/20245.0 5.000< 5.0 00 -100 100

Zinc 07/11/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: LCS-225569

SampType: LCS µg/LUnits225569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/11/20241.0 500.0424 84.80 80 120

Arsenic 07/11/20241.0 500.0432 86.30 80 120

Boron 07/15/202425.0 500.0449 89.80 80 120

Cadmium 07/11/20241.0 50.0043.4 86.90 80 120*

Chromium 07/11/20241.5 200.0179 89.50 80 120

Iron 07/11/202425.0 20001750 87.40 80 120

Lead 07/11/20241.0 500.0437 87.50 80 120

Manganese 07/11/20242.0 500.0441 88.20 80 120

Selenium 07/11/20241.0 500.0430 86.10 80 120

Vanadium 07/11/20245.0 500.0437 87.40 80 120

Zinc 07/11/202415.0 500.0440 88.00 80 120

SampID: 24061026-043CMS

SampType: MS µg/LUnits225569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Arsenic 07/12/20241.0 500.0434 86.80 75 125

Boron 07/15/202450.0 500.0451 90.10 75 125

Cadmium 07/12/20241.0 50.0040.2 80.40 75 125*

Chromium 07/16/20243.0 200.0172 85.21.888 75 125

Iron 07/16/202450.0 20001830 91.40 75 125

Lead 07/12/20241.0 500.0437 87.50 75 125

Manganese 07/15/20244.0 500.0532 88.589.66 75 125

Selenium 07/12/20241.0 500.0433 86.50 75 125

Zinc 07/15/202430.0 500.0441 88.20 75 125
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24061026-043CMSD

SampType: MSD µg/LUnits225569Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Arsenic 07/12/20241.0 500.0457 91.4 5.150 434.0

Boron 07/15/202450.0 500.0453 90.6 0.460 450.7

Cadmium 07/12/20241.0 50.0042.6 85.2 5.750 40.20*

Chromium 07/16/20243.0 200.0182 89.8 5.241.888 172.3

Iron 07/16/202450.0 20001900 95.1 3.930 1828

Lead 07/12/20241.0 500.0453 90.5 3.420 437.3

Manganese 07/15/20244.0 500.0529 88.0 0.4989.66 532.1

Selenium 07/12/20241.0 500.0458 91.7 5.780 432.7

Zinc 07/15/202430.0 500.0444 88.8 0.750 440.8

SampID: 24061026-059DMS

SampType: MS µg/LUnits225569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/12/20241.0 500.0453 90.50 75 125

Arsenic 07/12/20241.0 500.0453 88.69.716 75 125

Boron 07/15/202425.0 500.0511 83.891.60 75 125

Cadmium 07/12/20241.0 50.0042.7 85.30 75 125*

Chromium 07/12/20241.5 200.0178 88.51.124 75 125

Lead 07/12/20241.0 500.0445 89.00 75 125

Selenium 07/12/20241.0 500.0448 89.60 75 125

Vanadium 07/12/20245.0 500.0427 85.50 75 125

Zinc 07/12/202415.0 500.0417 83.50 75 125

SampID: 24061026-059DMSD

SampType: MSD µg/LUnits225569Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 07/12/20241.0 500.0436 87.2 3.760 452.6

Arsenic 07/12/20241.0 500.0455 89.0 0.469.716 452.6

Boron 07/15/202425.0 500.0539 89.4 5.3991.60 510.5

Cadmium 07/12/20241.0 50.0041.5 83.0 2.780 42.66*

Chromium 07/12/20241.5 200.0173 86.2 2.671.124 178.1

Lead 07/12/20241.0 500.0432 86.4 2.950 445.1

Selenium 07/12/20241.0 500.0454 90.7 1.240 448.1

Vanadium 07/12/20245.0 500.0425 85.1 0.460 427.3

Zinc 07/12/202415.0 500.0424 84.9 1.640 417.5
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: MBLK-225657

SampType: MBLK µg/LUnits225657Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/15/20241.0 0.4500< 1.0 00 -100 100

Arsenic 07/15/20241.0 0.3750< 1.0 00 -100 100

Boron 07/15/202425.0 9.250< 25.0 00 -100 100

Cadmium 07/15/20241.0 0.1340< 1.0 00 -100 100*

Chromium 07/15/20241.5 0.7000< 1.5 00 -100 100

Iron 07/15/202425.0 11.50< 25.0 00 -100 100

Lead 07/15/20241.0 0.6000< 1.0 00 -100 100

Manganese 07/15/20242.0 0.7500< 2.0 00 -100 100

Selenium 07/15/20241.0 0.6000< 1.0 00 -100 100

Vanadium 07/15/20245.0 5.000< 5.0 00 -100 100

Zinc 07/15/202415.0 5.900< 15.0 00 -100 100

SampID: LCS-225657

SampType: LCS µg/LUnits225657Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/15/20241.0 500.0444 88.80 80 120

Arsenic 07/15/20241.0 500.0449 89.90 80 120

Boron 07/15/202425.0 500.0427 85.40 80 120

Cadmium 07/15/20241.0 50.0044.1 88.30 80 120*

Chromium 07/15/20241.5 200.0175 87.40 80 120

Iron 07/16/202425.0 20001880 93.90 80 120

Lead 07/15/20241.0 500.0439 87.80 80 120

Manganese 07/15/20242.0 500.0467 93.30 80 120

Selenium 07/15/20241.0 500.0461 92.20 80 120

Vanadium 07/15/20245.0 500.0430 86.00 80 120

Zinc 07/15/202415.0 500.0446 89.20 80 120

SampID: 24070879-001CMS

SampType: MS µg/LUnits225657Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/15/20241.0 500.0482 96.30 75 125

Arsenic 07/15/20241.0 500.0470 93.23.960 75 125

Lead 07/15/20241.0 500.0447 89.40 75 125

Selenium 07/15/20241.0 500.0463 92.50.8546 75 125
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24070879-001CMSD

SampType: MSD µg/LUnits225657Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 07/15/20241.0 500.0507 101.4 5.150 481.7

Arsenic 07/15/20241.0 500.0476 94.5 1.313.960 470.2

Lead 07/15/20241.0 500.0478 95.6 6.670 447.0

Selenium 07/15/20241.0 500.0470 93.9 1.420.8546 463.5

SampID: MBLK-225949

SampType: MBLK µg/LUnits225949Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Boron 07/22/202425.0 9.250< 25.0 00 -100 100

Iron 07/23/202425.0 11.50< 25.0 00 -100 100

Manganese 07/22/20242.0 0.7500< 2.0 00 -100 100

SampID: LCS-225949

SampType: LCS µg/LUnits225949Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Boron 07/22/202425.0 500.0414 82.90 80 120

Iron 07/23/202425.0 20001980 98.90 80 120

Manganese 07/22/20242.0 500.0422 84.50 80 120

SampID: 24061026-013CMS

SampType: MS µg/LUnits225949Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Iron 07/23/202425.0 20001900 95.20 75 125

Manganese 07/22/20242.0 500.0709 83.9289.6 75 125

SampID: 24061026-013CMSD

SampType: MSD µg/LUnits225949Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Iron 07/23/202425.0 20001940 96.8 1.600 1905

Manganese 07/22/20242.0 500.0715 85.1 0.79289.6 709.4
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: MBLK-226587

SampType: MBLK µg/LUnits226587Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony S 08/02/20241.0 0.45001.3 299.50 -100 100

Iron 08/02/202425.0 11.50< 25.0 00 -100 100

Manganese 08/02/20242.0 0.7500< 2.0 00 -100 100

Zinc 08/02/202415.0 5.900< 15.0 00 -100 100

SampID: LCS-226587

SampType: LCS µg/LUnits226587Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony B 08/02/20241.0 500.0464 92.70 80 120

Iron 08/02/202425.0 20002100 104.90 80 120

Manganese 08/02/20242.0 500.0500 100.00 80 120

Zinc 08/02/202415.0 500.0509 101.70 80 120

SampID: MBLK-226897

SampType: MBLK µg/LUnits226897Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Arsenic 08/09/20241.0 0.3750< 1.0 00 -100 100

Cadmium 08/09/20241.0 0.1340< 1.0 00 -100 100*

Iron 08/09/202425.0 11.50< 25.0 00 -100 100

Lead 08/09/20241.0 0.6000< 1.0 00 -100 100

Manganese 08/09/20242.0 0.7500< 2.0 00 -100 100

Zinc 08/09/202415.0 5.900< 15.0 00 -100 100

SampID: LCS-226897

SampType: LCS µg/LUnits226897Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Arsenic 08/09/20241.0 500.0488 97.60 80 120

Cadmium 08/09/20241.0 50.0046.3 92.60 80 120*

Iron 08/09/202425.0 20001970 98.50 80 120

Lead 08/09/20241.0 500.0441 88.20 80 120

Manganese 08/09/20242.0 500.0483 96.70 80 120

Zinc 08/09/202415.0 500.0468 93.50 80 120
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24080004-006DMS

SampType: MS µg/LUnits226897Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Arsenic 08/09/20241.0 500.0493 96.013.61 75 125

SampID: 24080004-006DMSD

SampType: MSD µg/LUnits226897Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Arsenic 08/09/20241.0 500.0500 97.4 1.4113.61 493.5

SampID: MBLK-227702

SampType: MBLK µg/LUnits227702Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 08/28/20241.0 0.4500< 1.0 00 -100 100

Lead 08/28/20241.0 0.6000< 1.0 00 -100 100

Manganese 08/28/20242.0 0.7500< 2.0 00 -100 100

SampID: LCS-227702

SampType: LCS µg/LUnits227702Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 08/28/20241.0 500.0439 87.80 80 120

Lead 08/28/20241.0 500.0470 94.10 80 120

Manganese 08/28/20242.0 500.0499 99.80 80 120

SampID: 24081635-001DMS

SampType: MS µg/LUnits227702Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 08/28/20241.0 500.0525 105.00 75 125

SampID: 24081635-001DMSD

SampType: MSD µg/LUnits227702Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 08/28/20241.0 500.0465 93.1 12.070 525.1

SampID: 24081635-010DMS

SampType: MS µg/LUnits227702Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Lead 08/28/20241.0 500.0452 90.30 75 125
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24081635-010DMSD

SampType: MSD µg/LUnits227702Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Lead 08/28/20241.0 500.0424 84.8 6.350 451.7

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: MBLK-224960

SampType: MBLK µg/LUnits224960Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/10/20241.0 0.4500< 1.0 00 -100 100

Arsenic 07/10/20241.0 0.3750< 1.0 00 -100 100

Barium 07/10/20241.0 0.7000< 1.0 00 -100 100

Beryllium 07/10/20241.0 0.2500< 1.0 00 -100 100

Boron 07/10/202425.0 9.250< 25.0 00 -100 100

Cadmium 07/10/20241.0 0.1340< 1.0 00 -100 100*

Chromium 07/10/20241.5 0.7000< 1.5 00 -100 100

Cobalt 07/10/20241.0 0.1150< 1.0 00 -100 100

Lead 07/10/20241.0 0.6000< 1.0 00 -100 100

Lithium 07/10/20243.0 1.450< 3.0 00 -100 100*

Molybdenum 07/10/20241.5 0.6000< 1.5 00 -100 100

Selenium 07/10/20241.0 0.6000< 1.0 00 -100 100

Thallium 07/10/20242.0 0.9500< 2.0 00 -100 100

SampID: LCS-224960

SampType: LCS µg/LUnits224960Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/10/20241.0 500.0568 113.70 80 120

Arsenic 07/10/20241.0 500.0540 108.00 80 120

Barium 07/10/20241.0 20002200 109.90 80 120

Beryllium 07/10/20241.0 50.0050.0 100.00 80 120

Boron 07/10/202425.0 500.0503 100.70 80 120

Cadmium 07/10/20241.0 50.0051.5 102.90 80 120*

Chromium 07/10/20241.5 200.0215 107.60 80 120

Cobalt 07/10/20241.0 500.0514 102.90 80 120

Lead 07/10/20241.0 500.0523 104.60 80 120

Lithium 07/10/20243.0 500.0512 102.40 80 120*

Molybdenum 07/10/20241.5 500.0486 97.20 80 120

Selenium 07/10/20241.0 500.0545 108.90 80 120

Thallium 07/10/20242.0 250.0238 95.20 80 120
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: MBLK-225284

SampType: MBLK µg/LUnits225284Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/09/20241.0 0.4500< 1.0 00 -100 100

Antimony S 07/05/20241.0 0.45001.7 371.30 -100 100

Arsenic 07/05/20241.0 0.3750< 1.0 00 -100 100

Barium 07/05/20241.0 0.7000< 1.0 00 -100 100

Beryllium 07/05/20241.0 0.2500< 1.0 00 -100 100

Boron 07/05/202425.0 9.250< 25.0 00 -100 100

Cadmium 07/05/20241.0 0.1340< 1.0 00 -100 100*

Chromium 07/05/20241.5 0.7000< 1.5 00 -100 100

Cobalt 07/05/20241.0 0.1150< 1.0 00 -100 100

Lead 07/05/20241.0 0.6000< 1.0 00 -100 100

Lithium 07/05/20243.0 1.450< 3.0 00 -100 100*

Molybdenum 07/08/20241.5 0.6000< 1.5 00 -100 100

Selenium 07/05/20241.0 0.6000< 1.0 00 -100 100

Thallium 07/05/20242.0 0.9500< 2.0 00 -100 100

SampID: LCS-225284

SampType: LCS µg/LUnits225284Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony B 07/05/20241.0 500.0531 106.20 80 120

Arsenic 07/05/20241.0 500.0488 97.60 80 120

Barium 07/05/20241.0 20001940 96.90 80 120

Beryllium 07/05/20241.0 50.0049.1 98.20 80 120

Boron 07/05/202425.0 500.0486 97.20 80 120

Cadmium 07/05/20241.0 50.0055.3 110.60 80 120*

Chromium 07/05/20241.5 200.0196 97.90 80 120

Cobalt 07/05/20241.0 500.0479 95.90 80 120

Lead 07/05/20241.0 500.0486 97.30 80 120

Lithium 07/05/20243.0 500.0495 99.00 80 120*

Molybdenum 07/08/20241.5 500.0411 82.10 80 120

Selenium 07/05/20241.0 500.0477 95.40 80 120

Thallium 07/05/20242.0 250.0227 90.90 80 120

SampID: 24061026-058CMS

SampType: MS µg/LUnits225284Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Boron 07/05/202425.0 500.0597 87.7158.6 75 125
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: 24061026-058CMSD

SampType: MSD µg/LUnits225284Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Boron 07/05/202425.0 500.0582 84.7 2.60158.6 597.2

SampID: MBLK-225498

SampType: MBLK µg/LUnits225498Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/11/20241.0 0.4500< 1.0 00 -100 100

Arsenic 07/11/20241.0 0.3750< 1.0 00 -100 100

Barium 07/11/20241.0 0.7000< 1.0 00 -100 100

Beryllium 07/11/20241.0 0.2500< 1.0 00 -100 100

Boron 07/11/202425.0 9.250< 25.0 00 -100 100

Cadmium 07/11/20241.0 0.1340< 1.0 00 -100 100*

Chromium 07/11/20241.5 0.7000< 1.5 00 -100 100

Cobalt 07/11/20241.0 0.1150< 1.0 00 -100 100

Lead 07/11/20241.0 0.6000< 1.0 00 -100 100

Lithium 07/11/20243.0 1.450< 3.0 00 -100 100*

Molybdenum 07/11/20241.5 0.6000< 1.5 00 -100 100

Selenium 07/11/20241.0 0.6000< 1.0 00 -100 100

Thallium 07/11/20242.0 0.9500< 2.0 00 -100 100

SampID: LCS-225498

SampType: LCS µg/LUnits225498Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/11/20241.0 500.0556 111.10 80 120

Arsenic 07/11/20241.0 500.0546 109.20 80 120

Barium 07/11/20241.0 20002070 103.70 80 120

Beryllium 07/11/20241.0 50.0053.6 107.20 80 120

Boron 07/11/202425.0 500.0523 104.60 80 120

Cadmium 07/11/20241.0 50.0053.4 106.80 80 120*

Chromium 07/11/20241.5 200.0224 111.90 80 120

Cobalt 07/11/20241.0 500.0544 108.80 80 120

Lead 07/11/20241.0 500.0539 107.90 80 120

Lithium 07/11/20243.0 500.0571 114.20 80 120*

Molybdenum 07/11/20241.5 500.0504 100.80 80 120

Selenium 07/11/20241.0 500.0517 103.50 80 120

Thallium 07/11/20242.0 250.0246 98.30 80 120
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: 24061026-017BMS

SampType: MS µg/LUnits225498Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/11/20241.0 500.0504 100.80 75 125

Arsenic 07/11/20241.0 500.0500 98.38.134 75 125

Barium 07/11/20241.0 20001960 95.352.73 75 125

Beryllium 07/11/20241.0 50.0051.1 102.20 75 125

Boron 07/11/202425.0 500.0612 100.3111.0 75 125

Cadmium 07/11/20241.0 50.0045.8 91.60 75 125*

Chromium 07/11/20241.5 200.0187 92.91.332 75 125

Cobalt 07/11/20241.0 500.0464 92.70 75 125

Lead 07/11/20241.0 500.0492 98.40 75 125

Lithium 07/11/20243.0 500.0570 110.019.81 75 125*

Molybdenum 07/12/20241.5 500.0457 90.44.975 75 125

Selenium 07/11/20241.0 500.0475 94.90 75 125

Thallium 07/11/20242.0 250.0245 97.90 75 125

SampID: 24061026-017BMSD

SampType: MSD µg/LUnits225498Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 07/11/20241.0 500.0514 102.7 1.880 504.0

Arsenic 07/11/20241.0 500.0504 99.2 0.928.134 499.7

Barium 07/11/20241.0 20001940 94.1 1.1952.73 1958

Beryllium 07/11/20241.0 50.0050.1 100.2 1.980 51.12

Boron 07/11/202425.0 500.0609 99.6 0.51111.0 612.3

Cadmium 07/11/20241.0 50.0047.2 94.3 2.940 45.79*

Chromium 07/11/20241.5 200.0198 98.1 5.391.332 187.2

Cobalt 07/11/20241.0 500.0467 93.3 0.650 463.5

Lead 07/11/20241.0 500.0517 103.4 4.930 491.9

Lithium 07/11/20243.0 500.0568 109.6 0.3419.81 569.6*

Molybdenum 07/12/20241.5 500.0451 89.3 1.224.975 456.9

Selenium 07/11/20241.0 500.0479 95.9 0.960 474.7

Thallium 07/11/20242.0 250.0243 97.3 0.640 244.8

SampID: 24061026-060CMS

SampType: MS µg/LUnits225498Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Boron 07/11/202425.0 500.0624 103.4107.0 75 125
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: 24061026-060CMSD

SampType: MSD µg/LUnits225498Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Boron 07/11/202425.0 500.0629 104.3 0.76107.0 623.8

SampID: MBLK-225566

SampType: MBLK µg/LUnits225566Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/12/20241.0 0.4500< 1.0 00 -100 100

Arsenic 07/12/20241.0 0.3750< 1.0 00 -100 100

Barium 07/12/20241.0 0.7000< 1.0 00 -100 100

Beryllium 07/12/20241.0 0.2500< 1.0 00 -100 100

Boron 07/15/202425.0 9.250< 25.0 00 -100 100

Cadmium 07/12/20241.0 0.1340< 1.0 00 -100 100*

Chromium 07/12/20241.5 0.7000< 1.5 00 -100 100

Cobalt 07/12/20241.0 0.1150< 1.0 00 -100 100

Lead 07/12/20241.0 0.6000< 1.0 00 -100 100

Lithium 07/12/20243.0 1.450< 3.0 00 -100 100*

Molybdenum 07/12/20241.5 0.6000< 1.5 00 -100 100

Selenium 07/12/20241.0 0.6000< 1.0 00 -100 100

Thallium 07/12/20242.0 0.9500< 2.0 00 -100 100

SampID: LCS-225566

SampType: LCS µg/LUnits225566Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/12/20241.0 500.0536 107.20 80 120

Arsenic 07/12/20241.0 500.0495 99.10 80 120

Barium 07/12/20241.0 20002000 100.00 80 120

Beryllium 07/12/20241.0 50.0048.6 97.20 80 120

Boron 07/15/202425.0 500.0512 102.50 80 120

Cadmium 07/12/20241.0 50.0049.4 98.80 80 120*

Chromium 07/12/20241.5 200.0210 104.80 80 120

Cobalt 07/12/20241.0 500.0488 97.70 80 120

Lead 07/12/20241.0 500.0510 101.90 80 120

Lithium 07/12/20243.0 500.0509 101.80 80 120*

Molybdenum 07/12/20241.5 500.0462 92.40 80 120

Selenium 07/12/20241.0 500.0500 100.00 80 120

Thallium 07/12/20242.0 250.0241 96.30 80 120
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: 24061026-022BMS

SampType: MS µg/LUnits225566Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Boron 07/15/202425.0 500.0678 100.6174.9 75 125

SampID: 24061026-022BMSD

SampType: MSD µg/LUnits225566Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Boron 07/15/202425.0 500.0657 96.4 3.12174.9 677.9

SampID: MBLK-225659

SampType: MBLK µg/LUnits225659Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/15/20241.0 0.4500< 1.0 00 -100 100

Arsenic 07/15/20241.0 0.3750< 1.0 00 -100 100

Barium 07/15/20241.0 0.7000< 1.0 00 -100 100

Beryllium 07/15/20241.0 0.2500< 1.0 00 -100 100

Boron 07/15/202425.0 9.250< 25.0 00 -100 100

Cadmium 07/15/20241.0 0.1340< 1.0 00 -100 100*

Chromium 07/15/20241.5 0.7000< 1.5 00 -100 100

Cobalt 07/15/20241.0 0.1150< 1.0 00 -100 100

Lead 07/15/20241.0 0.6000< 1.0 00 -100 100

Lithium 07/15/20243.0 1.450< 3.0 00 -100 100*

Molybdenum 07/15/20241.5 0.6000< 1.5 00 -100 100

Selenium 07/15/20241.0 0.6000< 1.0 00 -100 100

Thallium 07/15/20242.0 0.9500< 2.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-225659

SampType: LCS µg/LUnits225659Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 07/15/20241.0 500.0563 112.70 80 120

Arsenic 07/15/20241.0 500.0532 106.30 80 120

Barium 07/15/20241.0 20002170 108.50 80 120

Beryllium 07/15/20241.0 50.0048.4 96.80 80 120

Boron 07/15/202425.0 500.0470 94.10 80 120

Cadmium 07/15/20241.0 50.0052.4 104.70 80 120*

Chromium 07/15/20241.5 200.0213 106.70 80 120

Cobalt 07/15/20241.0 500.0524 104.90 80 120

Lead 07/15/20241.0 500.0518 103.60 80 120

Lithium 07/15/20243.0 500.0509 101.70 80 120*

Molybdenum 07/15/20241.5 500.0489 97.70 80 120

Selenium 07/15/20241.0 500.0540 107.90 80 120

Thallium 07/15/20242.0 250.0235 93.90 80 120

SampID: MBLK-226569

SampType: MBLK µg/LUnits226569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 08/05/20241.0 0.4500< 1.0 00 -100 100

Arsenic 08/05/20241.0 0.3750< 1.0 00 -100 100

Barium 08/05/20241.0 0.7000< 1.0 00 -100 100

Cadmium 08/05/20241.0 0.1340< 1.0 00 -100 100*

Chromium 08/05/20241.5 0.7000< 1.5 00 -100 100

Cobalt 08/05/20241.0 0.1150< 1.0 00 -100 100

Lead 08/05/20241.0 0.6000< 1.0 00 -100 100

Molybdenum 08/05/20241.5 0.6000< 1.5 00 -100 100

Selenium 08/05/20241.0 0.6000< 1.0 00 -100 100

Silver 08/05/20241.0 0.1110< 1.0 00 -100 100

Thallium 08/05/20242.0 0.9500< 2.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-226569

SampType: LCS µg/LUnits226569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 08/05/20241.0 500.0587 117.50 80 120

Arsenic 08/05/20241.0 500.0523 104.70 80 120

Barium 08/05/20241.0 20002150 107.60 80 120

Cadmium 08/05/20241.0 50.0052.7 105.40 80 120*

Chromium 08/05/20241.5 200.0211 105.30 80 120

Cobalt 08/05/20241.0 500.0528 105.50 80 120

Lead S 08/05/20241.0 500.0600 120.10 80 120

Molybdenum 08/05/20241.5 500.0467 93.30 80 120

Selenium 08/05/20241.0 500.0551 110.10 80 120

Silver 08/05/20241.0 50.0049.4 98.90 80 120

Thallium 08/05/20242.0 250.0211 84.20 80 120

SampID: 24071451-035CMS

SampType: MS µg/LUnits226569Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 08/06/20241.0 500.0537 107.50 75 125

Arsenic 08/06/20241.0 500.0511 102.30 75 125

Barium 08/06/20241.0 20002060 100.252.07 75 125

Beryllium 08/06/20241.0 50.0052.4 104.80 75 125

Boron 08/06/202425.0 500.0541 108.10 75 125

Cadmium 08/06/20241.0 50.0051.0 102.00 75 125*

Chromium 08/06/20241.5 200.0207 103.50 75 125

Cobalt 08/06/20241.0 500.0493 98.50 75 125

Lead 08/06/20241.0 500.0546 109.20 75 125

Lithium 08/06/20243.0 500.0541 108.01.655 75 125*

Molybdenum 08/06/20241.5 500.0469 93.90 75 125

Selenium 08/06/20241.0 500.0528 105.50 75 125

Silver 08/06/20241.0 50.0048.1 96.20 75 125

Thallium 08/06/20242.0 250.0221 88.30 75 125
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: 24071451-035CMSD

SampType: MSD µg/LUnits226569Batch RPD Limit: 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 08/06/20241.0 500.0556 111.2 3.410 537.3

Arsenic 08/06/20241.0 500.0507 101.4 0.820 511.4

Barium 08/06/20241.0 20002110 103.0 2.7552.07 2055

Beryllium 08/06/20241.0 50.0052.0 104.1 0.650 52.38

Boron 08/06/202425.0 500.0531 106.3 1.710 540.5

Cadmium 08/06/20241.0 50.0052.0 104.0 1.930 51.01*

Chromium 08/06/20241.5 200.0195 97.7 5.730 207.0

Cobalt 08/06/20241.0 500.0479 95.7 2.840 492.5

Lead 08/06/20241.0 500.0519 103.8 5.040 545.8

Lithium 08/06/20243.0 500.0535 106.6 1.261.655 541.4*

Molybdenum 08/06/20241.5 500.0472 94.5 0.600 469.5

Selenium 08/06/20241.0 500.0529 105.7 0.160 527.7

Silver 08/06/20241.0 50.0051.3 102.6 6.450 48.08

Thallium 08/06/20242.0 250.0211 84.4 4.500 220.7

SampID: MBLK-226925

SampType: MBLK µg/LUnits226925Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 08/12/20241.0 0.4500< 1.0 00 -100 100

Arsenic 08/12/20241.0 0.3750< 1.0 00 -100 100

Barium 08/12/20241.0 0.7000< 1.0 00 -100 100

Beryllium 08/12/20241.0 0.2500< 1.0 00 -100 100

Boron 08/12/202425.0 9.250< 25.0 00 -100 100

Cadmium 08/12/20241.0 0.1340< 1.0 00 -100 100*

Chromium 08/12/20241.5 0.7000< 1.5 00 -100 100

Cobalt 08/12/20241.0 0.1150< 1.0 00 -100 100

Lead 08/12/20241.0 0.6000< 1.0 00 -100 100

Lithium 08/12/20243.0 1.450< 3.0 00 -100 100*

Molybdenum 08/12/20241.5 0.6000< 1.5 00 -100 100

Selenium 08/12/20241.0 0.6000< 1.0 00 -100 100

Thallium 08/12/20242.0 0.9500< 2.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-226925

SampType: LCS µg/LUnits226925Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 08/12/20241.0 500.0514 102.80 80 120

Arsenic 08/12/20241.0 500.0487 97.40 80 120

Barium 08/12/20241.0 20001920 95.90 80 120

Beryllium 08/12/20241.0 50.0048.6 97.10 80 120

Boron 08/12/202425.0 500.0477 95.30 80 120

Cadmium 08/12/20241.0 50.0047.7 95.40 80 120*

Chromium 08/12/20241.5 200.0200 100.10 80 120

Cobalt 08/12/20241.0 500.0488 97.70 80 120

Lead 08/12/20241.0 500.0511 102.30 80 120

Lithium 08/12/20243.0 500.0506 101.20 80 120*

Molybdenum 08/12/20241.5 500.0439 87.90 80 120

Selenium 08/12/20241.0 500.0489 97.90 80 120

Thallium 08/12/20242.0 250.0222 88.80 80 120

SampID: MBLK-226933

SampType: MBLK µg/LUnits226933Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 08/12/20241.0 0.4500< 1.0 00 -100 100

Arsenic 08/12/20241.0 0.3750< 1.0 00 -100 100

Barium 08/12/20241.0 0.7000< 1.0 00 -100 100

Beryllium 08/12/20241.0 0.2500< 1.0 00 -100 100

Boron 08/14/202425.0 9.250< 25.0 00 -100 100

Cadmium 08/12/20241.0 0.1340< 1.0 00 -100 100*

Chromium 08/12/20241.5 0.7000< 1.5 00 -100 100

Cobalt 08/12/20241.0 0.1150< 1.0 00 -100 100

Lead 08/12/20241.0 0.6000< 1.0 00 -100 100

Lithium 08/12/20243.0 1.450< 3.0 00 -100 100*

Molybdenum 08/12/20241.5 0.6000< 1.5 00 -100 100

Selenium 08/12/20241.0 0.6000< 1.0 00 -100 100

Thallium 08/12/20242.0 0.9500< 2.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-226933

SampType: LCS µg/LUnits226933Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 08/12/20241.0 500.0547 109.50 80 120

Arsenic 08/12/20241.0 500.0525 104.90 80 120

Barium 08/12/20241.0 20002160 108.10 80 120

Beryllium 08/12/20241.0 50.0050.5 100.90 80 120

Boron 08/14/202425.0 500.0515 103.10 80 120

Cadmium 08/12/20241.0 50.0050.9 101.80 80 120*

Chromium 08/12/20241.5 200.0209 104.30 80 120

Cobalt 08/12/20241.0 500.0530 106.00 80 120

Lead 08/12/20241.0 500.0506 101.20 80 120

Lithium 08/12/20243.0 500.0510 102.00 80 120*

Molybdenum 08/12/20241.5 500.0480 96.00 80 120

Selenium 08/12/20241.0 500.0509 101.90 80 120

Thallium 08/12/20242.0 250.0246 98.40 80 120

SampID: MBLK-227698

SampType: MBLK µg/LUnits227698Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 08/28/20241.0 0.4500< 1.0 00 -100 100

Arsenic 08/28/20241.0 0.3750< 1.0 00 -100 100

Barium 08/29/20241.0 0.7000< 1.0 00 -100 100

Cadmium 08/28/20241.0 0.1340< 1.0 00 -100 100*

Chromium 08/28/20241.5 0.7000< 1.5 00 -100 100

Cobalt 08/28/20241.0 0.1150< 1.0 00 -100 100

Lead 08/28/20241.0 0.6000< 1.0 00 -100 100

Molybdenum 08/28/20241.5 0.6000< 1.5 00 -100 100

Selenium 08/28/20241.0 0.6000< 1.0 00 -100 100

Thallium 08/29/20242.0 0.9500< 2.0 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-227698

SampType: LCS µg/LUnits227698Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 08/28/20241.0 500.0536 107.20 80 120

Arsenic 08/28/20241.0 500.0536 107.10 80 120

Barium 08/29/20241.0 20002110 105.60 80 120

Cadmium 08/28/20241.0 50.0050.1 100.30 80 120*

Chromium 08/28/20241.5 200.0196 97.90 80 120

Cobalt 08/28/20241.0 500.0502 100.30 80 120

Lead 08/28/20241.0 500.0493 98.50 80 120

Molybdenum 08/28/20241.5 500.0477 95.40 80 120

Selenium 08/28/20241.0 500.0488 97.70 80 120

SW-846 7470A (DISSOLVED)

SampID: 24061026-003CMS

SampType: MS µg/LUnits225289Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/08/20240.20 5.0005.25 105.00 75 125

SampID: 24061026-003CMSD

SampType: MSD µg/LUnits225289Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 07/08/20240.20 5.0005.18 103.6 1.280 5.248

SampID: 24061026-053CMS

SampType: MS µg/LUnits225289Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/08/20240.20 5.0005.09 101.70 75 125

SampID: 24061026-053CMSD

SampType: MSD µg/LUnits225289Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 07/08/20240.20 5.0004.87 97.4 4.280 5.085

SampID: MBLK-225311

SampType: MBLK µg/LUnits225311Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/08/20240.20 0.0550< 0.20 00 -100 100
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 7470A (DISSOLVED)

SampID: LCS-225311

SampType: LCS µg/LUnits225311Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/08/20240.20 5.0005.13 102.50 85 115

SW-846 7470A (TOTAL)

SampID: MBLK-225289

SampType: MBLK µg/LUnits225289Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/08/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-225289

SampType: LCS µg/LUnits225289Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/08/20240.20 5.0005.14 102.70 85 115

SampID: MBLK-225412

SampType: MBLK µg/LUnits225412Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/09/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-225412

SampType: LCS µg/LUnits225412Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/09/20240.20 5.0005.08 101.70 85 115

SampID: MBLK-225501

SampType: MBLK µg/LUnits225501Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/10/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-225501

SampType: LCS µg/LUnits225501Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/10/20240.20 5.0005.56 111.30 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 7470A (TOTAL)

SampID: 24061026-004CMS

SampType: MS µg/LUnits225501Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/10/20240.20 5.0005.64 112.80 75 125

SampID: 24061026-004CMSD

SampType: MSD µg/LUnits225501Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 07/10/20240.20 5.0005.52 110.5 2.090 5.641

SampID: 24061026-021BMS

SampType: MS µg/LUnits225501Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/10/20240.20 5.0005.51 110.20 75 125

SampID: 24061026-021BMSD

SampType: MSD µg/LUnits225501Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 07/10/20240.20 5.0005.32 106.5 3.390 5.508

SampID: MBLK-225565

SampType: MBLK µg/LUnits225565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/11/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-225565

SampType: LCS µg/LUnits225565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/11/20240.20 5.0005.12 102.30 85 115

SampID: 24061026-020BMS

SampType: MS µg/LUnits225565Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/11/20240.20 5.0005.46 109.10 75 125

SampID: 24061026-020BMSD

SampType: MSD µg/LUnits225565Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 07/11/20240.20 5.0005.09 101.9 6.850 5.456
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 7470A (TOTAL)

SampID: MBLK-225717

SampType: MBLK µg/LUnits225717Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/16/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-225717

SampType: LCS µg/LUnits225717Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 07/16/20240.20 5.0004.60 92.00 85 115

SampID: MBLK-226926

SampType: MBLK µg/LUnits226926Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 08/13/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-226926

SampType: LCS µg/LUnits226926Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 08/13/20240.20 5.0005.34 106.70 85 115

SampID: 24061026-094BMS

SampType: MS µg/LUnits226926Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 08/13/20240.20 5.0005.58 111.70 75 125

SampID: 24061026-094BMSD

SampType: MSD µg/LUnits226926Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 08/13/20240.20 5.0005.44 108.8 2.590 5.583

SampID: MBLK-226941

SampType: MBLK µg/LUnits226941Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 08/13/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-226941

SampType: LCS µg/LUnits226941Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 08/13/20240.20 5.0005.75 114.90 85 115
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Quality Control Results

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

SW-846 7470A (TOTAL)

SampID: 24061026-103CMS

SampType: MS µg/LUnits226941Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 08/13/20240.20 5.0005.60 111.90 75 125

SampID: 24061026-103CMSD

SampType: MSD µg/LUnits226941Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 08/13/20240.20 5.0005.75 115.0 2.680 5.596

SampID: 24080002-002BMS

SampType: MS µg/LUnits226941Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 08/13/20240.20 5.0005.59 111.90 75 125

SampID: 24080002-002BMSD

SampType: MSD µg/LUnits226941Batch RPD Limit: 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 08/13/20240.20 5.0005.57 111.4 0.420 5.594
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Receiving Check List

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Received By: NRCarrier: Tracy Carroll

Completed by: Reviewed by:

On:

03-Jul-24

On:

17-Jul-24

Shipping container/cooler in good condition? Yes No Not Present

Chain of custody present? Yes No

Chain of custody signed when relinquished and received? Yes No

Chain of custody agrees with sample labels? Yes No

Samples in proper container/bottle? Yes No

Sample containers intact? Yes No

Sufficient sample volume for indicated test? Yes No

All samples received within holding time? Yes No

Container/Temp Blank temperature in compliance? Yes No

Temp °C

When thermal preservation is required, samples are compliant with a temperature between 
0.1°C - 6.0°C, or when samples are received on ice the same day as collected.

pH strip #96651/89660. - pschultz - 7/3/2024 8:10:20 AM

Additional Sodium Hydroxide (95443) was needed in A213, R217D and A213 Dup upon arrival at the laboratory. - pschultz - 7/3/2024 8:10:28 AM

Samples were received on 7/8/2024 at 15:15on ice [7.8 - LTG#7]. - pschultz - 7/8/2024 3:38:35 PM
pH strip #96651/89660. - pschultz - 7/8/2024 3:38:39 PM

Additional Sodium Hydroxide (95443) was needed in G104 and G104 Duplicate upon arrival at the laboratory. - pschultz - 7/8/2024 3:38:42 PM

Samples were received on 7/9/24 at 12.5 on ice. Additional Nitric Acid (98584) was needed in APW02, APW05S, APW14, APW15, APW18, G222, 
G224, G232, G233, and APW02 DUP and additional Sodium Hydroxide (95443) was needed in G106 upon arrival at the laboratory. pH strip 
#96651/89660. - nickreed - 7/9/2024 5:08:46 PM

Samples were received on 7/10/24 at 1525 on ice [3.5C - LTG#5]. - TM/ehopkins - 7/11/2024 8:47:26 AM

Samples were received on 7/11/2024 at 14:00 on ice [2.9C - LTG#7]. - pschultz - 7/11/2024 4:19:23 PM

pH strip #96651/89660. - pschultz - 7/11/2024 4:19:25 PM

Additional Nitric Acid (98584) was needed in L1R and XPWO1 upon arrival at the laboratory. - pschultz - 7/11/2024 4:19:30 PM

Additional Sodium Hydroxide (95443) was needed in G217S upon arrival at the laboratory. - pschultz - 7/11/2024 4:19:38 PM

Water – at least one vial per sample has zero headspace? Yes No No VOA vials

Water - pH acceptable upon receipt? Yes No NA

Type of thermal preservation? None Ice Blue Ice Dry Ice

Chain of custody 29 Extra pages included 0

Reported field parameters measured: Field Lab NA

Water - TOX containers have zero headspace? No TOX containersYes No

NPDES/CWA TCN interferences checked/treated in the field? Yes No NA

Paul Schultz Ellie Hopkins
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Receiving Check List

Client Project: NEW-24Q3

Client: Ramboll

Report Date: 06-Sep-24

Work Order: 24061026

http://www.teklabinc.com/

Samples Field Blank and Equipment Blank 1 were filtered and preserved for the dissolved parameters upon arrival at the laboratory. - pschultz - 
7/11/2024 4:19:43 PM

The samples collected on 7/8 and delivered on 7/9 were out of temperature compliance upon receipt. Applicable wells (APW02 with DUP, 
APW05S, APW14, APW15, G222, and G224) will be recollected per Chase Christenson's request. - ehurley - 7/17/2024 9:07:31 AM

APW10 was filtered and preserved with Nitric Acid (98581) for the dissolved parameters upon arrival at the laboratory. - amberdilallo - 7/19/2024 
10:29:47 AM

Samples were received on 8/8/24 at 1424 on ice [1.5C - LTG#5].  Additional Nitric Acid (99172) was needed upon arrival at the laboratory for 
APW15, APW22S and G222.  Field Blank 2, Equipment Blank 2 and Equipment Blank 3 were filtered and preserved with Nitric Acid (99172) for the 
dissolved parameters upon arrival at the laboratory.  pH strip #96651. - amberdilallo - 8/8/2024 4:32:53 PM
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CHAIN-OF-CUSTODY I Analytical Request Document 
The Chair-of-Custody is a LEGAL DOCUMENT. Al r&esant telds must be completed accurately. 

Section A Section 8 Section C 
Required dent Inforsration: Required Project Intonation: Invoice lnfortretion: 

Page: 1 of 2 
Conçeny: Vstra Corp-Newton Report To: Brian Voelker Attention: Terry Hanratty, 

Address: 8725 N 500th St CopyTo: terry Hanratty - Terry.Hanattyristracorp.com  CorranyNarre: Vistra Corp REGULATORY AGENCY 

Newton. 1L62448 Sam oavies-samantho.davies@visiracorp.ccm Address: see Section A NPDES GROUNDWATER DRINKINGWATER 

ErreilTo: Brian.VoslkerjVistraCorocom PnrctsaoeOrderNo.: °s° 
UST RCRA OTHER ReFerence; 

Phone: (217) 753-8911 Fax Project Name: Pr*cT 
Mamnier. Site Location 

IL 
Requested Due oatefrAT: 10 day Project Nester. p,°n. 

STATE: 

Requested Analys sF11 ered (YIN) 
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CHAIN-OF-CUSTODY I Analytical Request Document 
The i-of-Cuotody is a LEGAL DOCUMENT. All relevant telds must be completed accurately. 24061 221 

Section A Section 8 Section C 
Required Clent Inlbnyaton: Required Project Iniomaton: Invoice Infomat 

Page: 2 of 2on: 
Con!,eny: Vistra Corp-Newton Report To: Brian Voelker Attenton: Terry Hanratty 

AMress: 6725 N 500th St CopyTo: Terry Hanratty - TenyHanraftyvisb-acorp.00m Coirpany Name: Vistra Corp REGULATORY AGENCY 

Newton, IL 62448 Sam Davies - samanthadeMeavvistracorp.com  Address: see Section A NPDES GROUND WATER DRINKING WATER 
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CHAIN-OF-CUSTODY I Analytical Request Document 
The Chain-of-Custody is  LEGAL DOCUMENT. All relevant fields must be completed accurately. 

Section A Section B Section C 

Required Client Information : Required Proiect Inforrenton: I.i. nforn'atorz 
Page: 1 of 6 

Company: Vistra Corp-Newton ReportTo: Brian Voelker Attention: Terry Hanratty 

Address: 6725 N 500th St Copy To: TenyHanmtty-Terry.Hanratty@visbamrp.com  Company Name: 'iistra Corp REGULATORY AGENCY 

Newton, IL 62448 Sam Davies - samanthadavies@vistracoip.Com  Address: see Section A NPDES GROUND WATER DRINKING WATER 

UST RCRA OTHER emailTo: Brian.Voelker(&iistraCorp.com  Ptrctiase Order Na: Otole 
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Requested Analysis Filtered (V N) 
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 #
 

Section Valid Mstrixcodes 
Requ&ed Otet tnforrrefion MAT oopa 

OW 
V/i 
V/As 
P 
si 

tv 
AR 
Of 
IS 

M
A
T
R
I
X
 C
O
D
E
 
(
s
e
e
  v
en
d 

co
de
s  

to
  l
ef

t)
 

S
A
M
P
L
E
 T
Y
P
E
 (G
e
G
R
A
B
  
C
e
C
O
M
P
)
  

COLLECTED 

S
A
M
P
L
E
 T
E
M
P
 A
T
 C
O
L
L
E
C
T
I
O
N
 

#
O
F
C
O
N
T
A
I
N
E
R
S
 

I 

Preservatives 
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Project Noi Lab LD. 

A213 WT G 7_7-t9 5 2 I I X 24061026-001 

2 A214 WTG1\L'1L4 52 1 1 X 24061026-002 

3 A215 WI G 12.2_4 5 2 1 I X 24061026-003 

4 APW02 WI G 4 2 2 X X X 24061026-004 

$ APW03 WT G 4 2 2 X X X 24061026-005 

6 APWO4 WT G 4 2 2 X X X 24061026-006 

APWOS WI G 2\7.'4 \C\ 3 1 2 X X X 24061028-007 

APW05S WI G 2 1 1 X X 24061026-008 

S APWOB WIG \-7-t-\ \at.c 2 1 1 X X 24061026-009 

10 APW07 WIG \%] 31 2 X X X 24061026-010 

ii APWOB WI C 3 1 2 X X X 24061026-011 

12 APW09 WT C \ -jtk vi\e s 1 2 X X X 24061026-012 

13 APW10 WT C 2 1 1 X X 24061026-013 

14 APW11 WI C \\ t3.3 2 1 1 X X 24061026-014 

is APW12 WT C 2 1 1 X X 24061026-015 

Is APWIS WI C c\-\ 2 1 1 X X 24061026-016 

ADDITIONALCOMMENTS REt NQUISNED BYIAFFLL#I10N DATE TIME ACCEPTED BY/AFFLIATON DATE TIME SAMPLECONDFIIONS 

NEW-240 Rev I -?251?y{ 5I!7 Q-/a /óY'9 4i.5./- -44 74kv 444f9 — C 

ffi PRINT 

nLk i2 

SAMPLER NAME AND SIGNATURE 
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SiCNATUREOfSAMP: - .... 

DATE Signed 
(MMD): 
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/ N-°' r--" 

0 Q 

    

Confidential 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



CHAIN-OF-CUSTODY / Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. All relevant fields must be completed accurately. 

Section A Section B Section C 
Requiredur  Cient I f eaton: Required Project Intormaton: Invoice Information: 

Page: 2 of 6 

Company Vistra Corp-Newton Reporslo: Brian Voelker Alterton: Terry Hanratty 

Address: 8725 N 500th St Copy To: Terry Hanralty- TerryHanratty©visacorpcom Company Name: Vistra Corn REGULATORY AGENCY 

Newton, IL 62448 Sam Davies - samanthadavies©visfracorp.com  Address: see Section A NPDES GROUNDWATER DRINKING WATER 

EmatlTo: 6rian.VoeIkerThVistraCorocorn RzchaseOrder No. : Orate 
UST RCRA OTHER 

Reference: 
Phore: (217) 753-8911 Fat Project Name: Project 

Mareaer 
Site Location 

IL 
Requested Due Date/TAT: 10 day Pr*ct Nrater 2285 Pro#: STATE: 

Requested Analysis Filtered (YIN) 

Section 0 Valid Matrix Codes 
ReqSed met Infoerreton M6I& OQQR 
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Project Noi Lab LD. 

APW14 WT 0 2 1 1 X X 24061026-017 

X X 24061026-018 2 APW15 WT 0 2 1 1 

X X 24061026-019 S APWI6 WT 0 2 1 1 

X X X 24061026-020 4 APWI7 WT 0 3 1 2 

X X 24061026-021 $ APW18 wi- 0 2 1 1 

X 24061026-022 s GOOD WT 0 2 1 1 

X 24061026-023 7 G104 WT 0 5 2 1 I 1 

X 24061026-024 a G1O4D wr 0 0 

X 24061026-025 9 G1048 wi-  G 0 

X 24061026-026 10 G105 WT 0 5 2 1 1 I 

X 24061026427 11 G106 WT 0 5 2 1 1 1 

X 24061026-028 12 G109 wi- 0 0 

X 24061026-029 13 Gill wv o 0 

X 24061026-030 14 13112 WT 0 0 

X 24061026-031 is 13113 WT 0 0 

X 24061026-032 16 G1 14 wv o 0 

ADOITIONALCOMMENTS REUNQUISHEDBY(AFFIUA11ON DATE TIME ACCEPTED BYIAFFLLATEJN DATE TIME SAMPLECONDITIONS 

NEW-24Q3 Rev 1 97 ?7.Q Jo/a O-c+A ,,(v) 7/z/zq ISV0 

SAMPLER NAME AND SIGNATURE 
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S
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PRINT Name of SAMPLER: 

SIGNATURE of SAMPLER: 
DATE Signed 
(MMlDDrYfl: 

- confidential 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



CHAIN-OF-CUSTODY I Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. All relevant fields must be completed accurately. 

Section A Section B Section C 
Required Clent Ireformaton: Required Project Informal Invoice Iriformaton: 

Par: 3 of 6 

Company: Vista Corp-Newton Reportlo: Brian Voelker Atterthon: Terry Hanratty 

Address: 6725 N 500th St COPY To: Terry Hanratty - Terry.Hanrattyvtsacorpcom Comparry Name: Vista Corp REGULATORY AGENCY 

Newton IL 62446 Sam Davies - samantha.davies@vistracorp.com  Address: see Section A NPDES GROUNDWATER DRINKING WATER 
EtailTo: Brian.Voelker(DVistraCorp.com  Pwchase Order No.: °° UST RCRA OTHER Reference: 
Phone: (217)753-8911 Paz Project Name Project 

Manager: Site Location 
IL 

Requested Due Date!TAT: 10 day Projectttumber. 2285 STATE: 

Requested Analysis Filtered (YIN) 

Section 0 Valid Matrix Codes 
Reqated caret lrterrraaen MAIleX CODE 
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E
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E
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wAleR ret 
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sOLSOJO al. 
0!. a 

SAMPLE ID Sara pm 
ate AR 

(A-7 0-9 OTTeR or 
Sample IDS MUST BEUNIQUE 11555 15 

DATE TIME 
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Project Noi Lab lO. 

3115 WT G 0 X 24061026-033 

2 (3116 WIG 5211 1 X X 24061026-034 

3 3117 WI G 0 X 24061026-035 

4 G1 18 WI G 0 X 24061026-036 

6 (31 19 WT C 0 X 24061026-037 

6 3120 WI C 0 X 24061026-038 

7 (3125 WT G 5 2 1 1 1 X 24061026-039 

8 3128 WI C 5 2 1 1 1 X 24061026-040 

9 3130 WT C 5 2 1 1 1 X 24061026-041 

to (3133 WT C 5 2 1 1 1 X 24061026-042 

11 (3136 WT C 5 2 1 I 1 X 24061026-043 

12 (3139 WI C 5 2 I I I X 24061026-044 

13 (3141 WI C 5 2 1 1 1 X 24061026-045 

X 24061026-046 14 (3201 WI C 2 1 1 

X 24061026-047 16 3202 WT C 2 1 1 

16 3203 WI C 2 1 1 X 24061026-048 

ADDITIONAL COMMENTS RELiiQUEHED BY (AFFLIATION DATE TIME ACCEPTED BY/AFFLIATION DATE TIME SAMPLE CONDITIONS 

NEW-24Q3 Rev I ---j 2'7a 100 '%#-vA -tce&( 71z* 14-71D =  

SAMPLER NAME AND SIGNATURE 
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PRlNTNameof SAMPLER: .c 
a 

SIGNATURE of SAMPLER: 
DATESigned 
(MM/DD1rfl: 

- 

con tdrncial 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



  

CHAIN-OF-CUSTODY I Analytical Request Document 
The Chain-of-Custody is  LEGAL DOCUMENT. Al relevant fields must be completed accurately. 

Section C 
Invoice lrforniatorc 

  

Section A 
Required Cient IrLonnatorr 

Section B 
Required Project Irformaton: Page: 4 of 

Corilpany Vistra Corp-Newton ReportTo: Brian Voelker Attention: Terry -lanratty 

Address: 6725 N 500th St Copy To: Terry Hanratty - Terry.Hanrattyvistracorp.com  Company Name: Vistra Corp REGULATORY AGENCY 

Newton, IL 62448 Sam Davies - samanthadaviesvisttaconp.com  Address: see Section A NPDES GROUND WATER DRINKING WATER 

UST RCRA OTHER Email To: BrianVoeIker(MstraCorp.com  Ptchase Order No.: Only 
Reference: 

Pfiore: (217) 753-8911 Fa,c Project Name: Preject 
Manager: Site Location 

STATE: 
IL 

Requested Due DatelTAT: 10 day Prct NLnnber 2285 fe * 

Requested Analysis Filtered (YIN) 

SectionD Valid MatrixC des 
Raqulad clere Interimlien M6TE5 QOPS 
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R
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SAMPLE ID e 
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Sample IDs MUST BEUNIQUE 1mSLE 15 
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Project Noi Lab LO. 

0208 wr G 2 I I X X 24061026-049 

2 02178 AT C 5 2 1 1 1 X 24061026-050 

3 0218 WT C 0 X 24081026-051 

X X 24061026-052 4 0220 wr C 2 1 1 

X 24061026-053 0221 WT C 7-25-f ) Z8 5 2 1 1 1 

6 0222 vaT C 2 I I X X 24061026-054 

X X 24061028-055 7 0223 WT C 2 1 1 

X X 24061026-05 8 0224 wi G 2 1 1 

$ 0225 Wi C 5 2 1 1 1 X 24061026-057 

X X 24061026-058 10 0230 WT C 7-7t"1 6 2 1 2 1 

X X 24061026-059 ii 0231 wi C 6 2 1 2 1 

x  24061026-060 12 0232 w-r G 6212 1 

x  24061026-01 13 0233 WT 6212 1 

X 24061026-052 14 0234 WT C 5 2 1 1 I 

X 24061026-053 15 G48M0 WE C 2 I 1 

X X 24061026-064 16 LIR WI C 2 1 1 

ADDITIONALCOMMENTS RELINQUSHED BY/AFFRJATION DATE TIME ACCEPTED BY!APFLLAT DATE TIME SAMPLECONDITIONS 

NEW-24Q3 Rev I /o4 F44>,j 7/2%y i4) 

SAMPLER NAME AND SIGNATURE 
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PRNT Name of SAMPLER: 

SIGNATURE of SAMPLER: 
DATE Signed 

 
(MMIDDTYfl: 

- Confidential 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



24- 063,1, W6 

  

CHAIN-OF-CUSTODY I Analytical Request Document 
The Chain-of-Custody is  LEGAL DOCUMENT. Al relevant fields must be completed accurately. 

Section C 

Invoice Inforniaton: 

 

Section A 
Required Cient Inronnaton: 

Section B 
Required Project Irformatorr Page: 5 

Cl1Iseny Vistra Corp-Newton ReportTo: Brian Voelker Altei&v: Terry Hanratty,  

Addreaa: 6725 N 500th St Copy To: Terry Hanrotty,  - TenyHanratIyvislracorpcom Compatv Name: Vlstra Corp REGULATORY AGENCY 

Newton, IL 62448 Sam Davies - samanthadavies@visbiacorp.com  Ad&ess: see Section A NPDES GROUND WATER DRINKING WATER 

UST RCRA OTHER En,ailTo: BrianVoelkerçaMstraCorocom Ptrcliase Order No.: Osele 
Ref.- 

Phone: (217)753-8911 Fax Prcject Name: FreJed 
Mareeer: 

Site Location 

STATE: 
IL 

Requested Due Date/TAT: 10 day Prc1ect Nurriber 2285 

Requested Analysis Filtered (YIN) 

Section D Valid Matrix codes 
Required cAerd Irferreetan MAinvx CODC 
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SAMPLE  ID 

SsrrelDa MUST BEUNIQUE flits- IS 
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ProjectNoi Lab iD. 

1201 WT 6 0 X 24061026-085 

2 1202 WT G 0 X 24061026-066 

X 24061026-087 3 1203 WT G 0 

4 1204 WE 6 0 X 24061026-068 

5 1205 WT 6 0 X 24061026-069 

6 1301 WT 6 2 1 1 X 24061026-070 

7 R2170 wi 6 72-tV py 6 2 1 2 1 X X 24061028-071 

a R219 WT 3 5 2 1 1 1 X 24061026-072 

9 5G02 wi 3 0 X X 24061026-073 

X 24061026-074 10 XPWOI WT 3 2 1 1 

X 24061026-075 11 XPW02 wi G 2 1 I 

12 XPWOS WT 6 2 1 1 X 24061026-076 

X 24061026-077 13 XPWO4 WT 6 2 1 1 

X X 24061026-078 14 XSG01 WT 3 0 

XXXXXXX 24061026-079 15 Field Blank WT  64 1 I 

X 24061026-080 16 A213 Duplicate WT 3 '7-t-ti o6fi13 5 2 1 1 1 

ADDmONALCOMMENTS RELINQUISHED BYIAFFLIATION DATE TIME ACCEPTED BY/AFFLLADDN DATE TIME SAMPLECONDITIONS 

NEW-2403 Rev I 71a /60 '21ic #e4 /z ieqo 

SAMPLER NAME AND SIGNATURE 
tz 
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eo>  
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PRINTNameofSAMPLER: a 

SIGNATURE of SAMPLER: 
DAM Signed 
(MMIDDIrY): 

E 
- 

Confidential 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



24061(126 
CHAIN-OF-CUSTODY I Analytical Request Document 
The Chain-of-Custody is  LEGAL DOCUMENT. All rotevant fields must be completed accurately. 

Section A Section B Speuion C 
Required Cient Infornisiort Required Pro)ect Iritormatort Irwotce Informaton: 

Page: 6 of 6 

C.mPery. Vistra Corp-Newton ReportTo: Brian Voelker Atterdorr Terry 1-lanratty 
Address: 6725 N 500th St Copy To: Terry t4anratty - Teny.Hanrattyvisfracorp.com  Company Name: 'uistra Corp REGULATORY AGENCY 

Newton, IL 62448 Sam Davies - samantha.daeies©vislracorp.com  Aeaa: see Section A NPDES GROUNDWATER DRINKING WATER 
Email To: Brian,VoelkerVistraCorp.com   Purchase Order No.: Quote 

-. 
UST RCRA OTHER 

Ptrore: (217)753-8911 Fa)c Prt)ectName: Pisied Site Location 
IL 

Requested Due oate/TAT: 10 day PrciectNLanber. 2285 STATE: 

Requested Analysis Filtered (YIN) 
Section 0 Valid MatrixCodes 
ReqSS Cee lsrerrretea MAT5I coog 
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Project Noi Lab LD. 

AF1W02 Duplicate wi-  9 4 2 2 X X X 24061028-081 

2 13104 Duplicate WT C 5 2 1 1 1 X 24081026-082 

3 Equipment Blank l WI C 6 4 1 1 X X X X X X X 24061026-083 

4 Equipment Blank 2 WI C 6 4 I I X X X X X X X 24061026-084 

Equipment Blank 3 wr C 6 4 1 I X X X X X X X 24081026-085 

LREP WI C 8 4 1 3 X 24061026-086 

7 

8 
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10 

11 

12 

13 

14 

15 

16 

ADDrnoNALCoMMENrs RELINQuISHEOBYIAFFIUArn0N DATE TIME ACCEPTED BY/AFFLLA N DATE TIME SAMPLE CONOrrIONS 

NEW-2403Rev1 3/2 /óC' 'Zz44 7/i/w Iwo - 2 

SAMPLER NAME AND SIGNATURE P 

lE 

C 

'W 
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c o 

PRINTNameofSAMPLER: '& 
C 

SIGNATURE of SAMPLER: j (MM/DOTtY): 

Confidential 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



CHAIN-OF-CUSTODY I Analytical Request Document 
The Chain-ct-Custody is  LEGAL DOCUMENT. All relevant fields must be completed accurately. 

Section A Section B Section C 
Required dent lr,fonrrelion: Required Project latorrreTion: Invoice Infornatios: 

Page: 1 of 6 

Conpary Visfra Corp-Newton ReporiTo: Brian Voelker Menfcn: Terry Hanratty,  

Address: 6725 N 500th St Copy To: Terry 1-tanratty - TerryHanrattyvistracorp.ccm Conwe Name: Vistra Corp REGULATORY AGENCY 

Newton, IL 62448 San, Davies - samaitha.davies@vistracarpccm Address: see Section A NPDES GROUND WATER DRINKING WATER 
EsraiTo: Brian.VoelkerimVlstraCoro.ccm Ptitchsaa Order No.: Qt. 

UST RCRA OTHER Reference: 
Phone: (217) 753-8911 F. Project Name: PIojRti 

Manager Site Location 
IL 

Requestad Due oateiTAT: 10 day ProeotNunter 2285 Prorie# 
STATE: 

Requested Analysis Filtered (YIN) 

Section 0 Valid Matrix codes 
Requed cieai leforniaTtin SnATROc CanE 

M
A
T
R
I
X
  
C
O
D
E
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to
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od
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A
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L
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R
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Preservatives 
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Si 

EROWATER OW 
WATER WI 
WASTE WATER WW 
pact::ni p 
ocrvscuo a 
01. dl. 

SAMPLE ID reel we 
AR AS 

(A-iC-Sir) ante or 
Same lDa MUST BEUNIQUE 15551.5 15 

DATE TIME 9
n
p

s
o
i
v
e
d
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  T
e
9
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fl 
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C-J 
Co 
in 

SO 
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z 
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z N

EW
 

1-
5
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tO 

us 

LU 
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C 
it 

LU 

Z 

LU 
z N

E
W
-
S
U
P
-C
O
O
  

Project Noi Lab l.D. 

1 P215 WT 5 5 2 1 1 X 24061026-001 

2 A214 wr 5 5 2 1 1 X 24061026-002 

3 P.215 WT 5 5 2 1 1 X 24061026-003 

4 APW02 WT C 4 2 2 X X X 24061026-004 

5 APWOS WT C 74 JaIl 4 2 2 X x  24061026-005 

6 APW04 WT C 74 7, p.5.  4 2 2 X X X 24061026-006 

7 APW05 WT C 3 1 2 X X X 24061026-007 

APW05S wi e 2 1 1 X X 24061026-008 

9 APWO6 WT C 2 1 1 X X 24061026-009 

10 APW07 wi s 3 1 2 X X X 24061026-010 

11 APWOS wr C 3 1 2 X X X 24061026-011 

12 APWO9 WT 5 3 1 2 X X X 24061026-012 

13 APW10 WT 0 2 1 1 X X 24061026-013 

14 APWI1 wi o 2 1 1 X X 24061026-014 

is APW12 wi o 2 1 1 X X 24061026-015 

16 APW13 wi s 2 1 1 X X 24061026-016 

ADDITIONAL COMMENTS RELeJQUISHED BY /AFFLiATION DATE TIME ACCEPTED BY! AFFUATION DATE TIME SAMPLE CONDITIONS 

NEW-24Q3 Rev I / Tek-tob 7-2 15-1 C-  Va'J'- 4j. ?/thi-t 15/S 

2x ZZ-$ 
SAMPLER NAME AND SIGNATURE 

T
e
m
p
  F
e  
t
 

3 

i]Q PRINT  Nam cl SAMPLER : ( 
5 

DAM Signed  
(MM!DDFfl): 7 $f 

M/iJ il0ouc,tt 1& 

r - donvdenllal 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



CHAIN-OF-CUSTODY! Analytical Request Document 24061 026 
The Chale-of-Custody is a LEGAL DOCUMENT. All relevant fields must be completed accurately. 

Section A Section B Section C 
Required Clentirtomation: Required Project frforneton: Invoice Ioforrraton: 

Page: 2 of 6 

Correny: Vistra Corp-Newton Report To: Brian Voelker Attenion: Terry Hanratty 

Ateos: 6725 N 500th St CopyTo: Terry Hara-afty - TerryHarrafly©vistracorp.com  Conpany Nenec Vistra Corp REGULATORY AGENCY 

Newton, IL 62448 Sam Davies - samanffw.daviea@vistraCorpCom Addresa: see Section A NPDES GROUND WATER DRINKING WATER 

EmaiTo: SrianVoeikeriwvistraCorocom ParclnaaeDrderNo.: Quote 
Reterete 

UST RCA OTHER 

Phone: (217) 753-6911 Fax: Project Name: Reject 
Marater. 

Site Location 
IL 

Requ sted Due Dseeri-AT: 10 day ProjectNurnber 2285 Proflelt 
STATE: 

Requested Analysis Filtered (YIN) 

SectionD vetidMattixCodea 
Reqaked Coed lrtsrmatbn M8JE2 COO? 

M
A
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X
  
C
O
D
E
 
(
se
ev
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L
E
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P
E
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G
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 C
C
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COLLECTED 

S
A
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C
O
L
L
E
C
T
I
O
N
 

AR
  

#
  
O
F
  
C
O
N
T
A
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N
E
R
S
  

P)wservabves  5.1 

no 

LU 

oxaea000wnsx OW 
WA7SR Wi 
WiStt WAtER WN 
pxwucr P 
SOLJSOUO St 

(A-Z0-9 R aT 
SarrpeIDs MUST SEUNIQUE 1QStE is 

SAMPLE ID WPE —  

DATE TIME F U
n
p
re
se
rv
ed
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go' 
Lxxx 
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'0 
- 

50 L
 A
n
a
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s
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  T
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E
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0 
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W
8:
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-5-0
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LU 

a- 
Z 

LU 
z 

9 
a- 

0 

LU 
z project Noi Lab LD. 

1 APWI4 WI 0 2 1 1 X X 24051026-017 

X X 24051026-018 2 APW15 wi- a 2 1 1 

X X 24061026-019 3 APW16 WT 0 2 1 1 

X X X 24061026-020 4 APWI7 wi a 3 1 2 

X X 24061026-021 S APWI8 WT 0 2 1 1 

X 24061026-022 G060 WT 0 2 1 1 

X 24081026-023 7 G104 WT a 32'_ 5 2 1 1 1 

X 24061026-024 G104D WT 0 o 

X 24061026-025 G1045 WT 0 0 

X 24061026-026 10 GIOS wi- a 5 2 1 1 I 

X 24061026-027 11 G106 WT 0 5 2 1 1 1 

X 24061026-028 12 G109 wi a 0 

X 24061026-029 13 Gill WT 0 0 

X 24061026-030 14 G112 VAT 0 0 

X 24061028-031 15 GuS WI a 0 

X 24061026-032 Is G114 WI-  0 0 

ADDITIONALCOMMENTS RELR.1QUISHEDBY/AFFUATION DATE TIME ACCEPTED BY/AFFLIATION DATE TIME SAMPLECONDF11ONS 

NEW-24Q3 Rev I t-7_/kkLob 7. K is/s-  fastQ- 71'hi ?$7 - 

F 
SAMPLER NAME AND SIGNATURE ,, 

iso 
0 E 
°iai 

I 
i 

e 

PRINT Name of SAMPLER; &*ant ,SartAof 
DATE Signed E 

SIGNATURE of SAMPLER: (MM!DDi-tY):  

Confidential 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



CHAIN-OF-CUSTODY I Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. Al relevant tdds must be completed accurately. 

Section Section B Section C 
Required CEeni Infonratan: Required Project idonretion: Invoice lnlornsston 

i' 1 of 6 
Convany Vistra Corp-Newton ReportTo: Brian Voelker Attention: Terry Hanratty,  

Address: 6725 N 500th St Copy To: Terry Hariratly - TerryHatvatty(vistrscorp.com  Consrq Nsna: Vistra Corp REGULATORY AGENCY 

Newton, IL 62448 Sam Davies - samettha.davies@vlslracolp.com  Address: see Section A NPDES GROUNDWATER DRINKING WATER 

E,miTt: srian.VoelkereVistrsCorp.CCrn Purchase OrderNo.: Ocofe 
UST RCRe OTHER Reference: 

Phone: (217) 753-8911 F. PraiectNarr,e: Pr4eE 
LInnager. Site Location 

IL 
Requested Due Date/TAT: 10 day Project Nurreer 2285 

STATE: 

Requested Analysis Filtered (Y/N) 

Section 0 Valid Matrix codes 
Reqafred Ones Ic/n-nation M/ctRtf CODE 

F SA
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L
E
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E
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 C
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O
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O
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E
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S
  

Preservatives 

WC 

onsilewo RAise OW 
RAIsE WI 
ElSIE WAlER WW 
PSOInT P 
sceiioio cc 
a. o. 

SAMPLE ID "t win 
CR AR 

(A-2O-91,-) onset or 
SsnçIeIDs MUST BEUNIQUE icnsc.e is 

S 

o 
a 
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cc 

DATE  TIME 

it 

aG 
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t
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n
a
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!
T
e
4
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Oc so 
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uj z N
E
W
-
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I 
N
E
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-
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5
0
2
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° 
'9 
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w z N
E
W
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P
D
E
S
5
0
1
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C 
C 
0-

CO 

w z L!
s
u
a
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Ch
lo

r i
n
e
  

Project Noi Lab LD. 

1 0208 WE C 2 1 1 X X 24061026-049 

2 G217S VAT C 5 2 1 1 1 X 24061026-050 

3 0218 wr C 0 X 24061026-051 

4 0220 AT C 2 1 1 X X 24061026-052 

0221 WI C 5 2 1 1 1 X 24061026-053 

G222 VAT C 2 1 1 X X 24061026-054 

7 0223 wi C 2 1 1 X X 24061026-055 

0224 VAT C 2 1 1 X X 24061026-056 

0225 wI C 5 2 1 1 1 X 24061026-057 

X X 24061026-058 10 0230 WT C 6 2 1 2 1 

11 0231 VAT C 6 2 1 2 1 X X 24061026-059 

12 0232 wi-  C 6 2 1 2 1 X X 24061026-060 

13 G233 WI C 6 2 1 2 1 X X 24061026-061 

14 0234 wi C 7.8 1Q01 5 2 1 1 1 X 24061026-062 

X 24061026-063 15 048MG wE C 2 1 1 

X X 24061026-064 is LIR wi e 2 1 1 

AODITtOMAL COMMENTS RELINGUISHED BY/APPUATION DATE TIME ACCEPTED BY I AFFLIATIGN DATE TreE SAMPLE CONDITIONS 

NEW-24Q3 Rev I 'r2 7flij jjy< cc / tett*e 

SAMPLER NAME AND SIGNATURE 

R
e
c
e
iv
ed
 o
n  

[
lY
!N
)
  

Ct
po

lc
d
l
 

I S
O
S
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C
o
o
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L
  

PRINT Na.of SAMPLER: )5a n k  

SIGNATURE of SAMPLER: %. 74Q DATE Signed E 

(MM/CD/fl): ' t. U
IT 

- Cone dentiol 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



CHAIN-OF-CUSTODY! Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. All relevant fields must be completed accurately. 

Section A Section 8 Section C 

Required Cleat lrrforrraton: Required Project tofomelon: Invoice tnfonration: 
6 6 

 
Page: of 

Company: \rtstra Corp-Newton Report To: Brian Voelker Attention: Terry Hanratty, 

Address: 6725 N 500th Se Copy To: Tony Hasratty - Terry,Hanrettyvisb-acorpconi Company Warns: Visfra Corp REGULATORY AGENCY 

Newton, IL 62448 Sam Davies - samantha.davies@vistracorpCom Adetss: see Section A NPDES GROUNDWATER DRINKING WATER 

EmrasTo: BrianVoelkera\nstracorpcorn PurchateOiderNo.: OteW UST RCR.A OTHER 

Phone: (217)753.8911 Fax: Putted Name: Preiet 
- 

Site Location 
IL 

Requ sled Due DatsITAT: 10 day Project Hunter 2285 prone m STATE: 

Requested Analysis Filtered (YIN) 

Section 0 ValId Matrix Codes 
Requk Ore's atarmfon MAIRIX CODE 

M
A
T
R
I
X
  
C
O
D
E
  

se
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se
ed

 c
od
es
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Y
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E
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C
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COLLECTED 

S
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E
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T
 C
O
L
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E
C
T
I
O
N
 

#
  
O
F
  
C
O
N
T
A
I
N
E
R
S
 

I 

Preservatives 
2 

Si 

OtOifatOWAitS OW 
WAI5R WI 
WiS15WAItR VLW 
ptcotx:r P 

SAMPLE ID ruo SO 

"PE  
(A-ZO-9L-) ax s's 

SarrçleIDa MUST 8EUNIQUE ones or 
1t5505 IS 

DATE DME U
n
p
re
s
e
r
ve
d
  

C05 c5 

£zzzzO 
8ect 

a'! 

A
n
a
ly
s
is
  T
e
s
t
 1
 

I
N
E
W
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E W
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tO 

Lu 
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Lu 
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LU 
z 

0 
to 

Lu 
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Lu 
z R

e
s
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u a

l 
C h
lo
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ne
  (
V/

NI
 

ProjectNof Lab l.D. 

1 APW02 Duplicate WT G 4 2 2 X X X 24061028-D81 

X 24061026-082 2 G104 Duplicate wT G 7 5 2 1 1 1 

X X X X X X X 24061026-083 3 Equipment Blank l w-r C 6 4 1 1 

X X X X X XI X 24061026-084 4 Equipment Blank  wi 0 6 4 1 1 

X x x x x xix 24061026-085 a Equipment Blank 3 WT C 6 4 1 1 

X ] 24061026-086 6 LREP wi G 8 4 1 3 

7 

10 

L 11 

I 12 

13 

I 14 

1 15 

I 16 

ADDITIONAL COMMENTS REL?JQUISHED BY/AFFILIATION DATE TIME ACCEPTED BY! AFFILIATION DATE TIME SAMPLE CONDITIONS 

NEW-24Q3 Rev I 7. ,c,r (-7et) -, 7/?/9 1/5 '7V / TtICLAIC 
SAMPLERNAMEANDSIGNATURE P 

, e2Z 2viSZ — e Z 
PRINT Nam ofSAMPLER: FY'tbnk Scr1SG( 

-- 0- 
u 

SIGNATURE of SAMPLER: IMM!DOPYY); 7.. g.o Le  

Ccc tide aria I 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



CHAIN-OF-CUSTODY / Analytical Request Document 24061026 
The Chain-of-Custody is a LEGAL DOCUMENT. All relevant fields must be completed accurately. 

Section A Section B Section C 

Required dent Intormetion: Required Project Intorrriation: Invoice Information: 
Page: 1 of 6 

Company: Vista Corp-Newton Report To: Brian Voelker Atterthon: Terry Hanratty 

Address: 6725 N 5001h St copy To: Terry Hanratty - Terry.Hanratty©vistracorp.corn Company Name: Vistra Corp REGULATORY AGENCY 

Newton, IL 62448 San, Davies - samantha.davieS@viStracOrp.cOm  Address: see Section A NPDES GROUND WATER DRINKING WATER 

UST RCRA OTHER Ems/To: : :1': iV.:lIy..:ti:A/r:ic 0I..0I .01 I Purchase Order No.: Bate 

Phone: (217) 753-6911 Fax: Project Name: Preject 
Maaager: Site Location 

STATE: 
IL 

Requested Due Date/TAT: 10 day Project Number: 2285 Pralila *: 

Requested Analysis Filtered (YIN) 

us 

Section 0 Valid Matrix C 

Required Oieit Ir4srmaIIen MATR% 
des 
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WW 
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Presen,atives 
oaaipreo WATER 
WATER 
massE WAlER 
PILT 
001)5000 
ml. 

SAMPLE ID WP' 
IR 

(A-Z, 0-9 oleet 
SarsetOa MUST BEUNIQUE TTtt 

DATE TIME rI
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e
ed
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a
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T
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to 
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to 
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3 
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CO 

z R
e
s
i
d
u
a
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C
h
l
o
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n
e
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Y
I
N
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Project No/ Lab LD. 

A213 WI G 5 2 1 1 X 24061026-001 

2 A214 WT G 5 2 1 1 X 24051026.002 

3 P215 WI C 5 2 1 1 X 24061026-003 

4 APW02 WI C )45 4 2 2 X X X 24061026-004 

5 APWOS WT G 4 2 2 X X X 24061026-005 

6 APW04 WT C 4 2 2 X X X 24061026-006 

APWO5 WI G 3 1 2 X X X 24061026-007 

APWOSS WI C -i.N )L\ t4 \ 2 I I X X 24061026-008 

9 APW06 WT G 2 1 1 X X 24061026-009 

10 APW07 WI G 3 1 2 X X X 24061026-010 

11 APWOS WT C 3 1 2 X X X 24061026.011 

12 APWO9 WI G 3 1 2 X X X 24061026-012 

13 APWIO WI G 2 1 1 X X 24061026-013 

14 APW1I WI C 2 I I X X 24061026-014 

Is APW12 WI C 2 1 1 X X 24061026.015 

16 APWIS WI G 2 1 1 X X 24061026-016 

ADDITIONAL COMMENTS RELINQUEHED BY/AEFE.I4TION DATE TIME ACCEPTED BY/AFFLtATDN DATE TIME SAMpLECONOrrIONS 

NEW-24Q3 Rev 1 llcjtt W15 c_ -j----- /y /ff3 

p 
t-V 

e5 44'3 SIGNATUREofSAMPLER: 

SAMPLER NAME AND SIGNATURE 
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d
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S
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o
o
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S
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p
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c
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Y
IN
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MINT NameOfSAMPLERrr, 

c\ \A ;L\-ijii 
E  DATE Signed 

(MMIooFrY): 1 (' (LU 

confidential 

72 5 JCJ5 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



CHAIN-OF-CUSTODY I Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. All relevant fields must be completed accurately. 

Section C 

levoice Information: 

24061026 
Page: 2 of 

Section A Section B 
Required Clerd Information; Required Project Information: 

Compar5: Ystra Corp-Newton ReportTo: Brian Voelker Attenton: Terry Hanratty 

Address: 6725 N 500th St Copy To: Terry Hanratly - TerryHanratIyvistracorpcom Company Name: Vistra Corp REGULATORY AGENCY 

Newton, IL 62448 Sam Davies - samaetha.davies©vistracorp.com  Address: see Section A NPDES GROUND WATER DRINKING WATER 

UST RCRA OTHER EmailTo: 11, all  Purchase Order No. : Duets 
Rererence: 

Phone: (217) 753-8911 Far Project Name: Prejecl 
Marmaer: 

Site Location 

STATE: 
IL 

Requested Due DatelTAT: 10 day Project Number. 2285 Prelate. 

Requested Analysis Filtered (YIN) 

12 

Section D Valid Matrix C 
Required Curia traermatien MAT8I 

des 
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COLLECTED 
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Preservatives 
oeaaerGWATtu 
WAISR 
WAtTS WAite 
FT 
SOLaSOUD 
DL 

SAMPLE ID 
AT 

(A-Z, 0-9 onwe 
5ampleIDs MUST eEUNIQUE asset 

DATE 
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TIME U
n
p
re

se
rv

ed
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2 C It
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a
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to

He
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to 
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E
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0 
to 
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CO 
o 
so 

CO 

z 

to 

z N
E
W
N
P
D
E
S
-
5
O
1
 

I 

a 
3 

z Project NoJ Lab kD. 

I APW14 WI C 1.124 6 41 2 1 I X X 24061026-017 

2 APW15 WI C 74 It1L\l\ 2 1 1 X X 24061026-018 

3 AF'W16 WT C 2 1 1 X X 24061026-019 

4 APW17 wr C 3 1 2 X X X 24061026-020 

s APW18 WI C 7'JtH (oQ 2 1 1 X X 24061026-021 

G06D WI G 2 1 1 X 24061026-022 

7 G104 wr C 9._Y- 5 2 1 1 1 X 24061026-023 

a G104D WT C 0 X 24061026-G24 

G1045 WI C D X 24061026-025 

10 0105 WT G rCI.4 IO))-  5 2 1 1 1 X 24061026-026 

11 0106 WI C 010 5 2 1 1 I )( 24061026-027 

12 0109 wi C 0 X 24061026-028 

13 Gill WI C 0 X 24061026-029 

14 0112 WI C 0 X 24061026-030 

IS 0113 WI C 0 X 24061026-031 

16 0114 WI C 0 X 24061026-032 

ADDITIONAL COMMENTS RELINQUISHED BYIAFFIJATION DATE TIME ACCEPTED BYIAFFLLATQN DATE TIME SAMPLE CONDITIONS 

NEW-24Q3 Rev 1 1PI H\S c 9~ 1  7/r/Lr ce1zLS 

SAMPLER NAME AND SIGNATURE 
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S
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PRINT NameofSAMPLER:--1r 
, 

'. 5) 

SIGNATURE or SAMPLER: 
V'\AA. 

DATE Signed a 

(MMJDDWY):  

cent Os ntial 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



CHAIN-OF-CUSTODY I Analytical Request Document 24061026 
The Clain-ot-Custcdy is a LEGAL DOCUMENT. All relevant fields must be completed accurately. 

Section A Section S Section C 

Required Cleat Information: Required Project Information: Invoice latormason: 
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24061026 
CHAIN-OF-CUSTODY I Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. An releaant fields must be completed accurately. 

Section A Section 8 Section C 
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24061026 
CHAIN-OF-CUSTODY / Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. All relevant fields must be completed accurately. 

Section A Section B Section C 

Required dent Iniormaton: Required Project Informatort 
Page: 6 of 6  
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Newton, IL 62448 Sam Davies - samantha.da.iesvisfracorp.com  Address: see Section A NPDES GROUND WATER DRINKING WATER 
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CHAIN-OF-CUSTODY I Analytical Request Document 24061026 
The Chain-of-Custody is a LEGAL DOCUMENT. All relevant fields must be completed accurately 

Section A Section B Section C 

Req duire Caent Irdormalion: Required Project lnforrratorr Irmoice Intormaton: 
Page: 1 of S 

Company: Vistra Corp-Newton Report To: Brian Voelker Atterton: Terry 1-lanratty 

Address: 6725 N 500th St Copy To: Terry Hanratty - Terry.Hanratty©vislrecorp.com  Company Name: Vistra Corp REGULATORY AGENCY 

Newton, IL 62448 8am Davies - samanthadavies@vistracorp.com  Address: see Section A NPDES GROUNDWATER DRINKING WATER 
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4 APWO2 AT G 4 2 2 X X X 24061026-004 
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CHAIN-OF-CUSTODY / Analytical Request Document 24061026 
The Chain-of-Custody is a LEGAL DOCUMENT. Al relevant fields must be completed accurately. 

Section A Section B Section C 
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Page: 2 of S 
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Newton, IL 62448 Sam Davies - samantha.daviea@viatracOrp.com  Address: see Section A NPDES GROUNDWATER DRINKING WATER 
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CHAIN-OF-CUSTODY I Analytical Request Document 24061026 
The Chain-of-Custody is a LEGAL DOCUMENT. All relevant fields must be completed accurately. 

Section A Section 8 Section C 

Required Close Information: Required Project information: Invoico information: 
Page: 3 or 6 

Company: Vrstra Corp-Newton Report To: Brian Voelker Attention: Terry Hanratty 

Address: 6725 N 500th St Copy To: Tony Hanratly - Tersy.Hanratty©vislracorp.com  Company Name: Vistra Corp REGULATORY AGENCY 

Newton, IL 62448 Sam Davies - samanlha.davies@vistracorpcom Address: see Section A NPDES GROUND WATER DRINKING WATER 
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PRINT Name of SAMPLERtF )d'YC 

SIGNATURE of SAMPLE46U4tta kil 
DATE Signed 
(MMIDDFtY): 1/10/2-it 

confidential 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



24061026 
CHAIN-OF-CUSTODY I Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. All relevant fields must be completed accurately. 

Section A Seaton Section C 

Requited Clew Information Required Project inforrneion: relics lnfornteeon: 
o B Page: 4 f 

Compen Vistra Corp-Newton Report To: Brian Voeiker Attereon: Terry Hanratty 

Address: 6725 N 500th St Copy To: Terry Hanratty- Terry.Hanratty©vistrecorp.com  Company Name: Vistra Corp REGULATORY AGENCY 

Newton, IL 62448 Sam DSes - samanthadavies@vislracorp.com  Address: see Section A NPDES GROUNDWATER DRINKING WATER 

UST RCRA OTHER Email To' 2rj: Vo&l:.er@V]slracorp.c:ohit PurchaseOrderNo.: 
Reference: 

Phone: (217) 753-8911 Fax Project Name: Praled 
Manager: 

Site Location 

STATE: 
IL 

Requested Due Data/TAT: 10 day Proiect Number: 2285 pselse 0: 

Requested Analysis Filtered (YIN) 

lb 

lu 

Section D Valid Matrix C 
Reqi*ed Cient Infarrratbn MATRIX 
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Preservatives 
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senqxtio WATER 
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WASTE WATER 
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SOUEOUD 
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SAMPLE ID wipe 

(A-Z, 0-9 offeR 
Sample iDs MUST BEUNIQUE users 
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(1) 
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e
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a
l
 C
h
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n
e
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/
N
)
  

-] 

Project Noi Lab LD. 

G208 WI 0 2 1 I X X 24061026-049 

2 G217S w-r 0 5 2 1 1 1 X 24061026-050 

3.  G218 w-r 0 0 X 24061026-061 

4.  G220 wi 0 . Q, 24- 1059 2 1 1 X X 24061026-052 

6 G221 wi 0 5 2 1 1 1 X 24061026-053 

G222 WT 0 2 1 1 X X 24061026-054 

WI G —1. tLj I1S 2 1 1 X X 24081026-055 
G223 

(3224 WI 0 2 I I X X 24061026-056 

s (3225 yr 0 5 2 1 1 1 X 24061026-057 

(3230 WI 0 \I\\j 6 2 1 2 1 X X 24061026-058 

11 G231 wv e lie-i_H 44%cX- 6 2 1 2 1 X X 24061026-059 

12 (3232 WT G 8 2 1 2 1 X X 24061028-060 

13 (3233 wi G 6 2 1 2 i X X 24051026-061 

14 (3234 WI G 5 2 1 1 1 X 24061026-062 

16 G48MG WI 0 2 1 1 X 24061028-083 

16 L1R WI 0 2 1 1 X X 24061028-064 

ADDITIONAL COMMENTS RELINQUISHED BY, AFFIJATION DATE TIME ACCEPTED BY IAPPLLATION DATE TIME SAMPLE CONDITIONS 

NEW-24Q3 Rev I 1/Ic/rn i5Zc _L —g/ 7/zJw Lfl1 

SAMPLER NAME AND SIGNATURE 
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PRINT New or SAMPLERr'(IVI 
SIGNATURE  of SAMPLER/f ifiPt I 19.&J I -A' 

DATE Signed 

, I (MM!DDTYY): 7 

Confidential 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



24061026 
CHAIN-OF-CUSTODY! Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. All relevant fields must be completed accurately. 

Section A Section B Section C 
Required Clank Iritorn,aeon: Required Project Information: Invoice IrItorInaton: 

Page: 5 of 

Corrç'an Vistra Corp-Newton ReportTo: Brian Voelker Attention: Terry Hanratty 

Address: 6725 N 500th St Copy To: Terry Hanralty - Terry.HanrattyvisIracorp.com  Company Name: Vistra Corp REGULATORY AGENCY 

Newton, IL 62448 Sam Davies - aamanthadevies@vistrawrp.com  Address: see Section A NPDES GROUNDWATER DRINKING WATER 

UST RCRA OTHER EnlailTo: 13iIun. vi, eik.:riJkV:siiaCorceom Purchase Order No. Q.ts 
Reltrence: 

Phone: (217) 753-8911 Fax: Project Name: Froled 
Manage': Site Location 

STATE: 
IL 

RequestedDueDate!TAT: 10 day Pro1ectNumbec 2285 Promet 

Requested Analysis Fil ered (YIN) 
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Section 0 Valid Matrix Codes 
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Preservatives 
a 

d..worse 
WATER 
WPSTE WATER 
PWYICT 
srxuacuo 

SAMPLE ID fiFE 
As 

(A-Z,0.9l r) outeR 
sampIe IDs MUST BEUNIQUE iTSSO 

DATE TIME [
n
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v
e
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Lxx z 
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0 
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E
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do 
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E
S
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E
W
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S
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do 
 

z 

t. 
5 
2 
a 
- 

o project NoJ Lab l.a 

(201 WI G 0 X 24061026-065 

2 L202 WT G 0 X 24061026-066 

3 1203 WI G 0 X 24081026-067 

4 1204 WI G 0 X 24061026-066 

5 1205 WI G 0 X 24061026-069 

a L301 WI G 2 1 1 X 24061026-070 

7 R217D WI G 6 2 1 2 1 X X 24061026-071 

8 R219 WI 0 5 2 1 1 1 X 24061026-072 

9 SG02 WI 0 0 X X 24061026-073 

10 XPWOI WI 0 2 1 1 X 24061026-074 

ii XPW02 WI 0 2 1 1 X 24061026-075 

12 XPW03 '#1 0 2 1 1 X 24061026-076 

13 XPWO4 WI 0 2 1 1 X 24061026-077 

14 XSG01 WI 0 0 X X 24061026-078 

15 Field Blank WI 0 6 4 1 1 X X X X X X X 24061026-079 

16 A213 Duplicate WI 0 5 2 1 1 1 X 24061026-080 

ADDITIONAL COMMENTS RELINQUISHED BY! APFLMTION DATE TIME ACCEPTED BY/AFFLLTKIN DATE TIME SAMPLE CONDITIONS 

NEW-2 A n'% Rev I '— 1/w/l 15-)5- 

SAMPLER  NAME AND SIGNATURE a 
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DATE Signed 
(MM)DDWY) 1 h'zx 
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APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



24061026 
CHAIN-OF-CUSTODY / Analytical Request Document 
The Chaincf-Custody is a LEGAL DOCUMENT. Al relevant fields must be completed accurately. 

Section A Section B Section C 

Required Chest Information: Required Project information: invoice inforrsator,: 
Page: 6 of 6 

Company: Vistra Corp-Newton ReP0rtTo: Brian Voelker Attento Terry Han ratty 

Address: 6725 N 500th St Copy To: Terry Hanratty - Ternj.Hanraityivistracorp.com  Company Name: Vistra Corp REGULATORY AGENCY 

Newton, IL 82448 Sam Davies - samantha.da'siesvisiracorp.com Address: see Section A NPDES GROUND WATER DRINKING WATER 

UST RCR,A OTHER ErnailTo: Brjan.Voeikerat\/isiracorn.c:nrn ..................................-......, PurchaseorderNo.: Qie 

Phone: (217) 753-8911 Fax: Project Name: Prejest Site LoCatioj 

STATE: 
IL 

Requested Due DatefrAT: 10 day Pr*ct Number: 2285 RoWe 5: 

Requested Malys's Filtered (YIN) 
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Section Valid MatrlxC 
Requfred Oieatintarn,aliaa Mamti 
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Preservatives 
ORWEPIOWATER 
WAlER 
WASTE WATER 
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SAMPLE ID IL  
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Semple iDs MUST BEUNIQUE ones 
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Project Nod Lab ii 

APW02 Duplicate vaT C 4 2 2 X X X 24G61026-081 

2 GI04 Duplicate WT 6 5 2 1 I I X 24051026-082 

a Equipment Blank l WTG 64 1 1 XXX XXX X 24051026-083 

4 Equipment Blank 2 WT 6 6 4 I 1 X X X X X X X 24061026-064 

S Equipment Blank 3 WT 6 6 4 1 1 X X X X X X X 24051026-085 

e LREP wr 6 8 4 1 3 X 24061026-086 

WTh i-O-N\ QC1L 
G23O ytctin 
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16 

ADDITIONAL COMMENTS RawJQuIsHED BYIAFFLLATION DATE TIME ACCEPTED BY IAFFLTION DATE TIME SAMPLE CONDITIONS 

NEW-24Q3 Rev I (t99vt-_-- 7/t/ £ 57i-  - -J-----  7/2 1st5 

SAMPLER NAME AND SIGNATURE P 
a 

fl- 
- 

flU 
— 

PRiNTNflOfSAMPLERCCMy4 

SIGNATURE W 1iacfti-t LE#' j (MMDDIY'Y): "-rlmj7q 

ConfidentIal 

APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



CHAIN-OF-CUSTODY I Analytical Request Document 24061026 
The Chain-of-Custody is a LEGAL DOCUMENT. All relevant fields must be completed accurately 

Section A 
Required Cient Inlormaton: 

Section B Section C 
Required Project Information: Invoice Inf.roi 

Papy: 3 of 6 
Cosj-: Vistxa Corp-Newton peportlo: Brian Voelker Atiarfion: Terry Hanratty 

Ad&ess: 6725 N 500th St Copy To: Terry Hanratty - TenyHanratty@vistracorp.com  Conipany Name: Vistra Corp REGULATORY AGENCY 

Newton, IL 62448 Sam Davies - samantha.davies@vistracorp.com  Address: see Section A NPOES GROUND WATER DRINKING WATER 

UST RCRA OTHER EmailTo: Rion voelketVisliaCccp.cçnit Prrchste Order No,: osole 
Relererce: 

Phone: (217) 753-8911 Fax: Project Name: Praject 
Manager: Site Location 

STATE: 
IL 

Requested Due DatelTAT: 10 day Project Number: 2285 Prrile #. 

Requested Analysis Filtered (YIN) 

W 

Section 0 
ReqatedoIecslnfermalion 

SAMPLE ID  
(A-Z,0-9/,-) 

So" lDs MUST aEUNIQUE 

Valid Matrix Codes 
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Preservatives 
ra,ecnle welsa 
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e
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C
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Project Nod Lab lO. 

G115 WT C 0 X 24061026-033 

2 G116 WT C 1-tt'2 i 2" 5 2 1 1 1 X X 24061026-034 

3 13117 WI C 0 X 24061026-035 

4 G118 WT C o X 24061026-036 

5 G119 WI C 0 X 24061026-037 

6 G120 wi C 0 X 24061026-038 

7 (3125 wi C 5 2 1 1 1 X 24061026-039 

8 (3128 WT C 5 2 1 1 1 X 24061026-040 

9 (3130 wi C 5 2 I 1 1 X 24061026-041 

10 (3133 WI C 5 2 1 1 1 X 24081026-042 

11 (3136 wi C 5 2 1 I i X 24061026-043 

12 (3139 WT C 5 2 1 1 1 X 24061026-044 

13 (3141 wr C 5 2 1 1 1 X 24061026-045 

14 (3201 wi C 2 1 1 X 24061028-046 

16 (3202 wr C 2 1 1 X 24061026-047 

Is (3203 WI C 2 1 1 X 24061026-048 

ADDITIONAL COMMENTS RELINQUISHED BY) AFFIUATION DATE TIME ACCEPTED BY!AFFLLRTION DATE TIME SAMPLE CONDITIONS 

NEW-2403 Rev I  

SI 

LER NAME AND SIGNATUR 
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APPENDIX A. 
ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



24061026 
CHAIN-OF-CUSTODY I Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. MI relevant fields must be completed accurately. 

Section A Section 8 
Required Cleel lotion: Required Project Intormaton: 

Section C 
Invoice lntorton: 

Papa: 4 or 6 

Company: Vistra Corp-Newton Report To: Brian Voelker Attention: Terry Hanratty 

Address: 6725 N 500th St Copy To: Terry Hanratty - Terry.Hanrattyvistracorpcom Company Name: Vistra Corp REGULATORY AGENCY 

Newton, IL 62446 Sam Davies - samantha.davies&tsacorp.corn Address: see Section A NPDES GROUNDWATER DRINKING WATER 

UST RCRA OTHER EmailTo: i3ri1r1;Vo&kc-I (i:VLsiraCorp.coIii Purchase OrderNo.: Omle 
Releseece: 

Phors: (217) 753-6911 Fax: Prolect Name: Pse)ect 
Manager: 

Site Location 

STATE. 
IL 

Requested Due DateFrAT: 10 day Proyect Number: 2285 Pretle 4: 

Requested Analysis Filtered (YIN) 
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Section D Valid Matrix 0 
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SAMPLE ID wmt 
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Project Noi Lab LD. 

0208 WI G 2 1 1 X X 24061026-049 

2 02175 wi G 7//oUlf -{0 5 2 1 1 1 X 24061026-050 

3 G218 wi is 0 X 24061026-051 

4 0220 wr 6 2 1 1 X X 24051026-052 

0221 WT G 5 2 1 1 I X 24061026-053 

6 WI 6 2 1 1 X X 24061025-054 0222 

7 WT is 2 1 1 X X 24051026-055 0223 

8 0224 wi is 2 1 1 X X 24061026-056 

9 0225 wi 6 5 2 1 1 1 X 24061026-057 

10 0230 wr is 6 2 1 2 1 X X 24061026-058 

ii 0231 wi is 6 2 1 2 1 X X 24061026-059 

12 0232 WI 6 6 2 1 2 1 X X 24061028-060 

13 wi 6 6 2 1 2 1 X X 24061026-061 0233 

14 0234 vaT 6 5 2 1 1 1 X 24061025-062 

16 048MG wi is 2 1 1 X 24061026-063 

16 L1R wi is 2 1 1 X X 24061026-064 

ADDrrI0NALCOMMEtJTS BY/AFFtAT ¶ DATE TIME ACCEPTS BYJAFPUAN DATE TIME SAMPLECONDffVNS 

NEW-24Q3 Rev I i(ibO%'—  /47 /toy 'Th. Ics >- 
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ANNUAL GROUNDWATER MONITORING AND CORRECTIVE ACTION REPORT 

NEWTON POWER PLANT, LANDFILL 2 
NEW-257-502



24061026 
CHAIN-OF-CUSTODY I Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. All relevant fields must be completee accurately. 

Section A Section B Section C 
Required deny Irriormalion: Required Project Informatom Invoice IntorrnaIion: 

Page: 5 of 6 

Oorrpany: Vistra Corp-Newton RepoetTo: Brian Voelker Atienton: Terry 1-tanratty 

Areas: 6725 N 500th St Copy To: Terry Hanratty - TenyHanrattyIQisfracorp.com  Company Name: Vsfra Corp REGULATORY AGENCY 

Newton IL 62448 Sam Davies - aamantha.daviesvistracorp.coni Address: see Section A NPDES GROUND WATER DRINKING WATER 

UST RCRA OTHER EnlailTo: l3rtayLVr,elkeV[straCo[pc-u:I: PurchaseOrderNe.: O'tn 
Reference: 

Phone: (217) 753-8911 Far Project Name: Preled 
Manager: Site Location 

STATE: 
IL 

Requested Due DateffAT: 10 day Project Number: 2285 Pr t: 

Requested Analysis Filtered (YIN) 
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stollen Valid MatrIxC des 
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Project Noi Lab Lo. 

L201 WI G 0 X 24061026-065 

2 1102 WT G 0 X 24061026-068 

3 1103 WT 6 0 X 24081026-067 

4 1104 WI 0 0 X 24061026-068 

5 1105 wv c 0 X 24061026-069 

L301 WI G 7-Ic JY 2 1 1 X 24061026-070 

7 R217Dc WT C 11 6 21 2 1 X X . 24061026-071 $-O)t 
a R219 vaT G iO-t'. iZ'_j 5 2 1 I 1 X 24061026-072 

e 5G02 WI C 
— (I 

0 )( X 24061026-073 

10 XPWOI WT 0 J/2j I'S'  2 I I X 24061026-074 
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APPENDIX B
STATISTICAL METHODOLOGY FOR DETERMINATION 
OF BACKGROUND VALUES  



Statistical Methodology for Determination of 
Background Values
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