
 
 

 

Illinois Power Generating Company 
1500 Eastport Plaza Drive 

Collinsville, IL 62234 
August 16, 2024 
 

Illinois Environmental Protection Agency 

DWPC – Permits MC#15 

Attn: Part 845 Coal Combustion Residual Rule Submittal 
1021 North Grand Avenue East 

Springfield, IL 62794 

 

Re: Coffeen Power Plant GMF Gypsum Stack Pond; IEPA ID # W1350150004-03 
 

Dear Mr. LeCrone: 

 

In accordance with Title 35 of the Illinois Administrative Code (35 I.A.C.) § 845.610(b)(3)(D), Illinois Power 
Generating Company (IPGC) is submitting groundwater monitoring data for the Quarter 2, 2024 (Q2 2024) 

sampling event at the Coffeen Power Plant Gypsum Management Facility (GMF) Gypsum Stack Pond (GSP), 

identified by Illinois Environmental Protection Agency (IEPA) ID No. W1350150004-03. This data is being 

submitted and placed in the facility's operating record as required by 35 I.A.C. § 845.800(d)(15) within 60 
days of receiving final laboratory analytical data. Results were compared with the groundwater protection 

standards (GWPSs) described in 35 I.A.C. § 845.600 to determine statistical exceedances of the GWPS.  

 

The date of this submittal is considered to be the date that exceedances of the GWPSs were detected. This 
notification of exceedances of the GWPSs in 35 I.A.C. § 845.600 will be placed in the facility's operating record 

within 30 days as required by 35 I.A.C. § 845.800(d)(16). 

 

A Corrective Measures Assessment (CMA) for the GMF GSP was initiated on January 14, 2024, completed, and 
submitted to IEPA on June 12, 2024 in accordance with 35 I.A.C. § 845.660. The CMA was the first step 

towards developing a Corrective Action Plan which will ultimately select a remedy to address all releases from 

the GMF GSP. The selected remedy will meet the performance standards of 35 I.A.C. § 845.670(d) and the 

Corrective Action Plan will be submitted to the Agency on or before June 12, 2025. Once implemented and 
completed, the selected remedy will attain the GWPSs.  

 

Sincerely, 

 

 

 
 

Dianna Tickner, PE, PMP 

Senior Director, Demolition and Decommission 
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35 I.A.C. § 845.610(b)(3)(D) 

GROUNDWATER MONITORING DATA AND DETECTED EXCEEDANCES 
QUARTER 2, 2024 

COFFEEN GMF GYPSUM STACK POND, COFFEEN POWER PLANT, COFFEEN, 
ILLINOIS 

August 16, 2024 

Samples were collected between April 30, 2024 and May 7, 2024 and analyzed for the parameters listed in 

Title 35 of the Illinois Administrative Code (35 I.A.C.) § 845.600(a), calcium, and turbidity. Final laboratory 

analytical data was received on June 17, 2024.  

The monitoring well locations are included in Figure 1. Attachment A summarizes the groundwater 

elevation data for the Quarter 2, 2024 sampling event. Groundwater elevation is monitored at the NE Riser 

using a transducer; however, the transducer was removed in May 2024 for repairs and no groundwater 

elevation was recorded during the Quarter 2,2024 event. Table 1 is a summary of the field parameters and 

analytical results. Attachment B contains the associated laboratory analytical reports and field data sheets 

for the Quarter 2, 2024 sampling event. 

Statistical procedures used to evaluate groundwater results are provided in Appendix A of the Groundwater 

Monitoring Plan1 included in the operating permit application. In accordance with 35 I.A.C. § 

845.610(b)(3)(B), the Quarter 2, 2024 groundwater monitoring data were evaluated for statistical 

exceedances over background levels for the constituents listed in 35 I.A.C. § 845.600. Attachment C shows 

the statistically derived values compared to background levels. 

In accordance with 35 I.A.C. § 845.610(b)(3)(C), the statistically derived values identified as Statistical 

Results in Table 2 were compared with the groundwater protection standards (GWPSs) described in 

35 I.A.C. § 845.600 to determine statistical exceedances of the GWPS, as shown in Table 2. The date of this 

submittal is considered to be the date that the exceedances were detected.  

TABLES 

Table 1 Field Parameters and Analytical Results - Quarter 2, 2024 

Table 2 Comparison of Statistical Results to GWPS - Quarter 2, 2024 

FIGURES 

Figure 1 Monitoring Well Location Map 

ATTACHMENTS 

Attachment A Groundwater Elevation Data - Quarter 2, 2024 

Attachment B Laboratory Reports and Field Data Sheets - Quarter 2, 2024 

Attachment C Comparison of Statistical Results to Background - Quarter 2, 2024 

 

1 Ramboll Americas Engineering Solutions, Inc. (Ramboll), 2021. Groundwater Monitoring Plan. GMF Gypsum Stack Pond. Coffeen Power 

Plant. Coffeen, Illinois. October 25, 2021.  
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TABLE 1. 

FIELD PARAMETERS AND ANALYTICAL RESULTS - QUARTER 2, 2024 
845 QUARTERLY REPORT 

COFFEEN POWER PLANT 

GMF GYPSUM STACK POND 

COFFEEN, IL 

Well ID Well Type Event Date Parameter Result Unit 

G200 Background E005 05/07/2024 Antimony, total 0.0008 U mg/L 

G200 Background E005 05/07/2024 Arsenic, total 0.00150 mg/L 

G200 Background E005 05/07/2024 Barium, total 0.0539 mg/L 

G200 Background E005 05/07/2024 Beryllium, total 0.0002 U mg/L 

G200 Background E005 05/07/2024 Boron, total 0.011 J mg/L 

G200 Background E005 05/07/2024 Cadmium, total 0.0002 U mg/L 

G200 Background E005 05/07/2024 Calcium, total 94.3 mg/L 

G200 Background E005 05/07/2024 Chloride, total 61.0 mg/L 

G200 Background E005 05/07/2024 Chromium, total 0.00200 J+ mg/L 

G200 Background E005 05/07/2024 Cobalt, total 0.0007 J mg/L 

G200 Background E005 05/07/2024 Dissolved Oxygen 0.130 mg/L 

G200 Background E005 05/07/2024 Fluoride, total 0.360 mg/L 

G200 Background E005 05/07/2024 Lead, total 0.00100 J mg/L 

G200 Background E005 05/07/2024 Lithium, total 0.00570 mg/L 

G200 Background E005 05/07/2024 Mercury, total 0.00006 U mg/L 

G200 Background E005 05/07/2024 Molybdenum, total 0.00240 mg/L 

G200 Background E005 05/07/2024 Oxidation Reduction Potential 6.00 mV 

G200 Background E005 05/07/2024 pH (field) 7.2 SU 

G200 Background E005 05/07/2024 Radium 226 + Radium 228, total 0.0864 pCi/L 

G200 Background E005 05/07/2024 Selenium, total 0.00440 J+ mg/L 

G200 Background E005 05/07/2024 Specific Conductance @ 25C (field) 850 micromhos/cm 

G200 Background E005 05/07/2024 Sulfate, total 110 J- mg/L 

G200 Background E005 05/07/2024 Temperature 17.3 degrees C 

G200 Background E005 05/07/2024 Thallium, total 0.0012 J mg/L 

G200 Background E005 05/07/2024 Total Dissolved Solids 534 mg/L 

G200 Background E005 05/07/2024 Turbidity, field 53.0 NTU 

R201 Background E005 05/07/2024 Antimony, total 0.0008 U mg/L 

R201 Background E005 05/07/2024 Arsenic, total 0.00110 mg/L 

R201 Background E005 05/07/2024 Barium, total 0.0619 mg/L 

R201 Background E005 05/07/2024 Beryllium, total 0.0002 U mg/L 

R201 Background E005 05/07/2024 Boron, total 0.01 J mg/L 

R201 Background E005 05/07/2024 Cadmium, total 0.0002 U mg/L 

R201 Background E005 05/07/2024 Calcium, total 107 mg/L 

R201 Background E005 05/07/2024 Chloride, total 51.0 mg/L 

R201 Background E005 05/07/2024 Chromium, total 0.0007 U mg/L 

R201 Background E005 05/07/2024 Cobalt, total 0.0007 J mg/L 

R201 Background E005 05/07/2024 Dissolved Oxygen 2.05 mg/L 

R201 Background E005 05/07/2024 Fluoride, total 0.360 mg/L 

R201 Background E005 05/07/2024 Lead, total 0.0006 U mg/L 

R201 Background E005 05/07/2024 Lithium, total 0.00300 J mg/L 

R201 Background E005 05/07/2024 Mercury, total 0.00006 U mg/L 

R201 Background E005 05/07/2024 Molybdenum, total 0.0009 U mg/L 

R201 Background E005 05/07/2024 Oxidation Reduction Potential -14.0 mV 

R201 Background E005 05/07/2024 pH (field) 7.0 SU 

R201 Background E005 05/07/2024 Radium 226 + Radium 228, total 0.817 pCi/L 

R201 Background E005 05/07/2024 Selenium, total 0.0006 U mg/L 
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TABLE 1. 

FIELD PARAMETERS AND ANALYTICAL RESULTS - QUARTER 2, 2024 
845 QUARTERLY REPORT 

COFFEEN POWER PLANT 

GMF GYPSUM STACK POND 

COFFEEN, IL 

Well ID Well Type Event Date Parameter Result Unit 

R201 Background E005 05/07/2024 Specific Conductance @ 25C (field) 986 micromhos/cm 

R201 Background E005 05/07/2024 Sulfate, total 155 mg/L 

R201 Background E005 05/07/2024 Temperature 16.2 degrees C 

R201 Background E005 05/07/2024 Thallium, total 0.001 U mg/L 

R201 Background E005 05/07/2024 Total Dissolved Solids 668 mg/L 

R201 Background E005 05/07/2024 Turbidity, field 6.80 NTU 

G206 Compliance E005 04/30/2024 Antimony, total 0.0004 U mg/L 

G206 Compliance E005 04/30/2024 Arsenic, total 0.00110 mg/L 

G206 Compliance E005 04/30/2024 Barium, total 0.0784 mg/L 

G206 Compliance E005 04/30/2024 Beryllium, total 0.0002 U mg/L 

G206 Compliance E005 04/30/2024 Boron, total 0.0092 U mg/L 

G206 Compliance E005 04/30/2024 Cadmium, total 0.0002 U mg/L 

G206 Compliance E005 04/30/2024 Calcium, total 94.1 mg/L 

G206 Compliance E005 04/30/2024 Chloride, total 23.0 mg/L 

G206 Compliance E005 04/30/2024 Chromium, total 0.00230 J+ mg/L 

G206 Compliance E005 04/30/2024 Cobalt, total 0.0007 J mg/L 

G206 Compliance E005 04/30/2024 Dissolved Oxygen 1.71 mg/L 

G206 Compliance E005 04/30/2024 Fluoride, total 0.400 mg/L 

G206 Compliance E005 04/30/2024 Lead, total 0.0006 U mg/L 

G206 Compliance E005 04/30/2024 Lithium, total 0.0027 J mg/L 

G206 Compliance E005 04/30/2024 Mercury, total 0.00006 U mg/L 

G206 Compliance E005 04/30/2024 Molybdenum, total 0.00180 mg/L 

G206 Compliance E005 04/30/2024 Oxidation Reduction Potential -37.0 mV 

G206 Compliance E005 04/30/2024 pH (field) 7.1 SU 

G206 Compliance E005 04/30/2024 Radium 226 + Radium 228, total 0.266 pCi/L 

G206 Compliance E005 04/30/2024 Selenium, total 0.0006 U mg/L 

G206 Compliance E005 04/30/2024 Specific Conductance @ 25C (field) 858 micromhos/cm 

G206 Compliance E005 04/30/2024 Sulfate, total 179 mg/L 

G206 Compliance E005 04/30/2024 Temperature 15.1 degrees C 

G206 Compliance E005 04/30/2024 Thallium, total 0.001 U mg/L 

G206 Compliance E005 04/30/2024 Total Dissolved Solids 550 mg/L 

G206 Compliance E005 04/30/2024 Turbidity, field 13.0 NTU 

G206D Compliance E005 04/30/2024 Antimony, total 0.0004 U mg/L 

G206D Compliance E005 04/30/2024 Arsenic, total 0.0119 mg/L 

G206D Compliance E005 04/30/2024 Barium, total 0.269 mg/L 

G206D Compliance E005 04/30/2024 Beryllium, total 0.0002 U mg/L 

G206D Compliance E005 04/30/2024 Boron, total 0.121 mg/L 

G206D Compliance E005 04/30/2024 Cadmium, total 0.0002 U mg/L 

G206D Compliance E005 04/30/2024 Calcium, total 82.0 mg/L 

G206D Compliance E005 04/30/2024 Chloride, total 19.0 mg/L 

G206D Compliance E005 04/30/2024 Chromium, total 0.00240 J+ mg/L 

G206D Compliance E005 04/30/2024 Cobalt, total 0.0005 J mg/L 

G206D Compliance E005 04/30/2024 Dissolved Oxygen 0.710 mg/L 

G206D Compliance E005 04/30/2024 Fluoride, total 0.950 mg/L 

G206D Compliance E005 04/30/2024 Lead, total 0.0006 U mg/L 

G206D Compliance E005 04/30/2024 Lithium, total 0.00300 mg/L 
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TABLE 1. 

FIELD PARAMETERS AND ANALYTICAL RESULTS - QUARTER 2, 2024 
845 QUARTERLY REPORT 

COFFEEN POWER PLANT 

GMF GYPSUM STACK POND 

COFFEEN, IL 

Well ID Well Type Event Date Parameter Result Unit 

G206D Compliance E005 04/30/2024 Mercury, total 0.00006 U mg/L 

G206D Compliance E005 04/30/2024 Molybdenum, total 0.0115 mg/L 

G206D Compliance E005 04/30/2024 Oxidation Reduction Potential -104 mV 

G206D Compliance E005 04/30/2024 pH (field) 7.3 SU 

G206D Compliance E005 04/30/2024 Radium 226 + Radium 228, total 0.33 pCi/L 

G206D Compliance E005 04/30/2024 Selenium, total 0.0006 U mg/L 

G206D Compliance E005 04/30/2024 Specific Conductance @ 25C (field) 982 micromhos/cm 

G206D Compliance E005 04/30/2024 Sulfate, total 120 mg/L 

G206D Compliance E005 04/30/2024 Temperature 15.9 degrees C 

G206D Compliance E005 04/30/2024 Thallium, total 0.001 U mg/L 

G206D Compliance E005 04/30/2024 Total Dissolved Solids 630 mg/L 

G206D Compliance E005 04/30/2024 Turbidity, field 13.0 NTU 

G209 Compliance E005 05/01/2024 Antimony, total 0.0009 J mg/L 

G209 Compliance E005 05/01/2024 Arsenic, total 0.00150 mg/L 

G209 Compliance E005 05/01/2024 Barium, total 0.0750 mg/L 

G209 Compliance E005 05/01/2024 Beryllium, total 0.0002 U mg/L 

G209 Compliance E005 05/01/2024 Boron, total 0.0092 U mg/L 

G209 Compliance E005 05/01/2024 Cadmium, total 0.0002 U mg/L 

G209 Compliance E005 05/01/2024 Calcium, total 159 mg/L 

G209 Compliance E005 05/01/2024 Chloride, total 59.0 mg/L 

G209 Compliance E005 05/01/2024 Chromium, total 0.00160 J+ mg/L 

G209 Compliance E005 05/01/2024 Cobalt, total 0.0005 J mg/L 

G209 Compliance E005 05/01/2024 Dissolved Oxygen 0.870 mg/L 

G209 Compliance E005 05/01/2024 Fluoride, total 0.520 mg/L 

G209 Compliance E005 05/01/2024 Lead, total 0.0006 U mg/L 

G209 Compliance E005 05/01/2024 Lithium, total 0.00500 mg/L 

G209 Compliance E005 05/01/2024 Mercury, total 0.00006 U mg/L 

G209 Compliance E005 05/01/2024 Molybdenum, total 0.00330 mg/L 

G209 Compliance E005 05/01/2024 Oxidation Reduction Potential -7.00 mV 

G209 Compliance E005 05/01/2024 pH (field) 7.0 SU 

G209 Compliance E005 05/01/2024 Radium 226 + Radium 228, total 0.653 pCi/L 

G209 Compliance E005 05/01/2024 Selenium, total 0.0006 U mg/L 

G209 Compliance E005 05/01/2024 Specific Conductance @ 25C (field) 1,540 micromhos/cm 

G209 Compliance E005 05/01/2024 Sulfate, total 233 mg/L 

G209 Compliance E005 05/01/2024 Temperature 13.9 degrees C 

G209 Compliance E005 05/01/2024 Thallium, total 0.001 U mg/L 

G209 Compliance E005 05/01/2024 Total Dissolved Solids 924 mg/L 

G209 Compliance E005 05/01/2024 Turbidity, field 11.0 NTU 

G212 Compliance E005 05/01/2024 Antimony, total 0.0005 U mg/L 

G212 Compliance E005 05/01/2024 Arsenic, total 0.0004 U mg/L 

G212 Compliance E005 05/01/2024 Barium, total 0.0549 mg/L 

G212 Compliance E005 05/01/2024 Beryllium, total 0.0002 U mg/L 

G212 Compliance E005 05/01/2024 Boron, total 0.0092 U mg/L 

G212 Compliance E005 05/01/2024 Cadmium, total 0.0002 U mg/L 

G212 Compliance E005 05/01/2024 Calcium, total 59.0 mg/L 

G212 Compliance E005 05/01/2024 Chloride, total 44.0 mg/L 
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TABLE 1. 

FIELD PARAMETERS AND ANALYTICAL RESULTS - QUARTER 2, 2024 
845 QUARTERLY REPORT 

COFFEEN POWER PLANT 

GMF GYPSUM STACK POND 

COFFEEN, IL 

Well ID Well Type Event Date Parameter Result Unit 

G212 Compliance E005 05/01/2024 Chromium, total 0.0015 UJ mg/L 

G212 Compliance E005 05/01/2024 Cobalt, total 0.0001 U mg/L 

G212 Compliance E005 05/01/2024 Dissolved Oxygen 1.24 mg/L 

G212 Compliance E005 05/01/2024 Fluoride, total 0.320 mg/L 

G212 Compliance E005 05/01/2024 Lead, total 0.0006 U mg/L 

G212 Compliance E005 05/01/2024 Lithium, total 0.0017 J mg/L 

G212 Compliance E005 05/01/2024 Mercury, total 0.00006 U mg/L 

G212 Compliance E005 05/01/2024 Molybdenum, total 0.0006 U mg/L 

G212 Compliance E005 05/01/2024 Oxidation Reduction Potential 133 mV 

G212 Compliance E005 05/01/2024 pH (field) 7.2 SU 

G212 Compliance E005 05/01/2024 Radium 226 + Radium 228, total 1.07 pCi/L 

G212 Compliance E005 05/01/2024 Selenium, total 0.00100 J+ mg/L 

G212 Compliance E005 05/01/2024 Specific Conductance @ 25C (field) 681 micromhos/cm 

G212 Compliance E005 05/01/2024 Sulfate, total 58.0 mg/L 

G212 Compliance E005 05/01/2024 Temperature 14.6 degrees C 

G212 Compliance E005 05/01/2024 Thallium, total 0.001 U mg/L 

G212 Compliance E005 05/01/2024 Total Dissolved Solids 470 mg/L 

G212 Compliance E005 05/01/2024 Turbidity, field 4.60 NTU 

G213 Compliance E005 05/06/2024 Antimony, total 0.0006 U mg/L 

G213 Compliance E005 05/06/2024 Arsenic, total 0.00130 mg/L 

G213 Compliance E005 05/06/2024 Barium, total 0.0578 mg/L 

G213 Compliance E005 05/06/2024 Beryllium, total 0.0002 U mg/L 

G213 Compliance E005 05/06/2024 Boron, total 0.0092 U mg/L 

G213 Compliance E005 05/06/2024 Cadmium, total 0.0002 U mg/L 

G213 Compliance E005 05/06/2024 Calcium, total 69.5 mg/L 

G213 Compliance E005 05/06/2024 Chloride, total 55.0 mg/L 

G213 Compliance E005 05/06/2024 Chromium, total 0.00440 J+ mg/L 

G213 Compliance E005 05/06/2024 Cobalt, total 0.0008 J mg/L 

G213 Compliance E005 05/06/2024 Dissolved Oxygen 0.900 mg/L 

G213 Compliance E005 05/06/2024 Fluoride, total 0.340 mg/L 

G213 Compliance E005 05/06/2024 Lead, total 0.00140 mg/L 

G213 Compliance E005 05/06/2024 Lithium, total 0.00420 mg/L 

G213 Compliance E005 05/06/2024 Mercury, total 0.00006 U mg/L 

G213 Compliance E005 05/06/2024 Molybdenum, total 0.00150 J mg/L 

G213 Compliance E005 05/06/2024 Oxidation Reduction Potential 64.0 mV 

G213 Compliance E005 05/06/2024 pH (field) 7.1 SU 

G213 Compliance E005 05/06/2024 Radium 226 + Radium 228, total 0.719 pCi/L 

G213 Compliance E005 05/06/2024 Selenium, total 0.00110 J+ mg/L 

G213 Compliance E005 05/06/2024 Specific Conductance @ 25C (field) 668 micromhos/cm 

G213 Compliance E005 05/06/2024 Sulfate, total 74.0 mg/L 

G213 Compliance E005 05/06/2024 Temperature 15.4 degrees C 

G213 Compliance E005 05/06/2024 Thallium, total 0.001 U mg/L 

G213 Compliance E005 05/06/2024 Total Dissolved Solids 390 mg/L 

G213 Compliance E005 05/06/2024 Turbidity, field 32.0 NTU 

G215 Compliance E005 04/30/2024 Antimony, total 0.0004 U mg/L 

G215 Compliance E005 04/30/2024 Arsenic, total 0.00220 mg/L 
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TABLE 1. 

FIELD PARAMETERS AND ANALYTICAL RESULTS - QUARTER 2, 2024 
845 QUARTERLY REPORT 

COFFEEN POWER PLANT 

GMF GYPSUM STACK POND 

COFFEEN, IL 

Well ID Well Type Event Date Parameter Result Unit 

G215 Compliance E005 04/30/2024 Barium, total 0.0356 mg/L 

G215 Compliance E005 04/30/2024 Beryllium, total 0.0002 U mg/L 

G215 Compliance E005 04/30/2024 Boron, total 0.886 mg/L 

G215 Compliance E005 04/30/2024 Cadmium, total 0.0002 U mg/L 

G215 Compliance E005 04/30/2024 Calcium, total 181 mg/L 

G215 Compliance E005 04/30/2024 Chloride, total 149 mg/L 

G215 Compliance E005 04/30/2024 Chromium, total 0.0007 U mg/L 

G215 Compliance E005 04/30/2024 Cobalt, total 0.0006 J mg/L 

G215 Compliance E005 04/30/2024 Dissolved Oxygen 0.690 mg/L 

G215 Compliance E005 04/30/2024 Fluoride, total 0.320 mg/L 

G215 Compliance E005 04/30/2024 Lead, total 0.0006 U mg/L 

G215 Compliance E005 04/30/2024 Lithium, total 0.00910 mg/L 

G215 Compliance E005 04/30/2024 Mercury, total 0.00006 U mg/L 

G215 Compliance E005 04/30/2024 Molybdenum, total 0.0006 U mg/L 

G215 Compliance E005 04/30/2024 Oxidation Reduction Potential -8.00 mV 

G215 Compliance E005 04/30/2024 pH (field) 6.9 SU 

G215 Compliance E005 04/30/2024 Radium 226 + Radium 228, total 0.201 pCi/L 

G215 Compliance E005 04/30/2024 Selenium, total 0.0006 U mg/L 

G215 Compliance E005 04/30/2024 Specific Conductance @ 25C (field) 1,910 micromhos/cm 

G215 Compliance E005 04/30/2024 Sulfate, total 555 mg/L 

G215 Compliance E005 04/30/2024 Temperature 15.1 degrees C 

G215 Compliance E005 04/30/2024 Thallium, total 0.001 U mg/L 

G215 Compliance E005 04/30/2024 Total Dissolved Solids 1,370 mg/L 

G215 Compliance E005 04/30/2024 Turbidity, field 10.0 NTU 

G217 Compliance E005 05/02/2024 Antimony, total 0.0006 U mg/L 

G217 Compliance E005 05/02/2024 Arsenic, total 0.0005 J mg/L 

G217 Compliance E005 05/02/2024 Barium, total 0.0828 mg/L 

G217 Compliance E005 05/02/2024 Beryllium, total 0.0002 U mg/L 

G217 Compliance E005 05/02/2024 Boron, total 0.0270 mg/L 

G217 Compliance E005 05/02/2024 Cadmium, total 0.0002 U mg/L 

G217 Compliance E005 05/02/2024 Calcium, total 211 mg/L 

G217 Compliance E005 05/02/2024 Chloride, total 131 mg/L 

G217 Compliance E005 05/02/2024 Chromium, total 0.00160 J+ mg/L 

G217 Compliance E005 05/02/2024 Cobalt, total 0.0004 J mg/L 

G217 Compliance E005 05/02/2024 Dissolved Oxygen 0.760 mg/L 

G217 Compliance E005 05/02/2024 Fluoride, total 0.410 mg/L 

G217 Compliance E005 05/02/2024 Lead, total 0.0006 U mg/L 

G217 Compliance E005 05/02/2024 Lithium, total 0.00370 mg/L 

G217 Compliance E005 05/02/2024 Mercury, total 0.00006 U mg/L 

G217 Compliance E005 05/02/2024 Molybdenum, total 0.001 J mg/L 

G217 Compliance E005 05/02/2024 Oxidation Reduction Potential 13.0 mV 

G217 Compliance E005 05/02/2024 pH (field) 6.9 SU 

G217 Compliance E005 05/02/2024 Radium 226 + Radium 228, total 0.336 pCi/L 

G217 Compliance E005 05/02/2024 Selenium, total 0.0006 U mg/L 

G217 Compliance E005 05/02/2024 Specific Conductance @ 25C (field) 1,560 micromhos/cm 

G217 Compliance E005 05/02/2024 Sulfate, total 460 mg/L 
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TABLE 1. 

FIELD PARAMETERS AND ANALYTICAL RESULTS - QUARTER 2, 2024 
845 QUARTERLY REPORT 

COFFEEN POWER PLANT 

GMF GYPSUM STACK POND 

COFFEEN, IL 

Well ID Well Type Event Date Parameter Result Unit 

G217 Compliance E005 05/02/2024 Temperature 15.6 degrees C 

G217 Compliance E005 05/02/2024 Thallium, total 0.001 U mg/L 

G217 Compliance E005 05/02/2024 Total Dissolved Solids 1,160 mg/L 

G217 Compliance E005 05/02/2024 Turbidity, field 4.50 NTU 

G218 Compliance E005 05/02/2024 Antimony, total 0.0006 U mg/L 

G218 Compliance E005 05/02/2024 Arsenic, total 0.00180 mg/L 

G218 Compliance E005 05/02/2024 Barium, total 0.0762 mg/L 

G218 Compliance E005 05/02/2024 Beryllium, total 0.0002 U mg/L 

G218 Compliance E005 05/02/2024 Boron, total 0.015 J mg/L 

G218 Compliance E005 05/02/2024 Cadmium, total 0.0002 U mg/L 

G218 Compliance E005 05/02/2024 Calcium, total 190 mg/L 

G218 Compliance E005 05/02/2024 Chloride, total 122 mg/L 

G218 Compliance E005 05/02/2024 Chromium, total 0.00310 J+ mg/L 

G218 Compliance E005 05/02/2024 Cobalt, total 0.0006 J mg/L 

G218 Compliance E005 05/02/2024 Dissolved Oxygen 0.630 mg/L 

G218 Compliance E005 05/02/2024 Fluoride, total 0.320 mg/L 

G218 Compliance E005 05/02/2024 Lead, total 0.0007 J mg/L 

G218 Compliance E005 05/02/2024 Lithium, total 0.00480 mg/L 

G218 Compliance E005 05/02/2024 Mercury, total 0.00006 U mg/L 

G218 Compliance E005 05/02/2024 Molybdenum, total 0.0006 J mg/L 

G218 Compliance E005 05/02/2024 Oxidation Reduction Potential -21.0 mV 

G218 Compliance E005 05/02/2024 pH (field) 6.9 SU 

G218 Compliance E005 05/02/2024 Radium 226 + Radium 228, total 0.311 pCi/L 

G218 Compliance E005 05/02/2024 Selenium, total 0.0006 U mg/L 

G218 Compliance E005 05/02/2024 Specific Conductance @ 25C (field) 1,520 micromhos/cm 

G218 Compliance E005 05/02/2024 Sulfate, total 423 mg/L 

G218 Compliance E005 05/02/2024 Temperature 15.7 degrees C 

G218 Compliance E005 05/02/2024 Thallium, total 0.001 U mg/L 

G218 Compliance E005 05/02/2024 Total Dissolved Solids 1,100 mg/L 

G218 Compliance E005 05/02/2024 Turbidity, field 26.0 NTU 

Notes: 
C = Celsius 

cm = centimeter 

mg/L = milligrams per liter 

mV = millivolts 
NTU = Nephelometric Turbidity Units 

pCi/L = picocuries per liter 

SU = Standard Units 

J = The result is an estimated quantity. The associated numerical value is the approximate concentration of the analyte in the sample. 
J- = The result is an estimated quantity, but the result may be biased low. 

J+ = The result is an estimated quantity, but the result may be biased high. 

U = The analyte was analyzed for, but was not detected above the level of the adjusted detection limit or quantitation limit, as appropriate. 

UJ = The analyte was analyzed for, but was not detected. The reported quantitation limit is approximate and may be inaccurate or imprecise. 
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TABLE 2.  

COMPARISON OF STATISTICAL RESULTS TO GWPS - QUARTER 2, 2024 
845 QUARTERLY REPORT 
COFFEEN POWER PLANT 
GMF GYPSUM STACK POND 
COFFEEN, IL 

Well ID HSU Event Parameter Units Date Range Sample Count Percent ND Statistical Calculation Statistical Result GWPS GWPS Source Compliance Result 

G206 UA E005 Antimony, total mg/L 11/18/15 - 04/30/24 23 100 All ND - Last 0.001 0.006 Standard No Exceedance 

G206 UA E005 Arsenic, total mg/L 11/18/15 - 04/30/24 23 67 CI around median 0.001 0.0110 Background No Exceedance 

G206 UA E005 Barium, total mg/L 11/18/15 - 04/30/24 23 3 CI around mean 0.0483 2.0 Standard No Exceedance 

G206 UA E005 Beryllium, total mg/L 11/18/15 - 04/30/24 23 100 All ND - Last 0.001 0.004 Standard No Exceedance 

G206 UA E005 Boron, total mg/L 11/18/15 - 04/30/24 30 79 CI around median 0.01 2 Standard No Exceedance 

G206 UA E005 Cadmium, total mg/L 11/18/15 - 04/30/24 23 100 All ND - Last 0.001 0.005 Standard No Exceedance 

G206 UA E005 Chloride, total mg/L 11/18/15 - 04/30/24 30 0 CB around linear reg 18.9 200 Standard No Exceedance 

G206 UA E005 Chromium, total mg/L 11/18/15 - 04/30/24 23 83 CB around T-S line 0.0031 0.1 Standard No Exceedance 

G206 UA E005 Cobalt, total mg/L 11/18/15 - 04/30/24 23 97 CB around T-S line 0.00168 0.006 Standard No Exceedance 

G206 UA E005 Fluoride, total mg/L 11/18/15 - 04/30/24 31 5 CI around mean 0.386 4.0 Standard No Exceedance 

G206 UA E005 Lead, total mg/L 11/18/15 - 04/30/24 23 94 CI around median 0.001 0.0075 Standard No Exceedance 

G206 UA E005 Lithium, total mg/L 11/18/15 - 04/30/24 16 100 All ND - Last 0.003 0.04 Standard No Exceedance 

G206 UA E005 Mercury, total mg/L 11/18/15 - 04/30/24 23 100 All ND - Last 0.0002 0.002 Standard No Exceedance 

G206 UA E005 Molybdenum, total mg/L 11/18/15 - 04/30/24 23 64 CI around median 0.001 0.1 Standard No Exceedance 

G206 UA E005 pH (field) SU 11/18/15 - 04/30/24 32 0 CI around median 7.1/7.2 6.5/9.0 Standard/Standard No Exceedance 

G206 UA E005 Radium 226 + Radium 228, total pCi/L 11/18/15 - 04/30/24 16 0 CI around mean 0.419 5 Standard No Exceedance 

G206 UA E005 Selenium, total mg/L 11/18/15 - 04/30/24 23 83 CI around median 0.001 0.05 Standard No Exceedance 

G206 UA E005 Sulfate, total mg/L 11/18/15 - 04/30/24 30 0 CB around linear reg 129 400 Standard No Exceedance 

G206 UA E005 Thallium, total mg/L 11/18/15 - 04/30/24 23 100 All ND - Last 0.002 0.002 Standard No Exceedance 

G206 UA E005 Total Dissolved Solids mg/L 11/18/15 - 04/30/24 30 0 CB around T-S line 484 1,200 Standard No Exceedance 

G206D DA E005 Antimony, total mg/L 03/30/21 - 04/30/24 11 100 All ND - Last 0.001 0.006 Standard No Exceedance 

G206D DA E005 Arsenic, total mg/L 03/30/21 - 04/30/24 11 0 CI around mean 0.00483 0.0110 Background No Exceedance 

G206D DA E005 Barium, total mg/L 03/30/21 - 04/30/24 11 0 CB around linear reg 0.163 2.0 Standard No Exceedance 

G206D DA E005 Beryllium, total mg/L 03/30/21 - 04/30/24 11 100 All ND - Last 0.001 0.004 Standard No Exceedance 

G206D DA E005 Boron, total mg/L 03/30/21 - 04/30/24 11 0 CI around mean 0.115 2 Standard No Exceedance 

G206D DA E005 Cadmium, total mg/L 03/30/21 - 04/30/24 11 100 All ND - Last 0.001 0.005 Standard No Exceedance 

G206D DA E005 Chloride, total mg/L 03/30/21 - 04/30/24 11 0 CB around linear reg 3.88 200 Standard No Exceedance 
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TABLE 2.  

COMPARISON OF STATISTICAL RESULTS TO GWPS - QUARTER 2, 2024 
845 QUARTERLY REPORT 
COFFEEN POWER PLANT 
GMF GYPSUM STACK POND 
COFFEEN, IL 

Well ID HSU Event Parameter Units Date Range Sample Count Percent ND Statistical Calculation Statistical Result GWPS GWPS Source Compliance Result 

G206D DA E005 Chromium, total mg/L 03/30/21 - 04/30/24 11 82 CB around T-S line -0.00434 0.1 Standard No Exceedance 

G206D DA E005 Cobalt, total mg/L 03/30/21 - 04/30/24 11 91 CB around T-S line -3.9e-05 0.006 Standard No Exceedance 

G206D DA E005 Fluoride, total mg/L 03/30/21 - 04/30/24 11 0 CI around mean 0.707 4.0 Standard No Exceedance 

G206D DA E005 Lead, total mg/L 03/30/21 - 04/30/24 11 82 CI around median 0.001 0.0075 Standard No Exceedance 

G206D DA E005 Lithium, total mg/L 03/30/21 - 04/30/24 11 91 CB around T-S line -0.00221 0.04 Standard No Exceedance 

G206D DA E005 Mercury, total mg/L 03/30/21 - 04/30/24 11 100 All ND - Last 0.0002 0.002 Standard No Exceedance 

G206D DA E005 Molybdenum, total mg/L 03/30/21 - 04/30/24 11 0 CB around linear reg 0.00582 0.1 Standard No Exceedance 

G206D DA E005 pH (field) SU 03/30/21 - 04/30/24 11 0 CI around mean 7.0/7.4 6.5/9.0 Standard/Standard No Exceedance 

G206D DA E005 Radium 226 + Radium 228, total pCi/L 03/30/21 - 04/30/24 12 0 CI around mean 0.28 5 Standard No Exceedance 

G206D DA E005 Selenium, total mg/L 03/30/21 - 04/30/24 11 100 All ND - Last 0.001 0.05 Standard No Exceedance 

G206D DA E005 Sulfate, total mg/L 03/30/21 - 04/30/24 11 0 CB around linear reg -87.5 400 Standard No Exceedance 

G206D DA E005 Thallium, total mg/L 03/30/21 - 04/30/24 11 100 All ND - Last 0.002 0.002 Standard No Exceedance 

G206D DA E005 Total Dissolved Solids mg/L 03/30/21 - 04/30/24 11 0 CB around linear reg 426 1,200 Standard No Exceedance 

G209 UA E005 Antimony, total mg/L 11/18/15 - 05/01/24 23 97 CB around T-S line 0.00236 0.006 Standard No Exceedance 

G209 UA E005 Arsenic, total mg/L 11/18/15 - 05/01/24 23 41 CI around geomean 0.00114 0.0110 Background No Exceedance 

G209 UA E005 Barium, total mg/L 11/18/15 - 05/01/24 23 0 CI around mean 0.058 2.0 Standard No Exceedance 

G209 UA E005 Beryllium, total mg/L 11/18/15 - 05/01/24 23 97 Most recent sample 0.001 0.004 Standard No Exceedance 

G209 UA E005 Boron, total mg/L 11/18/15 - 05/01/24 30 58 CI around median 0.01 2 Standard No Exceedance 

G209 UA E005 Cadmium, total mg/L 11/18/15 - 05/01/24 23 98 Most recent sample 0.001 0.005 Standard No Exceedance 

G209 UA E005 Chloride, total mg/L 11/18/15 - 05/01/24 30 0 CI around median 59 200 Standard No Exceedance 

G209 UA E005 Chromium, total mg/L 11/18/15 - 05/01/24 23 69 CB around T-S line 0.00323 0.1 Standard No Exceedance 

G209 UA E005 Cobalt, total mg/L 11/18/15 - 05/01/24 23 89 CB around T-S line 0.00168 0.006 Standard No Exceedance 

G209 UA E005 Fluoride, total mg/L 11/18/15 - 05/01/24 31 2 CI around mean 0.409 4.0 Standard No Exceedance 

G209 UA E005 Lead, total mg/L 11/18/15 - 05/01/24 23 87 CI around median 0.001 0.0075 Standard No Exceedance 

G209 UA E005 Lithium, total mg/L 11/18/15 - 05/01/24 16 75 CI around median 0.0058 0.04 Standard No Exceedance 

G209 UA E005 Mercury, total mg/L 11/18/15 - 05/01/24 23 97 Most recent sample 0.0002 0.002 Standard No Exceedance 

G209 UA E005 Molybdenum, total mg/L 11/18/15 - 05/01/24 23 8 CB around linear reg 0.00203 0.1 Standard No Exceedance 
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TABLE 2.  

COMPARISON OF STATISTICAL RESULTS TO GWPS - QUARTER 2, 2024 
845 QUARTERLY REPORT 
COFFEEN POWER PLANT 
GMF GYPSUM STACK POND 
COFFEEN, IL 

Well ID HSU Event Parameter Units Date Range Sample Count Percent ND Statistical Calculation Statistical Result GWPS GWPS Source Compliance Result 

G209 UA E005 pH (field) SU 11/18/15 - 05/01/24 34 0 CI around mean 7.0/7.2 6.5/9.0 Standard/Standard No Exceedance 

G209 UA E005 Radium 226 + Radium 228, total pCi/L 11/18/15 - 05/01/24 16 0 CI around mean 0.494 5 Standard No Exceedance 

G209 UA E005 Selenium, total mg/L 11/18/15 - 05/01/24 23 63 CI around median 0.001 0.05 Standard No Exceedance 

G209 UA E005 Sulfate, total mg/L 11/18/15 - 05/01/24 30 0 CB around T-S line 214 400 Standard No Exceedance 

G209 UA E005 Thallium, total mg/L 11/18/15 - 05/01/24 23 94 CB around T-S line 0.001 0.002 Standard No Exceedance 

G209 UA E005 Total Dissolved Solids mg/L 11/18/15 - 05/01/24 30 0 CB around linear reg 814 1,200 Standard No Exceedance 

G212 UA E005 Antimony, total mg/L 11/18/15 - 05/01/24 23 100 All ND - Last 0.001 0.006 Standard No Exceedance 

G212 UA E005 Arsenic, total mg/L 11/18/15 - 05/01/24 23 85 CI around median 0.001 0.0110 Background No Exceedance 

G212 UA E005 Barium, total mg/L 11/18/15 - 05/01/24 23 0 CI around mean 0.049 2.0 Standard No Exceedance 

G212 UA E005 Beryllium, total mg/L 11/18/15 - 05/01/24 23 97 CI around median 0.001 0.004 Standard No Exceedance 

G212 UA E005 Boron, total mg/L 11/18/15 - 05/01/24 30 83 CI around median 0.01 2 Standard No Exceedance 

G212 UA E005 Cadmium, total mg/L 11/18/15 - 05/01/24 23 98 CI around median 0.001 0.005 Standard No Exceedance 

G212 UA E005 Chloride, total mg/L 11/18/15 - 05/01/24 30 0 CB around linear reg 43.6 200 Standard No Exceedance 

G212 UA E005 Chromium, total mg/L 11/18/15 - 05/01/24 23 86 CB around T-S line 0.0032 0.1 Standard No Exceedance 

G212 UA E005 Cobalt, total mg/L 11/18/15 - 05/01/24 23 97 CB around T-S line 0.00168 0.006 Standard No Exceedance 

G212 UA E005 Fluoride, total mg/L 11/18/15 - 05/01/24 30 12 CI around median 0.32 4.0 Standard No Exceedance 

G212 UA E005 Lead, total mg/L 11/18/15 - 05/01/24 23 85 CI around median 0.001 0.0075 Standard No Exceedance 

G212 UA E005 Lithium, total mg/L 11/18/15 - 05/01/24 16 100 All ND - Last 0.003 0.04 Standard No Exceedance 

G212 UA E005 Mercury, total mg/L 11/18/15 - 05/01/24 23 97 CI around median 0.0002 0.002 Standard No Exceedance 

G212 UA E005 Molybdenum, total mg/L 11/18/15 - 05/01/24 23 72 CI around median 0.001 0.1 Standard No Exceedance 

G212 UA E005 pH (field) SU 11/18/15 - 05/01/24 31 0 CI around mean 7.1/7.3 6.5/9.0 Standard/Standard No Exceedance 

G212 UA E005 Radium 226 + Radium 228, total pCi/L 11/18/15 - 05/01/24 16 0 CI around mean 0.44 5 Standard No Exceedance 

G212 UA E005 Selenium, total mg/L 11/18/15 - 05/01/24 23 14 CB around linear reg -5.18e-05 0.05 Standard No Exceedance 

G212 UA E005 Sulfate, total mg/L 11/18/15 - 05/01/24 30 0 CI around mean 53.5 400 Standard No Exceedance 

G212 UA E005 Thallium, total mg/L 11/18/15 - 05/01/24 23 97 CB around T-S line 0.001 0.002 Standard No Exceedance 

G212 UA E005 Total Dissolved Solids mg/L 11/18/15 - 05/01/24 30 0 CB around linear reg 395 1,200 Standard No Exceedance 

G213 UA E005 Antimony, total mg/L 10/13/20 - 05/06/24 15 100 All ND - Last 0.001 0.006 Standard No Exceedance 
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COMPARISON OF STATISTICAL RESULTS TO GWPS - QUARTER 2, 2024 
845 QUARTERLY REPORT 
COFFEEN POWER PLANT 
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G213 UA E005 Arsenic, total mg/L 10/13/20 - 05/06/24 15 68 CI around median 0.001 0.0110 Background No Exceedance 

G213 UA E005 Barium, total mg/L 10/13/20 - 05/06/24 15 0 CI around mean 0.0466 2.0 Standard No Exceedance 

G213 UA E005 Beryllium, total mg/L 10/13/20 - 05/06/24 15 93 Most recent sample 0.001 0.004 Standard No Exceedance 

G213 UA E005 Boron, total mg/L 10/13/20 - 05/06/24 15 90 CB around T-S line 0.01 2 Standard No Exceedance 

G213 UA E005 Cadmium, total mg/L 10/13/20 - 05/06/24 15 97 Most recent sample 0.001 0.005 Standard No Exceedance 

G213 UA E005 Chloride, total mg/L 10/13/20 - 05/06/24 15 0 CI around mean 42.1 200 Standard No Exceedance 

G213 UA E005 Chromium, total mg/L 10/13/20 - 05/06/24 15 59 CI around median 0.004 0.1 Standard No Exceedance 

G213 UA E005 Cobalt, total mg/L 10/13/20 - 05/06/24 15 85 CB around T-S line 0.000727 0.006 Standard No Exceedance 

G213 UA E005 Fluoride, total mg/L 10/13/20 - 05/06/24 15 7 CI around median 0.267 4.0 Standard No Exceedance 

G213 UA E005 Lead, total mg/L 10/13/20 - 05/06/24 15 68 CI around median 0.001 0.0075 Standard No Exceedance 

G213 UA E005 Lithium, total mg/L 02/15/23 - 05/06/24 6 33 CI around median (Last Sample, n<7) 0.0042 0.04 Standard No Exceedance 

G213 UA E005 Mercury, total mg/L 10/13/20 - 05/06/24 15 100 All ND - Last 0.0002 0.002 Standard No Exceedance 

G213 UA E005 Molybdenum, total mg/L 10/13/20 - 05/06/24 15 82 CB around T-S line 0.001 0.1 Standard No Exceedance 

G213 UA E005 pH (field) SU 10/13/20 - 05/06/24 15 0 CI around mean 7.0/7.2 6.5/9.0 Standard/Standard No Exceedance 

G213 UA E005 Radium 226 + Radium 228, total pCi/L 02/15/23 - 05/06/24 6 0 CI around mean -0.141 5 Standard No Exceedance 

G213 UA E005 Selenium, total mg/L 10/13/20 - 05/06/24 15 26 CI around median 0.001 0.05 Standard No Exceedance 

G213 UA E005 Sulfate, total mg/L 10/13/20 - 05/06/24 15 0 CB around linear reg 62.5 400 Standard No Exceedance 

G213 UA E005 Thallium, total mg/L 10/13/20 - 05/06/24 15 96 CB around T-S line 0.001 0.002 Standard No Exceedance 

G213 UA E005 Total Dissolved Solids mg/L 10/13/20 - 05/06/24 15 0 CI around mean 375 1,200 Standard No Exceedance 

G215 UA E005 Antimony, total mg/L 11/24/15 - 04/30/24 23 97 CB around T-S line 0.00215 0.006 Standard No Exceedance 

G215 UA E005 Arsenic, total mg/L 11/24/15 - 04/30/24 23 20 CB around T-S line -0.0286 0.0110 Background No Exceedance 

G215 UA E005 Barium, total mg/L 11/24/15 - 04/30/24 23 0 CB around linear reg 0.00672 2.0 Standard No Exceedance 

G215 UA E005 Beryllium, total mg/L 11/24/15 - 04/30/24 23 100 All ND - Last 0.001 0.004 Standard No Exceedance 

G215 UA E005 Boron, total mg/L 11/24/15 - 04/30/24 31 24 CB around linear reg 0.667 2 Standard No Exceedance 

G215 UA E005 Cadmium, total mg/L 11/24/15 - 04/30/24 23 100 All ND - Last 0.001 0.005 Standard No Exceedance 

G215 UA E005 Chloride, total mg/L 11/24/15 - 04/30/24 31 0 CB around T-S line 96 200 Standard No Exceedance 

G215 UA E005 Chromium, total mg/L 11/24/15 - 04/30/24 23 91 CB around T-S line 0.0032 0.1 Standard No Exceedance 
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G215 UA E005 Cobalt, total mg/L 11/24/15 - 04/30/24 23 91 CB around T-S line 0.00116 0.006 Standard No Exceedance 

G215 UA E005 Fluoride, total mg/L 11/24/15 - 04/30/24 31 14 CB around T-S line 0.184 4.0 Standard No Exceedance 

G215 UA E005 Lead, total mg/L 11/24/15 - 04/30/24 23 85 CI around median 0.001 0.0075 Standard No Exceedance 

G215 UA E005 Lithium, total mg/L 11/24/15 - 04/30/24 16 75 CI around median 0.0096 0.04 Standard No Exceedance 

G215 UA E005 Mercury, total mg/L 11/24/15 - 04/30/24 23 100 All ND - Last 0.0002 0.002 Standard No Exceedance 

G215 UA E005 Molybdenum, total mg/L 11/24/15 - 04/30/24 23 88 CI around median 0.001 0.1 Standard No Exceedance 

G215 UA E005 pH (field) SU 11/24/15 - 04/30/24 33 0 CI around mean 6.9/7.1 6.5/9.0 Standard/Standard No Exceedance 

G215 UA E005 Radium 226 + Radium 228, total pCi/L 11/24/15 - 04/30/24 16 0 CI around mean 0.458 5 Standard No Exceedance 

G215 UA E005 Selenium, total mg/L 11/24/15 - 04/30/24 23 91 CI around median 0.001 0.05 Standard No Exceedance 

G215 UA E005 Sulfate, total mg/L 11/24/15 - 04/30/24 31 0 CB around linear reg 519 400 Standard Exceedance 

G215 UA E005 Thallium, total mg/L 11/24/15 - 04/30/24 23 100 All ND - Last 0.002 0.002 Standard No Exceedance 

G215 UA E005 Total Dissolved Solids mg/L 11/24/15 - 04/30/24 31 0 CB around linear reg 1,240 1,200 Standard Exceedance 

G217 UA E005 Antimony, total mg/L 10/14/20 - 05/02/24 15 100 All ND - Last 0.001 0.006 Standard No Exceedance 

G217 UA E005 Arsenic, total mg/L 10/14/20 - 05/02/24 15 84 CI around median 0.001 0.0110 Background No Exceedance 

G217 UA E005 Barium, total mg/L 10/14/20 - 05/02/24 15 0 CI around mean 0.0925 2.0 Standard No Exceedance 

G217 UA E005 Beryllium, total mg/L 10/14/20 - 05/02/24 15 100 All ND - Last 0.001 0.004 Standard No Exceedance 

G217 UA E005 Boron, total mg/L 10/14/20 - 05/02/24 15 71 CB around T-S line 0.01 2 Standard No Exceedance 

G217 UA E005 Cadmium, total mg/L 10/14/20 - 05/02/24 15 100 All ND - Last 0.001 0.005 Standard No Exceedance 

G217 UA E005 Chloride, total mg/L 10/14/20 - 05/02/24 15 0 CB around linear reg 114 200 Standard No Exceedance 

G217 UA E005 Chromium, total mg/L 10/14/20 - 05/02/24 15 69 CB around T-S line 0.000938 0.1 Standard No Exceedance 

G217 UA E005 Cobalt, total mg/L 10/14/20 - 05/02/24 15 88 CB around T-S line 0.00073 0.006 Standard No Exceedance 

G217 UA E005 Fluoride, total mg/L 10/14/20 - 05/02/24 15 12 CI around median 0.296 4.0 Standard No Exceedance 

G217 UA E005 Lead, total mg/L 10/14/20 - 05/02/24 15 90 CI around median 0.001 0.0075 Standard No Exceedance 

G217 UA E005 Lithium, total mg/L 02/15/23 - 05/02/24 6 33 CI around median (Last Sample, n<7) 0.0037 0.04 Standard No Exceedance 

G217 UA E005 Mercury, total mg/L 10/14/20 - 05/02/24 15 100 All ND - Last 0.0002 0.002 Standard No Exceedance 

G217 UA E005 Molybdenum, total mg/L 10/14/20 - 05/02/24 15 88 CB around T-S line 0.001 0.1 Standard No Exceedance 

G217 UA E005 pH (field) SU 10/14/20 - 05/02/24 15 0 CI around mean 6.8/7.0 6.5/9.0 Standard/Standard No Exceedance 
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G217 UA E005 Radium 226 + Radium 228, total pCi/L 02/15/23 - 05/02/24 6 0 CI around mean 0.314 5 Standard No Exceedance 

G217 UA E005 Selenium, total mg/L 10/14/20 - 05/02/24 15 77 Most recent sample 0.001 0.05 Standard No Exceedance 

G217 UA E005 Sulfate, total mg/L 10/14/20 - 05/02/24 15 0 CB around linear reg 414 400 Standard Exceedance 

G217 UA E005 Thallium, total mg/L 10/14/20 - 05/02/24 15 100 All ND - Last 0.002 0.002 Standard No Exceedance 

G217 UA E005 Total Dissolved Solids mg/L 10/14/20 - 05/02/24 15 0 CB around linear reg 1,030 1,200 Standard No Exceedance 

G218 UA E005 Antimony, total mg/L 11/24/15 - 05/02/24 23 100 All ND - Last 0.001 0.006 Standard No Exceedance 

G218 UA E005 Arsenic, total mg/L 11/24/15 - 05/02/24 23 22 CI around geomean 0.00131 0.0110 Background No Exceedance 

G218 UA E005 Barium, total mg/L 11/24/15 - 05/02/24 23 0 CB around linear reg 0.0764 2.0 Standard No Exceedance 

G218 UA E005 Beryllium, total mg/L 11/24/15 - 05/02/24 23 97 CI around median 0.001 0.004 Standard No Exceedance 

G218 UA E005 Boron, total mg/L 11/24/15 - 05/02/24 30 77 CB around T-S line 0.01 2 Standard No Exceedance 

G218 UA E005 Cadmium, total mg/L 11/24/15 - 05/02/24 23 98 CI around median 0.001 0.005 Standard No Exceedance 

G218 UA E005 Chloride, total mg/L 11/24/15 - 05/02/24 30 0 CI around median 84 200 Standard No Exceedance 

G218 UA E005 Chromium, total mg/L 11/24/15 - 05/02/24 23 74 CB around T-S line 0.00215 0.1 Standard No Exceedance 

G218 UA E005 Cobalt, total mg/L 11/24/15 - 05/02/24 23 89 CB around T-S line 0.00168 0.006 Standard No Exceedance 

G218 UA E005 Fluoride, total mg/L 11/24/15 - 05/02/24 31 12 CI around mean 0.288 4.0 Standard No Exceedance 

G218 UA E005 Lead, total mg/L 11/24/15 - 05/02/24 23 91 CI around median 0.001 0.0075 Standard No Exceedance 

G218 UA E005 Lithium, total mg/L 11/24/15 - 05/02/24 16 75 CI around median 0.0048 0.04 Standard No Exceedance 

G218 UA E005 Mercury, total mg/L 11/24/15 - 05/02/24 23 100 All ND - Last 0.0002 0.002 Standard No Exceedance 

G218 UA E005 Molybdenum, total mg/L 11/24/15 - 05/02/24 23 88 CI around median 0.001 0.1 Standard No Exceedance 

G218 UA E005 pH (field) SU 11/24/15 - 05/02/24 32 0 CI around mean 6.9/7.0 6.5/9.0 Standard/Standard No Exceedance 

G218 UA E005 Radium 226 + Radium 228, total pCi/L 11/24/15 - 05/02/24 16 0 CI around mean 0.569 5 Standard No Exceedance 

G218 UA E005 Selenium, total mg/L 11/24/15 - 05/02/24 23 86 CI around median 0.001 0.05 Standard No Exceedance 

G218 UA E005 Sulfate, total mg/L 11/24/15 - 05/02/24 30 0 CB around linear reg 341 400 Standard No Exceedance 

G218 UA E005 Thallium, total mg/L 11/24/15 - 05/02/24 23 100 All ND - Last 0.002 0.002 Standard No Exceedance 

G218 UA E005 Total Dissolved Solids mg/L 11/24/15 - 05/02/24 31 0 CB around linear reg 910 1,200 Standard No Exceedance 

  



 

 7 of 7  

TABLE 2.  

COMPARISON OF STATISTICAL RESULTS TO GWPS - QUARTER 2, 2024 
845 QUARTERLY REPORT 
COFFEEN POWER PLANT 
GMF GYPSUM STACK POND 
COFFEEN, IL 

                          

Notes: 

Compliance Result: 

No Exceedance: the statistical result did not exceed the GWPS. 

HSU = hydrostratigraphic unit: 

DA = Deep Aquifer 

UA = Uppermost Aquifer 

mg/L = milligrams per liter 
ND = non-detect 

pCi/L = picocuries per liter 

SU = standard units 

Sample Count = number of samples from Sampled Date Range used to calculate the Statistical Result 
Statistical Calculation = method used to calculate the statistical result: 

All ND - Last = All results were below the reporting limit, and the last determined reporting limit is shown 

CB around T-S line = Confidence band around Thiel-Sen line 

CB around linear reg = Confidence band around linear regression 

CI around geomean = Confidence interval around the geometric mean 

CI around mean = Confidence interval around the mean 

CI around median = Confidence interval around the median 

Most recent sample = Result for the most recently collected sample used due to insufficient data 

Statistical Result = calculated in accordance with the Statistical Analysis Plan using constituent concentrations observed at each monitoring well during all sampling events within the specified date range 

For pH, the values presented are the lower / upper limits 

GWPS = Groundwater Protection Standard 

GWPS Source: 

Standard = standard specified in 35 I.A.C. § 845.600(a)(1) 

Background = background concentration (see cover page for additional information) 

Exceedance: The statistical result exceeded the GWPS. 



FIGURES 



!<

"D

"D"D

"D

"D
"D

"D

"D

"D

"D

"D

GMF
RECYCLE

POND

LANDFILL

GMF GYPSUM
STACK POND

G200

G206D

SG-04

G206

G209
G212

G213

G215

G217

G218

R201

NE Riser

SURFACE
WATER POND

ASH POND NO.
2 (CLOSED)

"D

"D

"D!<

BACKGROUND WELL 

COMPLIANCE WELL  

SOURCE SAMPLE LOCATION 

STAFF GAGE 

REGULATED UNIT (SUBJECT UNIT) 

SITE FEATURE

LIMITS OF FINAL COVER

PROPERTY BOUNDARY

Service Layer Credits: Source: Esri, Maxar, GeoEye, Earthstar Geographics, CNES/Airbus DS, USDA, USGS, AeroGRID, IGN, and the GIS User Community

0 500250
Feet

LAST SAVE: 2:06:11 PM

!á(N
PR

O
JE

C
T:

 1
69

00
0X

XX
X

 | 
D

AT
ED

: 1
0/

12
/2

02
1 

| D
ES

IG
N

ER
: H

O
TC

A
LD

Y:
\M

ap
pi

ng
\P

ro
je

ct
s\

22
\2

28
5\

M
XD

\8
45

_O
pe

ra
tin

g_
P

er
m

it\
C

of
fe

en
\G

M
F_

G
S

P\
G

M
P\

Fi
gu

re
 2

-1
_P

ro
po

se
d 

M
on

ito
rin

g 
W

el
l N

et
w

or
k.

m
xd

UNNAMED
TRIBUTARY

FIGURE 1

RAMBOLL AMERICAS
ENGINEERING SOLUTIONS, INC.

MONITORING WELL LOCATION MAP

GMF GYPSUM STACK POND
COFFEEN POWER PLANT

COFFEEN, ILLINOIS



ATTACHMENTS 



ATTACHMENT A 
GROUNDWATER ELEVATION DATA
QUARTER 2, 2024



 

 1 of 1  

ATTACHMENT A. 

GROUNDWATER ELEVATION DATA - QUARTER 2, 2024 
845 QUARTERLY REPORT 

COFFEEN POWER PLANT 

GMF GYPSUM STACK POND 

COFFEEN, IL 

Well ID Well Type Date 

Depth to Groundwater 

(feet BMP) 

Groundwater Elevation 

(feet NAVD88) 

G200 Background 04/29/2024 2.45 623.26 

G206 Compliance 04/29/2024 9.79 622.94 

G206D Compliance 04/29/2024 29.68 604.17 

G209 Compliance 04/29/2024 9.68 623.00 

G212 Compliance 04/29/2024 10.45 622.32 

G213 Compliance 04/29/2024 11.03 621.77 

G215 Compliance 04/29/2024 13.95 619.01 

G217 Compliance 04/29/2024 13.39 619.65 

G218 Compliance 04/29/2024 13.15 619.76 

R201 Background 04/29/2024 2.74 623.38 

NE Riser Water Level 04/29/2024 Not Measured 

Notes: 

BMP = below measuring point 

NAVD88 = North American Vertical Datum of 1988 
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June 17, 2024

WorkOrder: 24041541COF-24Q2RE:

Dear Eric Bauer:

   

 
 

 

 

 

234 W. Florida Street
Fifth Floor
Milwaukee, WI 53204

(414) 837-3607
(414) 837-3608

TEL:
FAX:

Eric Bauer
Ramboll

Elizabeth A. Hurley
Director of Customer Service
(618)344-1004 ex 33
ehurley@teklabinc.com

100226Illinois

100465202Illinois 4-2

E-10374Kansas

05002Louisiana

05003Louisiana

9978Oklahoma
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TEKLAB, INC received 16 samples for COF_845_103 on 5/8/2024 1:48:00 PM for the 
analysis presented in the following report.

Samples  are  analyzed  on  an  as  received  basis  unless  otherwise  requested  and  documented.
The  sample   results   contained  in   this   report   relate   only  to   the   requested   analytes   of
interest  as directed on the chain of custody. NELAP accredited fields of testing are indicated
by  the  letters  NELAP   under   the   Certification   column.  Unless   otherwise   documented
within   this   report,Teklab   Inc.  analyzes   samples   utilizing   the   most   current   methods   in
compliance   with   40CFR.
All  tests  are  performed  in  the  Collinsville,  IL  laboratory  unless  otherwise  noted  in  the
Case Narrative.

All quality control criteria applicable to the test methods employed for this  project have 
been satisfactorily met and are  in accordance with NELAP except where noted. The following 
report shall not be reproduced, except in full, without the  written approval of Teklab, Inc.

If you have any questions  regarding these tests results, please feel free to call.

Sincerely,

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



This reporting package includes the following:
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____TeklabHdrP

Definitions

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Abbr Definition
* Analytes on report marked with an asterisk are not NELAP accredited

CCV Continuing calibration verification is a check of a standard to determine the state of calibration of an instrument between recalibration.

CRQL A Client Requested Quantitation Limit is a reporting limit that varies according to customer request. The CRQL may not be less than the MDL.

DF Dilution factor is the dilution performed during analysis only and does not take into account any dilutions made during sample preparation. The 
reported result is final and includes all dilution factors.

DNI Did not ignite

DUP Laboratory duplicate is a replicate aliquot prepared under the same laboratory conditions and independently analyzed to obtain a measure of 
precision.

ICV Initial calibration verification is a check of a standard to determine the state of calibration of an instrument before sample analysis is initiated.

IDPH IL Dept. of Public Health

LCS Laboratory control sample is a sample matrix, free from the analytes of interest,spiked with verified known amounts of analytes and analyzed exactly 
like a sample to establish intra-laboratory or analyst specific precision and bias or to assess the performance of all or a portion of the measurement 
system.

LCSD Laboratory control sample duplicate is a replicate laboratory control sample that is prepared and analyzed in order to determine the precision of the 
approved test method.  The acceptable recovery range is listed in the QC Package (provided upon request).

MBLK Method blank is a sample of a matrix similar to the batch of associated sample (when available) that is free from the analytes of interest and is 
processed simultaneously with and under the same conditions as samples through all steps of the analytical procedures, and in which no target 
analytes or interferences should present at concentrations that impact the analytical results for sample analyses.

MDL "The method detection limit is defined as the minimum measured concentration of a substance that can be reported with 99% confidence that the 
 measured concentration is distinguishable from method blank results."

MS Matrix spike is an aliquot of matrix fortified (spiked) with known quantities of specific analytes that is subjected to the entire analytical procedures in 
order to determine the effect of the matrix on an approved test method’s recovery system. The acceptable recovery range is listed in the QC 
Package (provided upon request).

MSD Matrix spike duplicate means a replicate matrix spike that is prepared and analyzed in order to determine the precision of the approved test method. 
The acceptable recovery range is listed in the QC Package (provided upon request).

MW Molecular weight

NC Data is not acceptable for compliance purposes

ND Not Detected at the Reporting Limit

NELAP NELAP Accredited

PQL Practical quantitation limit means the lowest level that can be reliably achieved within specified limits of precision and accuracy during routine 
laboratory operation conditions.

RL The reporting limit the lowest level that the data is displayed in the final report.  The reporting limit may vary according to customer request or sample 
dilution. The reporting limit may not be less than the MDL.

RPD Relative percent difference is a calculated difference between two recoveries (ie. MS/MSD). The acceptable recovery limit is listed in the QC 
Package (provided upon request).

SPK The spike is a known mass of target analyte added to a blank sample or sub-sample; used to determine recovery deficiency or for other quality 
control purposes.

Surr Surrogates are compounds which are similar to the analytes of interest in chemical composition and behavior in the analytical process, but which are 
not normally found in environmental samples.

TIC Tentatively identified compound:  Analytes tentatively identified in the sample by using a library search.  Only results not in the calibration standard 
will be reported as tentatively identified compounds.  Results for tentatively identified compounds that are not present in the calibration standard, but 
are assigned a specific chemical name based upon the library search, are calculated using total peak areas from reconstructed ion chromatograms 
and a response factor of one.  The nearest Internal Standard is used for the calculation.  The results of any TICs must be considered estimated, and 
are flagged with a "T".  If the estimated result is above the calibration range it is flagged "ET"

TNTC Too numerous to count ( > 200 CFU )
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Definitions

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Qualifiers
# - Unknown hydrocarbon B - Analyte detected in associated Method Blank

C - RL shown is a Client Requested Quantitation Limit E - Value above quantitation range

H - Holding times exceeded I - Associated internal standard was outside method criteria

J - Analyte detected below quantitation limits M - Manual Integration used to determine area response

ND - Not Detected at the Reporting Limit R - RPD outside accepted recovery limits

S - Spike Recovery outside recovery limits T - TIC(Tentatively identified compound)

X - Value exceeds Maximum Contaminant Level
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Case Narrative

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Cooler Receipt Temp: 1.7 °C

Locations

___________________________________Collinsville

5445 Horseshoe Lake Road

Collinsville, IL 62234-7425

(618) 344-1004

(618) 344-1005

jhriley@teklabinc.com

___________________________________Springfield

3920 Pintail Dr

Springfield, IL 62711-9415

(217) 698-1004

(217) 698-1005

KKlostermann@teklabinc.com

___________________________________Kansas City

8421 Nieman Road

Lenexa, KS 66214

(913) 541-1998

(913) 541-1998

jhriley@teklabinc.com

___________________________________Collinsville Air

5445 Horseshoe Lake Road

Collinsville, IL 62234-7425

(618) 344-1004

(618) 344-1005

EHurley@teklabinc.com

___________________________________Chicago

1319 Butterfield Rd.

Downers Grove, IL 60515

(630) 324-6855

arenner@teklabinc.com

Page 5 of 216

An employee of Teklab,  Inc. collected the sample(s).

Depth, only, collection dates/times per field files.  G152, G206, G206D, G314, G314D, G316, G410, R205, Field
Blank, and Equipment Blank 1 collection times per field files.  Equipment Blanks 2 and 3 were not needed.  EAH 5/9/24

G120, G208, G209, G210, G213, G273, and G283  collection times per field  files.  EAH 5/14/24

Per Eric Bauer's request,  only COF_845_103 data  is included in this report.  EAH 6/17/24

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103
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Accreditations

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

NELAPState Cert # Exp Date LabDept

Illinois 100226 1/31/2025 CollinsvilleNELAPIEPA

Illinois 1004652024-2 4/30/2025 CollinsvilleNELAPIEPA

Kansas E-10374 4/30/2025 CollinsvilleNELAPKDHE

Louisiana 05002 6/30/2024 CollinsvilleNELAPLDEQ

Louisiana 05003 6/30/2024 CollinsvilleNELAPLDEQ

Oklahoma 9978 8/31/2024 CollinsvilleNELAPODEQ

Arkansas 88-0966 3/14/2025 CollinsvilleADEQ

Illinois 17584 5/31/2025 CollinsvilleIDPH

Iowa 430 6/1/2026 CollinsvilleIDNR

Kentucky 0073 1/31/2025 CollinsvilleUST

Mississippi 4/30/2025 CollinsvilleMSDH

Missouri 930 1/31/2025 CollinsvilleMDNR

Missouri 00930 10/31/2026 CollinsvilleMDNR
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  12:53

Lab ID: 24041541-027 Client Sample ID: G200

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 05/07/2024 12:530 ft 12.90* 0 R347020

STANDARD METHODS  2130 B FIELD
Turbidity 05/07/2024 12:531.0 NTU 153* 1.0 R347020

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 05/07/2024 12:53-300 mV 16* -300 R347020

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 05/07/2024 12:530 µS/cm 1850* 0 R347020

STANDARD METHODS 2550 B FIELD
Temperature 05/07/2024 12:530 °C 117.3* 0 R347020

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 05/07/2024 12:530 mg/L 10.13* 0 R347020

SW-846 9040B FIELD
pH 05/07/2024 12:531.00 17.19* 0 R347020

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/14/2024 13:060 mg/L 1304NELAP 0 R347249

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/14/2024 13:060 mg/L 10NELAP 0 R347249

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/08/2024 10:1220 mg/L 1534NELAP 16 R347018

SW-846 9036 (TOTAL)
Sulfate S 05/09/2024 23:5850 mg/L 5110NELAP 31 R347057

Matrix spike did not recover within control limits. Results verified by dilution.

SW-846 9214 (TOTAL)
Fluoride 05/13/2024 12:120.10 mg/L 10.36NELAP 0.04 R347147

SW-846 9251 (TOTAL)
Chloride 05/09/2024 23:5820 mg/L 561NELAP 2 R347069

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/10/2024 17:010.100 mg/L 194.3NELAP 0.035 222656

Magnesium 05/10/2024 17:010.050 mg/L 142.7NELAP 0.006 222656

Potassium 05/10/2024 17:010.100 mg/L 10.974NELAP 0.040 222656

Sodium 05/10/2024 17:010.050 mg/L 155.6NELAP 0.018 222656

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony 05/16/2024 3:521.0 µg/L 5< 1.0NELAP 0.8 222656

Arsenic 05/14/2024 1:131.0 µg/L 51.5NELAP 0.4 222656

Barium 05/14/2024 12:411.0 µg/L 553.9NELAP 0.7 222656

Beryllium 05/14/2024 1:131.0 µg/L 5< 1.0NELAP 0.2 222656

Boron J 05/14/2024 1:1320 µg/L 511NELAP 9.2 222656

Cadmium 05/14/2024 1:131.0 µg/L 5< 1.0NELAP 0.2 222656

Chromium 05/14/2024 1:131.5 µg/L 52.0NELAP 0.7 222656

Cobalt J 05/14/2024 1:131.0 µg/L 50.7NELAP 0.1 222656

Lead J 05/14/2024 1:131.0 µg/L 51.0NELAP 0.6 222656

Lithium 05/14/2024 12:413.0 µg/L 55.7* 1.4 222656

Molybdenum 05/16/2024 7:511.5 µg/L 52.4NELAP 0.6 222656

Selenium 05/14/2024 1:131.0 µg/L 54.4NELAP 0.6 222656

Thallium J 05/14/2024 1:132.0 µg/L 51.2NELAP 1.0 222656

LCS for Sb recovered outside upper control limits. Sample results are below the reporting limit. Data is reportable per the TNI Standard.
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  12:53

Lab ID: 24041541-027 Client Sample ID: G200

Matrix: GROUNDWATER

Batch 

SW-846 7470A (TOTAL)
Mercury 05/18/2024 14:380.20 µg/L 1< 0.20NELAP 0.06 222921
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  10:57

Lab ID: 24041541-028 Client Sample ID: G206

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 04/30/2024 10:570 ft 19.69* 0 R347020

STANDARD METHODS  2130 B FIELD
Turbidity 04/30/2024 10:571.0 NTU 113* 1.0 R347020

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 04/30/2024 10:57-300 mV 1-37* -300 R347020

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 04/30/2024 10:570 µS/cm 1858* 0 R347020

STANDARD METHODS 2550 B FIELD
Temperature 04/30/2024 10:570 °C 115.1* 0 R347020

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 04/30/2024 10:570 mg/L 11.71* 0 R347020

SW-846 9040B FIELD
pH 04/30/2024 10:571.00 17.12* 0 R347020

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/06/2024 9:360 mg/L 1275NELAP 0 R346841

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/06/2024 9:360 mg/L 10NELAP 0 R346841

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/03/2024 7:5550 mg/L 2.5550NELAP 40 R346753

SW-846 9036 (TOTAL)
Sulfate 05/02/2024 6:11100 mg/L 10179NELAP 61 R346635

SW-846 9214 (TOTAL)
Fluoride 05/06/2024 12:150.10 mg/L 10.40NELAP 0.04 R346823

SW-846 9251 (TOTAL)
Chloride 05/02/2024 6:064 mg/L 123NELAP 1 R346639

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/02/2024 15:550.100 mg/L 194.1NELAP 0.035 222328

Magnesium 05/03/2024 13:160.050 mg/L 141.5NELAP 0.006 222328

Potassium 05/02/2024 15:550.100 mg/L 11.13NELAP 0.040 222328

Sodium B 05/02/2024 15:550.050 mg/L 151.0NELAP 0.018 222328

Sample result for Na exceeds 10 times the method blank contamination. Data is reportable per the TNI Standard.

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony 05/09/2024 11:551.0 µg/L 5< 1.0NELAP 0.4 222328

Arsenic 05/07/2024 11:031.0 µg/L 51.1NELAP 0.4 222328

Barium 05/07/2024 11:031.0 µg/L 578.4NELAP 0.7 222328

Beryllium 05/07/2024 11:031.0 µg/L 5< 1.0NELAP 0.2 222328

Boron 05/07/2024 11:0320.0 µg/L 5< 20.0NELAP 9.2 222328

Cadmium 05/07/2024 11:031.0 µg/L 5< 1.0NELAP 0.2 222328

Chromium 05/07/2024 11:031.5 µg/L 52.3NELAP 0.7 222328

Cobalt J 05/07/2024 11:031.0 µg/L 50.7NELAP 0.1 222328

Lead 05/07/2024 11:031.0 µg/L 5< 1.0NELAP 0.6 222328

Lithium J 05/07/2024 11:033.0 µg/L 52.7* 1.4 222328

Molybdenum 05/07/2024 11:031.5 µg/L 51.8NELAP 0.6 222328

Selenium 05/07/2024 11:031.0 µg/L 5< 1.0NELAP 0.6 222328

Thallium 05/07/2024 11:032.0 µg/L 5< 2.0NELAP 1.0 222328
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  10:57

Lab ID: 24041541-028 Client Sample ID: G206

Matrix: GROUNDWATER

Batch 

SW-846 7470A (TOTAL)
Mercury 05/06/2024 18:200.20 µg/L 1< 0.20NELAP 0.06 222472
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  10:28

Lab ID: 24041541-029 Client Sample ID: G206D

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 04/30/2024 10:280 ft 129.57* 0 R347020

STANDARD METHODS  2130 B FIELD
Turbidity 04/30/2024 10:281.0 NTU 113* 1.0 R347020

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 04/30/2024 10:28-300 mV 1-104* -300 R347020

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 04/30/2024 10:280 µS/cm 1982* 0 R347020

STANDARD METHODS 2550 B FIELD
Temperature 04/30/2024 10:280 °C 115.9* 0 R347020

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 04/30/2024 10:280 mg/L 10.71* 0 R347020

SW-846 9040B FIELD
pH 04/30/2024 10:281.00 17.26* 0 R347020

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/06/2024 9:420 mg/L 1416NELAP 0 R346841

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/06/2024 9:420 mg/L 10NELAP 0 R346841

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/03/2024 8:1150 mg/L 2.5630NELAP 40 R346753

SW-846 9036 (TOTAL)
Sulfate 05/02/2024 6:19100 mg/L 10120NELAP 61 R346635

SW-846 9214 (TOTAL)
Fluoride 05/06/2024 12:170.10 mg/L 10.95NELAP 0.04 R346823

SW-846 9251 (TOTAL)
Chloride 05/02/2024 6:144 mg/L 119NELAP 1 R346639

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/02/2024 15:570.100 mg/L 182.0NELAP 0.035 222328

Magnesium 05/03/2024 13:180.050 mg/L 132.6NELAP 0.006 222328

Potassium 05/02/2024 15:570.100 mg/L 11.45NELAP 0.040 222328

Sodium B 05/02/2024 15:570.050 mg/L 1104NELAP 0.018 222328

Sample result for Na exceeds 10 times the method blank contamination. Data is reportable per the TNI Standard.

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony 05/09/2024 12:001.0 µg/L 5< 1.0NELAP 0.4 222328

Arsenic 05/07/2024 11:521.0 µg/L 511.9NELAP 0.4 222328

Barium 05/07/2024 11:521.0 µg/L 5269NELAP 0.7 222328

Beryllium 05/07/2024 11:521.0 µg/L 5< 1.0NELAP 0.2 222328

Boron 05/07/2024 11:5220.0 µg/L 5121NELAP 9.2 222328

Cadmium 05/07/2024 11:521.0 µg/L 5< 1.0NELAP 0.2 222328

Chromium 05/07/2024 11:521.5 µg/L 52.4NELAP 0.7 222328

Cobalt J 05/07/2024 11:521.0 µg/L 50.5NELAP 0.1 222328

Lead 05/07/2024 11:521.0 µg/L 5< 1.0NELAP 0.6 222328

Lithium 05/07/2024 11:523.0 µg/L 53.0* 1.4 222328

Molybdenum 05/07/2024 11:521.5 µg/L 511.5NELAP 0.6 222328

Selenium 05/07/2024 11:521.0 µg/L 5< 1.0NELAP 0.6 222328

Thallium 05/07/2024 11:522.0 µg/L 5< 2.0NELAP 1.0 222328
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  10:28

Lab ID: 24041541-029 Client Sample ID: G206D

Matrix: GROUNDWATER

Batch 

SW-846 7470A (TOTAL)
Mercury 05/06/2024 18:250.20 µg/L 1< 0.20NELAP 0.06 222472
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/01/2024  12:16

Lab ID: 24041541-032 Client Sample ID: G209

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 05/01/2024 12:160 ft 19.64* 0 R347020

STANDARD METHODS  2130 B FIELD
Turbidity 05/01/2024 12:161.0 NTU 111* 1.0 R347020

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 05/01/2024 12:16-300 mV 1-7* -300 R347020

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 05/01/2024 12:160 µS/cm 11540* 0 R347020

STANDARD METHODS 2550 B FIELD
Temperature 05/01/2024 12:160 °C 113.9* 0 R347020

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 05/01/2024 12:160 mg/L 10.87* 0 R347020

SW-846 9040B FIELD
pH 05/01/2024 12:161.00 17.01* 0 R347020

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/06/2024 9:550 mg/L 1385NELAP 0 R346841

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/06/2024 9:550 mg/L 10NELAP 0 R346841

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/03/2024 9:3120 mg/L 1924NELAP 16 R346753

SW-846 9036 (TOTAL)
Sulfate 05/03/2024 1:46100 mg/L 10233NELAP 61 R346706

SW-846 9214 (TOTAL)
Fluoride 05/06/2024 12:200.10 mg/L 10.52NELAP 0.04 R346823

SW-846 9251 (TOTAL)
Chloride 05/03/2024 1:418 mg/L 259NELAP 1 R346714

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/03/2024 15:170.100 mg/L 1159NELAP 0.035 222392

Magnesium 05/03/2024 15:170.050 mg/L 153.4NELAP 0.006 222392

Potassium 05/03/2024 15:170.100 mg/L 10.651NELAP 0.040 222392

Sodium 05/03/2024 15:170.050 mg/L 172.5NELAP 0.018 222392

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony J 05/09/2024 15:351.0 µg/L 50.9NELAP 0.5 222392

Arsenic 05/07/2024 13:561.0 µg/L 51.5NELAP 0.4 222392

Barium 05/07/2024 13:561.0 µg/L 575.0NELAP 0.7 222392

Beryllium 05/07/2024 13:561.0 µg/L 5< 1.0NELAP 0.2 222392

Boron 05/07/2024 13:5620.0 µg/L 5< 20.0NELAP 9.2 222392

Cadmium 05/07/2024 13:561.0 µg/L 5< 1.0NELAP 0.2 222392

Chromium 05/08/2024 16:401.5 µg/L 51.6NELAP 0.7 222392

Cobalt J 05/07/2024 13:561.0 µg/L 50.5NELAP 0.1 222392

Lead 05/07/2024 13:561.0 µg/L 5< 1.0NELAP 0.6 222392

Lithium 05/07/2024 13:563.0 µg/L 55.0* 1.4 222392

Molybdenum 05/07/2024 13:561.5 µg/L 53.3NELAP 0.6 222392

Selenium 05/07/2024 13:561.0 µg/L 5< 1.0NELAP 0.6 222392

Thallium 05/07/2024 13:562.0 µg/L 5< 2.0NELAP 1.0 222392
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/01/2024  12:16

Lab ID: 24041541-032 Client Sample ID: G209

Matrix: GROUNDWATER

Batch 

SW-846 7470A (TOTAL)
Mercury 05/06/2024 18:360.20 µg/L 1< 0.20NELAP 0.06 222472
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/01/2024  9:52

Lab ID: 24041541-035 Client Sample ID: G212

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 05/01/2024 9:520 ft 110.30* 0 R347020

STANDARD METHODS  2130 B FIELD
Turbidity 05/01/2024 9:521.0 NTU 14.6* 1.0 R347020

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 05/01/2024 9:52-300 mV 1133* -300 R347020

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 05/01/2024 9:520 µS/cm 1681* 0 R347020

STANDARD METHODS 2550 B FIELD
Temperature 05/01/2024 9:520 °C 114.6* 0 R347020

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 05/01/2024 9:520 mg/L 11.24* 0 R347020

SW-846 9040B FIELD
pH 05/01/2024 9:521.00 17.19* 0 R347020

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/06/2024 10:160 mg/L 1246NELAP 0 R346841

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/06/2024 10:160 mg/L 10NELAP 0 R346841

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/03/2024 9:3220 mg/L 1470NELAP 16 R346753

SW-846 9036 (TOTAL)
Sulfate 05/03/2024 2:3220 mg/L 258NELAP 12 R346706

SW-846 9214 (TOTAL)
Fluoride 05/06/2024 13:270.10 mg/L 10.32NELAP 0.04 R346823

SW-846 9251 (TOTAL)
Chloride 05/03/2024 2:328 mg/L 244NELAP 1 R346714

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/03/2024 15:190.100 mg/L 159.0NELAP 0.035 222392

Magnesium 05/03/2024 15:190.050 mg/L 128.2NELAP 0.006 222392

Potassium 05/03/2024 15:190.100 mg/L 10.357NELAP 0.040 222392

Sodium 05/03/2024 15:190.050 mg/L 156.5NELAP 0.018 222392

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony 05/09/2024 15:511.0 µg/L 5< 1.0NELAP 0.5 222392

Arsenic 05/07/2024 14:141.0 µg/L 5< 1.0NELAP 0.4 222392

Barium 05/07/2024 14:141.0 µg/L 554.9NELAP 0.7 222392

Beryllium 05/07/2024 14:141.0 µg/L 5< 1.0NELAP 0.2 222392

Boron 05/07/2024 14:1420.0 µg/L 5< 20.0NELAP 9.2 222392

Cadmium 05/07/2024 14:141.0 µg/L 5< 1.0NELAP 0.2 222392

Chromium J 05/08/2024 17:411.5 µg/L 51.4NELAP 0.7 222392

Cobalt 05/07/2024 14:141.0 µg/L 5< 1.0NELAP 0.1 222392

Lead 05/07/2024 14:141.0 µg/L 5< 1.0NELAP 0.6 222392

Lithium J 05/07/2024 14:143.0 µg/L 51.7* 1.4 222392

Molybdenum 05/07/2024 14:141.5 µg/L 5< 1.5NELAP 0.6 222392

Selenium 05/07/2024 14:141.0 µg/L 51.0NELAP 0.6 222392

Thallium 05/07/2024 14:142.0 µg/L 5< 2.0NELAP 1.0 222392
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/01/2024  9:52

Lab ID: 24041541-035 Client Sample ID: G212

Matrix: GROUNDWATER

Batch 

SW-846 7470A (TOTAL)
Mercury 05/06/2024 18:540.20 µg/L 1< 0.20NELAP 0.06 222472
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  14:28

Lab ID: 24041541-036 Client Sample ID: G213

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 05/06/2024 14:280 ft 110.98* 0 R347020

STANDARD METHODS  2130 B FIELD
Turbidity 05/06/2024 14:281.0 NTU 132* 1.0 R347020

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 05/06/2024 14:28-300 mV 164* -300 R347020

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 05/06/2024 14:280 µS/cm 1668* 0 R347020

STANDARD METHODS 2550 B FIELD
Temperature 05/06/2024 14:280 °C 115.4* 0 R347020

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 05/06/2024 14:280 mg/L 10.90* 0 R347020

SW-846 9040B FIELD
pH 05/06/2024 14:281.00 17.14* 0 R347020

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/14/2024 13:120 mg/L 1234NELAP 0 R347249

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/14/2024 13:120 mg/L 10NELAP 0 R347249

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/08/2024 10:1250 mg/L 2.5390NELAP 40 R347018

SW-846 9036 (TOTAL)
Sulfate 05/10/2024 0:3850 mg/L 574NELAP 31 R347057

SW-846 9214 (TOTAL)
Fluoride 05/13/2024 13:430.10 mg/L 10.34NELAP 0.04 R347147

SW-846 9251 (TOTAL)
Chloride 05/10/2024 0:3820 mg/L 555NELAP 2 R347069

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/08/2024 14:570.100 mg/L 169.5NELAP 0.035 222639

Magnesium 05/08/2024 14:570.050 mg/L 131.6NELAP 0.006 222639

Potassium 05/08/2024 14:570.100 mg/L 11.34NELAP 0.040 222639

Sodium 05/08/2024 14:570.050 mg/L 136.2NELAP 0.018 222639

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony 05/15/2024 0:471.0 µg/L 5< 1.0NELAP 0.6 222639

Arsenic 05/13/2024 9:051.0 µg/L 51.3NELAP 0.4 222639

Barium 05/10/2024 14:171.0 µg/L 557.8NELAP 0.7 222639

Beryllium 05/13/2024 9:051.0 µg/L 5< 1.0NELAP 0.2 222639

Boron 05/13/2024 9:0520.0 µg/L 5< 20.0NELAP 9.2 222639

Cadmium 05/13/2024 9:051.0 µg/L 5< 1.0NELAP 0.2 222639

Chromium 05/13/2024 9:051.5 µg/L 54.4NELAP 0.7 222639

Cobalt J 06/07/2024 0:221.0 µg/L 50.8NELAP 0.1 223763

Lead 05/10/2024 14:171.0 µg/L 51.4NELAP 0.6 222639

Lithium 05/13/2024 9:053.0 µg/L 54.2* 1.4 222639

Molybdenum J 05/13/2024 9:051.5 µg/L 51.5NELAP 0.8 222639

Selenium 05/13/2024 9:051.0 µg/L 51.1NELAP 0.6 222639

Thallium 05/10/2024 14:172.0 µg/L 5< 2.0NELAP 1.0 222639
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  14:28

Lab ID: 24041541-036 Client Sample ID: G213

Matrix: GROUNDWATER

Batch 

SW-846 7470A (TOTAL)
Mercury 05/15/2024 15:460.20 µg/L 1< 0.20NELAP 0.06 222725
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  13:19

Lab ID: 24041541-038 Client Sample ID: G215

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 04/30/2024 13:190 ft 113.89* 0 R347020

STANDARD METHODS  2130 B FIELD
Turbidity 04/30/2024 13:191.0 NTU 110* 1.0 R347020

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 04/30/2024 13:19-300 mV 1-8* -300 R347020

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 04/30/2024 13:190 µS/cm 11910* 0 R347020

STANDARD METHODS 2550 B FIELD
Temperature 04/30/2024 13:190 °C 115.1* 0 R347020

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 04/30/2024 13:190 mg/L 10.69* 0 R347020

SW-846 9040B FIELD
pH 04/30/2024 13:191.00 16.87* 0 R347020

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/06/2024 10:230 mg/L 1350NELAP 0 R346841

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/06/2024 10:230 mg/L 10NELAP 0 R346841

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/03/2024 8:1250 mg/L 2.51370NELAP 40 R346753

SW-846 9036 (TOTAL)
Sulfate 05/02/2024 7:12200 mg/L 20555NELAP 123 R346635

SW-846 9214 (TOTAL)
Fluoride 05/06/2024 13:290.10 mg/L 10.32NELAP 0.04 R346823

SW-846 9251 (TOTAL)
Chloride 05/02/2024 7:0740 mg/L 10149NELAP 5 R346639

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/02/2024 15:590.100 mg/L 1181NELAP 0.035 222328

Magnesium 05/03/2024 13:200.050 mg/L 1108NELAP 0.006 222328

Potassium 05/02/2024 15:590.100 mg/L 14.80NELAP 0.040 222328

Sodium B 05/02/2024 15:590.050 mg/L 195.9NELAP 0.018 222328

Sample result for Na exceeds 10 times the method blank contamination. Data is reportable per the TNI Standard.

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony 05/09/2024 12:151.0 µg/L 5< 1.0NELAP 0.4 222328

Arsenic 05/07/2024 12:111.0 µg/L 52.2NELAP 0.4 222328

Barium 05/07/2024 12:111.0 µg/L 535.6NELAP 0.7 222328

Beryllium 05/07/2024 12:111.0 µg/L 5< 1.0NELAP 0.2 222328

Boron 05/07/2024 12:1120.0 µg/L 5886NELAP 9.2 222328

Cadmium 05/07/2024 12:111.0 µg/L 5< 1.0NELAP 0.2 222328

Chromium 05/07/2024 12:111.5 µg/L 5< 1.5NELAP 0.7 222328

Cobalt J 05/07/2024 12:111.0 µg/L 50.6NELAP 0.1 222328

Lead 05/07/2024 12:111.0 µg/L 5< 1.0NELAP 0.6 222328

Lithium 05/07/2024 12:113.0 µg/L 59.1* 1.4 222328

Molybdenum 05/07/2024 12:111.5 µg/L 5< 1.5NELAP 0.6 222328

Selenium 05/07/2024 12:111.0 µg/L 5< 1.0NELAP 0.6 222328

Thallium 05/07/2024 12:112.0 µg/L 5< 2.0NELAP 1.0 222328
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  13:19

Lab ID: 24041541-038 Client Sample ID: G215

Matrix: GROUNDWATER

Batch 

SW-846 7470A (TOTAL)
Mercury 05/06/2024 19:190.20 µg/L 1< 0.20NELAP 0.06 222481

LCS recovered outside upper control limits. Sample results are below the reporting limit. Data is reportable per the TNI Standard.
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  12:39

Lab ID: 24041541-040 Client Sample ID: G217

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 05/02/2024 12:390 ft 113.75* 0 R347020

STANDARD METHODS  2130 B FIELD
Turbidity 05/02/2024 12:391.0 NTU 14.5* 1.0 R347020

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 05/02/2024 12:39-300 mV 113* -300 R347020

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 05/02/2024 12:390 µS/cm 11560* 0 R347020

STANDARD METHODS 2550 B FIELD
Temperature 05/02/2024 12:390 °C 115.6* 0 R347020

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 05/02/2024 12:390 mg/L 10.76* 0 R347020

SW-846 9040B FIELD
pH 05/02/2024 12:391.00 16.88* 0 R347020

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/06/2024 14:150 mg/L 1288NELAP 0 R346841

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/06/2024 14:150 mg/L 10NELAP 0 R346841

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/04/2024 7:4820 mg/L 11160NELAP 16 R346758

SW-846 9036 (TOTAL)
Sulfate 05/06/2024 18:51100 mg/L 10460NELAP 61 R346843

SW-846 9214 (TOTAL)
Fluoride 05/13/2024 14:100.10 mg/L 10.41NELAP 0.04 R347147

SW-846 9251 (TOTAL)
Chloride 05/06/2024 18:5140 mg/L 10131NELAP 5 R346846

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/07/2024 18:020.100 mg/L 1211NELAP 0.035 222414

Magnesium 05/07/2024 18:020.050 mg/L 182.2NELAP 0.006 222414

Potassium 05/07/2024 18:020.100 mg/L 10.772NELAP 0.040 222414

Sodium 05/07/2024 18:020.050 mg/L 181.4NELAP 0.025 222414

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony 05/10/2024 11:041.0 µg/L 5< 1.0NELAP 0.6 222414

Arsenic J 05/10/2024 11:041.0 µg/L 50.5NELAP 0.4 222414

Barium 05/09/2024 16:401.0 µg/L 582.8NELAP 0.7 222414

Beryllium 05/10/2024 11:041.0 µg/L 5< 1.0NELAP 0.2 222414

Boron 05/10/2024 11:0420.0 µg/L 527.0NELAP 9.2 222414

Cadmium 05/13/2024 15:461.0 µg/L 5< 1.0NELAP 0.2 222414

Chromium 05/10/2024 11:041.5 µg/L 51.6NELAP 0.7 222414

Cobalt J 05/13/2024 15:461.0 µg/L 50.4NELAP 0.1 222414

Lead 05/09/2024 16:401.0 µg/L 5< 1.0NELAP 0.6 222414

Lithium 05/10/2024 11:043.0 µg/L 53.7* 1.4 222414

Molybdenum J 05/15/2024 4:391.5 µg/L 51.0NELAP 0.6 222414

Selenium 05/10/2024 11:041.0 µg/L 5< 1.0NELAP 0.6 222414

Thallium 05/09/2024 16:402.0 µg/L 5< 2.0NELAP 1.0 222414
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  12:39

Lab ID: 24041541-040 Client Sample ID: G217

Matrix: GROUNDWATER

Batch 

SW-846 7470A (TOTAL)
Mercury 05/21/2024 18:580.20 µg/L 1< 0.20NELAP 0.06 223077
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  11:47

Lab ID: 24041541-041 Client Sample ID: G218

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 05/02/2024 11:470 ft 112.93* 0 R347020

STANDARD METHODS  2130 B FIELD
Turbidity 05/02/2024 11:471.0 NTU 126* 1.0 R347020

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 05/02/2024 11:47-300 mV 1-21* -300 R347020

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 05/02/2024 11:470 µS/cm 11520* 0 R347020

STANDARD METHODS 2550 B FIELD
Temperature 05/02/2024 11:470 °C 115.7* 0 R347020

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 05/02/2024 11:470 mg/L 10.63* 0 R347020

SW-846 9040B FIELD
pH 05/02/2024 11:471.00 16.90* 0 R347020

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/06/2024 14:250 mg/L 1313NELAP 0 R346841

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/06/2024 14:250 mg/L 10NELAP 0 R346841

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/04/2024 8:1550 mg/L 2.51100NELAP 40 R346758

SW-846 9036 (TOTAL)
Sulfate 05/06/2024 18:59100 mg/L 10423NELAP 61 R346843

SW-846 9214 (TOTAL)
Fluoride 05/16/2024 16:570.10 mg/L 10.32NELAP 0.04 R347401

SW-846 9251 (TOTAL)
Chloride 05/06/2024 18:5940 mg/L 10122NELAP 5 R346846

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/07/2024 18:030.100 mg/L 1190NELAP 0.035 222414

Magnesium 05/07/2024 18:030.050 mg/L 175.3NELAP 0.006 222414

Potassium 05/07/2024 18:030.100 mg/L 10.926NELAP 0.040 222414

Sodium 05/07/2024 18:030.050 mg/L 172.9NELAP 0.025 222414

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony 05/10/2024 11:101.0 µg/L 5< 1.0NELAP 0.6 222414

Arsenic 05/10/2024 11:101.0 µg/L 51.8NELAP 0.4 222414

Barium 05/09/2024 16:461.0 µg/L 576.2NELAP 0.7 222414

Beryllium 05/10/2024 11:101.0 µg/L 5< 1.0NELAP 0.2 222414

Boron J 05/10/2024 11:1020 µg/L 515NELAP 9.2 222414

Cadmium 05/13/2024 16:161.0 µg/L 5< 1.0NELAP 0.2 222414

Chromium 05/10/2024 11:101.5 µg/L 53.1NELAP 0.7 222414

Cobalt J 05/13/2024 16:161.0 µg/L 50.6NELAP 0.1 222414

Lead J 05/09/2024 16:461.0 µg/L 50.7NELAP 0.6 222414

Lithium 05/10/2024 11:103.0 µg/L 54.8* 1.4 222414

Molybdenum J 05/15/2024 4:441.5 µg/L 50.6NELAP 0.6 222414

Selenium 05/10/2024 11:101.0 µg/L 5< 1.0NELAP 0.6 222414

Thallium 05/09/2024 16:462.0 µg/L 5< 2.0NELAP 1.0 222414
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  11:47

Lab ID: 24041541-041 Client Sample ID: G218

Matrix: GROUNDWATER

Batch 

SW-846 7470A (TOTAL)
Mercury 05/06/2024 20:020.20 µg/L 1< 0.20NELAP 0.06 222481

LCS recovered outside upper control limits. Sample results are below the reporting limit. Data is reportable per the TNI Standard.
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/29/2024  13:04

Lab ID: 24041541-083 Client Sample ID: NE Riser

Matrix: LEACHATE

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 04/29/2024 13:040 ft 11.05* 0 R347020
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  12:43

Lab ID: 24041541-085 Client Sample ID: R201

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 05/07/2024 12:430 ft 12.59* 0 R347020

STANDARD METHODS  2130 B FIELD
Turbidity 05/07/2024 12:431.0 NTU 16.8* 1.0 R347020

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 05/07/2024 12:43-300 mV 1-14* -300 R347020

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 05/07/2024 12:430 µS/cm 1986* 0 R347020

STANDARD METHODS 2550 B FIELD
Temperature 05/07/2024 12:430 °C 116.2* 0 R347020

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 05/07/2024 12:430 mg/L 12.05* 0 R347020

SW-846 9040B FIELD
pH 05/07/2024 12:431.00 17.03* 0 R347020

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/14/2024 11:190 mg/L 1355NELAP 0 R347249

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/14/2024 11:190 mg/L 10NELAP 0 R347249

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/08/2024 11:2320 mg/L 1668NELAP 16 R347018

SW-846 9036 (TOTAL)
Sulfate 05/10/2024 22:37100 mg/L 10155NELAP 61 R347112

SW-846 9214 (TOTAL)
Fluoride 05/14/2024 14:240.10 mg/L 10.36NELAP 0.04 R347245

SW-846 9251 (TOTAL)
Chloride 05/10/2024 22:328 mg/L 251NELAP 1 R347114

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/10/2024 17:160.100 mg/L 1107NELAP 0.035 222656

Magnesium 05/10/2024 17:160.050 mg/L 142.8NELAP 0.006 222656

Potassium 05/10/2024 17:160.100 mg/L 10.779NELAP 0.040 222656

Sodium 05/10/2024 17:160.050 mg/L 197.0NELAP 0.018 222656

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony 05/16/2024 4:341.0 µg/L 5< 1.0NELAP 0.8 222656

Arsenic 05/14/2024 1:381.0 µg/L 51.1NELAP 0.4 222656

Barium 05/14/2024 14:061.0 µg/L 561.9NELAP 0.7 222656

Beryllium 05/14/2024 1:381.0 µg/L 5< 1.0NELAP 0.2 222656

Boron J 05/14/2024 1:3820 µg/L 510NELAP 9.2 222656

Cadmium 05/14/2024 1:381.0 µg/L 5< 1.0NELAP 0.2 222656

Chromium 05/14/2024 1:381.5 µg/L 5< 1.5NELAP 0.7 222656

Cobalt J 05/14/2024 1:381.0 µg/L 50.7NELAP 0.1 222656

Lead 05/14/2024 1:381.0 µg/L 5< 1.0NELAP 0.6 222656

Lithium J 05/14/2024 14:063.0 µg/L 53.0* 1.4 222656

Molybdenum 05/14/2024 1:381.5 µg/L 5< 1.5NELAP 0.9 222656

Selenium 05/14/2024 1:381.0 µg/L 5< 1.0NELAP 0.6 222656

Thallium 05/14/2024 1:382.0 µg/L 5< 2.0NELAP 1.0 222656

LCS for Sb recovered outside upper control limits. Sample results are below the reporting limit. Data is reportable per the TNI Standard.
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  12:43

Lab ID: 24041541-085 Client Sample ID: R201

Matrix: GROUNDWATER

Batch 

SW-846 7470A (TOTAL)
Mercury 05/18/2024 15:180.20 µg/L 1< 0.20NELAP 0.06 222921
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/08/2024  11:21

Lab ID: 24041541-095 Client Sample ID: Field Blank

Matrix: AQUEOUS

Batch 

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/14/2024 17:110 mg/L 10NELAP 0 R347249

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/14/2024 17:110 mg/L 10NELAP 0 R347249

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/10/2024 9:4720 mg/L 1< 20NELAP 16 R347190

SW-846 9036 (TOTAL)
Sulfate 05/10/2024 23:5510 mg/L 1< 10NELAP 6 R347112

SW-846 9214 (TOTAL)
Fluoride 05/14/2024 14:380.10 mg/L 1< 0.10NELAP 0.04 R347245

SW-846 9251 (TOTAL)
Chloride 05/10/2024 23:554 mg/L 1< 4NELAP 1 R347114

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/10/2024 16:020.100 mg/L 1< 0.100NELAP 0.035 222728

Magnesium 05/10/2024 16:020.050 mg/L 1< 0.050NELAP 0.006 222728

Potassium 05/10/2024 16:020.100 mg/L 1< 0.100NELAP 0.040 222728

Sodium J 05/10/2024 16:020.050 mg/L 10.026NELAP 0.018 222728

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony 05/14/2024 0:011.0 µg/L 5< 1.0NELAP 0.8 222728

Arsenic 05/14/2024 0:011.0 µg/L 5< 1.0NELAP 0.4 222728

Barium 05/14/2024 0:011.0 µg/L 5< 1.0NELAP 0.7 222728

Beryllium 05/14/2024 0:011.0 µg/L 5< 1.0NELAP 0.2 222728

Boron 06/04/2024 18:5220.0 µg/L 5< 20.0NELAP 9.2 223769

Cadmium 05/14/2024 0:011.0 µg/L 5< 1.0NELAP 0.2 222728

Chromium J 05/14/2024 0:011.5 µg/L 50.8NELAP 0.8 222728

Cobalt 05/14/2024 0:011.0 µg/L 5< 1.0NELAP 0.1 222728

Lead 05/14/2024 0:011.0 µg/L 5< 1.0NELAP 0.6 222728

Lithium 05/14/2024 0:013.0 µg/L 5< 3.0* 1.4 222728

Molybdenum 06/04/2024 18:521.5 µg/L 5< 1.5NELAP 0.6 223769

Selenium J 05/14/2024 0:011.0 µg/L 50.7NELAP 0.6 222728

Thallium 05/14/2024 0:012.0 µg/L 5< 2.0NELAP 1.0 222728

Contamination present in the CCB for B. Sample results below the reporting limit are reportable per the TNI Standard.

SW-846 7470A (TOTAL)
Mercury 05/21/2024 19:000.20 µg/L 1< 0.20NELAP 0.06 223077
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  12:53

Lab ID: 24041541-097 Client Sample ID: G200 Duplicate

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 05/07/2024 12:530 ft 12.90* 0 R347020

STANDARD METHODS  2130 B FIELD
Turbidity 05/07/2024 12:531.0 NTU 153* 1.0 R347020

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 05/07/2024 12:53-300 mV 16* -300 R347020

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 05/07/2024 12:530 µS/cm 1850* 0 R347020

STANDARD METHODS 2550 B FIELD
Temperature 05/07/2024 12:530 °C 117.3* 0 R347020

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 05/07/2024 12:530 mg/L 10.13* 0 R347020

SW-846 9040B FIELD
pH 05/07/2024 12:531.00 17.19* 0 R347020

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/14/2024 11:260 mg/L 1295NELAP 0 R347249

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/14/2024 11:260 mg/L 10NELAP 0 R347249

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/08/2024 12:0520 mg/L 1526NELAP 16 R347018

SW-846 9036 (TOTAL)
Sulfate 05/11/2024 0:0450 mg/L 5106NELAP 31 R347112

SW-846 9214 (TOTAL)
Fluoride 05/14/2024 14:490.10 mg/L 10.30NELAP 0.04 R347245

SW-846 9251 (TOTAL)
Chloride 05/11/2024 0:0320 mg/L 557NELAP 2 R347114

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/10/2024 17:240.100 mg/L 195.2NELAP 0.035 222656

Magnesium 05/10/2024 17:240.050 mg/L 142.9NELAP 0.006 222656

Potassium 05/10/2024 17:240.100 mg/L 10.995NELAP 0.040 222656

Sodium 05/10/2024 17:240.050 mg/L 158.5NELAP 0.018 222656

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony 05/16/2024 4:421.0 µg/L 5< 1.0NELAP 0.8 222656

Arsenic J 05/14/2024 2:561.0 µg/L 50.9NELAP 0.4 222656

Barium 05/14/2024 14:181.0 µg/L 554.0NELAP 0.7 222656

Beryllium 05/14/2024 2:561.0 µg/L 5< 1.0NELAP 0.2 222656

Boron 05/14/2024 14:1820.0 µg/L 5< 20.0NELAP 9.2 222656

Cadmium 05/14/2024 2:561.0 µg/L 5< 1.0NELAP 0.2 222656

Chromium 05/14/2024 2:561.5 µg/L 51.9NELAP 0.7 222656

Cobalt J 05/14/2024 2:561.0 µg/L 50.5NELAP 0.1 222656

Lead J 05/14/2024 2:561.0 µg/L 50.9NELAP 0.6 222656

Lithium 05/14/2024 14:183.0 µg/L 55.8* 1.4 222656

Molybdenum 05/14/2024 2:561.5 µg/L 5< 1.5NELAP 0.9 222656

Selenium 05/14/2024 2:561.0 µg/L 53.9NELAP 0.6 222656

Thallium 05/14/2024 2:562.0 µg/L 5< 2.0NELAP 1.0 222656

LCS for Sb recovered outside upper control limits. Sample results are below the reporting limit. Data is reportable per the TNI Standard.
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  12:53

Lab ID: 24041541-097 Client Sample ID: G200 Duplicate

Matrix: GROUNDWATER

Batch 

SW-846 7470A (TOTAL)
Mercury 05/17/2024 9:520.20 µg/L 1< 0.20NELAP 0.06 223054
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  12:39

Lab ID: 24041541-098 Client Sample ID: G217 Duplicate

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 05/02/2024 12:390 ft 113.75* 0 R347020

STANDARD METHODS  2130 B FIELD
Turbidity 05/02/2024 12:391.0 NTU 14.5* 1.0 R347020

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 05/02/2024 12:39-300 mV 113* -300 R347020

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 05/02/2024 12:390 µS/cm 11560* 0 R347020

STANDARD METHODS 2550 B FIELD
Temperature 05/02/2024 12:390 °C 115.6* 0 R347020

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 05/02/2024 12:390 mg/L 10.76* 0 R347020

SW-846 9040B FIELD
pH 05/02/2024 12:391.00 16.88* 0 R347020

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/14/2024 11:330 mg/L 1288NELAP 0 R347249

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/14/2024 11:330 mg/L 10NELAP 0 R347249

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/04/2024 9:4420 mg/L 11190NELAP 16 R346758

SW-846 9036 (TOTAL)
Sulfate 05/06/2024 21:06200 mg/L 20448NELAP 123 R346843

SW-846 9214 (TOTAL)
Fluoride 05/14/2024 14:570.10 mg/L 10.35NELAP 0.04 R347245

SW-846 9251 (TOTAL)
Chloride 05/06/2024 21:0780 mg/L 20129NELAP 10 R346846

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/07/2024 18:240.100 mg/L 1205NELAP 0.035 222414

Magnesium 05/07/2024 18:240.050 mg/L 179.9NELAP 0.006 222414

Potassium 05/07/2024 18:240.100 mg/L 10.816NELAP 0.040 222414

Sodium 05/07/2024 18:240.050 mg/L 179.0NELAP 0.025 222414

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony J 05/10/2024 13:581.0 µg/L 50.8NELAP 0.4 222414

Arsenic 05/10/2024 13:581.0 µg/L 5< 1.0NELAP 0.4 222414

Barium 05/09/2024 18:431.0 µg/L 578.0NELAP 0.7 222414

Beryllium 05/10/2024 13:581.0 µg/L 5< 1.0NELAP 0.2 222414

Boron 05/10/2024 13:5820.0 µg/L 522.8NELAP 9.2 222414

Cadmium 05/13/2024 17:491.0 µg/L 5< 1.0NELAP 0.2 222414

Chromium 05/10/2024 13:581.5 µg/L 51.5NELAP 0.7 222414

Cobalt J 05/13/2024 17:491.0 µg/L 50.3NELAP 0.1 222414

Lead 05/09/2024 18:431.0 µg/L 5< 1.0NELAP 0.6 222414

Lithium 05/10/2024 13:583.0 µg/L 53.5* 1.4 222414

Molybdenum J 05/15/2024 6:081.5 µg/L 51.0NELAP 0.6 222414

Selenium 05/10/2024 13:581.0 µg/L 5< 1.0NELAP 0.6 222414

Thallium 05/09/2024 18:432.0 µg/L 5< 2.0NELAP 1.0 222414

Contamination present in the CCB for Sb. Sample results below the reporting limit are reportable per the TNI Standard.
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  12:39

Lab ID: 24041541-098 Client Sample ID: G217 Duplicate

Matrix: GROUNDWATER

Batch 

SW-846 7470A (TOTAL)
Mercury 05/21/2024 13:210.20 µg/L 1< 0.20NELAP 0.06 222504
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  12:43

Lab ID: 24041541-100 Client Sample ID: R201 Duplicate

Matrix: GROUNDWATER

Batch 

FIELD ELEVATION MEASUREMENTS
Depth to water from measuring point 05/07/2024 12:430 ft 12.59* 0 R347020

STANDARD METHODS  2130 B FIELD
Turbidity 05/07/2024 12:431.0 NTU 16.8* 1.0 R347020

STANDARD METHODS 18TH ED. 2580 B FIELD
Oxidation-Reduction Potential 05/07/2024 12:43-300 mV 1-14* -300 R347020

STANDARD METHODS 2510 B FIELD
Spec. Conductance, Field 05/07/2024 12:430 µS/cm 1986* 0 R347020

STANDARD METHODS 2550 B FIELD
Temperature 05/07/2024 12:430 °C 116.2* 0 R347020

STANDARD METHODS 4500-O G FIELD
Oxygen, Dissolved 05/07/2024 12:430 mg/L 12.05* 0 R347020

SW-846 9040B FIELD
pH 05/07/2024 12:431.00 17.03* 0 R347020

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/14/2024 11:400 mg/L 1354NELAP 0 R347249

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/14/2024 11:400 mg/L 10NELAP 0 R347249

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/08/2024 12:0620 mg/L 1658NELAP 16 R347018

SW-846 9036 (TOTAL)
Sulfate 05/11/2024 0:27100 mg/L 10155NELAP 61 R347112

SW-846 9214 (TOTAL)
Fluoride 05/14/2024 15:030.10 mg/L 10.35NELAP 0.04 R347245

SW-846 9251 (TOTAL)
Chloride 05/11/2024 0:168 mg/L 251NELAP 1 R347114

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/10/2024 17:250.100 mg/L 1103NELAP 0.035 222656

Magnesium 05/10/2024 17:250.050 mg/L 141.4NELAP 0.006 222656

Potassium 05/10/2024 17:250.100 mg/L 10.757NELAP 0.040 222656

Sodium 05/10/2024 17:250.050 mg/L 195.8NELAP 0.018 222656

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony 05/16/2024 4:461.0 µg/L 5< 1.0NELAP 0.8 222656

Arsenic J 05/14/2024 3:021.0 µg/L 50.5NELAP 0.4 222656

Barium 05/14/2024 14:241.0 µg/L 559.6NELAP 0.7 222656

Beryllium 05/14/2024 3:021.0 µg/L 5< 1.0NELAP 0.2 222656

Boron 05/14/2024 14:2420.0 µg/L 5< 20.0NELAP 9.2 222656

Cadmium 05/14/2024 3:021.0 µg/L 5< 1.0NELAP 0.2 222656

Chromium J 05/14/2024 3:021.5 µg/L 50.7NELAP 0.7 222656

Cobalt J 05/14/2024 3:021.0 µg/L 50.5NELAP 0.1 222656

Lead 05/14/2024 3:021.0 µg/L 5< 1.0NELAP 0.6 222656

Lithium J 05/14/2024 14:243.0 µg/L 52.9* 1.4 222656

Molybdenum J 05/14/2024 3:021.5 µg/L 50.9NELAP 0.9 222656

Selenium 05/14/2024 3:021.0 µg/L 5< 1.0NELAP 0.6 222656

Thallium 05/14/2024 3:022.0 µg/L 5< 2.0NELAP 1.0 222656

LCS for Sb recovered outside upper control limits. Sample results are below the reporting limit. Data is reportable per the TNI Standard.
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  12:43

Lab ID: 24041541-100 Client Sample ID: R201 Duplicate

Matrix: GROUNDWATER

Batch 

SW-846 7470A (TOTAL)
Mercury 05/17/2024 10:040.20 µg/L 1< 0.20NELAP 0.06 223054
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/08/2024  11:35

Lab ID: 24041541-101 Client Sample ID: Equipment Blank 1

Matrix: AQUEOUS

Batch 

STANDARD METHODS 2320 B (TOTAL) 1997, 2011
Alkalinity, Bicarbonate (as CaCO3) 05/14/2024 17:140 mg/L 10NELAP 0 R347249

STANDARD METHODS 2320 B 1997, 2011
Alkalinity, Carbonate (as CaCO3) 05/14/2024 17:140 mg/L 10NELAP 0 R347249

STANDARD METHODS 2540 C (TOTAL) 1997, 2011
Total Dissolved Solids 05/10/2024 9:4720 mg/L 1< 20NELAP 16 R347190

SW-846 9036 (TOTAL)
Sulfate 05/11/2024 0:5310 mg/L 1< 10NELAP 6 R347112

SW-846 9214 (TOTAL)
Fluoride 05/14/2024 15:110.10 mg/L 1< 0.10NELAP 0.04 R347245

SW-846 9251 (TOTAL)
Chloride 05/11/2024 0:534 mg/L 1< 4NELAP 1 R347114

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)
Calcium 05/10/2024 16:040.100 mg/L 10.219NELAP 0.035 222728

Magnesium J 05/10/2024 16:040.050 mg/L 10.021NELAP 0.006 222728

Potassium 05/10/2024 16:040.100 mg/L 1< 0.100NELAP 0.040 222728

Sodium 05/10/2024 16:040.050 mg/L 10.056NELAP 0.018 222728

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)
Antimony 05/14/2024 0:071.0 µg/L 5< 1.0NELAP 0.8 222728

Arsenic 05/14/2024 0:071.0 µg/L 51.2NELAP 0.4 222728

Barium 05/14/2024 0:071.0 µg/L 5< 1.0NELAP 0.7 222728

Beryllium 05/14/2024 0:071.0 µg/L 5< 1.0NELAP 0.2 222728

Boron 05/14/2024 0:0720.0 µg/L 532.2NELAP 9.2 222728

Cadmium 05/14/2024 0:071.0 µg/L 5< 1.0NELAP 0.2 222728

Chromium J 05/14/2024 0:071.5 µg/L 51.1NELAP 0.8 222728

Cobalt 05/14/2024 0:071.0 µg/L 5< 1.0NELAP 0.1 222728

Lead 05/14/2024 0:071.0 µg/L 5< 1.0NELAP 0.6 222728

Lithium 05/14/2024 0:073.0 µg/L 5< 3.0* 1.4 222728

Molybdenum 05/16/2024 7:471.5 µg/L 54.3NELAP 0.7 222728

Selenium 05/14/2024 0:071.0 µg/L 5< 1.0NELAP 0.6 222728

Thallium 05/14/2024 0:072.0 µg/L 5< 2.0NELAP 1.0 222728

SW-846 7470A (TOTAL)
Mercury 05/21/2024 20:140.20 µg/L 1< 0.20NELAP 0.06 223077
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Lab Sample ID Client Sample ID Collection DateFractions

TeklabHdrP

Matrix

Sample Summary

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

24041541-027 G200 05/07/2024 12:536Groundwater

24041541-028 G206 04/30/2024 10:576Groundwater

24041541-029 G206D 04/30/2024 10:282Groundwater

24041541-032 G209 05/01/2024 12:166Groundwater

24041541-035 G212 05/01/2024 9:526Groundwater

24041541-036 G213 05/06/2024 14:286Groundwater

24041541-038 G215 04/30/2024 13:196Groundwater

24041541-040 G217 05/02/2024 12:396Groundwater

24041541-041 G218 05/02/2024 11:476Groundwater

24041541-083 NE Riser 04/29/2024 13:041Leachate

24041541-085 R201 05/07/2024 12:436Groundwater

24041541-095 Field Blank 05/08/2024 11:2117Aqueous

24041541-097 G200 Duplicate 05/07/2024 12:536Groundwater

24041541-098 G217 Duplicate 05/02/2024 12:396Groundwater

24041541-100 R201 Duplicate 05/07/2024 12:436Groundwater

24041541-101 Equipment Blank 1 05/08/2024 11:3517Aqueous
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

STANDARD METHODS 2510 B FIELD

SampID: LCS-1

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 04/29/20240 14121410 100.10 90 110*

SampID: LCS-1.15

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 04/30/20240 14121410 100.00 90 110*

SampID: LCS-1.8

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 04/30/20240 14121420 100.20 90 110*

SampID: LCS-2

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 04/30/20240 14121410 99.90 90 110*

SampID: LCS-2.16

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/01/20240 14121410 100.00 90 110*

SampID: LCS-2.9

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/01/20240 14121420 100.40 90 110*

SampID: LCS-3

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/01/20240 14121410 100.00 90 110*

SampID: LCS-3.10

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/02/20240 14121410 100.10 90 110*
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

STANDARD METHODS 2510 B FIELD

SampID: LCS-3.17

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/02/20240 14121410 100.00 90 110*

SampID: LCS-4

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/02/20240 14121410 100.10 90 110*

SampID: LCS-4.11

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/03/20240 14121410 100.10 90 110*

SampID: LCS-4.18

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/03/20240 14121410 100.00 90 110*

SampID: LCS-5

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/03/20240 14121410 99.90 90 110*

SampID: LCS-5.12

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/06/20240 14121410 100.10 90 110*

SampID: LCS-5.19

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/06/20240 14121410 100.10 90 110*

SampID: LCS-6

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/06/20240 14121410 100.00 90 110*
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

STANDARD METHODS 2510 B FIELD

SampID: LCS-6.13

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/07/20240 14121420 100.30 90 110*

SampID: LCS-6.20

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/07/20240 14121410 100.00 90 110*

SampID: LCS-7

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/07/20240 14121410 100.10 90 110*

SampID: LCS-7.14

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/08/20240 14121410 99.90 90 110*

SampID: LCS-7.21

SampType: LCS µS/cmUnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Spec. Conductance, Field 05/08/20240 14121410 100.00 90 110*

SW-846 9040B FIELD

SampID: LCS-1

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 04/29/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-1.15

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 04/30/20241.00 7.0007.00 100.00 98.57 101.4*
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9040B FIELD

SampID: LCS-1.8

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 04/30/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-2

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 04/30/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-2.16

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/01/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-2.9

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/01/20241.00 7.0007.00 100.00 98.57 101.4*

SampID: LCS-3

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/01/20241.00 7.0007.10 101.40 98.57 101.4*

SampID: LCS-3.10

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/02/20241.00 7.0007.02 100.30 98.57 101.4*

SampID: LCS-3.17

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/02/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-4

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/02/20241.00 7.0007.06 100.90 98.57 101.4*

Page 40 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9040B FIELD

SampID: LCS-4.11

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/03/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-4.18

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/03/20241.00 7.0007.00 100.00 98.57 101.4*

SampID: LCS-5

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/03/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-5.12

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/06/20241.00 7.0007.00 100.00 98.57 101.4*

SampID: LCS-5.19

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/06/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-6

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/06/20241.00 7.0007.07 101.00 98.57 101.4*

SampID: LCS-6.13

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/07/20241.00 7.0007.01 100.10 98.57 101.4*

SampID: LCS-6.20

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/07/20241.00 7.0007.01 100.10 98.57 101.4*
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9040B FIELD

SampID: LCS-7

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/07/20241.00 7.0007.05 100.70 98.57 101.4*

SampID: LCS-7.14

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/08/20241.00 7.0007.02 100.30 98.57 101.4*

SampID: LCS-7.21

SampType: LCS UnitsR347020Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

pH 05/08/20241.00 7.0007.02 100.30 98.57 101.4*

EPA 1664A

SampID: MBLK2

SampType: MBLK mg/LUnitsR346878Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Hexane Extractable Material 05/07/20245 4.400< 5 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR346878Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Hexane Extractable Material 05/06/20245 40.0038 94.80 78 114

SampID: 24042278-001CMS

SampType: MS mg/LUnitsR346878Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Hexane Extractable Material 05/06/20246 44.7444 86.75.410 78 114

SampID: MBLK

SampType: MBLK mg/LUnitsR347205Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Hexane Extractable Material 05/13/20245 4.400< 5 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

EPA 1664A

SampID: LCS

SampType: LCS mg/LUnitsR347205Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Hexane Extractable Material 05/13/20245 40.0042 103.80 78 114

SampID: 24050711-002BMS

SampType: MS mg/LUnitsR347205Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Hexane Extractable Material 05/13/20246 46.4752 87.411.45 78 114

SampID: MBLK

SampType: MBLK mg/LUnitsR347241Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Hexane Extractable Material 05/13/20245 4.400< 5 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR347241Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Hexane Extractable Material 05/13/20245 40.0045 112.80 78 114

SampID: 24050632-001BMS

SampType: MS mg/LUnitsR347241Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Hexane Extractable Material S 05/13/20245 41.9833 63.46.672 78 114

SampID: 24051058-001EMS

SampType: MS mg/LUnitsR347241Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Hexane Extractable Material 05/13/20243 27.1229 94.83.653 78 114

EPA 600 350.1 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/01/20240.10 0.0270< 0.10 00 -100 100
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EPA 600 350.1 (TOTAL)

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/01/20240.10 1.0001.05 105.20 90 110

SampID: 24042332-005AMS

SampType: MS mg/LUnitsR346656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0002.03 94.60.1340 90 110

SampID: 24042332-005AMSD

SampType: MSD mg/LUnitsR346656Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0002.02 94.2 0.490.1340 2.027

SampID: 24042342-004AMS

SampType: MS mg/LUnitsR346656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0002.07 94.30.1860 90 110

SampID: 24042342-004AMSD

SampType: MSD mg/LUnitsR346656Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0002.04 92.8 1.410.1860 2.072

SampID: 24042398-002AMS

SampType: MS mg/LUnitsR346656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0001.99 93.10.1260 90 110

SampID: 24042398-002AMSD

SampType: MSD mg/LUnitsR346656Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0001.95 91.2 1.930.1260 1.988

SampID: 24042409-001FMS

SampType: MS mg/LUnitsR346656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0001.98 93.90.1040 90 110
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EPA 600 350.1 (TOTAL)

SampID: 24042409-001FMSD

SampType: MSD mg/LUnitsR346656Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0001.98 93.8 0.150.1040 1.982

SampID: 24042412-001CMS

SampType: MS mg/LUnitsR346656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0001.90 93.20.03400 90 110

SampID: 24042412-001CMSD

SampType: MSD mg/LUnitsR346656Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0001.92 94.2 1.100.03400 1.898

SampID: 24042441-001BMS

SampType: MS mg/LUnitsR346656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0001.89 94.60 90 110

SampID: 24042441-001BMSD

SampType: MSD mg/LUnitsR346656Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0001.90 94.8 0.320 1.891

SampID: 24042441-003AMS

SampType: MS mg/LUnitsR346656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) S 05/01/20240.10 2.0001.71 83.60.04000 90 110

SampID: 24042441-003AMSD

SampType: MSD mg/LUnitsR346656Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) S 05/01/20240.10 2.0001.73 84.4 0.930.04000 1.712

SampID: 24042443-001AMS

SampType: MS mg/LUnitsR346656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0002.07 95.00.1680 90 110
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EPA 600 350.1 (TOTAL)

SampID: 24042443-001AMSD

SampType: MSD mg/LUnitsR346656Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0002.03 93.1 1.900.1680 2.069

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346717Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/03/20240.10 0.0270< 0.10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346717Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/03/20240.10 1.0001.05 105.40 90 110

SampID: 24050060-003BMS

SampType: MS mg/LUnitsR346717Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/03/20241.00 20.0027.8 95.48.734 90 110

SampID: 24050060-003BMSD

SampType: MSD mg/LUnitsR346717Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/03/20241.00 20.0027.9 95.7 0.288.734 27.80

SampID: 24050069-002CMS

SampType: MS mg/LUnitsR346717Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0002.14 97.60.1880 90 110

SampID: 24050069-002CMSD

SampType: MSD mg/LUnitsR346717Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0002.13 96.9 0.700.1880 2.141

SampID: 24050111-007BMS

SampType: MS mg/LUnitsR346717Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0001.92 96.00 90 110
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EPA 600 350.1 (TOTAL)

SampID: 24050111-007BMSD

SampType: MSD mg/LUnitsR346717Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0001.87 93.3 2.850 1.920

SampID: 24050118-003BMS

SampType: MS mg/LUnitsR346717Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0002.15 93.80.2730 90 110

SampID: 24050118-003BMSD

SampType: MSD mg/LUnitsR346717Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0002.16 94.4 0.510.2730 2.150

SampID: 24050212-016AMS

SampType: MS mg/LUnitsR346717Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0002.29 95.80.3750 90 110

SampID: 24050212-016AMSD

SampType: MSD mg/LUnitsR346717Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0002.31 96.7 0.830.3750 2.290

SampID: 24050234-004EMS

SampType: MS mg/LUnitsR346717Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0002.01 94.20.1280 90 110

SampID: 24050234-004EMSD

SampType: MSD mg/LUnitsR346717Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0002.03 95.0 0.790.1280 2.012

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346869Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/06/20240.10 0.0270< 0.10 00 -100 100
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EPA 600 350.1 (TOTAL)

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346869Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/06/20240.10 1.0000.96 96.20 90 110

SampID: 24050079-001DMS

SampType: MS mg/LUnitsR346869Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/06/20242.00 40.0038.4 90.02.417 90 110

SampID: 24050079-001DMSD

SampType: MSD mg/LUnitsR346869Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) S 05/06/20242.00 40.0037.9 88.7 1.402.417 38.44

SampID: 24050337-007AMS

SampType: MS mg/LUnitsR346869Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) S 05/06/20240.10 2.0001.60 77.80.03900 90 110

SampID: 24050337-007AMSD

SampType: MSD mg/LUnitsR346869Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) S 05/06/20240.10 2.0001.60 78.0 0.310.03900 1.595

SampID: 24050339-001AMS

SampType: MS mg/LUnitsR346869Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/06/20240.10 2.0001.87 90.20.06700 90 110

SampID: 24050339-001AMSD

SampType: MSD mg/LUnitsR346869Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) S 05/06/20240.10 2.0001.86 89.8 0.430.06700 1.872

SampID: 24050352-003HMS

SampType: MS mg/LUnitsR346869Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) S 05/06/20240.10 2.0001.78 86.00.05600 90 110
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SampID: 24050352-003HMSD

SampType: MSD mg/LUnitsR346869Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) S 05/06/20240.10 2.0001.79 86.7 0.840.05600 1.775

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346965Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/08/20240.10 0.0270< 0.10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346965Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/08/20240.10 1.0001.01 100.70 90 110

SampID: 24050628-001BMS

SampType: MS mg/LUnitsR346965Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) E 05/08/20240.10 2.0005.43 98.43.465 90 110

SampID: 24050628-001BMSD

SampType: MSD mg/LUnitsR346965Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) E 05/08/20240.10 2.0005.43 98.4 0.043.465 5.432

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347127Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/10/20240.10 0.0270< 0.10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347127Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/10/20240.10 1.0001.01 100.90 90 110

SampID: 24050001-011JMS

SampType: MS mg/LUnitsR347127Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0004.27 93.42.398 90 110
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SampID: 24050001-011JMSD

SampType: MSD mg/LUnitsR347127Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0004.28 93.8 0.192.398 4.267

SampID: 24050697-007BMS

SampType: MS mg/LUnitsR347127Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0001.92 95.80 90 110

SampID: 24050697-007BMSD

SampType: MSD mg/LUnitsR347127Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0001.91 95.5 0.260 1.915

SampID: 24050718-004DMS

SampType: MS mg/LUnitsR347127Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0002.27 93.40.4000 90 110

SampID: 24050718-004DMSD

SampType: MSD mg/LUnitsR347127Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0002.28 94.1 0.660.4000 2.267

SampID: 24050795-003BMS

SampType: MS mg/LUnitsR347127Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0002.28 90.00.4800 90 110

SampID: 24050795-003BMSD

SampType: MSD mg/LUnitsR347127Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0002.28 90.0 0.000.4800 2.280

SampID: 24050795-006BMS

SampType: MS mg/LUnitsR347127Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0002.30 90.20.4930 90 110
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SampID: 24050795-006BMSD

SampType: MSD mg/LUnitsR347127Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0002.32 91.1 0.780.4930 2.297

SampID: 24050811-002BMS

SampType: MS mg/LUnitsR347127Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0002.74 93.70.8620 90 110

SampID: 24050811-002BMSD

SampType: MSD mg/LUnitsR347127Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0002.75 94.3 0.440.8620 2.735

SampID: 24050848-001AMS

SampType: MS mg/LUnitsR347127Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/10/20240.50 10.0011.6 95.91.977 90 110

SampID: 24050848-001AMSD

SampType: MSD mg/LUnitsR347127Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/10/20240.50 10.0011.5 95.3 0.531.977 11.57

SampID: 24050859-007BMS

SampType: MS mg/LUnitsR347127Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0001.92 94.40.02800 90 110

SampID: 24050859-007BMSD

SampType: MSD mg/LUnitsR347127Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0001.93 95.2 0.880.02800 1.915

SampID: 24050876-002CMS

SampType: MS mg/LUnitsR347127Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0001.96 95.60.04700 90 110

Page 51 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/
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SampID: 24050876-002CMSD

SampType: MSD mg/LUnitsR347127Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0001.97 96.1 0.510.04700 1.959

EPA 600 365.4 (TOTAL)

SampID: MBLK 240508 TP1

SampType: MBLK mg/LUnits222716Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phosphorus, Total (as P) 05/09/20240.100 0.0660< 0.100 00 -100 100

SampID: LCS 240508 TP1

SampType: LCS mg/LUnits222716Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phosphorus, Total (as P) 05/09/20240.100 1.0001.06 106.50 85 115

SampID: 24050604-001HMS

SampType: MS mg/LUnits222716Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phosphorus, Total (as P) 05/09/20240.100 1.0001.46 99.10.4740 85 115

SampID: 24050604-001HMSD

SampType: MSD mg/LUnits222716Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phosphorus, Total (as P) 05/09/20240.100 1.0001.48 100.9 1.220.4740 1.465

SampID: 24050709-003BMS

SampType: MS mg/LUnits222716Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phosphorus, Total (as P) 05/09/20240.500 5.00011.4 96.36.620 85 115

SampID: 24050709-003BMSD

SampType: MSD mg/LUnits222716Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phosphorus, Total (as P) 05/09/20240.500 5.00011.5 97.1 0.356.620 11.44
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EPA 600 365.4 (TOTAL)

SampID: 24050714-001CMS

SampType: MS mg/LUnits222716Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phosphorus, Total (as P) 05/09/20240.500 5.0006.30 98.51.375 85 115

SampID: 24050714-001CMSD

SampType: MSD mg/LUnits222716Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phosphorus, Total (as P) 05/09/20240.500 5.0006.37 99.9 1.101.375 6.300

SampID: MBLK 240509 TP1

SampType: MBLK mg/LUnits222767Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phosphorus, Total (as P) 05/14/20240.100 0.0660< 0.100 00 -100 100

SampID: LCS 240509 TP1

SampType: LCS mg/LUnits222767Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phosphorus, Total (as P) 05/14/20240.100 1.0001.09 108.60 85 115

SampID: 24050697-008AMS

SampType: MS mg/LUnits222767Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phosphorus, Total (as P) 05/14/20240.100 1.0001.43 104.10.3880 85 115

SampID: 24050697-008AMSD

SampType: MSD mg/LUnits222767Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phosphorus, Total (as P) 05/14/20240.100 1.0001.46 106.7 1.800.3880 1.429

SampID: 24050745-002BMS

SampType: MS mg/LUnits222767Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phosphorus, Total (as P) 05/14/20240.100 1.0002.96 104.91.906 85 115

SampID: 24050745-002BMSD

SampType: MSD mg/LUnits222767Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phosphorus, Total (as P) 05/14/20240.100 1.0003.04 113.5 2.871.906 2.955
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STANDARD METHODS 2540 C (TOTAL) 1997, 2011

SampID: MBLK

SampType: MBLK mg/LUnitsR346581Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 04/30/202420 16.00< 20 00 -100 100

Total Dissolved Solids 04/30/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR346581Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 04/30/202420 1000952 95.20 90 110

Total Dissolved Solids 04/30/202420 1000940 94.00 90 110

SampID: 24042262-006FDUP

SampType: DUP mg/LUnitsR346581Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 04/30/202420 600 3.05582.0

SampID: MBLK

SampType: MBLK mg/LUnitsR346728Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 05/02/202420 16.00< 20 00 -100 100

Total Dissolved Solids 05/02/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR346728Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 05/02/202420 1000958 95.80 90 110

Total Dissolved Solids 05/02/202420 1000952 95.20 90 110

SampID: 24042406-002ADUP

SampType: DUP mg/LUnitsR346728Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids H 05/02/202450 2160 1.832200

SampID: 24050057-003ADUP

SampType: DUP mg/LUnitsR346728Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/02/202450 565 9.26515.0
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SampID: 24050143-001ADUP

SampType: DUP mg/LUnitsR346728Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/02/202450 2980 4.423120

SampID: MBLK

SampType: MBLK mg/LUnitsR346753Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 05/03/202420 16.00< 20 00 -100 100

Total Dissolved Solids 05/03/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR346753Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 05/03/202420 1000960 96.00 90 110

Total Dissolved Solids 05/03/202420 1000982 98.20 90 110

SampID: 24041541-031ADUP

SampType: DUP mg/LUnitsR346753Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/03/202420 332 5.57314.0

SampID: 24050139-001ADUP

SampType: DUP mg/LUnitsR346753Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/03/202420 400 1.49406.0

SampID: MBLK

SampType: MBLK mg/LUnitsR346758Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 05/04/202420 16.00< 20 00 -100 100

Total Dissolved Solids 05/04/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR346758Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 05/04/202420 1000928 92.80 90 110

Total Dissolved Solids 05/04/202420 1000974 97.40 90 110
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SampID: 24041541-021EDUP

SampType: DUP mg/LUnitsR346758Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/04/202420 494 4.13474.0

SampID: 24050228-001BDUP

SampType: DUP mg/LUnitsR346758Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/04/202420 1440 5.111372

SampID: MBLK

SampType: MBLK mg/LUnitsR347018Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 05/08/202420 16.00< 20 00 -100 100

Total Dissolved Solids 05/08/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR347018Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 05/08/202420 1000960 96.00 90 110

Total Dissolved Solids 05/08/202420 1000994 99.40 90 110

SampID: 24050482-001ADUP

SampType: DUP mg/LUnitsR347018Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/08/202420 128 4.58134.0

SampID: 24050590-001ADUP

SampType: DUP mg/LUnitsR347018Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/08/2024200 30100 1.1230420

SampID: 24050591-001ADUP

SampType: DUP mg/LUnitsR347018Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/08/202450 1900 4.861805
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SampID: MBLK

SampType: MBLK mg/LUnitsR347190Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 05/10/202420 16.00< 20 00 -100 100

Total Dissolved Solids 05/10/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR347190Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 05/10/202420 1000946 94.60 90 110

Total Dissolved Solids 05/10/202420 1000912 91.20 90 110

SampID: 24041541-075ADUP

SampType: DUP mg/LUnitsR347190Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/10/202420 458 0.00458.0

SampID: 24050891-001ADUP

SampType: DUP mg/LUnitsR347190Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/10/202450 455 3.24470.0

SampID: MBLK

SampType: MBLK mg/LUnitsR347304Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 05/14/202420 16.00< 20 00 -100 100

Total Dissolved Solids 05/14/202420 16.00< 20 00 -100 100

Total Dissolved Solids 05/14/202420 16.00< 20 00 -100 100

Total Dissolved Solids 05/14/202420 16.00< 20 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR347304Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Dissolved Solids 05/14/202420 1000978 97.80 90 110

Total Dissolved Solids 05/14/202420 1000962 96.20 90 110

Total Dissolved Solids 05/14/202420 1000922 92.20 90 110

Total Dissolved Solids 05/14/202420 1000930 93.00 90 110
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SampID: 24050819-003BDUP

SampType: DUP mg/LUnitsR347304Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/14/202450 380 1.31385.0

SampID: 24050906-002ADUP

SampType: DUP mg/LUnitsR347304Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/14/202450 595 6.06560.0

SampID: 24050906-014ADUP

SampType: DUP mg/LUnitsR347304Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/14/202420 538 6.13572.0

SampID: 24050975-002BDUP

SampType: DUP mg/LUnitsR347304Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/14/202450 760 7.51705.0

SampID: 24051090-001ADUP

SampType: DUP mg/LUnitsR347304Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Dissolved Solids 05/14/2024100 680 1.48670.0

STANDARD METHODS 2540 D 1997, 2011

SampID: MBLK

SampType: MBLK mg/LUnitsR347107Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Suspended Solids 05/10/20240.5 0.3000< 0.5 00 -100 100*

Total Suspended Solids 05/10/20246 4.000< 6 00 -100 100

Total Suspended Solids 05/10/20246 4.000< 6 00 -100 100

Total Suspended Solids 05/10/20246 4.000< 6 00 -100 100

Total Suspended Solids 05/10/20246 4.000< 6 00 -100 100
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STANDARD METHODS 2540 D 1997, 2011

SampID: LCS

SampType: LCS mg/LUnitsR347107Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Suspended Solids 05/10/20246 100.096 96.00 85 115

Total Suspended Solids 05/10/20246 100.0108 108.00 85 115

Total Suspended Solids 05/10/20246 100.0106 106.00 85 115

Total Suspended Solids 05/10/20246 100.0108 108.00 85 115

Total Suspended Solids 05/10/20246 100.0107 107.00 85 115

SampID: 24041541-082EDUP

SampType: DUP mg/LUnitsR347107Batch RPD Limit 5

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Suspended Solids 05/10/20246 < 6 0.000

SampID: 24050602-006ADUP

SampType: DUP mg/LUnitsR347107Batch RPD Limit 5

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Suspended Solids R 05/10/20246 16 6.4515.00

SampID: 24050625-002ADUP

SampType: DUP mg/LUnitsR347107Batch RPD Limit 5

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Suspended Solids J 05/10/20246 5 0.000

SampID: 24050717-002ADUP

SampType: DUP mg/LUnitsR347107Batch RPD Limit 5

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Suspended Solids R 05/10/20246 15 14.2913.00

SampID: 24050735-003ADUP

SampType: DUP mg/LUnitsR347107Batch RPD Limit 5

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Suspended Solids 05/10/20246 7 0.007.000

SampID: 24050763-002ADUP

SampType: DUP mg/LUnitsR347107Batch RPD Limit 5

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Suspended Solids 05/10/20246 < 6 0.000
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STANDARD METHODS 2540 D 1997, 2011

SampID: 24050774-001ADUP

SampType: DUP mg/LUnitsR347107Batch RPD Limit 5

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Suspended Solids J 05/10/20246 4 0.000

Total Suspended Solids R 05/10/20241.4 4.0 8.284.400*

SampID: 24050834-001ADUP

SampType: DUP mg/LUnitsR347107Batch RPD Limit 5

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Suspended Solids 05/10/20246 28 0.0028.00

SampID: 24050872-001ADUP

SampType: DUP mg/LUnitsR347107Batch RPD Limit 5

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Suspended Solids 05/10/20246 < 6 0.005.000

STANDARD METHODS 4500-NH3 G (DISSOLVED) 1997, 2011

SampID: 24050007-007KMS

SampType: MS mg/LUnitsR346656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0002.59 93.00.7320 90 110

SampID: 24050007-007KMSD

SampType: MSD mg/LUnitsR346656Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/01/20240.10 2.0002.62 94.2 0.880.7320 2.592

SampID: 24041541-020KMS

SampType: MS mg/LUnitsR346717Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0002.26 93.00.3980 90 110

SampID: 24041541-020KMSD

SampType: MSD mg/LUnitsR346717Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0002.28 94.2 1.100.3980 2.257
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STANDARD METHODS 4500-NH3 G (DISSOLVED) 1997, 2011

SampID: 24050138-003IMS

SampType: MS mg/LUnitsR346717Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0001.85 92.60 90 110

SampID: 24050138-003IMSD

SampType: MSD mg/LUnitsR346717Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/03/20240.10 2.0001.86 92.8 0.160 1.853

SampID: 24050364-005KMS

SampType: MS mg/LUnitsR346869Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) S 05/06/20240.10 2.0001.69 84.70 90 110

SampID: 24050364-005KMSD

SampType: MSD mg/LUnitsR346869Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) S 05/06/20240.10 2.0001.73 86.4 1.930 1.694

SampID: 24050451-001GMS

SampType: MS mg/LUnitsR346965Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/08/20240.10 2.0002.43 91.20.6100 90 110

SampID: 24050451-001GMSD

SampType: MSD mg/LUnitsR346965Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/08/20240.10 2.0002.43 91.0 0.080.6100 2.433

SampID: 24050887-001GMS

SampType: MS mg/LUnitsR347127Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0001.84 92.10 90 110

SampID: 24050887-001GMSD

SampType: MSD mg/LUnitsR347127Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0001.87 93.3 1.290 1.842
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STANDARD METHODS 4500-NH3 G (DISSOLVED) 1997, 2011

SampID: 24050887-006IMS

SampType: MS mg/LUnitsR347127Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0001.92 95.80 90 110

SampID: 24050887-006IMSD

SampType: MSD mg/LUnitsR347127Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Ammonia (as N) 05/10/20240.10 2.0001.81 90.4 5.910 1.917

STANDARD METHODS 4500-NO2 B (DISSOLVED) 2000, 2011

SampID: 24050007-002FMS

SampType: MS mg/LUnitsR346545Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/01/20240.05 0.50000.46 91.40 85 115

SampID: 24050007-002FMSD

SampType: MSD mg/LUnitsR346545Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/01/20240.05 0.50000.44 88.4 3.340 0.4570

SampID: 24050031-005CMS

SampType: MS mg/LUnitsR346614Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/01/20240.05 0.50000.43 86.40 85 115

SampID: 24050031-005CMSD

SampType: MSD mg/LUnitsR346614Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/01/20240.05 0.50000.43 85.6 0.930 0.4320

SampID: 24050053-001CMS

SampType: MS mg/LUnitsR346614Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/01/20240.25 2.5002.26 90.40 85 115
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STANDARD METHODS 4500-NO2 B (DISSOLVED) 2000, 2011

SampID: 24050053-001CMSD

SampType: MSD mg/LUnitsR346614Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/01/20240.25 2.5002.14 85.6 5.450 2.260

SampID: 24050138-004DMS

SampType: MS mg/LUnitsR346679Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/02/20240.05 0.50000.44 88.60 85 115

SampID: 24050138-004DMSD

SampType: MSD mg/LUnitsR346679Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/02/20240.05 0.50000.47 94.4 6.340 0.4430

SampID: 24041541-004FMS

SampType: MS mg/LUnitsR346741Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/03/20240.05 0.50000.48 95.60 85 115

SampID: 24041541-004FMSD

SampType: MSD mg/LUnitsR346741Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/03/20240.05 0.50000.47 94.2 1.480 0.4780

SampID: 24050364-001FMS

SampType: MS mg/LUnitsR346741Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/03/20240.05 0.50000.45 89.80 85 115

SampID: 24050364-001FMSD

SampType: MSD mg/LUnitsR346741Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/03/20240.05 0.50000.44 87.2 2.940 0.4490

SampID: 24041541-089FMS

SampType: MS mg/LUnitsR346899Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/07/20240.05 0.50000.47 93.20 85 115

Page 63 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

STANDARD METHODS 4500-NO2 B (DISSOLVED) 2000, 2011

SampID: 24041541-089FMSD

SampType: MSD mg/LUnitsR346899Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/07/20240.05 0.50000.48 96.2 3.170 0.4660

SampID: 24050583-001BMS

SampType: MS mg/LUnitsR346899Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/07/20240.05 0.50000.45 90.80 85 115

SampID: 24050583-001BMSD

SampType: MSD mg/LUnitsR346899Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/07/20240.05 0.50000.44 87.8 3.360 0.4540

STANDARD METHODS 4500-NO2 B (TOTAL) 2000, 2011

SampID: MBLK

SampType: MBLK mg/LUnitsR346545Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 04/30/20240.05 0.0250< 0.05 00 -100 100

Nitrogen, Nitrite (as N) 04/30/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR346545Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 04/30/20240.05 0.30450.30 99.50 90 110

Nitrogen, Nitrite (as N) 04/30/20240.05 0.30450.30 99.50 90 110

SampID: 24042378-001AMS

SampType: MS mg/LUnitsR346545Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 04/30/20240.05 0.50000.51 101.60 85 115

SampID: 24042378-001AMSD

SampType: MSD mg/LUnitsR346545Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 04/30/20240.05 0.50000.51 102.4 0.780 0.5080
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STANDARD METHODS 4500-NO2 B (TOTAL) 2000, 2011

SampID: 24042422-005AMS

SampType: MS mg/LUnitsR346545Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 04/30/20240.05 0.50000.51 91.60.05500 85 115

SampID: 24042422-005AMSD

SampType: MSD mg/LUnitsR346545Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 04/30/20240.05 0.50000.52 92.8 1.160.05500 0.5130

SampID: MBLK

SampType: MBLK mg/LUnitsR346614Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/01/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR346614Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/01/20240.05 0.30450.30 99.50 90 110

SampID: 24050025-001AMS

SampType: MS mg/LUnitsR346614Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) S 05/01/20240.05 0.50000.42 84.20 85 115

SampID: 24050025-001AMSD

SampType: MSD mg/LUnitsR346614Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) S 05/01/20240.05 0.50000.42 84.0 0.240 0.4210

SampID: MBLK

SampType: MBLK mg/LUnitsR346679Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/02/20240.05 0.0250< 0.05 00 -100 100

Nitrogen, Nitrite (as N) 05/02/20240.05 0.0250< 0.05 00 -100 100
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STANDARD METHODS 4500-NO2 B (TOTAL) 2000, 2011

SampID: LCS

SampType: LCS mg/LUnitsR346679Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/02/20240.05 0.30450.32 103.80 90 110

Nitrogen, Nitrite (as N) 05/02/20240.05 0.30450.32 103.80 90 110

SampID: 24050118-001AMS

SampType: MS mg/LUnitsR346679Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) H 05/02/20240.05 0.50000.48 95.80.005000 85 115

SampID: 24050118-001AMSD

SampType: MSD mg/LUnitsR346679Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) H 05/02/20240.05 0.50000.49 97.0 1.230.005000 0.4840

SampID: 24050133-001AMS

SampType: MS mg/LUnitsR346679Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/02/20240.05 0.50000.54 108.60 85 115

SampID: 24050133-001AMSD

SampType: MSD mg/LUnitsR346679Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/02/20240.05 0.50000.53 106.8 1.670 0.5430

SampID: MBLK

SampType: MBLK mg/LUnitsR346741Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/03/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR346741Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/03/20240.05 0.30450.31 102.50 90 110
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STANDARD METHODS 4500-NO2 B (TOTAL) 2000, 2011

SampID: 24041541-052AMS

SampType: MS mg/LUnitsR346741Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) E 05/03/20240.05 0.50000.78 94.60.3120 85 115

SampID: 24041541-052AMSD

SampType: MSD mg/LUnitsR346741Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) E 05/03/20240.05 0.50000.79 95.6 0.630.3120 0.7850

SampID: MBLK

SampType: MBLK mg/LUnitsR346899Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/07/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR346899Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/07/20240.05 0.30450.32 106.10 90 110

SampID: 24041541-075AMS

SampType: MS mg/LUnitsR346899Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/07/20240.05 0.50000.48 95.00.006000 85 115

SampID: 24041541-075AMSD

SampType: MSD mg/LUnitsR346899Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/07/20240.05 0.50000.48 94.8 0.210.006000 0.4810

SampID: MBLK

SampType: MBLK mg/LUnitsR346971Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/08/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR346971Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/08/20240.05 0.30450.32 104.80 90 110
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STANDARD METHODS 4500-NO2 B (TOTAL) 2000, 2011

SampID: 24050636-001BMS

SampType: MS mg/LUnitsR346971Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/08/20240.05 0.50000.47 93.80 85 115

SampID: 24050636-001BMSD

SampType: MSD mg/LUnitsR346971Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/08/20240.05 0.50000.48 95.0 1.270 0.4690

SampID: 24050666-001AMS

SampType: MS mg/LUnitsR346971Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/08/20240.05 0.50000.46 92.00 85 115

SampID: 24050666-001AMSD

SampType: MSD mg/LUnitsR346971Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/08/20240.05 0.50000.46 92.4 0.430 0.4600

SampID: 24050679-001GMS

SampType: MS mg/LUnitsR346971Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) S 05/08/20240.05 0.50000.42 84.00 85 115

SampID: 24050679-001GMSD

SampType: MSD mg/LUnitsR346971Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/08/20240.05 0.50000.42 85.0 1.180 0.4200

SampID: 24050788-001BMS

SampType: MS mg/LUnitsR346971Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/08/20240.05 0.50000.46 92.80 85 115

SampID: 24050788-001BMSD

SampType: MSD mg/LUnitsR346971Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/08/20240.05 0.50000.46 93.0 0.220 0.4640
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STANDARD METHODS 4500-NO2 B (TOTAL) 2000, 2011

SampID: 24050788-002BMS

SampType: MS mg/LUnitsR346971Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/08/20240.05 0.50000.47 94.20 85 115

SampID: 24050788-002BMSD

SampType: MSD mg/LUnitsR346971Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/08/20240.05 0.50000.48 96.6 2.520 0.4710

SampID: MBLK

SampType: MBLK mg/LUnitsR347917Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/28/20240.05 0.0250< 0.05 00 -100 100

Nitrogen, Nitrite (as N) 05/28/20240.05 0.0250< 0.05 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR347917Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/28/20240.05 0.30450.31 100.80 90 110

Nitrogen, Nitrite (as N) 05/28/20240.05 0.30450.31 100.80 90 110

SampID: 24052144-002AMS

SampType: MS mg/LUnitsR347917Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) S 05/28/20240.05 0.50000.44 76.80.05600 85 115

SampID: 24052144-002AMSD

SampType: MSD mg/LUnitsR347917Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) S 05/28/20240.05 0.50000.44 76.8 0.000.05600 0.4400

SampID: 24052155-001AMS

SampType: MS mg/LUnitsR347917Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrite (as N) 05/28/20240.05 0.50000.48 88.60.03300 85 115
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STANDARD METHODS 4500-NO2 B (TOTAL) 2000, 2011

SampID: 24052155-001AMSD

SampType: MSD mg/LUnitsR347917Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrite (as N) 05/28/20240.05 0.50000.48 89.4 0.840.03300 0.4760

STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: 24041541-012FMS

SampType: MS mg/LUnitsR346632Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/01/20240.050 0.25000.306 100.40.05500 85 115

SampID: 24041541-012FMSD

SampType: MSD mg/LUnitsR346632Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/01/20240.050 0.25000.296 96.4 3.320.05500 0.3060

SampID: 24050007-008FMS

SampType: MS mg/LUnitsR346632Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/01/20240.050 0.25000.369 99.20.1210 85 115

SampID: 24050007-008FMSD

SampType: MSD mg/LUnitsR346632Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/01/20240.050 0.25000.373 100.8 1.080.1210 0.3690

SampID: 24050031-005CMS

SampType: MS mg/LUnitsR346632Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) S 05/01/20240.050 0.25000.202 75.60.01300 90 110

SampID: 24050031-005CMSD

SampType: MSD mg/LUnitsR346632Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) S 05/01/20240.050 0.25000.206 77.2 1.960.01300 0.2020
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STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: 24050031-007CMS

SampType: MS mg/LUnitsR346632Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) S 05/01/20240.050 0.25000.221 83.20.01300 90 110

SampID: 24050031-007CMSD

SampType: MSD mg/LUnitsR346632Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) S 05/01/20240.050 0.25000.210 78.8 5.100.01300 0.2210

SampID: 24050053-001CMS

SampType: MS mg/LUnitsR346691Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/02/20240.050 0.25000.232 92.80 90 110

SampID: 24050053-001CMSD

SampType: MSD mg/LUnitsR346691Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/02/20240.050 0.25000.239 95.6 2.970 0.2320

SampID: 24041541-009FMS

SampType: MS mg/LUnitsR346793Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/03/20240.050 0.25000.273 91.20.04500 85 115

SampID: 24041541-009FMSD

SampType: MSD mg/LUnitsR346793Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/03/20240.050 0.25000.279 93.6 2.170.04500 0.2730

SampID: 24041541-084FMS

SampType: MS mg/LUnitsR346793Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/03/20241.00 5.00010.1 94.75.409 85 115

SampID: 24041541-084FMSD

SampType: MSD mg/LUnitsR346793Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/03/20241.00 5.00010.2 96.1 0.655.409 10.15
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STANDARD METHODS 4500-NO3 F (DISSOLVED) 2000, 2011

SampID: 24050364-001FMS

SampType: MS mg/LUnitsR346793Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/03/20240.100 0.50001.26 98.60.7700 85 115

SampID: 24050364-001FMSD

SampType: MSD mg/LUnitsR346793Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/03/20240.100 0.50001.24 94.6 1.600.7700 1.263

SampID: 24050364-008FMS

SampType: MS mg/LUnitsR346793Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/03/20240.100 0.50001.28 97.80.7900 85 115

SampID: 24050364-008FMSD

SampType: MSD mg/LUnitsR346793Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/03/20240.100 0.50001.31 103.4 2.170.7900 1.279

SampID: 24050451-004BMS

SampType: MS mg/LUnitsR346903Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/07/20240.050 0.25000.235 94.00 85 115

SampID: 24050451-004BMSD

SampType: MSD mg/LUnitsR346903Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/07/20240.050 0.25000.232 92.8 1.280 0.2350

SampID: 24041541-018FMS

SampType: MS mg/LUnitsR346993Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/08/20240.100 0.50001.76 100.61.261 85 115

SampID: 24041541-018FMSD

SampType: MSD mg/LUnitsR346993Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/08/20240.100 0.50001.77 102.6 0.571.261 1.764

Page 72 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

STANDARD METHODS 4500-NO3 F (TOTAL)  2000, 2011

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346549Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 04/30/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 04/30/20240.050 0.0090< 0.050 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346549Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 04/30/20240.050 0.50000.512 102.40 90 110

SampID: 24041541-081AMS

SampType: MS mg/LUnitsR346549Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) E 04/30/20240.100 0.50002.18 100.41.683 85 115

SampID: 24041541-081AMSD

SampType: MSD mg/LUnitsR346549Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) E 04/30/20240.100 0.50002.21 106.0 1.271.683 2.185

SampID: 24042368-004AMS

SampType: MS mg/LUnitsR346549Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) S 04/30/20241.00 5.00013.6 88.69.192 90 110

SampID: 24042368-004AMSD

SampType: MSD mg/LUnitsR346549Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 04/30/20241.00 5.00014.0 95.4 2.489.192 13.62

SampID: 24042385-001AMS

SampType: MS mg/LUnitsR346549Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 04/30/20242.50 12.5029.9 92.718.28 90 110
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SampID: 24042385-001AMSD

SampType: MSD mg/LUnitsR346549Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 04/30/20242.50 12.5029.8 92.6 0.0418.28 29.86

SampID: 24042405-009AMS

SampType: MS mg/LUnitsR346549Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) H 04/30/20240.100 0.50001.71 105.61.180 85 115

SampID: 24042405-009AMSD

SampType: MSD mg/LUnitsR346549Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) H 04/30/20240.100 0.50001.66 97.0 2.551.180 1.708

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346632Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 05/01/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 05/01/20240.050 0.0090< 0.050 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346632Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/01/20240.050 0.50000.520 104.00 90 110

SampID: 24050025-001AMS

SampType: MS mg/LUnitsR346632Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/01/20241.00 5.00018.0 104.112.77 90 110

SampID: 24050025-001AMSD

SampType: MSD mg/LUnitsR346632Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/01/20241.00 5.00018.1 106.4 0.6312.77 17.97
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SampID: 24050045-001DMS

SampType: MS mg/LUnitsR346632Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) SE 05/01/20240.100 0.50002.10 112.21.539 90 110

SampID: 24050045-001DMSD

SampType: MSD mg/LUnitsR346632Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) E 05/01/20240.100 0.50002.09 109.8 0.571.539 2.100

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346691Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 05/02/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 05/02/20240.050 0.0090< 0.050 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346691Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/02/20240.050 0.50000.503 100.60 90 110

SampID: 24050143-001DMS

SampType: MS mg/LUnitsR346691Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/02/20240.500 2.5002.63 105.30 90 110

SampID: 24050143-001DMSD

SampType: MSD mg/LUnitsR346691Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/02/20240.500 2.5002.60 104.0 1.220 2.633

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346793Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 05/03/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 05/03/20240.050 0.0090< 0.050 00 -100 100
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SampID: ICV/LCS

SampType: LCS mg/LUnitsR346793Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/03/20240.050 0.50000.493 98.60 90 110

SampID: 24050241-001BMS

SampType: MS mg/LUnitsR346793Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/03/20240.050 0.25000.237 94.80 90 110

SampID: 24050241-001BMSD

SampType: MSD mg/LUnitsR346793Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/03/20240.050 0.25000.236 94.4 0.420 0.2370

SampID: 24050288-002BMS

SampType: MS mg/LUnitsR346793Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/03/20240.250 1.2503.17 90.82.035 90 110

SampID: 24050288-002BMSD

SampType: MSD mg/LUnitsR346793Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/03/20240.250 1.2503.21 93.7 1.132.035 3.170

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346903Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 05/07/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 05/07/20240.050 0.0090< 0.050 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346903Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/07/20240.050 0.50000.507 101.40 90 110
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SampID: 24041541-074AMS

SampType: MS mg/LUnitsR346903Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/07/20240.050 0.25000.244 97.60 85 115

SampID: 24041541-074AMSD

SampType: MSD mg/LUnitsR346903Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/07/20240.050 0.25000.245 98.0 0.410 0.2440

SampID: 24050493-001BMS

SampType: MS mg/LUnitsR346903Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) S 05/07/20240.050 0.25000.196 60.40.04500 85 115

SampID: 24050493-001BMSD

SampType: MSD mg/LUnitsR346903Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) S 05/07/20240.050 0.25000.195 60.0 0.510.04500 0.1960

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346993Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 05/08/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 05/08/20240.050 0.0090< 0.050 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346993Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/08/20240.050 0.50000.501 100.20 90 110

SampID: 24050328-002AMS

SampType: MS mg/LUnitsR346993Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/08/20241.00 5.00010.5 96.05.666 90 110
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SampID: 24050328-002AMSD

SampType: MSD mg/LUnitsR346993Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/08/20241.00 5.00010.5 97.2 0.595.666 10.47

SampID: 24050614-002CMS

SampType: MS mg/LUnitsR346993Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/08/20241.00 5.0009.22 90.84.682 90 110

SampID: 24050614-002CMSD

SampType: MSD mg/LUnitsR346993Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/08/20241.00 5.0009.31 92.5 0.954.682 9.220

SampID: 24050633-001AMS

SampType: MS mg/LUnitsR346993Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/08/20240.100 0.50001.22 92.40.7600 90 110

SampID: 24050633-001AMSD

SampType: MSD mg/LUnitsR346993Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/08/20240.100 0.50001.22 92.8 0.160.7600 1.222

SampID: 24050666-001AMS

SampType: MS mg/LUnitsR346993Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/08/20245.00 25.0041.3 94.817.60 90 110

SampID: 24050666-001AMSD

SampType: MSD mg/LUnitsR346993Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/08/20245.00 25.0041.2 94.4 0.2517.60 41.30

SampID: 24050679-001GMS

SampType: MS mg/LUnitsR346993Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/08/20240.050 0.25000.266 89.20.04300 85 115
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SampID: 24050679-001GMSD

SampType: MSD mg/LUnitsR346993Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/08/20240.050 0.25000.264 88.4 0.750.04300 0.2660

SampID: 24050788-012BMS

SampType: MS mg/LUnitsR346993Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) S 05/08/20240.050 0.25000.211 76.40.02000 85 115

SampID: 24050788-012BMSD

SampType: MSD mg/LUnitsR346993Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) S 05/08/20240.050 0.25000.218 79.2 3.260.02000 0.2110

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347067Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 05/09/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 05/09/20240.050 0.0090< 0.050 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347067Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/09/20240.050 0.50000.483 96.60 90 110

SampID: 24041541-042AMS

SampType: MS mg/LUnitsR347067Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/09/20240.050 0.25000.267 92.00.03700 85 115

SampID: 24041541-042AMSD

SampType: MSD mg/LUnitsR347067Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/09/20240.050 0.25000.273 94.4 2.220.03700 0.2670
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SampID: 24050788-007BMS

SampType: MS mg/LUnitsR347067Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/09/20240.050 0.25000.226 90.40 85 115

SampID: 24050788-007BMSD

SampType: MSD mg/LUnitsR347067Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/09/20240.050 0.25000.228 91.2 0.880 0.2260

SampID: 24050788-015BMS

SampType: MS mg/LUnitsR347067Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/09/20240.050 0.25000.251 94.40.01500 85 115

SampID: 24050788-015BMSD

SampType: MSD mg/LUnitsR347067Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/09/20240.050 0.25000.254 95.6 1.190.01500 0.2510

SampID: 24050817-001CMS

SampType: MS mg/LUnitsR347067Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/09/20240.050 0.25000.425 95.20.1870 90 110

SampID: 24050817-001CMSD

SampType: MSD mg/LUnitsR347067Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/09/20240.050 0.25000.429 96.8 0.940.1870 0.4250

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347925Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate (as N) 05/28/20240.050 < 0.050

Nitrogen, Nitrate-Nitrite (as N) 05/28/20240.050 0.0090< 0.050 00 -100 100
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SampID: ICV/LCS

SampType: LCS mg/LUnitsR347925Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/28/20240.050 0.50000.509 101.80 90 110

SampID: 24052107-001AMS

SampType: MS mg/LUnitsR347925Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/28/20240.05 0.25000.24 94.40 90 110

SampID: 24052107-001AMSD

SampType: MSD mg/LUnitsR347925Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/28/20240.05 0.25000.24 96.8 2.510 0.2360

SampID: 24052144-002AMS

SampType: MS mg/LUnitsR347925Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nitrogen, Nitrate-Nitrite (as N) 05/28/20242.50 12.5031.0 103.318.09 90 110

SampID: 24052144-002AMSD

SampType: MSD mg/LUnitsR347925Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nitrogen, Nitrate-Nitrite (as N) 05/28/20242.50 12.5030.5 99.0 1.7418.09 31.00

STANDARD METHODS 5210 B 2001, 2011

SampID: LCS-BOD-1-050924

SampType: LCS mg/LUnits222730Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Biochemical Oxygen Demand 05/09/2024100 198.0198 100.00 84.6 115.4

SampID: 24050756-003ADUP

SampType: DUP mg/LUnits222730Batch RPD Limit 40

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Biochemical Oxygen Demand 05/09/202450 585 5.00615.0

Page 81 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

STANDARD METHODS 5210 B 2001, 2011

SampID: 24050794-002ADUP

SampType: DUP mg/LUnits222730Batch RPD Limit 40

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Biochemical Oxygen Demand 05/09/202410 46 2.1547.00

STANDARD METHODS 5220 D (TOTAL) 1997

SampID: MBLK

SampType: MBLK mg/LUnitsR347025Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chemical Oxygen Demand 05/09/202450 17.00< 50 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR347025Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chemical Oxygen Demand 05/09/202450 112.0111 99.20 90 110

SampID: 24041541-082KMS

SampType: MS mg/LUnitsR347025Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chemical Oxygen Demand 05/09/2024100 10001200 94.4253.2 85 115

SampID: 24041541-082KMSD

SampType: MSD mg/LUnitsR347025Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chemical Oxygen Demand 05/09/2024100 10001160 90.5 3.34253.2 1198

SampID: 24050715-001CMS

SampType: MS mg/LUnitsR347025Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chemical Oxygen Demand 05/09/2024100 10001830 101.9808.7 90 110

SampID: 24050715-001CMSD

SampType: MSD mg/LUnitsR347025Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chemical Oxygen Demand 05/09/2024100 10001810 100.6 0.72808.7 1827

Page 82 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

STANDARD METHODS 5220 D (TOTAL) 1997

SampID: 24050740-001BMS

SampType: MS mg/LUnitsR347025Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chemical Oxygen Demand 05/09/2024100 10001210 106.5141.7 90 110

SampID: 24050740-001BMSD

SampType: MSD mg/LUnitsR347025Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chemical Oxygen Demand 05/09/2024100 10001200 106.0 0.36141.7 1206

SampID: MBLK

SampType: MBLK mg/LUnitsR347103Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chemical Oxygen Demand 05/10/202450 17.00< 50 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR347103Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chemical Oxygen Demand 05/10/202450 112.0115 103.10 90 110

SampID: 24050834-001DMS

SampType: MS mg/LUnitsR347103Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chemical Oxygen Demand 05/10/2024100 10001020 101.80 90 110

SampID: 24050834-001DMSD

SampType: MSD mg/LUnitsR347103Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chemical Oxygen Demand 05/10/2024100 10001020 102.3 0.430 1018

SampID: 24050900-001CMS

SampType: MS mg/LUnitsR347103Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chemical Oxygen Demand 05/10/2024100 10001280 107.6200.7 90 110

SampID: 24050900-001CMSD

SampType: MSD mg/LUnitsR347103Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chemical Oxygen Demand 05/10/2024100 10001220 101.9 4.56200.7 1276
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SW-846 7196A

SampID: MBLK

SampType: MBLK mg/LUnitsR346973Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chromium, Hexavalent 05/08/20240.0010 0.0004< 0.0010 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR346973Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chromium, Hexavalent 05/08/20240.0010 0.05000.0539 107.80 90 110

SampID: 24041541-082FMS

SampType: MS µg/LUnitsR346973Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chromium, Hexavalent 05/09/20245.00 250.0255 100.83.000 85 115

SampID: 24041541-095FMS

SampType: MS µg/LUnitsR346973Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chromium, Hexavalent 05/08/20241.00 50.0054.8 109.60 85 115

SampID: 24041541-095FMSD

SampType: MSD µg/LUnitsR346973Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chromium, Hexavalent 05/08/20241.00 50.0051.7 103.4 5.820 54.80

SampID: 24041541-101FMS

SampType: MS µg/LUnitsR346973Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chromium, Hexavalent 05/08/20241.00 50.0054.9 108.60.6000 85 115

SampID: 24050605-002CMS

SampType: MS mg/LUnitsR346973Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chromium, Hexavalent 05/08/20240.0010 0.05000.0548 106.60.001500 85 115*

SampID: 24050663-002AMS

SampType: MS mg/LUnitsR346973Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chromium, Hexavalent 05/08/20240.0010 0.05000.0532 106.40 85 115
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SW-846 9012A (TOTAL)

SampID: MBLK 240430 TCN1

SampType: MBLK mg/LUnits222268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/01/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240430 TCN1

SampType: LCS mg/LUnits222268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/01/20240.005 0.02500.026 102.80 90 110

SampID: MBLK 240501 TCN1

SampType: MBLK mg/LUnits222333Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/02/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240501 TCN1

SampType: LCS mg/LUnits222333Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/02/20240.005 0.02500.026 103.90 90 110

SampID: 24050044-001CMS

SampType: MS mg/LUnits222333Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide S 05/02/20240.005 0.02500.025 87.40.002715 90 110

SampID: 24050044-001CMSD

SampType: MSD mg/LUnits222333Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide S 05/02/20240.005 0.02500.024 85.4 2.060.002715 0.02456

SampID: MBLK 240502 TCN1

SampType: MBLK mg/LUnits222401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/03/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS2 240502 TCN1

SampType: LCS mg/LUnits222401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/06/20240.005 0.02500.025 99.60 90 110
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SampID: MBLK 240502 TCN2

SampType: MBLK mg/LUnits222402Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/03/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240502 TCN2

SampType: LCS mg/LUnits222402Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/03/20240.005 0.02500.024 96.80 90 110

SampID: 24050135-002CMS

SampType: MS µg/LUnits222402Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide S 05/03/20245.00 25.0020.0 80.00 90 110

SampID: 24050135-002CMSD

SampType: MSD µg/LUnits222402Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide S 05/03/20245.00 25.0018.6 74.3 7.410 20.00

SampID: 24050189-001CMS

SampType: MS mg/LUnits222402Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/03/20240.025 0.12500.133 98.90.009825 90 110

SampID: 24050189-001CMSD

SampType: MSD mg/LUnits222402Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 05/03/20240.025 0.12500.135 100.4 1.410.009825 0.1334

SampID: MBLK 240503 TCN1

SampType: MBLK mg/LUnits222452Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/06/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240503 TCN1

SampType: LCS mg/LUnits222452Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/06/20240.005 0.02500.025 101.30 90 110
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SampID: 24050175-001EMS

SampType: MS mg/LUnits222452Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide S 05/08/20240.500 0.02502.47 -98.32.491 90 110

SampID: 24050175-001EMSD

SampType: MSD mg/LUnits222452Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide S 05/08/20240.500 0.02502.54 207.7 3.052.491 2.466

SampID: 24050260-001AMS

SampType: MS mg/LUnits222452Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/06/20240.005 0.02500.029 98.50.004480 90 110

SampID: 24050260-001AMSD

SampType: MSD mg/LUnits222452Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 05/06/20240.005 0.02500.028 95.0 3.030.004480 0.02911

SampID: MBLK 240503 TCN2

SampType: MBLK mg/LUnits222453Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/06/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240503 TCN2

SampType: LCS mg/LUnits222453Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/06/20240.005 0.02500.026 103.70 90 110

SampID: 24041541-040EMS

SampType: MS mg/LUnits222453Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide S 05/06/20240.005 0.02500.012 46.70 75 125

SampID: 24041541-040EMSD

SampType: MSD mg/LUnits222453Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide JS 05/06/20240.005 0.02500.004 17.1 0.000 0.01166
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SampID: MBLK 240506 TCN2

SampType: MBLK mg/LUnits222564Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/07/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240506 TCN2

SampType: LCS mg/LUnits222564Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/07/20240.005 0.02500.025 100.60 90 110

SampID: 24041541-009HMS

SampType: MS mg/LUnits222564Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/07/20240.005 0.02500.026 102.60 75 125

SampID: 24041541-009HMSD

SampType: MSD mg/LUnits222564Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 05/07/20240.005 0.02500.026 106.0 3.280 0.02564

SampID: MBLK 240507 TCN1

SampType: MBLK mg/LUnits222628Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/08/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240507 TCN1

SampType: LCS mg/LUnits222628Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide S 05/08/20240.005 0.02500.028 111.10 90 110

SampID: LCS2 240507 TCN1

SampType: LCS mg/LUnits222628Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide S 05/09/20240.005 0.02500.028 112.50 90 110

SampID: 24050451-002DMS

SampType: MS mg/LUnits222628Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/08/20240.005 0.02500.027 106.70 75 125
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SampID: 24050451-002DMSD

SampType: MSD mg/LUnits222628Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 05/08/20240.005 0.02500.025 101.2 5.310 0.02668

SampID: 24050451-006DMS

SampType: MS mg/LUnits222628Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/08/20240.005 0.02500.025 100.40 75 125

SampID: 24050451-006DMSD

SampType: MSD mg/LUnits222628Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 05/08/20240.005 0.02500.028 110.0 9.140 0.02510

SampID: MBLK 240508 TCN1

SampType: MBLK mg/LUnits222698Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/09/20240.005 0.0015< 0.005 00 -100 100

SampID: LCS 240508 TCN1

SampType: LCS mg/LUnits222698Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/09/20240.005 0.02500.027 108.70 90 110

SampID: 24050536-002CMS

SampType: MS mg/LUnits222698Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/09/20240.005 0.02500.024 94.50 90 110

SampID: 24050536-002CMSD

SampType: MSD mg/LUnits222698Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide S 05/09/20240.005 0.02500.020 81.4 14.890 0.02362

SampID: MBLK 240510 TCN1

SampType: MBLK mg/LUnits222815Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/14/20240.005 0.0015< 0.005 00 -100 100
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SampID: LCS 240510 TCN1

SampType: LCS mg/LUnits222815Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/14/20240.005 0.02500.025 99.30 90 110

SampID: 24050830-001CMS

SampType: MS mg/LUnits222815Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cyanide 05/14/20240.025 0.12500.133 95.20.01432 90 110

SampID: 24050830-001CMSD

SampType: MSD mg/LUnits222815Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cyanide 05/14/20240.025 0.12500.140 100.7 4.970.01432 0.1334

SW-846 9036 (DISSOLVED)

SampID: 24041541-031BMS

SampType: MS mg/LUnitsR346635Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/02/202420 40.0068 92.831.35 85 115

SampID: 24041541-031BMSD

SampType: MSD mg/LUnitsR346635Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/02/202420 40.0069 95.3 1.4831.35 68.46

SampID: 24042088-010CMS

SampType: MS mg/LUnitsR346635Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/01/202410 20.0027 95.18.280 85 115

SampID: 24042088-010CMSD

SampType: MSD mg/LUnitsR346635Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/01/202410 20.0027 95.8 0.488.280 27.30
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SW-846 9036 (DISSOLVED)

SampID: 24042186-001CMS

SampType: MS mg/LUnitsR346635Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/01/202410 20.0049 66.535.56 85 115

SampID: 24042186-001CMSD

SampType: MSD mg/LUnitsR346635Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 05/01/202410 20.0049 66.8 0.1235.56 48.86

SampID: 24042262-003FMS

SampType: MS mg/LUnitsR346635Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/01/202420 40.0074 98.434.96 85 115

SampID: 24042262-003FMSD

SampType: MSD mg/LUnitsR346635Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/01/202420 40.0074 97.0 0.7634.96 74.30

SampID: 24042262-006FMS

SampType: MS mg/LUnitsR346635Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/01/202450 100.0208 92.0115.6 85 115

SampID: 24042262-006FMSD

SampType: MSD mg/LUnitsR346635Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/01/202450 100.0206 90.8 0.57115.6 207.6

SampID: 24041541-010FMS

SampType: MS mg/LUnitsR346706Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate SE 05/02/202420 40.00107 70.679.07 85 115

SampID: 24041541-010FMSD

SampType: MSD mg/LUnitsR346706Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate SE 05/02/202420 40.00109 75.8 1.9379.07 107.3
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9036 (DISSOLVED)

SampID: 24041541-090FMS

SampType: MS mg/LUnitsR346706Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/03/202420 40.0097 92.260.50 85 115

SampID: 24041541-090FMSD

SampType: MSD mg/LUnitsR346706Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/03/202420 40.0098 93.3 0.4260.50 97.39

SampID: 24041541-007FMS

SampType: MS mg/LUnitsR346843Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/07/202450 100.0207 94.2112.8 85 115

SampID: 24041541-007FMSD

SampType: MSD mg/LUnitsR346843Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/07/202450 100.0215 102.4 3.85112.8 207.1

SampID: 24041541-025BMS

SampType: MS mg/LUnitsR346843Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/06/202450 100.0175 90.484.53 85 115

SampID: 24041541-025BMSD

SampType: MSD mg/LUnitsR346843Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/06/202450 100.0178 93.6 1.8584.53 174.9

SampID: 24041541-045BMS

SampType: MS mg/LUnitsR346843Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/06/2024200 400.0898 95.3516.5 85 115

SampID: 24041541-045BMSD

SampType: MSD mg/LUnitsR346843Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/06/2024200 400.0916 99.9 2.04516.5 897.5
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9036 (DISSOLVED)

SampID: 24042163-001AMS

SampType: MS mg/LUnitsR346843Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/06/202410 20.0036 91.817.40 90 110

SampID: 24042163-001AMSD

SampType: MSD mg/LUnitsR346843Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/06/202410 20.0036 95.4 1.9717.40 35.76

SampID: 24050031-005CMS

SampType: MS mg/LUnitsR346843Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/07/202410 20.0019 57.57.640 85 115

SampID: 24050031-005CMSD

SampType: MSD mg/LUnitsR346843Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 05/07/202410 20.0020 60.7 3.297.640 19.14

SampID: 24050053-001CMS

SampType: MS mg/LUnitsR346843Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/07/202410 20.0020 52.19.080 85 115

SampID: 24050053-001CMSD

SampType: MSD mg/LUnitsR346843Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 05/07/202410 20.0021 59.6 7.459.080 19.50

SampID: 24050138-002DMS

SampType: MS mg/LUnitsR346932Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/08/202410 20.0034 90.616.22 85 115

SampID: 24050138-002DMSD

SampType: MSD mg/LUnitsR346932Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/08/202410 20.0035 92.7 1.2416.22 34.33
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541
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SW-846 9036 (DISSOLVED)

SampID: 24050364-004FMS

SampType: MS mg/LUnitsR346932Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/07/202410 20.0041 93.322.24 85 115

SampID: 24050364-004FMSD

SampType: MSD mg/LUnitsR346932Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/07/202410 20.0041 94.1 0.3922.24 40.90

SampID: 24050364-010FMS

SampType: MS mg/LUnitsR346932Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/07/202450 100.0155 90.164.68 85 115

SampID: 24050364-010FMSD

SampType: MSD mg/LUnitsR346932Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/07/202450 100.0154 89.2 0.5464.68 154.8

SampID: 24041541-027BMS

SampType: MS mg/LUnitsR347057Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/09/202450 100.0206 102.5103.7 85 115

SampID: 24041541-027BMSD

SampType: MSD mg/LUnitsR347057Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/09/202450 100.0208 104.7 1.08103.7 206.2

SampID: 24041541-042BMS

SampType: MS mg/LUnitsR347057Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/09/202420 40.0093 96.354.70 85 115

SampID: 24041541-042BMSD

SampType: MSD mg/LUnitsR347057Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/09/202420 40.0095 100.8 1.9454.70 93.21
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24
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SW-846 9036 (DISSOLVED)

SampID: 24050451-006BMS

SampType: MS mg/LUnitsR347057Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/09/202410 20.0048 86.830.38 85 115

SampID: 24050451-006BMSD

SampType: MSD mg/LUnitsR347057Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/09/202410 20.0048 89.8 1.2930.38 47.73

SampID: 24050464-001FMS

SampType: MS mg/LUnitsR347057Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/09/202450 100.0237 96.8140.4 85 115

SampID: 24050464-001FMSD

SampType: MSD mg/LUnitsR347057Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/09/202450 100.0242 101.9 2.09140.4 237.2

SampID: 24050493-001CMS

SampType: MS mg/LUnitsR347112Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate SE 05/10/202410 20.0053 64.540.00 90 110

SampID: 24050493-001CMSD

SampType: MSD mg/LUnitsR347112Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate SE 05/10/202410 20.0053 65.7 0.4540.00 52.90

SampID: 24050583-004BMS

SampType: MS mg/LUnitsR347112Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/10/202450 100.0220 93.1126.8 85 115

SampID: 24050583-004BMSD

SampType: MSD mg/LUnitsR347112Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/10/202450 100.0225 98.4 2.40126.8 219.9
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9036 (DISSOLVED)

SampID: 24050001-010CMS

SampType: MS mg/LUnitsR347268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/14/202450 100.0241 99.2141.6 85 115

SampID: 24050001-010CMSD

SampType: MSD mg/LUnitsR347268Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/14/202450 100.0246 103.9 1.91141.6 240.8

SampID: 24050646-001CMS

SampType: MS mg/LUnitsR347268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/14/202410 20.0049 93.430.07 90 110

SampID: 24050646-001CMSD

SampType: MSD mg/LUnitsR347268Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/14/202410 20.0048 91.5 0.7830.07 48.75

SampID: 24050819-001CMS

SampType: MS mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/16/202410 20.0042 94.023.20 90 110

SampID: 24050819-001CMSD

SampType: MSD mg/LUnitsR347372Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/16/202410 20.0043 99.1 2.4223.20 41.99

SampID: 24050887-005CMS

SampType: MS mg/LUnitsR347512Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/17/202450 100.0178 90.987.25 85 115

SampID: 24050887-005CMSD

SampType: MSD mg/LUnitsR347512Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/17/202450 100.0187 99.5 4.7387.25 178.2
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9036 (DISSOLVED)

SampID: 24050907-001FMS

SampType: MS mg/LUnitsR347512Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/17/202410 20.0029 81.613.10 85 115

SampID: 24050907-001FMSD

SampType: MSD mg/LUnitsR347512Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 05/17/202410 20.0030 83.3 1.1813.10 29.41

SampID: 24050975-004BMS

SampType: MS mg/LUnitsR347512Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/17/202450 100.0199 94.2104.8 85 115

SampID: 24050975-004BMSD

SampType: MSD mg/LUnitsR347512Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/17/202450 100.0199 94.6 0.22104.8 199.0

SampID: 24050976-003FMS

SampType: MS mg/LUnitsR347512Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate E 05/17/202450 100.0264 98.0166.4 85 115

SampID: 24050976-003FMSD

SampType: MSD mg/LUnitsR347512Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate E 05/17/202450 100.0260 93.8 1.64166.4 264.5

SampID: 24050976-007FMS

SampType: MS mg/LUnitsR347512Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/17/202450 100.0213 95.1118.0 85 115

SampID: 24050976-007FMSD

SampType: MSD mg/LUnitsR347512Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/17/202450 100.0221 102.7 3.52118.0 213.1
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9036 (DISSOLVED)

SampID: 24050979-002CMS

SampType: MS mg/LUnitsR347512Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/17/202410 20.0031 83.314.35 85 115

SampID: 24050979-002CMSD

SampType: MSD mg/LUnitsR347512Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/17/202410 20.0032 86.2 1.8214.35 31.01

SW-846 9036 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346635Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/01/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346635Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/01/202410 20.0018 90.20 90 110

SampID: 24041541-031AMS

SampType: MS mg/LUnitsR346635Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/02/202420 40.0066 86.231.81 85 115

SampID: 24041541-031AMSD

SampType: MSD mg/LUnitsR346635Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/02/202420 40.0068 89.4 1.8731.81 66.31

SampID: 24042088-010BMS

SampType: MS mg/LUnitsR346635Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/01/202410 20.0023 116.90 85 115
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9036 (TOTAL)

SampID: 24042088-010BMSD

SampType: MSD mg/LUnitsR346635Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 05/01/202410 20.0023 116.6 0.210 23.38

SampID: 24042193-004AMS

SampType: MS mg/LUnitsR346635Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/01/202410 20.0041 89.123.14 85 115

SampID: 24042193-004AMSD

SampType: MSD mg/LUnitsR346635Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/01/202410 20.0041 91.4 1.1223.14 40.96

SampID: 24042357-001AMS

SampType: MS mg/LUnitsR346635Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/02/202410 20.0050 62.437.08 85 115

SampID: 24042357-001AMSD

SampType: MSD mg/LUnitsR346635Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate SE 05/02/202410 20.0050 66.8 1.7437.08 49.57

SampID: 24042384-001AMS

SampType: MS mg/LUnitsR346635Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/01/202410 20.0024 86.46.850 90 110

SampID: 24042384-001AMSD

SampType: MSD mg/LUnitsR346635Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/01/202410 20.0025 91.8 4.346.850 24.13

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346706Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/02/202410 6.140< 10 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541
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SW-846 9036 (TOTAL)

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346706Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/02/202410 20.0019 96.90 90 110

SampID: 24041541-033AMS

SampType: MS mg/LUnitsR346706Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/03/2024100 200.0278 86.4105.3 85 115

SampID: 24041541-033AMSD

SampType: MSD mg/LUnitsR346706Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/03/2024100 200.0292 93.2 4.74105.3 278.1

SampID: 24042186-003BMS

SampType: MS mg/LUnitsR346706Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/02/202410 20.0020 101.80 85 115

SampID: 24042186-003BMSD

SampType: MSD mg/LUnitsR346706Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/02/202410 20.0021 106.2 4.280 20.35

SampID: 24042406-003AMS

SampType: MS mg/LUnitsR346706Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/02/202410 20.0039 104.018.04 85 115

SampID: 24042406-003AMSD

SampType: MSD mg/LUnitsR346706Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/02/202410 20.0039 105.2 0.6718.04 38.83

SampID: 24042406-006AMS

SampType: MS mg/LUnitsR346706Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/02/2024200 400.0793 100.1392.1 85 115
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24
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SW-846 9036 (TOTAL)

SampID: 24042406-006AMSD

SampType: MSD mg/LUnitsR346706Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/02/2024200 400.0804 102.9 1.41392.1 792.6

SampID: 24042406-011AMS

SampType: MS mg/LUnitsR346706Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/02/202410 20.0031 95.212.12 85 115

SampID: 24042406-011AMSD

SampType: MSD mg/LUnitsR346706Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/02/202410 20.0032 98.6 2.1312.12 31.17

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346843Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/06/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346843Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/06/202410 20.0020 98.00 90 110

SampID: 24041541-025AMS

SampType: MS mg/LUnitsR346843Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/06/202450 100.0176 95.980.06 85 115

SampID: 24041541-025AMSD

SampType: MSD mg/LUnitsR346843Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/06/202450 100.0186 105.6 5.3680.06 176.0

SampID: 24041541-045AMS

SampType: MS mg/LUnitsR346843Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/06/2024200 400.0874 99.2477.2 85 115
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SampID: 24041541-045AMSD

SampType: MSD mg/LUnitsR346843Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/06/2024200 400.0895 104.3 2.32477.2 874.1

SampID: 24042163-001CMS

SampType: MS mg/LUnitsR346843Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/06/202410 20.0036 92.217.35 90 110

SampID: 24042163-001CMSD

SampType: MSD mg/LUnitsR346843Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/06/202410 20.0036 94.6 1.3017.35 35.79

SampID: 24050031-005BMS

SampType: MS mg/LUnitsR346843Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/07/202410 20.0019 57.17.900 85 115

SampID: 24050031-005BMSD

SampType: MSD mg/LUnitsR346843Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 05/07/202410 20.0020 58.4 1.397.900 19.32

SampID: 24050053-001BMS

SampType: MS mg/LUnitsR346843Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/07/202410 20.0021 54.89.700 85 115

SampID: 24050053-001BMSD

SampType: MSD mg/LUnitsR346843Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 05/07/202410 20.0020 53.0 1.769.700 20.66

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346932Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/07/202410 6.140< 10 00 -100 100
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SampID: ICV/LCS

SampType: LCS mg/LUnitsR346932Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/07/202410 20.0020 98.10 90 110

SampID: 24041541-007EMS

SampType: MS mg/LUnitsR346932Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/07/202450 100.0212 90.8121.6 85 115

SampID: 24041541-007EMSD

SampType: MSD mg/LUnitsR346932Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/07/202450 100.0215 93.6 1.28121.6 212.5

SampID: 24050139-001AMS

SampType: MS mg/LUnitsR346932Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/07/202410 20.0036 89.018.62 85 115

SampID: 24050139-001AMSD

SampType: MSD mg/LUnitsR346932Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/07/202410 20.0037 91.8 1.5518.62 36.42

SampID: 24050140-004AMS

SampType: MS mg/LUnitsR346932Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/08/202410 20.0048 93.229.22 85 115

SampID: 24050140-004AMSD

SampType: MSD mg/LUnitsR346932Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/08/202410 20.0048 95.6 1.0029.22 47.86

SampID: 24050369-001AMS

SampType: MS mg/LUnitsR346932Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/07/202450 100.0215 92.7121.8 85 115
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SampID: 24050369-001AMSD

SampType: MSD mg/LUnitsR346932Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/07/202450 100.0214 91.8 0.43121.8 214.6

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347057Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/09/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347057Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/09/202410 20.0020 100.80 90 110

SampID: 24041541-027AMS

SampType: MS mg/LUnitsR347057Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/10/202450 100.0195 84.5110.2 85 115

SampID: 24041541-027AMSD

SampType: MSD mg/LUnitsR347057Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/10/202450 100.0200 90.2 2.89110.2 194.7

SampID: 24041541-042AMS

SampType: MS mg/LUnitsR347057Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/10/202420 40.0092 91.755.55 85 115

SampID: 24041541-042AMSD

SampType: MSD mg/LUnitsR347057Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/10/202420 40.0094 97.1 2.3055.55 92.23

SampID: 24050131-007AMS

SampType: MS mg/LUnitsR347057Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate SEH 05/10/2024200 400.01040 82.6712.8 90 110
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SampID: 24050131-007AMSD

SampType: MSD mg/LUnitsR347057Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate EH 05/10/2024200 400.01080 91.2 3.24712.8 1043

SampID: 24050273-004AMS

SampType: MS mg/LUnitsR347057Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/09/202410 20.0043 92.724.34 85 115

SampID: 24050273-004AMSD

SampType: MSD mg/LUnitsR347057Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/09/202410 20.0043 94.5 0.8624.34 42.87

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347112Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/10/202410 6.140< 10 00 -100 100

SampID: MBLK-181812

SampType: MBLK mg/LUnitsR347112Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/10/202410 6.140< 10 00 -100 100*

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347112Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/10/202410 20.0019 94.20 90 110

SampID: 24041541-100AMS

SampType: MS mg/LUnitsR347112Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/11/2024100 200.0333 89.0155.1 85 115

SampID: 24041541-100AMSD

SampType: MSD mg/LUnitsR347112Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/11/2024100 200.0336 90.6 0.95155.1 333.2
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SampID: 24050352-001BMS

SampType: MS mg/LUnitsR347112Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/10/202450 100.0158 90.866.70 90 110

SampID: 24050352-001BMSD

SampType: MSD mg/LUnitsR347112Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/10/202450 100.0159 92.4 1.0066.70 157.5

SampID: 24050482-001AMS

SampType: MS mg/LUnitsR347112Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/10/202410 20.0048 94.429.02 85 115

SampID: 24050482-001AMSD

SampType: MSD mg/LUnitsR347112Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/10/202410 20.0050 103.6 3.7929.02 47.89

SampID: 24050590-001AMS

SampType: MS mg/LUnitsR347112Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/10/20245000 1000016300 91.67151 90 110

SampID: 24050590-001AMSD

SampType: MSD mg/LUnitsR347112Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/10/20245000 1000017000 98.7 4.257151 16310

SampID: 24050891-001AMS

SampType: MS mg/LUnitsR347112Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate SE 05/10/202410 20.0051 55.640.16 85 115

SampID: 24050891-001AMSD

SampType: MSD mg/LUnitsR347112Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate SE 05/10/202410 20.0051 56.6 0.3940.16 51.29
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SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/14/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/14/202410 20.0018 91.40 90 110

SampID: 24041541-092AMS

SampType: MS mg/LUnitsR347268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/14/2024200 400.0963 94.7584.2 85 115

SampID: 24041541-092AMSD

SampType: MSD mg/LUnitsR347268Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/14/2024200 400.0959 93.7 0.42584.2 962.9

SampID: 24050001-011BMS

SampType: MS mg/LUnitsR347268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/15/202410 20.0025 71.710.87 85 115

SampID: 24050001-011BMSD

SampType: MSD mg/LUnitsR347268Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 05/15/202410 20.0025 69.2 1.9610.87 25.21

SampID: 24050002-003AMS

SampType: MS mg/LUnitsR347268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/14/202410 20.0028 80.212.03 85 115

SampID: 24050002-003AMSD

SampType: MSD mg/LUnitsR347268Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 05/14/202410 20.0028 80.5 0.2112.03 28.07
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Client Project: COF-24Q2
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SampID: 24050634-002AMS

SampType: MS mg/LUnitsR347268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/15/202420 40.0056 84.722.50 85 115

SampID: 24050634-002AMSD

SampType: MSD mg/LUnitsR347268Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/15/202420 40.0058 87.9 2.2622.50 56.37

SampID: 24050646-001BMS

SampType: MS mg/LUnitsR347268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/14/202410 20.0048 88.030.53 90 110

SampID: 24050646-001BMSD

SampType: MSD mg/LUnitsR347268Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 05/14/202410 20.0048 87.8 0.0630.53 48.13

SampID: 24050795-001AMS

SampType: MS mg/LUnitsR347268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/14/202450 100.0161 94.067.26 90 110

SampID: 24050795-001AMSD

SampType: MSD mg/LUnitsR347268Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/14/202450 100.0161 93.6 0.2767.26 161.2

SampID: 24050795-007AMS

SampType: MS mg/LUnitsR347268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/14/202450 100.0154 91.062.59 90 110

SampID: 24050795-007AMSD

SampType: MSD mg/LUnitsR347268Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 05/14/202450 100.0150 87.0 2.6762.59 153.6
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SampID: 24051090-001AMS

SampType: MS mg/LUnitsR347268Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/14/202450 100.0145 88.656.17 85 115

SampID: 24051090-001AMSD

SampType: MSD mg/LUnitsR347268Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/14/202450 100.0144 88.2 0.2456.17 144.7

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/15/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/15/202410 20.0018 90.30 90 110

SampID: 24050788-002BMS

SampType: MS mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/15/202410 20.0032 89.813.98 85 115

SampID: 24050788-002BMSD

SampType: MSD mg/LUnitsR347372Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/15/202410 20.0032 91.4 1.0313.98 31.94

SampID: 24050788-012BMS

SampType: MS mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/16/2024100 200.0329 91.1146.5 85 115

SampID: 24050788-012BMSD

SampType: MSD mg/LUnitsR347372Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/16/2024100 200.0331 92.2 0.65146.5 328.7
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SampID: 24050819-001BMS

SampType: MS mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/16/202410 20.0043 91.424.35 90 110

SampID: 24050819-001BMSD

SampType: MSD mg/LUnitsR347372Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/16/202410 20.0043 93.4 0.9124.35 42.64

SampID: 24050905-001AMS

SampType: MS mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/15/202410 20.0039 95.519.90 85 115

SampID: 24050905-001AMSD

SampType: MSD mg/LUnitsR347372Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/15/202410 20.0040 99.3 1.9319.90 39.00

SampID: 24050906-001AMS

SampType: MS mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/15/202410 20.0037 93.617.92 85 115

SampID: 24050906-001AMSD

SampType: MSD mg/LUnitsR347372Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/15/202410 20.0038 99.2 3.0617.92 36.63

SampID: 24050906-011AMS

SampType: MS mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/15/202420 40.0073 94.135.53 85 115

SampID: 24050906-011AMSD

SampType: MSD mg/LUnitsR347372Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/15/202420 40.0076 100.0 3.1935.53 73.17
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SampID: 24050906-018AMS

SampType: MS mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/15/202420 40.0086 93.448.86 85 115

SampID: 24050906-018AMSD

SampType: MSD mg/LUnitsR347372Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/15/202420 40.0089 100.1 3.0648.86 86.21

SampID: 24050906-021AMS

SampType: MS mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/15/202410 20.0025 83.28.010 85 115

SampID: 24050906-021AMSD

SampType: MSD mg/LUnitsR347372Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/15/202410 20.0025 86.5 2.648.010 24.64

SampID: 24050906-031AMS

SampType: MS mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/15/202410 20.0037 93.218.12 85 115

SampID: 24050906-031AMSD

SampType: MSD mg/LUnitsR347372Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/15/202410 20.0037 96.6 1.7818.12 36.77

SampID: 24051000-001BMS

SampType: MS mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/16/202410 20.0045 97.025.83 85 115

SampID: 24051000-001BMSD

SampType: MSD mg/LUnitsR347372Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/16/202410 20.0046 101.4 1.8825.83 45.24

Page 111 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results
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SW-846 9036 (TOTAL)

SampID: 24051000-010BMS

SampType: MS mg/LUnitsR347372Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/16/202410 20.0035 89.417.50 85 115

SampID: 24051000-010BMSD

SampType: MSD mg/LUnitsR347372Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate 05/16/202410 20.0036 93.0 2.0117.50 35.39

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347512Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/17/202410 6.140< 10 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347512Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate 05/17/202410 20.0019 94.10 90 110

SampID: 24050907-001EMS

SampType: MS mg/LUnitsR347512Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate S 05/17/202410 20.0030 84.213.17 85 115

SampID: 24050907-001EMSD

SampType: MSD mg/LUnitsR347512Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate S 05/17/202410 20.0029 81.6 1.7513.17 30.01

SampID: 24051437-001AMS

SampType: MS mg/LUnitsR347512Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Sulfate SE 05/17/202410 20.0059 68.245.65 85 115

SampID: 24051437-001AMSD

SampType: MSD mg/LUnitsR347512Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Sulfate SE 05/17/202410 20.0059 66.0 0.7145.65 59.28
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll
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SW-846 9060A

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347237Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Organic Carbon (TOC) 05/13/20241.0 0.4500< 1.0 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347237Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0004.9 98.60 90 110

SampID: 24050001-003IMS

SampType: MS mg/LUnitsR347237Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0008.6 99.63.590 85 115

SampID: 24050001-003IMSD

SampType: MSD mg/LUnitsR347237Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0008.9 106.0 3.673.590 8.570

SampID: 24050001-006IMS

SampType: MS mg/LUnitsR347237Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0009.4 100.24.350 85 115

SampID: 24050001-006IMSD

SampType: MSD mg/LUnitsR347237Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0009.2 97.2 1.624.350 9.360

SampID: 24050633-001DMS

SampType: MS mg/LUnitsR347237Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0005.3 105.60 85 115

SampID: 24050633-001DMSD

SampType: MSD mg/LUnitsR347237Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0005.3 106.2 0.570 5.280
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541
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SW-846 9060A

SampID: 24050633-006DMS

SampType: MS mg/LUnitsR347237Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0006.0 101.40.9700 85 115

SampID: 24050633-006DMSD

SampType: MSD mg/LUnitsR347237Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0005.8 96.4 4.230.9700 6.040

SampID: 24050906-001DMS

SampType: MS mg/LUnitsR347237Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0006.4 97.61.510 85 115

SampID: 24050906-001DMSD

SampType: MSD mg/LUnitsR347237Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0006.6 102.0 3.381.510 6.390

SampID: 24050906-005DMS

SampType: MS mg/LUnitsR347237Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0006.2 96.81.380 85 115

SampID: 24050906-005DMSD

SampType: MSD mg/LUnitsR347237Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0006.3 98.2 1.121.380 6.220

SampID: 24050906-020DMS

SampType: MS mg/LUnitsR347237Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0006.2 96.61.410 85 115

SampID: 24050906-020DMSD

SampType: MSD mg/LUnitsR347237Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Organic Carbon (TOC) 05/13/20241.0 5.0006.1 94.2 1.941.410 6.240
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SW-846 9060A

SampID: 24050655-008BDUP

SampType: DUP mg/LUnitsR347237Batch RPD Limit 10

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Total Organic Carbon (TOC) J 05/13/20241.0 0.6 0.000.7600

SW-846 9066 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346796Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/03/20240.005 0.0028< 0.005 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346796Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/03/20240.005 0.05000.054 107.10 90 110

SampID: 24050028-001GMS

SampType: MS mg/LUnitsR346796Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/03/20240.005 0.05000.055 109.60 90 110

SampID: 24050028-001GMSD

SampType: MSD mg/LUnitsR346796Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/03/20240.005 0.05000.054 108.5 0.950 0.05478

SampID: 24050080-002EMS

SampType: MS mg/LUnitsR346796Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/03/20240.005 0.05000.053 106.90 90 110

SampID: 24050080-002EMSD

SampType: MSD mg/LUnitsR346796Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/03/20240.005 0.05000.054 107.2 0.350 0.05343
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SW-846 9066 (TOTAL)

SampID: 24050186-001DMS

SampType: MS mg/LUnitsR346796Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/03/20240.005 0.05000.050 99.00 90 110

SampID: 24050186-001DMSD

SampType: MSD mg/LUnitsR346796Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/03/20240.005 0.05000.052 103.6 4.540 0.04951

SampID: 24050237-002DMS

SampType: MS mg/LUnitsR346796Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/03/20240.005 0.05000.071 99.10.02125 90 110

SampID: 24050237-002DMSD

SampType: MSD mg/LUnitsR346796Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/03/20240.005 0.05000.074 105.0 4.050.02125 0.07081

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347059Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/07/20240.005 0.0028< 0.005 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347059Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/07/20240.005 0.05000.051 102.50 90 110

SampID: 24050334-010AMS

SampType: MS mg/LUnitsR347059Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/07/20240.025 0.25000.285 102.60.02831 90 110

SampID: 24050334-010AMSD

SampType: MSD mg/LUnitsR347059Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/07/20240.025 0.25000.300 108.8 5.310.02831 0.2848
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Quality Control Results

Client Project: COF-24Q2
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SW-846 9066 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347189Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/13/20240.005 0.0028< 0.005 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347189Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/13/20240.005 0.05000.052 103.30 90 110

SampID: 24050410-001GMS

SampType: MS mg/LUnitsR347189Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols S 05/13/20240.005 0.05000.058 115.20 90 110

SampID: 24050410-001GMSD

SampType: MSD mg/LUnitsR347189Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols S 05/13/20240.005 0.05000.060 120.1 4.180 0.05760

SampID: 24050523-002BMS

SampType: MS mg/LUnitsR347189Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/13/20240.005 0.05000.056 104.20.003420 90 110

SampID: 24050523-002BMSD

SampType: MSD mg/LUnitsR347189Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/13/20240.005 0.05000.056 104.7 0.470.003420 0.05552

SampID: 24050604-001GMS

SampType: MS mg/LUnitsR347189Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/13/20240.005 0.05000.057 106.40.003680 90 110

SampID: 24050604-001GMSD

SampType: MSD mg/LUnitsR347189Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols S 05/13/20240.005 0.05000.064 121.3 12.310.003680 0.05688
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Client Project: COF-24Q2
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SW-846 9066 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347258Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/14/20240.005 0.0028< 0.005 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347258Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/14/20240.005 0.05000.049 98.70 90 110

SampID: 24050696-002BMS

SampType: MS mg/LUnitsR347258Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/14/20240.005 0.05000.064 107.50.01029 90 110

SampID: 24050696-002BMSD

SampType: MSD mg/LUnitsR347258Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/14/20240.005 0.05000.064 107.7 0.190.01029 0.06402

SampID: 24050744-002DMS

SampType: MS mg/LUnitsR347258Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/14/20240.100 1.0001.28 94.70.3356 90 110

SampID: 24050744-002DMSD

SampType: MSD mg/LUnitsR347258Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/14/20240.100 1.0001.30 96.0 1.020.3356 1.282

SampID: 24050937-002BMS

SampType: MS mg/LUnitsR347258Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/14/20240.025 0.25000.310 102.90.05270 90 110

SampID: 24050937-002BMSD

SampType: MSD mg/LUnitsR347258Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/14/20240.025 0.25000.297 97.7 4.280.05270 0.3100
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SampID: 24050943-001HMS

SampType: MS mg/LUnitsR347258Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/14/20240.010 0.10000.155 105.10.04964 90 110

SampID: 24050943-001HMSD

SampType: MSD mg/LUnitsR347258Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/14/20240.010 0.10000.155 105.8 0.420.04964 0.1548

SampID: 24051058-001GMS

SampType: MS mg/LUnitsR347258Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/14/20240.005 0.05000.055 101.30.004460 90 110

SampID: 24051058-001GMSD

SampType: MSD mg/LUnitsR347258Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/14/20240.005 0.05000.057 105.2 3.500.004460 0.05509

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347452Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/16/20240.005 0.0028< 0.005 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347452Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/16/20240.005 0.05000.051 101.90 90 110

SampID: 24041541-042FMS

SampType: MS µg/LUnitsR347452Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/17/20245 50.0048 96.80 85 115

SampID: 24041541-042FMSD

SampType: MSD µg/LUnitsR347452Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/17/20245 50.0049 97.9 1.090 48.42
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SW-846 9066 (TOTAL)

SampID: 24041541-049FMS

SampType: MS µg/LUnitsR347452Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/16/20245 50.0050 100.70 85 115

SampID: 24041541-049FMSD

SampType: MSD µg/LUnitsR347452Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/16/20245 50.0051 101.1 0.380 50.35

SampID: 24050001-012HMS

SampType: MS µg/LUnitsR347452Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/16/20245 50.0051 102.30 85 115

SampID: 24050001-012HMSD

SampType: MSD µg/LUnitsR347452Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/16/20245 50.0051 102.7 0.410 51.14

SampID: 24050887-008GMS

SampType: MS µg/LUnitsR347452Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/16/20245 50.0052 103.50 85 115

SampID: 24050887-008GMSD

SampType: MSD µg/LUnitsR347452Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/16/20245 50.0052 103.4 0.140 51.77

SampID: 24050975-003FMS

SampType: MS µg/LUnitsR347452Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/16/20245 50.0050 100.20 85 115

SampID: 24050975-003FMSD

SampType: MSD µg/LUnitsR347452Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/16/20245 50.0051 101.6 1.390 50.11
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SampID: 24050976-006KMS

SampType: MS µg/LUnitsR347452Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/16/20245 50.0051 101.90 85 115

SampID: 24050976-006KMSD

SampType: MSD µg/LUnitsR347452Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/16/20245 50.0049 98.4 3.480 50.94

SampID: 24051232-001GMS

SampType: MS mg/LUnitsR347452Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Phenols 05/16/20240.005 0.05000.053 105.90 90 110

SampID: 24051232-001GMSD

SampType: MSD mg/LUnitsR347452Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Phenols 05/16/20240.005 0.05000.051 101.1 4.700 0.05297

SW-846 9214 (DISSOLVED)

SampID: 24050007-008FMS

SampType: MS mg/LUnitsR346823Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/07/20240.10 2.0002.41 105.80.2910 75 125

SampID: 24050007-008FMSD

SampType: MSD mg/LUnitsR346823Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/07/20240.10 2.0002.31 101.0 4.070.2910 2.408

SampID: 24041541-015FMS

SampType: MS mg/LUnitsR346966Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/08/20240.10 2.0002.60 108.40.4300 75 125

Page 121 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/
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SampID: 24041541-015FMSD

SampType: MSD mg/LUnitsR346966Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/08/20240.10 2.0002.57 107.2 0.890.4300 2.597

SampID: 24050364-006FMS

SampType: MS mg/LUnitsR347102Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/10/20240.10 2.0002.28 89.30.4910 75 125

SampID: 24050364-006FMSD

SampType: MSD mg/LUnitsR347102Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/10/20240.10 2.0002.26 88.7 0.570.4910 2.277

SampID: 24041541-034BMS

SampType: MS mg/LUnitsR347147Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/13/20240.10 2.0002.14 89.20.3580 75 125

SampID: 24041541-034BMSD

SampType: MSD mg/LUnitsR347147Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/13/20240.10 2.0001.86 75.2 13.990.3580 2.142

SampID: 24041541-017FMS

SampType: MS mg/LUnitsR347245Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/14/20240.10 2.0002.05 92.30.2040 75 125

SampID: 24041541-017FMSD

SampType: MSD mg/LUnitsR347245Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/14/20240.10 2.0002.25 102.2 9.260.2040 2.050

SampID: 24041541-086BMS

SampType: MS mg/LUnitsR347245Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/14/20240.10 2.0002.17 93.10.3040 75 125
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SampID: 24041541-086BMSD

SampType: MSD mg/LUnitsR347245Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/14/20240.10 2.0002.33 101.2 7.250.3040 2.166

SampID: 24041541-097BMS

SampType: MS mg/LUnitsR347245Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/14/20240.10 2.0002.09 89.90.2960 75 125

SampID: 24041541-097BMSD

SampType: MSD mg/LUnitsR347245Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/14/20240.10 2.0002.19 94.7 4.480.2960 2.094

SampID: 24041541-025BMS

SampType: MS mg/LUnitsR347401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/16/20240.10 2.0002.90 101.00.8760 75 125

SampID: 24041541-025BMSD

SampType: MSD mg/LUnitsR347401Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/16/20240.10 2.0002.96 104.0 2.050.8760 2.896

SampID: 24050887-004CMS

SampType: MS mg/LUnitsR347401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/16/20240.10 2.0002.10 96.80.1690 75 125

SampID: 24050887-004CMSD

SampType: MSD mg/LUnitsR347401Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/16/20240.10 2.0002.18 100.4 3.410.1690 2.104
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SampID: MBLK

SampType: MBLK mg/LUnitsR346823Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/06/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR346823Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/06/20240.10 1.0000.95 95.00 90 110

SampID: 24041541-033AMS

SampType: MS mg/LUnitsR346823Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/06/20240.10 2.0002.37 98.90.3940 75 125

SampID: 24041541-033AMSD

SampType: MSD mg/LUnitsR346823Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/06/20240.10 2.0002.47 103.9 4.130.3940 2.372

SampID: 24041541-061AMS

SampType: MS mg/LUnitsR346823Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/06/20240.10 2.0002.53 102.20.4850 75 125

SampID: 24041541-061AMSD

SampType: MSD mg/LUnitsR346823Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/06/20240.10 2.0002.62 106.6 3.420.4850 2.528

SampID: 24041541-081AMS

SampType: MS mg/LUnitsR346823Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/06/20240.10 2.0002.60 98.00.6420 75 125

SampID: 24041541-081AMSD

SampType: MSD mg/LUnitsR346823Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/06/20240.10 2.0002.68 101.7 2.810.6420 2.601
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SampID: 24042405-009AMS

SampType: MS mg/LUnitsR346823Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride H 05/07/20240.10 2.0002.45 99.00.4690 75 125

SampID: 24042405-009AMSD

SampType: MSD mg/LUnitsR346823Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride H 05/07/20240.10 2.0002.44 98.4 0.450.4690 2.449

SampID: 24050131-006AMS

SampType: MS mg/LUnitsR346823Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride H 05/07/20240.10 2.0002.08 99.70.08400 75 125

SampID: 24050131-006AMSD

SampType: MSD mg/LUnitsR346823Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride H 05/07/20240.10 2.0002.18 104.7 4.700.08400 2.078

SampID: MBLK

SampType: MBLK mg/LUnitsR346966Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/08/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR346966Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/08/20240.10 1.0001.07 106.70 90 110

SampID: MBLK

SampType: MBLK mg/LUnitsR347102Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/10/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR347102Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/10/20240.10 1.0000.99 99.30 90 110
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SampID: 24050273-003AMS

SampType: MS mg/LUnitsR347102Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/10/20240.10 2.0001.90 85.00.2030 75 125

SampID: 24050273-003AMSD

SampType: MSD mg/LUnitsR347102Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/10/20240.10 2.0001.93 86.3 1.360.2030 1.903

SampID: 24050273-006AMS

SampType: MS mg/LUnitsR347102Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/10/20240.10 2.0001.67 83.50 75 125

SampID: 24050273-006AMSD

SampType: MSD mg/LUnitsR347102Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/10/20240.10 2.0001.54 77.0 8.030 1.670

SampID: 24050362-002AMS

SampType: MS mg/LUnitsR347102Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/10/20240.10 2.0002.11 93.50.2380 75 125

SampID: 24050362-002AMSD

SampType: MSD mg/LUnitsR347102Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/10/20240.10 2.0002.15 95.5 1.880.2380 2.108

SampID: 24042193-001ADUP

SampType: DUP mg/LUnitsR347102Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride R 05/10/20240.10 0.16 200.000

SampID: 24042193-002ADUP

SampType: DUP mg/LUnitsR347102Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride J 05/10/20240.10 0.06 0.000
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SampID: 24042194-006ADUP

SampType: DUP mg/LUnitsR347102Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride R 05/10/20240.10 0.23 200.000

SampID: MBLK

SampType: MBLK mg/LUnitsR347147Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/13/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR347147Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/13/20240.10 1.0000.93 93.20 90 110

SampID: 24041541-042AMS

SampType: MS mg/LUnitsR347147Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/13/20240.10 2.0002.11 87.60.3630 75 125

SampID: 24041541-042AMSD

SampType: MSD mg/LUnitsR347147Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/13/20240.10 2.0002.03 83.6 3.860.3630 2.114

SampID: 24041541-050AMS

SampType: MS mg/LUnitsR347147Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/13/20240.10 2.0002.30 99.60.3070 75 125

SampID: 24041541-050AMSD

SampType: MSD mg/LUnitsR347147Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/13/20240.10 2.0002.04 86.4 12.180.3070 2.299

SampID: 24050482-002AMS

SampType: MS mg/LUnitsR347147Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/13/20240.10 2.0002.05 96.30.1210 75 125
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SampID: 24050482-002AMSD

SampType: MSD mg/LUnitsR347147Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/13/20240.10 2.0002.14 101.1 4.630.1210 2.046

SampID: 24050777-002CMS

SampType: MS mg/LUnitsR347147Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/13/20240.10 2.0002.62 108.20.4570 75 125

SampID: 24050777-002CMSD

SampType: MSD mg/LUnitsR347147Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/13/20240.10 2.0002.59 106.7 1.150.4570 2.621

SampID: MBLK

SampType: MBLK mg/LUnitsR347245Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/14/20240.10 0.0500< 0.10 00 -100 100

SampID: LCS

SampType: LCS mg/LUnitsR347245Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/14/20240.10 1.0000.94 94.30 90 110

SampID: 24041541-007EMS

SampType: MS mg/LUnitsR347245Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/14/20240.10 2.0002.14 92.20.2960 75 125

SampID: 24041541-007EMSD

SampType: MSD mg/LUnitsR347245Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/14/20240.10 2.0002.31 100.9 7.810.2960 2.140

SampID: 24041541-063AMS

SampType: MS mg/LUnitsR347245Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/14/20240.10 2.0002.09 86.90.3540 75 125
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SampID: 24041541-063AMSD

SampType: MSD mg/LUnitsR347245Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/14/20240.10 2.0002.08 86.2 0.720.3540 2.092

SampID: 24041541-075AMS

SampType: MS mg/LUnitsR347245Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/14/20240.10 2.0002.08 89.00.2980 75 125

SampID: 24041541-075AMSD

SampType: MSD mg/LUnitsR347245Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/14/20240.10 2.0002.15 92.5 3.260.2980 2.079

SampID: 24041541-105AMS

SampType: MS mg/LUnitsR347245Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/14/20240.10 2.0002.19 91.30.3680 75 125

SampID: 24041541-105AMSD

SampType: MSD mg/LUnitsR347245Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/14/20240.10 2.0002.10 86.6 4.380.3680 2.194

SampID: 24050590-001AMS

SampType: MS mg/LUnitsR347245Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/14/20241.00 20.0087.0 101.966.59 75 125

SampID: 24050590-001AMSD

SampType: MSD mg/LUnitsR347245Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/14/20241.00 20.0089.0 112.1 2.3266.59 86.97

SampID: MBLK

SampType: MBLK mg/LUnitsR347401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/16/20240.10 0.0500< 0.10 00 -100 100
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SampID: LCS

SampType: LCS mg/LUnitsR347401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/16/20240.10 1.0000.96 96.10 90 110

SampID: 24050734-001AMS

SampType: MS mg/LUnitsR347401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/16/20240.10 2.0002.82 108.20.6570 75 125

SampID: 24050734-001AMSD

SampType: MSD mg/LUnitsR347401Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/16/20240.10 2.0002.79 106.6 1.100.6570 2.821

SampID: 24050906-004AMS

SampType: MS mg/LUnitsR347401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/16/20240.10 2.0002.29 108.10.1310 75 125

SampID: 24050906-004AMSD

SampType: MSD mg/LUnitsR347401Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/16/20240.10 2.0002.22 104.4 3.280.1310 2.293

SampID: 24050906-011AMS

SampType: MS mg/LUnitsR347401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/16/20240.10 2.0002.09 98.60.1160 75 125

SampID: 24050906-011AMSD

SampType: MSD mg/LUnitsR347401Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/16/20240.10 2.0002.20 104.0 5.090.1160 2.087

SampID: 24050906-018AMS

SampType: MS mg/LUnitsR347401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/16/20240.10 2.0002.18 101.00.1550 75 125
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SampID: 24050906-018AMSD

SampType: MSD mg/LUnitsR347401Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/16/20240.10 2.0002.10 97.3 3.460.1550 2.175

SampID: 24050906-027AMS

SampType: MS mg/LUnitsR347401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/16/20240.10 2.0002.15 100.20.1480 75 125

SampID: 24050906-027AMSD

SampType: MSD mg/LUnitsR347401Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/16/20240.10 2.0002.20 102.6 2.300.1480 2.151

SampID: 24050906-035AMS

SampType: MS mg/LUnitsR347401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/16/20240.10 2.0002.11 98.00.1490 75 125

SampID: 24050906-035AMSD

SampType: MSD mg/LUnitsR347401Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/16/20240.10 2.0002.13 98.8 0.850.1490 2.108

SampID: 24050906-041AMS

SampType: MS mg/LUnitsR347401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/16/20240.10 2.0002.16 96.90.2220 75 125

SampID: 24050906-041AMSD

SampType: MSD mg/LUnitsR347401Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/16/20240.10 2.0002.17 97.4 0.460.2220 2.160

SampID: 24051000-001AMS

SampType: MS mg/LUnitsR347401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/16/20240.10 2.0003.46 101.91.421 75 125
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9214 (TOTAL)

SampID: 24051000-001AMSD

SampType: MSD mg/LUnitsR347401Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/16/20240.10 2.0003.63 110.4 4.801.421 3.459

SampID: 24051000-017AMS

SampType: MS mg/LUnitsR347401Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Fluoride 05/16/20240.10 2.0002.46 100.20.4510 75 125

SampID: 24051000-017AMSD

SampType: MSD mg/LUnitsR347401Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Fluoride 05/16/20240.10 2.0002.39 97.2 2.560.4510 2.456

SW-846 9251 (DISSOLVED)

SampID: 24041541-025BMS

SampType: MS mg/LUnitsR346639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/02/20244 20.0024 99.93.840 85 115

SampID: 24041541-025BMSD

SampType: MSD mg/LUnitsR346639Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/02/20244 20.0024 101.1 1.003.840 23.82

SampID: 24041541-031BMS

SampType: MS mg/LUnitsR346639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/02/20248 40.0075 97.635.91 85 115

SampID: 24041541-031BMSD

SampType: MSD mg/LUnitsR346639Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/02/20248 40.0076 101.0 1.8135.91 74.96
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9251 (DISSOLVED)

SampID: 24042262-003FMS

SampType: MS mg/LUnitsR346639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/01/20248 40.0078 95.040.01 85 115

SampID: 24042262-003FMSD

SampType: MSD mg/LUnitsR346639Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/01/20248 40.0075 88.2 3.5640.01 78.03

SampID: 24042262-006FMS

SampType: MS mg/LUnitsR346639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/01/202420 100.0154 91.662.72 85 115

SampID: 24042262-006FMSD

SampType: MSD mg/LUnitsR346639Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/01/202420 100.0150 87.4 2.8062.72 154.3

SampID: 24041541-010FMS

SampType: MS mg/LUnitsR346714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride S 05/02/20248 40.0070 83.836.49 85 115

SampID: 24041541-010FMSD

SampType: MSD mg/LUnitsR346714Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/02/20248 40.0071 87.2 1.9036.49 70.01

SampID: 24041541-090FMS

SampType: MS mg/LUnitsR346714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/03/20248 40.0069 88.633.46 85 115

SampID: 24041541-090FMSD

SampType: MSD mg/LUnitsR346714Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/03/20248 40.0070 90.4 1.0333.46 68.91
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9251 (DISSOLVED)

SampID: 24041541-007FMS

SampType: MS mg/LUnitsR346846Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 05/06/20244 20.0059 106.137.73 85 115

SampID: 24041541-007FMSD

SampType: MSD mg/LUnitsR346846Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 05/06/20244 20.0059 107.9 0.6137.73 58.95

SampID: 24050138-002DMS

SampType: MS mg/LUnitsR346935Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/08/20244 20.0024 99.23.690 85 115

SampID: 24050138-002DMSD

SampType: MSD mg/LUnitsR346935Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/08/20244 20.0024 100.2 0.763.690 23.54

SampID: 24050364-004FMS

SampType: MS mg/LUnitsR346935Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/07/20244 20.0039 90.021.34 85 115

SampID: 24050364-004FMSD

SampType: MSD mg/LUnitsR346935Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/07/20244 20.0041 96.6 3.3021.34 39.35

SampID: 24050364-010FMS

SampType: MS mg/LUnitsR346935Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/07/20244 20.0030 92.011.89 85 115

SampID: 24050364-010FMSD

SampType: MSD mg/LUnitsR346935Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/07/20244 20.0030 92.2 0.1011.89 30.30
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9251 (DISSOLVED)

SampID: 24041541-027BMS

SampType: MS mg/LUnitsR347069Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/09/202420 100.0156 97.558.49 85 115

SampID: 24041541-027BMSD

SampType: MSD mg/LUnitsR347069Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/09/202420 100.0157 98.4 0.5658.49 156.0

SampID: 24041541-042BMS

SampType: MS mg/LUnitsR347069Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/09/20244 20.0031 93.712.60 85 115

SampID: 24041541-042BMSD

SampType: MSD mg/LUnitsR347069Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/09/20244 20.0031 93.0 0.4212.60 31.33

SampID: 24050451-006BMS

SampType: MS mg/LUnitsR347069Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/09/20244 20.0030 93.011.11 85 115

SampID: 24050451-006BMSD

SampType: MSD mg/LUnitsR347069Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/09/20244 20.0030 92.6 0.2411.11 29.70

SampID: 24050464-001FMS

SampType: MS mg/LUnitsR347069Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/09/20244 20.0035 89.817.39 85 115

SampID: 24050464-001FMSD

SampType: MSD mg/LUnitsR347069Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/09/20244 20.0035 89.5 0.2017.39 35.36
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541
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SW-846 9251 (DISSOLVED)

SampID: 24050493-001CMS

SampType: MS mg/LUnitsR347114Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/10/20244 20.0025 100.74.770 85 115

SampID: 24050493-001CMSD

SampType: MSD mg/LUnitsR347114Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/10/20244 20.0025 101.0 0.244.770 24.90

SampID: 24050583-004BMS

SampType: MS mg/LUnitsR347114Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/10/202420 100.0150 91.058.62 85 115

SampID: 24050583-004BMSD

SampType: MSD mg/LUnitsR347114Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/10/202420 100.0154 95.6 3.0258.62 149.6

SampID: 24050001-010CMS

SampType: MS mg/LUnitsR347274Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/14/202420 100.0131 97.533.49 85 115

SampID: 24050001-010CMSD

SampType: MSD mg/LUnitsR347274Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/14/202420 100.0130 97.0 0.3533.49 131.0

SampID: 24050646-001CMS

SampType: MS mg/LUnitsR347274Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/14/20244 20.0023 97.13.980 85 115

SampID: 24050646-001CMSD

SampType: MSD mg/LUnitsR347274Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/14/20244 20.0023 96.2 0.823.980 23.40
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541
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SW-846 9251 (DISSOLVED)

SampID: 24050819-001CMS

SampType: MS mg/LUnitsR347380Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/16/20244 20.0026 92.27.850 85 115

SampID: 24050819-001CMSD

SampType: MSD mg/LUnitsR347380Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/16/20244 20.0027 93.6 1.027.850 26.29

SampID: 24050887-005CMS

SampType: MS mg/LUnitsR347548Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/17/202420 100.0117 94.922.03 85 115

SampID: 24050887-005CMSD

SampType: MSD mg/LUnitsR347548Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/17/202420 100.0124 102.3 6.0922.03 117.0

SampID: 24050907-001FMS

SampType: MS mg/LUnitsR347548Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/17/20244 20.0027 92.48.530 85 115

SampID: 24050907-001FMSD

SampType: MSD mg/LUnitsR347548Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/17/20244 20.0027 91.6 0.568.530 27.00

SampID: 24050975-004BMS

SampType: MS mg/LUnitsR347548Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/17/202420 100.0172 89.782.01 85 115

SampID: 24050975-004BMSD

SampType: MSD mg/LUnitsR347548Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/17/202420 100.0171 89.2 0.2982.01 171.7
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9251 (DISSOLVED)

SampID: 24050976-003FMS

SampType: MS mg/LUnitsR347548Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/17/202420 100.0207 92.5114.3 85 115

SampID: 24050976-003FMSD

SampType: MSD mg/LUnitsR347548Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/17/202420 100.0205 90.9 0.78114.3 206.8

SampID: 24050976-007FMS

SampType: MS mg/LUnitsR347548Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/17/202420 100.0161 92.668.04 85 115

SampID: 24050976-007FMSD

SampType: MSD mg/LUnitsR347548Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/17/202420 100.0162 94.3 1.0768.04 160.6

SampID: 24050979-002CMS

SampType: MS mg/LUnitsR347548Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/17/20244 20.0020 95.81.050 85 115

SampID: 24050979-002CMSD

SampType: MSD mg/LUnitsR347548Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/17/20244 20.0020 96.4 0.491.050 20.22

SW-846 9251 (TOTAL)

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/01/20244 0.5000< 4 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24
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SW-846 9251 (TOTAL)

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/01/20244 20.0018 91.00 90 110

SampID: 24041541-025AMS

SampType: MS mg/LUnitsR346639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/02/20244 20.0024 99.84.470 85 115

SampID: 24041541-025AMSD

SampType: MSD mg/LUnitsR346639Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/02/20244 20.0024 99.9 0.124.470 24.42

SampID: 24041541-031AMS

SampType: MS mg/LUnitsR346639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/02/20248 40.0075 95.637.23 85 115

SampID: 24041541-031AMSD

SampType: MSD mg/LUnitsR346639Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/02/20248 40.0075 95.5 0.0437.23 75.47

SampID: 24042193-004AMS

SampType: MS mg/LUnitsR346639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/01/20244 20.0024 95.44.460 85 115

SampID: 24042193-004AMSD

SampType: MSD mg/LUnitsR346639Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/01/20244 20.0024 96.8 1.224.460 23.54

SampID: 24042357-001AMS

SampType: MS mg/LUnitsR346639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride SE 05/02/20244 20.0090 232.643.14 85 115
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 9251 (TOTAL)

SampID: 24042357-001AMSD

SampType: MSD mg/LUnitsR346639Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride SE 05/02/20244 20.0090 234.6 0.4643.14 89.65

SampID: 24042384-001AMS

SampType: MS mg/LUnitsR346639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/01/20244 20.0024 96.74.650 85 115

SampID: 24042384-001AMSD

SampType: MSD mg/LUnitsR346639Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/01/20244 20.0024 98.9 1.864.650 23.98

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/02/20244 0.5000< 4 00 -100 100

SampID: MBLK-240501

SampType: MBLK mg/KgUnitsR346714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/02/202440 0.5000< 40 00 -100 100*

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/02/20244 20.0021 103.00 90 110

SampID: 24041541-033AMS

SampType: MS mg/LUnitsR346714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/03/202440 200.0258 91.176.14 85 115

SampID: 24041541-033AMSD

SampType: MSD mg/LUnitsR346714Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/03/202440 200.0260 91.7 0.4876.14 258.3
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Quality Control Results

Client Project: COF-24Q2
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SW-846 9251 (TOTAL)

SampID: 24041541-045AMS

SampType: MS mg/LUnitsR346714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/03/202440 200.0254 94.465.43 85 115

SampID: 24041541-045AMSD

SampType: MSD mg/LUnitsR346714Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/03/202440 200.0248 91.2 2.5065.43 254.2

SampID: 24042406-003AMS

SampType: MS mg/LUnitsR346714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/02/20244 20.0029 96.89.490 85 115

SampID: 24042406-003AMSD

SampType: MSD mg/LUnitsR346714Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/02/20244 20.0029 95.9 0.639.490 28.85

SampID: 24042406-006AMS

SampType: MS mg/LUnitsR346714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/02/202440 200.0403 86.7229.3 85 115

SampID: 24042406-006AMSD

SampType: MSD mg/LUnitsR346714Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/02/202440 200.0410 90.2 1.75229.3 402.6

SampID: 24042406-011AMS

SampType: MS mg/LUnitsR346714Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/02/20244 20.0035 89.017.65 85 115

SampID: 24042406-011AMSD

SampType: MSD mg/LUnitsR346714Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/02/20244 20.0035 88.9 0.0817.65 35.46
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SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346846Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/06/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346846Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/06/20244 20.0020 98.80 90 110

SampID: 24041541-007EMS

SampType: MS mg/LUnitsR346846Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 05/06/20244 20.0056 97.037.01 85 115

SampID: 24041541-007EMSD

SampType: MSD mg/LUnitsR346846Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 05/06/20244 20.0059 109.3 4.2937.01 56.40

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR346935Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/07/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR346935Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/07/20244 20.0021 104.10 90 110

SampID: 24050139-001AMS

SampType: MS mg/LUnitsR346935Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/07/20244 20.0024 100.03.780 85 115

SampID: 24050139-001AMSD

SampType: MSD mg/LUnitsR346935Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/07/20244 20.0024 100.8 0.713.780 23.77
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SampID: 24050140-004AMS

SampType: MS mg/LUnitsR346935Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/08/20244 20.0041 91.822.46 85 115

SampID: 24050140-004AMSD

SampType: MSD mg/LUnitsR346935Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/08/20244 20.0041 91.8 0.0022.46 40.83

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347069Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/09/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347069Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/09/20244 20.0021 103.80 90 110

SampID: 24041541-027AMS

SampType: MS mg/LUnitsR347069Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/10/202420 100.0147 86.160.91 85 115

SampID: 24041541-027AMSD

SampType: MSD mg/LUnitsR347069Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/10/202420 100.0154 93.2 4.6860.91 147.0

SampID: 24041541-042AMS

SampType: MS mg/LUnitsR347069Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/10/20244 20.0031 92.212.36 85 115

SampID: 24041541-042AMSD

SampType: MSD mg/LUnitsR347069Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/10/20244 20.0031 93.2 0.6512.36 30.80
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SampID: 24050273-004AMS

SampType: MS mg/LUnitsR347069Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/09/20244 20.0021 97.81.870 85 115

SampID: 24050273-004AMSD

SampType: MSD mg/LUnitsR347069Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/09/20244 20.0021 97.8 0.091.870 21.44

SampID: 24050352-001BMS

SampType: MS mg/LUnitsR347069Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/09/20244 20.0024 98.63.790 85 115

SampID: 24050352-001BMSD

SampType: MSD mg/LUnitsR347069Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/09/20244 20.0024 101.4 2.353.790 23.50

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347114Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/10/20244 0.5000< 4 00 -100 100

SampID: MBLK-181812

SampType: MBLK mg/LUnitsR347114Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/10/20244 0.5000< 4 00 -100 100*

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347114Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/10/20244 20.0020 98.30 90 110

SampID: 24041541-092AMS

SampType: MS mg/LUnitsR347114Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/10/20244 20.0026 96.67.070 85 115
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SampID: 24041541-092AMSD

SampType: MSD mg/LUnitsR347114Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/10/20244 20.0026 96.0 0.467.070 26.38

SampID: 24041541-100AMS

SampType: MS mg/LUnitsR347114Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/11/20248 40.0088 91.651.39 85 115

SampID: 24041541-100AMSD

SampType: MSD mg/LUnitsR347114Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/11/20248 40.0089 93.2 0.7251.39 88.02

SampID: 24050482-001AMS

SampType: MS mg/LUnitsR347114Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/10/20244 20.0026 97.06.630 85 115

SampID: 24050482-001AMSD

SampType: MSD mg/LUnitsR347114Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/10/20244 20.0026 97.4 0.316.630 26.03

SampID: 24050590-001AMS

SampType: MS mg/LUnitsR347114Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/10/20242000 1000021100 92.411820 85 115

SampID: 24050590-001AMSD

SampType: MSD mg/LUnitsR347114Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/10/20242000 1000021300 94.3 0.8711820 21070

SampID: 24050891-001AMS

SampType: MS mg/LUnitsR347114Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 05/10/20244 20.0051 92.432.45 85 115
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SW-846 9251 (TOTAL)

SampID: 24050891-001AMSD

SampType: MSD mg/LUnitsR347114Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 05/10/20244 20.0051 93.8 0.5532.45 50.92

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347274Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/14/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347274Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/14/20244 20.0020 98.80 90 110

SampID: 24050001-011BMS

SampType: MS mg/LUnitsR347274Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/15/20244 20.0047 92.628.26 85 115

SampID: 24050001-011BMSD

SampType: MSD mg/LUnitsR347274Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/15/20244 20.0047 94.5 0.8128.26 46.77

SampID: 24050002-003AMS

SampType: MS mg/LUnitsR347274Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 05/14/20244 20.0062 97.043.04 85 115

SampID: 24050002-003AMSD

SampType: MSD mg/LUnitsR347274Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 05/14/20244 20.0062 96.4 0.2143.04 62.45

SampID: 24050634-002AMS

SampType: MS mg/LUnitsR347274Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/15/20248 40.0082 89.745.78 85 115
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SW-846 9251 (TOTAL)

SampID: 24050634-002AMSD

SampType: MSD mg/LUnitsR347274Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/15/20248 40.0083 92.6 1.4045.78 81.67

SampID: 24050646-001BMS

SampType: MS mg/LUnitsR347274Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/14/20244 20.0023 98.13.840 85 115

SampID: 24050646-001BMSD

SampType: MSD mg/LUnitsR347274Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/14/20244 20.0023 97.6 0.383.840 23.46

SampID: 24050795-001AMS

SampType: MS mg/LUnitsR347274Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/14/202420 100.0214 93.2120.9 85 115

SampID: 24050795-001AMSD

SampType: MSD mg/LUnitsR347274Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/14/202420 100.0210 89.3 1.86120.9 214.2

SampID: 24050795-007AMS

SampType: MS mg/LUnitsR347274Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/14/202420 100.0224 92.5131.2 85 115

SampID: 24050795-007AMSD

SampType: MSD mg/LUnitsR347274Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/14/202420 100.0221 89.9 1.18131.2 223.7

SampID: 24051090-001AMS

SampType: MS mg/LUnitsR347274Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 05/14/20244 20.0052 93.033.73 85 115
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SampID: 24051090-001AMSD

SampType: MSD mg/LUnitsR347274Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride E 05/14/20244 20.0052 91.6 0.5233.73 52.32

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347380Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/15/20244 0.5000< 4 00 -100 100

SampID: ICV/LCS

SampType: LCS mg/LUnitsR347380Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/15/20244 20.0019 96.20 90 110

SampID: 24050633-001AMS

SampType: MS mg/LUnitsR347380Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/15/20244 20.0032 86.614.47 85 115

SampID: 24050633-001AMSD

SampType: MSD mg/LUnitsR347380Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/15/20244 20.0032 89.4 1.7814.47 31.79

SampID: 24050819-001BMS

SampType: MS mg/LUnitsR347380Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/16/20244 20.0027 93.07.960 85 115

SampID: 24050819-001BMSD

SampType: MSD mg/LUnitsR347380Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/16/20244 20.0027 93.3 0.267.960 26.55

SampID: 24050905-001AMS

SampType: MS mg/LUnitsR347380Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/15/20244 20.0024 92.55.840 85 115
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SampID: 24050905-001AMSD

SampType: MSD mg/LUnitsR347380Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/15/20244 20.0024 93.3 0.705.840 24.33

SampID: 24050906-001AMS

SampType: MS mg/LUnitsR347380Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/15/20244 20.0020 95.01.320 85 115

SampID: 24050906-001AMSD

SampType: MSD mg/LUnitsR347380Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/15/20244 20.0020 95.0 0.051.320 20.32

SampID: 24050906-011AMS

SampType: MS mg/LUnitsR347380Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/15/20244 20.0019 92.60.9100 85 115

SampID: 24050906-011AMSD

SampType: MSD mg/LUnitsR347380Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/15/20244 20.0020 94.8 2.190.9100 19.43

SampID: 24050906-018AMS

SampType: MS mg/LUnitsR347380Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/15/20244 20.0020 93.81.040 85 115

SampID: 24050906-018AMSD

SampType: MSD mg/LUnitsR347380Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/15/20244 20.0020 94.6 0.861.040 19.79

SampID: 24050906-021AMS

SampType: MS mg/LUnitsR347380Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/15/20244 20.0021 95.82.110 85 115
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SampID: 24050906-021AMSD

SampType: MSD mg/LUnitsR347380Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/15/20244 20.0021 96.0 0.192.110 21.27

SampID: 24050906-031AMS

SampType: MS mg/LUnitsR347380Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/15/20244 20.0020 94.41.100 85 115

SampID: 24050906-031AMSD

SampType: MSD mg/LUnitsR347380Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/15/20244 20.0020 96.0 1.641.100 19.97

SampID: 24051000-001BMS

SampType: MS mg/LUnitsR347380Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/16/20244 20.0020 95.31.220 85 115

SampID: 24051000-001BMSD

SampType: MSD mg/LUnitsR347380Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/16/20244 20.0020 96.2 0.931.220 20.28

SampID: 24051000-010BMS

SampType: MS mg/LUnitsR347380Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/16/20244 20.0020 93.61.520 85 115

SampID: 24051000-010BMSD

SampType: MSD mg/LUnitsR347380Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/16/20244 20.0020 93.3 0.301.520 20.24

SampID: ICB/MBLK

SampType: MBLK mg/LUnitsR347548Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/17/20244 0.5000< 4 00 -100 100
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SampID: ICV/LCS

SampType: LCS mg/LUnitsR347548Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/17/20244 20.0020 99.00 90 110

SampID: 24050907-001EMS

SampType: MS mg/LUnitsR347548Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride 05/17/20244 20.0027 92.18.360 85 115

SampID: 24050907-001EMSD

SampType: MSD mg/LUnitsR347548Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/17/20244 20.0027 92.4 0.198.360 26.78

SampID: 24051437-001AMS

SampType: MS mg/LUnitsR347548Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chloride E 05/17/20244 20.0051 93.831.81 85 115

SampID: 24051437-001AMSD

SampType: MSD mg/LUnitsR347548Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chloride 05/17/20244 20.0050 90.8 1.1731.81 50.56

Page 151 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: MBLK-222322

SampType: MBLK mg/LUnits222322Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/01/20240.0250 0.0127< 0.0250 00 -100 100

Aluminum 05/03/20240.0250 0.0127< 0.0250 00 -100 100

Antimony 05/03/20240.0500 0.0068< 0.0500 00 -100 100

Antimony 05/01/20240.0500 0.0068< 0.0500 00 -100 100

Arsenic 05/03/20240.0250 0.0087< 0.0250 00 -100 100

Arsenic 05/01/20240.0250 0.0087< 0.0250 00 -100 100

Barium 05/01/20240.0025 0.0007< 0.0025 00 -100 100

Barium 05/03/20240.0025 0.0007< 0.0025 00 -100 100

Beryllium 05/01/20240.0005 0.0002< 0.0005 00 -100 100

Beryllium 05/03/20240.0005 0.0002< 0.0005 00 -100 100

Boron 05/03/20240.0200 0.0090< 0.0200 00 -100 100

Boron 05/01/20240.0200 0.0090< 0.0200 00 -100 100

Cadmium 05/03/20240.0020 0.0005< 0.0020 00 -100 100

Cadmium 05/01/20240.0020 0.0005< 0.0020 00 -100 100

Calcium 05/01/20240.100 0.0350< 0.100 00 -100 100

Calcium 05/03/20240.100 0.0350< 0.100 00 -100 100

Chromium 05/03/20240.0050 0.0028< 0.0050 00 -100 100

Chromium 05/01/20240.0050 0.0028< 0.0050 00 -100 100

Cobalt 05/03/20240.0050 0.0020< 0.0050 00 -100 100

Cobalt 05/01/20240.0050 0.0020< 0.0050 00 -100 100

Copper 05/03/20240.0050 0.0013< 0.0050 00 -100 100

Copper 05/01/20240.0050 0.0013< 0.0050 00 -100 100

Iron 05/01/20240.0400 0.0200< 0.0400 00 -100 100

Iron 05/03/20240.0400 0.0200< 0.0400 00 -100 100

Lead 05/03/20240.0150 0.0014< 0.0150 00 -100 100

Lead 05/01/20240.0150 0.0014< 0.0150 00 -100 100

Magnesium 05/01/20240.0500 0.0055< 0.0500 00 -100 100

Magnesium 05/03/20240.0500 0.0055< 0.0500 00 -100 100

Manganese 05/03/20240.0070 0.0025< 0.0070 00 -100 100

Manganese 05/01/20240.0070 0.0025< 0.0070 00 -100 100

Molybdenum 05/03/20240.0100 0.0037< 0.0100 00 -100 100

Molybdenum 05/01/20240.0100 0.0037< 0.0100 00 -100 100

Nickel 05/01/20240.0050 0.0016< 0.0050 00 -100 100

Nickel 05/03/20240.0050 0.0016< 0.0050 00 -100 100

Potassium 05/03/20240.100 0.0400< 0.100 00 -100 100

Potassium 05/01/20240.100 0.0400< 0.100 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: MBLK-222322

SampType: MBLK mg/LUnits222322Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Selenium 05/01/20240.0400 0.0170< 0.0400 00 -100 100

Selenium 05/03/20240.0400 0.0170< 0.0400 00 -100 100

Silver 05/01/20240.0070 0.0027< 0.0070 00 -100 100

Silver 05/03/20240.0070 0.0027< 0.0070 00 -100 100

Sodium 05/01/20240.0500 0.0180< 0.0500 00 -100 100

Sodium 05/03/20240.0500 0.0180< 0.0500 00 -100 100

Thallium 05/03/20240.0500 0.0111< 0.0500 00 -100 100

Thallium 05/01/20240.0500 0.0111< 0.0500 00 -100 100

Vanadium 05/01/20240.0100 0.0009< 0.0100 00 -100 100

Vanadium 05/03/20240.0100 0.0009< 0.0100 00 -100 100

Zinc 05/01/20240.0100 0.0050< 0.0100 00 -100 100

Zinc 05/03/20240.0100 0.0050< 0.0100 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: LCS-222322

SampType: LCS mg/LUnits222322Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/01/20240.0250 2.0001.92 96.20 85 115

Aluminum 05/03/20240.0250 2.0001.77 88.60 85 115

Antimony 05/01/20240.0500 0.50000.492 98.40 85 115

Antimony 05/03/20240.0500 0.50000.453 90.60 85 115

Arsenic 05/01/20240.0250 0.50000.487 97.40 85 115

Arsenic 05/03/20240.0250 0.50000.472 94.50 85 115

Barium 05/01/20240.0025 2.0001.92 95.80 85 115

Barium 05/03/20240.0025 2.0001.79 89.50 85 115

Beryllium 05/01/20240.0005 0.05000.0485 97.00 85 115

Beryllium 05/03/20240.0005 0.05000.0448 89.60 85 115

Boron 05/03/20240.0200 0.50000.439 87.90 85 115

Boron 05/01/20240.0200 0.50000.471 94.20 85 115

Cadmium 05/01/20240.0020 0.05000.0498 99.60 85 115

Cadmium 05/03/20240.0020 0.05000.0462 92.40 85 115

Calcium 05/01/20240.100 2.5002.27 90.90 85 115

Calcium 05/03/20240.100 2.5002.24 89.80 85 115

Chromium 05/03/20240.0050 0.20000.182 90.90 85 115

Chromium 05/01/20240.0050 0.20000.191 95.60 85 115

Cobalt 05/03/20240.0050 0.50000.449 89.80 85 115

Cobalt 05/01/20240.0050 0.50000.477 95.50 85 115

Copper 05/03/20240.0050 0.25000.225 90.20 85 115

Copper 05/01/20240.0050 0.25000.243 97.20 85 115

Iron 05/03/20240.0400 2.0001.82 90.90 85 115

Iron 05/01/20240.0400 2.0001.96 98.00 85 115

Lead 05/03/20240.0150 0.50000.453 90.60 85 115

Lead 05/01/20240.0150 0.50000.476 95.10 85 115

Magnesium 05/03/20240.0500 2.5002.20 88.00 85 115

Magnesium 05/01/20240.0500 2.5002.34 93.70 85 115

Manganese 05/01/20240.0070 0.50000.488 97.60 85 115

Manganese 05/03/20240.0070 0.50000.455 91.10 85 115

Molybdenum 05/03/20240.0100 0.50000.443 88.60 85 115

Molybdenum 05/01/20240.0100 0.50000.463 92.60 85 115

Nickel 05/03/20240.0050 0.50000.456 91.20 85 115

Nickel 05/01/20240.0050 0.50000.477 95.40 85 115

Potassium 05/03/20240.100 2.5002.35 93.80 85 115

Potassium 05/01/20240.100 2.5002.68 107.10 85 115
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: LCS-222322

SampType: LCS mg/LUnits222322Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Selenium 05/03/20240.0400 0.50000.459 91.80 85 115

Selenium 05/01/20240.0400 0.50000.475 94.90 85 115

Silver 05/03/20240.0070 0.05000.0433 86.60 85 115

Silver 05/01/20240.0070 0.05000.0499 99.80 85 115

Sodium 05/01/20240.0500 2.5002.42 96.70 85 115

Sodium 05/03/20240.0500 2.5002.32 92.70 85 115

Thallium 05/03/20240.0500 0.25000.219 87.40 85 115

Thallium 05/01/20240.0500 0.25000.222 88.70 85 115

Vanadium 05/01/20240.0100 0.50000.480 96.00 85 115

Vanadium 05/03/20240.0100 0.50000.446 89.30 85 115

Zinc 05/03/20240.0100 0.50000.451 90.10 85 115

Zinc 05/01/20240.0100 0.50000.480 96.00 85 115

SampID: 24042058-006GMS

SampType: MS mg/LUnits222322Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 05/02/20240.100 2.500101 43.299.94 75 125

Magnesium 05/03/20240.050 2.50037.5 85.835.31 75 125

Potassium 05/02/20240.100 2.5003.16 101.90.6153 75 125

Sodium 05/02/20240.050 2.50045.0 77.643.11 75 125

SampID: 24042058-006GMSD

SampType: MSD mg/LUnits222322Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 05/02/20240.100 2.500100 6.4 0.9199.94 101.0

Magnesium 05/03/20240.050 2.50037.7 96.6 0.7135.31 37.46

Potassium 05/02/20240.100 2.5003.11 99.8 1.690.6153 3.164

Sodium S 05/02/20240.050 2.50044.8 65.6 0.6743.11 45.05
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: MBLK-222415

SampType: MBLK mg/LUnits222415Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/03/20240.0250 0.0127< 0.0250 00 -100 100

Aluminum 05/03/20240.0250 0.0127< 0.0250 00 -100 100

Antimony 05/03/20240.0500 0.0068< 0.0500 00 -100 100

Antimony 05/03/20240.0500 0.0068< 0.0500 00 -100 100

Arsenic 05/03/20240.0250 0.0087< 0.0250 00 -100 100

Arsenic 05/03/20240.0250 0.0087< 0.0250 00 -100 100

Barium 05/03/20240.0025 0.0007< 0.0025 00 -100 100

Barium 05/03/20240.0025 0.0007< 0.0025 00 -100 100

Beryllium 05/03/20240.0005 0.0002< 0.0005 00 -100 100

Beryllium 05/03/20240.0005 0.0002< 0.0005 00 -100 100

Boron 05/03/20240.0200 0.0090< 0.0200 00 -100 100

Boron 05/03/20240.0200 0.0090< 0.0200 00 -100 100

Cadmium 05/03/20240.0020 0.0005< 0.0020 00 -100 100

Cadmium 05/03/20240.0020 0.0005< 0.0020 00 -100 100

Calcium 05/03/20240.100 0.0350< 0.100 00 -100 100

Calcium 05/03/20240.100 0.0350< 0.100 00 -100 100

Calcium 05/06/20240.100 0.0350< 0.100 00 -100 100

Chromium 05/03/20240.0050 0.0028< 0.0050 00 -100 100

Chromium 05/03/20240.0050 0.0028< 0.0050 00 -100 100

Cobalt 05/03/20240.0050 0.0020< 0.0050 00 -100 100

Cobalt 05/03/20240.0050 0.0020< 0.0050 00 -100 100

Copper 05/03/20240.0050 0.0013< 0.0050 00 -100 100

Copper 05/03/20240.0050 0.0013< 0.0050 00 -100 100

Iron 05/03/20240.0400 0.0200< 0.0400 00 -100 100

Iron 05/03/20240.0400 0.0200< 0.0400 00 -100 100

Lead 05/03/20240.0150 0.0014< 0.0150 00 -100 100

Lead 05/03/20240.0150 0.0014< 0.0150 00 -100 100

Magnesium 05/06/20240.050 0.0055< 0.050 00 -100 100

Manganese 05/03/20240.0070 0.0025< 0.0070 00 -100 100

Manganese 05/03/20240.0070 0.0025< 0.0070 00 -100 100

Molybdenum 05/03/20240.0100 0.0037< 0.0100 00 -100 100

Molybdenum 05/03/20240.0100 0.0037< 0.0100 00 -100 100

Nickel 05/03/20240.0050 0.0016< 0.0050 00 -100 100

Nickel 05/03/20240.0050 0.0016< 0.0050 00 -100 100

Potassium 05/03/20240.100 0.0400< 0.100 00 -100 100

Potassium 05/06/20240.100 0.0400< 0.100 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: MBLK-222415

SampType: MBLK mg/LUnits222415Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Potassium 05/03/20240.100 0.0400< 0.100 00 -100 100

Selenium 05/03/20240.0400 0.0170< 0.0400 00 -100 100

Selenium 05/03/20240.0400 0.0170< 0.0400 00 -100 100

Silver 05/03/20240.0070 0.0027< 0.0070 00 -100 100

Sodium S 05/03/20240.0500 0.01800.0654 363.30 -100 100

Sodium S 05/06/20240.050 0.01800.063 348.90 -100 100

Thallium 05/03/20240.0500 0.0111< 0.0500 00 -100 100

Thallium 05/03/20240.0500 0.0111< 0.0500 00 -100 100

Vanadium 05/03/20240.0100 0.0009< 0.0100 00 -100 100

Vanadium 05/03/20240.0100 0.0009< 0.0100 00 -100 100

Zinc 05/03/20240.0100 0.0050< 0.0100 00 -100 100

Zinc 05/03/20240.0100 0.0050< 0.0100 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: LCS-222415

SampType: LCS mg/LUnits222415Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/03/20240.0250 2.0001.95 97.30 85 115

Aluminum 05/03/20240.0250 2.0001.92 95.80 85 115

Antimony 05/03/20240.0500 0.50000.475 95.00 85 115

Antimony 05/03/20240.0500 0.50000.480 96.00 85 115

Arsenic 05/03/20240.0250 0.50000.502 100.30 85 115

Arsenic 05/03/20240.0250 0.50000.496 99.20 85 115

Barium 05/03/20240.0025 2.0001.91 95.70 85 115

Barium 05/03/20240.0025 2.0001.93 96.70 85 115

Beryllium 05/03/20240.0005 0.05000.0486 97.20 85 115

Beryllium 05/03/20240.0005 0.05000.0485 97.00 85 115

Boron 05/03/20240.0200 0.50000.479 95.80 85 115

Boron 05/03/20240.0200 0.50000.477 95.40 85 115

Cadmium 05/03/20240.0020 0.05000.0503 100.60 85 115

Cadmium 05/03/20240.0020 0.05000.0503 100.60 85 115

Calcium 05/06/20240.100 2.5002.45 97.80 85 115

Calcium 05/03/20240.100 2.5002.32 92.90 85 115

Calcium 05/03/20240.100 2.5002.30 92.10 85 115

Chromium 05/03/20240.0050 0.20000.190 95.10 85 115

Chromium 05/03/20240.0050 0.20000.189 94.60 85 115

Cobalt 05/03/20240.0050 0.50000.479 95.80 85 115

Cobalt 05/03/20240.0050 0.50000.478 95.60 85 115

Copper 05/03/20240.0050 0.25000.240 96.00 85 115

Copper 05/03/20240.0050 0.25000.238 95.30 85 115

Iron 05/03/20240.0400 2.0001.91 95.50 85 115

Iron 05/03/20240.0400 2.0001.92 95.90 85 115

Lead 05/03/20240.0150 0.50000.479 95.80 85 115

Lead 05/03/20240.0150 0.50000.478 95.60 85 115

Magnesium 05/06/20240.050 2.5002.28 91.10 85 115

Manganese 05/03/20240.0070 0.50000.480 96.00 85 115

Manganese 05/03/20240.0070 0.50000.479 95.80 85 115

Molybdenum 05/03/20240.0100 0.50000.450 90.00 85 115

Molybdenum 05/03/20240.0100 0.50000.450 90.00 85 115

Nickel 05/03/20240.0050 0.50000.483 96.50 85 115

Nickel 05/03/20240.0050 0.50000.482 96.50 85 115

Potassium 05/06/20240.100 2.5002.70 108.10 85 115

Potassium 05/03/20240.100 2.5002.59 103.50 85 115
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: LCS-222415

SampType: LCS mg/LUnits222415Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Potassium 05/03/20240.100 2.5002.61 104.60 85 115

Selenium 05/03/20240.0400 0.50000.499 99.90 85 115

Selenium 05/03/20240.0400 0.50000.498 99.60 85 115

Silver S 05/03/20240.0070 0.05000.0412 82.40 85 115

Sodium B 05/06/20240.050 2.5002.51 100.60 85 115

Sodium B 05/03/20240.0500 2.5002.46 98.60 85 115

Thallium 05/03/20240.0500 0.25000.234 93.60 85 115

Thallium 05/03/20240.0500 0.25000.239 95.60 85 115

Vanadium 05/03/20240.0100 0.50000.476 95.30 85 115

Vanadium 05/03/20240.0100 0.50000.480 95.90 85 115

Zinc 05/03/20240.0100 0.50000.490 97.90 85 115

Zinc 05/03/20240.0100 0.50000.491 98.20 85 115

SampID: 24041541-010GMS

SampType: MS mg/LUnits222415Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 05/03/20240.100 2.50079.7 42.878.60 75 125

Magnesium S 05/06/20240.050 2.50037.0 57.835.54 75 125

Potassium 05/03/20240.100 2.5002.98 103.20.3980 75 125

Sodium B 05/03/20240.050 2.50035.8 82.033.71 75 125

SampID: 24041541-010GMSD

SampType: MSD mg/LUnits222415Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 05/03/20240.100 2.50079.8 47.2 0.1478.60 79.67

Magnesium S 05/06/20240.050 2.50037.1 62.5 0.3235.54 36.99

Potassium 05/03/20240.100 2.5003.00 104.0 0.650.3980 2.978

Sodium B 05/03/20240.050 2.50035.9 87.2 0.3633.71 35.76

SampID: 24042405-002CMS

SampType: MS mg/LUnits222415Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Iron 05/03/20240.0400 2.0001.89 94.50 75 125

Manganese S 05/03/20240.0070 0.500017.6 57.417.34 75 125
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: 24042405-002CMSD

SampType: MSD mg/LUnits222415Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Iron 05/03/20240.0400 2.0001.92 95.9 1.470 1.890

Manganese S 05/03/20240.0070 0.500017.5 26.2 0.8917.34 17.63

SampID: 24041541-018GMS

SampType: MS mg/LUnits222458Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 05/14/20240.100 5.00080.9 -1.280.99 75 125

Magnesium S 05/14/20240.050 5.00039.9 46.437.55 75 125

Potassium 05/14/20240.100 5.0005.37 98.20.4665 75 125

Sodium S 05/14/20240.050 5.00065.9 39.063.97 75 125

SampID: 24041541-018GMSD

SampType: MSD mg/LUnits222458Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 05/14/20240.100 5.00080.4 -12.6 0.7180.99 80.93

Magnesium S 05/14/20240.050 5.00039.3 35.7 1.3437.55 39.87

Potassium 05/14/20240.100 5.0005.12 93.0 4.860.4665 5.374

Sodium S 05/14/20240.050 5.00064.3 5.8 2.5563.97 65.92

SampID: 24050001-008EMS

SampType: MS mg/LUnits222458Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Magnesium S 05/14/20240.050 2.50090.0 63.388.46 75 125

SampID: 24050001-008EMSD

SampType: MSD mg/LUnits222458Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Magnesium S 05/14/20240.050 2.50089.7 48.9 0.4088.46 90.04
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: MBLK-222460

SampType: MBLK mg/LUnits222460Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/03/20240.0250 0.0127< 0.0250 00 -100 100

Antimony 05/03/20240.0500 0.0068< 0.0500 00 -100 100

Arsenic 05/03/20240.0250 0.0087< 0.0250 00 -100 100

Barium 05/03/20240.0025 0.0007< 0.0025 00 -100 100

Beryllium 05/03/20240.0005 0.0002< 0.0005 00 -100 100

Boron 05/03/20240.0200 0.0090< 0.0200 00 -100 100

Cadmium 05/03/20240.0020 0.0005< 0.0020 00 -100 100

Calcium 05/03/20240.100 0.0350< 0.100 00 -100 100

Chromium 05/03/20240.0050 0.0028< 0.0050 00 -100 100

Cobalt 05/03/20240.0050 0.0020< 0.0050 00 -100 100

Copper 05/03/20240.0050 0.0013< 0.0050 00 -100 100

Iron 05/03/20240.0400 0.0200< 0.0400 00 -100 100

Lead 05/03/20240.0150 0.0014< 0.0150 00 -100 100

Magnesium 05/03/20240.0500 0.0055< 0.0500 00 -100 100

Manganese 05/03/20240.0070 0.0025< 0.0070 00 -100 100

Molybdenum 05/03/20240.0100 0.0037< 0.0100 00 -100 100

Nickel 05/03/20240.0050 0.0016< 0.0050 00 -100 100

Potassium 05/03/20240.100 0.0400< 0.100 00 -100 100

Selenium 05/03/20240.0400 0.0170< 0.0400 00 -100 100

Silver 05/03/20240.0070 0.0027< 0.0070 00 -100 100

Sodium 05/03/20240.0500 0.0180< 0.0500 00 -100 100

Thallium 05/03/20240.0500 0.0111< 0.0500 00 -100 100

Vanadium 05/03/20240.0100 0.0009< 0.0100 00 -100 100

Zinc 05/03/20240.0100 0.0050< 0.0100 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: LCS-222460

SampType: LCS mg/LUnits222460Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/03/20240.0250 2.0001.83 91.50 85 115

Antimony 05/03/20240.0500 0.50000.461 92.20 85 115

Arsenic 05/03/20240.0250 0.50000.481 96.20 85 115

Barium 05/03/20240.0025 2.0001.84 92.10 85 115

Beryllium 05/03/20240.0005 0.05000.0463 92.60 85 115

Boron 05/03/20240.0200 0.50000.449 89.80 85 115

Cadmium 05/03/20240.0020 0.05000.0471 94.20 85 115

Calcium 05/03/20240.100 2.5002.33 93.00 85 115

Chromium 05/03/20240.0050 0.20000.187 93.60 85 115

Cobalt 05/03/20240.0050 0.50000.466 93.10 85 115

Copper 05/03/20240.0050 0.25000.234 93.50 85 115

Iron 05/03/20240.0400 2.0001.87 93.60 85 115

Lead 05/03/20240.0150 0.50000.470 94.10 85 115

Magnesium 05/03/20240.0500 2.5002.27 90.70 85 115

Manganese 05/03/20240.0070 0.50000.471 94.20 85 115

Molybdenum 05/03/20240.0100 0.50000.457 91.30 85 115

Nickel 05/03/20240.0050 0.50000.472 94.30 85 115

Potassium 05/03/20240.100 2.5002.39 95.70 85 115

Selenium 05/03/20240.0400 0.50000.463 92.70 85 115

Silver 05/03/20240.0070 0.05000.0444 88.80 85 115

Sodium 05/03/20240.0500 2.5002.36 94.30 85 115

Thallium 05/03/20240.0500 0.25000.235 93.80 85 115

Vanadium 05/03/20240.0100 0.50000.461 92.20 85 115

Zinc 05/03/20240.0100 0.50000.463 92.70 85 115

SampID: 24041541-004GMS

SampType: MS mg/LUnits222460Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/03/20240.100 2.50080.1 80.478.05 75 125

Magnesium 05/03/20240.050 2.50038.3 87.436.14 75 125

Potassium 05/03/20240.100 2.5002.88 96.70.4658 75 125

Sodium S 05/03/20240.050 2.50037.1 66.035.48 75 125
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: 24041541-004GMSD

SampType: MSD mg/LUnits222460Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 05/03/20240.100 2.50078.6 22.8 1.8178.05 80.06

Magnesium S 05/03/20240.050 2.50037.5 55.0 2.1436.14 38.32

Potassium 05/03/20240.100 2.5002.84 95.1 1.430.4658 2.884

Sodium S 05/03/20240.050 2.50036.4 35.6 2.0735.48 37.13

SampID: 24042405-005CMS

SampType: MS mg/LUnits222460Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Iron 05/03/20240.0400 2.0001.84 92.00 75 125

Manganese 05/03/20240.0070 0.50004.73 85.74.300 75 125

SampID: 24042405-005CMSD

SampType: MSD mg/LUnits222460Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Iron 05/03/20240.0400 2.0001.85 92.4 0.400 1.841

Manganese 05/03/20240.0070 0.50004.78 96.6 1.154.300 4.729

SampID: MBLK-222799

SampType: MBLK mg/LUnits222799Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/13/20240.100 0.0350< 0.100 00 -100 100

Magnesium 05/13/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 05/13/20240.100 0.0400< 0.100 00 -100 100

Sodium 05/13/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-222799

SampType: LCS mg/LUnits222799Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/13/20240.100 2.5002.39 95.60 85 115

Magnesium 05/13/20240.0500 2.5002.20 88.10 85 115

Potassium 05/13/20240.100 2.5002.62 104.90 85 115

Sodium 05/13/20240.0500 2.5002.45 98.10 85 115
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (DISSOLVED)

SampID: 24050464-001GMS

SampType: MS mg/LUnits222799Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 05/13/20240.100 2.50061.5 22.060.91 75 125

Magnesium S 05/13/20240.050 2.50025.8 62.524.20 75 125

Potassium 05/13/20240.100 2.5003.20 109.00.4808 75 125

Sodium S 05/13/20240.050 2.50052.7 53.651.33 75 125

SampID: 24050464-001GMSD

SampType: MSD mg/LUnits222799Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 05/13/20240.100 2.50061.6 29.2 0.2960.91 61.46

Magnesium S 05/13/20240.050 2.50025.8 62.4 0.0124.20 25.77

Potassium 05/13/20240.100 2.5003.17 107.7 0.990.4808 3.205

Sodium S 05/13/20240.050 2.50052.4 42.8 0.5151.33 52.67

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: MBLK-222328

SampType: MBLK mg/LUnits222328Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cadmium 05/03/20240.0020 0.0005< 0.0020 00 -100 100

Calcium 05/02/20240.100 0.0350< 0.100 00 -100 100

Magnesium 05/03/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 05/02/20240.100 0.0400< 0.100 00 -100 100

Sodium S 05/02/20240.0500 0.01800.0658 365.60 -100 100

SampID: LCS-222328

SampType: LCS mg/LUnits222328Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cadmium 05/03/20240.0020 0.05000.0502 100.40 85 115

Calcium 05/02/20240.100 2.5002.52 100.70 85 115

Magnesium 05/03/20240.0500 2.5002.49 99.80 85 115

Potassium 05/02/20240.100 2.5002.63 105.20 85 115

Sodium B 05/02/20240.0500 2.5002.57 102.60 85 115
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541
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SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: 24041541-069BMS

SampType: MS mg/LUnits222328Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 05/02/20240.100 2.500590 735.2572.0 75 125

Magnesium S 05/03/20240.050 2.500313 490.6300.9 75 125

Potassium 05/02/20240.100 2.5006.50 111.93.700 75 125

Sodium BS 05/02/20240.050 2.500135 163.2131.4 75 125

SampID: 24041541-069BMSD

SampType: MSD mg/LUnits222328Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 05/02/20240.100 2.500551 -824.4 6.83572.0 590.4

Magnesium S 05/03/20240.050 2.500295 -235.8 5.97300.9 313.2

Potassium 05/02/20240.100 2.5006.25 102.1 3.853.700 6.496

Sodium BS 05/02/20240.050 2.500129 -97.6 4.93131.4 135.5
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: MBLK-222392

SampType: MBLK mg/LUnits222392Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/03/20240.0250 0.0127< 0.0250 00 -100 100

Antimony 05/03/20240.0500 0.0068< 0.0500 00 -100 100

Arsenic 05/03/20240.0250 0.0087< 0.0250 00 -100 100

Barium 05/03/20240.0025 0.0007< 0.0025 00 -100 100

Beryllium 05/03/20240.0005 0.0002< 0.0005 00 -100 100

Boron 05/03/20240.0200 0.0090< 0.0200 00 -100 100

Cadmium 05/03/20240.0020 0.0005< 0.0020 00 -100 100

Calcium 05/03/20240.100 0.0350< 0.100 00 -100 100

Chromium 05/03/20240.0050 0.0028< 0.0050 00 -100 100

Cobalt 05/03/20240.0050 0.0020< 0.0050 00 -100 100

Copper 05/03/20240.0050 0.0013< 0.0050 00 -100 100

Iron 05/03/20240.0400 0.0200< 0.0400 00 -100 100

Lead 05/03/20240.0150 0.0040< 0.0150 00 -100 100

Magnesium 05/03/20240.0500 0.0055< 0.0500 00 -100 100

Manganese 05/03/20240.0070 0.0025< 0.0070 00 -100 100

Molybdenum 05/03/20240.0100 0.0037< 0.0100 00 -100 100

Nickel 05/03/20240.0050 0.0016< 0.0050 00 -100 100

Potassium 05/03/20240.100 0.0400< 0.100 00 -100 100

Selenium 05/03/20240.0400 0.0170< 0.0400 00 -100 100

Silver 05/03/20240.0070 0.0027< 0.0070 00 -100 100

Sodium 05/03/20240.0500 0.0180< 0.0500 00 -100 100

Thallium 05/03/20240.0500 0.0111< 0.0500 00 -100 100

Vanadium 05/03/20240.0100 0.0009< 0.0100 00 -100 100

Zinc 05/03/20240.0100 0.0050< 0.0100 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: LCS-222392

SampType: LCS mg/LUnits222392Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/03/20240.0250 2.0001.92 96.10 85 115

Antimony 05/03/20240.0500 0.50000.506 101.30 85 115

Arsenic 05/03/20240.0250 0.50000.518 103.60 85 115

Barium 05/03/20240.0025 2.0001.94 97.00 85 115

Beryllium 05/03/20240.0005 0.05000.0498 99.60 85 115

Boron 05/03/20240.0200 0.50000.478 95.70 85 115

Cadmium 05/03/20240.0020 0.05000.0512 102.40 85 115

Calcium 05/03/20240.100 2.5002.46 98.30 85 115

Chromium 05/03/20240.0050 0.20000.198 99.20 85 115

Cobalt 05/03/20240.0050 0.50000.497 99.40 85 115

Copper 05/03/20240.0050 0.25000.246 98.20 85 115

Iron 05/03/20240.0400 2.0002.07 103.50 85 115

Lead 05/03/20240.0150 0.50000.503 100.50 85 115

Magnesium 05/03/20240.0500 2.5002.44 97.70 85 115

Manganese 05/03/20240.0070 0.50000.501 100.20 85 115

Molybdenum 05/03/20240.0100 0.50000.486 97.20 85 115

Nickel 05/03/20240.0050 0.50000.505 100.90 85 115

Potassium 05/03/20240.100 2.5002.48 99.10 85 115

Selenium 05/03/20240.0400 0.50000.505 101.00 85 115

Silver 05/03/20240.0070 0.05000.0470 94.00 85 115

Sodium 05/03/20240.0500 2.5002.47 98.60 85 115

Thallium 05/03/20240.0500 0.25000.244 97.50 85 115

Vanadium 05/03/20240.0100 0.50000.489 97.90 85 115

Zinc 05/03/20240.0100 0.50000.496 99.20 85 115

SampID: 24050131-005BMS

SampType: MS mg/LUnits222392Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Cadmium 05/03/20240.0020 0.05000.0529 102.80.001500 75 125

Calcium 05/03/20240.100 2.50048.4 84.446.28 75 125

Magnesium 05/03/20240.0500 2.5006.09 97.13.663 75 125

Zinc 05/03/20240.0100 0.50000.848 101.00.3432 75 125

Page 167 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: 24050131-005BMSD

SampType: MSD mg/LUnits222392Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Cadmium 05/03/20240.0020 0.05000.0524 101.8 0.950.001500 0.05290

Calcium 05/03/20240.100 2.50048.8 100.0 0.8046.28 48.39

Magnesium 05/03/20240.0500 2.5006.10 97.4 0.093.663 6.092

Zinc 05/03/20240.0100 0.50000.847 100.8 0.130.3432 0.8482

SampID: 24050189-001BMS

SampType: MS mg/LUnits222392Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Chromium 05/03/20240.0050 0.20000.192 96.00 75 125

SampID: 24050189-001BMSD

SampType: MSD mg/LUnits222392Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Chromium 05/03/20240.0050 0.20000.190 95.1 0.990 0.1920

SampID: MBLK-222414

SampType: MBLK mg/LUnits222414Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/07/20240.100 0.0350< 0.100 00 -100 100

Magnesium 05/07/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 05/07/20240.100 0.0400< 0.100 00 -100 100

Sodium 05/07/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-222414

SampType: LCS mg/LUnits222414Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/07/20240.100 2.5002.64 105.50 85 115

Magnesium 05/07/20240.0500 2.5002.48 99.20 85 115

Potassium 05/07/20240.100 2.5002.70 108.20 85 115

Sodium 05/07/20240.0500 2.5002.69 107.70 85 115
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541
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SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: MBLK-222461

SampType: MBLK mg/LUnits222461Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/06/20240.100 0.0350< 0.100 00 -100 100

Magnesium 05/06/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 05/06/20240.100 0.0400< 0.100 00 -100 100

Sodium 05/06/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-222461

SampType: LCS mg/LUnits222461Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/06/20240.100 2.5002.58 103.20 85 115

Magnesium 05/06/20240.0500 2.5002.60 104.10 85 115

Potassium 05/06/20240.100 2.5002.61 104.20 85 115

Sodium 05/06/20240.0500 2.5002.47 98.70 85 115

SampID: 24050273-001BMS

SampType: MS mg/LUnits222461Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 05/06/20240.100 2.50071.0 66.069.40 75 125

Magnesium 05/06/20240.050 2.50018.6 85.216.49 75 125

Sodium 05/07/20240.050 2.50010.3 105.67.700 75 125

SampID: 24050273-001BMSD

SampType: MSD mg/LUnits222461Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium 05/06/20240.100 2.50071.5 83.6 0.6269.40 71.05

Magnesium 05/06/20240.050 2.50018.7 87.7 0.3516.49 18.62

Sodium 05/07/20240.050 2.50010.2 100.8 1.177.700 10.34

SampID: MBLK-222639

SampType: MBLK mg/LUnits222639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/08/20240.100 0.0350< 0.100 00 -100 100

Magnesium 05/08/20240.050 0.0055< 0.050 00 -100 100

Potassium 05/08/20240.100 0.0400< 0.100 00 -100 100

Sodium 05/08/20240.050 0.0180< 0.050 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541
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SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: LCS-222639

SampType: LCS mg/LUnits222639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/08/20240.100 2.5002.66 106.30 85 115

Magnesium 05/08/20240.050 2.5002.43 97.20 85 115

Potassium 05/08/20240.100 2.5002.68 107.00 85 115

Sodium 05/08/20240.050 2.5002.57 102.80 85 115

SampID: 24041541-053CMS

SampType: MS mg/LUnits222639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/08/20240.100 2.50082.6 80.480.55 75 125

Magnesium S 05/08/20240.050 2.50039.2 71.437.46 75 125

Potassium 05/08/20240.100 2.5003.66 108.70.9379 75 125

Sodium 05/08/20240.050 2.50057.5 77.255.60 75 125

SampID: 24041541-053CMSD

SampType: MSD mg/LUnits222639Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 05/08/20240.100 2.50082.0 59.2 0.6480.55 82.56

Magnesium S 05/08/20240.050 2.50038.9 56.3 0.9637.46 39.25

Potassium 05/08/20240.100 2.5003.53 103.8 3.430.9379 3.656

Sodium S 05/08/20240.050 2.50055.7 5.6 3.1655.60 57.53

SampID: MBLK-222656

SampType: MBLK mg/LUnits222656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/10/20240.100 0.0350< 0.100 00 -100 100

Magnesium 05/10/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 05/10/20240.100 0.0400< 0.100 00 -100 100

Sodium 05/10/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-222656

SampType: LCS mg/LUnits222656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/10/20240.100 2.5002.66 106.40 85 115

Magnesium 05/10/20240.0500 2.5002.52 100.90 85 115

Potassium 05/10/20240.100 2.5002.79 111.40 85 115

Sodium 05/10/20240.0500 2.5002.68 107.00 85 115
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541
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SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: 24041541-092BMS

SampType: MS mg/LUnits222656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 05/10/20240.100 2.500226 419.6215.5 75 125

Magnesium S 05/10/20240.050 2.50026.4 137.022.94 75 125

Potassium S 05/16/20241.00 2.50024.3 136.720.84 75 125

Sodium S 05/10/20240.050 2.50071.6 160.867.61 75 125

SampID: 24041541-092BMSD

SampType: MSD mg/LUnits222656Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 05/10/20240.100 2.500233 711.6 3.18215.5 226.0

Magnesium S 05/10/20240.050 2.50027.3 173.7 3.4222.94 26.37

Potassium S 05/16/20241.00 2.50024.5 144.2 0.7820.84 24.26

Sodium S 05/10/20240.050 2.50073.4 230.8 2.4167.61 71.63

SampID: MBLK-222728

SampType: MBLK mg/LUnits222728Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/10/20240.100 0.0350< 0.100 00 -100 100

Magnesium 05/10/20240.0500 0.0055< 0.0500 00 -100 100

Potassium 05/10/20240.100 0.0400< 0.100 00 -100 100

Sodium 05/10/20240.0500 0.0180< 0.0500 00 -100 100

SampID: LCS-222728

SampType: LCS mg/LUnits222728Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium 05/10/20240.100 2.5002.63 105.10 85 115

Magnesium 05/10/20240.0500 2.5002.51 100.50 85 115

Potassium 05/10/20240.100 2.5002.67 106.90 85 115

Sodium 05/10/20240.0500 2.5002.58 103.20 85 115

SampID: 24041541-002BMS

SampType: MS mg/LUnits222728Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Calcium S 05/10/20240.100 2.500130 19.2129.9 75 125

Magnesium S 05/10/20240.050 2.50059.5 64.957.92 75 125

Potassium 05/10/20240.100 2.5004.55 109.61.810 75 125

Sodium S 05/10/20240.050 2.50078.5 -16.078.93 75 125
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6010B, METALS BY ICP (TOTAL)

SampID: 24041541-002BMSD

SampType: MSD mg/LUnits222728Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Calcium S 05/10/20240.100 2.500128 -65.2 1.63129.9 130.4

Magnesium S 05/10/20240.050 2.50058.7 31.0 1.4357.92 59.54

Potassium 05/10/20240.100 2.5004.51 108.0 0.861.810 4.549

Sodium S 05/10/20240.050 2.50076.9 -82.4 2.1478.93 78.53

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: MBLK-222322

SampType: MBLK µg/LUnits222322Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/09/202425.0 12.50< 25.0 00 -100 100

Antimony S 05/03/20241.0 0.45002.0 454.70 -100 100

Antimony 05/07/20241.0 0.4500< 1.0 00 -100 100

Arsenic 05/07/20241.0 0.3750< 1.0 00 -100 100

Barium 05/03/20241.0 0.7000< 1.0 00 -100 100

Beryllium 05/03/20241.0 0.2500< 1.0 00 -100 100

Boron 05/03/202425.0 9.250< 25.0 00 -100 100

Cadmium 05/03/20241.0 0.1340< 1.0 00 -100 100

Chromium 05/03/20241.5 0.7000< 1.5 00 -100 100

Cobalt 05/03/20241.0 0.1150< 1.0 00 -100 100

Copper 05/06/20241.0 0.3000< 1.0 00 -100 100

Iron 05/03/202425.0 11.50< 25.0 00 -100 100

Lead 05/03/20241.0 0.6000< 1.0 00 -100 100

Manganese 05/03/20242.0 0.7500< 2.0 00 -100 100

Molybdenum 05/03/20241.5 0.6000< 1.5 00 -100 100

Nickel 05/03/20241.0 0.4300< 1.0 00 -100 100

Selenium 05/03/20241.0 0.6000< 1.0 00 -100 100

Silver 05/03/20241.0 0.1000< 1.0 00 -100 100

Thallium 05/03/20242.0 0.9500< 2.0 00 -100 100

Vanadium 05/03/20245.0 5.000< 5.0 00 -100 100

Zinc 05/03/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: LCS-222322

SampType: LCS µg/LUnits222322Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/09/202425.0 20001800 89.80 80 120

Antimony B 05/03/20241.0 500.0440 87.90 80 120

Antimony 05/07/20241.0 500.0447 89.50 80 120

Arsenic 05/07/20241.0 500.0473 94.70 80 120

Barium 05/03/20241.0 20002130 106.60 80 120

Beryllium 05/03/20241.0 50.0046.0 92.10 80 120

Boron 05/03/202425.0 500.0471 94.20 80 120

Cadmium 05/03/20241.0 50.0052.2 104.50 80 120

Chromium 05/03/20241.5 200.0194 96.80 80 120

Cobalt 05/03/20241.0 500.0454 90.80 80 120

Copper 05/06/20241.0 250.0223 89.10 80 120

Iron 05/03/202425.0 20001850 92.30 80 120

Lead 05/03/20241.0 500.0461 92.10 80 120

Manganese 05/03/20242.0 500.0489 97.90 80 120

Molybdenum 05/03/20241.5 500.0437 87.50 80 120

Nickel 05/03/20241.0 500.0454 90.80 80 120

Selenium 05/03/20241.0 500.0481 96.30 80 120

Silver 05/03/20241.0 50.0045.9 91.70 80 120

Thallium 05/03/20242.0 250.0229 91.50 80 120

Vanadium 05/03/20245.0 500.0448 89.60 80 120

Zinc 05/03/202415.0 500.0443 88.60 80 120

Page 173 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24041541-022CMS

SampType: MS µg/LUnits222322Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 05/07/20241.0 500.0478 95.50 75 125

Arsenic 05/07/20241.0 500.0487 97.40 75 125

Barium 05/03/20241.0 20002130 102.970.24 75 125

Beryllium 05/03/20241.0 50.0045.8 91.60 75 125

Boron 05/03/202425.0 500.0474 94.80 75 125

Cadmium 05/03/20241.0 50.0051.1 102.30 75 125

Chromium 05/03/20241.5 200.0180 89.60.9334 75 125

Cobalt 05/03/20241.0 500.0427 85.40 75 125

Copper 05/06/20241.0 250.0215 85.61.306 75 125

Iron 05/03/202425.0 20001770 88.30 75 125

Lead 05/03/20241.0 500.0460 92.10 75 125

Manganese 05/03/20242.0 500.0489 89.342.22 75 125

Nickel 05/03/20241.0 500.0420 83.90.5959 75 125

Selenium 05/03/20241.0 500.0469 93.80 75 125

Silver 05/03/20241.0 50.0044.0 88.00 75 125

Thallium 05/03/20242.0 250.0221 88.50 75 125

Vanadium 05/03/20245.0 500.0427 85.40 75 125

Zinc 05/03/202415.0 500.0420 84.10 75 125
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24041541-022CMSD

SampType: MSD µg/LUnits222322Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 05/07/20241.0 500.0463 92.5 3.170 477.5

Arsenic 05/07/20241.0 500.0461 92.2 5.510 486.9

Barium 05/03/20241.0 20002090 100.9 1.8470.24 2128

Beryllium 05/03/20241.0 50.0044.9 89.7 2.030 45.79

Boron 05/03/202425.0 500.0460 91.9 3.080 473.9

Cadmium 05/03/20241.0 50.0050.1 100.2 2.040 51.15

Chromium 05/03/20241.5 200.0174 86.3 3.640.9334 180.0

Cobalt 05/03/20241.0 500.0416 83.3 2.460 426.8

Copper 05/06/20241.0 250.0216 85.9 0.411.306 215.3

Iron 05/03/202425.0 20001720 85.9 2.810 1767

Lead 05/03/20241.0 500.0451 90.2 2.080 460.5

Manganese 05/03/20242.0 500.0477 87.0 2.3842.22 488.7

Nickel 05/03/20241.0 500.0414 82.7 1.430.5959 420.0

Selenium 05/03/20241.0 500.0449 89.7 4.390 468.9

Silver 05/03/20241.0 50.0042.9 85.7 2.570 43.98

Thallium 05/03/20242.0 250.0218 87.2 1.490 221.2

Vanadium 05/03/20245.0 500.0423 84.6 1.000 427.0

Zinc 05/03/202415.0 500.0407 81.4 3.170 420.4

SampID: 24042058-006GMS

SampType: MS µg/LUnits222322Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony B 05/03/20241.0 500.0430 86.00 75 125

Arsenic 05/07/20241.0 500.0470 94.00 75 125

Lead 05/03/20241.0 500.0451 90.20 75 125

Selenium 05/03/20241.0 500.0449 89.80 75 125

Thallium 05/03/20242.0 250.0220 87.90 75 125

SampID: 24042058-006GMSD

SampType: MSD µg/LUnits222322Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony B 05/03/20241.0 500.0450 90.0 4.580 429.9

Arsenic 05/07/20241.0 500.0474 94.7 0.790 469.9

Lead 05/03/20241.0 500.0449 89.8 0.520 451.1

Selenium 05/03/20241.0 500.0461 92.1 2.490 449.2

Thallium 05/03/20242.0 250.0221 88.3 0.460 219.8
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: MBLK-222415

SampType: MBLK µg/LUnits222415Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/09/202425.0 12.50< 25.0 00 -100 100

Antimony 05/10/20241.0 0.4500< 1.0 00 -100 100

Arsenic 05/07/20241.0 0.3750< 1.0 00 -100 100

Barium 05/07/20241.0 0.7000< 1.0 00 -100 100

Beryllium 05/08/20241.0 0.2500< 1.0 00 -100 100

Boron 05/08/202425.0 9.250< 25.0 00 -100 100

Cadmium 05/07/20241.0 0.1340< 1.0 00 -100 100

Chromium 05/08/20241.5 0.7000< 1.5 00 -100 100

Cobalt 05/08/20241.0 0.1150< 1.0 00 -100 100

Copper 05/08/20241.0 0.3000< 1.0 00 -100 100

Iron 05/08/202425.0 11.50< 25.0 00 -100 100

Lead 05/07/20241.0 0.6000< 1.0 00 -100 100

Manganese 05/08/20242.0 0.7500< 2.0 00 -100 100

Molybdenum 05/07/20241.5 0.6000< 1.5 00 -100 100

Nickel 05/08/20241.0 0.4300< 1.0 00 -100 100

Selenium 05/07/20241.0 0.6000< 1.0 00 -100 100

Silver 05/07/20241.0 0.1000< 1.0 00 -100 100

Thallium 05/07/20242.0 0.9500< 2.0 00 -100 100

Vanadium 05/08/20245.0 5.000< 5.0 00 -100 100

Zinc 05/08/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: LCS-222415

SampType: LCS µg/LUnits222415Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/09/202425.0 20001880 93.80 80 120

Antimony 05/10/20241.0 500.0513 102.50 80 120

Arsenic 05/07/20241.0 500.0507 101.40 80 120

Barium 05/07/20241.0 20002290 114.60 80 120

Beryllium 05/08/20241.0 50.0046.9 93.90 80 120

Boron 05/08/202425.0 500.0485 96.90 80 120

Cadmium 05/07/20241.0 50.0050.6 101.20 80 120

Chromium 05/08/20241.5 200.0195 97.70 80 120

Cobalt 05/08/20241.0 500.0475 95.00 80 120

Copper 05/08/20241.0 250.0242 96.80 80 120

Iron 05/08/202425.0 20001810 90.30 80 120

Lead 05/07/20241.0 500.0507 101.50 80 120

Manganese 05/08/20242.0 500.0492 98.30 80 120

Molybdenum 05/07/20241.5 500.0487 97.30 80 120

Nickel 05/08/20241.0 500.0469 93.80 80 120

Selenium 05/07/20241.0 500.0537 107.50 80 120

Silver 05/10/20241.0 50.0042.4 84.80 80 120

Thallium 05/07/20242.0 250.0247 98.70 80 120

Vanadium 05/08/20245.0 500.0456 91.20 80 120

Zinc 05/08/202415.0 500.0451 90.30 80 120

SampID: 24041541-010GMS

SampType: MS µg/LUnits222415Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 05/10/20241.0 500.0438 87.60 75 125

Arsenic 05/07/20241.0 500.0524 104.80 75 125

Barium 05/07/20241.0 20002310 113.151.62 75 125

Boron 05/08/202425.0 500.0490 98.10 75 125

Cadmium 05/07/20241.0 50.0050.3 100.60 75 125

Chromium 05/08/20241.5 200.0192 95.80 75 125

Cobalt 05/08/20241.0 500.0465 93.00 75 125

Lead 05/07/20241.0 500.0511 102.30 75 125

Manganese 05/08/20242.0 500.0528 98.038.57 75 125

Zinc 05/08/202415.0 500.0454 90.80 75 125
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24041541-010GMSD

SampType: MSD µg/LUnits222415Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 05/10/20241.0 500.0458 91.7 4.590 437.8

Arsenic 05/07/20241.0 500.0510 102.0 2.740 523.9

Barium 05/07/20241.0 20002270 110.9 1.9351.62 2313

Boron 05/08/202425.0 500.0466 93.3 5.020 490.4

Cadmium 05/07/20241.0 50.0049.6 99.2 1.480 50.32

Chromium 05/08/20241.5 200.0183 91.4 4.670 191.5

Cobalt 05/08/20241.0 500.0440 88.0 5.610 465.1

Lead 05/07/20241.0 500.0501 100.2 2.050 511.3

Manganese 05/08/20242.0 500.0497 91.6 6.2338.57 528.5

Zinc 05/08/202415.0 500.0417 83.4 8.460 454.0

SampID: MBLK-222458

SampType: MBLK µg/LUnits222458Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/14/202425.0 12.50< 25.0 00 -100 100

Antimony 05/14/20241.0 0.4500< 1.0 00 -100 100

Arsenic 05/14/20241.0 0.3750< 1.0 00 -100 100

Barium 05/14/20241.0 0.7000< 1.0 00 -100 100

Beryllium 05/14/20241.0 0.2500< 1.0 00 -100 100

Boron 05/14/202425.0 9.250< 25.0 00 -100 100

Cadmium 05/14/20241.0 0.1340< 1.0 00 -100 100

Chromium 05/14/20241.5 0.7000< 1.5 00 -100 100

Chromium 05/15/20241.5 0.7000< 1.5 00 -100 100

Cobalt 05/14/20241.0 0.1150< 1.0 00 -100 100

Copper 05/14/20241.0 0.3000< 1.0 00 -100 100

Iron 05/14/202425.0 11.50< 25.0 00 -100 100

Lead 05/14/20241.0 0.6000< 1.0 00 -100 100

Manganese 05/14/20242.0 0.7500< 2.0 00 -100 100

Molybdenum 05/14/20241.5 0.6000< 1.5 00 -100 100

Nickel 05/14/20241.0 0.4300< 1.0 00 -100 100

Selenium 05/14/20241.0 0.6000< 1.0 00 -100 100

Silver 05/14/20241.0 0.1000< 1.0 00 -100 100

Thallium 05/14/20242.0 0.9500< 2.0 00 -100 100

Vanadium 05/14/20245.0 5.000< 5.0 00 -100 100

Zinc 05/14/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: LCS-222458

SampType: LCS µg/LUnits222458Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/14/202425.0 20002360 117.90 80 120

Antimony 05/14/20241.0 500.0445 88.90 80 120

Arsenic 05/14/20241.0 500.0473 94.60 80 120

Barium 05/15/20241.0 20002100 105.00 80 120

Beryllium 05/14/20241.0 50.0057.7 115.40 80 120

Boron 05/14/202425.0 500.0564 112.90 80 120

Cadmium 05/14/20241.0 50.0059.5 119.10 80 120

Chromium 05/15/20241.5 200.0204 102.20 80 120

Cobalt 05/15/20241.0 500.0558 111.60 80 120

Copper 05/15/20241.0 250.0249 99.80 80 120

Iron 05/14/202425.0 20002330 116.60 80 120

Lead 05/15/20241.0 500.0508 101.60 80 120

Manganese 05/14/20242.0 500.0597 119.30 80 120

Molybdenum 05/14/20241.5 500.0545 109.00 80 120

Nickel 05/14/20241.0 500.0586 117.30 80 120

Selenium 05/14/20241.0 500.0572 114.50 80 120

Silver 05/14/20241.0 50.0055.6 111.10 80 120

Thallium 05/14/20242.0 250.0288 115.10 80 120

Vanadium 05/14/20245.0 500.0579 115.80 80 120

Zinc 05/14/202415.0 500.0556 111.30 80 120

SampID: 24041541-018GMS

SampType: MS µg/LUnits222458Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 05/16/20241.0 1000882 88.20 75 125

Arsenic 05/14/20241.0 10001020 102.30 75 125

Barium 05/15/20241.0 40004090 100.862.86 75 125

Boron 05/14/202425.0 10001050 104.09.949 75 125

Cadmium 05/15/20241.0 100.089.9 89.90 75 125

Chromium 05/15/20241.5 400.0343 85.40.9918 75 125

Cobalt 05/15/20241.0 1000909 90.90 75 125

Lead 05/15/20241.0 1000854 85.40 75 125

Manganese 05/14/20242.0 10001130 106.568.13 75 125

Zinc 05/14/202415.0 1000939 93.90 75 125
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24041541-018GMSD

SampType: MSD µg/LUnits222458Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 05/16/20241.0 1000900 90.0 2.030 881.6

Arsenic 05/14/20241.0 1000909 90.9 11.830 1023

Barium 05/15/20241.0 40003960 97.4 3.3362.86 4094

Boron 05/14/202425.0 1000903 89.3 15.009.949 1050

Cadmium 05/15/20241.0 100.085.0 85.0 5.560 89.87

Chromium 05/15/20241.5 400.0334 83.2 2.650.9918 342.6

Cobalt 05/15/20241.0 1000898 89.8 1.230 908.7

Lead 05/15/20241.0 1000857 85.7 0.340 853.6

Manganese 05/14/20242.0 1000992 92.4 13.2268.13 1133

Zinc 05/14/202415.0 1000829 82.9 12.460 939.3

SampID: 24050001-008EMS

SampType: MS µg/LUnits222458Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Arsenic 05/15/20241.0 500.0477 94.82.968 75 125

Lead 05/15/20241.0 500.0475 95.00 75 125

SampID: 24050001-008EMSD

SampType: MSD µg/LUnits222458Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Arsenic 05/15/20241.0 500.0490 97.5 2.752.968 476.9

Lead 05/15/20241.0 500.0484 96.8 1.910 475.0
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: MBLK-222460

SampType: MBLK µg/LUnits222460Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/08/202425.0 12.50< 25.0 00 -100 100

Antimony 05/08/20241.0 0.4500< 1.0 00 -100 100

Arsenic 05/07/20241.0 0.3750< 1.0 00 -100 100

Beryllium 05/08/20241.0 0.2500< 1.0 00 -100 100

Boron 05/08/202425.0 9.250< 25.0 00 -100 100

Cadmium 05/07/20241.0 0.1340< 1.0 00 -100 100

Chromium 05/08/20241.5 0.7000< 1.5 00 -100 100

Cobalt 05/08/20241.0 0.1150< 1.0 00 -100 100

Copper 05/08/20241.0 0.3000< 1.0 00 -100 100

Iron 05/08/202425.0 11.50< 25.0 00 -100 100

Lead 05/07/20241.0 0.6000< 1.0 00 -100 100

Manganese 05/08/20242.0 0.7500< 2.0 00 -100 100

Molybdenum 05/07/20241.5 0.6000< 1.5 00 -100 100

Nickel 05/08/20241.0 0.4300< 1.0 00 -100 100

Selenium 05/07/20241.0 0.6000< 1.0 00 -100 100

Silver 05/07/20241.0 0.1000< 1.0 00 -100 100

Thallium 05/07/20242.0 0.9500< 2.0 00 -100 100

Vanadium 05/08/20245.0 5.000< 5.0 00 -100 100

Zinc 05/08/202415.0 5.900< 15.0 00 -100 100

Page 181 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: LCS-222460

SampType: LCS µg/LUnits222460Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/08/202425.0 20001680 83.80 80 120

Antimony 05/08/20241.0 500.0440 88.00 80 120

Arsenic 05/07/20241.0 500.0473 94.70 80 120

Beryllium 05/08/20241.0 50.0043.9 87.90 80 120

Boron 05/08/202425.0 500.0441 88.30 80 120

Cadmium 05/07/20241.0 50.0047.2 94.30 80 120

Chromium 05/08/20241.5 200.0184 91.80 80 120

Cobalt 05/08/20241.0 500.0464 92.70 80 120

Copper 05/08/20241.0 250.0240 95.90 80 120

Iron 05/08/202425.0 20001730 86.60 80 120

Lead 05/07/20241.0 500.0477 95.40 80 120

Manganese 05/08/20242.0 500.0455 91.10 80 120

Molybdenum 05/07/20241.5 500.0479 95.90 80 120

Nickel 05/08/20241.0 500.0462 92.40 80 120

Selenium 05/07/20241.0 500.0495 99.00 80 120

Silver 05/07/20241.0 50.0043.3 86.70 80 120

Thallium 05/07/20242.0 250.0235 93.90 80 120

Vanadium 05/08/20245.0 500.0446 89.20 80 120

Zinc 05/08/202415.0 500.0411 82.30 80 120

SampID: 24041541-004GMS

SampType: MS µg/LUnits222460Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 05/08/20241.0 500.0424 84.80 75 125

Arsenic 05/07/20241.0 500.0478 95.50 75 125

Barium 05/07/20241.0 20002120 105.016.75 75 125

Boron 05/08/202425.0 500.0451 90.10 75 125

Cadmium 05/07/20241.0 50.0046.0 92.10 75 125

Chromium 05/08/20241.5 200.0179 89.20.7767 75 125

Cobalt 05/08/20241.0 500.0436 87.20 75 125

Lead 05/07/20241.0 500.0482 96.40 75 125

Manganese 05/08/20242.0 500.0453 90.60 75 125

Zinc 05/08/202415.0 500.0408 81.70 75 125
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24041541-004GMSD

SampType: MSD µg/LUnits222460Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 05/08/20241.0 500.0457 91.5 7.630 423.8

Arsenic 05/07/20241.0 500.0492 98.5 3.060 477.5

Barium 05/07/20241.0 20002170 107.5 2.3116.75 2117

Boron 05/08/202425.0 500.0470 94.0 4.190 450.5

Cadmium 05/07/20241.0 50.0046.8 93.7 1.700 46.04

Chromium 05/08/20241.5 200.0181 90.3 1.230.7767 179.2

Cobalt 05/08/20241.0 500.0444 88.8 1.780 436.2

Lead 05/07/20241.0 500.0486 97.2 0.820 481.9

Manganese 05/08/20242.0 500.0458 91.6 1.050 453.0

Zinc 05/08/202415.0 500.0400 80.1 2.020 408.4

SampID: MBLK-222799

SampType: MBLK µg/LUnits222799Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/14/202425.0 12.50< 25.0 00 -100 100

Antimony 05/14/20241.0 0.4500< 1.0 00 -100 100

Arsenic 05/14/20241.0 0.3750< 1.0 00 -100 100

Barium 05/14/20241.0 0.7000< 1.0 00 -100 100

Beryllium 05/14/20241.0 0.2500< 1.0 00 -100 100

Boron 05/14/202425.0 9.250< 25.0 00 -100 100

Cadmium 05/14/20241.0 0.1340< 1.0 00 -100 100

Chromium 05/14/20241.5 0.7000< 1.5 00 -100 100

Cobalt 05/14/20241.0 0.1150< 1.0 00 -100 100

Copper 05/14/20241.0 0.3000< 1.0 00 -100 100

Iron 05/14/202425.0 11.50< 25.0 00 -100 100

Lead 05/14/20241.0 0.6000< 1.0 00 -100 100

Manganese 05/14/20242.0 0.7500< 2.0 00 -100 100

Molybdenum 05/16/20241.5 0.6000< 1.5 00 -100 100

Nickel 05/14/20241.0 0.4300< 1.0 00 -100 100

Selenium 05/14/20241.0 0.6000< 1.0 00 -100 100

Silver 05/14/20241.0 0.1000< 1.0 00 -100 100

Vanadium 05/14/20245.0 5.000< 5.0 00 -100 100

Zinc S 05/14/202415.0 5.90016.5 280.30 -100 100

Page 183 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: LCS-222799

SampType: LCS µg/LUnits222799Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/14/202425.0 20001800 89.80 80 120

Antimony 05/14/20241.0 500.0435 86.90 80 120

Arsenic 05/14/20241.0 500.0464 92.90 80 120

Barium 05/14/20241.0 20001860 93.20 80 120

Beryllium 05/14/20241.0 50.0042.9 85.70 80 120

Boron 05/14/202425.0 500.0433 86.70 80 120

Cadmium 05/14/20241.0 50.0044.9 89.80 80 120

Chromium 05/14/20241.5 200.0187 93.50 80 120

Cobalt 05/14/20241.0 500.0448 89.50 80 120

Copper 05/14/20241.0 250.0227 90.80 80 120

Iron 05/14/202425.0 20001780 88.90 80 120

Lead 05/14/20241.0 500.0466 93.10 80 120

Manganese 05/14/20242.0 500.0458 91.60 80 120

Molybdenum 05/14/20241.5 500.0432 86.30 80 120

Nickel 05/14/20241.0 500.0447 89.30 80 120

Selenium 05/14/20241.0 500.0504 100.80 80 120

Silver 05/14/20241.0 50.0043.2 86.40 80 120

Thallium 05/14/20242.0 250.0228 91.30 80 120

Vanadium 05/14/20245.0 500.0447 89.30 80 120

Zinc B 05/14/202415.0 500.0418 83.60 80 120
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24041541-042DMS

SampType: MS µg/LUnits222799Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/14/202425.0 20001820 90.80 75 125

Antimony 05/14/20241.0 500.0499 99.80.5213 75 125

Arsenic 05/14/20241.0 500.0461 92.10 75 125

Barium 05/14/20241.0 20001860 91.433.16 75 125

Beryllium 05/14/20241.0 50.0046.4 92.80 75 125

Boron 05/14/202425.0 500.0461 92.20 75 125

Cadmium 05/14/20241.0 50.0046.7 93.40 75 125

Chromium 05/14/20241.5 200.0188 93.50.8191 75 125

Cobalt 05/14/20241.0 500.0451 90.10 75 125

Copper 05/14/20241.0 250.0227 90.90 75 125

Iron 05/14/202425.0 20001820 89.622.62 75 125

Lead 05/14/20241.0 500.0460 92.00 75 125

Manganese 05/14/20242.0 500.0494 92.033.81 75 125

Molybdenum 05/17/20241.5 500.0426 85.10 75 125

Nickel 05/14/20241.0 500.0453 90.70 75 125

Selenium 05/14/20241.0 500.0459 91.60.7015 75 125

Silver 05/14/20241.0 50.0042.9 85.80 75 125

Thallium 05/14/20242.0 250.0217 86.80 75 125

Vanadium 05/14/20245.0 500.0453 90.50 75 125

Zinc B 05/14/202415.0 500.0433 86.60 75 125
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24041541-042DMSD

SampType: MSD µg/LUnits222799Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Aluminum 05/14/202425.0 20001830 91.5 0.830 1815

Antimony 05/14/20241.0 500.0503 100.5 0.790.5213 499.3

Arsenic 05/14/20241.0 500.0454 90.7 1.540 460.6

Barium 05/14/20241.0 20001880 92.5 1.2033.16 1860

Beryllium 05/14/20241.0 50.0045.9 91.8 1.070 46.42

Boron 05/14/202425.0 500.0463 92.5 0.360 461.0

Cadmium 05/14/20241.0 50.0046.5 92.9 0.490 46.70

Chromium 05/14/20241.5 200.0188 93.6 0.150.8191 187.8

Cobalt 05/14/20241.0 500.0447 89.4 0.780 450.6

Copper 05/14/20241.0 250.0224 89.6 1.350 227.1

Iron 05/14/202425.0 20001810 89.5 0.2122.62 1816

Lead 05/14/20241.0 500.0459 91.8 0.280 460.2

Manganese 05/14/20242.0 500.0491 91.4 0.6533.81 493.8

Molybdenum 05/17/20241.5 500.0428 85.7 0.640 425.7

Nickel 05/14/20241.0 500.0445 89.0 1.850 453.3

Selenium 05/14/20241.0 500.0450 89.9 1.880.7015 458.8

Silver 05/14/20241.0 50.0043.0 86.0 0.250 42.88

Thallium 05/14/20242.0 250.0218 87.2 0.500 217.0

Vanadium 05/14/20245.0 500.0453 90.7 0.150 452.6

Zinc B 05/14/202415.0 500.0427 85.5 1.280 432.9

SampID: 24050464-001GMS

SampType: MS µg/LUnits222799Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 05/16/20241.0 500.0473 94.70 75 125

Arsenic 05/16/20241.0 500.0500 100.10 75 125

Lead 05/16/20241.0 500.0500 100.00 75 125

Selenium 05/16/20241.0 500.0512 102.40 75 125

Thallium 05/16/20242.0 250.0239 95.50 75 125
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24050464-001GMSD

SampType: MSD µg/LUnits222799Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 05/16/20241.0 500.0472 94.4 0.270 473.4

Arsenic 05/16/20241.0 500.0488 97.6 2.550 500.5

Lead 05/16/20241.0 500.0476 95.1 5.040 500.2

Selenium 05/16/20241.0 500.0508 101.7 0.720 512.0

Thallium 05/16/20242.0 250.0235 94.2 1.470 238.9

SampID: MBLK-223767

SampType: MBLK µg/LUnits223767Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 06/04/20241.0 0.4500< 1.0 00 -100 100

Barium 06/04/20241.0 0.7000< 1.0 00 -100 100

Copper 06/04/20241.0 0.3000< 1.0 00 -100 100

Lead 06/04/20241.0 0.6000< 1.0 00 -100 100

Nickel 06/04/20241.0 0.4300< 1.0 00 -100 100

Zinc 06/04/202415.0 5.900< 15.0 00 -100 100

SampID: LCS-223767

SampType: LCS µg/LUnits223767Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 06/04/20241.0 500.0412 82.40 80 120

Barium 06/04/20241.0 20001740 86.90 80 120

Copper 06/04/20241.0 250.0218 87.20 80 120

Lead 06/04/20241.0 500.0425 85.00 80 120

Nickel 06/04/20241.0 500.0425 84.90 80 120

Zinc 06/04/202415.0 500.0427 85.40 80 120

SampID: 24041541-034DMS

SampType: MS µg/LUnits223767Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Nickel 06/04/20241.0 500.0423 84.50 75 125

SampID: 24041541-034DMSD

SampType: MSD µg/LUnits223767Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Nickel 06/04/20241.0 500.0391 78.3 7.620 422.5
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (DISSOLVED)

SampID: 24041541-086DMS

SampType: MS µg/LUnits223767Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Barium 06/04/20241.0 20002010 97.565.55 75 125

SampID: 24041541-086DMSD

SampType: MSD µg/LUnits223767Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Barium 06/04/20241.0 20001730 83.2 15.2565.55 2015

SampID: MBLK-224006

SampType: MBLK µg/LUnits224006Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 06/06/20241.0 0.4500< 1.0 00 -100 100

SampID: LCS-224006

SampType: LCS µg/LUnits224006Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 06/06/20241.0 500.0447 89.40 80 120

SampID: 24041541-021GMS

SampType: MS µg/LUnits224006Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 06/06/20241.0 1000807 80.70 75 125

SampID: 24041541-021GMSD

SampType: MSD µg/LUnits224006Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony R 06/06/20241.0 1000989 98.9 20.240 807.0
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: MBLK-222328

SampType: MBLK µg/LUnits222328Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/07/202425.0 12.50< 25.0 00 -100 100

Antimony 05/09/20241.0 0.4500< 1.0 00 -100 100

Arsenic 05/07/20241.0 0.3750< 1.0 00 -100 100

Barium 05/07/20241.0 0.7000< 1.0 00 -100 100

Beryllium 05/07/20241.0 0.2500< 1.0 00 -100 100

Boron 05/07/202425.0 9.250< 25.0 00 -100 100

Cadmium 05/07/20241.0 0.1340< 1.0 00 -100 100

Chromium 05/07/20241.5 0.7000< 1.5 00 -100 100

Cobalt 05/07/20241.0 0.1150< 1.0 00 -100 100

Copper 05/07/20241.0 0.2980< 1.0 00 -100 100

Iron 05/07/202425.0 11.50< 25.0 00 -100 100

Lead 05/07/20241.0 0.6000< 1.0 00 -100 100

Lithium 05/07/20243.0 1.450< 3.0 00 -100 100*

Manganese 05/07/20242.0 0.7500< 2.0 00 -100 100

Molybdenum 05/07/20241.5 0.6000< 1.5 00 -100 100

Nickel 05/07/20241.0 0.4300< 1.0 00 -100 100

Selenium 05/07/20241.0 0.6000< 1.0 00 -100 100

Silver 05/07/20241.0 0.1110< 1.0 00 -100 100

Thallium 05/07/20242.0 0.9500< 2.0 00 -100 100

Vanadium 05/07/20245.0 5.000< 5.0 00 -100 100

Zinc 05/07/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-222328

SampType: LCS µg/LUnits222328Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/07/202425.0 20001950 97.30 80 120

Antimony 05/09/20241.0 500.0545 108.90 80 120

Arsenic 05/07/20241.0 500.0536 107.20 80 120

Barium 05/07/20241.0 20002340 116.80 80 120

Beryllium 05/07/20241.0 50.0055.1 110.20 80 120

Boron 05/07/202425.0 500.0556 111.20 80 120

Cadmium 05/07/20241.0 50.0054.9 109.80 80 120

Chromium 05/07/20241.5 200.0230 115.20 80 120

Cobalt 05/07/20241.0 500.0530 106.00 80 120

Copper 05/07/20241.0 250.0282 112.90 80 120

Iron 05/07/202425.0 20002100 105.20 80 120

Lead 05/07/20241.0 500.0532 106.50 80 120

Lithium 05/07/20243.0 500.0567 113.40 80 120*

Manganese 05/07/20242.0 500.0548 109.50 80 120

Molybdenum 05/07/20241.5 500.0529 105.70 80 120

Nickel 05/07/20241.0 500.0558 111.60 80 120

Selenium 05/07/20241.0 500.0547 109.30 80 120

Silver 05/07/20241.0 50.0050.7 101.50 80 120

Thallium 05/07/20242.0 250.0259 103.50 80 120

Vanadium 05/07/20245.0 500.0544 108.80 80 120

Zinc 05/07/202415.0 500.0512 102.50 80 120
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: 24041541-069BMS

SampType: MS µg/LUnits222328Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 05/09/20241.0 500.0540 108.00 75 125

Arsenic 05/07/20241.0 500.0543 108.40.6306 75 125

Barium 05/07/20241.0 20002390 118.615.20 75 125

Beryllium 05/07/20241.0 50.0052.2 104.40 75 125

Boron 05/07/202425.0 500.0665 106.4132.8 75 125

Cadmium 05/07/20241.0 50.0052.8 105.50 75 125

Chromium 05/07/20241.5 200.0221 107.35.957 75 125

Cobalt 05/07/20241.0 500.0527 105.12.055 75 125

Lead 05/07/20241.0 500.0555 111.00 75 125

Lithium 05/07/20243.0 500.0554 109.75.324 75 125*

Molybdenum 05/07/20241.5 500.0494 98.41.568 75 125

Selenium 05/07/20241.0 500.0532 106.50 75 125

Thallium 05/07/20242.0 250.0278 111.10 75 125

SampID: 24041541-069BMSD

SampType: MSD µg/LUnits222328Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 05/09/20241.0 500.0535 106.9 0.990 540.0

Arsenic 05/07/20241.0 500.0553 110.5 1.920.6306 542.6

Barium 05/07/20241.0 20002340 116.3 1.9115.20 2387

Beryllium 05/07/20241.0 50.0051.7 103.3 1.010 52.19

Boron 05/07/202425.0 500.0654 104.3 1.61132.8 664.7

Cadmium 05/07/20241.0 50.0051.3 102.5 2.930 52.77

Chromium 05/07/20241.5 200.0220 107.1 0.165.957 220.6

Cobalt 05/07/20241.0 500.0519 103.3 1.692.055 527.4

Lead 05/07/20241.0 500.0548 109.5 1.370 555.1

Lithium 05/07/20243.0 500.0537 106.4 3.095.324 554.0*

Molybdenum 05/07/20241.5 500.0485 96.7 1.821.568 493.7

Selenium 05/07/20241.0 500.0542 108.4 1.860 532.3

Thallium 05/07/20242.0 250.0274 109.8 1.210 277.8
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: MBLK-222392

SampType: MBLK µg/LUnits222392Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/07/202425.0 12.50< 25.0 00 -100 100

Antimony 05/09/20241.0 0.4500< 1.0 00 -100 100

Arsenic 05/07/20241.0 0.3750< 1.0 00 -100 100

Barium 05/07/20241.0 0.7000< 1.0 00 -100 100

Beryllium 05/07/20241.0 0.2500< 1.0 00 -100 100

Boron 05/07/202425.0 9.250< 25.0 00 -100 100

Cadmium 05/07/20241.0 0.1340< 1.0 00 -100 100

Chromium 05/08/20241.5 0.7000< 1.5 00 -100 100

Cobalt 05/07/20241.0 0.1150< 1.0 00 -100 100

Copper 05/07/20241.0 0.2980< 1.0 00 -100 100

Iron 05/07/202425.0 11.50< 25.0 00 -100 100

Lead 05/07/20241.0 0.6000< 1.0 00 -100 100

Lithium 05/07/20243.0 1.450< 3.0 00 -100 100*

Manganese 05/07/20242.0 0.7500< 2.0 00 -100 100

Molybdenum 05/07/20241.5 0.6000< 1.5 00 -100 100

Nickel 05/07/20241.0 0.4300< 1.0 00 -100 100

Selenium 05/07/20241.0 0.6000< 1.0 00 -100 100

Silver 05/07/20241.0 0.1110< 1.0 00 -100 100

Thallium 05/07/20242.0 0.9500< 2.0 00 -100 100

Vanadium 05/07/20245.0 5.000< 5.0 00 -100 100

Zinc 05/07/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-222392

SampType: LCS µg/LUnits222392Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/07/202425.0 20001930 96.60 80 120

Antimony 05/09/20241.0 500.0539 107.90 80 120

Arsenic 05/07/20241.0 500.0533 106.70 80 120

Barium 05/07/20241.0 20002320 115.80 80 120

Beryllium 05/07/20241.0 50.0053.9 107.90 80 120

Boron 05/07/202425.0 500.0533 106.60 80 120

Cadmium 05/07/20241.0 50.0051.0 102.10 80 120

Chromium 05/08/20241.5 200.0199 99.30 80 120

Cobalt 05/07/20241.0 500.0529 105.80 80 120

Copper 05/07/20241.0 250.0276 110.30 80 120

Iron 05/07/202425.0 20002070 103.50 80 120

Lead 05/07/20241.0 500.0528 105.50 80 120

Lithium 05/07/20243.0 500.0534 106.80 80 120*

Manganese 05/07/20242.0 500.0534 106.80 80 120

Molybdenum 05/07/20241.5 500.0511 102.20 80 120

Nickel 05/07/20241.0 500.0532 106.40 80 120

Selenium 05/07/20241.0 500.0543 108.50 80 120

Silver 05/07/20241.0 50.0048.2 96.30 80 120

Thallium 05/07/20242.0 250.0257 102.70 80 120

Vanadium 05/07/20245.0 500.0538 107.60 80 120

Zinc 05/07/202415.0 500.0503 100.60 80 120
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: MBLK-222414

SampType: MBLK µg/LUnits222414Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/09/202425.0 12.50< 25.0 00 -100 100

Antimony 05/10/20241.0 0.4500< 1.0 00 -100 100

Arsenic 05/10/20241.0 0.3750< 1.0 00 -100 100

Barium 05/09/20241.0 0.7000< 1.0 00 -100 100

Beryllium 05/09/20241.0 0.2500< 1.0 00 -100 100

Boron 05/09/202425.0 9.250< 25.0 00 -100 100

Cadmium 05/13/20241.0 0.1340< 1.0 00 -100 100

Chromium 05/09/20241.5 0.7000< 1.5 00 -100 100

Cobalt 05/10/20241.0 0.1150< 1.0 00 -100 100

Copper 05/09/20241.0 0.2980< 1.0 00 -100 100

Iron 05/09/202425.0 11.50< 25.0 00 -100 100

Lead 05/09/20241.0 0.6000< 1.0 00 -100 100

Lithium 05/09/20243.0 1.450< 3.0 00 -100 100*

Manganese 05/09/20242.0 0.7500< 2.0 00 -100 100

Molybdenum 05/09/20241.5 0.6000< 1.5 00 -100 100

Nickel 05/09/20241.0 0.4300< 1.0 00 -100 100

Selenium 05/09/20241.0 0.6000< 1.0 00 -100 100

Thallium 05/09/20242.0 0.9500< 2.0 00 -100 100

Vanadium 05/09/20245.0 5.000< 5.0 00 -100 100

Zinc 05/09/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-222414

SampType: LCS µg/LUnits222414Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/09/202425.0 20001920 96.10 80 120

Antimony 05/10/20241.0 500.0565 113.00 80 120

Arsenic 05/10/20241.0 500.0529 105.90 80 120

Barium 05/09/20241.0 20002250 112.70 80 120

Beryllium 05/09/20241.0 50.0050.4 100.90 80 120

Boron 05/09/202425.0 500.0507 101.40 80 120

Cadmium 05/13/20241.0 50.0051.7 103.40 80 120

Cadmium 05/13/20241.0 50.0051.7 103.40 80 120

Chromium 05/09/20241.5 200.0208 104.00 80 120

Cobalt 05/10/20241.0 500.0530 106.10 80 120

Copper 05/09/20241.0 250.0254 101.50 80 120

Iron 05/09/202425.0 20001970 98.40 80 120

Lead 05/09/20241.0 500.0502 100.50 80 120

Lithium 05/09/20243.0 500.0518 103.60 80 120*

Manganese 05/09/20242.0 500.0511 102.30 80 120

Molybdenum 05/09/20241.5 500.0479 95.80 80 120

Nickel 05/09/20241.0 500.0493 98.60 80 120

Selenium 05/09/20241.0 500.0536 107.20 80 120

Thallium 05/09/20242.0 250.0244 97.70 80 120

Vanadium 05/09/20245.0 500.0496 99.20 80 120

Zinc 05/09/202415.0 500.0481 96.30 80 120
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: MBLK-222461

SampType: MBLK µg/LUnits222461Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/09/202425.0 12.50< 25.0 00 -100 100

Antimony 05/08/20241.0 0.4500< 1.0 00 -100 100

Antimony 05/10/20241.0 0.4500< 1.0 00 -100 100

Arsenic 05/08/20241.0 0.3750< 1.0 00 -100 100

Arsenic 05/10/20241.0 0.3750< 1.0 00 -100 100

Barium 05/09/20241.0 0.7000< 1.0 00 -100 100

Beryllium 05/09/20241.0 0.2500< 1.0 00 -100 100

Beryllium 05/10/20241.0 0.2500< 1.0 00 -100 100

Boron 05/09/202425.0 9.250< 25.0 00 -100 100

Boron 05/10/202425.0 9.250< 25.0 00 -100 100

Cadmium 05/09/20241.0 0.1340< 1.0 00 -100 100

Cadmium 05/13/20241.0 0.1340< 1.0 00 -100 100

Chromium 05/10/20241.5 0.7000< 1.5 00 -100 100

Chromium 05/09/20241.5 0.7000< 1.5 00 -100 100

Cobalt 05/10/20241.0 0.1150< 1.0 00 -100 100

Copper 05/09/20241.0 0.2980< 1.0 00 -100 100

Copper 05/10/20241.0 0.2980< 1.0 00 -100 100

Iron 05/09/202425.0 11.50< 25.0 00 -100 100

Iron 05/10/202425.0 11.50< 25.0 00 -100 100

Lead 05/08/20241.0 0.6000< 1.0 00 -100 100

Lithium 05/09/20243.0 1.450< 3.0 00 -100 100*

Lithium 05/10/20243.0 1.450< 3.0 00 -100 100*

Manganese 05/09/20242.0 0.7500< 2.0 00 -100 100

Manganese 05/10/20242.0 0.7500< 2.0 00 -100 100

Molybdenum 05/16/20241.5 0.6000< 1.5 00 -100 100

Molybdenum 05/09/20241.5 0.6000< 1.5 00 -100 100

Nickel 05/09/20241.0 0.4300< 1.0 00 -100 100

Nickel 05/10/20241.0 0.4300< 1.0 00 -100 100

Selenium 05/10/20241.0 0.6000< 1.0 00 -100 100

Selenium 05/08/20241.0 0.6000< 1.0 00 -100 100

Silver 05/10/20241.0 0.1110< 1.0 00 -100 100

Thallium 05/08/20242.0 0.9500< 2.0 00 -100 100

Vanadium 05/09/20245.0 5.000< 5.0 00 -100 100

Vanadium 05/10/20245.0 5.000< 5.0 00 -100 100

Zinc 05/10/202415.0 5.900< 15.0 00 -100 100

Zinc 05/09/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: MBLK-222461

SampType: MBLK µg/LUnits222461Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

SampID: LCS-222461

SampType: LCS µg/LUnits222461Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 05/08/20241.0 500.0475 95.00 80 120

Antimony 05/10/20241.0 500.0560 112.10 80 120

Arsenic 05/08/20241.0 500.0498 99.60 80 120

Arsenic 05/10/20241.0 500.0510 101.90 80 120

Barium 05/09/20241.0 20002180 108.90 80 120

Beryllium 05/10/20241.0 50.0048.3 96.60 80 120

Boron 05/10/202425.0 500.0485 96.90 80 120

Cadmium 05/13/20241.0 50.0054.6 109.30 80 120

Chromium 05/10/20241.5 200.0205 102.70 80 120

Cobalt 05/10/20241.0 500.0510 102.00 80 120

Copper 05/10/20241.0 250.0259 103.60 80 120

Iron 05/10/202425.0 20001970 98.70 80 120

Lead 05/08/20241.0 500.0502 100.30 80 120

Lithium 05/10/20243.0 500.0482 96.40 80 120*

Manganese 05/10/20242.0 500.0515 102.90 80 120

Molybdenum 05/16/20241.5 500.0417 83.50 80 120

Nickel 05/10/20241.0 500.0514 102.80 80 120

Selenium 05/10/20241.0 500.0524 104.70 80 120

Selenium 05/08/20241.0 500.0490 98.10 80 120

Silver 05/10/20241.0 50.0045.5 91.00 80 120

Thallium 05/09/20242.0 250.0239 95.40 80 120

Vanadium 05/10/20245.0 500.0490 98.10 80 120

Zinc 05/10/202415.0 500.0469 93.90 80 120

SampID: 24050273-001BMS

SampType: MS µg/LUnits222461Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 05/08/20241.0 500.0475 94.80.5302 75 125

Arsenic 05/08/20241.0 500.0477 95.11.562 75 125

Lead 05/08/20241.0 500.0495 99.00 75 125

Selenium 05/08/20241.0 500.0476 95.30 75 125

Thallium 05/08/20242.0 250.0221 87.71.555 75 125
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: 24050273-001BMSD

SampType: MSD µg/LUnits222461Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 05/08/20241.0 500.0457 91.3 3.800.5302 474.7

Arsenic 05/08/20241.0 500.0474 94.4 0.741.562 477.3

Lead 05/08/20241.0 500.0464 92.9 6.400 495.1

Selenium 05/08/20241.0 500.0476 95.2 0.130 476.4

Thallium 05/08/20242.0 250.0229 91.0 3.621.555 220.8

SampID: MBLK-222639

SampType: MBLK µg/LUnits222639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/13/202425.0 12.50< 25.0 00 -100 100

Antimony 05/14/20241.0 0.4500< 1.0 00 -100 100

Barium 05/10/20241.0 0.7000< 1.0 00 -100 100

Beryllium 05/13/20241.0 0.2500< 1.0 00 -100 100

Boron 05/13/202425.0 9.250< 25.0 00 -100 100

Cadmium 05/13/20241.0 0.1340< 1.0 00 -100 100

Calcium 05/13/2024125 70.00< 125 00 -100 100

Chromium 05/13/20241.5 0.7000< 1.5 00 -100 100

Cobalt 05/13/20241.0 0.1150< 1.0 00 -100 100

Copper 05/13/20241.0 0.2980< 1.0 00 -100 100

Iron 05/13/202425.0 11.50< 25.0 00 -100 100

Lead 05/10/20241.0 0.6000< 1.0 00 -100 100

Lithium 05/13/20243.0 1.450< 3.0 00 -100 100*

Manganese 05/13/20242.0 0.7500< 2.0 00 -100 100

Molybdenum 05/13/20241.5 0.6000< 1.5 00 -100 100

Nickel 05/13/20241.0 0.4300< 1.0 00 -100 100

Selenium 05/13/20241.0 0.6000< 1.0 00 -100 100

Silver 05/13/20241.0 0.1110< 1.0 00 -100 100

Thallium 05/10/20242.0 0.9500< 2.0 00 -100 100

Vanadium 05/13/20245.0 5.000< 5.0 00 -100 100

Zinc 05/13/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-222639

SampType: LCS µg/LUnits222639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/13/202425.0 20002150 107.50 80 120

Antimony 05/14/20241.0 500.0589 117.70 80 120

Barium 05/10/20241.0 20002220 110.90 80 120

Beryllium 05/13/20241.0 50.0051.5 103.00 80 120

Boron 05/13/202425.0 500.0488 97.60 80 120

Cadmium 05/13/20241.0 50.0053.9 107.70 80 120

Calcium 05/13/2024125 25002790 111.60 80 120

Chromium 05/13/20241.5 200.0218 109.10 80 120

Cobalt 05/13/20241.0 500.0531 106.30 80 120

Copper 05/13/20241.0 250.0272 108.90 80 120

Iron 05/13/202425.0 20002090 104.70 80 120

Lead 05/10/20241.0 500.0499 99.70 80 120

Lithium 05/13/20243.0 500.0512 102.40 80 120*

Manganese 05/13/20242.0 500.0545 109.00 80 120

Molybdenum 05/13/20241.5 500.0488 97.50 80 120

Nickel 05/13/20241.0 500.0522 104.40 80 120

Selenium 05/13/20241.0 500.0556 111.20 80 120

Silver 05/13/20241.0 50.0051.3 102.60 80 120

Thallium 05/10/20242.0 250.0240 96.00 80 120

Vanadium 05/13/20245.0 500.0521 104.20 80 120

Zinc 05/13/202415.0 500.0497 99.40 80 120
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: 24041541-053CMS

SampType: MS µg/LUnits222639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/13/202425.0 20003000 100.01001 75 125

Antimony 05/15/20241.0 500.0595 118.90.5594 75 125

Arsenic 05/13/20241.0 500.0508 101.50.5853 75 125

Barium 05/10/20241.0 20002220 108.749.59 75 125

Beryllium 05/13/20241.0 50.0051.2 102.40 75 125

Boron 05/13/202425.0 500.0479 95.70 75 125

Cadmium 05/13/20241.0 50.0051.3 102.70 75 125

Chromium 05/13/20241.5 200.0207 102.32.444 75 125

Cobalt 05/13/20241.0 500.0488 97.40.4841 75 125

Copper 05/13/20241.0 250.0240 95.21.764 75 125

Iron 05/13/202425.0 20003140 98.31179 75 125

Lead 05/10/20241.0 500.0489 97.70.7038 75 125

Lithium 05/13/20243.0 500.0508 100.64.660 75 125*

Manganese 05/13/20242.0 500.0541 101.434.07 75 125

Molybdenum 05/13/20241.5 500.0462 92.21.025 75 125

Nickel 05/13/20241.0 500.0472 94.11.787 75 125

Selenium 05/13/20241.0 500.0516 103.20 75 125

Silver 05/13/20241.0 50.0046.1 92.10 75 125

Thallium 05/10/20242.0 250.0238 95.40 75 125

Vanadium 05/13/20245.0 500.0500 99.90 75 125

Zinc 05/13/202415.0 500.0465 93.00 75 125
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: 24041541-053CMSD

SampType: MSD µg/LUnits222639Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Aluminum 05/13/202425.0 20003030 101.6 1.101001 3000

Antimony 05/15/20241.0 500.0568 113.4 4.670.5594 594.8

Arsenic 05/13/20241.0 500.0532 106.2 4.600.5853 507.9

Barium 05/10/20241.0 20002140 104.5 3.8649.59 2223

Beryllium 05/13/20241.0 50.0052.0 104.1 1.590 51.22

Boron 05/13/202425.0 500.0492 98.3 2.680 478.7

Cadmium 05/13/20241.0 50.0050.9 101.9 0.810 51.34

Chromium 05/13/20241.5 200.0213 105.0 2.652.444 207.0

Cobalt 05/13/20241.0 500.0502 100.3 2.860.4841 487.6

Copper 05/13/20241.0 250.0253 100.3 5.141.764 239.9

Iron 05/13/202425.0 20003200 101.0 1.741179 3145

Lead 05/10/20241.0 500.0484 96.6 1.110.7038 489.2

Lithium 05/13/20243.0 500.0527 104.5 3.764.660 507.7*

Manganese 05/13/20242.0 500.0564 105.9 4.0534.07 541.3

Molybdenum 05/13/20241.5 500.0473 94.5 2.481.025 461.8

Nickel 05/13/20241.0 500.0489 97.4 3.481.787 472.0

Selenium 05/13/20241.0 500.0540 108.0 4.580 515.9

Silver 05/13/20241.0 50.0048.4 96.9 4.990 46.07

Thallium 05/10/20242.0 250.0236 94.5 0.960 238.5

Vanadium 05/13/20245.0 500.0509 101.8 1.830 499.7

Zinc 05/13/202415.0 500.0480 96.0 3.240 464.8

SampID: 24050465-001BMS

SampType: MS µg/LUnits222639Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Boron 05/13/202425.0 500.0694 107.5157.0 75 125

Calcium S 05/13/2024125 250066100 344.357460 75 125

SampID: 24050465-001BMSD

SampType: MSD µg/LUnits222639Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Beryllium 05/13/20241.0 50.0054.2 108.3 1.240 53.49

Calcium S 05/13/2024125 250068600 445.0 3.7457460 66070
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: MBLK-222656

SampType: MBLK µg/LUnits222656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/14/202425.0 12.50< 25.0 00 -100 100

Antimony 05/16/20241.0 0.4500< 1.0 00 -100 100

Arsenic 05/14/20241.0 0.3750< 1.0 00 -100 100

Barium 05/14/20241.0 0.7000< 1.0 00 -100 100

Beryllium 05/14/20241.0 0.2500< 1.0 00 -100 100

Boron 05/14/202425.0 9.250< 25.0 00 -100 100

Cadmium 05/14/20241.0 0.1340< 1.0 00 -100 100

Chromium 05/14/20241.5 0.7000< 1.5 00 -100 100

Cobalt 05/14/20241.0 0.1150< 1.0 00 -100 100

Copper 05/14/20241.0 0.2980< 1.0 00 -100 100

Iron 05/14/202425.0 11.50< 25.0 00 -100 100

Lead 05/14/20241.0 0.6000< 1.0 00 -100 100

Lithium 05/14/20243.0 1.450< 3.0 00 -100 100*

Manganese 05/14/20242.0 0.7500< 2.0 00 -100 100

Molybdenum 05/14/20241.5 0.6000< 1.5 00 -100 100

Nickel 05/14/20241.0 0.4300< 1.0 00 -100 100

Selenium 05/14/20241.0 0.6000< 1.0 00 -100 100

Silver 05/14/20241.0 0.1110< 1.0 00 -100 100

Thallium 05/14/20242.0 0.9500< 2.0 00 -100 100

Vanadium 05/14/20245.0 5.000< 5.0 00 -100 100

Zinc 05/14/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-222656

SampType: LCS µg/LUnits222656Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/14/202425.0 20001970 98.60 80 120

Antimony S 05/16/20241.0 500.0622 124.40 80 120

Arsenic 05/14/20241.0 500.0546 109.20 80 120

Barium 05/14/20241.0 20002230 111.50 80 120

Beryllium 05/14/20241.0 50.0051.7 103.50 80 120

Boron 05/14/202425.0 500.0497 99.40 80 120

Cadmium 05/14/20241.0 50.0057.7 115.30 80 120

Chromium 05/14/20241.5 200.0220 110.00 80 120

Cobalt 05/14/20241.0 500.0573 114.70 80 120

Copper 05/14/20241.0 250.0279 111.70 80 120

Iron 05/14/202425.0 20002190 109.40 80 120

Lead 05/14/20241.0 500.0562 112.30 80 120

Lithium 05/14/20243.0 500.0561 112.20 80 120*

Manganese 05/14/20242.0 500.0597 119.40 80 120

Molybdenum 05/14/20241.5 500.0523 104.70 80 120

Nickel 05/14/20241.0 500.0535 107.00 80 120

Selenium 05/14/20241.0 500.0552 110.50 80 120

Silver 05/14/20241.0 50.0053.8 107.60 80 120

Thallium 05/14/20242.0 250.0267 106.90 80 120

Vanadium 05/14/20245.0 500.0556 111.30 80 120

Zinc 05/14/202415.0 500.0551 110.30 80 120
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: MBLK-222728

SampType: MBLK µg/LUnits222728Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/13/202425.0 12.50< 25.0 00 -100 100

Antimony 05/13/20241.0 0.4500< 1.0 00 -100 100

Arsenic 05/13/20241.0 0.3750< 1.0 00 -100 100

Barium 05/13/20241.0 0.7000< 1.0 00 -100 100

Beryllium 05/13/20241.0 0.2500< 1.0 00 -100 100

Boron 05/13/202425.0 9.250< 25.0 00 -100 100

Cadmium 05/13/20241.0 0.1340< 1.0 00 -100 100

Chromium 05/13/20241.5 0.7000< 1.5 00 -100 100

Cobalt 05/13/20241.0 0.1150< 1.0 00 -100 100

Copper 05/13/20241.0 0.2980< 1.0 00 -100 100

Iron 05/13/202425.0 11.50< 25.0 00 -100 100

Lead 05/13/20241.0 0.6000< 1.0 00 -100 100

Lithium 05/13/20243.0 1.450< 3.0 00 -100 100*

Manganese 05/13/20242.0 0.7500< 2.0 00 -100 100

Molybdenum 05/13/20241.5 0.6000< 1.5 00 -100 100

Nickel 05/13/20241.0 0.4300< 1.0 00 -100 100

Selenium 05/13/20241.0 0.6000< 1.0 00 -100 100

Silver 05/13/20241.0 0.1110< 1.0 00 -100 100

Thallium 05/13/20242.0 0.9500< 2.0 00 -100 100

Tin 05/16/20245.0 0.5000< 5.0 00 -100 100*

Vanadium 05/13/20245.0 5.000< 5.0 00 -100 100

Zinc 05/13/202415.0 5.900< 15.0 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-222728

SampType: LCS µg/LUnits222728Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 05/13/202425.0 20001800 90.20 80 120

Antimony 05/13/20241.0 500.0582 116.40 80 120

Arsenic 05/13/20241.0 500.0497 99.30 80 120

Barium 05/13/20241.0 20002270 113.30 80 120

Beryllium 05/13/20241.0 50.0045.9 91.80 80 120

Boron 05/13/202425.0 500.0464 92.80 80 120

Cadmium 05/13/20241.0 50.0053.0 105.90 80 120

Chromium 05/13/20241.5 200.0202 100.80 80 120

Cobalt 05/13/20241.0 500.0528 105.60 80 120

Copper 05/13/20241.0 250.0260 103.90 80 120

Iron 05/13/202425.0 20002020 101.20 80 120

Lead 05/13/20241.0 500.0520 104.00 80 120

Lithium 05/13/20243.0 500.0557 111.40 80 120*

Manganese 05/13/20242.0 500.0541 108.20 80 120

Molybdenum 05/13/20241.5 500.0481 96.20 80 120

Nickel 05/13/20241.0 500.0556 111.20 80 120

Selenium 05/13/20241.0 500.0497 99.40 80 120

Silver 05/13/20241.0 50.0050.2 100.50 80 120

Thallium 05/13/20242.0 250.0246 98.40 80 120

Tin 05/16/20245.0 500.0431 86.30 80 120*

Vanadium 05/13/20245.0 500.0517 103.50 80 120

Zinc 05/13/202415.0 500.0492 98.40 80 120
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: 24041541-002BMS

SampType: MS µg/LUnits222728Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony S 05/14/20241.0 500.0627 125.20.8515 75 125

Arsenic 05/14/20241.0 500.0534 106.70.7045 75 125

Barium 05/14/20241.0 20002450 120.047.32 75 125

Beryllium 05/14/20241.0 50.0047.6 95.10 75 125

Boron 05/14/202425.0 500.01310 97.0823.1 75 125

Cadmium 05/14/20241.0 50.0056.0 112.10 75 125

Chromium 05/14/20241.5 200.0211 104.32.382 75 125

Cobalt 05/14/20241.0 500.0538 107.50.2411 75 125

Lead 05/14/20241.0 500.0556 111.20 75 125

Lithium 05/14/20243.0 500.0622 122.87.800 75 125*

Molybdenum 05/16/20241.5 500.0422 83.16.923 75 125

Selenium 05/14/20241.0 500.0530 105.90 75 125

Thallium 05/14/20242.0 250.0266 106.40 75 125

SampID: 24041541-002BMSD

SampType: MSD µg/LUnits222728Batch RPD Limit 20

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Antimony 05/14/20241.0 500.0598 119.5 4.660.8515 626.9

Arsenic 05/14/20241.0 500.0536 107.0 0.310.7045 534.1

Barium 05/14/20241.0 20002360 115.6 3.6747.32 2447

Beryllium 05/14/20241.0 50.0048.0 96.1 1.000 47.56

Boron 05/14/202425.0 500.01310 97.2 0.09823.1 1308

Cadmium 05/14/20241.0 50.0053.8 107.6 4.080 56.05

Chromium 05/14/20241.5 200.0208 102.7 1.582.382 211.0

Cobalt 05/14/20241.0 500.0539 107.7 0.240.2411 537.6

Lead 05/14/20241.0 500.0547 109.5 1.580 556.1

Lithium 05/14/20243.0 500.0592 116.8 4.927.800 621.6*

Molybdenum 05/16/20241.5 500.0445 87.7 5.286.923 422.3

Selenium 05/14/20241.0 500.0533 106.6 0.660 529.5

Thallium 05/14/20242.0 250.0264 105.7 0.720 266.0
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: MBLK-223763

SampType: MBLK µg/LUnits223763Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 06/06/20241.0 0.4500< 1.0 00 -100 100

Boron 06/06/202425.0 9.250< 25.0 00 -100 100

Chromium 06/06/20241.5 0.7000< 1.5 00 -100 100

Cobalt 06/06/20241.0 0.1150< 1.0 00 -100 100

Copper 06/06/20241.0 0.2980< 1.0 00 -100 100

Iron 06/06/202425.0 11.50< 25.0 00 -100 100

Lead 06/06/20241.0 0.6000< 1.0 00 -100 100

Nickel 06/06/20241.0 0.4300< 1.0 00 -100 100

SampID: LCS-223763

SampType: LCS µg/LUnits223763Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Antimony 06/06/20241.0 500.0525 105.00 80 120

Boron 06/06/202425.0 500.0454 90.90 80 120

Chromium 06/06/20241.5 200.0191 95.70 80 120

Cobalt 06/06/20241.0 500.0468 93.50 80 120

Copper 06/06/20241.0 250.0234 93.60 80 120

Iron 06/06/202425.0 20001910 95.70 80 120

Lead 06/06/20241.0 500.0475 95.00 80 120

Nickel 06/06/20241.0 500.0461 92.10 80 120

SampID: MBLK-223769

SampType: MBLK µg/LUnits223769Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 06/04/202425.0 12.50< 25.0 00 -100 100

Arsenic 06/04/20241.0 0.3750< 1.0 00 -100 100

Barium 06/04/20241.0 0.7000< 1.0 00 -100 100

Boron 06/05/202425.0 9.250< 25.0 00 -100 100

Cadmium 06/04/20241.0 0.1340< 1.0 00 -100 100

Cobalt 06/04/20241.0 0.1150< 1.0 00 -100 100

Lead 06/04/20241.0 0.6000< 1.0 00 -100 100

Lithium 06/05/20243.0 1.450< 3.0 00 -100 100*

Molybdenum 06/04/20241.5 0.6000< 1.5 00 -100 100

Selenium 06/04/20241.0 0.6000< 1.0 00 -100 100

Thallium 06/04/20242.0 0.9500< 2.0 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 3005A, 6020A, METALS BY ICPMS (TOTAL)

SampID: LCS-223769

SampType: LCS µg/LUnits223769Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Aluminum 06/04/202425.0 20002010 100.60 80 120

Arsenic 06/04/20241.0 500.0480 96.00 80 120

Barium 06/04/20241.0 20001900 95.10 80 120

Boron 06/05/202425.0 500.0473 94.60 80 120

Cadmium 06/04/20241.0 50.0047.7 95.30 80 120

Cobalt 06/04/20241.0 500.0462 92.40 80 120

Lead 06/04/20241.0 500.0468 93.60 80 120

Lithium 06/05/20243.0 500.0495 99.00 80 120*

Molybdenum 06/04/20241.5 500.0430 86.00 80 120

Selenium 06/04/20241.0 500.0482 96.40 80 120

Thallium 06/05/20242.0 250.0201 80.50 80 120

SW-846 7470A (DISSOLVED)

SampID: 24041541-024CMS

SampType: MS µg/LUnits222472Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/06/20240.20 5.0005.24 103.10.08220 75 125

SampID: 24041541-024CMSD

SampType: MSD µg/LUnits222472Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/06/20240.20 5.0005.24 103.2 0.020.08220 5.239

SampID: 24041541-032DMS

SampType: MS µg/LUnits222472Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/06/20240.20 5.0005.37 107.40 75 125

SampID: 24041541-032DMSD

SampType: MSD µg/LUnits222472Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/06/20240.20 5.0005.10 101.9 5.250 5.371
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 7470A (DISSOLVED)

SampID: 24041541-037DMS

SampType: MS µg/LUnits222481Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/06/20240.20 5.0004.39 87.80 75 125

SampID: 24041541-037DMSD

SampType: MSD µg/LUnits222481Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/06/20240.20 5.0004.28 85.6 2.550 4.389

SampID: 24041541-084HMS

SampType: MS µg/LUnits222504Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/21/20240.20 5.0003.92 78.40 75 125

SampID: 24041541-084HMSD

SampType: MSD µg/LUnits222504Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury SR 05/21/20240.20 5.0003.16 63.3 21.290 3.918

SampID: 24050007-005GMS

SampType: MS µg/LUnits222504Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/07/20240.20 5.0004.16 81.20.1046 75 125

SampID: 24050007-005GMSD

SampType: MSD µg/LUnits222504Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/07/20240.20 5.0004.05 79.0 2.680.1046 4.162

SampID: MBLK-222670

SampType: MBLK µg/LUnits222670Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/10/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-222670

SampType: LCS µg/LUnits222670Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/10/20240.20 5.0005.44 108.80 85 115
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 7470A (DISSOLVED)

SampID: 24041541-018GMS

SampType: MS µg/LUnits222670Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/14/20240.20 5.0005.05 101.00 75 125

SampID: 24041541-018GMSD

SampType: MSD µg/LUnits222670Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/14/20240.20 5.0005.15 103.1 2.050 5.050

SampID: 24041541-095IMS

SampType: MS µg/LUnits223077Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/21/20240.20 5.0004.44 88.80 75 125

SampID: 24041541-095IMSD

SampType: MSD µg/LUnits223077Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/21/20240.20 5.0004.47 89.3 0.600 4.440

SampID: 24050001-004EMS

SampType: MS µg/LUnits223077Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/22/20240.20 5.0004.66 93.30 75 125

SampID: 24050001-004EMSD

SampType: MSD µg/LUnits223077Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/22/20240.20 5.0004.43 88.7 5.090 4.664

SW-846 7470A (TOTAL)

SampID: MBLK-222438

SampType: MBLK µg/LUnits222438Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/06/20240.20 0.0550< 0.20 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 7470A (TOTAL)

SampID: LCS-222438

SampType: LCS µg/LUnits222438Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/06/20240.20 5.0005.51 110.30 85 115

SampID: 24041541-006GMS

SampType: MS µg/LUnits222438Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/03/20240.20 5.0004.27 79.40.3041 75 125

SampID: 24041541-006GMSD

SampType: MSD µg/LUnits222438Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/03/20240.20 5.0004.46 83.1 4.240.3041 4.272

SampID: MBLK-222472

SampType: MBLK µg/LUnits222472Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/08/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-222472

SampType: LCS µg/LUnits222472Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/08/20240.20 5.0005.50 110.00 85 115

SampID: MBLK-222481

SampType: MBLK µg/LUnits222481Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/14/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-222481

SampType: LCS µg/LUnits222481Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury S 05/14/20240.20 5.0005.86 117.20 85 115

SampID: MBLK-222482

SampType: MBLK µg/LUnits222482Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/08/20240.20 0.0550< 0.20 00 -100 100
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 7470A (TOTAL)

SampID: LCS-222482

SampType: LCS µg/LUnits222482Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/08/20240.20 5.0005.38 107.70 85 115

SampID: 24041541-048BMS

SampType: MS µg/LUnits222482Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/06/20240.20 5.0005.05 90.80.5139 75 125

SampID: 24041541-048BMSD

SampType: MSD µg/LUnits222482Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/06/20240.20 5.0005.11 91.9 1.070.5139 5.053

SampID: 24041541-066BMS

SampType: MS µg/LUnits222482Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/14/20240.20 5.0005.36 100.40.3407 75 125

SampID: 24041541-066BMSD

SampType: MSD µg/LUnits222482Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/14/20240.20 5.0005.70 107.2 6.190.3407 5.358

SampID: MBLK-222504

SampType: MBLK µg/LUnits222504Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/08/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-222504

SampType: LCS µg/LUnits222504Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury S 05/08/20240.20 5.0006.31 126.20 85 115

Mercury 05/15/20240.20 5.0004.62 92.40 85 115
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 7470A (TOTAL)

SampID: MBLK-222725

SampType: MBLK µg/LUnits222725Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/10/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-222725

SampType: LCS µg/LUnits222725Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/10/20240.20 5.0004.73 94.60 85 115

SampID: 24041541-036CMS

SampType: MS µg/LUnits222725Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/17/20240.20 5.0004.25 84.90 75 125

SampID: 24041541-036CMSD

SampType: MSD µg/LUnits222725Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/17/20240.20 5.0004.28 85.6 0.770 4.246

SampID: MBLK-222921

SampType: MBLK µg/LUnits222921Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/18/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-222921

SampType: LCS µg/LUnits222921Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/18/20240.20 5.0004.41 88.10 85 115

SampID: 24041541-001BMS

SampType: MS µg/LUnits222921Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/18/20240.20 5.0004.41 88.20 75 125

SampID: 24041541-001BMSD

SampType: MSD µg/LUnits222921Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/18/20240.20 5.0004.56 91.2 3.380 4.409
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Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 7470A (TOTAL)

SampID: 24041541-086CMS

SampType: MS µg/LUnits222921Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/18/20240.20 5.0004.53 90.50 75 125

SampID: 24041541-086CMSD

SampType: MSD µg/LUnits222921Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/18/20240.20 5.0004.49 89.8 0.780 4.525

SampID: MBLK-222984

SampType: MBLK µg/LUnits222984Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/19/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-222984

SampType: LCS µg/LUnits222984Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/19/20240.20 5.0004.59 91.80 85 115

SampID: MBLK-223054

SampType: MBLK µg/LUnits223054Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/17/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-223054

SampType: LCS µg/LUnits223054Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/17/20240.20 5.0005.26 105.30 85 115

SampID: 24041541-099BMS

SampType: MS µg/LUnits223054Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/17/20240.20 5.0004.88 97.60 75 125

SampID: 24041541-099BMSD

SampType: MSD µg/LUnits223054Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/17/20240.20 5.0004.77 95.5 2.210 4.880

Page 214 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Quality Control Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

SW-846 7470A (TOTAL)

SampID: MBLK-223077

SampType: MBLK µg/LUnits223077Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/21/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-223077

SampType: LCS µg/LUnits223077Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/21/20240.20 5.0004.50 90.10 85 115

SampID: MBLK-223153

SampType: MBLK µg/LUnits223153Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/20/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-223153

SampType: LCS µg/LUnits223153Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/20/20240.20 5.0004.65 93.00 85 115

SampID: 24041541-067BMS

SampType: MS µg/LUnits223153Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 05/20/20240.20 5.0003.99 79.80 75 125

SampID: 24041541-067BMSD

SampType: MSD µg/LUnits223153Batch RPD Limit 15

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC RPD Ref Val %RPDCert

Mercury 05/20/20240.20 5.0003.94 78.8 1.340 3.991

SampID: MBLK-223672

SampType: MBLK µg/LUnits223672Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 06/03/20240.20 0.0550< 0.20 00 -100 100

SampID: LCS-223672

SampType: LCS µg/LUnits223672Batch 

Analyses Result
Date 
AnalyzedRL SpikeQual SPK Ref Val %REC Low Limit High LimitCert

Mercury 06/03/20240.20 5.0004.96 99.20 85 115

Page 215 of 216

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Receiving Check List

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

Received By: NRCarrier: Payton Yoch

Completed by: Reviewed by:

On:

29-Apr-24

On:

09-May-24

Shipping container/cooler in good condition? Yes No Not Present

Chain of custody present? Yes No

Chain of custody signed when relinquished and received? Yes No

Chain of custody agrees with sample labels? Yes No

Samples in proper container/bottle? Yes No

Sample containers intact? Yes No

Sufficient sample volume for indicated test? Yes No

All samples received within holding time? Yes No

Container/Temp Blank temperature in compliance? Yes No

Temp °C

When thermal preservation is required, samples are compliant with a temperature between 
0.1°C - 6.0°C, or when samples are received on ice the same day as collected.

pH strip #96651/89660. - pschultz - 4/30/2024 7:51:31 AM

Per Tracy Carroll, some G411 containers may be marked as G410, and some G410 containers may be marked as G411 (bagging error during 
bottle prep). - ehurley - 4/30/2024 9:29:57 AM

Samples were received on 4/30/24 at 16:30 on ice [19.3C - LTG#5]. - nickreed - 4/30/2024 5:47:16 PM

Added Sodium Hydroxide(95613) to sample G153. Added Nitric Acid(97528) to sample G314, G314D, & G316. Preservation checks for O&G 
analysis are to be completed by the laboratory technician prior to analysis. -pH strip #89960/96651. - nickreed - 4/30/2024 5:53:34 PM

Samples were received on 5/1/2024 at 16:31 on ice [12.1C - LTG#5]. - pschultz - 5/2/2024 8:39:06 AM

pH strip #96651/89660. - pschultz - 5/2/2024 8:39:45 AM

Additional Sodium Hydroxide (95443) preservative was needed for samples G122 and G272 upon arrival at the laboratory. - pschultz - 5/2/2024 
8:39:49 AM

Samples were received on 5/2/24 at 16:15 on ice [16.1C - LTG#5]. Added Nitric Acid(97606) to sample G106 & G275D. Added Sodium 
Hydroxide(95443) to sample G401. Preservation checks for O&G analysis are to be completed by the laboratory technician prior to analysis. pH 
strip #96651/89660. - nickreed - 5/2/2024 6:50:49 PM

Samples were received on 5/3/24 at 1148 on ice [16.3C - LTG5].  pH strip #89660/96651.  Preservation checks for O&G analysis are to be 

Water – at least one vial per sample has zero headspace? Yes No No VOA vials

Water - pH acceptable upon receipt? Yes No NA

Type of thermal preservation? None Ice Blue Ice Dry Ice

Chain of custody 45 Extra pages included

Reported field parameters measured: Field Lab NA

Water - TOX containers have zero headspace? No TOX containersYes No

NPDES/CWA TCN interferences checked/treated in the field? Yes No NA

Nick Reed Ellie Hopkins
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Receiving Check List

Client Project: COF-24Q2

Client: Ramboll

Report Date: 17-Jun-24

Work Order: 24041541

http://www.teklabinc.com/

completed by the laboratory technician prior to analysis. - amberdilallo - 5/3/2024 12:46:21 PM

Samples were received on 5/6/24 at 1642 on ice [12.9C - LTG5].  Additional Nitric Acid (97606) was needed upon arrival at the laboratory for G285 
and G302.  pH strip #89660/96651. - amberdilallo - 5/7/2024 8:24:08 AM

Samples were received on 5/7/2024 at 16:02 on ice [16.7C - LTG#7]. - pschultz - 5/7/2024 5:07:35 PM

pH strip #96651/89660. LH - pschultz - 5/7/2024 5:07:38 PM

Additional Nitric Acid (97606) preservative was needed for samples G1001 and G276 upon arrival at the laboratory. LH - pschultz - 5/7/2024 
5:07:41 PM

Samples were received on 5/8/24 at 1348 on ice [6.9C - LTG5].  Additional Nitric Acid (97737) was needed upon arrival at the laboratory for L203 
and Field Blank.  pH strip #89660/96651.  Preservation checks for O&G analysis are to be completed by the laboratory technician prior to 
analysis. - amberdilallo - 5/8/2024 4:27:38 PM
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24041541 
CHAIN-OF-CUSTODY (Analytical Request Document 

The Chain-of-Cuslody isa LEGAL DOCUMENT. Al relevant fields mat be corrçleted nccurate&. 

Section A Sections Section C 
Req'aired Cleat Innotination: Required Prnjed Irfomtatinn: Invoice Information: 

Page: 5 of 7 

Co.": Visira Corp-Coileen Report to: Brian Voelker Anenfon: Jason Stuckey 

Address: 134 CIPS Lane CopyTo: Sam Davies-samanthadavies@istracorp.com  ConspanyNamn: Vistra Coop REGULATORY AGENCY 

Coffeen, IL 62017 John Roniang-Joltn.Romang@vistracoapxom Address: see Section A NPDES GROUND WATER DRINKING WATER 

UST RCRA OTHER EmailTo: 8hanVotlkerSVistrsC0ro.coni Purchase OtdnrNo.: Caere 
Rerereree: 

Plsne: (217) 753-8911 Fax Project Name: Prnect 
Manager 

Site Location 

STATE: 
IL 

Requested Due Dater-AT: 10 day Pmjecn Number 2285 PruNe e: 
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(A-7, 0-9 St 
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Taste 

0308 Wt G 2 1 1 X X 24041541-065 

2 0310 WT G 2 1 1 X X 24041541-066 

0312 WT G 2 1 1 X X 24041541-067 

4 0313 WT G 2 I 1 X X 24041541-068 

0314 Wi- 0 2 1 1 X X 24041541-069 

G314D wr 0 2 1 1 X X 24041541-070 

7 0315 wi o 2 1 1 X X 24041541-071 

0316 WI 0 2 i I X X 24041541-072 

0401 wr 0 4 1 2 1 X X X 24041541-073 
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16 (3410 Wi- 0 4 1 2 1 X 24041541-080 

ADDITIONAL COW.OflS LImItED BY FIIJATION DATE TIME ACCEPTED BY! PFPLIATION DATE TIME SAMPLE C0NDri-IoNS 

COF-24Q2 Rev 0 (jq CJCG 1) 

SAMPLER NAME AND SIGNATURE U 
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fl g 111 
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PRINT Ram orSM1PLER: )'s*v' C$p 
SIGNATURE of SAMPLER: h 24ç  DATE Signed q 

(IMWDDPYYJ: -14-ZM 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



2-4041541 
CHAIN-OF-CUSTODY I Analytical Request Document 

The Chain-of-Custody is a LEGAL DOCUMENT. AB NNaNt fields must be corrpleted accumleb-. 

Section A Section B Section C 
Reqthred Chenllnfontalion: Required Project lnitonmstionr Invoica Infomiorion: 

Page: 5 of 7 

CorTasy: Vist-a Corp-Coffeen Report To: Brian Voelicer Mention: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Dauies-samantha.daviestiistracorp.com  Company Name: Vistra Corp REGULATORY AGENCY 

Cofteen, IL 62017 JoIn, Romang -JotUtRomsagOIrOCOrThcOm Address: see Section A NPDES GROUNDWATER DRINKING WATER 

ErTnaiITo: Brian.VoelkercsiVistraCorp.cOrn  purthaseOtderNo.: 0mm 
Reherenne; 

UST RORA OTHER 

Phone: (217) 753-8911 Fax Project Name: FeRret 
Manager 

Site Location 
IL 

ReguestedoaeoatelTAT: 10 day ProidNttec 2285 Feefilfl: 
STATE: 
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ADDITIONAL COP.Q.NTS REMHED BY! UATION DATE TIME ACCEPTED BY IAflEJATN MS DATE TIME SNPLE CONDITIONS 

COF-24Q2 Rev 0 'i/rn/ti (L y/4'zt /7& 
Blanks: filter upon arrival at the lab for 

dissolved parameters. SAMPLER NAME AND SIGNATURE 

R 
a 

PRtJTNameofSMPLER: c 
SIGNATURE ofSAAWLER: — 

DATE Sned k.4_zcI - IritWDDnYl: 

'/ 

Corfodentlal 
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CHAIN-OF-CUSTODY / Analytical Request Document 24041541 
The Chair-of-Custody in a LEGAL DOCUMENT. Al relevanllields saint be completed accureteb'. 

Section A Section B Section C 
Required Cient Innonhiation: Required Project Intomialion: 'mote 'nrom,alion 

Page: 1 of 7 

Company: Vistra Corp-Cofieen Report To: Brian Voelker Attention: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Davi s-samantha.dahiesIistraCorp.com  Compaoy Name: Visirm Corp REGULATORY AGENCY 

Coffeen, IL 62017 John Romang -JotntRon'ongnintmcorp.com 
Scot Bet-  Mehell BejhWhist,mcom corn 

Address: see Section A NPDES GROUND WATER DRINKING WATER 
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CHAIN-OF-CUSTODY! Analytical Request Document 24041541 
The Chair-of-Custody is a LEGAL DOCUMENT. At relevant fields roast be cortçleled 800ursteb-. 

section B Section 0 
Required Cierd Isforrearion: Required Project Information: Invoice frfom,alion: Page: 2 or 7 
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Coffeen, IL 62017 JoroRoma9-JohrRornare@datracorczcom 
Scott Bet- Michapt ttplkEMstracoro corn 

Address: see Section  NPDES GROUNDWATER DRINKING WATER 
EraaitTo: 8rian.Voelker@VistraCorp.con, Parcraae Order No.: Orrate 

UST RCRA OTHER 
Phase: (217) 753-8911 Fax Project Name: Prajeol 

Maaaeer Site Location 
IL 

Requested Due oalelTAy: 10 day ProianlNumber. 2285 PraceE 
STATE: 

Requ sted Analysis Filtered (Y N) 

SectottD vatdtiattccodes 
Requiredcioetlntarrnainr MATRIX CODE 

[
M
A
T
R
t
X
 C
O
D
E
 
(
s
e
e
  v
e(

Id
 c

od
es

  (
° r

ole
) 

S
A
M
P
L
E
 
T
Y
P
E
 
(G
G
R
A
B
  
C
O
C
O
M
P
)
  

COLLECTED 

S
A
M
P
L
E
  
T
E
M
P
  
A
T
 
C
O
L
L
E
C
T
(
O
N
 

Lf
f2

C
O
N
T
A
I
N
E
R
S
 

j 

Preservatives 
S 

S 

ImNee Waite OW 
WaIte Wi 
WASII waste 00W 
recover p 
5OtltO_V 01 

SAMPLE ID e 

SampIetDs MUST BEUNIQUE stOUt It 

DATE TIME L1
r
!
,v

!d
 

I 

go 

Aik 
 olsen 01 

fizzs 
zomee 

0b s  

- 

O
th

er
 

I 
j
A
n
a
ly
s
is
  
T
e
s
t
j
  

0 

U) 
Od 

0 

U) 
Vol 

0000 
0000 

LLLLL 

O 

N 
U) 
C 

0 

N 
MS 
C 

C
O
F
-
2
5
7
-
1
0
5
 

0 

U) 

0 

U) 
5 
U) 

0 

U) 
- 
0 

LLUThLUU.IL 
000000 
000000 

0 
'7 
U) 
- 
0 

'7 
U) 

CO 

0 

0
 

 

C
O
F
-
W
P
C
P
-
1
0
3
-
1
0
4
 

I 

0 

UL 
00 
00 

d 
D 
CO 
LL 

R
e
s
id

ua
l  
C
hl

or
in
e  
(Y
I
N
)
  

Project Noi Lab lD. 
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CHAIN-OF-CUSTODY / Analytical Request Document 2AO41544: 
irr-of-Custodv is a LEGAL DOCUMENT. At relevant fields mat be competed accurate 

Section A SectionS Section C 

Required Chest Enlomiation: Required Project Istomialios: Invoice Infoiroatiot: 
Page; 3 of 7 

Company: Vistra Corp-Cotfeen ReporT T. Brian Voelker Mention': Jason Stuckey 
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EmoiTo: Brian .Vorni ker(&VislroCoro .com PurthaseorderNo-: UST RCRA OTHER 
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1 3210 WI G 6 2 1 2 1 X 24041541-033 
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2 3211 WT G 6 2 1 2 1 

X X X 24041541-035 
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X X X 24041541-036 
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AOOITIONALCOMMENTS REUNOUIsHEOEYIAFFILIATION DATE TIME ACCEPTED BY/FFUJATION , DATE TitE SAMPLE CONDITIONS 
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CHAIN-OF-CUSTODY! Analytical Request Document 24041541 
The Cbs/ti-of-Custody is a LEGAL DOCUMENT. Al releventlpelds trust be conçteted aocsratebt. 

Section A Section B Section C 
Required Coed reformation: Required Project rrrormarion: 'neoce Inpormanion: 

Page 5 of 7 

copoarw: Vistra Corp-Coffeen Reps,1 To: Brian Voelker Attersion: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Da-eies-samantha.davies@uislraco,pCom Company Name: Vistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 JohoRomel-JohtRomareoaco.com  
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G307 WI 0 2 1 1 X X 24041541-063 
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4 0310 WI C 2 1 1 X X 24041541-066 
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ADDITIONALCOMMENTS RELINQUISHED BY/AFFILIATION DATE TIME ACCEPTED BY/AFFILIATION DATE TIME SAMPLE coNorrtONs 
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CHAIN-OF-CUSTODY IAnaIyticaI Request Document 24041:541 
The Chain-of-Custody is a LEGAL DOCUMENT. Al relevant fields mist be corIeted accurately. 

Section A Section B Section C 
Required flerr lelorniatios: Required Project InIsivearotn: invoice Isromiahon: 

Page: 6 of 7 

Company: Viatra Corp-Coffeen Report To Brian Voeuicer Atlentiori: Jason Stuckey 
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Project Nod Lab l0. 

G407 wr e 4 1 2 1 X X X 24041541-079 

2 G410 WI G '4!b\ z_4- jçr\ 4 1 2 1 X 24041541-080 

3 G411 WI G 4 1 2 1 X 24041541-081 

4 L203 WI G 18 9 4 1 3 1 X 24041541-082 

S NE Riser Wr C 0 X X 24041541-063 

6 R104 WIG 1563231 X X 24041541-084 
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a R205 WI C 6 2 1 2 1 X 24041541-086 
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is XSG-01 WI C 0 X X 24041541-094 
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COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY / Analytical Request Document 24041541 
The Chain-of-Custody is a LEGAL DOCUMENT. Al relevant felts Faint be completed accural* 

Section A Section 8 Section C 
Reqused dent Inlotittatlen: Required Project Inlomaton: Invoice Information: 

Page: 1 on 7 

Company: Vista Corp-Cotteen Report To: Brian Voelker Mention: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Davies-samanthaMavies@vtstraoorpcom Company Name: Vistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 John Roniarg-Jolm.Romarg@ststacoro.com  
scofl Ets Michael eenoejolrscom com 
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Address: See Section A NPCES GROUND WATER DRINKING WATER 
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AP2D WI 0 2 1 1 X 24041541-001 

X X 24041541-002 2 01001 WT 0 2 1 1 

X X X 24041541-003 a GI003 WI 0 4 1 3 

X 24041541-004 4 GI01 wi o 14 6 3 I 3 1 

X X 24041541-005 5 0102 WIG 1563231 

X X 24041541-006 0103 wro 1563231 

X X 24041541-007 7 0105 WT  1563231 

X X 24041541-008 a GlOB WT  1563231 
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CHAIN-OF-CUSTODY I Analytical Request Document 24,04-1541  
The Chain-of-Custody is a LEGAL DOCUMENT. At relevant fields rash be conTleted accuratele. 
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Colleen, IL 62017 J01, Rom,,  
scoltSeeidirflaet 8eEVoIracom corn 

Address: see Section A NPDES GROUND WATER DRINKING WATER 

UST RCRA OTHER Enroll To: srisn.VoelketVislraCom.com  Purchase Order No.: Quote 

Phone: (217) 753-8911 Fax Project Name: Project 
Macerr 

site LocatIon 

STATE: 
It 

Requested Due oaOeJTAT: 10 day Projerl Nurnter. 2285 ProtOn a: 

Requested Analysis Filtered (V N) 

seclionD ValdMootitCodes 
RequtrodClinnUoloonauao etfllflx COPE 

OW 
105 
WW 
P 
Si 
c 

AR 
on 
is 

M
A
T
R
I
X
 C
O
D
E
 
(
s
c
e

.u
li

d 
ca
de

s  
to
  l
of

t)
  

S
A
M
P
L
E
 
TY
P
E
 
(G
o
G
R
A
S
  
C
0
00
M
P
)
  

COLLECTED 

S
A
M
P
L
E
 

A
T
  
C
O
L
L
E
C
T
I
O
N
 

I 
#
O
F
C
O
N
T
A
I
N
E
R
S
 

Presetvatnies  
— 2 
3-1 

Omamo Wants 
wiste 
WAusnWAsaR 
Poccit) 
SOLISOLO 
a 

SAMPLE ID 
OR 

(A-Z.O-9/.-) omen 
SampleIDs MUST BEUNCLE IO&SE 

DATE TIME U
n
p
re
se
rv
ed
 

I 

IIIZZO 

01-  
no 

4
A
n
a
y
s
I5

  T
es

t4
  

0 

N- 
In 

LL 
000 
000 

CI 
0 
-• 
N- 
II) 

LL 

0) 
0 
— 
C- 
II) 

IL 

I
C
0
E
-2
5
7
_
1
0
4

I 

I/S 
0 

N- 
I/Sn— 

to- UL
Q*5I6*O 

II) 
0 

U- 
00000 
00000 

0 

I/SO 
10 
so 
U- 

CO 
0 

U- 

C) 
0 

U) 

U- 

I
C
0
E
-8
4
5 -
1
04
 

I 
j
C
o
F
-W
P
C
P
-
1
0
2
 

I 

10 
0 

* 
Co 

it 
000 
000 

CO 

'V 

0 

S 
—® 

0 

R
e
si

du
al
 C
hl
or
in

e  
(Y
I
N
)
  

Project Noi Lab LD. 

6122 wi c-°i-t1 `31;9 14 6 3 1 3 1 X 24041541-017 

2 6123 WI G 14 6 3 1 3 1 X 24041541-018 

3 6124 wi e ¶-\- tM SLJS1 14 6 3 1 3 1 X 24041541-019 

4 6125 WI 0 14 6 3 1 3 1 X 24041541-020 

5 6126 WI G 14 6 3 1 3 1 X 24041541-021 

G1SI WI G 4 2 1 1 X 24041541-022 

7 6152 WI G 4 2 1 1 X 24041541-023 

a 6153 WI 0 4 2 1 1 X 24041541-024 

6154 WI G 5 2 2 1 X X 24041541-025 

10 6155 WI G 4 2 1 1 X 24041541-026 

11 6200 WIG 6212 1 X X X 24041541-027 

12 6206 WT  6212 1 X X X 24041541-028 

13 6206D WI G 2 1 1 X X X 24041541-029 
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16 6208 WI C 6 2 1 2 I X 24041541-031 

16 6209 Wi G S-t-t'-\ vc 6 2 1 2 1 X X X 24041541-032 

ADDITIONALCOMMENTS RELINQUISHED BY/AFFILIATION DATE TIME ACCEPTED BY/AFFILIATION DATE TIME SMIPLE CONDITIONS 

COF-24Q2 Rev 1 c-'163 f c~UI  :i 

SAMPLER NAME AND SIGNATURE U 5 

$- 

A 

o -  o 
Si 

tiE 
PReITNameofareIrLER: 

 
SIGNATURE of SAMPLER: 

DATE Signed - 

Itwoocn1 - 

Co of :deoa a I 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY! Analytical Request Document 2404*644 
The Chain-of-Custody is a LEGAL DOCUMENT. As relevant fields must be completed accurater. 

Section A Sections Section C 
Required Obese Information: Required Project Ittnnattsn: Immicommommon-  

Page: 3 or 7 

Co.", Vistra Corp-Coffees Repotl To: Brian Voelker Attention: Jason Stuckey 

Address: 134 CIPS Lane CopyTn: Sam Davies-samantha.daviesistracorp.com  Company Name: Visira Corp REGULATORY AGENCY 

Coffeen, IL 62017 John Romaro-  JIM  Romaeg@vistrscorpcOm 
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Project Noi Lab LD. 

0210 WI G ç-\-t'\ V6 6 2 1 2 1 X 24041541-033 

2 0211 WI G \Q"\ \o'-o 6 2 1 2 1 X 24041541-034 

a 0212 WI G c-\-L'-\ 097 6 2 1 2 1 X X X 24041541-035 

X X X 24041541-036 4 0213 WIG 6212 1 

0214 WI G 6 2 1 2 1 X 24041541-037 

0215 WIG 6212 1 X X X 24041541-038 

X 24041541-039 7 0216 WI G 6 2 1 2 1 

X X X 24041541-040 a 0217 WIG 6212 I 

S 0218 WIG 6212 1 X X X 24041541-041 

Ia 0219 WI G 2 1 1 X 24041541-104 

11 0220 WI 0 2 1 1 X 24041541-105 

12 0270 WIG 6212 I X X X XXX 24041541-042 

13 0271 WI 0 "4 \33\ 6 2 I 2 1 X X xl 24041541-043 

X x lxi 24041541-044 14 0272 WI o T-\-t' \Z5\O 6 2 1 2 1 

15 0273 WI 0 -\4' \'LS\ 6 2 1 2 1 x x X 24041541-045 

x 24041541-046 16 0274 WI G -\-1,)% \'-\t\ 6 2 1 2 1 

ADDITIONAL COMIeeNTS REUNOIJENED ey nAPRUATION DATE TIME ADDER EQ BY (AFFIJATION DATE TIME SAMPLE CONDITIONS 

COF-24Q2 Rev 1 aWe(Cnv.p \ 16,31 C5tc& kCJ1Qfl kS-s ±Sh ILl kQL\k 
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845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY I Analytical Request Document -24:04t5:.tt 
The Chain-of-Custody is a LEGAL DOCUMENT. Al relevantfields nest be completed accurate. 

Section A Section 2 Section C 
Required Crest IrtIsstaIuon: Required Pro1ect Intonestion: 

Page: 4 or 7 

Company: Vistra Coep-Coffeen Reporl To: Brian Voelker Mention: Jason Stuckey 

Address: 134 CII'S Lane CspyTo: Sam Davies-samanthadavies@tiistracorpCom CompanyName: VlstrsCorp REGULATORY AGENCY 

Coffeen, IL 62017 Jose Rornasg -John.Roargs1sbscorRcorn 
Scott Gel- Michael Eeths4stmcoro cool 

Address: see Section A NPDES GROUND WATER DRINKING WATER 
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SsmpleIDsMUST5EUNlGUE iissus 

0275 AT  6212 1 

. 

X X X 24041541-047 

2 32750 Wi G 2 1 1 X X 24041541-048 

3 0276 WiG 6212 I X X X 24041541-049 

4 0277 WT  6212 1 X X X 24041541-050 

5 0278 wi c 6 2 I 2 1 X 24041541-051 

6 0279 WT  6212 1 X XXX 24041541-052 

7 3280 WT 6212 1 X X X XXX 24041541-053 

0281 WIG 41 2 1 x  x  X 24041541-054 

0283 wi 5 2 1 1 X X 24041541-055 

10 0284 wi 0 2 1 1 X X 24041541-056 

11 3285 WT 5 2 I I X X 24041541-057 

12 3301 WT 5 2 1 1 X X 24041541-058 

I) 3302 WI 0 2 1 1 X X 24041541-059 

14 3303 WI G 5"74  ,)!1 J&)-  2 1 1 X X 24041541-060 

15 3305 WI 0 usçi;1204 74 2 1 1 X X 24041541-061 

Is 3306 wi a 5I124. f3t1 2 1 1 X X 24041541-062 

ADDn)oNAL COWIENTS RELINQUISHED BY! AFFILIATION DATE TIME ACCEPTED EY/AFFUATION DATE TIME SNItPLE cONDITIONs 

COF-24Q2 Rev 1 c-k 11.3/ (jn$cy - 4)kQO&Q& 
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Jo no 

PRINTNsmeOOSMAPLER: I ¶fl 
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845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY I Analytical Request Document 24041541 
The Chain-of-Custody is a LEGAL DOCUMENT. Al relevant fields nint be connerleted accerate&. 

Section A Section Section C 
Reqedred Curse Irfomsatios: Required Project lntornssllon: Invoice Irdcetason: 

Page: 5 of 7 
Company: Visits Cop-Coffeen Repori To: Brian Voellcer Amenlon: Jason Stuckey 

Address: 134 CIPS Lane CspyTs: Sam oavies-saniantha.daviesr@vistracorp.com  CompanyName: vistracorp REGULATORY AGENCY 

Coffeen, IL 62017 Jose Roessg - John.Roman5risfteconpcom 
Scoel 8e4 MichypLoelkssislracoro win 

Address: See Section A NPDES GROUNDWATER DRINKING WATER 
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Project Noi Lab l.D. 

1 3307 WI G 2 1 1 X X 24041541-063 

X X 24041541-064 2 33070 WI 6 2 1 1 

X X 24041541-065 3 3308 WI 6 2 1 1 

X X 24041541-066 4 3310 WI 6 2 1 1 

X X 24041541-067 5 3312 WI 6 2 1 1 

X X 24041541-068 3313 WI 6 A'ji)7* /d13 2 1 I 

X X 24041541-069 7 3314 WY 6 2 1 1 

X X 24041541-070 a 33140 WI 6 2 1 I 

X X 24041541-071 9 3315 WI G 2 1 1 

X X 24041541-072 is 3316 WI 6 2 1 1 

X X X 24041541-073 11 3401 WI C 4 1 2 1 

X X X 24041541-074 12 3402 WI 6 4 1 2 1 

X X X 24041541-075 13 3403 WI 6 4 1 2 1 

X X X 24041541-076 14 3404 WY 6 4 1 2 1 

X X X 24041541-077 15 3405 WI 6 4 1 2 1 

X X X 24041541-078 le 3406 WI 6 4 1 2 1 

AODITIONAL COMMENTS RELINQUISHED BY / AFFILIATION DATE TIME ACCEPTED BY/AFFIJATON DATE TIME Sn/Pta CONDItiONS 

COF-24Q2 Rev I -cfrte/ Crtr-.r-) ç-1 /6I (rct A21X19A'S 3- 
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DATE Signed - 
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COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY I Analytical Request Document 24041544 
The Chain-of-Cnttodyis a LEGAL DOCUMENT, Alrelevantfietds Tusibe conphted accaratete. 

Section A Section B Section C 
Reqeired Cheat lelorrateor: Required Project Inlererelion. invoice Information: 

Page: 6 of 7 

Ceepany: Vistra Corp-Coffeen Report To: Brian Voelker Anerdion: Jason Stuckey 

Address: 134 CIPS Lane ctopy To: Sam Davies-samanthadaviesl@histracorp.com  Company Name: Vistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 John Romang - Jehn.Rornaeg%enbscorp.corn 
Scott Gel- Miceeel Eell81ottacoIo con 

Address: see Section A NP008 GROUNDWATER DRINKING WATER 

Eea'lTe: Brn.VoeikeiithVietracoro.00m Pos-clease Order Na: theta LIST RCRA OTHER 

Phone: (217) 753-8911 Fax Project Name: Rejest 
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Requested Dee DatefrnT: 10 day PEPOI Number 2285 Preteen; STATE: 
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Project Nod Lab LID. 

1 6407 WT 5 4 1 2 1 X X X 24041541-079 

X 24041541-080 2 6410 Wi 5 4 1 2 1 

X 24041541-081 3 6411 WI 5 4 I 2 1 

X 24041541-082 4 L203 WI 5 66 9 4 1 3 1 

X X 24041541-083 NE Riser wr 5 0 

X X 24041541-084 S R104 WT  1563231 

X X X 24041541-085 7 R201 WIG 6212 1 

X 24041541-086 R205 WI 5 6 2 1 2 I 

X X X X 24041541-087 9 56-02 WI 5 0 

X X X X 24041541-080 10 56-03 WT 0 0 

X 24041541-089 11 1127 WT 0 14 6 3 1 3 1 

X 24041541-090 12 1128 WI e54lj-j I3I 14 6 3 1 3 1 

X X 24041541-091 13 X201 WI 5 2 1 1 

X 24041541-092 14 XPWO1 WT 5 2 1 1 

X 24041541-093 is XPW02 WT 5 2 1 1 

X X 24041541-094 Is XSG-01 WT o 0 

ADDITIONALCOMMSNTS RELINQUISHED BY/AFFILLkTION DATE TIME ACCEPTED BY/AFE5RrION DATE TIME SAMPLE CONDITIONS 

COF-24Q2 Rev I 22'ctn'vp( I3( IVjQ4 £DAJau I as 
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SIGNATURE oFSAAWLER: 4/jZz C.C/ 

DATE Signed 
tWMDDrYfl: 5 I_iLl 
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Co neidens a I 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY I Analytical Request Document 
The Chain-of-Custody is  LEGAL DOCUMENT, At relevantfielda neutb, completed accurately. 

Section A Section B Section C 
Requited Cleat lrrloonnsltor: Required Project latotmation: invoice Intonmation: 

Page. 1 of 

Company: Vistra Corp-Coffeen Report To: Brian Voelker Adlention: Jason Stuckey 

Address: 134 CIPS Lane Cony To: San Davies-samantha.davies@straCorp.com  Company Name: Vistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 JthrROOWG - JOhn.RomarOtiatraOm.cOm  Address: See SectonA NPOEs GROUNDWATER DRINKING WATER 

EmojtTo: BhanVotlkereVistraCoracorn  Purcttaaeordert'lo.: Genie LIST RCRA OThER 

Phore: (217)753-8911 Pair Project Name: P,njeet She Location 
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Requested Due DatelTAT: 10 day PrOject Number 2285 frollcS STATE: 
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Project Nod Lab ID. 

I AP2D wr e 2 1 1 X 24041541-001 

X X 24041641-002 2 GI001 WI C 2 1 1 

X X 24041541-003 ti GIOOS WI 3 4 1 3 

X 24041541-004 4 GIOI WI C (4LH 14 6 3 1 3 1 

X X 24041541-005 G102 WI C (-tL'j \(33 15 6 3 2 3 I 

X X 24041541-006 G103 WI C -,71J1 15 6 3 2 3 1 

X X 24041541-007 7 G105 WI C 33 15 632 3 1 

X X 24041541-008 G106 WI C 51-2Ij \S 15 6 3 2 3 1 

X 24041541-009 0107 wr C 14 6 3 1 3 1 

X 24041541-010 10 3108 wi e 14 6 3 1 3 1 

X 24041541-011 11 3109 wi e 14 6 3 1 3 1 

X 24041541-012 12 3110 WI C 14 6 3 1 3 1 

X 24041541-013 ta Gill WI C 14 6 3 1 3 1 

X 24041541-014 14 3119 WI C 14 6 3 1 3 1 

X 24041541-015 is 3120 WIG 1463131 

X 24041541-016 is 3121 WT C 14 6 3 1 3 1 

: ra1ATr4 
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cog 91 fl 
PRINT NaneofSPi,IPLER: 

SICNATUREoISMIPLER 1 7 L(- 1
,_-OATESeed 
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COT 1: 5 eTa a I 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY / Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. As relevant fields mete he completed accurate 

Section A Section 8 Section C 
Requited Cued tetoinosticr.: Recltiiced Project tnitrrealiom twice Information: 

Pace: 2 of 7 

Company: Vistra Corp-Coffeen Report To: Brian Voelker Attention: Jason Stuckey 

Addsasa: 134 CIPS Lane Cony To: Sam DaVieS5amafltha.daVieS@i.iStraCOm.COfl1 CompanyName Vistra Corn REGULATORY AGENCY 

Coffeen. 1L62017 John Romaeg-jafeRooTaeg©'thshocorp.com Address: See Section A NPDES GROUNDWATER DRINKING WATER 

Ernst To: 3ri ---Voe;kereVislrscoro corn Purchase Order No.: Quote 
no 0 Rd—, 

UST RCRA OTHER 

Phase: (217) 753-8911 Fax Project Na.: Project 
Muoager Site Location 
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Project wo.I Lab LD. 

I G122 WI G 14 6 3 1 3 1 X 24041541-017 

X 24041541-018 2 G123 WI S 14 6 3 1 3 1 

X 24041541-019 a 0124 WI. G 14 6 3 1 3 1 

X 24041541-020 4 0125 WI S <-7-  tH 14 6 3 1 3 I 

X 24041541-021 5 0126 WI 8 14 6 3 I 3 1 

X 24041541-022 0151 WI 5 4 2 1 1 

X 24041541-023 0152 WI 5 4 2 1 1 

X 24041541-024 G153 Wr 5 4 2 1 1 

X X 24041541-025 a 0154 WI 5 5 2 2 1 

X 24041541-026 10 G155 WI S 4 2 I I 

X X X 24041541-027 11 0200 WIG 6212 1 

X X X 24041541-028 12 0206 WIG 6212 1 

X - X X 24041541-029 13 G206D WIG - 21 1 

X 24041541-030 14 0207 WI 5 6 2 1 2 1 

X 24041541-031 Is 0208 WI 5 6 2 1 2 1 

X X X 24041541-032 is 0209 WIG 6.212 1 

ADDITIONALCOMMENTS RELWQUnaNEDBYIAFFtUATION DATE TIME ACCEPTED BY/PFFLIATON DATE T1ME SAMPLE contDmoNs 

COF-24Q2 Rev O 24YieiCcc#..mr s-t Is  j7;-/0L1-1 1(45 

SAMPLER NAME AND SIGNATURE 
z 
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PRINT Name of SAMPLER:  
SIGNATURE eraxllpLER:  DATE Signed - 

lFevWODWY): 2 1 

Contid rot a! 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



24041541 
CHAIN-OF-CUSTODY I Analytical Request Document 

The Chain-of-Cuatosg it a LEGAL DOCUMENT. Al ratnvantlieldn mat be corrInted accurately. 

Section A 
Required Clans trrlormahoc 

Section 6 Section C 
Required FraNca trdorrnaaoit invoice Inromiation: 

Page; 3 of 7 

co", Vist-a Corp-Coffeen Report To: Brian Voelker AEedion: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam DavieS-samanthadavieS@istracorpcom company Name: Vistra Corn REGULATORY AGENCY 

Coffeen, IL 62017 joteRtmard - JOMROrnar40davactrpcom Address: see SeCtionA NPDES GROUNDWATER DRINKING WATER 

UST RCRA OTHER Email To: BiioiiVoelkerjVisjraCorccCm Purchase OrderNo.: ° 
Reference: 

PRose: (217) 753-8911 Fax Project Naae: Project 
Ma,aeer 

Site Location 

STATE: 
IL 

Requested Due Dana/TAT; 10 day Project Number 2285 °°• S 

Requested Analysis Fl tared (V N) 
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PrOjeCtNo.ILabI.D. 

0210 WT 0 6 2 I 2 1 X 24041541-033 

2 0211 wr 0 6 2 1 2 1 X 24041541-034 

0212 WT  6212 1 X X X 24041541-035 

4 0213 WiG 6212 1 X X X 24041541-036 

S 0214 wi o 6 2 1 2 1 X 24041541-037 

0215 WT  6212 1 X X X 24041541-038 

7 0216 wi o 6 2 1 2 1 X 24041541-039 

a 0217 wro5-t-VI 1139 6212 1 X X X 24041541-040 

0218 wi o SL  -ti 6 2 1 2 1 X - X X 24041541-041 

10 0270 wiG 6212 I X X X XXX 24041541-042 

11 0271 WiG 6212 1 X X X 24041541-043 

12 0272 waG 6212 1 X X X 24041541-044 

13 0273 WT  6212 1 X X X 24041541-045 

14 0274 wi o 6 2 1 2 1 X 24041541-046 

15 0275 wi o 4-zf-J 1035 6 2 1 2 1 X X X 24041541-047 

IS 02750 wa C _T-t-V-I CR51 2 1 1 X X 24041541-048 

ADDITIONAL COMMENTS RELINQUISHED BY /AnILI&TION DATE TIME AC DATE T SAMPLE CONDITIONS 

COF-24Q2 Rev 0 L /çJ/5 F-9 Q 3z2./0L3-1 IL!'; 

SAMPLER NAME AND SIGNATURE a 

D 
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U - 

PRINT Name of SAMPLER: )j.jCW C1ip 
SIGNATURE of SAMPLER; 44-' -  

DATE Signed 
(IMtiDDrrfl; C 7 

Corildencial 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



240411544 
CHAIN-OF-CUSTODY I Analytical Request Document 

The Chain-of-Cuatody is a LEGAL DOCUMENT. Al relevant flelda mutt be completed acctaatety. 

Section A Section B Section C 
Required Cleft Inlomsalion: Required Project lntsmtalioe: Invoice Inforsatios: 

Par: 4 cv 7 

Company: Vistra Corp-Coffeen Repoti To: Brian Voelker Attenton: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Davies-samanthadavies@uistracorp.com  Coapany Name: Vistra Corn REGULATORY AGENCY 

Coffeen. IL 62017 John RornarG.jttnRoaang@nistmcorpcOm Md.: see Section A NPDES GROUND WATER DRINKING WATER 

UST RCRA OTHER EatilTo: SnarVoetkereVistraCofpCom Purchtte Order Ns.: Quote 
Reterenee: 

Phone: (217)753-8911 Fax Project Name: Prejeet 
Maee.: site Location 

STATE: 

IL 
Requested Due Date/tAT: 10 day Pajeci Number 2285 Pruitea: 

Requested Analysis Filtered (YIN) 
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Project Nod Lab LD. 

3278 WIG 6212 1 X X X 24041541-049 

2 3277 WIG 6212 1 X X X 24041541-050 

3 3278 wi G 6 2 1 2 1 X 24041541-051 

4 3279 WT  6212 1 X XXX 24041541-052 

G280 WIG 6212 1 X X X XXX 24041541-053 

G281 WIG 41 2 1 X x  X 24041541-054 

3283 wi G 2 1 1 X X 24041541-055 

3 3284 wi G 2 1 1 X X 24041541-056 

9 G285 wi o 2 1 1 X X 24041541-057 

10 Gaol WT 0 2 1 1 X X 24041541-058 

11 G302 wi 0 2 1 1 X X 24041541-059 

12 3303 Wi 0 2 1 1 X X 24041541-080 

Ii 3305 AT 0 2 1. 1 X X 24041541-061 

14 3306 WI 0 2 1 1 X X 24041541-062 

15 3307 Wi G r-5 7,'7,4- /4_j 2 1 1 X X 24041541-063 

16 G307D wi G 2.i4 2 1 1 X X 24041541-064 

ADOITIONALcOMMENTS REUNOUBNED BY/AFFIIJATIGN DATE TIME ACCEPTED BY/AFFLIATION DATE TIME SPIWLE CONDritONs 

COF-24Q2 Rev O it /6/3 5/42J( j,jç 
nefc(ra.T 

SAMPLER NAME AND SIGNATURE 
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$o 

it - 

PRi'JTNameofSAiWLER: Sire (AQ 
SIGNATURE of SAMPLER: jJ45j_ (& 

DATE Signed 
IWNDD/5?W Z- 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY / Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. Al relevant fields moist be completed accurote. 

Section A Section B Section  
Required Ciere Jeronnaten: Reqofred Proiect inrootttaOiono: invoice tnrom,stion: 

Page: 5 a 7 

Company: Vistra Corp-Coffeen Report To: Brian Voelker Attention: Jason Stuckey 

AddresS: 134 CIPS Lane Copy To: Sam Davies-samanthadaviess@istraconpcom Company Namer vtstra Corp REGULATORY AGENCY 

Coffeen, 1L62017 JshoRO5aQ-J0hn.ROrea9@ti50ra00tPtm Address: see Section A NPDES GROUNDWATER DRINKING WATER 

Bdan.VootkereVistIaCorocom  psrctiaseOmderNo.: Cuss 
Retemerree: 
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Phone: (217) 753-8911 Fax Proiect Nase Frejact 
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Requested Dote Date/TAT: 10 day otum Number. 2285 Perle STATE: 
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Project Noi Lab l.D. 

3308 Wi 0 5iZ24 2 1 1 X X 24041541-065 

X X 24041541-086 2 3310 wi e 2 1 1 

X X 24041541-067 3312 AT 0 - 2 1 1 

X X 24041541-066 3313 wi e 2 1 1 

X X 24041541-069 3314 WI 5 2 1 1 

X X 24041541-010 33140 WI 5 2 1 1 

X X 24041541-071 7 3315 wa G :7z41-'J J- 2 1 1 

X X 24041541-072 3316 wi S 2 1 1 

X X X 24041541073 9 3401 WI S (.---7 llOCo 4 1 2 1 

X X X 24041541-074 10 3402 WI 5 4 1 2 1 

X X X 24041541-075 11 3403 WI S 4 I 2 1 

X X X 24041541-076 12 3404 WI 3 4 1 2 1 

X X X 24041541-077 13 3405 WI 3 4 1 2 1 

X X X 24041541-078 14 3406 WT  41 2 1 

X X X 24041541-019 15 3407 WI 3 4 1 2 1 

X 24041541-080 16 3410 WI 3 4 1 2 1 - 

ADDITiONALCOIMenNTS RELINQUISHED EYIAF9UATION DATE TIME ACCEPTED BY/AFFLIATION DATE TIME SLECONOITIONS 

COF-24Q2 Rev 0 r-t /t15 th'/L-kLt 

SAMPLER NAME AND SIGNATURE 
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PRINT NameofsnwLaR: u5-\'c'\ C4p 
SIGNATUREOOSAMPLER: /)p,k (, - 

DATE Regned 
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Cs Ti j dens a I 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



2 
CHAIN-OF-CUSTODY I Analytical Request Document 

The Chair-of-Custody isa LEGAL DOCUMENT. At retevantflelds ritual be cor'wleted acourate& 

Section A Section B Section C 
Required Oheet Inforrealion: Requited Project Intorrnahotr: In,dide lu!om,ation: 

Page: 6 of 7 

Company: Vistra Corp-Coffeen Report To: Brian Voelker Attention: Jason Stuckey 

ACtress: 134 DIPS Lane CopyTo: San, Davies-samantha4avieS@oistraCom.Com  Company Nam, Vistra Corp REGULATORY AGENCY 

Colleen, IL 62017 JohoRtmato-JoM.RmtranGctUacorp.com  Address: see Section A NPDES GROUNDWATER DRINKING WATER 

UST RCRA OTHER EmaitTo: BriartVoetker6ivissrsCorp corn Purchase OnlerNo.: Quote 
Ref- 

-Phone: (217) 753-8911 Fax Project Name: Protect 
Meerueor 

Site Location 

STAll: 
IL 

Requested Due DaIafTAT: 10 day Project Number 2285 

Requested Analysis Filtered (Y N) 
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0307 WT. 5 2 1 1 X X 24041541-063 

X X 24041541-064 2 0307D WT 5 2 1 1 

X X 24041541-065 3 0308 wv 5 2 1 1 

X X 24041541-066 4 0310 Wv 5 2 1 1 
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0407 err 0 4 1 2 1 X X X 24041541-079 

X 24041541-080 
2 0410 err e 4 I 2 1 

X 24041541-081 
3 0411 WT 0 4 1 2 I 

X 24041541-082 
4 L203 WT 8 18 9 4 1 3 1 
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X X 24041541-084 R104 WIG 1563231 

X X X 24041541-085 
7 R201 WTG 6212 1 
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Project NoJ Lab LID. 

1 AP20 wT G 2 1 1 X 24041541-001 

X X 24041541-002 2 01001 WI C 10? Ip 2 1 1 

X X X 24041541-003 01003 WI G 4 1 3 

X 24041541-004 4 G101 WI G 14 6 3 1 3 1 

X X 24041541-005 0102 WIG ¶563231 

X X 24041541-006 0103 WT  1563231 

X X 24041541-007 0105 WT 1563231 

X X 24041541-008 0106 WT 1563231 

X 24041541-009 9 G107 WT, C 14 6 3 1 3 1 

X 24041541410 
10 GlOB WI G 14 6 3 1 3 1 

X 24041541-011 
11 0109 WI G 14 6 3 I 3 1 

X 24041541-012 12 GiIO WT 0 14 6 3 I 3 1 

X 24041541-013 IS Gill WI G 14 6 3 1 3 1 

X 24041541-014 14 0119 WT G 14 6 3 1 3 1 

X 24041541-015 15 0120 WI G 14 6 3 1 3 1 

X 24041541-016 16 0121 WI C 14 6 3 1 3 1 

ADDITIONAL COIMOtENTS RELa4outsNED BY / PPFEAATCN DATE TIME ACCEPTED BY! APFLIATEON DATE TitlE SMPLE CONDITIONS 

COF-24Q2 Rev I 2Z'ne/ P civ0'-'-i cl.. 1 C 
- 

H S/i 

SAMPLER NAME AND SIGNATURE 5 — 
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p 
PRE4TNameofsMLEP: 

 

Jj '17 r& 
DATE Signed 
(MWDDNY9 

! 

Cost iCe ntat 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY I Analytical Request Document 24041541 
The Chctn-o(-Cuotody ira LEGAL DOCUMENT- Al retevattfieira rrast be completed accurately. 

Section A Section B Section C 
Required Chore INormatic us Required Project IrtUorreatior: Invoice Itmuatiors 

Page: 2 of 7 

Company Vistra Comp-Coffeen Repoel To: Brian Voelker Atterdion: Jason Stuckey 

Adoresa: 134 CIPS Lane Copy To: Sam Davies-aan1antha.davies@aistracorp.com  Company Name: Viafra Corp REGULATORY AGENCY 

Coffeen, IL 62017 J. Romarg - JetRomaog©vi5bac0rp205 
Scot Bet- Michael Eelmaniwacoro corn 

Address: see Section A NPDES GROUNDWATER DRINKING WATER 

Ernst To: Brtan,VoelkenthVistraCoro.com   Purchase Order No.: 
Reteanee: 

UST SCRA OThER 

Phone: (217) 753-8911 Fax Project Name: Preleet 

— 
Site Location 

IL 
Requested Due DaterrAT: 10 day oNe 2285 Pardeet STATE: 
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Project No/ Lab l.D. 

3122 WI 0 14 6 3 1 3 1 X 24041541-017 

X 24041541-018 2 3123 wr C 5'-i-2_i OOI 14 6 3 1 3 1 

X 24041541-019 3124 WI 0 14 6 3 1 3 1 

X 24041541-020 4 3125 WI 0 14 6 3 1 3 1 

X 24041541-021 5 3126 WI 0 14 6 3 1 3 1 

X 24041541-022 6 3151 WI 0 4 2 1 1 

X 24041541-023 7 3152 WI C \",4 !OZ 4 2 1 1 

X 24041541-024 a G153 WT 0 4 2 1 1 

X X 24041541-025 a G154 WI 0 5 2 2 1 

X 24041541-026 pa G155 paT G 4 2 1 1 

X X X 24041541-027 11 3200 WI C -tI \t3 6 2 1 2 1 

X X X 24041541-028 12 3206 WIG 6212 1 

X X X 24041541-029 13 3206D WI G 2 1 1 

X 24041541-030 14 3207 WI C 5'1'3M 114( 6 2 1 2 1 

X 24041541-031 is 3208 WI G 6 2 1 2 1 

X X X, 24041541-032 is 3209 ire 6212 1 

tiODrONAtCOMEqENTS RELINQU!SHEDEYIApaUATBN DATE TIME ACCEPTED EY,AFFLI&TION DATE TIME sMLEcoworrloNs 

COF-24Q2 Rev I &The( c-7 io<  c/i/rn 

SAMPLER NAME NAME AND SIGNATURE 

s'g 
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it- 
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m 

PRE4T Name of SAJ&°LER: 
 

SIGNATURE of SAMPLER: L&&' (EL/ 
DATE S'ned r- n 
IMM'DDfYtl; , — / 7j 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY / Analytical Request Document 24041 541 
The Ch {n<t-Custody is a LEGAL DOCUMENT. Al relevant flea must Be completed accsntebs 

Section A Section B Section C 
Required Cheers Intom.aeort Required Project lrdormaion; Irmetce Irfomiator 

Page: 3 or 7 

Company: Vista Corp-Coffeers Report To: Brian Voelker Atterdor: Jason Stuckey 

Address: 134 CIPS Lane Cony To: Sam Daviea-aamanthodses@viatracorpcom Company Name: Vistra Corn REGULATORY AGENCY 

Coffeen, IL 62017 Jotar Remang - JolnRemang©visiracorp.com  
Scott Belt- Micirord eepl4raisfracom torn 

Addreaa: see Section A NPDCS GROUND WATER DRINKING WATER 

Emad To: Brian,VoelkenthVistraCorp.corn  Perthase Order No.: OtTeR 
Ratrmrce: UST RCRA OTHER 

(217) 753.8911 Fez Protect Name Site Location 
IL 

Requested Due Date/TAT: 10 day Project Nurrben 2285 Pmfte STATE: 

Requested Analysis Filtered (YIN) 
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ProjectNoJLabiD. 

1 G210 yr G 6 2 1 2 1 X 24041541-033 

X 24041541434 2 G211 WI G 6 2 1 2 1 

X X X 24041541-035 3 (3212 WIG 6212 1 

X X X 24041541-036 4 (3213 WiG 6212 1 

X 24041541-037 (3214 YT G 6 2 1 2 1 

X X X 24041541-038 a (3215 WIG 6212 I 

X 24041541-039 7 G216 vii G 6 2 1 2 1 

X X X 24041541-040 (3217 WIG 6212 1 

X X X 24041541-041 a (3218 WIG 6212 1 

X 24041541-104 10 (3219 WI G c-i-t°i fttO 2 1 1 

X 24041541-105 11 (3220 WI G ~t1tW tOS 2 1 1 

X X X XXX 24041541-042 12 G270 WIG 6212 1 

X X X 24041541-043 13 (3271 WIG 6212 1 

X X X 24041541-044 14 (3272 WIG 6212 1 

X X X 24041541-045 15 (3273 WT 6212 1 

X 24041541-046 16 (3274 vii G 6 2 1 2 1 

ADDITIONAL COWOENTS RELPJQOISHED BY (AFFUATION DATE TIME ACCEPTED BY (ASFUATON DATE TIME SAMPLE CONDITIONS 

COF-2402 Rev I fe~. Lcc,-w1 c- icon 5/7/rn fOAL 

SAMPLER NAME AND SIGNATURE U -! 

1 6 

>1 
Tv 
r1e 

a 

C/s 
Lm - 

PRINT NameofSAWLER: jcJnfpe\ (4) 1 
SIGNATURE of SAMPLER: tA- 

DATE Signed 
tWwoDrrn: ) 7- Z'1 4 

terrE dendat 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY / Analytical Request Document 24041541 
The Chain-of-Ctato is  LEGAL DOCUMENT. At ralevanttirlda mnistbe compted aesurate?l& 

Section A Section B Section C 
Required Coero lrforma!o Required Proirot Irformaaoa: Ineoice Irfom,afon: 

Pa9e: 4 of 7 

Company: Vines Corp-Coffeen Report To: Brian Voelker Attercion: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Davies-samantha.dahies@vislraCorp.Com  Cospany Name: Viatra Corp REGULATORY AGENCY 

Coffeen, IL 62017 joio Romarnf - JerLRflrnaro©vistmco!P.com 
Scott Sell- Miohoel eelwasiraroro corn 

Address: see Section A NPDES GROUND WATER DRINKING WATER 

ErnailTo: 8rian,Voelkeri8)VistraCorp.com   Purchase Order No,: Dade 
Reference: 

UST RCRA OThER 

Phony: (217)753-8911 Fax Projecswame: Pateo 

—  
sinLuon 

IL 
ReqyaestedoueDate/TAT: 10 day PraicotNaraber 2285 Praldee: STATE: 

Requested Analysis Filtered (Y N) 

Section 0 Valid Macsix C des 
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Project Nod Lab LD. 

1 G275 WTG 6212 1 X X X 24041541-047 

X X 24041541-048 2 G275D we e 2 1 1 

X X X 24041541-049 3 G276 Wi' S YI)1,A 114S 6 2 1 2 1 

X X X 24041541-050 4 G277 err S 54-2V Od1WO 6 2 1 2 1 

X 24041541-051 G278 WT S Ci}Z4 7733) 6 212 1 

X XXX 24041541-052 6 3279 WT  6212 1 

X X X XXX 24041541-053 7 3280 WT  6212 I 

x  x  X 24041541-054 3281 WT 41 2 1 

X X 24041541-055 9 3283 WI S 2 1 1 

X X 24041541-056 10 3284 WI 5 2 1 1 

X X 24041541-057 II 3285 wi e 2 1 1 

X X 24041541-058 12 3301 wi 5 2 1 1 

X X 24041541-059 13 3302 WI 5 2 I 1 

X X 24041541-060 14 3303 WI 5 2 1 1 

X X 24041541-061 15 3305 wi e 2 1 1 

X X 24041541-062 16 3306 WI G 2 1 1 

ADDITIONAL COMMENTS RELINQUISHED By! AFFLIATON DATE TWE ACCEPTED BYJAPELOATION DATE TOOlS SAWLE CONDITIONS 

COF-24Q2 Rev I 6 5`  -7 f4 0a 5i-7 /2x ?e2— 

SAMPLER NAME AND SIONATURE 5 
a Z 

Sn, 
C-) 
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t 
R 

PROC Name olsanWiER: jisJ3i,i £lij;' 
5 

e*43,ø 6è'C 
DATE signed 
(w6001n): a) 

r -7-2 V 

Canyldeebel 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY I Analytical Request Document 24041541 
The Crain-cf-Cuac,yis a LEGAL DOCUMENT, AS reieoantftelts naml be cosreIed acosatebr; 

Section A Section B Section C 
Required COors Idormatoc Required Projest Info.., Invoice lreorrraton: 

Par: 5 of 7 

Conwanw Visors Corp-Coffeen Roped To: Brian Voelker Anenton: Jason Stuckey 

Adoresa: 134 CIPS Lane Copy To: Sam Davies-samantha.dauiea'uistracorpcom Company Name: Vistra Corp REGULATORY AGENCY 

Coffeon, IL 62017 JoieRomang-JolnRomarq@eistacorp.com  
Scot Bet Micrael selesvistocoro corn 

Address: see Section A NPDES GROUND WATER DRINKINGWATER 

Email To: arian.Voelker(&VistraCorp,com  Purci'ese Order No.: OrIole 
Rrie,emr; 

UST RCRA OTHER 

Plar#: (217)753-8911 Fax ProietNarn: 
Warmer; 

Site Location 
IL 

Requested Due Date/SAT: 10 day Proied Number 2285 Protled: STATE: 

Requested Analysis Filtered ('Y N) 

Seethe 0 Vald Matte Codes 
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Project Noi Lab iO. 

1 G307 w'r 0 2 1 1 X X 24041541-063 

X X 24041541-064 2 0307D WT 5 2 1 1 

X X 24041541-065 2 0308 WT 0 2 1 1 

X X 24041541-066 4 0310 wi 5 2 1 1 

X X 24041541-067 S 0312 wi 5 2 1 1 

X X 24041541-068 0313 wi o 2 1 1 

X X 24041541-069 7 0314 wi 5 2 1 1 

X X 24041541-070 a 03140 Wi C 2 1 1 

X X 24041541-071 a 0315 wi G 2 1 1 

X X 24041541-072 10 0316 wi 5 2 1 1 

X X X 24041541-073 II G401 Wi 5 4 1 2 1 

X X X 24041541-074 12 0402 AVT C 4 1 2 1 

X X X 24041541-075 13 0403 wi e 4 1 2 1 

X X X 24041541-076 14 0404 wi 5 4 1 2 I 

X X X 24041541-077 15 0405 Wi 5 4 1 2 I 

X X X 24041541-078 16 0406 wi e 4 1 2 1 

AflDITIONALCORWENTS REt3doUI5HED BV/APF&LATION DATE TIME ACCEPTED BYIAPFBJATIQN DATE TIME SNWLEC0NDffIONS 

COF-2402 Rev I ')-'eI Ccu&-&-S) S/t /GG& f/L ft/S.j  

SAMPLER NAME AND SIGNATURE C 
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PR!dTNameo1SflWLER: 
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SIGNATUREeFSAMPUER:
(MWOD/FY): 
DATE SIred a 

- 

Cent dorsal 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY I Analytical Request Document 24041541 
The Chainof-Cuslody lea LEGAL DOCUMENT. At rebvantfieds ntst be cortwleted accototebc 

Section A Section B Section C 
Required Coero toformatom- Required Project IdorrnaEorn Invoice Iriomiaton: 

Page: 6 of 7 

Company Vistra Corp-Coffeen Repod To: Bilan voelker Attereon: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Davies amantha.daviesistraoorp.00rn Comparq Name: Vistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 jolro Romang . jortRooeviooacorp.mm 
troll Bet- Midget 04Eyiotr000lo mm 

Address: see Section A NPOES GROUND WATER DRINKING WATER 

Email To: 8rian.Voelker(&VistraCorp.00m Purchase Order No.: 000t UST RCRA OTHER 

Poets: (217) 753.8911 Ftc Proled Name: Pretest 

—  
Site Lon 

IL 
Requested Due Date/rAT: 10 day Project Neither 2285 FIche 0: STATE: 

Requested Analysis Filtered (V N) 
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0° oOc Project Noi Lab LD. 

0407 WI G 4 1 2 1 X X X 24041541-079 

X 24041541-080 2 0410 MIT C 4 1 2 1 

X 24041541-081 3 0411 WI 0 4 1 2 1 

X 24041541-082 
4 L203 WI 0 18 9 4 I S I 

X X 24041541-083 NE Riser s-yr o 0 

X X 24041541-084 R104 WIG 1563231 

X X X 24041541-085 7 R201 WI G ')L4 I4 6 2 1 2 I 

X 24041541-086 R205 WI 0 51a1'O-'A \5'lJO 6 2 1 2 I 

X X X X 24041541-087 9 50-02 wi 0 0 

X X X X 24041541-088 10 50-03 WI 0 0 

X 24041541-089 11 T127 wi o 14 6 3 1 3 1 

X 24041541-090 12 T128 wi o 14 6 3 1 3 I 

X X 24041541-091 13 X201 WT 0 c11'1 istc 2 1 1 
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0210 WI 0 6 2 1 2 I X 24041541-033 

X 24041541-03' 
2 0211 WI G 6 2 1 2 1 

X X X 24041541-035 
3 0212 WIG 6212 1 

X X X 24041541-036 
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7 0216 WY G 6 2 1 2 1 

X X X 24041541-040 
8 0217 WIG 6212 1 

X X X 24041541-041 
0218 WIG 6212 1 

X 24041541-104 
so 0219 WI G 2 1 1 

X 24041541-105 
11 0220 WI S 2 1 1 

X X X X X X 24041541-042 
12 0270 wr S ej7t( 6 2 1 2 1 

X X X 24041541-043 
13 0271 WIG 6212 1 

X X X 24041541-044 
14 0272 WIG 6212 1 

X X X 24041541-045 
15 0273 WIG 6212 1 

X 24041541-046 
16 0274 WI 5 6 2 1 2 1 

ADDITIONAL COWEUS BY APFLL&TION __RELNQUBHEO DATE TM ACCEPTED BY ( PPFLLATION DATE TEE SAMPLE CONDITIONS 

COF-24Q2 Rev I CXA'tmte-- 544  
Ct, 

SAMPLER NAMEAND SIGNATURE 

2 

4 

E 
0 , 

Ea. r. 
c 

PPRINTme Na 

orSM.LERre 

+ IL . 

SreNATUREofSnPLEg( 
DATE Signed t5L.1Cf 
iMtWO0/Y0: 

Cent tether 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY I Analytical Request Document 24041541 
The Cisain-of-Cuslody is a LEGAL DOCUMENT. Al relevant fields mist be corrIeIed acCuraIeb 

Section A Section B Section C 
Requfred Chest Irdomsabog RequWed Project Irrfonnahon: aesice Intoemsasort 

Page: 6 of 7 

Company Vistra CorpCottèen Report To: Brian Voelker Assentor Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Davies-samantha.dabiesvistrmCorp.Com  Compar Name: Vistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 JohoR01-JtR0ma09tfracoPCom 
>SCoIl Sea- NiciseLS if altacoro Cam 

Address: see Section A NPOES GROUNDWATER DRINKING WATER 

Emeaa To: 8n5n.Voe1ker(ThVistraCoep.Com   Puchose Order No.: Caere 
Refereree: 

UST ROtA OTHER 

Phone: (217)7534911 Fox ProjeetName: Peepet Site Location 
IL 

Requested Due DateIIAT: 10 day Project Number 2285 PestleS: STATE: 

Requested Analysis Filtered (YIN) 

I
T
E
M
 It
 

Section D Vatd Mabte Codes 
Reqehed Chest leleseatee Px 

M
A
T
R
I
X
 
C
O
D
E
 
I
s
e
e
v
a
il

d 
co
de

s  
lo

of
l)

  

S
A
M
P
L
E
  
T
Y
P
E
 
(0
-
G
R
A
B
  
C
O
C
O
M
P
)
  

COLLECTED 

S
A
M
P
L
E
 
T
E
M
P
  A
T  
CO

LL
EC

TI
ON

 

9
 
O
 

C
O
N
T
A
I
N
E
R
S
  

AR SR
 

 

Prese,vafn'eg 
z 

[
4
 
A
n
a
ly
s
i
s
 l
e
s
t
j
  

C) 
'7 
N 
U) 
CM 

0 
17 
N 
IA 
eel 

0 
7 
N 
U) 
Cl 

0 
7 
N 
U) 
Cf 

0 
'7 
N- 
U) 
Cl 

0000000000 
0000000000 

tLtLULtLLLLLLLIL 

'7 
• 

U) 
0000 

UI U) 

0  
7 

U) 
0 

1
0
2
 

0 

fl 

tiLL 
00 
00 IC

0E
- 5
U
P
-0
0
 

R
e
s
id

ua
l
 Ch
lo
r i
ne
  (
Y
I
N
)
  

Project Noi Lab lD. 

aerates waste Ow 
WAite WI 
.TRW," WW 
POOtJCT F

OL 
vociscco a 

SAMPLE ID wee rR 
(A-Z0-91.-I Dress 05 

Sample I)e MUST BE UNIQUE leslie IS 

DATE IAE U
n
p
re
se
n,
ed
 

0 

IIIZZ0 
zostG;5 

0t1e 

no 
W11e 

- 

G407 WI G 4 1 2 1 X X X 24041541-079 
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X X 24041541-099 G301 Duplicate WI 0 2 1 1 

X X X 24041541-100 R20I Duplicate WI 0 6 2 I 2 1 

X X X X X X X X X X X X X X 24041541-101 7 Equipment Blank 1 wi 0 '-%)_t1r U-( 21 105 2 3 1 

XXXXXXXXXXXXXX 24041541-102 Equipment Blank 2 WT  21105231 

XXXXXXXXXXXXXX 24041541-103 a Equipment Blank 3 WIG 21105231 

10 

11 

12 

13 

14 

Is 

16 

Aoorr!owALcoreuierrs RELINQUISHED SV,.PFSJATON DATE TIME ACCEPTED By,AFFILIATION DATE TIME SAMPLE CONDITIONS 

COF-24Q2 Rev I  

Blanks: filter upon arrival at the lab for 

dissolved parameters. SAMPLER NAME AND SIGNATURE 

m 
<5  -= 

PRhST NarneofSPwLER:yo'jf'_ftJL( 

 
.0 

R Lid 11) c,n)L CbtS.J-)j1njj  
SreNATuREQfSNPLER,c3tL

DATESigned  s3' 
- ')? 3iA( IMMIDDIYYI: . ' 194 

px P1rAj 2t m 

decAnt 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



http://www.teklabinc.com/

June 14, 2024

WorkOrder: 24041542COF-24Q2RE:

Dear Eric Bauer:

TEKLAB, INC received 62 samples on 5/8/2024 1:48:00 PM for the analysis presented in the 
following report.

Samples are analyzed on an as received basis unless otherwise requested and documented. The 
sample results contained in this report relate only to the requested analytes of interest as 
directed on the chain of custody. NELAP accredited fields of testing are indicated by the letters 
NELAP under the Certification column.  Unless otherwise documented within this report, 
Teklab Inc. analyzes samples utilizing the most current methods in compliance with 40CFR. 
All tests are performed in the Collinsville, IL laboratory unless otherwise noted in the Case 
Narrative. 
 

All quality control criteria applicable to the test methods employed for this project have been 
satisfactorily met and are in accordance with NELAP except where noted. The following report 
shall not be reproduced, except in full, without the written approval of Teklab, Inc. 
 

If you have any questions regarding these tests results, please feel free to call. 
 

Sincerely, 
 

234 W. Florida Street
Fifth Floor
Milwaukee, WI 53204

(414) 837-3607
(414) 837-3608

TEL:
FAX:

Eric Bauer
Ramboll

Elizabeth A. Hurley
Director of Customer Service
(618)344-1004 ex 33
ehurley@teklabinc.com

Illinois 100226

Illinois 1004652024-2

Kansas E-10374

Louisiana 05002

Louisiana 05003

Oklahoma 9978
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Definitions
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Abbr Definition
* Analytes on report marked with an asterisk are not NELAP accredited

CCV Continuing calibration verification is a check of a standard to determine the state of calibration of an instrument between recalibration.

CRQL A Client Requested Quantitation Limit is a reporting limit that varies according to customer request. The CRQL may not be less than the MDL.

DF Dilution factor is the dilution performed during analysis only and does not take into account any dilutions made during sample preparation. The 
reported result is final and includes all dilution factors.

DNI Did not ignite

DUP Laboratory duplicate is a replicate aliquot prepared under the same laboratory conditions and independently analyzed to obtain a measure of 
precision.

ICV Initial calibration verification is a check of a standard to determine the state of calibration of an instrument before sample analysis is initiated.

IDPH IL Dept. of Public Health

LCS Laboratory control sample is a sample matrix, free from the analytes of interest,spiked with verified known amounts of analytes and analyzed exactly 
like a sample to establish intra-laboratory or analyst specific precision and bias or to assess the performance of all or a portion of the measurement 
system.

LCSD Laboratory control sample duplicate is a replicate laboratory control sample that is prepared and analyzed in order to determine the precision of the 
approved test method.  The acceptable recovery range is listed in the QC Package (provided upon request).

MBLK Method blank is a sample of a matrix similar to the batch of associated sample (when available) that is free from the analytes of interest and is 
processed simultaneously with and under the same conditions as samples through all steps of the analytical procedures, and in which no target 
analytes or interferences should present at concentrations that impact the analytical results for sample analyses.

MDL "The method detection limit is defined as the minimum measured concentration of a substance that can be reported with 99% confidence that the 
 measured concentration is distinguishable from method blank results."

MS Matrix spike is an aliquot of matrix fortified (spiked) with known quantities of specific analytes that is subjected to the entire analytical procedures in 
order to determine the effect of the matrix on an approved test method’s recovery system. The acceptable recovery range is listed in the QC 
Package (provided upon request).

MSD Matrix spike duplicate means a replicate matrix spike that is prepared and analyzed in order to determine the precision of the approved test method. 
The acceptable recovery range is listed in the QC Package (provided upon request).

MW Molecular weight

NC Data is not acceptable for compliance purposes

ND Not Detected at the Reporting Limit

NELAP NELAP Accredited

PQL Practical quantitation limit means the lowest level that can be reliably achieved within specified limits of precision and accuracy during routine 
laboratory operation conditions.

RL The reporting limit the lowest level that the data is displayed in the final report.  The reporting limit may vary according to customer request or sample 
dilution. The reporting limit may not be less than the MDL.

RPD Relative percent difference is a calculated difference between two recoveries (ie. MS/MSD). The acceptable recovery limit is listed in the QC 
Package (provided upon request).

SPK The spike is a known mass of target analyte added to a blank sample or sub-sample; used to determine recovery deficiency or for other quality 
control purposes.

Surr Surrogates are compounds which are similar to the analytes of interest in chemical composition and behavior in the analytical process, but which are 
not normally found in environmental samples.

TIC Tentatively identified compound:  Analytes tentatively identified in the sample by using a library search.  Only results not in the calibration standard 
will be reported as tentatively identified compounds.  Results for tentatively identified compounds that are not present in the calibration standard, but 
are assigned a specific chemical name based upon the library search, are calculated using total peak areas from reconstructed ion chromatograms 
and a response factor of one.  The nearest Internal Standard is used for the calculation.  The results of any TICs must be considered estimated, and 
are flagged with a "T".  If the estimated result is above the calibration range it is flagged "ET"

TNTC Too numerous to count ( > 200 CFU )
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Qualifiers
# - Unknown hydrocarbon B - Analyte detected in associated Method Blank

C - RL shown is a Client Requested Quantitation Limit E - Value above quantitation range

H - Holding times exceeded I - Associated internal standard was outside method criteria

J - Analyte detected below quantitation limits M - Manual Integration used to determine area response

ND - Not Detected at the Reporting Limit R - RPD outside accepted recovery limits

S - Spike Recovery outside recovery limits T - TIC(Tentatively identified compound)

X - Value exceeds Maximum Contaminant Level
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Case Narrative

Client Project: COF-24Q2
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Report Date: 14-Jun-24

Work Order: 24041542
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Cooler Receipt Temp: 1.7 °C

An employee of Teklab, Inc. collected the sample(s).

G152, G206, G206D, G314, G314D, G316, G410, Field Blank, and Equipment Blank 1 collection times per field files.  
Equipment Blanks 2 and 3 were not needed.  EAH 5/9/24

G213, G273, and G283 collection times per field files.  EAH 5/14/24

G209 collection tmie per field file.  EAH 6/11/24

Ra226/228 analyses were performed by Eurofins St. Louis. See attached reports for results and QC.

Locations

___________________________________Collinsville

5445 Horseshoe Lake Road

Collinsville, IL 62234-7425

(618) 344-1004

(618) 344-1005

jhriley@teklabinc.com

___________________________________Springfield

3920 Pintail Dr

Springfield, IL 62711-9415

(217) 698-1004

(217) 698-1005

KKlostermann@teklabinc.com

___________________________________Kansas City

8421 Nieman Road

Lenexa, KS 66214

(913) 541-1998

(913) 541-1998

jhriley@teklabinc.com

___________________________________Collinsville Air

5445 Horseshoe Lake Road

Collinsville, IL 62234-7425

(618) 344-1004

(618) 344-1005

EHurley@teklabinc.com

___________________________________Chicago

1319 Butterfield Rd.

Downers Grove, IL 60515

(630) 324-6855

arenner@teklabinc.com
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Accreditations
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NELAPState Cert # Exp Date LabDept

Illinois 100226 1/31/2025 CollinsvilleNELAPIEPA

Illinois 1004652024-2 4/30/2025 CollinsvilleNELAPIEPA

Kansas E-10374 4/30/2025 CollinsvilleNELAPKDHE

Louisiana 05002 6/30/2024 CollinsvilleNELAPLDEQ

Louisiana 05003 6/30/2024 CollinsvilleNELAPLDEQ

Oklahoma 9978 8/31/2024 CollinsvilleNELAPODEQ

Arkansas 88-0966 3/14/2025 CollinsvilleADEQ

Illinois 17584 5/31/2025 CollinsvilleIDPH

Iowa 430 6/1/2026 CollinsvilleIDNR

Kentucky 0073 1/31/2025 CollinsvilleUST

Mississippi 4/30/2025 CollinsvilleMSDH

Missouri 930 1/31/2025 CollinsvilleMDNR

Missouri 00930 10/31/2026 CollinsvilleMDNR
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Laboratory Results
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Client: Ramboll
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http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/08/2024  9:52

Lab ID: 24041542-001 Client Sample ID: AP2D

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:420 1See Attached* 0 R348762
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Laboratory Results
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  10:16

Lab ID: 24041542-002 Client Sample ID: G1001

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:430 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  10:11

Lab ID: 24041542-003 Client Sample ID: G151

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:430 1See Attached* 0 R348762
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  11:15

Lab ID: 24041542-004 Client Sample ID: G152

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:430 1See Attached* 0 R348762
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Laboratory Results
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  12:38

Lab ID: 24041542-005 Client Sample ID: G153

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:430 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  12:01

Lab ID: 24041542-006 Client Sample ID: G154

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:440 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  11:21

Lab ID: 24041542-007 Client Sample ID: G155

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:440 1See Attached* 0 R348762

Page 13 of 71

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  12:53

Lab ID: 24041542-008 Client Sample ID: G200

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:440 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  10:57

Lab ID: 24041542-009 Client Sample ID: G206

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:440 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  10:28

Lab ID: 24041542-010 Client Sample ID: G206D

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:440 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/01/2024  12:16

Lab ID: 24041542-011 Client Sample ID: G209

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:460 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/01/2024  9:52

Lab ID: 24041542-012 Client Sample ID: G212

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:470 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  14:28

Lab ID: 24041542-013 Client Sample ID: G213

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:470 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  13:19

Lab ID: 24041542-014 Client Sample ID: G215

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:470 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  12:39

Lab ID: 24041542-015 Client Sample ID: G217

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:470 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  11:47

Lab ID: 24041542-016 Client Sample ID: G218

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:470 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/08/2024  9:40

Lab ID: 24041542-017 Client Sample ID: G270

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:470 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/01/2024  13:37

Lab ID: 24041542-018 Client Sample ID: G271

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:470 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/01/2024  12:30

Lab ID: 24041542-019 Client Sample ID: G273

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:470 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  10:33

Lab ID: 24041542-020 Client Sample ID: G275

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/04/2024 11:470 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  9:58

Lab ID: 24041542-021 Client Sample ID: G275D

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:230 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  11:45

Lab ID: 24041542-022 Client Sample ID: G276

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:230 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  9:40

Lab ID: 24041542-023 Client Sample ID: G277

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:230 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/03/2024  9:40

Lab ID: 24041542-024 Client Sample ID: G279

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:230 1See Attached* 0 R348762
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Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542
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Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  14:07

Lab ID: 24041542-025 Client Sample ID: G280

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:240 1See Attached* 0 R348762

Page 31 of 71

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/03/2024  10:27

Lab ID: 24041542-026 Client Sample ID: G281

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:240 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  10:59

Lab ID: 24041542-027 Client Sample ID: G283

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:240 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  11:36

Lab ID: 24041542-028 Client Sample ID: G284

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:240 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  12:22

Lab ID: 24041542-029 Client Sample ID: G285

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:240 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  10:28

Lab ID: 24041542-030 Client Sample ID: G301

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:240 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  11:54

Lab ID: 24041542-031 Client Sample ID: G302

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:240 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/01/2024  10:49

Lab ID: 24041542-032 Client Sample ID: G303

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:240 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/01/2024  14:41

Lab ID: 24041542-033 Client Sample ID: G305

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:250 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/01/2024  13:47

Lab ID: 24041542-034 Client Sample ID: G306

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:180 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  14:32

Lab ID: 24041542-035 Client Sample ID: G307

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:180 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  11:35

Lab ID: 24041542-036 Client Sample ID: G307D

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:190 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  12:53

Lab ID: 24041542-037 Client Sample ID: G308

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:190 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/03/2024  9:55

Lab ID: 24041542-038 Client Sample ID: G310

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:190 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  13:29

Lab ID: 24041542-039 Client Sample ID: G312

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:190 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/01/2024  12:13

Lab ID: 24041542-040 Client Sample ID: G313

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 16:190 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  14:13

Lab ID: 24041542-041 Client Sample ID: G314

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:340 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  13:07

Lab ID: 24041542-042 Client Sample ID: G314D

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:340 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  10:31

Lab ID: 24041542-043 Client Sample ID: G315

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:340 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  11:56

Lab ID: 24041542-044 Client Sample ID: G316

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:340 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  14:06

Lab ID: 24041542-045 Client Sample ID: G401

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:340 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  12:00

Lab ID: 24041542-046 Client Sample ID: G402

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:420 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  10:28

Lab ID: 24041542-047 Client Sample ID: G403

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:420 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  12:44

Lab ID: 24041542-048 Client Sample ID: G404

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:420 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  13:13

Lab ID: 24041542-049 Client Sample ID: G405

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:420 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  11:05

Lab ID: 24041542-050 Client Sample ID: G406

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:430 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/29/2024  14:52

Lab ID: 24041542-051 Client Sample ID: G407

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:430 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/30/2024  10:36

Lab ID: 24041542-052 Client Sample ID: G410

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:430 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 04/29/2024  13:11

Lab ID: 24041542-053 Client Sample ID: G411

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:430 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  12:43

Lab ID: 24041542-054 Client Sample ID: R201

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:410 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/08/2024  11:21

Lab ID: 24041542-055 Client Sample ID: Field Blank

Matrix: AQUEOUS

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:410 1See Attached* 0 R348762

Page 61 of 71

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  12:53

Lab ID: 24041542-056 Client Sample ID: G200 Duplicate

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:410 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/02/2024  12:39

Lab ID: 24041542-057 Client Sample ID: G217 Duplicate

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:410 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/06/2024  10:28

Lab ID: 24041542-058 Client Sample ID: G301 Duplicate

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:410 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  12:43

Lab ID: 24041542-059 Client Sample ID: R201 Duplicate

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:410 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/08/2024  11:35

Lab ID: 24041542-060 Client Sample ID: Equipment Blank 1

Matrix: AQUEOUS

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/06/2024 11:410 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  11:10

Lab ID: 24041542-063 Client Sample ID: G219

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 12:070 1See Attached* 0 R348762
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Laboratory Results

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Analyses Result Units Date AnalyzedRL DFCertification QualMDL

Collection Date: 05/07/2024  12:08

Lab ID: 24041542-064 Client Sample ID: G220

Matrix: GROUNDWATER

Batch 

SEE ATTACHED FOR SUBCONTRACTING ANALYSIS
Subcontracted Analysis 06/05/2024 12:070 1See Attached* 0 R348762
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Lab Sample ID Client Sample ID Collection DateFractions

TeklabHdrP

Matrix

Sample Summary

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

24041542-001 AP2D 05/08/2024 9:521Groundwater

24041542-002 G1001 05/07/2024 10:161Groundwater

24041542-003 G151 04/30/2024 10:111Groundwater

24041542-004 G152 05/07/2024 11:151Groundwater

24041542-005 G153 04/30/2024 12:381Groundwater

24041542-006 G154 04/30/2024 12:011Groundwater

24041542-007 G155 04/30/2024 11:211Groundwater

24041542-008 G200 05/07/2024 12:531Groundwater

24041542-009 G206 04/30/2024 10:571Groundwater

24041542-010 G206D 04/30/2024 10:281Groundwater

24041542-011 G209 05/01/2024 12:161Groundwater

24041542-012 G212 05/01/2024 9:521Groundwater

24041542-013 G213 05/06/2024 14:281Groundwater

24041542-014 G215 04/30/2024 13:191Groundwater

24041542-015 G217 05/02/2024 12:391Groundwater

24041542-016 G218 05/02/2024 11:471Groundwater

24041542-017 G270 05/08/2024 9:401Groundwater

24041542-018 G271 05/01/2024 13:371Groundwater

24041542-019 G273 05/01/2024 12:301Groundwater

24041542-020 G275 05/02/2024 10:331Groundwater

24041542-021 G275D 05/02/2024 9:581Groundwater

24041542-022 G276 05/07/2024 11:451Groundwater

24041542-023 G277 05/07/2024 9:401Groundwater

24041542-024 G279 05/03/2024 9:401Groundwater

24041542-025 G280 05/06/2024 14:071Groundwater

24041542-026 G281 05/03/2024 10:271Groundwater

24041542-027 G283 05/06/2024 10:591Groundwater

24041542-028 G284 05/06/2024 11:361Groundwater

24041542-029 G285 05/06/2024 12:221Groundwater

24041542-030 G301 05/06/2024 10:281Groundwater

24041542-031 G302 05/06/2024 11:541Groundwater

24041542-032 G303 05/01/2024 10:491Groundwater

24041542-033 G305 05/01/2024 14:411Groundwater

24041542-034 G306 05/01/2024 13:471Groundwater

24041542-035 G307 05/02/2024 14:321Groundwater

24041542-036 G307D 05/02/2024 11:351Groundwater

24041542-037 G308 05/02/2024 12:531Groundwater

24041542-038 G310 05/03/2024 9:551Groundwater

24041542-039 G312 05/06/2024 13:291Groundwater
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Lab Sample ID Client Sample ID Collection DateFractions

TeklabHdrP

Matrix

Sample Summary

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

24041542-040 G313 05/01/2024 12:131Groundwater

24041542-041 G314 04/30/2024 14:131Groundwater

24041542-042 G314D 04/30/2024 13:071Groundwater

24041542-043 G315 05/02/2024 10:311Groundwater

24041542-044 G316 04/30/2024 11:561Groundwater

24041542-045 G401 05/02/2024 14:061Groundwater

24041542-046 G402 05/06/2024 12:001Groundwater

24041542-047 G403 05/06/2024 10:281Groundwater

24041542-048 G404 05/06/2024 12:441Groundwater

24041542-049 G405 05/06/2024 13:131Groundwater

24041542-050 G406 05/06/2024 11:051Groundwater

24041542-051 G407 04/29/2024 14:521Groundwater

24041542-052 G410 04/30/2024 10:361Groundwater

24041542-053 G411 04/29/2024 13:111Groundwater

24041542-054 R201 05/07/2024 12:431Groundwater

24041542-055 Field Blank 05/08/2024 11:211Aqueous

24041542-056 G200 Duplicate 05/07/2024 12:531Groundwater

24041542-057 G217 Duplicate 05/02/2024 12:391Groundwater

24041542-058 G301 Duplicate 05/06/2024 10:281Groundwater

24041542-059 R201 Duplicate 05/07/2024 12:431Groundwater

24041542-060 Equipment Blank 1 05/08/2024 11:351Aqueous

24041542-063 G219 05/07/2024 11:101Groundwater

24041542-064 G220 05/07/2024 12:081Groundwater
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Receiving Check List

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

Received By: NRCarrier: Payton Yoch

Completed by: Reviewed by:

On:

29-Apr-24

On:

09-May-24

Shipping container/cooler in good condition? Yes No Not Present

Chain of custody present? Yes No

Chain of custody signed when relinquished and received? Yes No

Chain of custody agrees with sample labels? Yes No

Samples in proper container/bottle? Yes No

Sample containers intact? Yes No

Sufficient sample volume for indicated test? Yes No

All samples received within holding time? Yes No

Container/Temp Blank temperature in compliance? Yes No

Temp °C

When thermal preservation is required, samples are compliant with a temperature between 
0.1°C - 6.0°C, or when samples are received on ice the same day as collected.

pH strip #96651. - pschultz - 4/30/2024 7:52:02 AM

Per Tracy Carroll, some G411 containers may be marked as G410, and some G410 containers may be marked as G411 (bagging error during 
bottle prep). - ehurley - 4/30/2024 9:30:40 AM

Samples were received on 4/30/2024 at 16:30 on ice [19.3C - LTG#5]. - pschultz - 4/30/2024 4:51:21 PM

pH strip #96651. DS - pschultz - 4/30/2024 4:52:01 PM

Additional Nitric Acid (97528) was needed in G151, G314, G153, G316, and G314D upon arrival at the laboratory. LH - pschultz - 4/30/2024 4:53:52 
PM

Samples were received on 5/1/2024 at 16:31 on ice [12.1C - LTG#5]. - pschultz - 5/2/2024 8:40:53 AM

pH strip #96651. - pschultz - 5/2/2024 8:40:56 AM

Additional Nitric Acid (97606) was needed in G303 upon arrival at the laboratory. - pschultz - 5/2/2024 8:40:59 AM

Samples were received on 5/2/24 at 1615 on ice [16.1C - LTG5].  pH strip #96651. Additional Nitric Acid (97606) was needed in G218 and G275D 
upon arrival at the laboratory. - amberdilallo - 5/2/2024 5:06:13 PM

Samples were received on 5/3/24 at 1148 on ice [16.3C - LTG5].  Additional Nitric Acid (97606) was needed in G279 upon arrival at the laboratory.  

Water – at least one vial per sample has zero headspace? Yes No No VOA vials

Water - pH acceptable upon receipt? Yes No NA

Type of thermal preservation? None Ice Blue Ice Dry Ice

Chain of custody 44 Extra pages included 111

Reported field parameters measured: Field Lab NA

Water - TOX containers have zero headspace? No TOX containersYes No

NPDES/CWA TCN interferences checked/treated in the field? Yes No NA

Nick Reed Ellie Hopkins
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Receiving Check List

Client Project: COF-24Q2

Client: Ramboll

Report Date: 14-Jun-24

Work Order: 24041542

http://www.teklabinc.com/

pH strip #96651. - amberdilallo - 5/3/2024 12:31:10 PM

Samples were received on 5/6/24 at 1642 on ice [12.9C - LTG5].  Additional Nitric Acid (97606) was needed in G285, G302, and G312 upon arrival 
at the laboratory.  pH strip #96651. - PS/amberdilallo - 5/7/2024 8:24:08 AM

Samples were received on 5/7/24 at 1602 on ice [16.7C - LTG7].  Additional Nitric Acid (97606) was needed upon arrival at the laboratory for 
G1001 and G220.  pH strip #96651. - amberdilallo - 5/8/2024 7:57:17 AM

Samples were received on 5/8/24 at 13:48 on ice [6.9C - LTG#5]. pH strip #96651. - nickreed - 5/8/2024 6:56:18 PM
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24041642 
CHAIN-OF-CUSTODY / Analytical Request Document 

The Chain-of-Custody is a LEGAL DOCUMENT. As retevastherda mat be ccreçleted accurately. 
Section A Section B Section C 
Required CL. Required Pruleon Ineomiatrort I..lafom,aliott Page; 5 of 7 

Company: Vistra Corp-Coffeen Report To: Brian Voelker Aeteruien: Jason Stuckey - 

Address: 134 CIPS Lane Copy To: Sam Davies-samantha.davies@eistracorpcom Cospaty Name: Vestra Corp REGULATORY AGENCY 

Coffeen, IL 62017 JohmRoma®-JotnRemarguinh-acarpcom 
Scot Set- Mirhaetsylk5siseeanor,com 

Address: see Section A NPDES GROUNDWATER DRINKING WATER 
EmailTu: Bda;lVoeikeriSVisiraCCro.Corn ParctraoeO,ejerNo.: Quote 

UST RCRA OTHER 

Phone: (217) 753-8911 Fax Project Name: Pnejent 
Mueer.  Site Location 

IL 
Requested Due DateiTAT: 10 day Project Nranber 2285 proSe 

STATE: 

Requested Analyses A tered (Y N) 

Be. o Vatd Matetit Codes 
RequIred ceerrLrueenauen M05TRp( ççQ 
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Project No./ Lab LD. 

G306 WI 0 2 2 X X 24041542-037 

2 G310 WI 0 2 2 X X 24041542-038 

3 G312 AT c 2 2 X X 24041542-039 

4 0313 WI c 2 2 X X 24041542-040 

0314 AT e 2 2 X X 24041542-041 

6 0314D wi c 2 2 X X 24041542-042 

7 0315 wi a 2 2 X X 24041542-043 

0316 wi a 2 2 X X 24041542-044 

9 0401 wi e 2 2 X X X 24041542-045 

10 0402 wi o 2 2 X X X 24041542-046 

11 0403 wr 0 2 2 X X X 24041542-047 

12 0404 wi o 2 2 X X X 24041542-048 

13 0405 wi o 2 2 X X X 24041542-049 

14 0406 WI 0 2 2 X X X 24041542-050 

Is 0407 wi o 9..IC%t'-r\ \'-ct 2 2 X X X 24041542-051 

16 0410 Wi 0 2 2 X 24041542-052 

ADDITIONALCOMMENTS E LJISHED SY/AFFIUATION DATE TIME ACCEPTEOEY/AFFILLATION DATE TIME SAJIL°LE CONDITIONS  

COF-24Q2 Rev 0 L-'qnj  1 56  /A4 CYJ '/zf/e1 /7oV t 
Radium reporting, only. 
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PRINT ot5PR: 

SIGNATURE of SMtPLER: fltLiftr DATE signed u IMMeoDrm; 494'i 

Coned eroral 
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24041542 
CHAIN-OF-CUSTODY I Analytical Request Document 

The Chain-of-Custody is a LEGAL DOCUMENT. At retevant fields mist be competed accurately. 

Section A Section B Section C 
alienistdent tsttonmstroe: Required Project reformation: Irr,oice Information: 

Page: 6 of 7 

Company: Vistra Corp-Coflteen Repotl To: Brian Voelker Attention: Jason Stuckey 

Address: 134 CIPS Lane dopyTo: Sam Davies-samanIhadavios@istracofpcom CottpanyName: V1,,a CorP REGULATORY AGENCY 

Colleen, IL 62017 JolmRsmang -Jotn.Romangjtidsttacorlecom 
Scott Bet- Michael eetkmslstrocoro corn 

Address: see Section A NPDES GROUND WATER DRINKING WATER 

Ernait T. Bhan.Voetkor(vieirsCoro.corn ParcttaseOtderNo.: Quote 
UST RCRA OTHER 

Peons: (217) 753-8911 Fax Project Name: Praieei 
Mao/eec Site Location 

IL 
Requested Due Data/TAT: 10 day Project Narnber 2285 Prof/ce: 

STATE: 

Roqu teed Analysis Fl tared (YIN) 
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Project Nod Lab l.D. 

1 6411 wr o '-j-7_ 0t-1j" \ 5 2 2 X 24041542-053 

2 L203 wro 0 X N/A 

3 NE Riser wr G 0 X X N/A 

4 R104 wrG 0 X X N/A 

R201 wr 0 2 2 X X X 24041542-054 

S R205 AT  0 X N/A 

7 56-02 WT  0 x  x  N/A 

a 56-03 wrG 0 x  x  N/A 

9 1127 WT  0 X N/A 

ID 1128 WT 0 0 X N/A 

II X201 wr o 0 X X N/A 

12 XPWDI WrG 0 X WA 

13 XPW02 wr o 0 X N/A 

14 XSG-01 Wr G 0 X X N/A 

15 Field Blank wro 2 2 XXXXXXXXXXXXX 24041542-055 
IS G102 Duplicate wr 0 0 X X N/A 

AD0ITI0NALCOMANTS RQUISHED BY/AFFttTBN DATE TIME ACCEPTED BY/APFIUATiOtJ DATE TIME SAMPLE C0NDi0NS 

COF-24Q2 Rev 0 4f/Zm [?c Y/24151 / 7oo f 
Radium reporting, only. 
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PRINT Name of SAMPLER:  

SIGNATURE OIS MIPLER; Q.7_yr- 6u_. DATE Signed 
tIWlttDDtfY) tI t'\ 

C 

- 

CHAIN-OF-CUSTODY I Analytical Request Document 
The Chairn-ol-Custody is a LEGAL DOCUMENT. At relevant fields mutt be corrteted accurately. 

Co slid entr at 
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24044542 
CHAIN-OF-CUSTODY! Analytical Request Document 

The Chain-of-Custody is a LEGAL DOCUMENT. As relevant nerds stat be conpieted accutately. 

Section A Section B Section 0 
Required Chest lrstorrnattos: Required Project Ittormaton: Ins-sire Intormatos: 

Page 1 of 7 

Company: Vistra Corp-Coffeen Report To: Srian Voelloer Asethon: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Davies samantha.daviesonistracorp.com  Company Name: Visira Corp REGULATORY AGENCY 

Cotfeen, 1L62017 joteRsmarg-John.Roaasg©sis&acorp.csm 
Scot Set- Mir.treet 6SItstrscom com 

Address: see Section A NPOES GROUNDWATER ORINKINOWATER 

Emir Ts: Brian .VoeikerlVistraCom.com  PsrcymseCrder No. : Ones UST RCRA OTHER 

Phone: (217) 753-8911 Pox Project Name: - 
Maraser Site Location 

IL 
Requested Due DaIeJTAT: 10 day Project Nwssber 2285 Prerdee: STATE: 
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S 3103 wIG 0 X X N/A 
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AODITIONALCOMMENTS RELINQUISHED EY/AFFtUATtON DATE TIME ACCEPTED BY/AflIJATON DATE TIME SAsWLE CONDITIONS 
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Radium reporting, only. / "a 
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2O4t:542 
CHAIN-OF-CUSTODY I Analytical Request Document 

The Cttain-of-Custodyis a LEGAL DOCUMENT. Al relevaril fields mist be completed accaratflr 

Section A Section B Section C 
Required Clod rrrtormalion: Required Project atormatior: j,jjco rtifomiatioit 

ge. 

Company: Vista Corp.Coffleen Report To: Bilan Voelker Attention: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Davies-aamantha.dteies@nnstracop.com  Company Name: Vistra Corp REGULATORY AGENCY 

Cottemn, IL 62017 JeM Romar.JoyutRomatje4atracorp.com  
Scott Set- Micltselsetrtmvietmcom corn 

Address: see Section A NPOES GROUND WATER DRINKING WATER 

ErnajjTt: Briar. VoejkerlVislraCCrocorn Purchase Order No.: Crate 
UST RCRA OTHER 

Ptere: (217)753-8911 Fax Pso}ece Name: Project 
Ma,aeer site t_ocatjon 

IL 
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Project Noi Lab l.D. 

0122 wrG 0 X N/A 

2 0123 wIG 0 X N/A 

a 0124 wIG 0 X N/A 

4 0125 wIG 0 X N/A 

5 0126 AT  0 X N/A 

€ 0151 WI G &{3.)_7j.4 /0/f 2 2 X 24041542-003 
lj X 24041542-004 7 0152 WI G jP'- 2 2 

0153 WI G L 17-3 2 2 X 24041542-005 

5 0154 WI S '10-tM \i,C\ 2 2 X X 24041542-006 

10 0155 WI G (.LotL4 1.J 2 2 X 24041542-007 

11 0200 WT 5 2 2 X X X 24041542-008 

12 0206 WI S 'i-3i>2M [Q7' 2 2 X X X 24041542-009 

13 02060 wi S 4101'1 (DS1 2 2 X X X 24041542-010 

14 0207 wl 5 0 X N/A 

15 0208 WI S 0 X N/A 

16 0209 WT 5 2 2 X X X 24041542-011 

ADDITIONAL-COMMENTS REUNOUISI4ED BY/AFFIUATION DATE TIME ACCEPTED eyLnfluejrIoN DATE TIME SAMPLE CONDITIONS 

COF-24Q2 Rev 0 -..bzieJ Cn..c.t.-  '1-33 )3 9J311/2 ,. 50 
Radium reporting, only. I / 

SAMPLER NAME AND SIONATURE 0. 3 

U at 

U t5 

PRWTNameorSAlLER, 

SIONATUREofSNAPLER: ct- (-C-' ?'/t)ZY 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



24044 5:42 
CHAIN-OF-CUSTODY! Analytical Request Document 

The Chain-of-Custody is a LEGAL DOCUMENT. Ad relevantf,elds usuaL be conleIedaccurate&. 

Section A Section B Section C 
Required Ctent lslom'atoy: Required Project lalosreatoti: laromtaoiorr 

Page: 3 of 7 

Company: Vistra Corp-Coffeen Repoti To: Brian Voolker Alterdion: Jason Stuckey 

Addrtay: 134 CIPS Lane COPY TO: Sam Davies-aamantha.davies@,nstracorp.corn Company Name: \195tia Corp REGULATORY AGENCY 

Coffeen, IL 62017 Jose Roa,a-Joha.Rornaro@aistraoorp.com  
Scol Bets Michael sellEsisluscoro corn 

Address: see Section A NPDES GROUND WATER DRINKING WATER 

En,silTo: Brisin.voslkereVistr500rp.cCrn  pwcltaseorderNo.: Costa UST RCRA OTHER 

Phoos: (217)75M911 F. Pro Ii, Name: Propel 
MoIster 

Site Location 
IL 

Requested Due Dota/IAT: 10 day Pro1ecl Number 2285 p,5 , STATE: 

Requested Analysis A tered (ti' N) 

Section 0 Vaid Matte Codes 
RequIted Coest]elsrteatsn MATRIX CODE 
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SAMPLE ID 
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Project No.l Lab l.D. 

3210 wro 0 X N/A 

X N/A 2 3211 WIG .0 

X X X 24041542-012 3212 WI 0 2 2 

X X X 24041542-013 3 3213 wr e 2 2 

X N/A 5 3214 WIG 0 

X X X 24041542-014 3215 Wi G Cj-Q--t'-4 IS ICi  2 2 

X N/A 7 3218 1ST G '±lQt"\ \tLO 0 

3217 WI 0 2 2 X X X 24041542-015 

3218 WI 0 2 2 X X X 24041542-016 

10 3270 WIG 2 2 X X X XXX 24041542-017 

11 3271 WI 0 2 2 X X X 24041542-018 

12 3272 AT  0 X X X N/A 

13 3273 WI 0 2 2 X X X 24041542-019 

14 3274 WIG . 0 X N/A 

X X X 24041542-020 15 3275 WI C 2 2 

X X 24041542-021 16 32750 wr 0 2 2 

AODITIONALcOMaISNTS REuNoUenHEDey/AFFrUATroN DATE TIME ACCEPTEDBY/APFIUATION OATS TIME SWLECONDETIONS 

COF-24Q2 Rev 0 fM,e/Cç,...ciT3 \+2)o 1630 JØJ3L/ /yj 
Radium reporting, only. 

SAMPLER NAME AND SIGNATURE  

3 -e 
SR - 

PRINT Name ofSAMPLER:  
SIGNATURE of SANPLERT 4t- 64/ 

DATEEgned 
3 j wyy LI 

Cot lid etittat 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



24044642 
CHAIN-OF-CUSTODY / Analytical Request Document 

The Chain-or-Csatody is a LEGAL DOCUMENT. Al relevant lielda rr,jst be corTçleted accurateb,. 

Section A Section B Section C 
Required Cleat lslotrnation: Requires Project tolomWlion: Invoice tefsrrnaVoc 

Page: 5 oF 7 

Company: Viatra Corp-Coffeern Report To Brian Voelker ftaerrton: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam 0a,4es-samanoha.daviestistracorp.com  Company Name: Viatra Conp REGULATORY AGENCY 

Coffeen, IL 62017 JshnRortang-Joen.Rom@viswacorpcom 
coIt 841' Michael Beltesiatlacoro com 

Address: seeSection  NPDES GROUNDWATER DRINKING WATER 

smdtTo: Briar: Voe1'kar(&Vistrncoro Cm  PurctsseCrderNo.: 05ev UST RCRA OTHER 

Phone: (217) 753-8911 Fax Project Name: Preinet 
site Location 

IL 
Requested Due Date/TAT: 10 day Project Number 2285 France: 

STATE: 

Requ sted Analysis Fl tered (YIN) 

section o Vatd Maleb Codes 
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Project Nod Lab l.0. 

0308 WT G 2 2 X X 24041542-037 

X X 24041542-038 2 0310 WT s 2 2 

X X 24041542039 a G312 WT o 2 2 

X X 24041542-040 4 0313 WT G 2 2 

X X 24041542'041 $ 0314 WT 0 4J Oi j4 3(p 2 2 

X X 24041542-042 G3140 wr o 143Q at-i j5 2 2 

X X 24041542-043 7 GalS Wi 0 - 2 2 

X X 24041542-044 a 0316 wi o 4o4 ll2'- 2 2 

X X X 24041542-045 $ 0401 Wi 0 
: 

2 2 

X X X 24041542-046 10 G402 Wi 0 2 2 

X X X 24041542-047 11 0403 Wi 0 2 2 

X X X 24041542-048 12 0404 Wi 0 2 2 

X X X 24041542-049 13 0405 Wi e 2 2 

X X X 24041542-050 14 3406 1-vt' e 2 2 

X X X 24041542-051 15 0407 Wi 0 2 2 

X 24041542-052 Is 041C Wi 0 L4\ 24 Inca, 2 2 

ADDITIONAL COMMENTS RELJNQUISHED BY/AFRLIATION DATE TIME ACCEPTED BY /AflUATION DATE TIME SflLE CONDITIONS 

COF-24Q2 Rev O J32 /3e/ jtj3 
Radium reporting, only.  

SAMPLER NAME AND SIGNATURE 

fl- On 
5' 

fi 
so 
- 

PRINT NanteofSAMPLER:  
E 

SIGNATURE of SAMPLER; ,4i-j 4-Si DATE Signed 
w,ttoorryl; 4OLJ' 

Co sr a net at 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY / Analytical Request Document 24044542 
The Chain-of-Custody is a LEGAL DOCUMENT. Al relevant tents must he completed accurately, 

Section A Section B Section C 
Required Caned InformatIon: Required Project Information: tnvolne lrttorrnation 

7
:  

Page: 1 of  

Company: Vinfra Corp-Coffeen Report To: Brian Voelker Attention: Jason Stuckey 

Address: 134 CiPS Lane Copy To: Sam Davies-samantha.daves@tIistrarpcom Company Name: tJistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 Johe Roman -JoeeRomarixayscort-com 
fools Set- Miciaelseitwsiatmooro corn 

Address: see Section A NPDES GROUNDWATER DRINKING WATER 

Email To: l3risnVoetkerlVielrsCoimcom Parct,ane Order No.: GoNe UST RCRA OTHER 

Phone: (217) 753-8911 fear Project Name: Prejeer 
Meoaner-- Site Location 

IL 
Requested Due Date/TAT: 10 day Proect Nether 2285 Preteen: STATE: 

Requ shed Analysis Fl fared (V N) 

SectiornD Vatd Matrix Codes 
eeqnlredclicre I000rmatnn axisTSaA cop, 
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Project Noi Lab l.D. 

cneaoecwotee ode 
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i'fssTh WATeR 'flee 
ncnel_cr 5 
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rU
ii
i8
e rv
e
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H
CI

  

ce 0. 
SAMPLE ID rae 

Are 
(AZ.091c) oreade or 

DATE True II 
mwE 
ZZO 

0 c 

,AP2D WI G 2 2 X 24041542-001 

X X 24041542-002 2 01001 WI G 2 2 

X X X N/A 3 G1003 WIG 0 

X N/A 4 0101 WI C 0 

X X N/A 5 0102 WIG 0 

X X N/A 3103 WIG 0 

X X N/A 7 3105 WIG 0 

X X N/A a 3106 WIG 0 

X N/A $ 3107 WIG 0 

X N/A 16 3108 WI G 'j Ô3C9  0 

X N/A 11 3109 WI G b9c3 o 

X N/A 12 3110 WIG 0 

X N/A 13 0111 WIG 0 

X N/A 14 0119 WI G l-tH \ttt o 
X N/A 15 3120 WI S SA-u-\ tn$ o 
X N/A 16 3121 WI G ¶1t-t Yt\ o 

ADDtTIONAL COMMENTS REUNQUSHED 5?, AiftUATION DATE TIME ACCEPTED 5?! AFF1UATtON DATE TtME SAMPLE CONDItiONS 

COF-24Q2 Rev 1 —30n,p1 Cc,-) -\ ,'-'I '3lip.i L3I )Zj 

Radium reporting, only. 

P'IJ )- rL3 +& sD 

SAMPLER NAME AND SIGNATURE to 3 

2t 
toE GO 

PRMTNameofSMdPLER: Gts.9 £ 

SroNATUREOISAMPLER: 
DATEmgned r 

DD S 4 H 
S 

c57)- 

Cons densal 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY I Analytical Request Document 24O4t542 
The Chain-of-Custody is  LEGAL DOCUMENT. A! relevant fields mist be completed accurate'. 

Section A Section B Section C 
Required rma  Cleat Islolion: Required Proctje Intormatier: invoice inlomoaticn: 

Page: 2 of 7 

Company: Visti-a Comp-Coffeen Report To: Brian Voeiker Alteroioe: Jason Stuckey 

Address: 134 CIPS Lane CopyTn: Sam Davies-samantha,daviesstracorp.Com  CompanyName: VistraCorp REGULATORY AGENCY 

Coffeen, IL 62017 Jose Roman, .Jota.Roniangvinh'acorp.com 
Scotl Sell. Michael eelbwuistmcoro com 

Address: See Section A NPDES GROUND WATER DRINKING WATER 

smailTo: srian.voolkereVleiracoro.coret  Pacltaat Order No. : Greta 
Reference: 

UST RCRA OTHER 

Phone: (217) 753-8911 Fax Project Name: Project 
Maetmer 

Site Location 
IL 

Requested Due Date/tAT: 10 day Project Harshen 2285 PneCe C: STATE: 

Requested An lysis Ft toted (YIN) 

Sadden D Vast Matte Codes 
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Project No/ Lab iD. 

1 3122 wi o -\.--\ 0 X N/A 

X N/A 2 3123 wre 0 

X N/A 3124 WI G -\-t- '-j51 0 

X N/A 4 3125 WIG 0 

X N/A $ 3126 WIG 0 

X 24041542-003 3151 WI G 2 2 

X 24041542-004 7 3152 WI G 2 2 

X 24041542-005 8 3153 WI G 2 2 

X X 24041542-006 9 3154 WI G 2 2 

X 24041542-007 10 3155 Wi E 2 2 

X X X 24041542-008 11 3200 WI G 2 2 

X X X 24041542-009 12 3206 wi G 2 2 

X X X 24041542-010 13 3206D WI G 2 2 

X N/A 14 3207 WIG 0 

X N/A is 3208 WIG 0 

X X X 24041542-011 16 3209 WI G -\-t' \çç 2 2 

AoornoNALcoMMmNTs REUNOUSHED EY/AFFIUATtON DATE TIME ACCEPTED EVIAFFLiATION DATE TIME SNILECONOITIONS 

COF-2402 Rev I -&me/ Cwrn7 \'jrnoi_-. OflUj.ç it Q\ 
Radium reporting, only. 

SAMPLER NAME AND SIGNATURE 
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Qa 
C 
en) 

ro 
—  

PRINT Name ofSAMPLER: $flV\ CQ lt 
S 

SIGNATURE of SAMPLER: (AJ 
DATE signed 

ç - — - 

aemiel 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY / Analytical Request Document 
The Chain-of-Custody is  LEGAL DOCUMENT. At rolepanthelds must Be corn*ted accurately. 

Section A Section B Section C 
Required Chest Itformation: Required Proyecr Istoenranion: Invoice in!orrnation: 

Page: 3 of 7 

Company: Vistra Corp-Cofteen Repoti To: Brian Voeiker Mention: Jason Stuckey 

Address: 134 CIPS Lane Copylo: Sam Davies-samantha.daves@istracurp.com  ConipanyNarne: Vistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 joflnRomam-Jon,Rnmarg@irsstcormcom 
scon eetMicrapt seheviatracom corn 

Address: see Section A NPDES GROUNDWATER DRINKINGWATER 

Email To: Brian .VoeikerVistraCot.com  Purchase Order No.: Oeos 
UST RCRA OTHER 

Phorta: (217) 753-8911 Fax Proiect Name: Prejeet 
Manager. 

 
Site Location 

Reqraesled Due DareiTAT: 10 day Pro$ Nwntbec 2285 Pretitea: STATE: 

Requested An lysts Fl tered (YIN) 

secitono Vatd Mario Codes 
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Preservatives 
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zaraeenuossse CS 
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SAMPLE ID 
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aanipte Ins MUST EE UNIQUE IGnite 55 
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Project Nod Lab io. 

1 3210 wr G -\-lM \\t' 0 x N/A 

X N/A 2 3211 wr G -In WAO 0 

3 3212 WT 0 3)-. 2 2 X X X 24041542-012 

4 3213 VVT 0 2 2 X X X 24041542-013 

5 3214 wro 0 X hE/A 

3215 wr 0 2 2 X X X 24041542-014 

X N/A 7 3216 wIG 0 

3217 WI 0 2 2 X X X 24041542-015 

9 3216 wr 0 2 2 X X X 24041542-016 

IC 3219 WY 6 2 2 X 24041542-063 

11 3220 WI 6 2 2 X 24041542-064 

12 3270 WIG 2 2 X X X XXX 24041542-017 

13 3271 wr G 2 2 X X X 24041542-018 

14 3272 wr 6 5---t'j \3\i 0 X X X N/A 

15 3273 Wv G c- \-'t'-k \t,\ 2 2 X X X 24041542-019 

16 3274 wy e ç--j' '-\t 0 x WA 

ADOITIONALCOMMENTu ReUNQUISHeD BY/AFFILIATION DATE TIME ACCEPTED BY/AFFIliATION DATE TIIIE SAMPLE CONDITIONS 

COF-24Q2 Rev I -Osan/P/ Cctav p S UtY A 'C'it3c _ii* 5) i)L-i /U'S 
Radium reporting, only. 

SAMPLER NAME AND SIGNATURE 
 

8 8 to 

PRINT NanreofSAMPLER: 
 

SIGNATUREDfSMIPLER: UhP .DDffY: c 
 E 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY / Analytical Request Document 24thtt&t2 
The Chairi-of-Cuslody is a LEGAL DOCUMENT. As ravant fields nest be conpleted scosratebu. 

Session A Session B Section C 
Required den lslorrsalioit Required Project Inlomistioti: ln'nice liomiation: 

Page: 4 of 7 

Comoary: Vita Corp-Coflèen Rspori To Brian Voelker Anenhion: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam oavdes-samantha.davies@sistracorp.com  Company Name: Vistrs Corp REGULATORY AGENCY 

Coffeen, IL 62017 jshnRorsssg -JohsRsrrmngdslracorp.com  
SOOn ErR- Micsanlselsedytr000r000m 

Address: see Section A NPDES GROUND WATER DRINKING WATER 

ErrailTo: Brsrr.VoeikerlVistraCofo.00m purcilaseOrderNo. : 0551 UST RCRA OTHER 

Psoire: (217)7538911 Fax Project Name: Pruiner 
Mruser. 

Site Location 
IL 

Requested Due DaCeJTAT: 10 day Pro1eot Number 2285 Probe C: 
STATE: 
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Section D Vatd Mania Codes 
Required oientlsrermates OSOTRIX 00Q5 
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Project Noi Lab lD. 

0275 wI 0 2 2 X X X 24041542-020 

X X 24041542-021 2 02750 wi 0 2 2 

X X X 24041542-022 0276 Wi 0 2 2 

X X X 24041542-023 4 3277 WI 0 2 2 

X N/A 5 0278 Wro 0 

X X X X 24041542-024 0279 WI 0 2 2 

X X X XXX 24041542-025 7 0280 WIG 2 2 

X X X X X 24041542-026 3281 WT 0 2 2 

X X 24041542-027 S 0283 WI 0 2 2 

X X 24041542-028 10 0284 WY 0 2 2 

X X 24041542-029 11 0285 WY 0 2 2 

X X 24041542-030 12 3301 WY 0 2 2 

X X 24041542-031 13 3302 WY 0 2 2 

X X 24041542-032 14 3303 wI o 51iZ-+ 2 2 

X X 24041542-033 15 3305 WI 0 oçr ,4 2 2 

X X 24041542-034 15 3306 wi 474. )0cr 2 2 

AODITIONALCOMMENTS REUNQUBHED BY! AFFILIATION DATE TIME ACCEPTED BY! AFFIJATION DATE TIME SAMPLE CONDITIONS 

COF-2402 Rev I '50n,-PI Cçç,,q1D ct\.i4 /fl( M Qk09.QLQ.SLo 57) /t'-' jkhj 

Radium reporting, only. 
SAMPLER NAME AND SIGNATURE S I 

° 

- 

PRIITNOmeOfSNIIPLER:  
SIGNATURE of SNAPLER: 

DATE Signed c- 
IP.Y,WDDtYfl:  

Corr,densrsl 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY I Analytical Request Document 24c4:t.5.4, 
The Chain-of-Custody isa LEGAL DOCUMENT. Al revant helds must be cor,leted accurate. 

SeosionA Sections Section C 
Required dent totom'.arioo. Required Project ntormarjorr: Invoice Inlormatjoo: 

Page: 5 of 7 

Company: Vistra Corp-Coffeen Report To: Brian Voelker Atenuton: Jason Stuckey 

Adoress: 134 CIPS Lane Copy To: Sam Davies-samantha.daveshtstracop.Com  Company Name: Vistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 Jose Roman, -JoM.Rornarnu@dsuacorncom 
Scot Set- Michael BeW8nisIracoro corn 

Address: see Section A NPDES GROUND WATER DRINKING WATER 

Email To: 2nan Von:: kerr Vjstr Cor cany Purchase OrderNo.: Caere 
Ret ore on e 

UST RCRA OTHER 

Phone: (217) 753-8911 Fax Project Name: Project 
Man",

ii 
Site Location 

Requested Due DatelTAT: 10 day Project Number. 2285 marta 0: STATE: 

Requested Analysts 19 tered (YIN) 

Section 0 Vuad Mater Codes 
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projectNoi Lab l.D. 

1 0307 wi G 2 2 X X 24041542-035 

X X 24041542-038 2 03070 Wi G 2 2 

X X 24041542-037 a 3308 WI C 2 2 

X X 24041542-038 4 0310 WI C 2 2 

X X 24041542-039 5 0312 Wi C 2 2 

X X 24041542-040 3313 wr G \ \ 2.11. 2 2 

X X 24041542-041 7 3314 wi G 2 2 

X X 24041542-042 8 33140 wi c 2 2 

X X 24041542-043 $ 3315 WT C 2 2 

X X 24041542-044 10 3316 wi C 2 2 

X X X 24041542-045 ii 3401 Wi C 2 2 

X X X 24041542-046 12 3402 wi C 2 2 

X X X 24041542-047 13 3403 wi G 2 2 

X X X 24041542-048 14 3404 wi C 2 2 

X X X 24041542-049 is 3405 Wi C 2 2 

X X X 24041542-050 18 0406 wr C 2 2 

ADDITIONAL COMMENTS REUNOUSHED BY/ AFFIUATION DATE TIME ACCEPTED SY/ AFFUATION DATE TIME SAMPLE CONDITIONS 

COF-2402 Rev I -ttu-,p,( )63( 1\-hc-0 AOQ1P_ )JLL-( JUL31 
Radium reporting, only. 

SAMPLER NAME AND SIGNATURE g 
tz 

on 
 

sg 

Um ro 

PRtdTNameofSAliPLER: \jtt\ ('AQ 
SIGNATURE otSod&LER: ,ei4- (°—' 

DATE Signed P 
tt%BDDNYI: 

E 
9 

door dental 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY I Analytical Request Document 2410 441"54,11  
The Chain-of-Custody is  LEGAL DOCUMENT. Al relevant fields flint be con*ted aoonaately. 

Section A Section S Section C 
Required Cient noon-nation: Required Project Irfomiation: Invoice In1om,aticn: 

Be,: 6 of 7 

Company: Viatra Corp-Coffeen Report To: Brian Voelker Assentor: Jason StuCkey 

Address: 134 CIPS Lane Copy To: Sam Davies-aamantha.davies@hiSUaCOrp.COm  Company Name: /istra Corp REGULATORY AGENCY 

Coffeen, IL 62017 Jots Romar9- John.Roma g(5dn&acorpcom 
Soon Bee MinImal lelntnlslraoom con' 

Address: see Section A NPDES GROUNDWATER DRINKING WATER 

EmnilTo: Br)snVonLkenThVislraCom.cCrn  Purchane Omer No.: 
Rain-eec.: 

UST RCRA OTHER 

Phone: (217) 753-8911 Fax Project Name: Pinjees 
Mavainc 

Site Location 
IL 

Requested Due DaterrAT: 10 day Project Nun-bar. 2285 Prone n: STATE: 

Requested Analysis Fl fared (V N) 

Section D Maid Malotc Codes 
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Project Nod Lab LD. 

0407 wi 0 2 2 X X X 24041542-051 

X 24041542-052 2 G410 WI 0 2 2 

X 24041542-053 3 0411 WT 0 2 2 

X N/A 4 L203 WIG 0 

X X N/A 5 NE Riser WI 0 0 

X X N/A I R104 WT  0 

X X X 24041542-054 7 R201 WI 0 2 2 

X N/A 5 R205 wiG 0 

x  x  N/A O SG-02 wIG 0 

x  x  N/A 10 30-03 wIG 0 

X N/A 11 1127 WIG 0 

X N/A 12 1126 v/I e 5-\-'lYt 1131 0 

X X N/A 13 X201 wi G 0 

X N/A 14 XPWCI WI 0 0 

X N/A 
15 XPW02 WI 0 0 

X X N/A is XSG-01 wi 0 0 

ADDITIONAL COWIIENTS RELINQUISHED BY) MAUkTION DATE TIME ACCEPTED BY / Pt5ATION DATE TIME SAMPLE CONDITIONS 

COF-24Q2 Rev I S- ) I&3( %nflc-i O;  Q03 5,/))Li- R -3 
Radium reporting, only. 

SAMPLER NAME AND SIGNATURE 

as 

U PRe4T Nusie of SNiIPLER: 

SIGNATURE of SM/PLER: 
DATEangrIed / 19 rnne/DDrryI: - — - 

- Confrdensal 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY /Analytical Request Document 24041542 
The Chsin-of-CuoIog is a LEGAL DOCUMENT. Al retevantfieldt trust be corrpleted accutate&. 

SectionA SectionS Section C 
Required Cleat islam-atLas: Required Proitot lrttom,slior: Invoice Intormalion: 

Page: 1 ott 7 

Caress,: Vista-a CopCotleen Report To: Stan Voetker Attention: Jason Stuckey 

Address: 134 CII'S Lane Capote: Sam Davies-samantha.davieS&sbrarp.COm  CompanyNarne: Vistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 joleRorrors -Jorr.Romaros4ssscOrrscom 
Soon Eel- Michael 8el0\4sloscon000m 

Address: see Section A NPDES GROUND WATER DRINKING WATER 

LIST RCRA OTHER EmailTo: SrisVosikereViX5rsCorDcom PurchsseOrderNo.: Dante 
Re an ne as a 

Phone: (217) 753-8911 Fax Project Name: Pretest 
Manatee 

Site Lation 

STATE: 
IL 

Requested Due Date/TAT: 10 day Proieci Nester 2285 eisa-lee: 

R quested Analysis Fl tered (YIN) 
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Project Nod Lab l.D. 

.A.P21) WT G 2 2 X 24041542-001 

2 31001 Va G 2 2 X X 24041542-002 

3 31003 AT  0 X X X N/A 

4 0101 WT C .C-i--tH Otc o X N/A 

6 0102 WT ç-2-l'-1 flO, I) X X N/A 

0103 WT e 5ZLh1 171E2 0 X X N/A 

7 3105 Va S 5t2.1 1(33(3  0 X X N/A 

0106 Va G 17 0 X X N/A 

3107 WT  o x N/A 

10 3108 Wa- 0 0 X N/A 

II 3109 Va 0 0 X N/A 

13 3110 WT 0 0 X N/A 

3111 Va 0 0 X N/A 

14 3119 Va C 0 X N/A 

15 0120 WT  D X N/A 

15 3121 Wa -C 0 X N/A 

ADDITIONAL COMMENTS RELINQUISHED BY / AFFSJATION DATE THE ACCEPTED BY/AFFILIATION DATE TIME SAMPLE CONDITIONS 

COF-24Q2 Rev I -Ot%tflel C.a'i-i1) C - 1&1-5 &n-ia..  
Radium reporting, Only. LJA - 

SAMPLER NAME AND SIGNATURE 

ci 
PRNTNam ofSnepLeR:  
SIGNATURE of SAMPLER: /p1 ,-;,.,/c - DATE Signed ,re 

tMM/DDflYt: .. - 1 2.4 
(%7bo15 ).j-a p/e 

G 275P(2/z) 's'- 

Tori dentist 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY / Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. Al relevant holds at be corrpleted acctttstebr. 

Section A Section B Section C 
Required cord lolomialion: Required Project Information: Invoice laforreatiot: 

p of age. 

Comoarot: Vistra Corp-Coffeen Repot To:  Brian Voelker Attention: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Davies-samanlhadavies@viSlnaCofpCorn Company Name: Vistra Corp REGULATORY AGENCY 

Coffoen, IL 62017 JohaRomaog-JofaRomang4auacorpcOm 
cot Bet- Midst! Erlkenoottacom me 

Address: Sets Section A NPDES GROUNDWATER DRINKING WATER 

UST RCRA OTHER EnlailTo: Briar: V-ouikerithVistruCcrucom Porchaae Order ito.: 
teee: 

Poorre: (217) 753-8911 Fax Project Name: Project 
Maseer 

Site Location 

STATE: 

IL 
Requested! Due DaIeITAI: 10 day Project Number 2285 Prune f: 

Requested Analysis Ft tered (Y N) 
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Project NoJ Lab LD. 

0122 WIG 0 X N/A 

2 0123 WIG 0 X N/A 

3 0124 WIG 0 X 'VA 

4 0125 wr G S  - t'L\ fl--tk  a x N/A 

S 0126 WT  0 X N/A 

0151 v/I c 2 2 X 24041542-003 

7 0152 WI G 2 2 X 24041542-004 

a 0153 WI G 2 2 X 24041542-005 

0154 WI G 2 2 X X 24041542-006 

Ia 0155 WI C 2 2 X 24041542-007 

11 0200 WI G 2 2 X X X 24041542-008 

12 0206 WI G 2 2 X X X 24041542-009 

13 02060 WI G 2 2 X X X 24041542-010 

14 3207 WI G 0 X N/A 

is 3208 WI e 0 X N/A 

16 3209 WI G 2 2 X X X 24041542-011 

ADDITIONAL COMMENTS RELINQUISHED BY! AFFILIATtON DATE THE ACCEPTED BY! AFFLIATION DATE THE SAMPLE ooNDnioNs 

COF-24Q2 Rev 1 -10),1117ef ku Qa 1 'Li-i )iyS 
Radium reporting, only. 

SAMPLER NAME AND SIGNATURE 3 

U PRtJTNameofSAiIPLER:

SIgne 

 \tjTv--\cs LX) 
SIGNATUREoTSPJtIPLERr /f1/j4-'r 61/U ?It  

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY I Analytical Request Document 24041542 
The Chain-of-Custody is a LEGAL DOCUMENT-fl relevant fields raise be conleted acosrnte, 

Section A Section B Section C 

Required Chord lelorrnatton: Required Prsjecl Information: Invoice Islominfon: 
Page: 3 of 7 

Company: Vista Corp-Coffeen Report To: Brian Voelker Anerfion: Jason Stuckey 

Address: 134 CIPS Lane COfY To: Sam Davies-samanthadavies@oisti-amarp.Com  Company Name: 'visira Corp REGULATORY AGENCY 

Coffeen, 1L62017 JohnRorInag -JoIViRomargIvistIioOrfuCOm 

Sona bell- Michael aehluwnintmcoro corn 
Address: See Section A NPDES GROUNDWATER DRINKING WATER 

UST RCRA OIlIER EmsilTo: BharIVoeIkeIeVisIraCor-ocom Perobase stearNs.: aeoN 
Reference: 

Phu": (217)7534911 Fax Pr4ect Name: Pralect 
Ma,aeen 

She Location 

STATE: 

IL 

Requested Due oaOafTAT: 10 day Pr5Pt Number 2285 Prance: 

Requested Analysis Fi tered (V N) 
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G210 WIG 0 X N/A 

2 6211 WIG 0 X N/A 

3 6212 WI G 2 2 X X X 24041542-012 

4 6213 WI 0 2 2 X X X 24041542-013 

S 6214 WIG 0 X N/A 

6215 WI m 2 2 X X X 24041542-014 

7 6216 WIG \tFLJ3 0 X N/A 

a 6217 WI G c-t1Y\ _Q4r:J.: 2 2 X X X 24041542-015 

$ 3218 WI G -l&\ h.rttcld 2 2 X X X 24041542-016 .37 

10 6219 WI C \R—\ 2 2 X 24041542-063 

11 3220 WI G 2 2 X 24041542-064 

12 3270 WIG 2 2 X X X XXX 24041542-017 

13 6271 WI G 2 2 X X X 24041542-016 

14 6272 WIG 0 X X X N/A 

15 3273 WI C 2 2 X X X 24041542-019 

15 3274 WI G 0 X N/A 

ADDITIONAL COMMENTS RELINQUISHED BY I AFRLIATN DATE TUnIC ACCEPTED BYIAFFflJ/5TION DATE TIME SAMPLE CONOfTIONS 

COF-24Q2 Rev I Xm?e( Ccc..iitip 'L ILI çCc i t 
Radium reporting, only. 
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY / Analytical Request Document 244 04,41511 
The Chain-of-Custody is a LEGAL DOCUMENT. At rolovantfietds mint be completed aCCutatet. 

Section A Section B Section C 
Required Chore Intorn,abon: Requited Project Inromiation: I.I. Information: 

Be,: 4 of 7 

Company: Vistra Corp-Coffeen Repori To: Shan Voelker Ailenton: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Davies-aaniantha.davies@vistraCorp.COm  Company Name: Vistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 J000Rornrnrg-jahftROtlOeg@dltfacorp.com  
Scott Soft- Miet setkwofsrmcoro toni 

Address: see Section A NPDES GROUNDWATER DRINKING WATER 

EmaitTo: Brian V0ekerl5)Vierr3Coro.00m PurclraseOrderNo.: Quart 
Reference. 

UST RCRA OTHER 

Photo (217) 753-8911 Fax Project Name: Project 
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site Location 
IL 

Roqteated Due DatelTAT: 10 day Project Number 2285 Prunes: STATE: 
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Project No.l Lab lD. 

1 3275 wr G ç-i-t'- fLa 2 2 X X X 24041542-020 

X X 24041542-021 -'tTt'1 .Qctt5,C 2 62750 WI 0 2 2 

X X X 24041542-022 a 3276 WI 0 2 2 

X X X 24041542-023 4 3277 WI 0 2 2 

X N/A 5 3278 WT  0 

X X X X 24041542-024 3279 WI 0 2 2 

X X X XXX 24041542-025 7 3280 WIG 2 2 

X X X X X 24041542-026 6281 WI 0 2 2 

X X 24041542-027 6283 WI 0 2 2 

X X 24041542-028 10 6284 WI 0 2 2 

X X 24041542-029 11 6285 WI 0 2 2 

X X 24041542-030 12 6301 WI 0 2 2 

X X 24041542-031 13 6302 WI 0 2 2 

X X 24041542-032 14 6303 WI 0 2 2 

X X 24041542-033 15 6305 WI 0 2 2 

X X 24041542-034 15 6306 WI 0 2 2 

ADDITIONAL COMOIENTS RELINQUISHED BY AFFILIATION DATE TIME ACCEPTED BY! AFFLIATION DATE TIME SAFPLE CONDITIONS 

COF-24Q2 Rev 1 ct u-e ius 
Radium reporting, on1y 

-5oonie(ccuw\\) 

SAMPLERNAMEANDSIONATURE u 01 on e 
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SIONATURE of SAA1PLER: ICjJI J-_ 

DATE Signed 
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Con I, a en oral 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY! Analytical Request Document 
The Chain-of-Custody is a LEGAL DOCUMENT. At relevant fields most be cOuTçleted aocurate. 

Section A Section B Section C 

Required Cleat IntoumsluOs: Required Proiect Inlomialion: Invoice lutiotmatiort 
Page: 5 of 7 

Company Vistra Corp-Coffeen Repel To: Brian Voelker AEention: Jason Stuckey 

Adduoss: 134 CIPS Lane Copy To: Sam Davies-ssmantha.dayieS@leiStracorpcom Cotrsty Name: Vistra Corp REGULATORY AGENCY 

Colleen, IL 62017 John Remain -JohroRormegsishacorp.coIn 
Sosli Sell- Michael S 

Address: see Section A NPDES GROUNDWATER DRINKING WATER 

UST RCRA OTHER EmoitTo: ehan.'loeikertthVistrsC010.corn PurchsseCtderNo.:1 

Phone: (217) 753-8911 Fax Project Name: Puojoet 
Moeveer 

SIte Location 

STATE: 
IL 

Requested Due DateATAT; 10 day Project Number 2285 P,eui # 
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Section 0 Void Matte Codes 
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Project Noi Lab hD. 
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ors 

SAMPLE ID e 
AS 

jA-Z,O-9/,-) m. 00 

Sample ICR MUST BE UNIQUE 15555 

1 0307 WI G fT/Z/2-J ia3) 2 2 X X 24041542-035 

2 03070 WI G _j _c) 2 2 X X 24041542-036 

3 0308 wi G  2 2 X X 24041542-037 

4 0310 wr S - 2 2 X X 24041542-038 

S 0312 WI G 2 2 X X 24041542-039 

S 3313 WI G 2 2 X X 24041542-040 

0314 WI G 2 2 X X 24041542-041 

S 03140 wi G 2 2 X X 24041542-042 

3315 wi o 12,>-! cQ31 2 2 X X 24041542-043 

10 3316 WI 5 2 2 X X 24041542-044 

ii 0401 WI 0 t77'j i'400 2 2 X X X 24041542-045 

12 0402 WI G 2 2 X X X 24041542-046 

Ia 0403 Wi G 2 2 X X X 24041542-047 

14 3404 WI G 2 2 X X X 24041542-048 

is 3405 WI G 2 2 X X X 24041542-049 

15 3406 WI 5 2 2 X X X 24041542-050 

ADDITIONAL COMMENTS REUNQUISNED BY! AFFILIATION DATE fl,tE ACCEPTED BY/AFFIliATION DATE TM SAMPLE CONDITIONS 

COF-24Q2 Rev 1 Sc— 1° (jfsAQ4 Sh/Lu )U-P-s 

Radium reporting, only. 
SAMPLER NAME AND SIGNATURE U 
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PENT Name ofSAMPLER:

'L SIGNATURE of SM.IPLER: ü'3f (5 
I DATE Signed w 

I IPM.tiOO(YYI: . — 'U-i 

ceoreennal 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY /Analytical Request Document 2Yfl54 
The Chain-of-Costoôy is a LEGAL DOCUMENT. Al relevant fields rrust be completed a000ratebe. 

Section A section Section  C 
Reqofred Cent livormatlon: Required Project lntorrnarloo: Invoice Information: 

Page: 6 of 7 

Company: Vistra Corp-Coffeen Repott To: Brian Voelker Attention: Jason Stuckey 

Actress: 134 CIPS Lane Copy To: Sam Davies-samantha.davies@istrap.com  Company Name: Vistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 Jost Rnmarg -John.Romarg@ntawacotpcom 
rofl Sd- Mirhaetttrlktesiqttycoro corn 

Address: see Section A NPDES GROUND WATER DRINKING WATER 

Email Tn: Briarr.VoejkeriVjsIrsCo:o.00rn  PorcsaseCoferNo.: Quote 
UST RCRA OTHER 

Phone: (217) 753-8911 Paz Project Name: Proinen 
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Req'neeted Due oatellAT: 10 day Project Norton 2285 Preelne: STATE: 
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Project No.i Lab LOU 

0407 WI G 2 2 X X X 24041542-051 

X 24041542-052 2 0410 WI G 2 2 

X 24041542-053 $ 0411 wi e 2 2 

4 L203 WIG 0 X NIA 

$ NE Riser WI C 0 X X N/A 

€ R104 WIG5'77LJ 300 a X X N/A 

7 R201 WI S - 2 2 X X X 24041542-054 

S R205 WIG 0 X N/A 

9 50-02 WT  0 x  x  N/A 

10 53-03 WI S 0 X X X X N/A 

11 T127 v/re 0 X N/A 

12 T128 WIG 0 X N/A 

X X N/A 13 X201 WT  0 

X N/A 14 XPWOI WI G - 0 

X N/A 15 XPW02 WI 0 0 

X X N/A IS XSG-01 WIG 0 

ADDITIONALCDMMENTS REUNQUIsNED EYIAFRUATION DATE TIME ACCEPTED EY/FFIJAT'0N DATE TIME SAInWLECONDITIONS 

COF-24Q2 Rev 1 .-Fnric( Cccnp c-i IGIS LrvoA, g:)A t5- -' S)'LkL4 
Radium reporting, only. 

SAMPLER NAME AND SIGNATURE 
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PRINT Name ofSMIPLER: /4-L--- C-clj) 
SIGNATURE  orSAMPLER: 4zj - oATEslened 

IISWDDffl'Y)! -t ZL( 
C 

- Contidenriol 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY! Analytical Request Document 2W11542! 
The Chain-of-Custody is a LEGAL DOCUMENT. Al relevant fields nine be completed accuratdy. 

Section A Section S section C 
Requited Cleni loloonatuna: Requtloed Poojem lelerrealion: Invoice Information: 

Page: 7 of 7 

Company: Vistra Coop-Coffeen Report To: Brian Voelker Allerfiot: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Davies-samantfnadavies@vistracorpcom Company Name: Vrstra Corp REGULATORY AGENCY 

Coffeen, IL 62017 Jafe Ramaro -jone.Remare@eialracooncom 
Scot Eel- reichaeteelkeeiarr000m oem 

Address: we Section A NPDES GROUNDWATER DRINKING WATER 

Email To: Brian VoelkareVisoraCooccm Parcliaae Groer No.: Caere 
UST RCRA OTHER Rnleaesee: 

Phone: (217) 753-8911 Pa,c Preieot Name: Project 
Maeager Site Location 

IL 
Requested Due DaSeIrAT: 10 day Prsie0INter 2265 Pm5e STATE: 

Requ sEed Analysis Fl tered (YIN) 
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Project Nod Lab LD. 

Field Blank wr E 2 2 X X X X X X X X X X X X X X 24041542-055 

2 G102 Duplicate WT S ijt3 \\o3  0 X X Nt/A 

a 0200 Duplicate wr G 2 2 X X X 24041542-056 

4 G2Z3-ip4ieete- GZJ7 wr S 445 13 2 2 X X X 24041542-057 

5 0301 Duplicate WI' 5 2 2 X X 24041542-058 

R201 Duplicate WI' 5 2 2 X X X 24041542-059 

7 Equipment Blank l WT  2 2 XXXXXXXXXXXXXX 24041542-060 

a Equipment Blank 2 WT  2 2 XXXXXXXXXXXXXX 24041542-061 

a Equipment Blank 3 WT  2 2 XXXXXXXXXXXXXX 24041542-062 

10 

11 

12 

13 

14 

15 

16 

ADDITIONALCOMMENTE RELINQUISHED BY/AFFILIATION DATE TIME ACCEPTED BV/AFFLTION DATE TIME sAJvIpLEcONDrrroNS 

COF-24Q2 Rev 1 6ci'ie1 ctt.ip -t 11:/er VAnICAcnUc. .5J))/P  )L)S 
Radium reporting, only. 

19 Utm 
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PRkJTNameotSA/,tPLER: c\ C$p  E  
SIGNATURE orSAIaIPLER; 4/t 

DATE Signed  
SOD/fYI: c?--t-i 

Cans denoal 

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



CHAIN-OF-CUSTODY I Analytical Request Document 24041542 
The Chain-el-Custody it a LEGAL DOCUMENT. At releeantfleds rust be corepitted accurate 

Section A Section B Section C 
Requited Client Irformaijon: Requited Project Irfonnatice: Invoice Irtonnnaeorr 

Page: of 7  I 

Company: Vistra Corp-Coffeen Report To: Ellen Voelker Attention Jason Stuckey 

Address: 134 DIPS Lane Copy To: Sam Davies.samantha.dauies@nnstmcorp.com  Con,parq Name: Vistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 johiRomarq -jorrsRomang©eslnacorp,com 
$catt Bet- Micinaej$ntEnislracore 03115 

A ",. : see Section A NPOES GROUND WATER DRINKING WATER 
Email To: Bttan.Voelker@VistraCorp.com  Predate Order No.: °es 

UST SCRA OTHER Relemree 
Phone: (217)763.8911 Par Project Nantse: Pmeet 

Site Location 
IL 

Requested Due DaLeITAT: 10 day Project Nuttier 2285 Pf.e 
STATE: 
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Project NoJ Lab LID. 

1 .A.P20 Wr 0 2 2 X 24041542-001 

2 31001 WI 0 2 2 X X 24041542.002 

3 31003 WT  0 X X X N/A 

4 3101 WT 0 X N/A 

3102 WIG 0 X X N/A 

3103 WIG 0 X X N/A 
7 3105 WIG 0 X X N/A 

G106 y/ 0 X X N/A 

3107 WI ç-i-Zpi cgto0 X N/A 

It 3108 WI G 0 X N/A 

11 GI09 WT G 0 X N/A 
12 3110 WI G 0 X N/A 
13 3111 Cr ttt 0 X N/A 

14 3119 WI G 0 X N/A 
15 G120 WI G 0 X N/A 
16 3121 WI o 0 X N/A 

ADDn1oNAL COMMENTS RELE4OUISHED BY' AFLIPN DATE TIME ACCEPTED BY! AFFILIATION DATE TIME SMPI.E CONDITIONS 
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Project No./ Lab LD. 

1 G210 WTG 0 X N/A 

2 3211 WT 0 X N/A 

3212 WV IS 2 2 X X X 24041542-012 

4 3213 WV IS 2 2 X X X 24041542-013 

3214 WT  0 X N/A 

3215 ,fr 0 2 2 X X X 24041542-014 

7 3216 wre 0 X N/A 

a 3217 Iff o 2 2 X X X 24041542-015 

9 3218 '/fr 0 2 2 X X X 24041542-016 

10 G219 WTI 6 2 2 X 24041542-063 

11 3220 WV 0 2 2 X 24041542-064 

12 6270 WT  2 2 X X X XXX 24041542-017 

13 6271 WV o 2 2 X X X 24041542-018 

14 6272 147  0 X X X N/A 

is 6273 WI 0 2 2 X X X 24041542-019 

16 6274 un 0 0 X N/A 

ADDITIONAL COPajENTS RELNQUISHEO BY I AFLITON DATE TIlE ACCEPTED BY fAFFLIATON DATE TIlE SA&LE CONDITIONS 

COF-24Q2 Rev 1 Si! i/c(y \3ftuL* 5)Rfl,Li)q 
Radium reporting, only. 
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Protect No/ Lab iD. 

3275 WT 13 2 2 X X X 24041542-020 

2 6275D 01/1 G 2 2 X X 24041542-021 

3 3276 WI G 2 2 X X X 24041542-022 

4 3277 wr G 2 2 X X X 24041542-023 

3278 501 G 0 X N/A 

3279 WI G L,
W55L\ 2 2 X X X X 24041542-024 

3280 WIG 2 2 X X X XXX 24041542-025 

a 3281 f7 G 2j !Ot? 2 2 X X X X X 24041542-026 

a G283 0 2 2 X X 24041542-027 

10 3284 WI G 2 2 X X 24041542-028 

11 G285 WI 0 2 2 X X 24041542-029 
12 6301 WI 6 2 2 X X 24041542-030 

13 6302 Wi 6 2 2 X X 24041542-031 
14 6303 WT 6 2 2 X X 24041542-032 
15 6305 WI G 2 2 X X 24041542-033 
16 6306 WI G 2 2 X X 24041542-034 

ADDITIONAL COMMENTS REUNIQUISNED YIAJFU)7IDN DATE TIME ACCEPTED BY) AFP&E&TION DATE TIME SMeLE CONDITIONS 

COF-2402 Rev I S-3 11~5-13t- Lq Ili-IF  
Radium reporting, only. 
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845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103
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Project Noi Lab iD. 

3307 WI G 2 2 X X 24041542-035 

2 33070 WI G 2 2 X X 24041542-036 

3 3308 WI c 2 2 X X 24041542-037 

4 3310 WI G aJ?/?4J 955 2 2 X X 24041542-038 

5 3312 WI G 2 2 X X 24041542-039 

6 3313 WI G 2 2 X X 24041542-040 

7 3314 WI 0 2 2 X X 24041542-041 

a 33140 WI G 2 2 X X 24041542-042 

G315 WI 0 2 2 X X 24041542-043 

10 3316 WI 0 2 2 X X 24041542-044 

11 3401 WI 0 2 2 X X X 24041542-045 

12 (3402 WI 0 2 2 X X X 24041542-046 

13 3403 WI 0 2 2 X X X 24041542-047 

14 3404 WI 0 2 2 X X X 24041542-048 

is 3405 wi a 2 2 X X X 24041542-049 

16 3406 WI G 2 2 X X X 24041542-050 

ADDITIONAL COWENTS RCLRIQUIS D BY / AFFLIATION DATE TItlE ACCEPTED BY LUPLIATION DATE TIME SMWLE CONDITIONS 

COF-24Q2 Rev 1 I3 &1 ( SJ3yb4 1iV 
Radium reporting, only 

SAMPLERNAMEANDSIGNATURE 

Re
ce

iv
ed

  o
n  

Ic
e  
(V
IN
I  

RUZ 

USa S
a
m
pl

es
  

In
ta
ct

  V
/N
I  

PRINT Name of SANWLER: -S 

SIGNATURE of SAMPIER7_flJ4}
.i 

DATE Signed 
(MiIVDDflY): -?-- 

Cenridentiat 
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845 QUARTERLY REPORT - QUARTER 2, 2024 
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0407 tAT C 2 2 X X X 24041542-051 
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X 24041542-053 0411 NT C 2 2 

X N/A 4 L203 I/TO 0 
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ADDITIONAL COle/aNTS RELINQUISH D BY / AFFLEATION DATE TIME ACCEPTED EYMF5LITI0N DATE TIME 5AWt,E CONDITIONS 

COF-24Q2 Rev 1 5/5 jNS .bi3y ijq? 

Radium reporting, only. 
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X X 24041542-038 4 6310 wi C 2 2 

X X 24041542-039 6312 wi S 5ii5?,.0 2 2 

X X 24041542-040 6313 Wi' 0 2 2 

X X 24041542-041 7 6314 wi e 2 2 

X X 24041542-042 8 63140 wi e 2 2 

X X 24041542-043 6315 wi e 2 2 

X X 24041542-044 10 6316 Wi. C 2 2 

X X X 24041542-045 11 6401 wi o 2 2 

12 3402 wi o 1j4 \tOO 2 2 X X X 24041542-046 

X X X 24041542-047 13 3403 Wi. C c---ti jQt$ 2 2 

14 6404 Wi. C 5tt Z'1 \°tLL4 2 2 X X X 24041542-048 

X X X 24041542-049 15 3405 vr C 5-(i_1jj \) 2 2 

18 6406 wi C 2 2 X X X 24041542-050 

ADDITIONALCOrattIENTs REL4IQUISHEDSVIAFPLtA'IiON DATE TIME ACCEPTEDBY!AflLL4TION DATE TIME SAIILECOND(nONS 
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Section A Section B Section C 
Required C4. Required Project Irdormaton: invoice Erdorreation: 

Page: 6 of 7 

Company: Vistra Corpcoffeen Report To: Brian Voelker Attention : Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Davies-samantha.daviesMstraccrp.corn Company Name: Viatra Corp REGULATORY AGENCY 

Coffeen, IL 62017 JoRi Roma, - JolnRorrargvis&acorp.corn 
SecsS MinFee! 8er6)Asimcoro corn 

Address: see Section A NPOES GROUND WATER DRINKING WATER 
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Reiemere: UST RCRA OTHER 
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IL 
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STATE: 
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Project oJ Lab LID.  

0407 yr G 2 2 X X X 24041542-051 

2 0410 yr G 2 2 X 24041542-052 

X 24041542-053 3 0411 WI 0 2 2 

X N/A 4 L203 WT  0 

X X N/A s NE Riser yr so 0 

X X N/A. R104 WT  0 

7 R201 WI G 2 2 X X X 24041542-054 

8 R205 WIG 0 X N/A 

a SG-02 WT  0 x  x  N/A 

x  x  N/A Ia SC-OS WIG 0 

ii T127 yr e C.'kio; ?tJ. 0 X N/A 

12 T128 T e 0 X N/A 

13 X201 T G 0 X X N/A 

14 XPWOI AT o 0 X N/A 

15 XPW02 wi s 0 X N/A 

16 XSG-01 WI 0 0 X X N/A 

ADDITIONAL COMMENTS REL3.IQUISNE0 BY (AFFLIATON DATE TIME ACCEPTED BY! APFU4T5)N DATE TIME SAMPLE CONDITIONS 

COF-24Q2 Rev I ?ynrçp,i 
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Radium reporting,  only. 
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Section A Section 8 Section C 
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Page: 7 of 7 

company: Vistra Corp-Coffeen Rayed To: Brian Voelker Atteiton: Jason Stuckey 
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STATE: 
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Project Noi Lab LD. 

1 Field Blank WT  2 2 XXXXXXXXXXXXXX 24041542-055 

2 3102 Duplicate WT 0 0 X X N/A 

3 3200 Duplicate SVT. G 2 2 X X X 24041542-056 

4 3273 Duplicate wr G 2 2 X X X 24041542-057 

5 3301 Duplicate re--  S 
--'.-o 

2 2 X X 24041542-058 

S P201 Duplicate AT G 2 2 X X X 24041542-059 

7 Equipment Blank l 1Nrc 2 2 XXXXXXXXXXXXXX 24041542-060 

Equipment Blank 2 WCG 2 2 XXXXXXXXXXXXXX 24041542-061 

Equipment Blank 3 HT  2 2 XXXXXXXXXXXXXX 24041542-062 

10 - 

11 
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13 

14 

15 

IS 

A000I0NA1_c0wdENTs RELSOQUISIOEO BY/Fft4ATN DATE TIME AEPTED BY/ARLIITION DATE TIME SAMPLE coNoirtoNs 

COF-24Q2 Rev  2q'flie( (;u°() 5Uo tb4lz 
Radium reporting, only. I 
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CHAIN-OF-CUSTODY / Analytical Request Document 24041542 
The Chain-of-Custody is a LEGAL DOCUMENT. At reiovanttieios rrauot be conyleted accurateh 

Section A Section B Section C 
Reqeired C:ierrt trdonnaton: Required Project Irdontlation: Invoice Irrforrnatiort 

Page: I of 7 

Company Vistra CorpCoffeen Report To: Brian Voelker Attorttion: Jason Stuckey 

Ariuress: 134 CIPS Lane Copy To: Sam Davtes-samantha.daviea@vistraCorp.Com  Company Name: Viatra Corp REGULATORY AGENCY 
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STATE: 
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Project No./ Lab LD. 

PP2D NT 0 2 2 X 24041542-001 

X X 24041542-002 2 31001 CiT G fl} Ij 2 2 

X X X N/A 3 G1003 WED 0 

X N/A 4 3101 WIG 0 

X X N/A a 3102 WED 0 

X X N/A 6 3103 NT 0 0 

X X N/A 7 3105 WED 0 

X X N/A a 3106 WIG 0 

X N/A a 3107 NT G 0 

X N/A 10 GlOB WT 0 

X N/A 11 3109 NT s 0 

12 3110 NT 0 0 X N/A 

X N/A 13 Gill NT G 0 

14 3119 NT G 0 X N/A 

X N/A 15 3120 NT 0 0 

X N/A 16 3121 NTG 0 . 

ADDITIONAL COhtiAENTS REL540U15HED BY! ASPILtATION DATE TWa ACCEPTED BY / APFLLATION DATE TIME SMLE CONDITIONS 

COF-24Q2 Rev I Eqll ip, S/'r twa &r1m O1J 't)Y 1kJD10 lllul 
Radium reporting, only. it'i 
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CHAIN-OF-CUSTODY / Analytical Request Document 24041542 
The Cbain-ol-Custody Is a LEGAL DOCUMENT. Aff retevattfietds torus! be corrpleted accurateho 

Section A Section B Section C 
Required Client tnlormadorr Required Project Iritmabor Imoice treormanori: 

Page: 2 at 7 

Company: Visfra Ccrp-Coffeen Report To: Brian Voelker Alterohot: Jason Stuckey 

Address: 134 CIPS Lane Copy To: Sam Davies-samantha.davies@vislraCorp.com  Company Name: Vistra Corp REGULATORY AGENCY 

Coffeen1L62C17 JomnRomang-jtratRomare©viatacorp.com  
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UST RCRA OThER 

Phone: (217) 753-8911 Fax ProjeotName: Pelter Site Location 
IL 

Requested Disc DateiTAT: 10 day Project Number 2285 P.I.: STATE: 
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Project No/ Lab LD. 

0122 wro 0 X N/A 

X N/A fl 3123 floDfO\ •olflflhll 
X N/A fl 3124 C 0 flflfl 
x g 0125 WTfl U a  MEMMEMEM 
x 0126 WI C 0 MEMMEMEM  

X 24041542-003 0151 WI C 2 MENEM  

X 24041542-004 fl 3152 reT G 2 So  2 MENEM  

X 24041542-005 3153 C 2 •flIII 
X X 24041542-006 3154 WI 0 2 fl 2 MENEM  

X 24041542-007 10 3155 0 2 on  2 •IUU• 
X X X 24041542-008 fl 3200 a 3MStflUflflfliflfl 
X X X 24041542-009 3206 o 2 monsoons  

X X X 24041542-010 C 2 11111 
x 14 3207 a flflifli 
X N/A 15 3208 WI C 008MMOMMEME  0  1111101 

X X X 24041542-011 16 3209 •y 5 2 2 

AODIIIONAL COWIIENIS RELNOU SHED BY /AFFLIATrJN CAT TIME ACCEPTED BY! AFFIUATION DATE TIME SAL.E CONDITIONS 

COF-24Q2 Rev 1 2ZIY( C4CAft" S-1 )60c& J'tui Qo.99&-z3 Rfj 
Radium reporting, reporting, only. 
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The Chaio-of-Ccotod3re a LEGAL DOCUMENT. At retesantfieba rest be coonpieted accurate. 

Section A Section B Section C 

Required deco Iroomiasort Required Project Ittomiaton: Invoice Irdormatert 
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Address: see Section A NPDES GROUND WATER DRINKING WATER 

Cmos To: Brian.Voelker()VistraCorp.com  Puthaae Order No.: - UST RCRA OTHER 

Phone: (217)753-8911 Fax project Name: Pte$ei SIteLOcaflOn 
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Project Noi Lab l.D. 

fl 3210 e 0 flhIUUUI X N/A 

fl 3211 0 0 •fllUlfl X N/A 

fl 3212 wT G UflU 2 iu.ui X X X  24041542-012 

3213 wT 0 2 • 2IIIUR X X X 24041542-013 

B 3214 rfl 0 MOMMEMOM  X N/A 

3215 INT 0 2 •UflhIIUi X X X 24041542-014 

ISM 6216 0 0 MONSOONS X N/A 

6217 0 •numniiuui X X X 24041542-015 

a 3218 WT 0 •flhl 2 MENEM  X X X 24041542-016 

10 6219 Wr o 5t7D1 fflj 2 •uniui•i X 24041542-063 

fl 3220 en o nmrrJIJv&Imnn 2flIUI X 24041542-064 

fl 3270 wT 0 2 No  2 i•uui X X X X X X 24041542-017 

13 3271 wT 0 UflhhfilUlUl X X X 24041542-018 

14 3272 VT 0 a MMMMMMMM  X X X N/A 

fl 3273 acT 0 2 off  2 MENEM  X X X 24041542-019 

15 3274 Wr 0 0 X N/A 

ADDITIONAL COMMENTS RELS43UISHED BY, FFLIATON DATE TesS ACCEPTED BY) AFFILIATION OATS TIME SAJIPLE CONDITIONS 

COF-24Q2 Rev 1 .5t-e1 Cc'9 st7 Jr9c 517yU IUDt 
Radium reporting, only. 
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Section A Section B Section C 

Required Count Iriorniabort- Required Project Irformahon: lrraice lrfom,atcc 
Page: 4 of 7 

Company: Vistra Corp-Coffeen Report To: Brian Voetker Attention: Jason Stuckey 

AddreSs: 134 CIPS Lane Cops To: San, oavies-samantha.daviea@viStracorp.corn Company Name: Vistra Corp REGULATORY AGENCY 

Coffeen, IL 62017 iota Rome, - JofrtRomanyo5vistttcorp.com  
Scot Bet- MidoetBeEBlviato,coa corn 

Address: see Section A NPDES GROUNDWATER DRINKING WATER 

Email To: 8t1an.VoelkertErVistraCorp.com   Purchase Order No.: °°° 
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UST RCRA OTHER 

Prom: (217)753-8911 Fox Projc-ct Name: Project 
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ANALYTICAL REPORT

PREPARED FOR
Attn: Elizabeth A Hurley

TekLab, Inc
5445 Horseshoe Lake Road

Collinsville, Illinois 62234
Generated 6/11/2024 1:18:42 PM  Revision 1

JOB DESCRIPTION
Radium-226 and Radium-228

24041542

JOB NUMBER
160-54048-1

See page two for job notes and contact information.

Earth City MO 63045
13715 Rider Trail North
Eurofins St. Louis
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Eurofins St. Louis

Eurofins St. Louis is a laboratory within TestAmerica Laboratories, Inc., a company within Eurofins Environment Testing Group of Companies

Job Notes
This report may not be reproduced except in full, and with written approval from the laboratory.  The results relate only to the
samples tested.  For questions please contact the Project Manager at the e-mail address or telephone number listed on this
page.

The test results in this report relate only to the samples as received by the laboratory and will meet all requirements of the
methodology, with any exceptions noted. This report shall not be reproduced except in full, without the express written
approval of the laboratory. All questions should be directed to the Eurofins TestAmerica Project Manager.

Authorization

Generated
6/11/2024 1:18:42 PM
Revision 1

Authorized for release by
Erika Jordan, Project Manager
erika.jordan@et.eurofinsus.com
(314)298-8566
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CASE NARRATIVE

Client: TekLab, Inc

Project: 24041542

Report Number: 160-54048-1 Revision 1

With the exceptions noted as flags or footnotes, standard analytical protocols were followed in the analysis of the samples and no
problems were encountered or anomalies observed. In addition, all laboratory quality control samples were within established
control limits, with any exceptions noted below. Each sample was analyzed to achieve the lowest possible reporting limit within the
constraints of the method.

Eurofins Environment Testing attests to the validity of the laboratory data generated by Eurofins facilities reported herein. All
analyses performed by Eurofins Environment Testing facilities were done using established laboratory SOPs that incorporate
QA/QC procedures described in the application methods. Eurofins Environment Testing's operations groups have reviewed the
data for compliance with the laboratory QA/QC plan, and data have been found to be compliant with laboratory protocols unless
otherwise noted below.

The test results in this report meet all NELAP requirements for parameters for which accreditation is required or available. Any
exceptions to NELAP requirements are noted in this report.

Calculations are performed before rounding to avoid round-off errors in calculated results.

Proper preservation was noted for the methods performed on these samples, unless otherwise detailed below.

Any minimum detectable concentration (MDC), critical value (DLC), or Safe Drinking Water Act detection limit (SDWA DL) is
sample-specific unless otherwise stated elsewhere in this narrative.

Radiochemistry sample results are reported with the count date/time applied as the Activity Reference Date.

The matrix for the Method Blank and LCS/LCSD is as close to the samples as can be reasonably achieved. Detailed information
can be found in the most current revision of the associated SOP.

The method blank (MB) z-score is within limits, unless stated otherwise below.

Matrix QC may not be reported if insufficient sample or site-specific QC samples were not submitted. In these situations, to
demonstrate precision and accuracy at a batch level, a LCS/LCSD may be performed, unless otherwise specified in the method.

Reference the chain of custody and receipt report for any variations on receipt conditions.

This laboratory report is confidential and is intended for the sole use of Eurofins TestAmerica and its client.

Revision
The report being provided is a revision of the original report sent on 6/10/2024. The report (revision 1) is being revised in order to
correct collection times that were inaccurate on the original chain-of-custody (COC). A revised COC is included with the revised
report.

Receipt
The samples were received on 5/10/2024 3:00 PM. Unless otherwise noted below, the samples arrived in good condition, and,
where required, properly preserved. The temperatures of the 7 coolers at receipt time were 18.0°C, 18.4°C, 18.4°C, 18.5°C,
18.9°C, 19.1°C and 19.7°C.

Client provided updated chain-of-custody (COC) to correct sample collection times; 24041542-009, -013, -019, and -027. The
original COC will be retained and issued with the report to capture receipt signatures.

Due to the large number of samples submitted, the job was split into 3 three series. This report is series 1 of 3.

Method 903.0 - Radium-226 (GFPC)

Case Narrative
Client: TekLab, Inc Job ID: 160-54048-1
Project: Radium-226 and Radium-228

Eurofins St. Louis

Job ID: 160-54048-1 Eurofins St. Louis
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Samples 24041542-001 (160-54048-1), 24041542-002 (160-54048-2), 24041542-003 (160-54048-3), 24041542-004
(160-54048-4), 24041542-005 (160-54048-5), 24041542-006 (160-54048-6), 24041542-007 (160-54048-7), 24041542-008
(160-54048-8), 24041542-009 (160-54048-9), 24041542-010 (160-54048-10), 24041542-011 (160-54048-11), 24041542-012
(160-54048-12), 24041542-013 (160-54048-13), 24041542-014 (160-54048-14), 24041542-015 (160-54048-15), 24041542-016
(160-54048-16), 24041542-017 (160-54048-17), 24041542-018 (160-54048-18), 24041542-019 (160-54048-19) and
24041542-020 (160-54048-20) were analyzed for Radium-226 (GFPC). The samples were prepared on 5/14/2024 and analyzed
on 6/7/2024.

No analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Method 904.0 - Radium-228 (GFPC)
Samples 24041542-001 (160-54048-1), 24041542-002 (160-54048-2), 24041542-003 (160-54048-3), 24041542-004
(160-54048-4), 24041542-005 (160-54048-5), 24041542-006 (160-54048-6), 24041542-007 (160-54048-7), 24041542-008
(160-54048-8), 24041542-009 (160-54048-9), 24041542-010 (160-54048-10), 24041542-011 (160-54048-11), 24041542-012
(160-54048-12), 24041542-013 (160-54048-13), 24041542-014 (160-54048-14), 24041542-015 (160-54048-15), 24041542-016
(160-54048-16), 24041542-017 (160-54048-17), 24041542-018 (160-54048-18), 24041542-019 (160-54048-19) and
24041542-020 (160-54048-20) were analyzed for Radium-228 (GFPC). The samples were prepared on 5/14/2024 and analyzed
on 6/4/2024.

The detection goal was not met for the following sample due to the reduced sample volume attributed to the presence of matrix
interferences: 24041542-013 (160-54048-13) . Analytical results are reported with the detection limit achieved.

No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Method Ra226_Ra228 Pos - Combined Radium-226 and Radium-228
Samples 24041542-001 (160-54048-1), 24041542-002 (160-54048-2), 24041542-003 (160-54048-3), 24041542-004
(160-54048-4), 24041542-005 (160-54048-5), 24041542-006 (160-54048-6), 24041542-007 (160-54048-7), 24041542-008
(160-54048-8), 24041542-009 (160-54048-9), 24041542-010 (160-54048-10), 24041542-011 (160-54048-11), 24041542-012
(160-54048-12), 24041542-013 (160-54048-13), 24041542-014 (160-54048-14), 24041542-015 (160-54048-15), 24041542-016
(160-54048-16), 24041542-017 (160-54048-17), 24041542-018 (160-54048-18), 24041542-019 (160-54048-19) and
24041542-020 (160-54048-20) were analyzed for Combined Radium-226 and Radium-228. The samples were analyzed on
6/7/2024 and 6/10/2024.

No analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Case Narrative
Client: TekLab, Inc Job ID: 160-54048-1
Project: Radium-226 and Radium-228

Eurofins St. Louis

Job ID: 160-54048-1 (Continued) Eurofins St. Louis
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Pg 1 of 
- 

TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

Are the samples chilled? YES [1 NO [1 With: 0 Ice 0 Blue Ice Preserved in: Lab Held 

QC Level: 2 

Comments: Please Issue reports and invoices via email only 

Phone: 618 344-1004 ext. 33 

Teklab Inc 

5445 Horseshoe Lake Road 
Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 226/228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab, Inc. Projectit  

Batch QC is required for all analyses requested. Excel EDD requested. IL site. 

Contact: 

Requested Due Date: 

Email: 

Billing/PO: 

ehurleyteklabinc.com  

36143 

Sampler: 

Elizabeth Hurley 

Stamped TAT 

PLEASE NOTE:  

NELAP accreditation is required on the requested analytes and must be documented as such on the final report 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analytes. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 

anatyte/method during the life of the contract, you must contact Teklab immediately. 

tz4 
Lab Use Sample ID Sample Date/Time Preservative Matrix 

24041542-001 5/8/24484t HNO3 

24041542-002 5/7/24 1016 HNO3 Groundwater 

24041542-003 4/30/24 1011 HNO3 Groundwater 

Groundwater 24041542-004 517/24 4 929- ffl' * :HNO3 

24041542-005 4130/24 1238 
16t;HNO3 

Groundwater 

Groundwater 24041542-006 4130/24 1201 HNO3 

24041542-007 4/30/24 1121 HNO3 Groundwater 

24041542-008 517/241253 ;HNO3 Groundwater 

24041542-009 4/30/24 44)&t9St HNO3 Groundwater 

24041542-010 4/30/24 1.Q6&IL 4 HNO3 Groundwater 

24041542-011 511/241155 HNO3 Groundwater 

*Relinquished By Date/Time Received By Date/Time 

PtA_. L QC) . 

Teklab maintains a strict policy of client confidentiality and as such does of provide client/sampler information without proper authorization, and proprietary rights. 

Teklab, Inc. protects clients' confidential information as directed by local, state or federal laws. (Teklab OAM Section 9.1. TNI Vi M2 Section Al 50) 
Si.Jbccc;RCE!A. 
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Are the samples chilled? YES [1 NO [1 Lab F Field With: 0 Ice 0 Blue Ice Preserved in: 

QC Level: 2 

Comments: Please Issue reports and invoices via email only 

Phone: 618 344-1004 ext. 33 

Email: 

Billing/PO: 

Teklab Inc 

5445 Horseshoe Lake Road 

Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 2261228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab. Inc. Proiect# 

Contact: 

Requested Due Date: 

ehurley©teklabinc.com  

36143 

Batch QC is required for all analyses requested. Excel EDO requested. IL site. 

Sampler: 

Elizabeth Hurley 

Standad TAT 
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TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

PLEASE NOTE:  

NELAP accreditation is required on the requested analyles and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analytes. 

please contact Tekiab immediately. If your laboratory loses accreditation or is suspended for any 

analytelmethod during the life of the contract. you must contact Teklab immediately. 

Lab Use Sample ID Sample Date/Time Preservative Matrix 

24041542-012 5/1/24 0952 HNO3 Groundwater 

24041542-013 5/6/241429 HNO3 Groundwater 

24041542M14 4/30124 1319 HNO3 Groundwater 

24041542-015 5/2/24 1239 HNO3 Groundwater 

24041542-016 5/2/24 1147 HNO3 Groundwater 

24041542-017 5/8/240940 HNO3 Groundwater 

24041542-018 5/l/24 1337 HNO3 'Groundwater 

24041542-019 511124 1231 HNO3 Groundwater 

24041542-020 5/2/24 1033 HNO3 
- 

Groundwater 

24041542-021 5/21240958 HNO3 Groundwater 

24041542-022 5/7124 1145 HNO3 Groundwater 

*Relinquished By Date/Time Received By Date/Time 

4OAVQ00kQ. 

Teklab maintains a strict policy of client confidentiality and as such does not provide client/sampler information without proper authorization, and 2roprietary rights, St <oc on Re 
Teklab, Inc. protects clients' confidential information as directed by local, state or federal laws CTeklab CAM Section 9.1. TNI Vi M2 Section 4.1.5 cl 3002015 
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ehurleyteklabinc.com  

36143 

Lab P Field Are the samples chilled? YES [1 NO F] With: fl ice U Blue Ice Preserved in: 

QC Level: 2 

Comments: Please Issue reports and invoices via email only 

Phone: 618 344-1004 ext. 33 

Email: 

Billing/PO: 

Contact: 

Requested Due Date: 

Teklab Inc 

5445 Horseshoe Lake Road 
Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 226/228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab. Inc. Project# 

Batch QC is required for all analyses requested. Excel EDD requested. IL site. 

Sampler: 

Elizabeth 1-turley 

Standee! TAT 
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Date/Time Received By Date/Time 

Pg 3 of 6 

TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

PLEASE NOTE:  

NELAP accreditation is required on the requested analytes and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analyles. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 

analyte/method during the life of the contract, you must contact Teklab immediately. 

Lab Use Sample ID Sample Date/Time Preservative Matrix 

24041542-023 517/24 0940 HNO3 

HNO3 

Groundwater 

Groundwater 24041542-024 5/3/24 0940 

24041542-025 516/24 1407 HNO3 Groundwater 

Groundwater 24041542-026 5/3/24 1027 HNO3 

24041542-027 5/6/24 1100 HNO3 
, 

Groundwater 

Groundwater 24041542-028 5/6/24 1136 HNO3 
, 

24041542-029 5/6/24 1222 HNO3 Groundwater 

24041542-030 5/6124 1028 HNO3 Groundwater 

24041542-031 5/6/24 1154 HNO3 Groundwater 

24041542-032 5/11241049 HNO3 Groundwater 

24041542-033 5/11241441 l-1NO3 Groundwater 

Teklab maintains a strict policy of client confidentiality and as such does not provide client/sampler information without proper authorization, and proprietary rights. 

Teklab, Inc. protects clients confidential information as directed by local, state or federal laws. (Teklab CAM Section 9.1, TNt vi M2 Section 4.1.5 c) 
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Are the samples chilled? YES FI N With: 0 Ice 0 Blue Ice Preserved in: - Lab Field 

Comments: Please Issue reports and invoices via email only 

OC Level: 2 

Phone: 618 344-1004 ext. 33 

Teklab Inc 
5445 Horseshoe Lake Road 

Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 2261228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab. Inc. Project# 

Batch CC is required for all analyses requested. Excel EDD requested. FL site. 

Contact: 

Requested Due Date: 

Elizabeth Hurley 

Standad TAT 

Email: 

Billing/PO: 

ehurleyteklabinc.com  

36143 

Sampler: 

O
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TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

PLEASE NOTE:  

NELAP accreditation is required on the requested analvtes and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or anaiytes. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 

analyle/method during the life of the contract, you must contact Teklab immediately. 

Lab Use Sample ID Sample DatefTime Preservative Matrix 

Groundwater 24041542-034 511/241347 'HNO3 

24041542-035 512/241432 HNO3 Groundwater 

24041542-036 512/241135 HNO3 Groundwater •  

24041542-037 5/2/241253 HNO3 Groundwater 

24041542-038 5/3/240955 HNO3 Groundwater 

24041542-039 5/61241329 HNO3 Groundwater 

Groundwater 24041542-040 5/1/241213 HNO3 

24041642-041 4/30/24433& 1413 qv,fHNO3 

4/30/24 42€ noi HNO3 

Groundwater 

Groundwater 24041542-042 

24041542-043 5/2/241031 HNO3 Groundwater 

24041542-044 4/30/24 14e2 il6i,, :HNO3 Groundwater 

*Relinquished By Date/Time Received By Date/Time 

Jivniç &9tQrtQQ 

Teklab maintains a strict policy of client confidentiality and as such does not provide clienusampler information without proper authorization, and proprietary rights. SuhCocRevA 
Teklab, Inc. protects clients' confidential information as directed by local, state or federal laws (Teklab CAM Section 9.1. TNt vi M2 Section 415 c) 
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Are the samples chilled? YES 7 NO [1 Preserved in: E  Lab I J Field With: 0 Ice 0 Blue Ice 

Comments: Please Issue reports and invoices via email only 

QC Level: 2 

Phone: 618 344-1004 ext. 33 

Tekiab Inc 

6446 Horseshoe Lake Road 

Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 2261228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Tekiab, Inc. Project# 

Batch QC is required for all analyses requested. Excel EDD requested. IL site. 

Contact: 

Requested Due Date: 

Email: 

Billing/PO: 

ehurley©teklabinc.com  

36143 

Sampler: 

Elizabeth Hurley 

Standad TAT 
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TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

PLEASE NOTE:  

NELAP accreditation is required on the requested anatytes and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analytes. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 
analylefmethod during the life of the contract, you must contact Teklab immediately. 

Lab Use Sample ID Sample Date/Time Preservative Matrix I 
24041542-045 512/241406 HNO3 Groundwater 

24041542-046 516/241200 HNO3 Groundwater 

24041542-047 5/6/241028 :HNO3 Groundwater 

24041542-048 5/6/241244 HNO3 Groundwater 

24041542-049 5/6/241313 HNO3 Groundwater 

Groundwater 24041542-050 5/6/241105 HNO3 

24041542-051 4/29/24 1452 HNO3 'Groundwater 

24041542-052 4/30/2441 is%<HNO3 ...................Groundwater 

24041542-053 4/29/24 1311 117'HNO3 Groundwater 

24041542-054 5/7/24 1243 HNO3 Groundwater 

24041542-055 5181244449 * HNO3 Aqueous 

*Relinquished By Date/Time Received By Date/Time 

ALt lft,,kv-, 

Teklab maintains a strict policy of client confidentiality and as such does not provide clienvsampler information without proper authorization, and proprietary rights. 

Tekiab, Inc. protects clients!  confidential information as directed by local, state or federal laws. (Tekiab QAM Section 9.1, TNt Vi M2 Section 4 1.5 c) 
Suh(:ccp.ej; 
3212116 
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Are the samples chilled? YES [1 NO F] Preserved in: [-]  Lab [1 Field With: 0 Ice 0 Blue Ice 

Sampler: Teklab Sampling Team 

Phone: 618 344-1004 ext. 33 

Teklab Inc 

5445 Horseshoe Lake Road 

Collinsville, IL 62234 

Cooler Temp: 

Comments: 

QC Level: 1 2 

Please Issue reports and invoices via email only 

Please analyze for Radium 2261228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab, Inc. Project 

Batch QC is required for all analyses requested. Excel EDD requested. IL site. 

Contact: 

Requested Due Date: 

Elizabeth Hurley 

Standad TAT 

Email: 

Billing/PO: 

ehurley@teklabinc.com  

36143 

Pg 6  of L. 
TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

JPLEASE NOTE:  

NELAP accreditation is required on the requested analyles and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analytes. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 

analyte/method during the life of the conlract, you must contact Teklab immediately. 

Lab Use Sample ID Sample Date/Time Preservative Matrix 

24041542-056 5)7/24 1253 HNO3 Groundwater 

24041542-057 5/21241239 F-IN03 Groundwater 

24041542058 5/6/241028 HNO3 Groundwater 

24041542-059 5/7/24 1243 HNO3 Groundwater 

24041542-060 5/8/24 444- fl3 % HNO3 Aqueous 

24041542-063 5/7/241110 qh14 HNO3 * qeo &v3 
24041542-064 5/7/241208 HNO3 * Aquess &v) 

HNO3 Groundwater 

HNO3 Groundwater 

HNO3 Groundwater 

HNO3 
-------4 

Groundwater 
...... 

             

             

             

             

               

               

               

                 

v V V 

             

            

Relinquished By Date/Time Received By Date/Time 

xDW 

Teklab maintains a strict policy of client confidentiality and as such does not provide client'sampler information without proper authorization, and Proprietary rights, 
SUnC' 

Teklab, Inc. protects clients' confidential information as directed by local, slate or federal laws. (Teklab QAM Section 9.1. TNI Vi M2 section 4.1.5 c) 
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Login Sample Receipt Checklist

Client: TekLab, Inc Job Number: 160-54048-1

SDG Number: 24041542

Login Number: 54048

Question Answer Comment

Creator: Worthington, Sierra M

List Source: Eurofins St. Louis

List Number: 1

TrueRadioactivity wasn't checked or is </= background as measured by a survey 
meter.

TrueThe cooler's custody seal, if present, is intact.

TrueSample custody seals, if present, are intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

N/ASamples were received on ice.

TrueCooler Temperature is acceptable.

TrueCooler Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

N/AIs the Field Sampler's name present on COC?

TrueThere are no discrepancies between the containers received and the COC.

TrueSamples are received within Holding Time (excluding tests with immediate 
HTs)

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueSample Preservation Verified.

TrueThere is sufficient vol. for all requested analyses, incl. any requested 
MS/MSDs

N/AContainers requiring zero headspace have no headspace or bubble is 
<6mm (1/4").

TrueMultiphasic samples are not present.

TrueSamples do not require splitting or compositing.

N/AResidual Chlorine Checked.

Eurofins St. Louis
Page 18 of 36 6/11/2024 (Rev. 1)

1

2

3

4

5

6

7

8

9

10

11

12

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Definitions/Glossary
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Qualifiers

Rad
Qualifier Description

G The Sample MDC is greater than the requested RL.

Qualifier

U Result is less than the sample detection limit.

Glossary

These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CFU Colony Forming Unit

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MCL EPA recommended "Maximum Contaminant Level"

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

MPN Most Probable Number

MQL Method Quantitation Limit

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

NEG Negative / Absent

POS Positive / Present

PQL Practical Quantitation Limit

PRES Presumptive

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TNTC Too Numerous To Count

Eurofins St. Louis
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Method Summary
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method Method Description LaboratoryProtocol

EPA903.0 Radium-226 (GFPC) EET SL

EPA904.0 Radium-228 (GFPC) EET SL

TAL-STLRa226_Ra228 

Pos

Combined Radium-226 and Radium-228 EET SL

NonePrecSep_0 Preparation, Precipitate Separation EET SL

NonePrecSep-21 Preparation, Precipitate Separation (21-Day In-Growth) EET SL

Protocol References:

EPA = US Environmental Protection Agency

None = None

TAL-STL = TestAmerica Laboratories, St. Louis, Facility Standard Operating Procedure.

Laboratory References:

EET SL = Eurofins St. Louis, 13715 Rider Trail North, Earth City, MO 63045, TEL (314)298-8566

Eurofins St. Louis
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Sample Summary
Client: TekLab, Inc Job ID: 160-54048-1

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID Client Sample ID Matrix Collected Received

160-54048-1 24041542-001 Water 05/08/24 09:52 05/10/24 15:00

160-54048-2 24041542-002 Water 05/07/24 10:16 05/10/24 15:00

160-54048-3 24041542-003 Water 04/30/24 10:11 05/10/24 15:00

160-54048-4 24041542-004 Water 05/07/24 11:15 05/10/24 15:00

160-54048-5 24041542-005 Water 04/30/24 12:38 05/10/24 15:00

160-54048-6 24041542-006 Water 04/30/24 12:01 05/10/24 15:00

160-54048-7 24041542-007 Water 04/30/24 11:21 05/10/24 15:00

160-54048-8 24041542-008 Water 05/07/24 12:53 05/10/24 15:00

160-54048-9 24041542-009 Water 04/30/24 10:57 05/10/24 15:00

160-54048-10 24041542-010 Water 04/30/24 10:28 05/10/24 15:00

160-54048-11 24041542-011 Water 05/01/24 12:16 05/10/24 15:00

160-54048-12 24041542-012 Water 05/01/24 09:52 05/10/24 15:00

160-54048-13 24041542-013 Water 05/06/24 14:28 05/10/24 15:00

160-54048-14 24041542-014 Water 04/30/24 13:19 05/10/24 15:00

160-54048-15 24041542-015 Water 05/02/24 12:39 05/10/24 15:00

160-54048-16 24041542-016 Water 05/02/24 11:47 05/10/24 15:00

160-54048-17 24041542-017 Water 05/08/24 09:40 05/10/24 15:00

160-54048-18 24041542-018 Water 05/01/24 13:37 05/10/24 15:00

160-54048-19 24041542-019 Water 05/01/24 12:30 05/10/24 15:00

160-54048-20 24041542-020 Water 05/02/24 10:33 05/10/24 15:00

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-1Client Sample ID: 24041542-001
Matrix: WaterDate Collected: 05/08/24 09:52

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0369 U

(2σ+/-)

0.0715

(2σ+/-)

106/07/24 09:1105/14/24 08:44pCi/L0.1311.00

RL MDC

0.0714

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:11 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.3

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.553 U

(2σ+/-)

0.382

(2σ+/-)

106/04/24 11:4205/14/24 08:50pCi/L0.5731.00

RL MDC

0.378

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:42 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.3

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:42 183.4

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.590

(2σ+/-)

0.389

(2σ+/-)

106/07/24 16:03pCi/L0.5735.00

RL MDC

0.385

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-2Client Sample ID: 24041542-002
Matrix: WaterDate Collected: 05/07/24 10:16

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.228

(2σ+/-)

0.124

(2σ+/-)

106/07/24 09:3005/14/24 08:44pCi/L0.1441.00

RL MDC

0.122

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:30 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.0

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.243 U

(2σ+/-)

0.301

(2σ+/-)

106/04/24 11:4305/14/24 08:50pCi/L0.4971.00

RL MDC

0.300

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:43 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.0

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:43 186.0

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.470 U

(2σ+/-)

0.326

(2σ+/-)

106/07/24 16:03pCi/L0.4975.00

RL MDC

0.324

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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Client Sample Results
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-3Client Sample ID: 24041542-003
Matrix: WaterDate Collected: 04/30/24 10:11

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.120 U

(2σ+/-)

0.104

(2σ+/-)

106/07/24 09:3105/14/24 08:44pCi/L0.1511.00

RL MDC

0.103

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:31 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

87.8

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.0677 U

(2σ+/-)

0.285

(2σ+/-)

106/04/24 11:4305/14/24 08:50pCi/L0.5191.00

RL MDC

0.284

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:43 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

87.8

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:43 181.9

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.188 U

(2σ+/-)

0.303

(2σ+/-)

106/07/24 16:03pCi/L0.5195.00

RL MDC

0.302

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-4Client Sample ID: 24041542-004
Matrix: WaterDate Collected: 05/07/24 11:15

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.367

(2σ+/-)

0.224

(2σ+/-)

106/07/24 09:3105/14/24 08:44pCi/L0.2961.00

RL MDC

0.222

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:31 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

75.4

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.467 U

(2σ+/-)

0.501

(2σ+/-)

106/04/24 11:4305/14/24 08:50pCi/L0.8091.00

RL MDC

0.499

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:43 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

75.4

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:43 182.6

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.834

(2σ+/-)

0.549

(2σ+/-)

106/07/24 16:03pCi/L0.8095.00

RL MDC

0.546

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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Client Sample Results
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-5Client Sample ID: 24041542-005
Matrix: WaterDate Collected: 04/30/24 12:38

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0382 U

(2σ+/-)

0.0840

(2σ+/-)

106/07/24 09:3105/14/24 08:44pCi/L0.1541.00

RL MDC

0.0839

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:31 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.8

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.492 U

(2σ+/-)

0.343

(2σ+/-)

106/04/24 11:4305/14/24 08:50pCi/L0.5111.00

RL MDC

0.340

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:43 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.8

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:43 187.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.530

(2σ+/-)

0.353

(2σ+/-)

106/10/24 16:14pCi/L0.5115.00

RL MDC

0.350

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-6Client Sample ID: 24041542-006
Matrix: WaterDate Collected: 04/30/24 12:01

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0399 U

(2σ+/-)

0.115

(2σ+/-)

106/07/24 09:3105/14/24 08:44pCi/L0.2141.00

RL MDC

0.115

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:31 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

76.9

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.347 U

(2σ+/-)

0.363

(2σ+/-)

106/04/24 11:4405/14/24 08:50pCi/L0.5851.00

RL MDC

0.362

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:44 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

76.9

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:44 183.7

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.387 U

(2σ+/-)

0.381

(2σ+/-)

106/10/24 16:14pCi/L0.5855.00

RL MDC

0.380

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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Client Sample Results
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-7Client Sample ID: 24041542-007
Matrix: WaterDate Collected: 04/30/24 11:21

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.179

(2σ+/-)

0.112

(2σ+/-)

106/07/24 09:3205/14/24 08:44pCi/L0.1401.00

RL MDC

0.111

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:32 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.8

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

-0.0429 U

(2σ+/-)

0.251

(2σ+/-)

106/04/24 11:4405/14/24 08:50pCi/L0.4901.00

RL MDC

0.251

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:44 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.8

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:44 184.9

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.179 U

(2σ+/-)

0.275

(2σ+/-)

106/10/24 16:14pCi/L0.4905.00

RL MDC

0.274

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-8Client Sample ID: 24041542-008
Matrix: WaterDate Collected: 05/07/24 12:53

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.00792 U

(2σ+/-)

0.0917

(2σ+/-)

106/07/24 09:3205/14/24 08:44pCi/L0.1811.00

RL MDC

0.0917

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:32 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

92.3

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.0785 U

(2σ+/-)

0.280

(2σ+/-)

106/04/24 11:4405/14/24 08:50pCi/L0.5051.00

RL MDC

0.280

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:44 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

92.3

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:44 184.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.0864 U

(2σ+/-)

0.295

(2σ+/-)

106/10/24 16:14pCi/L0.5055.00

RL MDC

0.295

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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Client Sample Results
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-9Client Sample ID: 24041542-009
Matrix: WaterDate Collected: 04/30/24 10:57

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.188 U

(2σ+/-)

0.149

(2σ+/-)

106/07/24 09:3205/14/24 08:44pCi/L0.2241.00

RL MDC

0.148

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:32 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.8

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.0778 U

(2σ+/-)

0.270

(2σ+/-)

106/04/24 11:4405/14/24 08:50pCi/L0.4911.00

RL MDC

0.270

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:44 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.8

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:44 181.1

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.266 U

(2σ+/-)

0.308

(2σ+/-)

106/10/24 16:14pCi/L0.4915.00

RL MDC

0.308

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-10Client Sample ID: 24041542-010
Matrix: WaterDate Collected: 04/30/24 10:28

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.236

(2σ+/-)

0.154

(2σ+/-)

106/07/24 09:3205/14/24 08:44pCi/L0.2141.00

RL MDC

0.153

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:32 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.1

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.0943 U

(2σ+/-)

0.282

(2σ+/-)

106/04/24 11:4405/14/24 08:50pCi/L0.5051.00

RL MDC

0.282

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:44 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.1

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:44 185.6

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.330 U

(2σ+/-)

0.321

(2σ+/-)

106/10/24 16:14pCi/L0.5055.00

RL MDC

0.321

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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Client Sample Results
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-11Client Sample ID: 24041542-011
Matrix: WaterDate Collected: 05/01/24 12:16

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.162 U

(2σ+/-)

0.123

(2σ+/-)

106/07/24 09:1905/14/24 08:44pCi/L0.1781.00

RL MDC

0.122

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:19 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.0

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.491 U

(2σ+/-)

0.363

(2σ+/-)

106/04/24 11:4605/14/24 08:50pCi/L0.5511.00

RL MDC

0.361

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:46 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.0

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:46 186.0

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.653

(2σ+/-)

0.383

(2σ+/-)

106/10/24 16:14pCi/L0.5515.00

RL MDC

0.381

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-12Client Sample ID: 24041542-012
Matrix: WaterDate Collected: 05/01/24 09:52

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0450 U

(2σ+/-)

0.107

(2σ+/-)

106/07/24 09:1905/14/24 08:44pCi/L0.1951.00

RL MDC

0.107

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:19 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

84.6

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

1.03

(2σ+/-)

0.445

(2σ+/-)

106/04/24 11:4705/14/24 08:50pCi/L0.5601.00

RL MDC

0.435

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:47 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

84.6

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:47 180.4

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

1.07

(2σ+/-)

0.458

(2σ+/-)

106/10/24 16:14pCi/L0.5605.00

RL MDC

0.448

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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Client Sample Results
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-13Client Sample ID: 24041542-013
Matrix: WaterDate Collected: 05/06/24 14:28

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.178 U

(2σ+/-)

0.187

(2σ+/-)

106/07/24 09:1905/14/24 08:44pCi/L0.2951.00

RL MDC

0.187

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:19 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

58.5

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.541 U G

(2σ+/-)

0.634

(2σ+/-)

106/04/24 11:4705/14/24 08:50pCi/L1.041.00

RL MDC

0.632

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:47 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

58.5

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:47 182.2

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.719 U

(2σ+/-)

0.661

(2σ+/-)

106/10/24 16:14pCi/L1.045.00

RL MDC

0.659

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-14Client Sample ID: 24041542-014
Matrix: WaterDate Collected: 04/30/24 13:19

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.156 U

(2σ+/-)

0.123

(2σ+/-)

106/07/24 09:1905/14/24 08:44pCi/L0.1781.00

RL MDC

0.122

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:19 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

83.3

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.0450 U

(2σ+/-)

0.339

(2σ+/-)

106/04/24 11:4705/14/24 08:50pCi/L0.6211.00

RL MDC

0.339

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:47 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

83.3

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:47 181.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.201 U

(2σ+/-)

0.361

(2σ+/-)

106/10/24 16:14pCi/L0.6215.00

RL MDC

0.360

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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Client Sample Results
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-15Client Sample ID: 24041542-015
Matrix: WaterDate Collected: 05/02/24 12:39

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.106 U

(2σ+/-)

0.114

(2σ+/-)

106/07/24 09:2005/14/24 08:44pCi/L0.1821.00

RL MDC

0.114

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:20 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

82.6

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.229 U

(2σ+/-)

0.379

(2σ+/-)

106/04/24 11:4705/14/24 08:50pCi/L0.6451.00

RL MDC

0.378

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:47 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

82.6

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:47 182.6

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.336 U

(2σ+/-)

0.396

(2σ+/-)

106/10/24 16:14pCi/L0.6455.00

RL MDC

0.395

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-16Client Sample ID: 24041542-016
Matrix: WaterDate Collected: 05/02/24 11:47

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0552 U

(2σ+/-)

0.0943

(2σ+/-)

106/07/24 09:2005/14/24 08:44pCi/L0.1651.00

RL MDC

0.0941

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:20 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.5

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.255 U

(2σ+/-)

0.316

(2σ+/-)

106/04/24 11:4705/14/24 08:50pCi/L0.5221.00

RL MDC

0.315

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:47 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.5

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:47 183.7

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.311 U

(2σ+/-)

0.330

(2σ+/-)

106/10/24 16:14pCi/L0.5225.00

RL MDC

0.329

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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Client Sample Results
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-17Client Sample ID: 24041542-017
Matrix: WaterDate Collected: 05/08/24 09:40

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.00242 U

(2σ+/-)

0.0984

(2σ+/-)

106/07/24 09:2005/14/24 08:44pCi/L0.1971.00

RL MDC

0.0984

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:20 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

83.8

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.158 U

(2σ+/-)

0.344

(2σ+/-)

106/04/24 11:4705/14/24 08:50pCi/L0.6001.00

RL MDC

0.343

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:47 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

83.8

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:47 183.0

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.160 U

(2σ+/-)

0.358

(2σ+/-)

106/10/24 16:14pCi/L0.6005.00

RL MDC

0.357

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-18Client Sample ID: 24041542-018
Matrix: WaterDate Collected: 05/01/24 13:37

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0931 U

(2σ+/-)

0.106

(2σ+/-)

106/07/24 09:2005/14/24 08:44pCi/L0.1711.00

RL MDC

0.106

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:20 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.3

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.279 U

(2σ+/-)

0.319

(2σ+/-)

106/04/24 11:4705/14/24 08:50pCi/L0.5221.00

RL MDC

0.318

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:47 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.3

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:47 183.7

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.372 U

(2σ+/-)

0.336

(2σ+/-)

106/10/24 16:14pCi/L0.5225.00

RL MDC

0.335

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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Client Sample Results
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-19Client Sample ID: 24041542-019
Matrix: WaterDate Collected: 05/01/24 12:30

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.152 U

(2σ+/-)

0.116

(2σ+/-)

106/07/24 09:2005/14/24 08:44pCi/L0.1651.00

RL MDC

0.115

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 09:20 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.6

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.775

(2σ+/-)

0.399

(2σ+/-)

106/04/24 11:4705/14/24 08:50pCi/L0.5451.00

RL MDC

0.393

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:47 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.6

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:47 183.0

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.927

(2σ+/-)

0.416

(2σ+/-)

106/10/24 16:14pCi/L0.5455.00

RL MDC

0.409

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-20Client Sample ID: 24041542-020
Matrix: WaterDate Collected: 05/02/24 10:33

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0947 U

(2σ+/-)

0.0887

(2σ+/-)

106/07/24 12:5405/14/24 08:44pCi/L0.1311.00

RL MDC

0.0882

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:44 06/07/24 12:54 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.3

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.128 U

(2σ+/-)

0.353

(2σ+/-)

106/04/24 11:4705/14/24 08:50pCi/L0.6221.00

RL MDC

0.353

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:50 06/04/24 11:47 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.3

Y Carrier 30 - 110 05/14/24 08:50 06/04/24 11:47 183.7

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.223 U

(2σ+/-)

0.364

(2σ+/-)

106/10/24 16:14pCi/L0.6225.00

RL MDC

0.364

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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QC Sample Results
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method: 903.0 - Radium-226 (GFPC)

Client Sample ID: Method BlankLab Sample ID: MB 160-661572/1-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 665106 Prep Batch: 661572

Radium-226

Analyte

106/07/24 09:1105/14/24 08:44pCi/L0.118

MDC

1.00

RL

0.09350.0927

(2σ+/-) (2σ+/-)

MB

0.1367

MB

Dil FacPrepared AnalyzedUnitResult Qualifier

Uncert.

Count

Uncert.

Total

Carrier

Ba Carrier 30 - 110 05/14/24 08:44 06/07/24 09:11 1

Dil FacPrepared AnalyzedQualifier Limits%Yield

96.8

MB MB

Client Sample ID: Lab Control SampleLab Sample ID: LCS 160-661572/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 665106 Prep Batch: 661572

Radium-226

Analyte

125-75879.87911.3 1.11 1.00 0.140

RL MDC(2σ+/-)

LCS LCS

pCi/L

UnitResult Qual %RecAdded

Spike

Limits

%RecUncert.

Total

Ba Carrier

Carrier

30 - 110

LCS

Qualifier Limits%Yield

95.0

LCS

Client Sample ID: 24041542-002Lab Sample ID: 160-54048-2 DU
Matrix: Water Prep Type: Total/NA
Analysis Batch: 665180 Prep Batch: 661572

Radium-226

Analyte

10.61U0.092530.228 0.0983 1.00 0.154

RL MDC(2σ+/-)

DU DU

pCi/L

UnitResult Qual LimitResult

Sample Sample

Qual

Uncert.

Total

RER

RER

Ba Carrier

Carrier

30 - 110

DU

Qualifier Limits%Yield

82.6

DU

Method: 904.0 - Radium-228 (GFPC)

Client Sample ID: Method BlankLab Sample ID: MB 160-661573/1-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 664626 Prep Batch: 661573

Radium-228

Analyte

U 106/04/24 11:4205/14/24 08:50pCi/L0.476

MDC

1.00

RL

0.2630.263

(2σ+/-) (2σ+/-)

MB

0.06289

MB

Dil FacPrepared AnalyzedUnitResult Qualifier

Uncert.

Count

Uncert.

Total

Carrier

Ba Carrier 30 - 110 05/14/24 08:50 06/04/24 11:42 1

Dil FacPrepared AnalyzedQualifier Limits%Yield

96.8

MB MB

05/14/24 08:50 06/04/24 11:42 1Y Carrier 87.9 30 - 110
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QC Sample Results
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method: 904.0 - Radium-228 (GFPC) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 160-661573/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 664626 Prep Batch: 661573

Radium-228

Analyte

125-75948.3558.88 1.14 1.00 0.393

RL MDC(2σ+/-)

LCS LCS

pCi/L

UnitResult Qual %RecAdded

Spike

Limits

%RecUncert.

Total

Ba Carrier

Carrier

30 - 110

LCS

Qualifier Limits%Yield

95.0

LCS

Y Carrier 87.5 30 - 110

Client Sample ID: 24041542-002Lab Sample ID: 160-54048-2 DU
Matrix: Water Prep Type: Total/NA
Analysis Batch: 664626 Prep Batch: 661573

Radium-228

Analyte

10.09U0.19090.243 U 0.307 1.00 0.523

RL MDC(2σ+/-)

DU DU

pCi/L

UnitResult Qual LimitResult

Sample Sample

Qual

Uncert.

Total

RER

RER

Ba Carrier

Carrier

30 - 110

DU

Qualifier Limits%Yield

82.6

DU

Y Carrier 88.6 30 - 110
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QC Association Summary
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Rad

Prep Batch: 661572

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water PrecSep-21160-54048-1 24041542-001 Total/NA

Water PrecSep-21160-54048-2 24041542-002 Total/NA

Water PrecSep-21160-54048-3 24041542-003 Total/NA

Water PrecSep-21160-54048-4 24041542-004 Total/NA

Water PrecSep-21160-54048-5 24041542-005 Total/NA

Water PrecSep-21160-54048-6 24041542-006 Total/NA

Water PrecSep-21160-54048-7 24041542-007 Total/NA

Water PrecSep-21160-54048-8 24041542-008 Total/NA

Water PrecSep-21160-54048-9 24041542-009 Total/NA

Water PrecSep-21160-54048-10 24041542-010 Total/NA

Water PrecSep-21160-54048-11 24041542-011 Total/NA

Water PrecSep-21160-54048-12 24041542-012 Total/NA

Water PrecSep-21160-54048-13 24041542-013 Total/NA

Water PrecSep-21160-54048-14 24041542-014 Total/NA

Water PrecSep-21160-54048-15 24041542-015 Total/NA

Water PrecSep-21160-54048-16 24041542-016 Total/NA

Water PrecSep-21160-54048-17 24041542-017 Total/NA

Water PrecSep-21160-54048-18 24041542-018 Total/NA

Water PrecSep-21160-54048-19 24041542-019 Total/NA

Water PrecSep-21160-54048-20 24041542-020 Total/NA

Water PrecSep-21MB 160-661572/1-A Method Blank Total/NA

Water PrecSep-21LCS 160-661572/2-A Lab Control Sample Total/NA

Water PrecSep-21160-54048-2 DU 24041542-002 Total/NA

Prep Batch: 661573

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water PrecSep_0160-54048-1 24041542-001 Total/NA

Water PrecSep_0160-54048-2 24041542-002 Total/NA

Water PrecSep_0160-54048-3 24041542-003 Total/NA

Water PrecSep_0160-54048-4 24041542-004 Total/NA

Water PrecSep_0160-54048-5 24041542-005 Total/NA

Water PrecSep_0160-54048-6 24041542-006 Total/NA

Water PrecSep_0160-54048-7 24041542-007 Total/NA

Water PrecSep_0160-54048-8 24041542-008 Total/NA

Water PrecSep_0160-54048-9 24041542-009 Total/NA

Water PrecSep_0160-54048-10 24041542-010 Total/NA

Water PrecSep_0160-54048-11 24041542-011 Total/NA

Water PrecSep_0160-54048-12 24041542-012 Total/NA

Water PrecSep_0160-54048-13 24041542-013 Total/NA

Water PrecSep_0160-54048-14 24041542-014 Total/NA

Water PrecSep_0160-54048-15 24041542-015 Total/NA

Water PrecSep_0160-54048-16 24041542-016 Total/NA

Water PrecSep_0160-54048-17 24041542-017 Total/NA

Water PrecSep_0160-54048-18 24041542-018 Total/NA

Water PrecSep_0160-54048-19 24041542-019 Total/NA

Water PrecSep_0160-54048-20 24041542-020 Total/NA

Water PrecSep_0MB 160-661573/1-A Method Blank Total/NA

Water PrecSep_0LCS 160-661573/2-A Lab Control Sample Total/NA

Water PrecSep_0160-54048-2 DU 24041542-002 Total/NA
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Tracer/Carrier Summary
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method: 903.0 - Radium-226 (GFPC)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (30-110)

Ba

91.3160-54048-1

Percent Yield (Acceptance Limits)

24041542-001

91.0160-54048-2 24041542-002

82.6160-54048-2 DU 24041542-002

87.8160-54048-3 24041542-003

75.4160-54048-4 24041542-004

89.8160-54048-5 24041542-005

76.9160-54048-6 24041542-006

91.8160-54048-7 24041542-007

92.3160-54048-8 24041542-008

89.8160-54048-9 24041542-009

89.1160-54048-10 24041542-010

90.0160-54048-11 24041542-011

84.6160-54048-12 24041542-012

58.5160-54048-13 24041542-013

83.3160-54048-14 24041542-014

82.6160-54048-15 24041542-015

90.5160-54048-16 24041542-016

83.8160-54048-17 24041542-017

90.3160-54048-18 24041542-018

89.6160-54048-19 24041542-019

89.3160-54048-20 24041542-020

95.0LCS 160-661572/2-A Lab Control Sample

96.8MB 160-661572/1-A Method Blank

Tracer/Carrier Legend

Ba = Ba Carrier

Method: 904.0 - Radium-228 (GFPC)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (30-110) (30-110)

Ba Y

91.3 83.4160-54048-1

Percent Yield (Acceptance Limits)

24041542-001

91.0 86.0160-54048-2 24041542-002

82.6 88.6160-54048-2 DU 24041542-002

87.8 81.9160-54048-3 24041542-003

75.4 82.6160-54048-4 24041542-004

89.8 87.5160-54048-5 24041542-005

76.9 83.7160-54048-6 24041542-006

91.8 84.9160-54048-7 24041542-007

92.3 84.5160-54048-8 24041542-008

89.8 81.1160-54048-9 24041542-009

89.1 85.6160-54048-10 24041542-010

90.0 86.0160-54048-11 24041542-011

84.6 80.4160-54048-12 24041542-012

58.5 82.2160-54048-13 24041542-013

83.3 81.5160-54048-14 24041542-014

82.6 82.6160-54048-15 24041542-015

90.5 83.7160-54048-16 24041542-016
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Tracer/Carrier Summary
Job ID: 160-54048-1Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method: 904.0 - Radium-228 (GFPC) (Continued)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (30-110) (30-110)

Ba Y

83.8 83.0160-54048-17

Percent Yield (Acceptance Limits)

24041542-017

90.3 83.7160-54048-18 24041542-018

89.6 83.0160-54048-19 24041542-019

89.3 83.7160-54048-20 24041542-020

95.0 87.5LCS 160-661573/2-A Lab Control Sample

96.8 87.9MB 160-661573/1-A Method Blank

Tracer/Carrier Legend

Ba = Ba Carrier

Y = Y Carrier
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ANALYTICAL REPORT

PREPARED FOR
Attn: Elizabeth A Hurley

TekLab, Inc
5445 Horseshoe Lake Road

Collinsville, Illinois 62234
Generated 6/11/2024 10:24:14 AM

JOB DESCRIPTION
Radium-226 and Radium-228

24041542

JOB NUMBER
160-54048-2

See page two for job notes and contact information.

Earth City MO 63045
13715 Rider Trail North
Eurofins St. Louis
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Eurofins St. Louis

Eurofins St. Louis is a laboratory within TestAmerica Laboratories, Inc., a company within Eurofins Environment Testing Group of Companies

Job Notes
This report may not be reproduced except in full, and with written approval from the laboratory.  The results relate only to the
samples tested.  For questions please contact the Project Manager at the e-mail address or telephone number listed on this
page.

The test results in this report relate only to the samples as received by the laboratory and will meet all requirements of the
methodology, with any exceptions noted. This report shall not be reproduced except in full, without the express written
approval of the laboratory. All questions should be directed to the Eurofins TestAmerica Project Manager.

Authorization

Generated
6/11/2024 10:24:14 AM

Authorized for release by
Erika Jordan, Project Manager
erika.jordan@et.eurofinsus.com
(314)298-8566
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CASE NARRATIVE

Client: TekLab, Inc

Project: 24041542

Report Number: 160-54048-2

With the exceptions noted as flags or footnotes, standard analytical protocols were followed in the analysis of the samples and no
problems were encountered or anomalies observed. In addition, all laboratory quality control samples were within established
control limits, with any exceptions noted below. Each sample was analyzed to achieve the lowest possible reporting limit within the
constraints of the method.

Eurofins Environment Testing attests to the validity of the laboratory data generated by Eurofins facilities reported herein. All
analyses performed by Eurofins Environment Testing facilities were done using established laboratory SOPs that incorporate
QA/QC procedures described in the application methods. Eurofins Environment Testing's operations groups have reviewed the
data for compliance with the laboratory QA/QC plan, and data have been found to be compliant with laboratory protocols unless
otherwise noted below.

The test results in this report meet all NELAP requirements for parameters for which accreditation is required or available. Any
exceptions to NELAP requirements are noted in this report.

Calculations are performed before rounding to avoid round-off errors in calculated results.

Proper preservation was noted for the methods performed on these samples, unless otherwise detailed below.

Any minimum detectable concentration (MDC), critical value (DLC), or Safe Drinking Water Act detection limit (SDWA DL) is
sample-specific unless otherwise stated elsewhere in this narrative.

Radiochemistry sample results are reported with the count date/time applied as the Activity Reference Date.

The matrix for the Method Blank and LCS/LCSD is as close to the samples as can be reasonably achieved. Detailed information
can be found in the most current revision of the associated SOP.

The method blank (MB) z-score is within limits, unless stated otherwise below.

Matrix QC may not be reported if insufficient sample or site-specific QC samples were not submitted. In these situations, to
demonstrate precision and accuracy at a batch level, a LCS/LCSD may be performed, unless otherwise specified in the method.

Reference the chain of custody and receipt report for any variations on receipt conditions.

This laboratory report is confidential and is intended for the sole use of Eurofins TestAmerica and its client.

Receipt
The samples were received on 5/10/2024 3:00 PM. Unless otherwise noted below, the samples arrived in good condition, and,
where required, properly preserved. The temperatures of the 7 coolers at receipt time were 18.0°C, 18.4°C, 18.4°C, 18.5°C,
18.9°C, 19.1°C and 19.7°C.

Client provided updated chain-of-custody (COC) to correct sample collection times; 24041542-009, -013, -019, and -027. The
original COC will be retained and issued with the report to capture receipt signatures.

Due to the large number of samples submitted, the job was split into 3 three series. This report is series 2 of 3.

Method 903.0 - Radium-226 (GFPC)
Samples 24041542-021 (160-54048-21), 24041542-022 (160-54048-22), 24041542-023 (160-54048-23), 24041542-024
(160-54048-24), 24041542-025 (160-54048-25), 24041542-026 (160-54048-26), 24041542-027 (160-54048-27), 24041542-028
(160-54048-28), 24041542-029 (160-54048-29), 24041542-030 (160-54048-30), 24041542-031 (160-54048-31), 24041542-032
(160-54048-32), 24041542-033 (160-54048-33), 24041542-034 (160-54048-34), 24041542-035 (160-54048-35), 24041542-036
(160-54048-36), 24041542-037 (160-54048-37), 24041542-038 (160-54048-38), 24041542-039 (160-54048-39) and
24041542-040 (160-54048-40) were analyzed for Radium-226 (GFPC). The samples were prepared on 5/14/2024 and analyzed

Case Narrative
Client: TekLab, Inc Job ID: 160-54048-2
Project: Radium-226 and Radium-228

Eurofins St. Louis

Job ID: 160-54048-2 Eurofins St. Louis
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on 6/10/2024.

The following sample(s) were prepared at a reduced aliquot due to matrix. The samples were yellow. 24041542-021
(160-54048-21), 24041542-026 (160-54048-26), 24041542-034 (160-54048-34), 24041542-035 (160-54048-35)

No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Method 904.0 - Radium-228 (GFPC)
Samples 24041542-021 (160-54048-21), 24041542-022 (160-54048-22), 24041542-023 (160-54048-23), 24041542-024
(160-54048-24), 24041542-025 (160-54048-25), 24041542-026 (160-54048-26), 24041542-027 (160-54048-27), 24041542-028
(160-54048-28), 24041542-029 (160-54048-29), 24041542-030 (160-54048-30), 24041542-031 (160-54048-31), 24041542-032
(160-54048-32), 24041542-033 (160-54048-33), 24041542-034 (160-54048-34), 24041542-035 (160-54048-35), 24041542-036
(160-54048-36), 24041542-037 (160-54048-37), 24041542-038 (160-54048-38), 24041542-039 (160-54048-39) and
24041542-040 (160-54048-40) were analyzed for Radium-228 (GFPC). The samples were prepared on 5/14/2024 and analyzed
on 6/5/2024.

The detection goal was not met for the following samples due to the reduced sample volume attributed to the presence of matrix
interferences: 24041542-026 (160-54048-26) and 24041542-034 (160-54048-34) . Analytical results are reported with the detection
limit achieved.

No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Method Ra226_Ra228 Pos - Combined Radium-226 and Radium-228
Samples 24041542-021 (160-54048-21), 24041542-022 (160-54048-22), 24041542-023 (160-54048-23), 24041542-024
(160-54048-24), 24041542-025 (160-54048-25), 24041542-026 (160-54048-26), 24041542-027 (160-54048-27), 24041542-028
(160-54048-28), 24041542-029 (160-54048-29), 24041542-030 (160-54048-30), 24041542-031 (160-54048-31), 24041542-032
(160-54048-32), 24041542-033 (160-54048-33), 24041542-034 (160-54048-34), 24041542-035 (160-54048-35), 24041542-036
(160-54048-36), 24041542-037 (160-54048-37), 24041542-038 (160-54048-38), 24041542-039 (160-54048-39) and
24041542-040 (160-54048-40) were analyzed for Combined Radium-226 and Radium-228. The samples were analyzed on
6/10/2024.

No analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Case Narrative
Client: TekLab, Inc Job ID: 160-54048-2
Project: Radium-226 and Radium-228

Eurofins St. Louis

Job ID: 160-54048-2 (Continued) Eurofins St. Louis
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Pg 1 of 
- 

TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

Are the samples chilled? YES [1 NO [1 With: 0 Ice 0 Blue Ice Preserved in: Lab Held 

QC Level: 2 

Comments: Please Issue reports and invoices via email only 

Phone: 618 344-1004 ext. 33 

Teklab Inc 

5445 Horseshoe Lake Road 
Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 226/228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab, Inc. Projectit  

Batch QC is required for all analyses requested. Excel EDD requested. IL site. 

Contact: 

Requested Due Date: 

Email: 

Billing/PO: 

ehurleyteklabinc.com  

36143 

Sampler: 

Elizabeth Hurley 

Stamped TAT 

PLEASE NOTE:  

NELAP accreditation is required on the requested analytes and must be documented as such on the final report 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analytes. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 

anatyte/method during the life of the contract, you must contact Teklab immediately. 

tz4 
Lab Use Sample ID Sample Date/Time Preservative Matrix 

24041542-001 5/8/24484t HNO3 

24041542-002 5/7/24 1016 HNO3 Groundwater 

24041542-003 4/30/24 1011 HNO3 Groundwater 

Groundwater 24041542-004 517/24 4 929- ffl' * :HNO3 

24041542-005 4130/24 1238 
16t;HNO3 

Groundwater 

Groundwater 24041542-006 4130/24 1201 HNO3 

24041542-007 4/30/24 1121 HNO3 Groundwater 

24041542-008 517/241253 ;HNO3 Groundwater 

24041542-009 4/30/24 44)&t9St HNO3 Groundwater 

24041542-010 4/30/24 1.Q6&IL 4 HNO3 Groundwater 

24041542-011 511/241155 HNO3 Groundwater 

*Relinquished By Date/Time Received By Date/Time 

PtA_. L QC) . 

Teklab maintains a strict policy of client confidentiality and as such does of provide client/sampler information without proper authorization, and proprietary rights. 

Teklab, Inc. protects clients' confidential information as directed by local, state or federal laws. (Teklab OAM Section 9.1. TNI Vi M2 Section Al 50) 
Si.Jbccc;RCE!A. 

R
a
d
i
u
m
  2
26
 

—n 

N 
N 

E 

-o 

Page 12 of 36 6/11/2024

1

2

3

4

5

6

7

8

9

10

11

12

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Are the samples chilled? YES [1 NO [1 Lab F Field With: 0 Ice 0 Blue Ice Preserved in: 

QC Level: 2 

Comments: Please Issue reports and invoices via email only 

Phone: 618 344-1004 ext. 33 

Email: 

Billing/PO: 

Teklab Inc 

5445 Horseshoe Lake Road 

Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 2261228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab. Inc. Proiect# 

Contact: 

Requested Due Date: 

ehurley©teklabinc.com  

36143 

Batch QC is required for all analyses requested. Excel EDO requested. IL site. 

Sampler: 

Elizabeth Hurley 

Standad TAT 

R
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i
u
m
  2
26
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I, 

Pg of L 
TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

PLEASE NOTE:  

NELAP accreditation is required on the requested analyles and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analytes. 

please contact Tekiab immediately. If your laboratory loses accreditation or is suspended for any 

analytelmethod during the life of the contract. you must contact Teklab immediately. 

Lab Use Sample ID Sample Date/Time Preservative Matrix 

24041542-012 5/1/24 0952 HNO3 Groundwater 

24041542-013 5/6/241429 HNO3 Groundwater 

24041542M14 4/30124 1319 HNO3 Groundwater 

24041542-015 5/2/24 1239 HNO3 Groundwater 

24041542-016 5/2/24 1147 HNO3 Groundwater 

24041542-017 5/8/240940 HNO3 Groundwater 

24041542-018 5/l/24 1337 HNO3 'Groundwater 

24041542-019 511124 1231 HNO3 Groundwater 

24041542-020 5/2/24 1033 HNO3 
- 

Groundwater 

24041542-021 5/21240958 HNO3 Groundwater 

24041542-022 5/7124 1145 HNO3 Groundwater 

*Relinquished By Date/Time Received By Date/Time 

4OAVQ00kQ. 

Teklab maintains a strict policy of client confidentiality and as such does not provide client/sampler information without proper authorization, and 2roprietary rights, St <oc on Re 
Teklab, Inc. protects clients' confidential information as directed by local, state or federal laws CTeklab CAM Section 9.1. TNI Vi M2 Section 4.1.5 cl 3002015 

Page 13 of 36 6/11/2024

1

2

3

4

5

6

7

8

9

10

11

12

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



ehurleyteklabinc.com  

36143 

Lab P Field Are the samples chilled? YES [1 NO F] With: fl ice U Blue Ice Preserved in: 

QC Level: 2 

Comments: Please Issue reports and invoices via email only 

Phone: 618 344-1004 ext. 33 

Email: 

Billing/PO: 

Contact: 

Requested Due Date: 

Teklab Inc 

5445 Horseshoe Lake Road 
Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 226/228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab. Inc. Project# 

Batch QC is required for all analyses requested. Excel EDD requested. IL site. 

Sampler: 

Elizabeth 1-turley 

Standee! TAT 
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TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

PLEASE NOTE:  

NELAP accreditation is required on the requested analytes and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analyles. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 

analyte/method during the life of the contract, you must contact Teklab immediately. 

Lab Use Sample ID Sample Date/Time Preservative Matrix 

24041542-023 517/24 0940 HNO3 

HNO3 

Groundwater 

Groundwater 24041542-024 5/3/24 0940 

24041542-025 516/24 1407 HNO3 Groundwater 

Groundwater 24041542-026 5/3/24 1027 HNO3 

24041542-027 5/6/24 1100 HNO3 
, 

Groundwater 

Groundwater 24041542-028 5/6/24 1136 HNO3 
, 

24041542-029 5/6/24 1222 HNO3 Groundwater 

24041542-030 5/6124 1028 HNO3 Groundwater 

24041542-031 5/6/24 1154 HNO3 Groundwater 

24041542-032 5/11241049 HNO3 Groundwater 

24041542-033 5/11241441 l-1NO3 Groundwater 

Teklab maintains a strict policy of client confidentiality and as such does not provide client/sampler information without proper authorization, and proprietary rights. 

Teklab, Inc. protects clients confidential information as directed by local, state or federal laws. (Teklab CAM Section 9.1, TNt vi M2 Section 4.1.5 c) 
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Are the samples chilled? YES FI N With: 0 Ice 0 Blue Ice Preserved in: - Lab Field 

Comments: Please Issue reports and invoices via email only 

OC Level: 2 

Phone: 618 344-1004 ext. 33 

Teklab Inc 
5445 Horseshoe Lake Road 

Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 2261228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab. Inc. Project# 

Batch CC is required for all analyses requested. Excel EDD requested. FL site. 

Contact: 

Requested Due Date: 

Elizabeth Hurley 

Standad TAT 

Email: 

Billing/PO: 

ehurleyteklabinc.com  

36143 

Sampler: 

O
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TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

PLEASE NOTE:  

NELAP accreditation is required on the requested analvtes and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or anaiytes. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 

analyle/method during the life of the contract, you must contact Teklab immediately. 

Lab Use Sample ID Sample DatefTime Preservative Matrix 

Groundwater 24041542-034 511/241347 'HNO3 

24041542-035 512/241432 HNO3 Groundwater 

24041542-036 512/241135 HNO3 Groundwater •  

24041542-037 5/2/241253 HNO3 Groundwater 

24041542-038 5/3/240955 HNO3 Groundwater 

24041542-039 5/61241329 HNO3 Groundwater 

Groundwater 24041542-040 5/1/241213 HNO3 

24041642-041 4/30/24433& 1413 qv,fHNO3 

4/30/24 42€ noi HNO3 

Groundwater 

Groundwater 24041542-042 

24041542-043 5/2/241031 HNO3 Groundwater 

24041542-044 4/30/24 14e2 il6i,, :HNO3 Groundwater 

*Relinquished By Date/Time Received By Date/Time 

Jivniç &9tQrtQQ 

Teklab maintains a strict policy of client confidentiality and as such does not provide clienusampler information without proper authorization, and proprietary rights. SuhCocRevA 
Teklab, Inc. protects clients' confidential information as directed by local, state or federal laws (Teklab CAM Section 9.1. TNt vi M2 Section 415 c) 
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Are the samples chilled? YES 7 NO [1 Preserved in: E  Lab I J Field With: 0 Ice 0 Blue Ice 

Comments: Please Issue reports and invoices via email only 

QC Level: 2 

Phone: 618 344-1004 ext. 33 

Tekiab Inc 

6446 Horseshoe Lake Road 

Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 2261228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Tekiab, Inc. Project# 

Batch QC is required for all analyses requested. Excel EDD requested. IL site. 

Contact: 

Requested Due Date: 

Email: 

Billing/PO: 

ehurley©teklabinc.com  

36143 

Sampler: 

Elizabeth Hurley 

Standad TAT 
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TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

PLEASE NOTE:  

NELAP accreditation is required on the requested anatytes and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analytes. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 
analylefmethod during the life of the contract, you must contact Teklab immediately. 

Lab Use Sample ID Sample Date/Time Preservative Matrix I 
24041542-045 512/241406 HNO3 Groundwater 

24041542-046 516/241200 HNO3 Groundwater 

24041542-047 5/6/241028 :HNO3 Groundwater 

24041542-048 5/6/241244 HNO3 Groundwater 

24041542-049 5/6/241313 HNO3 Groundwater 

Groundwater 24041542-050 5/6/241105 HNO3 

24041542-051 4/29/24 1452 HNO3 'Groundwater 

24041542-052 4/30/2441 is%<HNO3 ...................Groundwater 

24041542-053 4/29/24 1311 117'HNO3 Groundwater 

24041542-054 5/7/24 1243 HNO3 Groundwater 

24041542-055 5181244449 * HNO3 Aqueous 

*Relinquished By Date/Time Received By Date/Time 

ALt lft,,kv-, 

Teklab maintains a strict policy of client confidentiality and as such does not provide clienvsampler information without proper authorization, and proprietary rights. 

Tekiab, Inc. protects clients!  confidential information as directed by local, state or federal laws. (Tekiab QAM Section 9.1, TNt Vi M2 Section 4 1.5 c) 
Suh(:ccp.ej; 
3212116 
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Are the samples chilled? YES [1 NO F] Preserved in: [-]  Lab [1 Field With: 0 Ice 0 Blue Ice 

Sampler: Teklab Sampling Team 

Phone: 618 344-1004 ext. 33 

Teklab Inc 

5445 Horseshoe Lake Road 

Collinsville, IL 62234 

Cooler Temp: 

Comments: 

QC Level: 1 2 

Please Issue reports and invoices via email only 

Please analyze for Radium 2261228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab, Inc. Project 

Batch QC is required for all analyses requested. Excel EDD requested. IL site. 

Contact: 

Requested Due Date: 

Elizabeth Hurley 

Standad TAT 

Email: 

Billing/PO: 

ehurley@teklabinc.com  

36143 

Pg 6  of L. 
TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

JPLEASE NOTE:  

NELAP accreditation is required on the requested analyles and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analytes. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 

analyte/method during the life of the conlract, you must contact Teklab immediately. 

Lab Use Sample ID Sample Date/Time Preservative Matrix 

24041542-056 5)7/24 1253 HNO3 Groundwater 

24041542-057 5/21241239 F-IN03 Groundwater 

24041542058 5/6/241028 HNO3 Groundwater 

24041542-059 5/7/24 1243 HNO3 Groundwater 

24041542-060 5/8/24 444- fl3 % HNO3 Aqueous 

24041542-063 5/7/241110 qh14 HNO3 * qeo &v3 
24041542-064 5/7/241208 HNO3 * Aquess &v) 

HNO3 Groundwater 

HNO3 Groundwater 

HNO3 Groundwater 

HNO3 
-------4 

Groundwater 
...... 

             

             

             

             

               

               

               

                 

v V V 

             

            

Relinquished By Date/Time Received By Date/Time 

xDW 

Teklab maintains a strict policy of client confidentiality and as such does not provide client'sampler information without proper authorization, and Proprietary rights, 
SUnC' 

Teklab, Inc. protects clients' confidential information as directed by local, slate or federal laws. (Teklab QAM Section 9.1. TNI Vi M2 section 4.1.5 c) 
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Login Sample Receipt Checklist

Client: TekLab, Inc Job Number: 160-54048-2

SDG Number: 24041542

Login Number: 54048

Question Answer Comment

Creator: Worthington, Sierra M

List Source: Eurofins St. Louis

List Number: 1

TrueRadioactivity wasn't checked or is </= background as measured by a survey 
meter.

TrueThe cooler's custody seal, if present, is intact.

TrueSample custody seals, if present, are intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

N/ASamples were received on ice.

TrueCooler Temperature is acceptable.

TrueCooler Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

N/AIs the Field Sampler's name present on COC?

TrueThere are no discrepancies between the containers received and the COC.

TrueSamples are received within Holding Time (excluding tests with immediate 
HTs)

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueSample Preservation Verified.

TrueThere is sufficient vol. for all requested analyses, incl. any requested 
MS/MSDs

N/AContainers requiring zero headspace have no headspace or bubble is 
<6mm (1/4").

TrueMultiphasic samples are not present.

TrueSamples do not require splitting or compositing.

N/AResidual Chlorine Checked.

Eurofins St. Louis
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Definitions/Glossary
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Qualifiers

Rad
Qualifier Description

G The Sample MDC is greater than the requested RL.

Qualifier

U Result is less than the sample detection limit.

Glossary

These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CFU Colony Forming Unit

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MCL EPA recommended "Maximum Contaminant Level"

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

MPN Most Probable Number

MQL Method Quantitation Limit

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

NEG Negative / Absent

POS Positive / Present

PQL Practical Quantitation Limit

PRES Presumptive

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TNTC Too Numerous To Count

Eurofins St. Louis
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Method Summary
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method Method Description LaboratoryProtocol

EPA903.0 Radium-226 (GFPC) EET SL

EPA904.0 Radium-228 (GFPC) EET SL

TAL-STLRa226_Ra228 

Pos

Combined Radium-226 and Radium-228 EET SL

NonePrecSep_0 Preparation, Precipitate Separation EET SL

NonePrecSep-21 Preparation, Precipitate Separation (21-Day In-Growth) EET SL

Protocol References:

EPA = US Environmental Protection Agency

None = None

TAL-STL = TestAmerica Laboratories, St. Louis, Facility Standard Operating Procedure.

Laboratory References:

EET SL = Eurofins St. Louis, 13715 Rider Trail North, Earth City, MO 63045, TEL (314)298-8566

Eurofins St. Louis
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Sample Summary
Client: TekLab, Inc Job ID: 160-54048-2

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID Client Sample ID Matrix Collected Received

160-54048-21 24041542-021 Water 05/02/24 09:58 05/10/24 15:00

160-54048-22 24041542-022 Water 05/07/24 11:45 05/10/24 15:00

160-54048-23 24041542-023 Water 05/07/24 09:40 05/10/24 15:00

160-54048-24 24041542-024 Water 05/03/24 09:40 05/10/24 15:00

160-54048-25 24041542-025 Water 05/06/24 14:07 05/10/24 15:00

160-54048-26 24041542-026 Water 05/03/24 10:27 05/10/24 15:00

160-54048-27 24041542-027 Water 05/06/24 10:59 05/10/24 15:00

160-54048-28 24041542-028 Water 05/06/24 11:36 05/10/24 15:00

160-54048-29 24041542-029 Water 05/06/24 12:22 05/10/24 15:00

160-54048-30 24041542-030 Water 05/06/24 10:28 05/10/24 15:00

160-54048-31 24041542-031 Water 05/06/24 11:54 05/10/24 15:00

160-54048-32 24041542-032 Water 05/01/24 10:49 05/10/24 15:00

160-54048-33 24041542-033 Water 05/01/24 14:41 05/10/24 15:00

160-54048-34 24041542-034 Water 05/01/24 13:47 05/10/24 15:00

160-54048-35 24041542-035 Water 05/02/24 14:32 05/10/24 15:00

160-54048-36 24041542-036 Water 05/02/24 11:35 05/10/24 15:00

160-54048-37 24041542-037 Water 05/02/24 12:53 05/10/24 15:00

160-54048-38 24041542-038 Water 05/03/24 09:55 05/10/24 15:00

160-54048-39 24041542-039 Water 05/06/24 13:29 05/10/24 15:00

160-54048-40 24041542-040 Water 05/01/24 12:13 05/10/24 15:00

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-21Client Sample ID: 24041542-021
Matrix: WaterDate Collected: 05/02/24 09:58

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.347

(2σ+/-)

0.188

(2σ+/-)

106/10/24 10:1405/14/24 08:55pCi/L0.2371.00

RL MDC

0.185

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:14 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

73.4

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

1.02

(2σ+/-)

0.632

(2σ+/-)

106/05/24 16:2305/14/24 08:58pCi/L0.9071.00

RL MDC

0.625

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:23 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

73.4

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:23 183.0

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

1.37

(2σ+/-)

0.659

(2σ+/-)

106/10/24 16:14pCi/L0.9075.00

RL MDC

0.652

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-22Client Sample ID: 24041542-022
Matrix: WaterDate Collected: 05/07/24 11:45

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0345 U

(2σ+/-)

0.0740

(2σ+/-)

106/10/24 10:1405/14/24 08:55pCi/L0.1361.00

RL MDC

0.0739

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:14 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

76.4

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.750

(2σ+/-)

0.483

(2σ+/-)

106/05/24 16:2305/14/24 08:58pCi/L0.7001.00

RL MDC

0.478

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:23 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

76.4

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:23 174.8

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.785

(2σ+/-)

0.489

(2σ+/-)

106/10/24 16:14pCi/L0.7005.00

RL MDC

0.484

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-23Client Sample ID: 24041542-023
Matrix: WaterDate Collected: 05/07/24 09:40

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0358 U

(2σ+/-)

0.0823

(2σ+/-)

106/10/24 10:3005/14/24 08:55pCi/L0.1501.00

RL MDC

0.0822

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:30 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

82.3

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

-0.330 U

(2σ+/-)

0.277

(2σ+/-)

106/05/24 16:2305/14/24 08:58pCi/L0.6251.00

RL MDC

0.275

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:23 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

82.3

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:23 181.1

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.0358 U

(2σ+/-)

0.289

(2σ+/-)

106/10/24 17:34pCi/L0.6255.00

RL MDC

0.287

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-24Client Sample ID: 24041542-024
Matrix: WaterDate Collected: 05/03/24 09:40

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.141 U

(2σ+/-)

0.103

(2σ+/-)

106/10/24 10:3005/14/24 08:55pCi/L0.1441.00

RL MDC

0.102

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:30 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

81.1

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.367 U

(2σ+/-)

0.417

(2σ+/-)

106/05/24 16:2305/14/24 08:58pCi/L0.6811.00

RL MDC

0.415

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:23 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

81.1

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:23 178.1

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.508 U

(2σ+/-)

0.430

(2σ+/-)

106/10/24 17:34pCi/L0.6815.00

RL MDC

0.427

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-25Client Sample ID: 24041542-025
Matrix: WaterDate Collected: 05/06/24 14:07

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.110 U

(2σ+/-)

0.109

(2σ+/-)

106/10/24 10:3005/14/24 08:55pCi/L0.1701.00

RL MDC

0.109

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:30 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

69.7

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.619 U

(2σ+/-)

0.470

(2σ+/-)

106/05/24 16:2405/14/24 08:58pCi/L0.7101.00

RL MDC

0.467

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:24 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

69.7

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:24 180.4

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.729

(2σ+/-)

0.482

(2σ+/-)

106/10/24 17:34pCi/L0.7105.00

RL MDC

0.480

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-26Client Sample ID: 24041542-026
Matrix: WaterDate Collected: 05/03/24 10:27

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.151 U

(2σ+/-)

0.166

(2σ+/-)

106/10/24 10:3005/14/24 08:55pCi/L0.2661.00

RL MDC

0.165

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:30 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

67.7

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

-0.107 U G

(2σ+/-)

0.570

(2σ+/-)

106/05/24 16:2405/14/24 08:58pCi/L1.121.00

RL MDC

0.569

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:24 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

67.7

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:24 166.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.151 U

(2σ+/-)

0.594

(2σ+/-)

106/10/24 17:34pCi/L1.125.00

RL MDC

0.592

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-27Client Sample ID: 24041542-027
Matrix: WaterDate Collected: 05/06/24 10:59

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.317

(2σ+/-)

0.158

(2σ+/-)

106/10/24 10:3005/14/24 08:55pCi/L0.1811.00

RL MDC

0.155

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:30 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

61.2

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

1.17

(2σ+/-)

0.627

(2σ+/-)

106/05/24 16:2405/14/24 08:58pCi/L0.8741.00

RL MDC

0.618

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:24 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

61.2

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:24 180.7

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

1.49

(2σ+/-)

0.647

(2σ+/-)

106/10/24 17:34pCi/L0.8745.00

RL MDC

0.637

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-28Client Sample ID: 24041542-028
Matrix: WaterDate Collected: 05/06/24 11:36

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.102 U

(2σ+/-)

0.0902

(2σ+/-)

106/10/24 10:3005/14/24 08:55pCi/L0.1321.00

RL MDC

0.0898

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:30 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

79.1

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.372 U

(2σ+/-)

0.417

(2σ+/-)

106/05/24 16:2405/14/24 08:58pCi/L0.6801.00

RL MDC

0.416

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:24 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

79.1

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:24 179.6

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.474 U

(2σ+/-)

0.427

(2σ+/-)

106/10/24 17:34pCi/L0.6805.00

RL MDC

0.426

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-29Client Sample ID: 24041542-029
Matrix: WaterDate Collected: 05/06/24 12:22

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.297

(2σ+/-)

0.124

(2σ+/-)

106/10/24 10:3105/14/24 08:55pCi/L0.1211.00

RL MDC

0.121

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:31 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

86.3

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.928

(2σ+/-)

0.432

(2σ+/-)

106/05/24 16:2405/14/24 08:58pCi/L0.5661.00

RL MDC

0.423

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:24 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

86.3

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:24 184.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

1.22

(2σ+/-)

0.449

(2σ+/-)

106/10/24 17:34pCi/L0.5665.00

RL MDC

0.440

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-30Client Sample ID: 24041542-030
Matrix: WaterDate Collected: 05/06/24 10:28

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0973 U

(2σ+/-)

0.104

(2σ+/-)

106/10/24 10:3105/14/24 08:55pCi/L0.1651.00

RL MDC

0.103

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:31 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

85.1

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

-0.0407 U

(2σ+/-)

0.303

(2σ+/-)

106/05/24 16:2405/14/24 08:58pCi/L0.5861.00

RL MDC

0.303

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:24 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

85.1

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:24 183.7

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.0973 U

(2σ+/-)

0.320

(2σ+/-)

106/10/24 17:34pCi/L0.5865.00

RL MDC

0.320

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-31Client Sample ID: 24041542-031
Matrix: WaterDate Collected: 05/06/24 11:54

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.156

(2σ+/-)

0.104

(2σ+/-)

106/10/24 10:3105/14/24 08:55pCi/L0.1391.00

RL MDC

0.103

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:31 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

79.6

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.535 U

(2σ+/-)

0.417

(2σ+/-)

106/05/24 16:2405/14/24 08:58pCi/L0.6341.00

RL MDC

0.414

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:24 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

79.6

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:24 181.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.691

(2σ+/-)

0.430

(2σ+/-)

106/10/24 17:34pCi/L0.6345.00

RL MDC

0.427

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-32Client Sample ID: 24041542-032
Matrix: WaterDate Collected: 05/01/24 10:49

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0391 U

(2σ+/-)

0.0855

(2σ+/-)

106/10/24 10:3105/14/24 08:55pCi/L0.1551.00

RL MDC

0.0854

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:31 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

88.8

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.443 U

(2σ+/-)

0.415

(2σ+/-)

106/05/24 16:2405/14/24 08:58pCi/L0.6601.00

RL MDC

0.413

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:24 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

88.8

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:24 183.0

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.482 U

(2σ+/-)

0.424

(2σ+/-)

106/10/24 17:34pCi/L0.6605.00

RL MDC

0.422

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-33Client Sample ID: 24041542-033
Matrix: WaterDate Collected: 05/01/24 14:41

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0516 U

(2σ+/-)

0.0673

(2σ+/-)

106/10/24 10:3105/14/24 08:55pCi/L0.1121.00

RL MDC

0.0671

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:31 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

94.5

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.560 U

(2σ+/-)

0.457

(2σ+/-)

106/05/24 16:2505/14/24 08:58pCi/L0.7161.00

RL MDC

0.454

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:25 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

94.5

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:25 180.7

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.612 U

(2σ+/-)

0.462

(2σ+/-)

106/10/24 17:34pCi/L0.7165.00

RL MDC

0.459

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-34Client Sample ID: 24041542-034
Matrix: WaterDate Collected: 05/01/24 13:47

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0856 U

(2σ+/-)

0.165

(2σ+/-)

106/10/24 10:3105/14/24 08:55pCi/L0.2921.00

RL MDC

0.165

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:31 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

57.7

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

-0.534 U G

(2σ+/-)

0.613

(2σ+/-)

106/05/24 16:1805/14/24 08:58pCi/L1.271.00

RL MDC

0.611

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:18 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

57.7

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:18 183.4

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.0856 U

(2σ+/-)

0.635

(2σ+/-)

106/10/24 17:34pCi/L1.275.00

RL MDC

0.633

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-35Client Sample ID: 24041542-035
Matrix: WaterDate Collected: 05/02/24 14:32

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.262 U

(2σ+/-)

0.198

(2σ+/-)

106/10/24 10:3105/14/24 08:55pCi/L0.2931.00

RL MDC

0.196

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:31 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

71.6

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

1.10

(2σ+/-)

0.639

(2σ+/-)

106/05/24 16:1805/14/24 08:58pCi/L0.9011.00

RL MDC

0.631

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:18 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

71.6

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:18 181.1

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

1.36

(2σ+/-)

0.669

(2σ+/-)

106/10/24 17:34pCi/L0.9015.00

RL MDC

0.661

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-36Client Sample ID: 24041542-036
Matrix: WaterDate Collected: 05/02/24 11:35

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.170 U

(2σ+/-)

0.121

(2σ+/-)

106/10/24 10:3105/14/24 08:55pCi/L0.1731.00

RL MDC

0.120

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:31 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.3

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.204 U

(2σ+/-)

0.353

(2σ+/-)

106/05/24 16:1905/14/24 08:58pCi/L0.6041.00

RL MDC

0.353

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:19 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.3

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:19 178.9

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.374 U

(2σ+/-)

0.373

(2σ+/-)

106/10/24 17:34pCi/L0.6045.00

RL MDC

0.373

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-37Client Sample ID: 24041542-037
Matrix: WaterDate Collected: 05/02/24 12:53

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.139 U

(2σ+/-)

0.105

(2σ+/-)

106/10/24 10:2405/14/24 08:55pCi/L0.1531.00

RL MDC

0.105

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:24 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

83.8

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.580

(2σ+/-)

0.391

(2σ+/-)

106/05/24 16:1905/14/24 08:58pCi/L0.5761.00

RL MDC

0.387

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:19 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

83.8

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:19 185.2

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.718

(2σ+/-)

0.405

(2σ+/-)

106/10/24 17:34pCi/L0.5765.00

RL MDC

0.401

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-38Client Sample ID: 24041542-038
Matrix: WaterDate Collected: 05/03/24 09:55

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

-0.0204 U

(2σ+/-)

0.0709

(2σ+/-)

106/10/24 10:2405/14/24 08:55pCi/L0.1531.00

RL MDC

0.0708

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:24 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.3

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.470 U

(2σ+/-)

0.380

(2σ+/-)

106/05/24 16:1905/14/24 08:58pCi/L0.5831.00

RL MDC

0.377

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:19 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.3

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:19 176.3

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.470 U

(2σ+/-)

0.387

(2σ+/-)

106/10/24 17:34pCi/L0.5835.00

RL MDC

0.384

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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Client Sample Results
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-39Client Sample ID: 24041542-039
Matrix: WaterDate Collected: 05/06/24 13:29

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.103 U

(2σ+/-)

0.0901

(2σ+/-)

106/10/24 10:2505/14/24 08:55pCi/L0.1361.00

RL MDC

0.0897

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:25 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.5

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.240 U

(2σ+/-)

0.316

(2σ+/-)

106/05/24 16:1905/14/24 08:58pCi/L0.5271.00

RL MDC

0.316

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:19 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.5

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:19 184.9

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.343 U

(2σ+/-)

0.329

(2σ+/-)

106/10/24 17:34pCi/L0.5275.00

RL MDC

0.328

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-40Client Sample ID: 24041542-040
Matrix: WaterDate Collected: 05/01/24 12:13

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0482 U

(2σ+/-)

0.0861

(2σ+/-)

106/10/24 10:2405/14/24 08:55pCi/L0.1511.00

RL MDC

0.0860

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/14/24 08:55 06/10/24 10:24 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.3

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.0442 U

(2σ+/-)

0.327

(2σ+/-)

106/05/24 16:1905/14/24 08:58pCi/L0.5961.00

RL MDC

0.327

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/14/24 08:58 06/05/24 16:19 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.3

Y Carrier 30 - 110 05/14/24 08:58 06/05/24 16:19 181.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.0924 U

(2σ+/-)

0.338

(2σ+/-)

106/10/24 17:34pCi/L0.5965.00

RL MDC

0.338

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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QC Sample Results
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method: 903.0 - Radium-226 (GFPC)

Client Sample ID: Method BlankLab Sample ID: MB 160-661574/1-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 665297 Prep Batch: 661574

Radium-226

Analyte

U 106/10/24 10:1405/14/24 08:55pCi/L0.0945

MDC

1.00

RL

0.05120.0511

(2σ+/-) (2σ+/-)

MB

0.02627

MB

Dil FacPrepared AnalyzedUnitResult Qualifier

Uncert.

Count

Uncert.

Total

Carrier

Ba Carrier 30 - 110 05/14/24 08:55 06/10/24 10:14 1

Dil FacPrepared AnalyzedQualifier Limits%Yield

92.5

MB MB

Client Sample ID: Lab Control SampleLab Sample ID: LCS 160-661574/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 665297 Prep Batch: 661574

Radium-226

Analyte

125-75798.93711.3 0.989 1.00 0.101

RL MDC(2σ+/-)

LCS LCS

pCi/L

UnitResult Qual %RecAdded

Spike

Limits

%RecUncert.

Total

Ba Carrier

Carrier

30 - 110

LCS

Qualifier Limits%Yield

91.3

LCS

Client Sample ID: 24041542-024Lab Sample ID: 160-54048-24 DU
Matrix: Water Prep Type: Total/NA
Analysis Batch: 665614 Prep Batch: 661574

Radium-226

Analyte

10.480.25180.141 U 0.128 1.00 0.155

RL MDC(2σ+/-)

DU DU

pCi/L

UnitResult Qual LimitResult

Sample Sample

Qual

Uncert.

Total

RER

RER

Ba Carrier

Carrier

30 - 110

DU

Qualifier Limits%Yield

86.1

DU

Method: 904.0 - Radium-228 (GFPC)

Client Sample ID: Method BlankLab Sample ID: MB 160-661575/1-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 664836 Prep Batch: 661575

Radium-228

Analyte

U 106/05/24 16:2205/14/24 08:58pCi/L0.567

MDC

1.00

RL

0.3600.358

(2σ+/-) (2σ+/-)

MB

0.4035

MB

Dil FacPrepared AnalyzedUnitResult Qualifier

Uncert.

Count

Uncert.

Total

Carrier

Ba Carrier 30 - 110 05/14/24 08:58 06/05/24 16:22 1

Dil FacPrepared AnalyzedQualifier Limits%Yield

92.5

MB MB

05/14/24 08:58 06/05/24 16:22 1Y Carrier 85.2 30 - 110
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QC Sample Results
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method: 904.0 - Radium-228 (GFPC) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 160-661575/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 664836 Prep Batch: 661575

Radium-228

Analyte

125-751069.3828.88 1.31 1.00 0.584

RL MDC(2σ+/-)

LCS LCS

pCi/L

UnitResult Qual %RecAdded

Spike

Limits

%RecUncert.

Total

Ba Carrier

Carrier

30 - 110

LCS

Qualifier Limits%Yield

91.3

LCS

Y Carrier 80.7 30 - 110

Client Sample ID: 24041542-024Lab Sample ID: 160-54048-24 DU
Matrix: Water Prep Type: Total/NA
Analysis Batch: 664836 Prep Batch: 661575

Radium-228

Analyte

10.06U0.41170.367 U 0.381 1.00 0.600

RL MDC(2σ+/-)

DU DU

pCi/L

UnitResult Qual LimitResult

Sample Sample

Qual

Uncert.

Total

RER

RER

Ba Carrier

Carrier

30 - 110

DU

Qualifier Limits%Yield

86.1

DU

Y Carrier 74.4 30 - 110
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QC Association Summary
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Rad

Prep Batch: 661574

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water PrecSep-21160-54048-21 24041542-021 Total/NA

Water PrecSep-21160-54048-22 24041542-022 Total/NA

Water PrecSep-21160-54048-23 24041542-023 Total/NA

Water PrecSep-21160-54048-24 24041542-024 Total/NA

Water PrecSep-21160-54048-25 24041542-025 Total/NA

Water PrecSep-21160-54048-26 24041542-026 Total/NA

Water PrecSep-21160-54048-27 24041542-027 Total/NA

Water PrecSep-21160-54048-28 24041542-028 Total/NA

Water PrecSep-21160-54048-29 24041542-029 Total/NA

Water PrecSep-21160-54048-30 24041542-030 Total/NA

Water PrecSep-21160-54048-31 24041542-031 Total/NA

Water PrecSep-21160-54048-32 24041542-032 Total/NA

Water PrecSep-21160-54048-33 24041542-033 Total/NA

Water PrecSep-21160-54048-34 24041542-034 Total/NA

Water PrecSep-21160-54048-35 24041542-035 Total/NA

Water PrecSep-21160-54048-36 24041542-036 Total/NA

Water PrecSep-21160-54048-37 24041542-037 Total/NA

Water PrecSep-21160-54048-38 24041542-038 Total/NA

Water PrecSep-21160-54048-39 24041542-039 Total/NA

Water PrecSep-21160-54048-40 24041542-040 Total/NA

Water PrecSep-21MB 160-661574/1-A Method Blank Total/NA

Water PrecSep-21LCS 160-661574/2-A Lab Control Sample Total/NA

Water PrecSep-21160-54048-24 DU 24041542-024 Total/NA

Prep Batch: 661575

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water PrecSep_0160-54048-21 24041542-021 Total/NA

Water PrecSep_0160-54048-22 24041542-022 Total/NA

Water PrecSep_0160-54048-23 24041542-023 Total/NA

Water PrecSep_0160-54048-24 24041542-024 Total/NA

Water PrecSep_0160-54048-25 24041542-025 Total/NA

Water PrecSep_0160-54048-26 24041542-026 Total/NA

Water PrecSep_0160-54048-27 24041542-027 Total/NA

Water PrecSep_0160-54048-28 24041542-028 Total/NA

Water PrecSep_0160-54048-29 24041542-029 Total/NA

Water PrecSep_0160-54048-30 24041542-030 Total/NA

Water PrecSep_0160-54048-31 24041542-031 Total/NA

Water PrecSep_0160-54048-32 24041542-032 Total/NA

Water PrecSep_0160-54048-33 24041542-033 Total/NA

Water PrecSep_0160-54048-34 24041542-034 Total/NA

Water PrecSep_0160-54048-35 24041542-035 Total/NA

Water PrecSep_0160-54048-36 24041542-036 Total/NA

Water PrecSep_0160-54048-37 24041542-037 Total/NA

Water PrecSep_0160-54048-38 24041542-038 Total/NA

Water PrecSep_0160-54048-39 24041542-039 Total/NA

Water PrecSep_0160-54048-40 24041542-040 Total/NA

Water PrecSep_0MB 160-661575/1-A Method Blank Total/NA

Water PrecSep_0LCS 160-661575/2-A Lab Control Sample Total/NA

Water PrecSep_0160-54048-24 DU 24041542-024 Total/NA
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Tracer/Carrier Summary
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method: 903.0 - Radium-226 (GFPC)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (30-110)

Ba

73.4160-54048-21

Percent Yield (Acceptance Limits)

24041542-021

76.4160-54048-22 24041542-022

82.3160-54048-23 24041542-023

81.1160-54048-24 24041542-024

86.1160-54048-24 DU 24041542-024

69.7160-54048-25 24041542-025

67.7160-54048-26 24041542-026

61.2160-54048-27 24041542-027

79.1160-54048-28 24041542-028

86.3160-54048-29 24041542-029

85.1160-54048-30 24041542-030

79.6160-54048-31 24041542-031

88.8160-54048-32 24041542-032

94.5160-54048-33 24041542-033

57.7160-54048-34 24041542-034

71.6160-54048-35 24041542-035

90.3160-54048-36 24041542-036

83.8160-54048-37 24041542-037

89.3160-54048-38 24041542-038

91.5160-54048-39 24041542-039

91.3160-54048-40 24041542-040

91.3LCS 160-661574/2-A Lab Control Sample

92.5MB 160-661574/1-A Method Blank

Tracer/Carrier Legend

Ba = Ba Carrier

Method: 904.0 - Radium-228 (GFPC)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (30-110) (30-110)

Ba Y

73.4 83.0160-54048-21

Percent Yield (Acceptance Limits)

24041542-021

76.4 74.8160-54048-22 24041542-022

82.3 81.1160-54048-23 24041542-023

81.1 78.1160-54048-24 24041542-024

86.1 74.4160-54048-24 DU 24041542-024

69.7 80.4160-54048-25 24041542-025

67.7 66.5160-54048-26 24041542-026

61.2 80.7160-54048-27 24041542-027

79.1 79.6160-54048-28 24041542-028

86.3 84.5160-54048-29 24041542-029

85.1 83.7160-54048-30 24041542-030

79.6 81.5160-54048-31 24041542-031

88.8 83.0160-54048-32 24041542-032

94.5 80.7160-54048-33 24041542-033

57.7 83.4160-54048-34 24041542-034

71.6 81.1160-54048-35 24041542-035

90.3 78.9160-54048-36 24041542-036
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Tracer/Carrier Summary
Job ID: 160-54048-2Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method: 904.0 - Radium-228 (GFPC) (Continued)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (30-110) (30-110)

Ba Y

83.8 85.2160-54048-37

Percent Yield (Acceptance Limits)

24041542-037

89.3 76.3160-54048-38 24041542-038

91.5 84.9160-54048-39 24041542-039

91.3 81.5160-54048-40 24041542-040

91.3 80.7LCS 160-661575/2-A Lab Control Sample

92.5 85.2MB 160-661575/1-A Method Blank

Tracer/Carrier Legend

Ba = Ba Carrier

Y = Y Carrier
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ANALYTICAL REPORT

PREPARED FOR
Attn: Elizabeth A Hurley

TekLab, Inc
5445 Horseshoe Lake Road

Collinsville, Illinois 62234
Generated 6/13/2024 11:46:51 AM

JOB DESCRIPTION
Radium-226 and Radium-228

24041542

JOB NUMBER
160-54048-3

See page two for job notes and contact information.

Earth City MO 63045
13715 Rider Trail North
Eurofins St. Louis
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Eurofins St. Louis

Eurofins St. Louis is a laboratory within TestAmerica Laboratories, Inc., a company within Eurofins Environment Testing Group of Companies

Job Notes
This report may not be reproduced except in full, and with written approval from the laboratory.  The results relate only to the
samples tested.  For questions please contact the Project Manager at the e-mail address or telephone number listed on this
page.

The test results in this report relate only to the samples as received by the laboratory and will meet all requirements of the
methodology, with any exceptions noted. This report shall not be reproduced except in full, without the express written
approval of the laboratory. All questions should be directed to the Eurofins TestAmerica Project Manager.

Authorization

Generated
6/13/2024 11:46:51 AM

Authorized for release by
Erika Jordan, Project Manager
erika.jordan@et.eurofinsus.com
(314)298-8566
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CASE NARRATIVE

Client: TekLab, Inc

Project: 24041542

Report Number: 160-54048-3

With the exceptions noted as flags or footnotes, standard analytical protocols were followed in the analysis of the samples and no
problems were encountered or anomalies observed. In addition, all laboratory quality control samples were within established
control limits, with any exceptions noted below. Each sample was analyzed to achieve the lowest possible reporting limit within the
constraints of the method.

Eurofins Environment Testing attests to the validity of the laboratory data generated by Eurofins facilities reported herein. All
analyses performed by Eurofins Environment Testing facilities were done using established laboratory SOPs that incorporate
QA/QC procedures described in the application methods. Eurofins Environment Testing's operations groups have reviewed the
data for compliance with the laboratory QA/QC plan, and data have been found to be compliant with laboratory protocols unless
otherwise noted below.

The test results in this report meet all NELAP requirements for parameters for which accreditation is required or available. Any
exceptions to NELAP requirements are noted in this report.

Calculations are performed before rounding to avoid round-off errors in calculated results.

Proper preservation was noted for the methods performed on these samples, unless otherwise detailed below.

Any minimum detectable concentration (MDC), critical value (DLC), or Safe Drinking Water Act detection limit (SDWA DL) is
sample-specific unless otherwise stated elsewhere in this narrative.

Radiochemistry sample results are reported with the count date/time applied as the Activity Reference Date.

The matrix for the Method Blank and LCS/LCSD is as close to the samples as can be reasonably achieved. Detailed information
can be found in the most current revision of the associated SOP.

The method blank (MB) z-score is within limits, unless stated otherwise below.

Matrix QC may not be reported if insufficient sample or site-specific QC samples were not submitted. In these situations, to
demonstrate precision and accuracy at a batch level, a LCS/LCSD may be performed, unless otherwise specified in the method.

Reference the chain of custody and receipt report for any variations on receipt conditions.

This laboratory report is confidential and is intended for the sole use of Eurofins TestAmerica and its client.

Receipt
The samples were received on 5/10/2024 3:00 PM. Unless otherwise noted below, the samples arrived in good condition, and,
where required, properly preserved and on ice. The temperatures of the 7 coolers at receipt time were 18.0°C, 18.4°C, 18.4°C,
18.5°C, 18.9°C, 19.1°C and 19.7°C.

Client provided updated chain-of-custody (COC) to correct sample collection times; 24041542-009, -013, -019, and -027. The
original COC will be retained and issued with the report to capture receipt signatures.

Due to the large number of samples submitted, the job was split into 3 three series. This report is series 3 of 3.

Method 903.0 - Radium-226 (GFPC)
Samples 24041542-041 (160-54048-41), 24041542-042 (160-54048-42), 24041542-043 (160-54048-43), 24041542-044
(160-54048-44), 24041542-045 (160-54048-45), 24041542-046 (160-54048-46), 24041542-047 (160-54048-47), 24041542-048
(160-54048-48), 24041542-049 (160-54048-49), 24041542-050 (160-54048-50), 24041542-051 (160-54048-51), 24041542-052
(160-54048-52), 24041542-053 (160-54048-53), 24041542-054 (160-54048-54), 24041542-055 (160-54048-55), 24041542-056
(160-54048-56), 24041542-057 (160-54048-57), 24041542-058 (160-54048-58), 24041542-059 (160-54048-59), 24041542-060
(160-54048-60), 24041542-063 (160-54048-61) and 24041542-064 (160-54048-62) were analyzed for Radium-226 (GFPC). The

Case Narrative
Client: TekLab, Inc Job ID: 160-54048-3
Project: Radium-226 and Radium-228

Eurofins St. Louis

Job ID: 160-54048-3 Eurofins St. Louis
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samples were prepared on 5/15/2024 and analyzed on 6/7/2024 and 6/11/2024.

No analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Method 904.0 - Radium-228 (GFPC)
Samples 24041542-041 (160-54048-41), 24041542-042 (160-54048-42), 24041542-043 (160-54048-43), 24041542-044
(160-54048-44), 24041542-045 (160-54048-45), 24041542-046 (160-54048-46), 24041542-047 (160-54048-47), 24041542-048
(160-54048-48), 24041542-049 (160-54048-49), 24041542-050 (160-54048-50), 24041542-051 (160-54048-51), 24041542-052
(160-54048-52), 24041542-053 (160-54048-53), 24041542-054 (160-54048-54), 24041542-055 (160-54048-55), 24041542-056
(160-54048-56), 24041542-057 (160-54048-57), 24041542-058 (160-54048-58), 24041542-059 (160-54048-59), 24041542-060
(160-54048-60), 24041542-063 (160-54048-61) and 24041542-064 (160-54048-62) were analyzed for Radium-228 (GFPC). The
samples were prepared on 5/15/2024 and analyzed on 6/5/2024 and 6/6/2024.

No analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Method Ra226_Ra228 Pos - Combined Radium-226 and Radium-228
Samples 24041542-041 (160-54048-41), 24041542-042 (160-54048-42), 24041542-043 (160-54048-43), 24041542-044
(160-54048-44), 24041542-045 (160-54048-45), 24041542-046 (160-54048-46), 24041542-047 (160-54048-47), 24041542-048
(160-54048-48), 24041542-049 (160-54048-49), 24041542-050 (160-54048-50), 24041542-051 (160-54048-51), 24041542-052
(160-54048-52), 24041542-053 (160-54048-53), 24041542-054 (160-54048-54), 24041542-055 (160-54048-55), 24041542-056
(160-54048-56), 24041542-057 (160-54048-57), 24041542-058 (160-54048-58), 24041542-059 (160-54048-59), 24041542-060
(160-54048-60), 24041542-063 (160-54048-61) and 24041542-064 (160-54048-62) were analyzed for Combined Radium-226 and
Radium-228. The samples were analyzed on 6/13/2024.

No analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Case Narrative
Client: TekLab, Inc Job ID: 160-54048-3
Project: Radium-226 and Radium-228
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Pg 1 of 
- 

TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

Are the samples chilled? YES [1 NO [1 With: 0 Ice 0 Blue Ice Preserved in: Lab Held 

QC Level: 2 

Comments: Please Issue reports and invoices via email only 

Phone: 618 344-1004 ext. 33 

Teklab Inc 

5445 Horseshoe Lake Road 
Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 226/228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab, Inc. Projectit  

Batch QC is required for all analyses requested. Excel EDD requested. IL site. 

Contact: 

Requested Due Date: 

Email: 

Billing/PO: 

ehurleyteklabinc.com  

36143 

Sampler: 

Elizabeth Hurley 

Stamped TAT 

PLEASE NOTE:  

NELAP accreditation is required on the requested analytes and must be documented as such on the final report 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analytes. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 

anatyte/method during the life of the contract, you must contact Teklab immediately. 

tz4 
Lab Use Sample ID Sample Date/Time Preservative Matrix 

24041542-001 5/8/24484t HNO3 

24041542-002 5/7/24 1016 HNO3 Groundwater 

24041542-003 4/30/24 1011 HNO3 Groundwater 

Groundwater 24041542-004 517/24 4 929- ffl' * :HNO3 

24041542-005 4130/24 1238 
16t;HNO3 

Groundwater 

Groundwater 24041542-006 4130/24 1201 HNO3 

24041542-007 4/30/24 1121 HNO3 Groundwater 

24041542-008 517/241253 ;HNO3 Groundwater 

24041542-009 4/30/24 44)&t9St HNO3 Groundwater 

24041542-010 4/30/24 1.Q6&IL 4 HNO3 Groundwater 

24041542-011 511/241155 HNO3 Groundwater 

*Relinquished By Date/Time Received By Date/Time 

PtA_. L QC) . 

Teklab maintains a strict policy of client confidentiality and as such does of provide client/sampler information without proper authorization, and proprietary rights. 

Teklab, Inc. protects clients' confidential information as directed by local, state or federal laws. (Teklab OAM Section 9.1. TNI Vi M2 Section Al 50) 
Si.Jbccc;RCE!A. 
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Are the samples chilled? YES [1 NO [1 Lab F Field With: 0 Ice 0 Blue Ice Preserved in: 

QC Level: 2 

Comments: Please Issue reports and invoices via email only 

Phone: 618 344-1004 ext. 33 

Email: 

Billing/PO: 

Teklab Inc 

5445 Horseshoe Lake Road 

Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 2261228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab. Inc. Proiect# 

Contact: 

Requested Due Date: 

ehurley©teklabinc.com  

36143 

Batch QC is required for all analyses requested. Excel EDO requested. IL site. 

Sampler: 

Elizabeth Hurley 

Standad TAT 

R
a
d
i
u
m
  2
26
 

I, 

I, 

I, 

I, 

Pg of L 
TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

PLEASE NOTE:  

NELAP accreditation is required on the requested analyles and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analytes. 

please contact Tekiab immediately. If your laboratory loses accreditation or is suspended for any 

analytelmethod during the life of the contract. you must contact Teklab immediately. 

Lab Use Sample ID Sample Date/Time Preservative Matrix 

24041542-012 5/1/24 0952 HNO3 Groundwater 

24041542-013 5/6/241429 HNO3 Groundwater 

24041542M14 4/30124 1319 HNO3 Groundwater 

24041542-015 5/2/24 1239 HNO3 Groundwater 

24041542-016 5/2/24 1147 HNO3 Groundwater 

24041542-017 5/8/240940 HNO3 Groundwater 

24041542-018 5/l/24 1337 HNO3 'Groundwater 

24041542-019 511124 1231 HNO3 Groundwater 

24041542-020 5/2/24 1033 HNO3 
- 

Groundwater 

24041542-021 5/21240958 HNO3 Groundwater 

24041542-022 5/7124 1145 HNO3 Groundwater 

*Relinquished By Date/Time Received By Date/Time 

4OAVQ00kQ. 

Teklab maintains a strict policy of client confidentiality and as such does not provide client/sampler information without proper authorization, and 2roprietary rights, St <oc on Re 
Teklab, Inc. protects clients' confidential information as directed by local, state or federal laws CTeklab CAM Section 9.1. TNI Vi M2 Section 4.1.5 cl 3002015 
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ehurleyteklabinc.com  

36143 

Lab P Field Are the samples chilled? YES [1 NO F] With: fl ice U Blue Ice Preserved in: 

QC Level: 2 

Comments: Please Issue reports and invoices via email only 

Phone: 618 344-1004 ext. 33 

Email: 

Billing/PO: 

Contact: 

Requested Due Date: 

Teklab Inc 

5445 Horseshoe Lake Road 
Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 226/228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab. Inc. Project# 

Batch QC is required for all analyses requested. Excel EDD requested. IL site. 

Sampler: 

Elizabeth 1-turley 

Standee! TAT 

R
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m
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VI  

V 

V1  

I, 

telinquished By 

bilQA - At  

Date/Time Received By Date/Time 

Pg 3 of 6 

TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

PLEASE NOTE:  

NELAP accreditation is required on the requested analytes and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analyles. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 

analyte/method during the life of the contract, you must contact Teklab immediately. 

Lab Use Sample ID Sample Date/Time Preservative Matrix 

24041542-023 517/24 0940 HNO3 

HNO3 

Groundwater 

Groundwater 24041542-024 5/3/24 0940 

24041542-025 516/24 1407 HNO3 Groundwater 

Groundwater 24041542-026 5/3/24 1027 HNO3 

24041542-027 5/6/24 1100 HNO3 
, 

Groundwater 

Groundwater 24041542-028 5/6/24 1136 HNO3 
, 

24041542-029 5/6/24 1222 HNO3 Groundwater 

24041542-030 5/6124 1028 HNO3 Groundwater 

24041542-031 5/6/24 1154 HNO3 Groundwater 

24041542-032 5/11241049 HNO3 Groundwater 

24041542-033 5/11241441 l-1NO3 Groundwater 

Teklab maintains a strict policy of client confidentiality and as such does not provide client/sampler information without proper authorization, and proprietary rights. 

Teklab, Inc. protects clients confidential information as directed by local, state or federal laws. (Teklab CAM Section 9.1, TNt vi M2 Section 4.1.5 c) 
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Are the samples chilled? YES FI N With: 0 Ice 0 Blue Ice Preserved in: - Lab Field 

Comments: Please Issue reports and invoices via email only 

OC Level: 2 

Phone: 618 344-1004 ext. 33 

Teklab Inc 
5445 Horseshoe Lake Road 

Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 2261228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab. Inc. Project# 

Batch CC is required for all analyses requested. Excel EDD requested. FL site. 

Contact: 

Requested Due Date: 

Elizabeth Hurley 

Standad TAT 

Email: 

Billing/PO: 

ehurleyteklabinc.com  

36143 

Sampler: 

O
l
 
l
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r
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g
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Fig 4  of 6 

TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

PLEASE NOTE:  

NELAP accreditation is required on the requested analvtes and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or anaiytes. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 

analyle/method during the life of the contract, you must contact Teklab immediately. 

Lab Use Sample ID Sample DatefTime Preservative Matrix 

Groundwater 24041542-034 511/241347 'HNO3 

24041542-035 512/241432 HNO3 Groundwater 

24041542-036 512/241135 HNO3 Groundwater •  

24041542-037 5/2/241253 HNO3 Groundwater 

24041542-038 5/3/240955 HNO3 Groundwater 

24041542-039 5/61241329 HNO3 Groundwater 

Groundwater 24041542-040 5/1/241213 HNO3 

24041642-041 4/30/24433& 1413 qv,fHNO3 

4/30/24 42€ noi HNO3 

Groundwater 

Groundwater 24041542-042 

24041542-043 5/2/241031 HNO3 Groundwater 

24041542-044 4/30/24 14e2 il6i,, :HNO3 Groundwater 

*Relinquished By Date/Time Received By Date/Time 

Jivniç &9tQrtQQ 

Teklab maintains a strict policy of client confidentiality and as such does not provide clienusampler information without proper authorization, and proprietary rights. SuhCocRevA 
Teklab, Inc. protects clients' confidential information as directed by local, state or federal laws (Teklab CAM Section 9.1. TNt vi M2 Section 415 c) 
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Are the samples chilled? YES 7 NO [1 Preserved in: E  Lab I J Field With: 0 Ice 0 Blue Ice 

Comments: Please Issue reports and invoices via email only 

QC Level: 2 

Phone: 618 344-1004 ext. 33 

Tekiab Inc 

6446 Horseshoe Lake Road 

Collinsville, IL 62234 

Cooler Temp: Teklab Sampling Team 

Please analyze for Radium 2261228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Tekiab, Inc. Project# 

Batch QC is required for all analyses requested. Excel EDD requested. IL site. 

Contact: 

Requested Due Date: 

Email: 

Billing/PO: 

ehurley©teklabinc.com  

36143 

Sampler: 

Elizabeth Hurley 

Standad TAT 

aI
NT
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TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

PLEASE NOTE:  

NELAP accreditation is required on the requested anatytes and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analytes. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 
analylefmethod during the life of the contract, you must contact Teklab immediately. 

Lab Use Sample ID Sample Date/Time Preservative Matrix I 
24041542-045 512/241406 HNO3 Groundwater 

24041542-046 516/241200 HNO3 Groundwater 

24041542-047 5/6/241028 :HNO3 Groundwater 

24041542-048 5/6/241244 HNO3 Groundwater 

24041542-049 5/6/241313 HNO3 Groundwater 

Groundwater 24041542-050 5/6/241105 HNO3 

24041542-051 4/29/24 1452 HNO3 'Groundwater 

24041542-052 4/30/2441 is%<HNO3 ...................Groundwater 

24041542-053 4/29/24 1311 117'HNO3 Groundwater 

24041542-054 5/7/24 1243 HNO3 Groundwater 

24041542-055 5181244449 * HNO3 Aqueous 

*Relinquished By Date/Time Received By Date/Time 

ALt lft,,kv-, 

Teklab maintains a strict policy of client confidentiality and as such does not provide clienvsampler information without proper authorization, and proprietary rights. 

Tekiab, Inc. protects clients!  confidential information as directed by local, state or federal laws. (Tekiab QAM Section 9.1, TNt Vi M2 Section 4 1.5 c) 
Suh(:ccp.ej; 
3212116 
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Are the samples chilled? YES [1 NO F] Preserved in: [-]  Lab [1 Field With: 0 Ice 0 Blue Ice 

Sampler: Teklab Sampling Team 

Phone: 618 344-1004 ext. 33 

Teklab Inc 

5445 Horseshoe Lake Road 

Collinsville, IL 62234 

Cooler Temp: 

Comments: 

QC Level: 1 2 

Please Issue reports and invoices via email only 

Please analyze for Radium 2261228 per standard GW methods (Vistra project). 

24041542 Changes to methods must be approved by Teklab, Inc. Project 

Batch QC is required for all analyses requested. Excel EDD requested. IL site. 

Contact: 

Requested Due Date: 

Elizabeth Hurley 

Standad TAT 

Email: 

Billing/PO: 

ehurley@teklabinc.com  

36143 

Pg 6  of L. 
TEKLAB, INC. Chain of Custody 

5445 Horseshoe Lake Road, Collinsville, IL 62234 Phone (618) 344-1004 Fax (618) 344-1005 

JPLEASE NOTE:  

NELAP accreditation is required on the requested analyles and must be documented as such on the final report. 

If your laboratory does not currently hold a NELAP accreditation for the requested method and/or analytes. 

please contact Teklab immediately. If your laboratory loses accreditation or is suspended for any 

analyte/method during the life of the conlract, you must contact Teklab immediately. 

Lab Use Sample ID Sample Date/Time Preservative Matrix 

24041542-056 5)7/24 1253 HNO3 Groundwater 

24041542-057 5/21241239 F-IN03 Groundwater 

24041542058 5/6/241028 HNO3 Groundwater 

24041542-059 5/7/24 1243 HNO3 Groundwater 

24041542-060 5/8/24 444- fl3 % HNO3 Aqueous 

24041542-063 5/7/241110 qh14 HNO3 * qeo &v3 
24041542-064 5/7/241208 HNO3 * Aquess &v) 

HNO3 Groundwater 

HNO3 Groundwater 

HNO3 Groundwater 

HNO3 
-------4 

Groundwater 
...... 

             

             

             

             

               

               

               

                 

v V V 

             

            

Relinquished By Date/Time Received By Date/Time 

xDW 

Teklab maintains a strict policy of client confidentiality and as such does not provide client'sampler information without proper authorization, and Proprietary rights, 
SUnC' 

Teklab, Inc. protects clients' confidential information as directed by local, slate or federal laws. (Teklab QAM Section 9.1. TNI Vi M2 section 4.1.5 c) 
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Login Sample Receipt Checklist

Client: TekLab, Inc Job Number: 160-54048-3

SDG Number: 24041542

Login Number: 54048

Question Answer Comment

Creator: Worthington, Sierra M

List Source: Eurofins St. Louis

List Number: 1

TrueRadioactivity wasn't checked or is </= background as measured by a survey 
meter.

TrueThe cooler's custody seal, if present, is intact.

TrueSample custody seals, if present, are intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

N/ASamples were received on ice.

TrueCooler Temperature is acceptable.

TrueCooler Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

N/AIs the Field Sampler's name present on COC?

TrueThere are no discrepancies between the containers received and the COC.

TrueSamples are received within Holding Time (excluding tests with immediate 
HTs)

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueSample Preservation Verified.

TrueThere is sufficient vol. for all requested analyses, incl. any requested 
MS/MSDs

N/AContainers requiring zero headspace have no headspace or bubble is 
<6mm (1/4").

TrueMultiphasic samples are not present.

TrueSamples do not require splitting or compositing.

N/AResidual Chlorine Checked.

Eurofins St. Louis
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Definitions/Glossary
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Qualifiers

Rad
Qualifier Description

U Result is less than the sample detection limit.

Qualifier

Glossary

These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CFU Colony Forming Unit

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MCL EPA recommended "Maximum Contaminant Level"

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

MPN Most Probable Number

MQL Method Quantitation Limit

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

NEG Negative / Absent

POS Positive / Present

PQL Practical Quantitation Limit

PRES Presumptive

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TNTC Too Numerous To Count

Eurofins St. Louis
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Method Summary
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method Method Description LaboratoryProtocol

EPA903.0 Radium-226 (GFPC) EET SL

EPA904.0 Radium-228 (GFPC) EET SL

TAL-STLRa226_Ra228 

Pos

Combined Radium-226 and Radium-228 EET SL

NonePrecSep_0 Preparation, Precipitate Separation EET SL

NonePrecSep-21 Preparation, Precipitate Separation (21-Day In-Growth) EET SL

Protocol References:

EPA = US Environmental Protection Agency

None = None

TAL-STL = TestAmerica Laboratories, St. Louis, Facility Standard Operating Procedure.

Laboratory References:

EET SL = Eurofins St. Louis, 13715 Rider Trail North, Earth City, MO 63045, TEL (314)298-8566

Eurofins St. Louis
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Sample Summary
Client: TekLab, Inc Job ID: 160-54048-3

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID Client Sample ID Matrix Collected Received

160-54048-41 24041542-041 Water 04/30/24 14:13 05/10/24 15:00

160-54048-42 24041542-042 Water 04/30/24 13:07 05/10/24 15:00

160-54048-43 24041542-043 Water 05/02/24 10:31 05/10/24 15:00

160-54048-44 24041542-044 Water 04/30/24 11:56 05/10/24 15:00

160-54048-45 24041542-045 Water 05/02/24 14:06 05/10/24 15:00

160-54048-46 24041542-046 Water 05/06/24 12:00 05/10/24 15:00

160-54048-47 24041542-047 Water 05/06/24 10:28 05/10/24 15:00

160-54048-48 24041542-048 Water 05/06/24 12:44 05/10/24 15:00

160-54048-49 24041542-049 Water 05/06/24 13:13 05/10/24 15:00

160-54048-50 24041542-050 Water 05/06/24 11:05 05/10/24 15:00

160-54048-51 24041542-051 Water 04/29/24 14:52 05/10/24 15:00

160-54048-52 24041542-052 Water 04/30/24 10:36 05/10/24 15:00

160-54048-53 24041542-053 Water 04/29/24 13:11 05/10/24 15:00

160-54048-54 24041542-054 Water 05/07/24 12:43 05/10/24 15:00

160-54048-55 24041542-055 Water 05/08/24 11:21 05/10/24 15:00

160-54048-56 24041542-056 Water 05/07/24 12:53 05/10/24 15:00

160-54048-57 24041542-057 Water 05/02/24 12:39 05/10/24 15:00

160-54048-58 24041542-058 Water 05/06/24 10:28 05/10/24 15:00

160-54048-59 24041542-059 Water 05/07/24 12:43 05/10/24 15:00

160-54048-60 24041542-060 Water 05/08/24 11:35 05/10/24 15:00

160-54048-61 24041542-063 Water 05/07/24 11:10 05/10/24 15:00

160-54048-62 24041542-064 Water 05/07/24 12:08 05/10/24 15:00

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-41Client Sample ID: 24041542-041
Matrix: WaterDate Collected: 04/30/24 14:13

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.209

(2σ+/-)

0.105

(2σ+/-)

106/11/24 07:5105/15/24 09:08pCi/L0.1151.00

RL MDC

0.103

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:51 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

93.3

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.454

(2σ+/-)

0.291

(2σ+/-)

106/06/24 11:3405/15/24 09:12pCi/L0.4111.00

RL MDC

0.288

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:34 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

93.3

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:34 181.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.664

(2σ+/-)

0.309

(2σ+/-)

106/13/24 11:16pCi/L0.4115.00

RL MDC

0.306

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-42Client Sample ID: 24041542-042
Matrix: WaterDate Collected: 04/30/24 13:07

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.352

(2σ+/-)

0.129

(2σ+/-)

106/11/24 07:5105/15/24 09:08pCi/L0.1141.00

RL MDC

0.125

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:51 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

92.0

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.533 U

(2σ+/-)

0.380

(2σ+/-)

106/06/24 11:3405/15/24 09:12pCi/L0.5741.00

RL MDC

0.377

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:34 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

92.0

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:34 178.9

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.884

(2σ+/-)

0.401

(2σ+/-)

106/13/24 11:16pCi/L0.5745.00

RL MDC

0.397

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-43Client Sample ID: 24041542-043
Matrix: WaterDate Collected: 05/02/24 10:31

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0295 U

(2σ+/-)

0.0654

(2σ+/-)

106/11/24 07:5205/15/24 09:08pCi/L0.1211.00

RL MDC

0.0653

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:52 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.6

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.0629 U

(2σ+/-)

0.264

(2σ+/-)

106/06/24 11:3405/15/24 09:12pCi/L0.4821.00

RL MDC

0.264

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:34 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.6

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:34 183.0

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.0924 U

(2σ+/-)

0.272

(2σ+/-)

106/13/24 11:16pCi/L0.4825.00

RL MDC

0.272

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-44Client Sample ID: 24041542-044
Matrix: WaterDate Collected: 04/30/24 11:56

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0416 U

(2σ+/-)

0.0869

(2σ+/-)

106/11/24 07:5205/15/24 09:08pCi/L0.1561.00

RL MDC

0.0868

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:52 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.0

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

1.02

(2σ+/-)

0.403

(2σ+/-)

106/06/24 11:3405/15/24 09:12pCi/L0.4871.00

RL MDC

0.392

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:34 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.0

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:34 182.6

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

1.06

(2σ+/-)

0.412

(2σ+/-)

106/13/24 11:16pCi/L0.4875.00

RL MDC

0.401

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-45Client Sample ID: 24041542-045
Matrix: WaterDate Collected: 05/02/24 14:06

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0407 U

(2σ+/-)

0.0717

(2σ+/-)

106/11/24 07:5205/15/24 09:08pCi/L0.1271.00

RL MDC

0.0716

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:52 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

88.6

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.276 U

(2σ+/-)

0.317

(2σ+/-)

106/06/24 11:3405/15/24 09:12pCi/L0.5171.00

RL MDC

0.315

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:34 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

88.6

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:34 180.7

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.317 U

(2σ+/-)

0.325

(2σ+/-)

106/13/24 11:16pCi/L0.5175.00

RL MDC

0.323

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-46Client Sample ID: 24041542-046
Matrix: WaterDate Collected: 05/06/24 12:00

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.165

(2σ+/-)

0.0960

(2σ+/-)

106/11/24 07:5205/15/24 09:08pCi/L0.1151.00

RL MDC

0.0948

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:52 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.3

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.255 U

(2σ+/-)

0.307

(2σ+/-)

106/06/24 11:4205/15/24 09:12pCi/L0.5051.00

RL MDC

0.306

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:42 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.3

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:42 181.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.420 U

(2σ+/-)

0.322

(2σ+/-)

106/13/24 11:16pCi/L0.5055.00

RL MDC

0.320

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-47Client Sample ID: 24041542-047
Matrix: WaterDate Collected: 05/06/24 10:28

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.168

(2σ+/-)

0.111

(2σ+/-)

106/11/24 07:5205/15/24 09:08pCi/L0.1521.00

RL MDC

0.110

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:52 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.6

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.395 U

(2σ+/-)

0.337

(2σ+/-)

106/06/24 11:4205/15/24 09:12pCi/L0.5241.00

RL MDC

0.335

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:42 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.6

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:42 182.2

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.562

(2σ+/-)

0.355

(2σ+/-)

106/13/24 11:16pCi/L0.5245.00

RL MDC

0.353

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-48Client Sample ID: 24041542-048
Matrix: WaterDate Collected: 05/06/24 12:44

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.139 U

(2σ+/-)

0.114

(2σ+/-)

106/11/24 07:5205/15/24 09:08pCi/L0.1711.00

RL MDC

0.114

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:52 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.3

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.265 U

(2σ+/-)

0.303

(2σ+/-)

106/06/24 11:4205/15/24 09:12pCi/L0.4941.00

RL MDC

0.302

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:42 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

90.3

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:42 178.9

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.405 U

(2σ+/-)

0.324

(2σ+/-)

106/13/24 11:16pCi/L0.4945.00

RL MDC

0.323

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-49Client Sample ID: 24041542-049
Matrix: WaterDate Collected: 05/06/24 13:13

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.101 U

(2σ+/-)

0.0982

(2σ+/-)

106/11/24 07:4505/15/24 09:08pCi/L0.1531.00

RL MDC

0.0977

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:45 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

82.8

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.303 U

(2σ+/-)

0.362

(2σ+/-)

106/06/24 11:4205/15/24 09:12pCi/L0.5951.00

RL MDC

0.361

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:42 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

82.8

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:42 181.9

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.404 U

(2σ+/-)

0.375

(2σ+/-)

106/13/24 11:16pCi/L0.5955.00

RL MDC

0.374

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-50Client Sample ID: 24041542-050
Matrix: WaterDate Collected: 05/06/24 11:05

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0903 U

(2σ+/-)

0.0951

(2σ+/-)

106/11/24 07:4505/15/24 09:08pCi/L0.1521.00

RL MDC

0.0948

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:45 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

92.0

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.102 U

(2σ+/-)

0.298

(2σ+/-)

106/06/24 11:4305/15/24 09:12pCi/L0.5291.00

RL MDC

0.298

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:43 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

92.0

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:43 184.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.192 U

(2σ+/-)

0.313

(2σ+/-)

106/13/24 11:16pCi/L0.5295.00

RL MDC

0.313

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-51Client Sample ID: 24041542-051
Matrix: WaterDate Collected: 04/29/24 14:52

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.139 U

(2σ+/-)

0.103

(2σ+/-)

106/11/24 07:4405/15/24 09:08pCi/L0.1461.00

RL MDC

0.102

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:44 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

83.1

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.281 U

(2σ+/-)

0.306

(2σ+/-)

106/06/24 11:4305/15/24 09:12pCi/L0.4951.00

RL MDC

0.305

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:43 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

83.1

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:43 184.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.420 U

(2σ+/-)

0.323

(2σ+/-)

106/13/24 11:16pCi/L0.4955.00

RL MDC

0.322

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-52Client Sample ID: 24041542-052
Matrix: WaterDate Collected: 04/30/24 10:36

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.352

(2σ+/-)

0.132

(2σ+/-)

106/11/24 07:4405/15/24 09:08pCi/L0.1261.00

RL MDC

0.129

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:44 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.6

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.455 U

(2σ+/-)

0.318

(2σ+/-)

106/06/24 11:4305/15/24 09:12pCi/L0.4651.00

RL MDC

0.316

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:43 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.6

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:43 180.0

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.807

(2σ+/-)

0.344

(2σ+/-)

106/13/24 11:16pCi/L0.4655.00

RL MDC

0.341

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-53Client Sample ID: 24041542-053
Matrix: WaterDate Collected: 04/29/24 13:11

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.125 U

(2σ+/-)

0.101

(2σ+/-)

106/11/24 07:4405/15/24 09:08pCi/L0.1481.00

RL MDC

0.100

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:44 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

82.6

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.206 U

(2σ+/-)

0.374

(2σ+/-)

106/06/24 11:4305/15/24 09:12pCi/L0.6411.00

RL MDC

0.373

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:43 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

82.6

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:43 184.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.331 U

(2σ+/-)

0.387

(2σ+/-)

106/13/24 11:16pCi/L0.6415.00

RL MDC

0.386

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-54Client Sample ID: 24041542-054
Matrix: WaterDate Collected: 05/07/24 12:43

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.262

(2σ+/-)

0.124

(2σ+/-)

106/11/24 07:4405/15/24 09:08pCi/L0.1421.00

RL MDC

0.122

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:44 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

82.8

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.555 U

(2σ+/-)

0.396

(2σ+/-)

106/06/24 11:4105/15/24 09:12pCi/L0.5961.00

RL MDC

0.393

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:41 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

82.8

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:41 182.6

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.817

(2σ+/-)

0.415

(2σ+/-)

106/13/24 11:16pCi/L0.5965.00

RL MDC

0.412

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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Client Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-55Client Sample ID: 24041542-055
Matrix: WaterDate Collected: 05/08/24 11:21

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0554 U

(2σ+/-)

0.0849

(2σ+/-)

106/11/24 07:4405/15/24 09:08pCi/L0.1451.00

RL MDC

0.0847

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:44 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

95.5

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.439 U

(2σ+/-)

0.313

(2σ+/-)

106/06/24 11:4105/15/24 09:12pCi/L0.4651.00

RL MDC

0.310

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:41 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

95.5

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:41 183.4

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.494

(2σ+/-)

0.324

(2σ+/-)

106/13/24 11:16pCi/L0.4655.00

RL MDC

0.321

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-56Client Sample ID: 24041542-056
Matrix: WaterDate Collected: 05/07/24 12:53

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0847 U

(2σ+/-)

0.0849

(2σ+/-)

106/11/24 07:4505/15/24 09:08pCi/L0.1321.00

RL MDC

0.0845

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 07:45 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.0

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

-0.138 U

(2σ+/-)

0.222

(2σ+/-)

106/06/24 11:4105/15/24 09:12pCi/L0.4691.00

RL MDC

0.221

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:41 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.0

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:41 184.9

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.0847 U

(2σ+/-)

0.238

(2σ+/-)

106/13/24 11:16pCi/L0.4695.00

RL MDC

0.237

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis

Page 29 of 39 6/13/2024

1

2

3

4

5

6

7

8

9

10

11

12

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Client Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-57Client Sample ID: 24041542-057
Matrix: WaterDate Collected: 05/02/24 12:39

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0504 U

(2σ+/-)

0.0707

(2σ+/-)

106/11/24 09:4305/15/24 09:08pCi/L0.1201.00

RL MDC

0.0706

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 09:43 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.5

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.427 U

(2σ+/-)

0.333

(2σ+/-)

106/06/24 11:4105/15/24 09:12pCi/L0.5111.00

RL MDC

0.331

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:41 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.5

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:41 187.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.477 U

(2σ+/-)

0.340

(2σ+/-)

106/13/24 11:16pCi/L0.5115.00

RL MDC

0.338

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-58Client Sample ID: 24041542-058
Matrix: WaterDate Collected: 05/06/24 10:28

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0306 U

(2σ+/-)

0.0704

(2σ+/-)

106/11/24 09:4305/15/24 09:08pCi/L0.1291.00

RL MDC

0.0703

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 09:43 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

98.0

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.332 U

(2σ+/-)

0.313

(2σ+/-)

106/06/24 11:4105/15/24 09:12pCi/L0.4971.00

RL MDC

0.311

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:41 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

98.0

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:41 187.1

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.363 U

(2σ+/-)

0.321

(2σ+/-)

106/13/24 11:16pCi/L0.4975.00

RL MDC

0.319

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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Client Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-59Client Sample ID: 24041542-059
Matrix: WaterDate Collected: 05/07/24 12:43

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.169

(2σ+/-)

0.103

(2σ+/-)

106/11/24 09:4305/15/24 09:08pCi/L0.1331.00

RL MDC

0.102

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 09:43 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.1

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.729

(2σ+/-)

0.393

(2σ+/-)

106/06/24 11:4105/15/24 09:12pCi/L0.5411.00

RL MDC

0.387

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:41 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

89.1

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:41 179.6

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.897

(2σ+/-)

0.406

(2σ+/-)

106/13/24 11:16pCi/L0.5415.00

RL MDC

0.400

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-60Client Sample ID: 24041542-060
Matrix: WaterDate Collected: 05/08/24 11:35

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.0833 U

(2σ+/-)

0.0897

(2σ+/-)

106/11/24 09:4305/15/24 09:08pCi/L0.1431.00

RL MDC

0.0894

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:08 06/11/24 09:43 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

95.0

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.134 U

(2σ+/-)

0.292

(2σ+/-)

106/06/24 11:4105/15/24 09:12pCi/L0.5101.00

RL MDC

0.292

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:12 06/06/24 11:41 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

95.0

Y Carrier 30 - 110 05/15/24 09:12 06/06/24 11:41 183.7

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

0.218 U

(2σ+/-)

0.305

(2σ+/-)

106/13/24 11:16pCi/L0.5105.00

RL MDC

0.305

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228
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Client Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Lab Sample ID: 160-54048-61Client Sample ID: 24041542-063
Matrix: WaterDate Collected: 05/07/24 11:10

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.171 U

(2σ+/-)

0.131

(2σ+/-)

106/07/24 23:0905/15/24 09:01pCi/L0.1741.00

RL MDC

0.130

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:01 06/07/24 23:09 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

64.9

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

1.56

(2σ+/-)

0.611

(2σ+/-)

106/05/24 12:0705/15/24 09:06pCi/L0.7481.00

RL MDC

0.594

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:06 06/05/24 12:07 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

64.9

Y Carrier 30 - 110 05/15/24 09:06 06/05/24 12:07 184.5

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

1.73

(2σ+/-)

0.625

(2σ+/-)

106/13/24 11:17pCi/L0.7485.00

RL MDC

0.608

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Lab Sample ID: 160-54048-62Client Sample ID: 24041542-064
Matrix: WaterDate Collected: 05/07/24 12:08

Date Received: 05/10/24 15:00

Method: EPA 903.0 - Radium-226 (GFPC)

Analyte

0.261

(2σ+/-)

0.131

(2σ+/-)

106/07/24 23:0905/15/24 09:01pCi/L0.1391.00

RL MDC

0.129

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-226

Ba Carrier 30 - 110

Carrier

05/15/24 09:01 06/07/24 23:09 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.8

Method: EPA 904.0 - Radium-228 (GFPC)

Analyte

0.913

(2σ+/-)

0.413

(2σ+/-)

106/05/24 12:0705/15/24 09:06pCi/L0.5341.00

RL MDC

0.405

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium-228

Ba Carrier 30 - 110

Carrier

05/15/24 09:06 06/05/24 12:07 1

Dil FacAnalyzedPreparedQualifier Limits%Yield

91.8

Y Carrier 30 - 110 05/15/24 09:06 06/05/24 12:07 180.7

Method: TAL-STL Ra226_Ra228 Pos - Combined Radium-226 and Radium-228

Analyte

1.17

(2σ+/-)

0.433

(2σ+/-)

106/13/24 11:17pCi/L0.5345.00

RL MDC

0.425

Dil FacAnalyzedPreparedUnitResult Qualifier

Count Total

Uncert. Uncert.

Radium 226 and 228

Eurofins St. Louis
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QC Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method: 903.0 - Radium-226 (GFPC)

Client Sample ID: Method BlankLab Sample ID: MB 160-661786/1-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 665106 Prep Batch: 661786

Radium-226

Analyte

106/07/24 23:0605/15/24 09:01pCi/L0.144

MDC

1.00

RL

0.1110.110

(2σ+/-) (2σ+/-)

MB

0.1624

MB

Dil FacPrepared AnalyzedUnitResult Qualifier

Uncert.

Count

Uncert.

Total

Carrier

Ba Carrier 30 - 110 05/15/24 09:01 06/07/24 23:06 1

Dil FacPrepared AnalyzedQualifier Limits%Yield

94.3

MB MB

Client Sample ID: Lab Control SampleLab Sample ID: LCS 160-661786/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 665106 Prep Batch: 661786

Radium-226

Analyte

125-759210.3811.3 1.17 1.00 0.210

RL MDC(2σ+/-)

LCS LCS

pCi/L

UnitResult Qual %RecAdded

Spike

Limits

%RecUncert.

Total

Ba Carrier

Carrier

30 - 110

LCS

Qualifier Limits%Yield

96.8

LCS

Client Sample ID: Method BlankLab Sample ID: MB 160-661789/1-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 665661 Prep Batch: 661789

Radium-226

Analyte

106/11/24 07:5105/15/24 09:08pCi/L0.158

MDC

1.00

RL

0.1160.115

(2σ+/-) (2σ+/-)

MB

0.1841

MB

Dil FacPrepared AnalyzedUnitResult Qualifier

Uncert.

Count

Uncert.

Total

Carrier

Ba Carrier 30 - 110 05/15/24 09:08 06/11/24 07:51 1

Dil FacPrepared AnalyzedQualifier Limits%Yield

89.8

MB MB

Client Sample ID: Lab Control SampleLab Sample ID: LCS 160-661789/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 665661 Prep Batch: 661789

Radium-226

Analyte

125-75859.59411.3 1.05 1.00 0.125

RL MDC(2σ+/-)

LCS LCS

pCi/L

UnitResult Qual %RecAdded

Spike

Limits

%RecUncert.

Total

Ba Carrier

Carrier

30 - 110

LCS

Qualifier Limits%Yield

94.5

LCS

Client Sample ID: 24041542-045Lab Sample ID: 160-54048-45 DU
Matrix: Water Prep Type: Total/NA
Analysis Batch: 665661 Prep Batch: 661789

Radium-226

Analyte

10.13U0.020050.0407 U 0.0869 1.00 0.168

RL MDC(2σ+/-)

DU DU

pCi/L

UnitResult Qual LimitResult

Sample Sample

Qual

Uncert.

Total

RER

RER
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QC Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method: 903.0 - Radium-226 (GFPC) (Continued)

Client Sample ID: 24041542-045Lab Sample ID: 160-54048-45 DU
Matrix: Water Prep Type: Total/NA
Analysis Batch: 665661 Prep Batch: 661789

Ba Carrier

Carrier

30 - 110

DU

Qualifier Limits%Yield

80.6

DU

Method: 904.0 - Radium-228 (GFPC)

Client Sample ID: Method BlankLab Sample ID: MB 160-661787/1-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 664836 Prep Batch: 661787

Radium-228

Analyte

U 106/05/24 12:1305/15/24 09:06pCi/L0.642

MDC

1.00

RL

0.3430.343

(2σ+/-) (2σ+/-)

MB

0.01637

MB

Dil FacPrepared AnalyzedUnitResult Qualifier

Uncert.

Count

Uncert.

Total

Carrier

Ba Carrier 30 - 110 05/15/24 09:06 06/05/24 12:13 1

Dil FacPrepared AnalyzedQualifier Limits%Yield

94.3

MB MB

05/15/24 09:06 06/05/24 12:13 1Y Carrier 67.7 30 - 110

Client Sample ID: Lab Control SampleLab Sample ID: LCS 160-661787/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 664836 Prep Batch: 661787

Radium-228

Analyte

125-751079.4668.88 1.31 1.00 0.536

RL MDC(2σ+/-)

LCS LCS

pCi/L

UnitResult Qual %RecAdded

Spike

Limits

%RecUncert.

Total

Ba Carrier

Carrier

30 - 110

LCS

Qualifier Limits%Yield

96.8

LCS

Y Carrier 80.4 30 - 110

Client Sample ID: Method BlankLab Sample ID: MB 160-661790/1-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 664914 Prep Batch: 661790

Radium-228

Analyte

U 106/06/24 11:3405/15/24 09:12pCi/L0.437

MDC

1.00

RL

0.2840.282

(2σ+/-) (2σ+/-)

MB

0.3312

MB

Dil FacPrepared AnalyzedUnitResult Qualifier

Uncert.

Count

Uncert.

Total

Carrier

Ba Carrier 30 - 110 05/15/24 09:12 06/06/24 11:34 1

Dil FacPrepared AnalyzedQualifier Limits%Yield

89.8

MB MB

05/15/24 09:12 06/06/24 11:34 1Y Carrier 84.5 30 - 110

Client Sample ID: Lab Control SampleLab Sample ID: LCS 160-661790/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 664914 Prep Batch: 661790

Radium-228

Analyte

125-75958.4338.88 1.20 1.00 0.537

RL MDC(2σ+/-)

LCS LCS

pCi/L

UnitResult Qual %RecAdded

Spike

Limits

%RecUncert.

Total
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QC Sample Results
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method: 904.0 - Radium-228 (GFPC) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 160-661790/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 664914 Prep Batch: 661790

Ba Carrier

Carrier

30 - 110

LCS

Qualifier Limits%Yield

94.5

LCS

Y Carrier 76.3 30 - 110

Client Sample ID: 24041542-045Lab Sample ID: 160-54048-45 DU
Matrix: Water Prep Type: Total/NA
Analysis Batch: 664915 Prep Batch: 661790

Radium-228

Analyte

10.07U0.32140.276 U 0.350 1.00 0.567

RL MDC(2σ+/-)

DU DU

pCi/L

UnitResult Qual LimitResult

Sample Sample

Qual

Uncert.

Total

RER

RER

Ba Carrier

Carrier

30 - 110

DU

Qualifier Limits%Yield

80.6

DU

Y Carrier 80.7 30 - 110
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QC Association Summary
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Rad

Prep Batch: 661786

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water PrecSep-21160-54048-61 24041542-063 Total/NA

Water PrecSep-21160-54048-62 24041542-064 Total/NA

Water PrecSep-21MB 160-661786/1-A Method Blank Total/NA

Water PrecSep-21LCS 160-661786/2-A Lab Control Sample Total/NA

Prep Batch: 661787

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water PrecSep_0160-54048-61 24041542-063 Total/NA

Water PrecSep_0160-54048-62 24041542-064 Total/NA

Water PrecSep_0MB 160-661787/1-A Method Blank Total/NA

Water PrecSep_0LCS 160-661787/2-A Lab Control Sample Total/NA

Prep Batch: 661789

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water PrecSep-21160-54048-41 24041542-041 Total/NA

Water PrecSep-21160-54048-42 24041542-042 Total/NA

Water PrecSep-21160-54048-43 24041542-043 Total/NA

Water PrecSep-21160-54048-44 24041542-044 Total/NA

Water PrecSep-21160-54048-45 24041542-045 Total/NA

Water PrecSep-21160-54048-46 24041542-046 Total/NA

Water PrecSep-21160-54048-47 24041542-047 Total/NA

Water PrecSep-21160-54048-48 24041542-048 Total/NA

Water PrecSep-21160-54048-49 24041542-049 Total/NA

Water PrecSep-21160-54048-50 24041542-050 Total/NA

Water PrecSep-21160-54048-51 24041542-051 Total/NA

Water PrecSep-21160-54048-52 24041542-052 Total/NA

Water PrecSep-21160-54048-53 24041542-053 Total/NA

Water PrecSep-21160-54048-54 24041542-054 Total/NA

Water PrecSep-21160-54048-55 24041542-055 Total/NA

Water PrecSep-21160-54048-56 24041542-056 Total/NA

Water PrecSep-21160-54048-57 24041542-057 Total/NA

Water PrecSep-21160-54048-58 24041542-058 Total/NA

Water PrecSep-21160-54048-59 24041542-059 Total/NA

Water PrecSep-21160-54048-60 24041542-060 Total/NA

Water PrecSep-21MB 160-661789/1-A Method Blank Total/NA

Water PrecSep-21LCS 160-661789/2-A Lab Control Sample Total/NA

Water PrecSep-21160-54048-45 DU 24041542-045 Total/NA

Prep Batch: 661790

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water PrecSep_0160-54048-41 24041542-041 Total/NA

Water PrecSep_0160-54048-42 24041542-042 Total/NA

Water PrecSep_0160-54048-43 24041542-043 Total/NA

Water PrecSep_0160-54048-44 24041542-044 Total/NA

Water PrecSep_0160-54048-45 24041542-045 Total/NA

Water PrecSep_0160-54048-46 24041542-046 Total/NA

Water PrecSep_0160-54048-47 24041542-047 Total/NA

Water PrecSep_0160-54048-48 24041542-048 Total/NA

Water PrecSep_0160-54048-49 24041542-049 Total/NA

Water PrecSep_0160-54048-50 24041542-050 Total/NA

Water PrecSep_0160-54048-51 24041542-051 Total/NA
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QC Association Summary
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Rad (Continued)

Prep Batch: 661790 (Continued)

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water PrecSep_0160-54048-52 24041542-052 Total/NA

Water PrecSep_0160-54048-53 24041542-053 Total/NA

Water PrecSep_0160-54048-54 24041542-054 Total/NA

Water PrecSep_0160-54048-55 24041542-055 Total/NA

Water PrecSep_0160-54048-56 24041542-056 Total/NA

Water PrecSep_0160-54048-57 24041542-057 Total/NA

Water PrecSep_0160-54048-58 24041542-058 Total/NA

Water PrecSep_0160-54048-59 24041542-059 Total/NA

Water PrecSep_0160-54048-60 24041542-060 Total/NA

Water PrecSep_0MB 160-661790/1-A Method Blank Total/NA

Water PrecSep_0LCS 160-661790/2-A Lab Control Sample Total/NA

Water PrecSep_0160-54048-45 DU 24041542-045 Total/NA
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Tracer/Carrier Summary
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method: 903.0 - Radium-226 (GFPC)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (30-110)

Ba

93.3160-54048-41

Percent Yield (Acceptance Limits)

24041542-041

92.0160-54048-42 24041542-042

89.6160-54048-43 24041542-043

90.0160-54048-44 24041542-044

88.6160-54048-45 24041542-045

80.6160-54048-45 DU 24041542-045

90.3160-54048-46 24041542-046

89.6160-54048-47 24041542-047

90.3160-54048-48 24041542-048

82.8160-54048-49 24041542-049

92.0160-54048-50 24041542-050

83.1160-54048-51 24041542-051

89.6160-54048-52 24041542-052

82.6160-54048-53 24041542-053

82.8160-54048-54 24041542-054

95.5160-54048-55 24041542-055

91.0160-54048-56 24041542-056

91.5160-54048-57 24041542-057

98.0160-54048-58 24041542-058

89.1160-54048-59 24041542-059

95.0160-54048-60 24041542-060

64.9160-54048-61 24041542-063

91.8160-54048-62 24041542-064

96.8LCS 160-661786/2-A Lab Control Sample

94.5LCS 160-661789/2-A Lab Control Sample

94.3MB 160-661786/1-A Method Blank

89.8MB 160-661789/1-A Method Blank

Tracer/Carrier Legend

Ba = Ba Carrier

Method: 904.0 - Radium-228 (GFPC)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (30-110) (30-110)

Ba Y

93.3 81.5160-54048-41

Percent Yield (Acceptance Limits)

24041542-041

92.0 78.9160-54048-42 24041542-042

89.6 83.0160-54048-43 24041542-043

90.0 82.6160-54048-44 24041542-044

88.6 80.7160-54048-45 24041542-045

80.6 80.7160-54048-45 DU 24041542-045

90.3 81.5160-54048-46 24041542-046

89.6 82.2160-54048-47 24041542-047

90.3 78.9160-54048-48 24041542-048

82.8 81.9160-54048-49 24041542-049

92.0 84.5160-54048-50 24041542-050

83.1 84.5160-54048-51 24041542-051

89.6 80.0160-54048-52 24041542-052
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Tracer/Carrier Summary
Job ID: 160-54048-3Client: TekLab, Inc

SDG: 24041542Project/Site: Radium-226 and Radium-228

Method: 904.0 - Radium-228 (GFPC) (Continued)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (30-110) (30-110)

Ba Y

82.6 84.5160-54048-53

Percent Yield (Acceptance Limits)

24041542-053

82.8 82.6160-54048-54 24041542-054

95.5 83.4160-54048-55 24041542-055

91.0 84.9160-54048-56 24041542-056

91.5 87.5160-54048-57 24041542-057

98.0 87.1160-54048-58 24041542-058

89.1 79.6160-54048-59 24041542-059

95.0 83.7160-54048-60 24041542-060

64.9 84.5160-54048-61 24041542-063

91.8 80.7160-54048-62 24041542-064

96.8 80.4LCS 160-661787/2-A Lab Control Sample

94.5 76.3LCS 160-661790/2-A Lab Control Sample

94.3 67.7MB 160-661787/1-A Method Blank

89.8 84.5MB 160-661790/1-A Method Blank

Tracer/Carrier Legend

Ba = Ba Carrier

Y = Y Carrier
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Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Summary 

Coffeen- 2Q 2024

Temp 

(°F) Precipitation

Wind 

Direction Sky Well Pad Casing Protective Cover

Reference 

Mark/ ID

Well 

Locked

001 AP2D Groundwater Sample 71.0 None SE Partly cloudy Good Good Good Yes Yes

002 G1001 Groundwater Sample 68.0 None N Partly cloudy Good Good Good Yes Yes

003 G1003 Groundwater Sample 70.0 None NW Cloudy Good Good Good Yes Yes

004 G101 Groundwater Sample 75.0 None S Partly cloudy Good Good Good Yes Yes

005 G102 Groundwater Sample 76.0 None S Partly cloudy Good Good Good Yes Yes

006 G103 Groundwater Sample 78.0 None S Partly cloudy Good Good Good Yes Yes

007 G105 Groundwater Sample 82.0 None S Partly cloudy Good Good Good Yes Yes

008 G106 Groundwater Sample 82.0 None S Partly cloudy Good Good Good Yes Yes

009 G107 Groundwater Sample 67.0 None N Partly cloudy Good Good Good Yes Yes

010 G108 Groundwater Sample 71.0 None W Cloudy Good Good Good Yes Yes

011 G109 Groundwater Sample 70.0 None W Cloudy Good Good Good Yes Yes

012 G110 Groundwater Sample 76.0 None S Clear Good Good Good Yes Yes

013 G111 Groundwater Sample 76.0 None S Clear Good Good Good Yes Yes

014 G119 Groundwater Sample 76.0 None W Clear Good Good Good Yes Yes

015 G120 Groundwater Sample 77.0 None NW Clear Good Good Good Yes Yes

016 G121 Groundwater Sample 78.0 None NW Clear Good Good Good Yes Yes

017 G122 Groundwater Sample 78.0 None NW Clear Good Good Good Yes Yes

018 G123 Groundwater Sample 69.0 None N Partly cloudy Good Good Good Yes Yes

019 G124 Groundwater Sample 78.0 None NW Clear Good Good Good Yes Yes

020 G125 Groundwater Sample 72.0 None SE Clear Good Good Good Yes Yes

021 G126 Groundwater Sample 68.0 None N Partly cloudy Good Good Good Yes Yes

022 G151 Groundwater Sample 65.0 None SE Clear Good Good Good Yes Yes

023 G152 Groundwater Sample 71.0 None N Partly cloudy Good Good Good Yes Yes

024 G153 Groundwater Sample 73.0 None S Clear Good Good Good Yes Yes

025 G154 Groundwater Sample 72.0 None SE Clear Good Good Good Yes Yes

026 G155 Groundwater Sample 67.0 None SE Clear Good Good Good Yes Yes

027 G200 Groundwater Sample 74.0 None SW Cloudy Good Good Good Yes Yes

028 G206 Groundwater Sample 70.0 None NW Clear Good Good Good Yes Yes

029 G206D Groundwater Sample 64.0 None NW Clear Good Good Good Yes Yes

030 G207 Groundwater Sample 73.0 None NE Partly cloudy Good Good Good Yes Yes

031 G208 Groundwater Sample 71.0 None NW Clear Good Good Good Yes Yes

032 G209 Groundwater Sample 74.0 None NE Clear Good Good Good Yes Yes

033 G210 Groundwater Sample 72.0 None E Clear Good Good Good Yes Yes

034 G211 Groundwater Sample 71.0 None E Clear Good Good Good Yes Yes

035 G212 Groundwater Sample 70.0 None E Clear Good Good Good Yes Yes

WO 

Sample Well ID Program/ Sample Type

Weather Well Condition
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Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Summary 

Coffeen- 2Q 2024

Temp 

(°F) Precipitation

Wind 

Direction Sky Well Pad Casing Protective Cover

Reference 

Mark/ ID

Well 

Locked

WO 

Sample Well ID Program/ Sample Type

Weather Well Condition

036 G213 Groundwater Sample 70.0 None E Clear Good Good Good Yes Yes

037 G214 Groundwater Sample 76.0 None NW Clear Good Good Good Yes Yes

038 G215 Groundwater Sample 74.0 None NW Clear Good Good Good Yes Yes

039 G216 Groundwater Sample 72.0 None NW Clear Good Good Good Yes Yes

040 G217 Groundwater Sample 81.0 None N Clear Good Good Good Yes Yes

041 G218 Groundwater Sample 78.0 None N Partly cloudy Good Good Good Yes Yes

042 G270 Groundwater Sample 70.0 None N Clear Good Good Good Yes Yes

043 G271 Groundwater Sample 78.0 None NE Partly cloudy Good Good Good Yes Yes

044 G272 Groundwater Sample 77.0 None NE Partly cloudy Good Good Good Yes Yes

045 G273 Groundwater Sample 76.0 None NE Partly cloudy Good Good Good Yes Yes

046 G274 Groundwater Sample 79.0 None NW Partly cloudy Good Good Good Yes Yes

047 G275 Groundwater Sample 73.0 None N Clear Good Good Good Yes Yes

048 G275D Groundwater Sample 71.0 None N Clear Good Good Good Yes Yes

049 G276 Groundwater Sample 70.0 None N Partly cloudy Good Good Good Yes Yes

050 G277 Groundwater Sample 68.0 None S Cloudy Good Good Good Yes Yes

051 G278 Groundwater Sample 72.0 None N Cloudy Good Good Good Yes Yes

052 G279 Groundwater Sample 67.0 None NE Cloudy Good Good Good Yes Yes

053 G280 Groundwater Sample 70.0 None SE Cloudy Good Good Good Yes Yes

054 G281 Groundwater Sample 69.0 None N Cloudy Good Good Good Yes Yes

055 G283 Groundwater Sample 63.0 Light W Cloudy Good Good Good Yes Yes

056 G284 Groundwater Sample 65.0 None W Cloudy Good Good Good Yes Yes

057 G285 Groundwater Sample 67.0 None NW Cloudy Good Good Good Yes Yes

058 G301 Groundwater Sample 65.0 None SW Cloudy Good Good Good Yes Yes

059 G302 Groundwater Sample 65.0 None SW Cloudy Good Good Good Yes Yes

060 G303 Groundwater Sample 77.0 None NE Partly cloudy Good Good Good Yes Yes

061 G305 Groundwater Sample 76.0 None NE Partly cloudy Good Good Good Yes Yes

062 G306 Groundwater Sample 75.0 None NE Partly cloudy Good Good Good Yes Yes

063 G307 Groundwater Sample 77.0 None N Partly cloudy Good Good Good Yes Yes

064 G307D Groundwater Sample 75.0 None N Partly cloudy Good Good Good Yes Yes

065 G308 Groundwater Sample 77.0 None N Clear Good Good Good Yes Yes

066 G310 Groundwater Sample 73.0 None N Clear Good Good Good Yes Yes

067 G312 Groundwater Sample 65.0 None SW Cloudy Good Good Good Yes Yes

068 G313 Groundwater Sample 75.0 None NE Clear Good Good Good Yes Yes

069 G314 Groundwater Sample 74.0 None NW Clear Good Good Good Yes Yes

070 G314D Groundwater Sample 74.0 None NW Clear Good Good Good Yes Yes
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Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Summary 

Coffeen- 2Q 2024

Temp 

(°F) Precipitation

Wind 

Direction Sky Well Pad Casing Protective Cover

Reference 

Mark/ ID

Well 

Locked

WO 

Sample Well ID Program/ Sample Type

Weather Well Condition

071 G315 Groundwater Sample 70.0 None NE Clear Good Good Good Yes Yes

072 G316 Groundwater Sample 73.0 None NW Clear Good Good Good Yes Yes

073 G401 Groundwater Sample 83.0 None NE Clear Good Good Good Yes Yes

074 G402 Groundwater Sample 65.0 None E Cloudy Good Good Good Yes Yes

075 G403 Groundwater Sample 63.0 None E Cloudy Good Good Good Yes Yes

076 G404 Groundwater Sample 68.0 None SE Cloudy Good Good Good Yes Yes

077 G405 Groundwater Sample 69.0 None SE Cloudy Good Good Good Yes Yes

078 G406 Groundwater Sample 63.0 None E Cloudy Good Good Good Yes Yes

079 G407 Groundwater Sample 55.0 None E Cloudy Good Good Good Yes Yes

080 G410 Groundwater Sample 70.0 None NW Clear Good Good Good Yes Yes

081 G411 Groundwater Sample 55.0 None E Cloudy Good Good Good Yes Yes

082 L202 Leachate Sample 77.0 None NW Cloudy

083 NE Riser DTW Only 55.0 None E Cloudy

084 R104 Groundwater Sample 81.0 None S Partly cloudy Good Good Good Yes Yes

085 R201 Groundwater Sample 74.0 None NW Cloudy Good Good Good Yes Yes

086 R205 Groundwater Sample 76.0 None NW Partly cloudy Good Good Good Yes Yes

087 SG-02 DTW Only 55.0 None E Cloudy

088 SG-03 DTW Only 55.0 None E Cloudy

089 T127 Groundwater Sample 65.0 None SW Cloudy Good Good Good Yes Yes

090 T128 Groundwater Sample 74.0 None W Partly cloudy Good Good Good Yes Yes

091 X201 Groundwater Sample 76.0 None SW Partly cloudy Yes

092 XPW01 Groundwater Sample 78.0 None SW Partly cloudy Good Good Good Yes No

093 XPW02 Groundwater Sample 75.0 None NE Cloudy Good Good Good Yes Yes

094 XSG-01 DTW Only 55.0 None E Cloudy

095 Field Blank QA/QC Sample 71.0 None SE Partly cloudy

096 G102 Duplicate QA/QC Sample 76.0 None S Partly cloudy Good Good Good Yes Yes

097 G200 Duplicate QA/QC Sample 74.0 None SW Cloudy Good Good Good Yes Yes

098 G217 Duplicate QA/QC Sample 81.0 None N Clear Good Good Good Yes Yes

099 G301 Duplicate QA/QC Sample 65.0 None SW Cloudy Good Good Good Yes Yes

100 R201 Duplicate QA/QC Sample 74.0 None NW Cloudy Good Good Good Yes Yes

101 Equipment Blank 1 QA/QC Sample 71.0 None SE Partly cloudy

102 Equipment Blank 2 QA/QC Sample

103 Equipment Blank 3 QA/QC Sample

104 G219 Groundwater Sample 70.0 None S Partly cloudy Good Good Good Yes Yes

105 G220 Groundwater Sample 73.0 None S Partly cloudy Good Good Good Yes Yes
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Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Summary 

Coffeen- 2Q 2024

001 AP2D

002 G1001

003 G1003

004 G101

005 G102

006 G103

007 G105

008 G106

009 G107

010 G108

011 G109

012 G110

013 G111

014 G119

015 G120

016 G121

017 G122

018 G123

019 G124

020 G125

021 G126

022 G151

023 G152

024 G153

025 G154

026 G155

027 G200

028 G206

029 G206D

030 G207

031 G208

032 G209

033 G210

034 G211

035 G212

WO 

Sample Well ID
Sampler 

Initials Date/Time DTW (ft) DTB (ft)

Sampler 

Initials Purge Date

Purge 

Start Time

Purge 

End Time

Purging/Sampling 

Device

Well 

Diameter 

(in)

Purge 

Rate 

(mL/min)

JC 5/8/24 9:18 20.50 35.43 JC 5/8/2024 09:25 09:52 Submersible Pump 4" 370.4

TAC 5/7/24 9:38 5.73 13.79 TAC 5/7/2024 09:42 10:16 Peristaltic Pump 2" 147.1

BG 5/6/24 13:18 11.16 11.16

JC 5/2/24 9:59 3.90 24.30 JC 5/2/2024 09:59 10:22 Bladder Pump 2" 282.6

JC 5/2/24 10:41 4.33 20.00 JC 5/2/2024 10:41 11:03 Bladder Pump 2" 272.7

JC 5/2/24 11:47 8.89 26.90 JC 5/2/2024 11:47 12:26 Bladder Pump 2" 230.8

JC 5/2/24 13:17 8.23 27.70 JC 5/2/2024 13:18 13:30 Bladder Pump 2" 250.0

JC 5/2/24 13:58 9.13 25.60 JC 5/2/2024 13:58 14:15 Bladder Pump 2" 235.3

JC 5/3/24 9:03 8.61 22.70 JC 5/3/2024 09:05 09:20 Bladder Pump 2" 266.7

JC 5/1/24 10:00 8.74 26.60 JC 5/1/2024 10:10 10:36 Bladder Pump 2" 230.8

JC 5/1/24 9:33 8.44 26.30 JC 5/1/2024 09:33 09:53 Bladder Pump 2" 250.0

JC 4/30/24 14:36 9.30 27.50 JC 4/30/2024 14:36 14:48 Bladder Pump 2" 250.0

JC 4/30/24 13:57 9.23 24.30 JC 4/30/2024 13:57 14:11 Bladder Pump 2" 250.0

JC 5/1/24 11:38 14.96 27.40 JC 5/1/2024 11:46 12:22 Bladder Pump 2" 250.0

JC 5/1/24 12:32 13.99 26.70 JC 5/1/2024 12:35 12:51 Bladder Pump 2" 312.5

JC 5/1/24 12:58 13.92 29.10 JC 5/1/2024 13:06 13:21 Bladder Pump 2" 233.3

JC 5/1/24 13:25 12.49 26.50 JC 5/1/2024 13:37 13:59 Bladder Pump 2" 227.3

BG 5/7/24 9:30 10.84 30.90 BG 5/7/2024 09:30 10:01 Peristaltic Pump 2" 161.3

JC 5/1/24 14:15 11.38 26.70 JC 5/1/2024 14:16 14:51 Bladder Pump 2" 200.0

JC 5/2/24 9:19 11.12 26.70 JC 5/2/2024 09:20 09:41 Bladder Pump 2" 285.7

JC 5/3/24 9:28 8.51 20.40 JC 5/3/2024 09:33 09:53 Bladder Pump 2" 200.0

JC 4/30/24 9:51 10.05 23.60 JC 4/30/2024 09:52 10:11 Bladder Pump 2" 210.5

BG 5/7/24 10:28 9.34 22.00 BG 5/7/2024 10:28 11:15 Peristaltic Pump 2" 106.4

JC 4/30/24 12:19 10.54 23.90 JC 4/30/2024 12:19 12:38 Bladder Pump 2" 210.5

JC 4/30/24 11:43 6.54 22.80 JC 4/30/2024 11:43 12:01 Bladder Pump 2" 250.0

JC 4/30/24 10:35 9.25 26.20 JC 4/30/2024 10:35 11:21 Bladder Pump 2" 217.4

JC 5/7/24 12:23 2.90 20.70 JC 5/7/2024 12:24 12:53 Submersible Pump 2" 275.9

BG 4/30/24 10:35 9.69 26.30 BG 4/30/2024 10:35 10:57 Bladder Pump 2" 272.7

BG 29.57 BG 4/30/2024 09:46 10:28 Bladder Pump 2" 214.3

BG 5/7/24 11:32 10.25 26.60 BG 5/7/2024 11:32 11:46 Peristaltic Pump 2" 214.3

bg 4/30/24 11:12 10.36 26.60 BG 4/30/2024 11:12 11:27 Bladder Pump 2" 113.3

BG 5/1/24 11:40 9.64 25.50 BG 5/1/2024 11:40 12:16 Bladder Pump 2" 83.3

bg 5/1/24 10:53 9.90 25.00 BG 5/1/2024 10:53 11:27 Bladder Pump 2" 294.1

BG 5/1/24 10:02 9.85 26.30 BG 5/1/2024 10:02 10:40 Bladder Pump 2" 171.1

BG 5/1/24 9:39 10.30 BG 5/1/2024 09:39 09:52 Bladder Pump 2" 115.4

Purge ActivitiesGW Level Measurement
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Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Summary 

Coffeen- 2Q 2024

WO 

Sample Well ID

036 G213

037 G214

038 G215

039 G216

040 G217

041 G218

042 G270

043 G271

044 G272

045 G273

046 G274

047 G275

048 G275D

049 G276

050 G277

051 G278

052 G279

053 G280

054 G281

055 G283

056 G284

057 G285

058 G301

059 G302

060 G303

061 G305

062 G306

063 G307

064 G307D

065 G308

066 G310

067 G312

068 G313

069 G314

070 G314D

Sampler 

Initials Date/Time DTW (ft) DTB (ft)

Sampler 

Initials Purge Date

Purge 

Start Time

Purge 

End Time

Purging/Sampling 

Device

Well 

Diameter 

(in)

Purge 

Rate 

(mL/min)

Purge ActivitiesGW Level Measurement

BG 5/6/24  1359 10.98 26.50 BG 5/6/2024 13:56 14:28 Bladder Pump 2" 140.6

BG 4/30/24 13:51 13.98 26.50 BG 4/30/2024 13:51 14:17 Bladder Pump 2" 384.6

BG 4/30/24 12:35 13.89 26.90 BG 4/30/2024 12:35 13:19 Bladder Pump 2" 227.3

BG 4/30/24 11:42 13.22 28.50 BG 4/30/2024 11:42 12:20 Bladder Pump 2" 223.7

BG 5/2/24 12:06 13.75 28.40 BG 5/2/2024 12:06 12:39 Bladder Pump 2" 272.7

BG 5/2/24 11:00 12.93 28.50 BG 5/2/2024 11:00 11:47 Bladder Pump 2" 191.5

BG 5/8/24 9:26 1.94 20.40 BG 5/8/2024 09:26 09:40 Peristaltic Pump 2" 178.6

BG 5/1/24 13:22 8.40 18.70 BG 5/1/2024 13:22 13:37 Bladder Pump 2" 200.0

BG 5/1/24 12:44 8.80 17.40 BG 5/1/2024 12:44 13:10 Bladder Pump 2" 173.1

BG 5/1/24 12:13 8.65 18.90 BG 5/1/2024 12:13 12:30 Bladder Pump 2" 352.9

BG 5/1/24 13:55 12.38 20.40 BG 5/1/2024 13:55 14:21 Bladder Pump 2" 192.3

BG 5/2/24 10:18 12.64 15.30 BG 5/2/2024 10:18 10:33 Bladder Pump 2" 133.3

BG 5/2/24 9:23 46.64 62.70 BG 5/2/2024 09:23 09:58 Bladder Pump 2" 85.7

TAC 5/7/24 10:53 26.70 30.90 TAC 5/7/2024 11:12 11:45 Peristaltic Pump 2" 151.5

JC 5/7/24 9:18 19.56 22.30 JC 5/7/2024 09:18 09:40 Bladder Pump 2" 181.8

TAC 5/7/24 12:43 23.97 26.40 TAC 5/7/2024 12:44 13:31 Peristaltic Pump 2" 148.9

BG 5/3/24 9:16 21.98 30.80 BG 5/3/2024 09:16 09:40 Bladder Pump 2" 83.3

JC 5/6/24 13:35 3.86 20.20 JC 5/6/2024 13:37 14:07 Bladder Pump 2" 200.0

JC 5/3/24 10:06 4.24 22.80 JC 5/3/2024 10:06 10:27 Bladder Pump 2" 238.1

BG 5/6/24 10:19 4.18 20.80 BG 5/6/2024 10:19 10:59 Bladder Pump 2" 137.5

BG 5/6/24 11:14 10.00 16.30 BG 5/6/2024 11:14 11:36 Bladder Pump 2" 181.8

BG 5/6/24 11:52 4.80 26.80 BG 5/6/2024 11:52 12:22 Bladder Pump 2" 166.7

TAC 5/6/24 9:55 6.18 18.60 TAC 5/6/2024 09:59 10:28 Bladder Pump 2" 206.9

TAC 5/6/24 11:21 5.52 20.50 TAC 5/6/2024 11:21 11:54 Bladder Pump 2" 265.2

TAC 5/1/24 10:17 3.69 23.30 TAC 5/1/2024 10:17 10:49 Bladder Pump 2" 140.6

TAC 5//1 14:13 6.04 21.50 TAC 5/1/2024 14:14 14:41 Bladder Pump 2" 259.3

TAC 5/1/24 12:59 5.42 20.90 TAC 5/1/2024 13:00 13:47 Bladder Pump 2" 255.3

TAC 5/2/24 12:28 0.00 20.60 TAC 5/2/2024 13:30 14:32 Peristaltic Pump 2" 161.3

TAC 5/2/24 11:09 2.83 62.00 TAC 5/2/2024 11:10 11:35 Bladder Pump 2" 260.0

TAC 5/2/24 12:26 4.12 18.20 TAC 5/2/2024 12:27 12:53 Bladder Pump 2" 192.3

TAC 5/2/24 9:24 7.23 18.40 TAC 5/3/2024 09:25 09:55 Bladder Pump 2" 233.3

TAC 5/6/24 12:37 10.18 17.80 TAC 5/6/2024 12:38 13:29 Bladder Pump 2" 215.7

TAC 5/1/24 11:47 3.01 14.30 TAC 5/1/2024 11:48 12:13 Bladder Pump 2" 360.0

TAC 4/30/24 13:35 5.48 22.80 TAC 4/30/2024 13:36 14:13 Bladder Pump 2" 162.2

TAC 4/30/24 12:24 5.82 52.30 TAC 4/30/2024 12:25 13:07 Bladder Pump 2" 166.7
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Summary 

Coffeen- 2Q 2024

WO 

Sample Well ID

071 G315

072 G316

073 G401

074 G402

075 G403

076 G404

077 G405

078 G406

079 G407

080 G410

081 G411

082 L202

083 NE Riser

084 R104

085 R201

086 R205

087 SG-02

088 SG-03

089 T127

090 T128

091 X201

092 XPW01

093 XPW02

094 XSG-01

095 Field Blank

096 G102 Duplicate

097 G200 Duplicate

098 G217 Duplicate

099 G301 Duplicate

100 R201 Duplicate

101 Equipment Blank 1

102 Equipment Blank 2

103 Equipment Blank 3

104 G219

105 G220

Sampler 

Initials Date/Time DTW (ft) DTB (ft)

Sampler 

Initials Purge Date

Purge 

Start Time

Purge 

End Time

Purging/Sampling 

Device

Well 

Diameter 

(in)

Purge 

Rate 

(mL/min)

Purge ActivitiesGW Level Measurement

TAC 5/2/24 10:03 2.34 17.40 TAC 5/2/2024 10:04 10:31 Bladder Pump 2" 166.7

TAC 4/30/24 11:21 10.95 18.10 TAC 4/30/2024 11:22 11:56 Bladder Pump 2" 264.7

BG 5/2/24 13:44 20.94 21.80 BG 5/2/2024 13:44 14:06 Bladder Pump 2" 136.4

JC 5/6/24 11:27 8.74 23.40 JC 5/6/2024 11:27 12:00 Bladder Pump 2" 212.1

JC 5/6/24 10:13 6.26 20.80 JC 5/6/2024 10:15 10:28 Bladder Pump 2" 230.8

JC 5/6/24 12:32 3.80 14.10 JC 5/6/2024 12:32 12:44 Bladder Pump 2" 250.0

JC 5/6/24 12:59 6.05 16.40 JC 5/6/2024 13:00 13:13 Bladder Pump 2" 230.8

JC 5/6/24 10:48 10.24 22.30 JC 5/6/2024 10:48 11:05 Bladder Pump 2" 235.3

TAC 4/29/24 14:09 4.27 23.00 TAC 4/29/2024 14:10 14:52 Bladder Pump 2" 190.5

TAC 4/30/24 10:05 6.21 16.70 TAC 4/30/2024 10:06 10:36 Bladder Pump 2" 400.0

TAC 4/29/24 12:40 4.33 19.20 TAC 4/29/2024 12:41 13:11 Bladder Pump 2" 250.0

- - - - BG 5/8/2024 11:11 11:11 Direct Grab -

BG 4/29/24 13:04 1.05 -

JC 5/2/24 12:42 6.85 22.70 JC 5/2/2024 12:42 13:00 Bladder Pump 2" 222.2

BG 5/7/24 12:13 2.59 22.20 BG 5/7/2024 12:13 12:43 Peristaltic Pump 2" 100.0

BG 5/7/24 13:20 4.29 19.00 BG 5/7/2024 13:20 13:46 Peristaltic Pump 2" 115.4

JC 4/29/24 15:29 6.68

JC 4/29/24 10:27 7.94

TAC 5/6/24 14:09 13.81 21.28 TAC 5/6/2024 14:31 15:06 Peristaltic Pump 2" 228.6

JC 5/1/24 10:59 13.83 28.70 JC 5/1/2024 10:59 11:31 Bladder Pump 2" 218.8

- - - JC 5/7/2024 13:25 13:25 Direct Grab

JC 5/7/24 13:35 4.63 16.10 JC 5/7/2024 13:38 13:55 Bladder Pump 2" 235.3

BG 5/8/24 10:24 9.87 21.30 BG 5/8/2024 10:24 10:49 Bladder Pump 2" 180.0

JC 4/29/24 11:10 7.94

JC 5/2/24 10:41 4.33 20.00 JC 5/2/2024 10:41 11:03 Bladder Pump 2" 272.7

JC 5/7/24 12:23 2.90 20.70 JC 5/7/2024 12:24 12:53 Submersible Pump 2" 275.9

BG 5/2/24 12:06 13.75 28.40 BG 5/2/2024 12:06 12:39 Bladder Pump 2" 272.7

TAC 5/6/24 9:55 6.18 18.60 TAC 5/6/2024 09:59 10:28 Bladder Pump 2" 206.9

BG 5/7/24 12:13 2.59 22.20 BG 5/7/2024 12:13 12:43 Peristaltic Pump 2" 100.0

JC 5/7/24 10:40 6.45 18.52 JC 5/7/2024 10:43 11:10 Submersible Pump 2" 333.3

JC 5/7/24 11:35 12.10 27.91 JC 5/7/2024 11:37 12:08 Submersible Pump 2" 387.1
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Summary 

Coffeen- 2Q 2024

001 AP2D

002 G1001

003 G1003

004 G101

005 G102

006 G103

007 G105

008 G106

009 G107

010 G108

011 G109

012 G110

013 G111

014 G119

015 G120

016 G121

017 G122

018 G123

019 G124

020 G125

021 G126

022 G151

023 G152

024 G153

025 G154

026 G155

027 G200

028 G206

029 G206D

030 G207

031 G208

032 G209

033 G210

034 G211

035 G212

WO 

Sample Well ID
Sampler 

Initials Date Time Sampling Method

Instrument 

ID

Field 

Filtered Appearance Odor Color

Post-Sample 

DTW 

(ft)

Drawdown 

(ft)

JC 05/08/24 09:52 Low Flow 218083 No Clear Moderate lt rust 20.50 0

TAC 05/07/24 10:16 Low Flow 45986 No Clear None None 8.11 2.38

JC 05/02/24 10:22 Low Flow 218083 Yes Slightly cloudy None none 3.90 0

JC 05/02/24 11:03 Low Flow 218083 Yes Clear None none 4.33 0

JC 05/02/24 12:26 Low Flow 218083 Yes Clear None none 10.65 1.76

JC 05/02/24 13:30 Low Flow 218083 Yes Clear None none 8.23 0

JC 05/02/24 14:15 Low Flow 218083 Yes Clear None none 10.10 0.97

JC 05/03/24 09:20 Low Flow 218083 Yes Clear None none 9.33 0.72

JC 05/01/24 10:36 Low Flow 218083 Yes Clear None none 8.74 0

JC 05/01/24 09:53 Low Flow 218083 Yes Clear None none 8.44 0

JC 04/30/24 14:48 Low Flow 218083 Yes Clear None none 9.30 0

JC 04/30/24 14:11 Low Flow 218083 Yes Clear None none 9.23 0

JC 05/01/24 12:22 Low Flow 218083 Yes Clear None none 14.96 0

JC 05/01/24 12:51 Low Flow 218083 Yes Clear None none 16.41 2.42

JC 05/01/24 13:21 Low Flow 218083 Yes Clear None none 16.30 2.38

JC 05/01/24 13:59 Low Flow 218083 Yes Clear None none 13.75 1.26

BG 05/07/24 10:01 Low Flow 26559 Yes Clear None LT BROWN 12.15 1.31

JC 05/01/24 14:51 Low Flow 218083 Yes Clear None none 12.44 1.06

JC 05/02/24 09:41 Low Flow 218083 Yes Clear None none 11.12 0

JC 05/03/24 09:53 Low Flow 218083 Yes Clear None none 8.51 0

JC 04/30/24 10:11 Low Flow 218083 Yes Clear None none 10.05 0

BG 05/07/24 11:15 Low Flow 26559 Yes Clear None CLEAR 13.03 3.69

JC 04/30/24 12:38 Low Flow 218083 Yes Clear None none 13.09 2.55

JC 04/30/24 12:01 Low Flow 218083 Yes Clear None none 6.54 0

JC 04/30/24 11:21 Low Flow 218083 Yes Clear None none 9.25 0

JC 05/07/24 12:53 Low Flow 218083 Yes Slightly cloudy Slight none 2.98 0.08

BG 04/30/24 10:57 Low Flow 26559 Yes Clear None Lt Yellow 17.76 8.07

BG 04/30/24 10:28 Low Flow 26559 No Clear None CLEAR 34.67 5.1

BG 05/07/24 11:46 Low Flow 26559 Yes Clear None CLEAR 10.76 0.51

BG 04/30/24 11:27 Low Flow 26559 Yes Clear None CLEAR 10.36 0

BG 05/01/24 12:16 Low Flow 26559 Yes Clear Slight Clear 10.73 1.09

BG 05/01/24 11:27 Low Flow 26559 Yes Clear None Clear 10.89

BG 05/01/24 10:40 Low Flow 26559 Yes Clear None CLEAR 11.16 1.31

BG 05/01/24 09:52 Low Flow 26559 Yes Clear None CLEAR 10.98 0.68

Sampling Activities and Observations
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Summary 

Coffeen- 2Q 2024

WO 

Sample Well ID

036 G213

037 G214

038 G215

039 G216

040 G217

041 G218

042 G270

043 G271

044 G272

045 G273

046 G274

047 G275

048 G275D

049 G276

050 G277

051 G278

052 G279

053 G280

054 G281

055 G283

056 G284

057 G285

058 G301

059 G302

060 G303

061 G305

062 G306

063 G307

064 G307D

065 G308

066 G310

067 G312

068 G313

069 G314

070 G314D

Sampler 

Initials Date Time Sampling Method

Instrument 

ID

Field 

Filtered Appearance Odor Color

Post-Sample 

DTW 

(ft)

Drawdown 

(ft)

Sampling Activities and Observations

BG 05/06/24 14:28 Low Flow 26559 Yes Clear Slight Lt Yellow 11.04 0.06

BG 04/30/24 14:17 Low Flow 26559 Yes Clear None CLRAR 14.94 0.96

BG 04/30/24 13:19 Low Flow 26559 Yes Clear None CLEAR 16.67 2.78

BG 04/30/24 12:20 Low Flow 26559 Yes Slightly cloudy Slight Lt Orange 16.13 2.91

BG 05/02/24 12:39 Low Flow 26559 Yes Clear None CLEAR 14.01 0.26

BG 05/02/24 11:47 Low Flow 26559 Yes Clear None CLEAR 13.15 0.22

BG 05/08/24 09:40 Low Flow 26559 Yes Clear Slight CLEAR 1.92 -0.02

BG 05/01/24 13:37 Low Flow 26559 Yes Clear None CLEAR 8.98 0.58

BG 05/01/24 13:10 Low Flow 26559 Yes Slightly cloudy None LT BROWN 8.92 0.12

BG 05/01/24 12:30 Low Flow 26559 Yes Clear None CLEAR 9.05 0.4

BG 05/01/24 14:21 Low Flow 26559 Yes Clear None CLEAR 13.03 0.65

BG 05/02/24 10:33 Low Flow 26559 Yes Clear None CLEAR T.O.P N/A

BG 05/02/24 09:58 Low Flow 26559 Yes Clear None LT BROWN 47.47 0.83

TAC 05/07/24 11:45 Low Flow 45986 Yes Clear None None 28.15 1.45

JC 05/07/24 09:40 Low Flow 218083 Yes Clear None none 19.86 0.3

TAC 05/07/24 13:31 Low Flow 45986 Yes Clear None None 24.86 0.89

BG 05/03/24 09:40 Low Flow 26559 Yes Clear None CLEAR 22.01 0.03

JC 05/06/24 14:07 Low Flow 218083 Yes Clear None none 3.86 0

JC 05/03/24 10:27 Low Flow 218083 Yes Cloudy None none 4.24 0

BG 05/06/24 10:59 Low Flow 26559 No Clear None cLEAR 4.98 0.8

BG 05/06/24 11:36 Low Flow 26559 No Clear None CLEAR 11.04 1.04

BG 05/06/24 12:22 Low Flow 26559 No Clear None CLEAR 5.21 0.41

TAC 05/06/24 10:28 Low Flow 45986 No Clear None None 7.39 1.21

TAC 05/06/24 11:54 Low Flow 45986 No Clear None None 6.42 0.9

TAC 05/01/24 10:49 Low Flow 45986 No Clear None None 4.98 1.29

TAC 05/01/24 14:41 Low Flow 45986 No Clear None None 6.15 0.11

TAC 05/01/24 13:47 Low Flow 45986 No Clear None None 9.58 4.16

TAC 05/02/24 14:32 Low Flow 45986 No Clear None None 0.00 0

TAC 05/02/24 11:35 Low Flow 45986 No Clear None None 11.63 8.8

TAC 05/02/24 12:53 Low Flow 45986 No Clear None None 4.76 0.64

TAC 05/03/24 09:55 Low Flow 45986 No Clear None None 7.52 0.29

TAC 05/06/24 13:29 Low Flow 45986 No Clear None None 11.29 1.11

TAC 05/01/24 12:13 Low Flow 45986 No Clear None None 3.80 0.79

TAC 04/30/24 14:13 Low Flow 45986 No Clear None None 13.89 8.41

TAC 04/30/24 13:07 Low Flow 45986 No Clear None None 17.15 11.33
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Summary 

Coffeen- 2Q 2024

WO 

Sample Well ID

071 G315

072 G316

073 G401

074 G402

075 G403

076 G404

077 G405

078 G406

079 G407

080 G410

081 G411

082 L202

083 NE Riser

084 R104

085 R201

086 R205

087 SG-02

088 SG-03

089 T127

090 T128

091 X201

092 XPW01

093 XPW02

094 XSG-01

095 Field Blank

096 G102 Duplicate

097 G200 Duplicate

098 G217 Duplicate

099 G301 Duplicate

100 R201 Duplicate

101 Equipment Blank 1

102 Equipment Blank 2

103 Equipment Blank 3

104 G219

105 G220

Sampler 

Initials Date Time Sampling Method

Instrument 

ID

Field 

Filtered Appearance Odor Color

Post-Sample 

DTW 

(ft)

Drawdown 

(ft)

Sampling Activities and Observations

TAC 05/02/24 10:31 Low Flow 45986 No Clear None None 2.75 0.41

TAC 04/30/24 11:56 Low Flow 45986 No Clear None None 11.90 0.95

BG 05/02/24 14:06 Low Flow 26559 Yes Clear None Clear 20.00 -0.94

JC 05/06/24 12:00 Low Flow 218083 Yes Slightly cloudy None none 8.74 0

JC 05/06/24 10:28 Low Flow 218083 Yes Clear None none 6.26 0

JC 05/06/24 12:44 Low Flow 218083 Yes Clear None none 3.80 0

JC 05/06/24 13:13 Low Flow 218083 Yes Clear None none 6.05 0

JC 05/06/24 11:05 Low Flow 218083 Yes Clear None none 10.24 0

TAC 04/29/24 14:52 Low Flow 45986 Yes Clear None None 10.59 6.32

TAC 04/30/24 10:36 Low Flow 45986 Yes Clear None None 8.13 1.92

TAC 04/29/24 13:11 Low Flow 45986 Yes Clear None None 4.81 0.48

BG 05/08/24 11:11 No Purge 26559 No Clear Slight none - N/A

JC 05/02/24 13:00 Low Flow 218083 Yes Clear None none 8.94 2.09

BG 05/07/24 12:43 Low Flow 26559 Yes Clear Slight CLEAR 3.12 0.53

BG 05/07/24 13:46 Low Flow 26559 Yes Clear None CLEAR 4.97 0.68

TAC 05/06/24 15:06 Low Flow 45986 Yes Clear None None 14.19 0.38

JC 05/01/24 11:31 Low Flow 218083 Yes Clear None none 13.83 0

JC 05/07/24 13:25 No Purge 218083 No Clear None none - N/A

JC 05/07/24 13:55 Low Flow 218083 No Clear None none 4.63 0

BG 05/08/24 10:49 Low Flow 26559 Yes Clear None CLREAR 10.87 1

JC 05/08/24 11:21

JC 05/02/24 11:03 Low Flow 218083 Yes Clear None none 4.33 0

JC 05/07/24 12:53 Low Flow 218083 Yes Slightly cloudy Slight none 2.98 0.08

BG 05/02/24 12:39 Low Flow 26559 Yes Clear None CLEAR 14.01 0.26

TAC 05/06/24 10:28 Low Flow 45986 No Clear None None 7.39 1.21

BG 05/07/24 12:43 Low Flow 26559 Yes Clear Slight CLEAR 3.12 0.53

JC 05/08/24 11:35

JC 05/07/24 11:10 Low Flow 218083 No Clear None none 8.55 2.1

JC 05/07/24 12:08 Low Flow 218083 No Clear None none 12.34 0.24
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Summary 

Coffeen- 2Q 2024

001 AP2D

002 G1001

003 G1003

004 G101

005 G102

006 G103

007 G105

008 G106

009 G107

010 G108

011 G109

012 G110

013 G111

014 G119

015 G120

016 G121

017 G122

018 G123

019 G124

020 G125

021 G126

022 G151

023 G152

024 G153

025 G154

026 G155

027 G200

028 G206

029 G206D

030 G207

031 G208

032 G209

033 G210

034 G211

035 G212

WO 

Sample Well ID

DRY- no sample

COMMENTS
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Summary 

Coffeen- 2Q 2024

WO 

Sample Well ID

036 G213

037 G214

038 G215

039 G216

040 G217

041 G218

042 G270

043 G271

044 G272

045 G273

046 G274

047 G275

048 G275D

049 G276

050 G277

051 G278

052 G279

053 G280

054 G281

055 G283

056 G284

057 G285

058 G301

059 G302

060 G303

061 G305

062 G306

063 G307

064 G307D

065 G308

066 G310

067 G312

068 G313

069 G314

070 G314D

COMMENTS

13.28 post-sample DTW is top of pump 

Sampled under artesian conditions (mechanical packer well)

      |     5445 Horseshoe Lake Road, Collinsville, IL 62234     |     Phone: (618) 344-1004     |     www.teklabinc.com     Page: 11 of 130

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Summary 

Coffeen- 2Q 2024

WO 

Sample Well ID

071 G315

072 G316

073 G401

074 G402

075 G403

076 G404

077 G405

078 G406

079 G407

080 G410

081 G411

082 L202

083 NE Riser

084 R104

085 R201

086 R205

087 SG-02

088 SG-03

089 T127

090 T128

091 X201

092 XPW01

093 XPW02

094 XSG-01

095 Field Blank

096 G102 Duplicate

097 G200 Duplicate

098 G217 Duplicate

099 G301 Duplicate

100 R201 Duplicate

101 Equipment Blank 1

102 Equipment Blank 2

103 Equipment Blank 3

104 G219

105 G220

COMMENTS

L203 inoperable; alternative location L202 sampled; direct from line

Pulled pump. Check ball keeps getting stuck during pumping

Sampled directly from leachate line.

Not used; not collected

Not used; not collected
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Stabilized Field Parameters Summary

Coffeen- 2Q 2024

Well ID Date Time Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV) DTW (ft) LIMS ID

AP2D 5/8/2024 9:52 15.5 59.9 8.01 1,803.0 0.12 37.82 -200.3 20.50 24041541-001A

G1001 5/7/2024 10:16 17.7 63.9 6.82 1,048.1 2.79 2.87 3.4 5.73 24041541-002A

G1003 5/6/2024 13:18 11.16 24041541-003A

G101 5/2/2024 10:22 13.8 56.8 7.37 781.9 0.34 51.61 54.1 3.90 24041541-004A

G102 5/2/2024 11:03 14.1 57.4 7.29 558.1 2.89 11.75 78.8 4.33 24041541-005A

G103 5/2/2024 12:26 15.8 60.4 7.05 901.7 0.96 4.20 93.6 8.89 24041541-006A

G105 5/2/2024 13:30 15.4 59.7 7.20 830.6 0.25 3.86 -111.6 8.23 24041541-007A

G106 5/2/2024 14:15 15.4 59.7 7.10 957.2 1.89 4.71 68.4 9.13 24041541-008A

G107 5/3/2024 9:20 15.6 60.0 7.33 763.7 5.02 10.26 80.3 8.61 24041541-009A

G108 5/1/2024 10:36 14.6 58.3 7.19 755.5 1.59 2.10 88.4 8.74 24041541-010A

G109 5/1/2024 9:53 13.9 57.0 7.01 960.2 0.18 28.90 92.9 8.44 24041541-011A

G110 4/30/2024 14:48 14.9 58.8 6.87 872.5 0.53 9.64 80.5 9.30 24041541-012A

G111 4/30/2024 14:11 15.0 58.9 7.15 903.8 1.89 3.31 62.7 9.23 24041541-013A

G119 5/1/2024 12:22 15.1 59.1 7.23 712.8 0.79 3.64 91.7 14.96 24041541-014A

G120 5/1/2024 12:51 16.3 61.4 7.34 775.2 6.83 8.37 111.2 13.99 24041541-015A

G121 5/1/2024 13:21 15.2 59.3 7.13 965.7 5.45 6.66 118.0 13.92 24041541-016A

G122 5/1/2024 13:59 16.8 62.2 6.89 1,179.4 2.98 13.52 107.9 12.49 24041541-017A

G123 5/7/2024 10:01 15.4 59.7 7.06 946.0 1.55 68.00 69.2 10.84 24041541-018A

G124 5/1/2024 14:51 14.8 58.6 7.20 875.1 2.83 20.76 109.7 11.38 24041541-019A

G125 5/2/2024 9:41 14.0 57.1 7.19 918.2 0.68 22.75 39.5 11.12 24041541-020A

G126 5/3/2024 9:53 14.1 57.4 7.16 805.8 1.35 4.48 80.8 8.51 24041541-021A

G151 4/30/2024 10:11 16.7 62.1 7.33 896.6 3.73 25.19 124.1 10.05 24041541-022A

G152 5/7/2024 11:15 16.6 61.8 7.21 781.9 3.20 8.38 36.5 9.34 24041541-023A

G153 4/30/2024 12:38 15.1 59.1 6.75 3,946.3 0.33 10.76 -59.3 10.54 24041541-024A

G154 4/30/2024 12:01 14.9 58.8 7.39 655.4 2.02 31.93 113.3 6.54 24041541-025A

G155 4/30/2024 11:21 14.8 58.6 7.27 960.1 1.11 45.64 114.1 9.25 24041541-026A

G200 5/7/2024 12:53 17.3 63.1 7.19 849.7 0.13 53.10 6.4 2.90 24041541-027A

G206 4/30/2024 10:57 15.1 59.2 7.12 858.5 1.71 12.71 -37.4 9.69 24041541-028A

G206D 4/30/2024 10:28 15.9 60.6 7.26 981.7 0.71 13.00 -104.1 29.57 24041541-029A

G207 5/7/2024 11:46 17.1 62.8 7.26 635.9 2.60 2.00 78.5 10.25 24041541-030A

G208 4/30/2024 11:27 15.4 59.8 7.33 545.7 4.69 6.43 72.9 10.36 24041541-031A

G209 5/1/2024 12:16 13.9 57.1 7.01 1,535.6 0.87 10.85 -6.9 9.64 24041541-032A

G210 5/1/2024 11:27 14.8 58.7 7.21 886.3 0.79 37.29 145.9 9.90 24041541-033A

G211 5/1/2024 10:40 15.4 59.8 7.31 781.6 1.68 28.87 150.0 9.85 24041541-034A

G212 5/1/2024 9:52 14.6 58.2 7.19 681.3 1.24 4.65 132.7 10.30 24041541-035A

G213 5/6/2024 14:28 15.4 59.8 7.14 668.3 0.90 31.60 63.5 10.98 24041541-036A

G214 4/30/2024 14:17 14.8 58.6 7.08 962.9 1.41 56.68 78.8 13.98 24041541-037A

G215 4/30/2024 13:19 15.1 59.2 6.87 1,908.7 0.69 10.28 -7.8 13.89 24041541-038A

G216 4/30/2024 12:20 15.8 60.5 6.93 2,081.6 2.60 56.89 -35.9 13.22 24041541-039A

G217 5/2/2024 12:39 15.6 60.1 6.88 1,560.0 0.76 4.53 12.7 13.75 24041541-040A

G218 5/2/2024 11:47 15.7 60.2 6.90 1,522.4 0.63 25.80 -21.4 12.93 24041541-041A

G270 5/8/2024 9:40 14.0 57.2 7.11 688.1 1.83 1.26 55.0 1.94 24041541-042A

Dry- No Sample
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Stabilized Field Parameters Summary

Coffeen- 2Q 2024

Well ID Date Time Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV) DTW (ft) LIMS ID

G271 5/1/2024 13:37 14.2 57.6 7.06 1,076.4 1.22 4.33 112.9 8.40 24041541-043A

G272 5/1/2024 13:10 14.8 58.6 7.13 1,339.7 2.43 5.67 92.5 8.80 24041541-044A

G273 5/1/2024 12:30 13.9 57.0 6.97 1,570.3 0.66 3.02 24.3 8.65 24041541-045A

G274 5/1/2024 14:21 14.7 58.4 7.09 951.2 2.50 4.65 54.1 12.38 24041541-046A

G275 5/2/2024 10:33 16.4 61.5 6.93 1,027.0 4.95 19.58 70.3 12.64 24041541-047A

G275D 5/2/2024 9:58 17.7 63.8 7.23 1,503.7 0.58 64.88 -105.5 46.64 24041541-048A

G276 5/7/2024 11:45 18.1 64.6 6.83 1,214.5 5.02 10.30 59.5 26.70 24041541-049A

G277 5/7/2024 9:40 15.4 59.7 6.88 1,825.5 4.56 4.28 107.2 19.56 24041541-050A

G278 5/7/2024 13:31 19.7 67.5 6.68 2,756.8 2.06 1.95 78.1 23.97 24041541-051A

G279 5/3/2024 9:40 16.6 61.9 6.81 2,556.4 2.58 1.92 122.0 21.98 24041541-052A

G280 5/6/2024 14:07 13.7 56.7 7.31 833.7 0.19 18.68 71.1 3.86 24041541-053A

G281 5/3/2024 10:27 13.7 56.7 6.96 1,327.1 0.15 62.55 91.0 4.24 24041541-054A

G283 5/6/2024 10:59 13.1 55.5 7.05 1,192.3 0.69 6.54 -73.6 4.18 24041541-055A

G284 5/6/2024 11:36 12.5 54.5 7.20 717.2 2.89 0.75 52.0 10.00 24041541-056A

G285 5/6/2024 12:22 13.1 55.5 6.70 2,003.8 0.66 7.80 79.1 4.80 24041541-057A

G301 5/6/2024 10:28 14.3 57.7 6.26 1,068.7 0.69 3.60 -39.8 6.18 24041541-058A

G302 5/6/2024 11:54 13.9 57.0 6.49 1,581.9 0.86 3.24 -73.7 5.52 24041541-059A

G303 5/1/2024 10:49 14.4 57.8 6.69 1,855.9 1.22 71.31 -27.0 3.69 24041541-060A

G305 5/1/2024 14:41 14.6 58.2 7.09 1,617.6 1.22 11.25 55.6 6.04 24041541-061A

G306 5/1/2024 13:47 13.7 56.7 6.42 682.5 4.40 36.14 77.7 5.42 24041541-062A

G307 5/2/2024 14:32 22.3 72.2 7.03 1,121.1 2.14 75.20 6.5 0.00 24041541-063A

G307D 5/2/2024 11:35 16.8 62.2 7.18 1,201.0 3.01 30.22 -38.6 2.83 24041541-064A

G308 5/2/2024 12:53 14.1 57.3 7.14 1,694.9 0.71 2.40 55.6 4.12 24041541-065A

G310 5/3/2024 9:55 13.4 56.0 6.74 1,197.6 0.69 2.02 31.8 7.23 24041541-066A

G312 5/6/2024 13:29 13.8 56.8 6.16 2,159.1 0.69 3.61 35.2 10.18 24041541-067A

G313 5/1/2024 12:13 14.1 57.3 6.81 1,720.9 0.69 31.82 51.2 3.01 24041541-068A

G314 4/30/2024 14:13 13.7 56.6 6.56 3,483.8 0.61 16.21 -6.3 5.48 24041541-069A

G314D 4/30/2024 13:07 14.6 58.4 6.96 2,722.4 0.56 178.65 -36.7 5.82 24041541-070A

G315 5/2/2024 10:31 14.3 57.7 6.77 1,170.1 0.80 1.96 14.7 2.34 24041541-071A

G316 4/30/2024 11:56 12.4 54.4 6.83 1,896.2 0.65 7.79 -82.3 10.95 24041541-072A

G401 5/2/2024 14:06 17.8 64.0 5.89 1,395.7 1.11 4.24 71.7 20.94 24041541-073A

G402 5/6/2024 12:00 14.0 57.2 7.02 1,666.7 7.65 38.01 111.3 8.74 24041541-074A

G403 5/6/2024 10:28 14.5 58.1 6.85 716.9 0.30 6.25 70.2 6.26 24041541-075A

G404 5/6/2024 12:44 13.9 57.1 6.84 1,150.3 1.09 3.05 88.6 3.80 24041541-076A

G405 5/6/2024 13:13 14.0 57.3 6.96 1,818.5 0.71 8.10 59.3 6.05 24041541-077A

G406 5/6/2024 11:05 14.9 58.8 6.65 1,371.7 0.36 1.36 99.9 10.24 24041541-078A

G407 4/29/2024 14:52 14.8 58.7 6.65 2,211.6 1.48 71.17 97.4 4.27 24041541-079A

G410 4/30/2024 10:36 12.9 55.1 6.21 1,045.7 0.77 1.54 38.0 6.21 24041541-080A

G411 4/29/2024 13:11 13.2 55.8 7.04 866.1 0.79 16.20 102.6 4.33 24041541-081A

L202 5/8/2024 11:11 20.5 68.9 11.87 13,935.1 5.12 5.92 -43.3 - 24041541-082A

NE Riser 4/29/2024 13:04 1.05 24041541-083A

R104 5/2/2024 13:00 17.4 63.4 7.47 789.0 4.55 4.01 93.6 6.85 24041541-084A

DTW Only
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Stabilized Field Parameters Summary

Coffeen- 2Q 2024

Well ID Date Time Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV) DTW (ft) LIMS ID

R201 5/7/2024 12:43 16.2 61.2 7.03 986.0 2.05 6.83 -14.0 2.59 24041541-085A

R205 5/7/2024 13:46 15.2 59.3 6.75 1,296.9 2.11 7.63 84.6 4.29 24041541-086A

SG-02 4/29/2024 15:29 6.68 24041541-087A

SG-03 4/29/2024 10:27 7.94 24041541-088A

T127 5/6/2024 15:06 14.8 58.7 6.98 716.5 2.01 25.01 48.2 13.81 24041541-089A

T128 5/1/2024 11:31 15.1 59.3 7.16 745.8 2.69 4.88 92.7 13.83 24041541-090A

X201 5/7/2024 13:25 24.5 76.1 5.93 20,857.6 8.28 4.73 158.9 24041541-091A

XPW01 5/7/2024 13:55 16.7 62.1 7.80 1,284.1 0.62 8.23 -121.6 4.63 24041541-092A

XPW02 5/8/2024 10:49 16.7 62.0 7.69 839.6 0.61 4.12 -209.3 9.87 24041541-093A

XSG-01 4/29/2024 11:10 7.94 24041541-094A

Field Blank 5/8/2024 11:21 - 24041541-095A

G102 Duplicate 5/2/2024 11:03 14.1 57.4 7.29 558.1 2.89 11.75 78.8 4.33 24041541-096A

G200 Duplicate 5/7/2024 12:53 17.3 63.1 7.19 849.7 0.13 53.10 6.4 2.90 24041541-097A

G217 Duplicate 5/2/2024 12:39 15.6 60.1 6.88 1,560.0 0.76 4.53 12.7 13.75 24041541-098A

G301 Duplicate 5/6/2024 10:28 14.3 57.7 6.26 1,068.7 0.69 3.60 -39.8 6.18 24041541-099A

R201 Duplicate 5/7/2024 12:43 16.2 61.2 7.03 986.0 2.05 6.83 -14.0 2.59 24041541-100A

Equipment Blank 1 5/8/2024 11:35 - 24041541-101A

G219 5/7/2024 11:10 13.9 56.9 7.17 866.6 0.45 26.09 -58.1 6.45 24041541-104A

G220 5/7/2024 12:08 15.4 59.8 6.89 1,265.9 0.64 24.62 20.7 12.10 24041541-105A

QA/QC Sample

DTW Only

DTW Only

DTW Only

QA/QC Sample
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

AP2D 5/8/2024 9:37 20.50 15.7 60.3 8.07 1,810.9 0.29 77.40 -191.5

AP2D 5/8/2024 9:40 20.50 15.6 60.0 8.05 1,813.6 0.22 79.44 -195.8

AP2D 5/8/2024 9:43 20.50 15.5 59.9 8.04 1,811.0 0.18 48.74 -197.9

AP2D 5/8/2024 9:46 20.50 15.5 59.9 8.02 1,806.6 0.16 41.03 -199.1

AP2D 5/8/2024 9:49 20.50 15.5 59.9 8.01 1,803.2 0.14 37.12 -199.4

AP2D 5/8/2024 9:52 20.50 15.5 59.9 8.01 1,803.0 0.12 37.82 -200.3
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G1001 5/7/2024 9:58 5.73 15.5 59.9 6.69 1,343.3 2.41 8.20 -10.9

G1001 5/7/2024 10:01 5.73 15.6 60.1 6.74 1,165.7 2.43 6.38 -7.4

G1001 5/7/2024 10:04 5.73 15.5 60.0 6.78 1,073.6 2.56 5.18 -4.9

G1001 5/7/2024 10:07 5.73 15.6 60.1 6.80 1,038.4 2.70 4.09 -3.2

G1001 5/7/2024 10:10 5.73 16.0 60.8 6.82 1,036.5 2.81 3.53 -1.4

G1001 5/7/2024 10:13 5.73 16.9 62.4 6.81 1,042.9 2.81 3.14 1.0

G1001 5/7/2024 10:16 5.73 17.7 63.9 6.82 1,048.1 2.79 2.87 3.4
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G1003 5/6/2024 13:18 11.16 Dry- No Sample
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G101 5/2/2024 10:10 3.90 13.8 56.8 7.37 781.8 0.46 67.82 61.2

G101 5/2/2024 10:13 3.90 13.7 56.7 7.37 782.4 0.42 63.77 58.7

G101 5/2/2024 10:16 3.90 13.7 56.7 7.37 780.9 0.38 55.09 56.7

G101 5/2/2024 10:19 3.90 13.7 56.7 7.37 781.6 0.36 55.92 55.3

G101 5/2/2024 10:22 3.90 13.8 56.8 7.37 781.9 0.34 51.61 54.1
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G102 5/2/2024 10:45 4.33 14.4 58.0 7.29 541.8 3.49 8.29 81.3

G102 5/2/2024 10:48 4.33 14.3 57.7 7.28 533.9 3.41 8.00 78.9

G102 5/2/2024 10:51 4.33 14.3 57.8 7.28 539.0 3.25 12.29 78.0

G102 5/2/2024 10:54 4.33 14.2 57.6 7.29 544.0 3.10 15.69 77.7

G102 5/2/2024 10:57 4.33 14.2 57.5 7.28 548.5 3.03 11.60 77.9

G102 5/2/2024 11:00 4.33 14.1 57.4 7.29 553.4 2.96 9.57 78.3

G102 5/2/2024 11:03 4.33 14.1 57.4 7.29 558.1 2.89 11.75 78.8
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G103 5/2/2024 12:02 8.89 14.8 58.7 7.14 873.4 2.83 15.65 98.6

G103 5/2/2024 12:05 8.89 15.2 59.4 7.13 877.0 2.46 18.40 97.7

G103 5/2/2024 12:08 8.89 15.6 60.1 7.11 881.1 2.20 8.80 96.4

G103 5/2/2024 12:11 8.89 15.5 59.9 7.10 888.6 1.82 7.33 96.4

G103 5/2/2024 12:14 8.89 15.5 60.0 7.08 894.4 1.48 10.94 95.9

G103 5/2/2024 12:17 8.89 15.6 60.1 7.07 898.8 1.23 7.46 95.3

G103 5/2/2024 12:20 8.89 15.7 60.3 7.06 899.8 1.09 5.67 94.6

G103 5/2/2024 12:23 8.89 15.8 60.4 7.05 901.0 1.01 4.29 94.0

G103 5/2/2024 12:26 8.89 15.8 60.4 7.05 901.7 0.96 4.20 93.6
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G105 5/2/2024 13:21 8.23 15.4 59.7 7.23 841.9 0.49 5.18 -107.1

G105 5/2/2024 13:24 8.23 15.4 59.8 7.21 840.1 0.33 4.66 -114.9

G105 5/2/2024 13:27 8.23 15.4 59.7 7.20 834.5 0.31 4.09 -112.8

G105 5/2/2024 13:30 8.23 15.4 59.7 7.20 830.6 0.25 3.86 -111.6
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G106 5/2/2024 14:06 9.13 15.2 59.3 7.10 955.2 2.02 3.37 67.3

G106 5/2/2024 14:09 9.13 15.5 59.9 7.10 957.5 1.94 4.15 67.7

G106 5/2/2024 14:12 9.13 15.5 59.8 7.10 956.8 1.91 4.23 67.7

G106 5/2/2024 14:15 9.13 15.4 59.7 7.10 957.2 1.89 4.71 68.4
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G107 5/3/2024 9:11 8.61 14.6 58.2 7.34 765.5 5.12 8.84 90.4

G107 5/3/2024 9:14 8.61 15.0 58.9 7.34 765.7 5.05 9.14 85.4

G107 5/3/2024 9:17 8.61 15.2 59.4 7.33 764.1 4.99 10.02 82.0

G107 5/3/2024 9:20 8.61 15.6 60.0 7.33 763.7 5.02 10.26 80.3
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G108 5/1/2024 10:18 8.74 14.6 58.2 7.23 755.3 2.60 4.01 94.4

G108 5/1/2024 10:21 8.74 14.7 58.4 7.22 755.3 2.45 3.81 92.7

G108 5/1/2024 10:24 8.74 14.6 58.3 7.22 755.1 2.25 3.76 91.7

G108 5/1/2024 10:27 8.74 14.7 58.5 7.21 754.9 2.05 3.31 90.6

G108 5/1/2024 10:30 8.74 14.6 58.3 7.20 755.5 1.88 2.75 89.5

G108 5/1/2024 10:33 8.74 14.7 58.4 7.20 754.3 1.73 2.34 88.8

G108 5/1/2024 10:36 8.74 14.6 58.3 7.19 755.5 1.59 2.10 88.4
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G109 5/1/2024 9:44 8.44 13.8 56.8 7.00 960.5 0.29 46.73 99.6

G109 5/1/2024 9:47 8.44 13.8 56.9 7.00 960.5 0.25 32.53 96.3

G109 5/1/2024 9:50 8.44 13.8 56.9 7.00 960.3 0.21 29.91 94.5

G109 5/1/2024 9:53 8.44 13.9 57.0 7.01 960.2 0.18 28.90 92.9
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G110 4/30/2024 14:39 9.30 14.8 58.6 6.91 871.5 1.12 6.37 80.4

G110 4/30/2024 14:42 9.30 14.9 58.8 6.87 862.4 0.77 7.66 81.1

G110 4/30/2024 14:45 9.30 14.8 58.7 6.87 868.4 0.63 9.40 80.8

G110 4/30/2024 14:48 9.30 14.9 58.8 6.87 872.5 0.53 9.64 80.5
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G111 4/30/2024 14:02 9.23 15.1 59.2 7.18 904.3 2.37 4.37 63.3

G111 4/30/2024 14:05 9.23 15.0 59.0 7.16 904.1 2.07 3.69 62.3

G111 4/30/2024 14:08 9.23 15.0 58.9 7.15 903.4 2.01 4.64 62.3

G111 4/30/2024 14:11 9.23 15.0 58.9 7.15 903.8 1.89 3.31 62.7
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G119 5/1/2024 11:52 14.96 15.2 59.4 7.28 713.3 3.07 3.95 102.5

G119 5/1/2024 11:55 14.96 15.3 59.6 7.27 714.5 2.76 4.49 101.4

G119 5/1/2024 11:58 14.96 15.3 59.5 7.26 713.9 2.41 5.31 100.3

G119 5/1/2024 12:01 14.96 15.2 59.3 7.25 714.3 1.95 5.73 99.3

G119 5/1/2024 12:04 14.96 15.3 59.5 7.25 713.8 1.60 5.45 98.2

G119 5/1/2024 12:07 14.96 15.2 59.4 7.25 714.1 1.45 5.15 97.0

G119 5/1/2024 12:10 14.96 15.1 59.2 7.24 713.7 1.26 5.01 96.0

G119 5/1/2024 12:13 14.96 15.2 59.4 7.24 713.9 1.11 5.38 94.9

G119 5/1/2024 12:16 14.96 15.1 59.3 7.23 713.7 0.95 4.56 93.8

G119 5/1/2024 12:19 14.96 15.2 59.4 7.23 712.3 0.87 3.94 92.6

G119 5/1/2024 12:22 14.96 15.1 59.1 7.23 712.8 0.79 3.64 91.7
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G120 5/1/2024 12:45 13.99 15.9 60.7 7.34 873.9 6.87 6.12 112.9

G120 5/1/2024 12:48 13.99 16.2 61.2 7.34 874.4 6.87 6.90 111.9

G120 5/1/2024 12:51 13.99 16.3 61.4 7.34 775.2 6.83 8.37 111.2
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G121 5/1/2024 13:12 13.92 15.3 59.5 7.14 966.4 5.53 7.90 121.2

G121 5/1/2024 13:15 13.92 15.1 59.1 7.14 965.3 5.48 7.47 119.7

G121 5/1/2024 13:18 13.92 15.1 59.1 7.14 965.9 5.47 6.06 118.6

G121 5/1/2024 13:21 13.92 15.2 59.3 7.13 965.7 5.45 6.66 118.0
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G122 5/1/2024 13:50 12.49 16.4 61.5 6.91 1,185.6 3.19 20.59 112.3

G122 5/1/2024 13:53 12.49 16.5 61.7 6.90 1,182.6 3.18 16.64 110.2

G122 5/1/2024 13:56 12.49 16.6 62.0 6.90 1,180.8 3.09 15.46 108.8

G122 5/1/2024 13:59 12.49 16.8 62.2 6.89 1,179.4 2.98 13.52 107.9
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G123 5/7/2024 9:43 10.84 15.6 60.1 7.07 950.0 2.29 140.85 68.5

G123 5/7/2024 9:46 10.84 15.6 60.1 7.06 952.9 2.23 120.90 69.6

G123 5/7/2024 9:49 10.84 15.6 60.0 7.05 951.8 2.07 101.83 70.0

G123 5/7/2024 9:52 10.84 15.3 59.5 7.06 947.7 1.69 75.35 69.0

G123 5/7/2024 9:55 10.84 15.4 59.6 7.05 945.0 1.61 65.21 68.5

G123 5/7/2024 9:58 10.84 15.4 59.7 7.06 946.3 1.60 66.41 68.8

G123 5/7/2024 10:01 10.84 15.4 59.7 7.06 946.0 1.55 68.00 69.2
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G124 5/1/2024 14:24 11.38 15.1 59.2 7.25 892.9 5.36 9.85 102.9

G124 5/1/2024 14:27 11.38 15.0 59.0 7.23 888.6 4.75 10.63 105.5

G124 5/1/2024 14:30 11.38 14.9 58.9 7.23 884.8 4.23 13.02 106.9

G124 5/1/2024 14:33 11.38 14.9 58.9 7.22 881.4 3.83 15.56 108.0

G124 5/1/2024 14:36 11.38 14.8 58.6 7.21 878.6 3.61 19.05 108.9

G124 5/1/2024 14:39 11.38 14.8 58.6 7.21 877.2 3.37 21.66 109.3

G124 5/1/2024 14:42 11.38 14.8 58.7 7.21 876.1 3.21 26.47 109.5

G124 5/1/2024 14:45 11.38 14.7 58.5 7.21 876.9 3.06 20.23 109.5

G124 5/1/2024 14:48 11.38 14.7 58.4 7.20 874.7 2.91 23.42 109.7

G124 5/1/2024 14:51 11.38 14.8 58.6 7.20 875.1 2.83 20.76 109.7
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G125 5/2/2024 9:26 11.12 14.0 57.2 7.15 915.8 0.85 5.43 38.0

G125 5/2/2024 9:29 11.12 14.0 57.2 7.19 915.7 0.65 5.12 38.3

G125 5/2/2024 9:32 11.12 14.0 57.2 7.19 916.9 0.71 14.90 39.6

G125 5/2/2024 9:35 11.12 14.0 57.3 7.19 917.7 0.65 25.63 40.4

G125 5/2/2024 9:38 11.12 13.9 57.1 7.19 918.2 0.69 23.40 39.8

G125 5/2/2024 9:41 11.12 14.0 57.1 7.19 918.2 0.68 22.75 39.5
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G126 5/3/2024 9:41 8.51 13.9 56.9 7.15 807.2 1.62 6.30 90.9

G126 5/3/2024 9:44 8.51 13.9 57.1 7.14 801.2 1.67 5.96 88.2

G126 5/3/2024 9:47 8.51 13.9 57.1 7.15 802.1 1.42 5.25 85.0

G126 5/3/2024 9:50 8.51 14.0 57.1 7.15 804.0 1.31 4.94 82.5

G126 5/3/2024 9:53 8.51 14.1 57.4 7.16 805.8 1.35 4.48 80.8
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G151 4/30/2024 10:02 10.05 15.8 60.4 7.29 902.6 3.69 20.89 133.9

G151 4/30/2024 10:05 10.05 16.1 60.9 7.29 898.5 3.76 22.10 130.6

G151 4/30/2024 10:08 10.05 16.3 61.3 7.32 899.6 3.79 23.35 126.7

G151 4/30/2024 10:11 10.05 16.7 62.1 7.33 896.6 3.73 25.19 124.1
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G152 5/7/2024 10:57 9.34 16.4 61.5 7.17 808.9 3.93 40.56 23.9

G152 5/7/2024 11:00 9.34 16.3 61.4 7.15 823.2 3.70 34.17 17.9

G152 5/7/2024 11:03 9.34 16.3 61.3 7.18 805.4 3.63 16.67 25.6

G152 5/7/2024 11:06 9.34 16.2 61.2 7.20 788.7 3.48 13.62 30.7

G152 5/7/2024 11:09 9.34 16.6 61.9 7.20 783.6 3.36 10.25 33.2

G152 5/7/2024 11:12 9.34 16.7 62.0 7.21 784.2 3.32 9.16 35.4

G152 5/7/2024 11:15 9.34 16.6 61.8 7.21 781.9 3.20 8.38 36.5
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G153 4/30/2024 12:26 10.54 15.0 59.1 6.74 4,118.5 0.47 29.42 -93.8

G153 4/30/2024 12:29 10.54 15.0 59.1 6.74 4,024.6 0.38 16.76 -83.1

G153 4/30/2024 12:32 10.54 15.0 58.9 6.74 3,971.3 0.38 13.62 -72.6

G153 4/30/2024 12:35 10.54 15.0 59.0 6.75 3,947.1 0.35 11.46 -64.2

G153 4/30/2024 12:38 10.54 15.1 59.1 6.75 3,946.3 0.33 10.76 -59.3
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G154 4/30/2024 11:52 6.54 14.9 58.7 7.40 658.0 2.19 27.08 112.6

G154 4/30/2024 11:55 6.54 14.8 58.7 7.40 656.7 2.12 29.29 112.9

G154 4/30/2024 11:58 6.54 14.7 58.5 7.39 656.8 2.06 30.35 113.1

G154 4/30/2024 12:01 6.54 14.9 58.8 7.39 655.4 2.02 31.93 113.3
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G155 4/30/2024 11:06 9.25 14.8 58.6 7.30 960.0 2.02 56.45 117.8

G155 4/30/2024 11:09 9.25 14.7 58.5 7.29 960.9 1.70 51.85 117.2

G155 4/30/2024 11:12 9.25 14.8 58.6 7.29 959.3 1.50 48.49 116.4

G155 4/30/2024 11:15 9.25 14.8 58.7 7.28 959.5 1.35 45.28 115.5

G155 4/30/2024 11:18 9.25 14.8 58.7 7.28 959.4 1.24 46.25 114.8

G155 4/30/2024 11:21 9.25 14.8 58.6 7.27 960.1 1.11 45.64 114.1
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G200 5/7/2024 12:29 2.90 16.6 61.9 7.20 848.9 0.91 20.80 29.5

G200 5/7/2024 12:32 2.90 16.7 62.1 7.19 847.2 0.55 30.37 24.3

G200 5/7/2024 12:35 2.90 16.5 61.7 7.19 846.9 0.41 84.52 20.5

G200 5/7/2024 12:38 2.90 16.7 62.0 7.18 849.0 0.31 86.74 17.6

G200 5/7/2024 12:41 2.90 16.6 62.0 7.19 849.0 0.25 74.88 14.2

G200 5/7/2024 12:44 2.90 16.8 62.2 7.19 848.9 0.20 63.14 11.6

G200 5/7/2024 12:47 2.90 17.1 62.8 7.19 849.3 0.17 57.50 11.4

G200 5/7/2024 12:50 2.90 17.0 62.6 7.19 849.2 0.15 58.08 8.3

G200 5/7/2024 12:53 2.90 17.3 63.1 7.19 849.7 0.13 53.10 6.4
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G206 4/30/2024 10:45 9.69 15.1 59.1 7.13 844.7 1.68 25.99 -23.9

G206 4/30/2024 10:48 9.69 15.1 59.2 7.13 647.9 1.69 17.49 -30.8

G206 4/30/2024 10:51 9.69 15.1 59.1 7.12 853.2 1.63 12.85 -34.4

G206 4/30/2024 10:54 9.69 15.1 59.2 7.12 855.5 1.63 12.24 -36.4

G206 4/30/2024 10:57 9.69 15.1 59.2 7.12 858.5 1.71 12.71 -37.4
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G206D 4/30/2024 9:52 29.57 15.5 59.9 7.08 976.0 1.68 9.04 -11.9

G206D 4/30/2024 9:55 29.57 15.8 60.4 7.13 978.6 1.12 37.81 -51.3

G206D 4/30/2024 9:58 29.57 15.8 60.4 7.18 981.1 0.96 43.31 -73.1

G206D 4/30/2024 10:01 29.57 15.7 60.3 7.22 980.6 1.17 36.28 -88.2

G206D 4/30/2024 10:04 29.57 15.7 60.2 7.23 979.8 0.84 63.48 -94.2

G206D 4/30/2024 10:07 29.57 15.7 60.2 7.23 979.1 0.77 71.22 -97.2

G206D 4/30/2024 10:10 29.57 15.7 60.3 7.24 977.8 0.74 50.88 -99.4

G206D 4/30/2024 10:13 29.57 15.7 60.3 7.24 976.9 0.71 65.26 -100.8

G206D 4/30/2024 10:16 29.57 15.8 60.4 7.24 976.2 0.69 125.52 -102.2

G206D 4/30/2024 10:19 29.57 16.1 61.0 7.25 974.4 0.68 24.94 -103.6

G206D 4/30/2024 10:22 29.57 16.5 61.6 7.25 977.0 0.70 23.62 -103.9

G206D 4/30/2024 10:25 29.57 16.5 61.7 7.25 976.7 0.70 22.97 -103.7

G206D 4/30/2024 10:28 29.57 15.9 60.6 7.26 981.7 0.71 13.00 -104.1
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G207 5/7/2024 11:37 10.25 17.4 63.2 7.27 636.8 3.03 3.09 75.7

G207 5/7/2024 11:40 10.25 16.7 62.1 7.27 636.7 2.82 2.33 77.1

G207 5/7/2024 11:43 10.25 16.8 62.2 7.26 634.4 2.66 2.10 78.3

G207 5/7/2024 11:46 10.25 17.1 62.8 7.26 635.9 2.60 2.00 78.5
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G208 4/30/2024 11:18 10.36 15.5 60.0 7.35 546.8 5.05 4.02 56.7

G208 4/30/2024 11:21 10.36 15.3 59.6 7.34 547.0 4.87 3.94 62.7

G208 4/30/2024 11:24 10.36 15.4 59.7 7.33 546.1 4.78 4.94 68.0

G208 4/30/2024 11:27 10.36 15.4 59.8 7.33 545.7 4.69 6.43 72.9
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G209 5/1/2024 11:43 9.64 15.6 60.0 7.02 1,189.9 1.96 34.10 -11.9

G209 5/1/2024 11:46 9.64 15.6 60.1 6.95 1,195.2 1.27 21.88 -25.0

G209 5/1/2024 11:49 9.64 15.5 59.9 6.94 1,195.6 1.04 20.26 -29.1

G209 5/1/2024 11:52 9.64 15.5 59.8 6.94 1,196.3 0.94 18.23 -30.9

G209 5/1/2024 11:55 9.64 15.7 60.2 6.93 1,195.8 0.86 18.21 -32.3

G209 5/1/2024 11:58 9.64

G209 5/1/2024 12:01 9.64

G209 5/1/2024 12:04 9.64

G209 5/1/2024 12:07 9.64

G209 5/1/2024 12:10 9.64 14.2 57.5 7.44 1,602.1 1.26 12.40 49.4

G209 5/1/2024 12:13 9.64 14.0 57.2 7.06 1,511.5 1.17 18.29 -12.5

G209 5/1/2024 12:16 9.64 13.9 57.1 7.01 1,535.6 0.87 10.85 -6.9

Tubing Disconnected from Flow cell; readings invalid
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G210 5/1/2024 11:00 9.90 14.6 58.4 7.22 886.9 1.61 11.35 133.1

G210 5/1/2024 11:03 9.90 14.7 58.4 7.21 889.4 1.28 13.36 139.2

G210 5/1/2024 11:06 9.90 14.8 58.6 7.21 889.9 1.14 16.54 142.3

G210 5/1/2024 11:09 9.90 14.7 58.5 7.21 889.7 1.05 19.04 144.1

G210 5/1/2024 11:12 9.90 14.8 58.6 7.21 888.9 0.97 22.08 145.2

G210 5/1/2024 11:15 9.90 14.8 58.7 7.20 888.4 0.91 25.44 145.8

G210 5/1/2024 11:18 9.90 14.8 58.7 7.21 888.0 0.88 29.48 145.9

G210 5/1/2024 11:21 9.90 14.9 58.8 7.20 887.4 0.85 32.07 146.0

G210 5/1/2024 11:24 9.90 14.9 58.7 7.21 887.3 0.81 34.15 145.9

G210 5/1/2024 11:27 9.90 14.8 58.7 7.21 886.3 0.79 37.29 145.9
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G211 5/1/2024 10:16 9.85 15.2 59.4 7.33 780.5 2.11 37.54 152.7

G211 5/1/2024 10:19 9.85 15.2 59.4 7.33 781.1 2.02 34.79 152.1

G211 5/1/2024 10:22 9.85 15.3 59.5 7.32 780.3 1.96 28.54 151.8

G211 5/1/2024 10:25 9.85 15.3 59.5 7.32 780.3 1.90 28.79 151.5

G211 5/1/2024 10:28 9.85 15.4 59.6 7.32 780.5 1.86 27.16 151.2

G211 5/1/2024 10:31 9.85 15.3 59.6 7.32 780.6 1.81 25.46 151.0

G211 5/1/2024 10:34 9.85 15.4 59.6 7.32 781.2 1.76 26.00 150.7

G211 5/1/2024 10:37 9.85 15.4 59.7 7.31 780.8 1.73 26.06 150.5

G211 5/1/2024 10:40 9.85 15.4 59.8 7.31 781.6 1.68 28.87 150.0
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G212 5/1/2024 9:43 10.30 14.3 57.7 7.18 677.4 1.65 4.68 137.7

G212 5/1/2024 9:46 10.30 14.4 57.9 7.18 679.4 1.38 4.54 135.4

G212 5/1/2024 9:49 10.30 14.5 58.1 7.18 680.0 1.30 4.58 133.7

G212 5/1/2024 9:52 10.30 14.6 58.2 7.19 681.3 1.24 4.65 132.7

      |     5445 Horseshoe Lake Road, Collinsville, IL 62234     |     Phone: (618) 344-1004     |     www.teklabinc.com     Page: 50 of 130

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G213 5/6/2024 14:10 10.98 15.2 59.3 7.15 671.8 0.91 66.30 62.2

G213 5/6/2024 14:13 10.98 15.3 59.5 7.15 671.1 0.91 57.52 62.0

G213 5/6/2024 14:16 10.98 15.2 59.4 7.15 669.8 0.91 46.70 62.0

G213 5/6/2024 14:19 10.98 15.2 59.4 7.14 670.2 0.90 41.87 62.3

G213 5/6/2024 14:22 10.98 15.4 59.7 7.14 667.0 0.90 37.79 62.4

G213 5/6/2024 14:25 10.98 15.6 60.0 7.14 669.1 0.89 35.66 62.8

G213 5/6/2024 14:28 10.98 15.4 59.8 7.14 668.3 0.90 31.60 63.5
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G214 4/30/2024 13:56 13.98 14.9 58.8 7.17 951.6 3.17 12.84 78.2

G214 4/30/2024 13:59 13.98 14.8 58.7 7.14 954.1 2.78 19.54 78.2

G214 4/30/2024 14:02 13.98 14.8 58.7 7.11 957.0 2.33 23.06 78.2

G214 4/30/2024 14:05 13.98 14.9 58.8 7.10 959.9 2.05 37.06 78.3

G214 4/30/2024 14:08 13.98 14.7 58.5 7.09 960.1 1.79 46.88 78.2

G214 4/30/2024 14:11 13.98 14.8 58.6 7.09 961.6 1.64 51.15 78.3

G214 4/30/2024 14:14 13.98 14.8 58.7 7.08 962.0 1.54 54.01 78.7

G214 4/30/2024 14:17 13.98 14.8 58.6 7.08 962.9 1.41 56.68 78.8
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G215 4/30/2024 12:43 13.89 15.0 58.9 6.87 1,917.5 0.84 41.92 4.0

G215 4/30/2024 12:46 13.89 15.0 58.9 6.87 1,917.1 0.80 37.16 0.4

G215 4/30/2024 12:49 13.89 14.9 58.9 6.87 1,914.7 0.77 34.17 -1.4

G215 4/30/2024 12:52 13.89 15.0 59.0 6.86 1,914.2 0.75 34.60 -2.8

G215 4/30/2024 12:55 13.89 15.0 59.0 6.86 1,914.1 0.74 51.30 -3.9

G215 4/30/2024 12:58 13.89 15.0 59.1 6.86 1,912.4 0.72 22.85 -4.6

G215 4/30/2024 13:01 13.89 14.8 58.7 6.87 1,912.6 0.72 26.90 -5.3

G215 4/30/2024 13:04 13.89 14.9 58.9 6.86 1,911.3 0.71 36.25 -5.7

G215 4/30/2024 13:07 13.89 15.1 59.2 6.86 1,910.1 0.71 47.29 -6.3

G215 4/30/2024 13:10 13.89 15.1 59.2 6.86 1,911.1 0.70 14.69 -6.8

G215 4/30/2024 13:13 13.89 15.1 59.2 6.86 1,909.3 0.70 14.10 -7.2

G215 4/30/2024 13:16 13.89 15.1 59.2 6.87 1,908.6 0.70 17.96 -7.5

G215 4/30/2024 13:19 13.89 15.1 59.2 6.87 1,908.7 0.69 10.28 -7.8
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G216 4/30/2024 12:02 13.22 15.8 60.4 6.91 2,081.7 2.24 89.75 -39.9

G216 4/30/2024 12:05 13.22 15.7 60.3 6.91 2,083.2 2.26 73.60 -38.5

G216 4/30/2024 12:08 13.22 15.7 60.3 6.91 2,083.1 2.31 65.96 -37.7

G216 4/30/2024 12:11 13.22 15.8 60.5 6.92 2,082.2 2.37 61.79 -37.2

G216 4/30/2024 12:14 13.22 15.8 60.5 6.92 2,082.7 2.51 61.15 -36.6

G216 4/30/2024 12:17 13.22 15.8 60.5 6.93 2,082.9 2.55 57.33 -36.1

G216 4/30/2024 12:20 13.22 15.8 60.5 6.93 2,081.6 2.60 56.89 -35.9
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G217 5/2/2024 12:24 13.75 15.6 60.0 6.89 1,552.2 0.85 78.38 10.9

G217 5/2/2024 12:27 13.75 15.5 59.9 6.89 1,555.1 0.83 92.93 11.2

G217 5/2/2024 12:30 13.75 15.4 59.8 6.88 1,558.7 0.82 6.39 11.5

G217 5/2/2024 12:33 13.75 15.5 59.9 6.88 1,557.9 0.80 10.99 11.7

G217 5/2/2024 12:36 13.75 15.5 59.8 6.88 1,560.8 0.78 4.73 12.3

G217 5/2/2024 12:39 13.75 15.6 60.1 6.88 1,560.0 0.76 4.53 12.7
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G218 5/2/2024 11:20 12.93 15.5 59.9 6.90 1,530.4 0.78 74.04 -15.3

G218 5/2/2024 11:23 12.93 15.5 60.0 6.90 1,528.1 0.75 56.89 -16.1

G218 5/2/2024 11:26 12.93 15.6 60.1 6.90 1,527.2 0.72 65.16 -17.3

G218 5/2/2024 11:29 12.93 15.5 59.9 6.90 1,526.4 0.71 63.35 -18.1

G218 5/2/2024 11:32 12.93 15.6 60.1 6.90 1,525.7 0.68 47.05 -18.8

G218 5/2/2024 11:35 12.93 15.6 60.1 6.90 1,525.7 0.67 50.14 -19.4

G218 5/2/2024 11:38 12.93 15.7 60.2 6.90 1,524.9 0.66 29.11 -20.0

G218 5/2/2024 11:41 12.93 15.7 60.3 6.90 1,523.5 0.65 26.15 -20.4

G218 5/2/2024 11:44 12.93 15.7 60.2 6.90 1,523.9 0.65 29.00 -20.9

G218 5/2/2024 11:47 12.93 15.7 60.2 6.90 1,522.4 0.63 25.80 -21.4
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G270 5/8/2024 9:31 1.94 14.5 58.1 7.17 688.9 2.81 4.78 49.0

G270 5/8/2024 9:34 1.94 14.3 57.8 7.14 688.9 2.41 2.22 58.8

G270 5/8/2024 9:37 1.94 14.2 57.5 7.13 688.3 2.06 1.57 60.3

G270 5/8/2024 9:40 1.94 14.0 57.2 7.11 688.1 1.83 1.26 55.0
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G271 5/1/2024 13:28 8.40 13.4 56.2 7.26 945.4 5.00 2.15 114.5

G271 5/1/2024 13:31 8.40 13.7 56.7 7.23 950.5 4.78 3.88 114.7

G271 5/1/2024 13:34 8.40 14.2 57.5 7.10 1,022.0 2.87 3.88 115.0

G271 5/1/2024 13:37 8.40 14.2 57.6 7.06 1,076.4 1.22 4.33 112.9
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G272 5/1/2024 12:55 8.80 15.0 59.0 7.15 1,289.5 3.39 15.96 78.1

G272 5/1/2024 12:58 8.80 15.0 59.0 7.14 1,309.1 2.95 11.11 82.0

G272 5/1/2024 13:01 8.80 14.9 58.8 7.13 1,322.5 2.67 6.86 85.1

G272 5/1/2024 13:04 8.80 14.9 58.8 7.13 1,332.5 2.53 5.68 87.8

G272 5/1/2024 13:07 8.80 14.9 58.9 7.13 1,334.8 2.44 5.70 90.3

G272 5/1/2024 13:10 8.80 14.8 58.6 7.13 1,339.7 2.43 5.67 92.5
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G273 5/1/2024 12:18 8.65 13.9 57.1 6.99 1,546.9 0.80 7.30 -1.7

G273 5/1/2024 12:21 8.65 13.9 57.0 6.98 1,557.4 0.74 5.09 5.3

G273 5/1/2024 12:24 8.65 13.9 57.0 6.97 1,563.5 0.70 3.97 12.2

G273 5/1/2024 12:27 8.65 13.9 57.0 6.97 1,567.7 0.68 3.32 18.6

G273 5/1/2024 12:30 8.65 13.9 57.0 6.97 1,570.3 0.66 3.02 24.3
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G274 5/1/2024 14:03 12.38 14.8 58.6 7.12 874.6 3.19 21.92 34.3

G274 5/1/2024 14:06 12.38 14.8 58.6 7.12 859.1 3.36 19.11 34.9

G274 5/1/2024 14:09 12.38 14.6 58.4 7.12 857.6 3.37 12.75 37.3

G274 5/1/2024 14:12 12.38 14.7 58.5 7.11 874.3 3.24 8.75 41.2

G274 5/1/2024 14:12 12.38 14.7 58.5 7.11 874.2 3.23 8.65 41.3

G274 5/1/2024 14:15 12.38 14.7 58.5 7.11 901.2 2.98 7.25 45.0

G274 5/1/2024 14:18 12.38 14.6 58.3 7.10 926.8 2.73 5.92 50.0

G274 5/1/2024 14:21 12.38 14.7 58.4 7.09 951.2 2.50 4.65 54.1
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G275 5/2/2024 10:21 12.64 16.2 61.1 6.93 1,025.3 5.16 18.42 53.7

G275 5/2/2024 10:24 12.64 16.4 61.5 6.93 1,027.4 5.08 17.83 58.0

G275 5/2/2024 10:27 12.64 16.4 61.5 6.93 1,025.5 5.06 17.38 62.2

G275 5/2/2024 10:30 12.64 16.3 61.3 6.93 1,026.0 5.03 18.60 66.2

G275 5/2/2024 10:33 12.64 16.4 61.5 6.93 1,027.0 4.95 19.58 70.3
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G275D 5/2/2024 9:37 46.64 17.4 63.3 7.19 1,495.3 0.73 35.49 -113.3

G275D 5/2/2024 9:40 46.64 17.5 63.5 7.20 1,496.8 0.70 47.86 -114.7

G275D 5/2/2024 9:43 46.64 17.6 63.6 7.20 1,497.8 0.66 54.46 -114.4

G275D 5/2/2024 9:46 46.64 17.5 63.4 7.21 1,500.4 0.64 62.66 -112.4

G275D 5/2/2024 9:49 46.64 17.5 63.5 7.22 1,501.5 0.62 69.36 -109.9

G275D 5/2/2024 9:52 46.64 17.5 63.5 7.22 1,502.7 0.60 68.93 -107.4

G275D 5/2/2024 9:55 46.64 17.6 63.6 7.23 1,504.1 0.59 65.97 -106.2

G275D 5/2/2024 9:58 46.64 17.7 63.8 7.23 1,503.7 0.58 64.88 -105.5
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G276 5/7/2024 11:24 26.70 17.9 64.3 6.91 1,214.2 5.47 18.12 55.1

G276 5/7/2024 11:27 26.70 18.0 64.4 6.90 1,207.2 5.40 21.11 55.6

G276 5/7/2024 11:30 26.70 18.3 64.9 6.88 1,211.6 5.31 20.95 56.0

G276 5/7/2024 11:33 26.70 18.5 65.4 6.87 1,211.3 5.25 16.29 56.5

G276 5/7/2024 11:36 26.70 18.5 65.4 6.86 1,215.1 5.17 44.11 57.4

G276 5/7/2024 11:39 26.70 18.0 64.4 6.85 1,219.2 5.18 11.72 58.3

G276 5/7/2024 11:42 26.70 17.9 64.1 6.84 1,214.0 5.17 9.19 59.3

G276 5/7/2024 11:45 26.70 18.1 64.6 6.83 1,214.5 5.02 10.30 59.5

      |     5445 Horseshoe Lake Road, Collinsville, IL 62234     |     Phone: (618) 344-1004     |     www.teklabinc.com     Page: 64 of 130

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G277 5/7/2024 9:25 19.56 14.3 57.8 6.90 1,656.8 5.41 14.70 119.7

G277 5/7/2024 9:28 19.56 14.6 58.3 6.90 1,698.7 5.08 12.17 116.4

G277 5/7/2024 9:31 19.56 14.8 58.6 6.89 1,743.1 4.93 7.52 114.0

G277 5/7/2024 9:34 19.56 15.0 59.0 6.88 1,794.4 4.66 6.12 111.7

G277 5/7/2024 9:37 19.56 15.2 59.3 6.88 1,813.9 4.53 6.49 109.2

G277 5/7/2024 9:40 19.56 15.4 59.7 6.88 1,825.5 4.56 4.28 107.2
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G278 5/7/2024 12:55 23.97 17.8 64.0 6.75 2,776.6 2.80 15.65 77.7

G278 5/7/2024 12:58 23.97 17.9 64.2 6.76 2,245.9 3.11 9.66 74.3

G278 5/7/2024 13:01 23.97 17.8 64.0 6.75 2,125.3 3.28 4.25 74.3

G278 5/7/2024 13:04 23.97 17.6 63.7 6.73 2,190.7 3.23 4.11 75.3

G278 5/7/2024 13:07 23.97 17.6 63.7 6.72 2,277.2 2.99 5.58 76.4

G278 5/7/2024 13:10 23.97 18.2 64.7 6.70 2,401.0 2.79 3.97 77.2

G278 5/7/2024 13:13 23.97 18.0 64.4 6.68 2,540.5 2.54 43.56 78.2

G278 5/7/2024 13:16 23.97 18.3 64.9 6.67 2,615.2 2.33 40.39 78.5

G278 5/7/2024 13:19 23.97 19.4 66.9 6.67 2,652.6 2.31 2.09 77.7

G278 5/7/2024 13:22 23.97 19.6 67.2 6.67 2,692.5 2.28 36.33 77.4

G278 5/7/2024 13:25 23.97 19.4 66.9 6.67 2,742.9 2.11 2.51 78.0

G278 5/7/2024 13:28 23.97 19.8 67.6 6.67 2,768.5 2.07 2.02 78.3

G278 5/7/2024 13:31 23.97 19.7 67.5 6.68 2,756.8 2.06 1.95 78.1
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G279 5/3/2024 9:25 21.98 16.2 61.2 6.87 1,947.1 4.85 2.25 105.4

G279 5/3/2024 9:28 21.98 16.6 61.8 6.85 2,095.9 4.63 2.10 111.1

G279 5/3/2024 9:31 21.98 16.7 62.0 6.82 2,406.4 3.85 2.04 115.9

G279 5/3/2024 9:34 21.98 16.7 62.0 6.80 2,552.1 3.06 2.04 118.7

G279 5/3/2024 9:37 21.98 16.7 62.0 6.80 2,567.9 2.67 1.95 120.3

G279 5/3/2024 9:40 21.98 16.6 61.9 6.81 2,556.4 2.58 1.92 122.0
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G280 5/6/2024 13:49 3.86 14.2 57.6 7.32 832.2 0.49 68.90 73.7

G280 5/6/2024 13:52 3.86 13.9 57.0 7.31 830.9 0.38 39.17 73.4

G280 5/6/2024 13:55 3.86 13.9 57.0 7.31 830.8 0.31 31.92 73.0

G280 5/6/2024 13:58 3.86 13.8 56.8 7.31 831.2 0.26 25.82 72.5

G280 5/6/2024 14:01 3.86 13.8 56.8 7.31 832.2 0.23 22.57 72.1

G280 5/6/2024 14:04 3.86 13.8 56.8 7.30 833.2 0.21 19.60 71.8

G280 5/6/2024 14:07 3.86 13.7 56.7 7.31 833.7 0.19 18.68 71.1
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G281 5/3/2024 10:18 4.24 13.8 56.8 6.95 1,326.3 0.19 72.31 96.1

G281 5/3/2024 10:21 4.24 13.8 56.8 6.95 1,326.5 0.17 60.36 94.2

G281 5/3/2024 10:24 4.24 13.7 56.7 6.96 1,328.7 0.16 62.61 92.5

G281 5/3/2024 10:27 4.24 13.7 56.7 6.96 1,327.1 0.15 62.55 91.0
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G283 5/6/2024 10:35 4.18 12.7 54.9 7.05 1,196.6 0.77 21.74 -71.5

G283 5/6/2024 10:38 4.18 12.8 55.0 7.05 1,196.3 0.76 12.78 -71.8

G283 5/6/2024 10:41 4.18 12.8 55.0 7.05 1,197.2 0.74 12.12 -72.2

G283 5/6/2024 10:44 4.18 12.8 55.0 7.05 1,197.2 0.73 8.68 -72.6

G283 5/6/2024 10:47 4.18 12.8 55.0 7.05 1,197.1 0.72 6.43 -72.8

G283 5/6/2024 10:50 4.18 12.8 55.0 7.05 1,197.2 0.70 5.19 -73.1

G283 5/6/2024 10:53 4.18 12.7 54.9 7.05 1,197.4 0.70 4.90 -73.3

G283 5/6/2024 10:56 4.18 12.7 54.9 7.05 1,196.7 0.69 4.92 -73.3

G283 5/6/2024 10:59 4.18 13.1 55.5 7.05 1,192.3 0.69 6.54 -73.6
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G284 5/6/2024 11:18 10.00 12.6 54.6 7.30 660.3 5.33 3.10 41.6

G284 5/6/2024 11:21 10.00 12.6 54.7 7.27 683.1 4.49 2.50 44.1

G284 5/6/2024 11:24 10.00 12.6 54.8 7.25 696.5 3.98 2.28 45.7

G284 5/6/2024 11:27 10.00 12.6 54.8 7.23 703.6 3.64 1.61 47.0

G284 5/6/2024 11:30 10.00 12.6 54.6 7.22 710.4 3.29 0.86 48.4

G284 5/6/2024 11:33 10.00 12.6 54.6 7.20 713.8 3.09 0.72 50.1

G284 5/6/2024 11:36 10.00 12.5 54.5 7.20 717.2 2.89 0.75 52.0
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G285 5/6/2024 12:13 4.80 13.1 55.7 6.70 2,001.4 0.69 8.52 79.5

G285 5/6/2024 12:16 4.80 13.1 55.7 6.70 2,001.0 0.68 8.69 79.4

G285 5/6/2024 12:19 4.80 13.1 55.7 6.70 2,001.4 0.67 9.57 79.2

G285 5/6/2024 12:22 4.80 13.1 55.5 6.70 2,003.8 0.66 7.80 79.1
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G301 5/6/2024 10:10 6.18 14.1 57.4 6.32 1,086.9 1.15 4.32 -53.2

G301 5/6/2024 10:13 6.18 14.1 57.3 6.26 1,081.2 0.97 4.69 -49.0

G301 5/6/2024 10:16 6.18 14.1 57.4 6.24 1,076.6 0.86 4.97 -47.2

G301 5/6/2024 10:19 6.18 14.2 57.5 6.24 1,074.9 0.80 4.36 -45.6

G301 5/6/2024 10:22 6.18 14.2 57.6 6.25 1,072.3 0.75 3.81 -43.5

G301 5/6/2024 10:25 6.18 14.2 57.6 6.25 1,071.4 0.71 4.04 -41.4

G301 5/6/2024 10:28 6.18 14.3 57.7 6.26 1,068.7 0.69 3.60 -39.8
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G302 5/6/2024 11:30 5.52 14.1 57.4 6.60 1,588.2 1.73 9.81 -109.8

G302 5/6/2024 11:33 5.52 14.0 57.1 6.55 1,588.1 1.33 6.96 -103.8

G302 5/6/2024 11:36 5.52 13.9 57.1 6.52 1,587.2 1.15 7.33 -97.1

G302 5/6/2024 11:39 5.52 13.9 57.0 6.51 1,585.3 1.02 8.32 -91.5

G302 5/6/2024 11:42 5.52 13.9 57.0 6.50 1,584.9 0.94 9.87 -86.8

G302 5/6/2024 11:45 5.52 13.9 57.0 6.49 1,585.6 0.87 5.16 -83.2

G302 5/6/2024 11:48 5.52 13.8 56.9 6.49 1,584.5 0.92 4.65 -79.3

G302 5/6/2024 11:51 5.52 13.9 57.0 6.49 1,583.2 0.85 2.84 -76.5

G302 5/6/2024 11:54 5.52 13.9 57.0 6.49 1,581.9 0.86 3.24 -73.7
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G303 5/1/2024 10:31 3.69 14.8 58.6 6.68 1,896.3 1.80 8.35 -28.0

G303 5/1/2024 10:34 3.69 14.4 58.0 6.69 1,868.5 1.74 34.51 -29.6

G303 5/1/2024 10:37 3.69 14.4 57.9 6.68 1,858.6 1.55 78.58 -29.8

G303 5/1/2024 10:40 3.69 14.4 57.9 6.68 1,857.4 1.49 52.98 -29.4

G303 5/1/2024 10:43 3.69 14.4 57.8 6.68 1,854.8 1.35 52.80 -28.8

G303 5/1/2024 10:46 3.69 14.4 57.9 6.68 1,853.5 1.27 35.38 -28.0

G303 5/1/2024 10:49 3.69 14.4 57.8 6.69 1,855.9 1.22 71.31 -27.0
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G305 5/1/2024 14:20 6.04 14.8 58.6 7.16 1,621.4 2.56 9.48 60.4

G305 5/1/2024 14:23 6.04 14.7 58.5 7.14 1,619.6 2.18 9.93 57.8

G305 5/1/2024 14:26 6.04 14.6 58.3 7.13 1,618.2 1.99 27.04 56.7

G305 5/1/2024 14:29 6.04 14.6 58.4 7.12 1,615.8 1.72 28.91 56.4

G305 5/1/2024 14:32 6.04 14.6 58.3 7.11 1,617.5 1.62 97.68 56.3

G305 5/1/2024 14:35 6.04 14.6 58.2 7.10 1,617.3 1.54 7.08 56.0

G305 5/1/2024 14:38 6.04 14.6 58.3 7.10 1,616.5 1.33 20.43 55.8

G305 5/1/2024 14:41 6.04 14.6 58.2 7.09 1,617.6 1.22 11.25 55.6

      |     5445 Horseshoe Lake Road, Collinsville, IL 62234     |     Phone: (618) 344-1004     |     www.teklabinc.com     Page: 76 of 130

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G306 5/1/2024 13:23 5.42 13.7 56.7 6.47 685.7 4.96 74.85 70.1

G306 5/1/2024 13:26 5.42 13.7 56.6 6.47 684.4 4.92 70.65 71.4

G306 5/1/2024 13:29 5.42 13.7 56.6 6.47 687.7 4.87 68.56 72.3

G306 5/1/2024 13:32 5.42 13.7 56.7 6.46 685.5 4.93 60.49 73.4

G306 5/1/2024 13:35 5.42 13.7 56.6 6.45 684.3 4.76 51.53 74.3

G306 5/1/2024 13:38 5.42 13.7 56.6 6.44 683.6 4.65 43.51 75.2

G306 5/1/2024 13:41 5.42 13.7 56.6 6.43 682.3 4.54 40.27 76.2

G306 5/1/2024 13:44 5.42 13.7 56.6 6.43 681.5 4.48 38.11 77.0

G306 5/1/2024 13:47 5.42 13.7 56.7 6.42 682.5 4.40 36.14 77.7
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G307 5/2/2024 14:08 0.00 21.3 70.3 7.04 1,117.8 2.56 136.14 -4.8

G307 5/2/2024 14:11 0.00 21.5 70.7 7.04 1,122.3 2.49 128.55 -3.3

G307 5/2/2024 14:14 0.00 21.6 70.8 7.04 1,122.1 2.44 123.17 -1.5

G307 5/2/2024 14:17 0.00 22.0 71.7 7.04 1,120.4 2.36 118.54 -0.1

G307 5/2/2024 14:20 0.00 22.2 72.0 7.03 1,124.4 2.35 108.36 1.4

G307 5/2/2024 14:23 0.00 22.2 71.9 7.04 1,122.6 2.28 98.80 2.9

G307 5/2/2024 14:26 0.00 21.9 71.5 7.04 1,123.4 2.25 89.28 4.4

G307 5/2/2024 14:29 0.00 22.1 71.8 7.03 1,119.8 2.15 85.22 5.6

G307 5/2/2024 14:32 0.00 22.3 72.2 7.03 1,121.1 2.14 75.20 6.5
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G307D 5/2/2024 11:23 2.83 15.9 60.7 7.18 1,270.8 1.42 33.69 -53.7

G307D 5/2/2024 11:26 2.83 16.1 60.9 7.20 1,242.9 1.73 27.95 -55.0

G307D 5/2/2024 11:29 2.83 16.1 60.9 7.21 1,216.7 2.37 26.36 -49.9

G307D 5/2/2024 11:32 2.83 16.5 61.7 7.19 1,203.6 2.79 27.97 -43.5

G307D 5/2/2024 11:35 2.83 16.8 62.2 7.18 1,201.0 3.01 30.22 -38.6
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G308 5/2/2024 12:38 4.12 14.1 57.4 7.20 1,697.8 1.06 4.14 63.4

G308 5/2/2024 12:41 4.12 14.2 57.5 7.18 1,698.3 0.92 3.55 61.2

G308 5/2/2024 12:44 4.12 14.1 57.3 7.16 1,700.9 0.84 2.93 59.5

G308 5/2/2024 12:47 4.12 14.0 57.2 7.15 1,698.7 0.78 2.63 58.0

G308 5/2/2024 12:50 4.12 14.0 57.2 7.14 1,697.1 0.74 2.36 56.8

G308 5/2/2024 12:53 4.12 14.1 57.3 7.14 1,694.9 0.71 2.40 55.6
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G310 5/3/2024 9:34 7.23 13.3 56.0 6.79 1,202.0 1.27 4.29 31.3

G310 5/3/2024 9:37 7.23 13.3 55.9 6.76 1,198.4 1.04 3.98 30.6

G310 5/3/2024 9:40 7.23 13.3 55.9 6.74 1,197.2 0.92 3.63 30.4

G310 5/3/2024 9:43 7.23 13.3 55.9 6.74 1,196.5 0.84 3.14 30.6

G310 5/3/2024 9:46 7.23 13.3 55.9 6.74 1,196.5 0.79 2.42 30.8

G310 5/3/2024 9:49 7.23 13.3 55.9 6.74 1,196.0 0.75 2.23 31.1

G310 5/3/2024 9:52 7.23 13.3 55.9 6.74 1,197.2 0.71 2.19 31.5

G310 5/3/2024 9:55 7.23 13.4 56.0 6.74 1,197.6 0.69 2.02 31.8
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G312 5/6/2024 12:56 10.18 13.8 56.9 6.13 1,816.5 1.19 2.73 22.0

G312 5/6/2024 12:59 10.18 13.7 56.7 6.13 1,881.6 1.07 4.66 19.5

G312 5/6/2024 13:02 10.18 13.7 56.7 6.14 1,941.6 0.98 2.57 18.6

G312 5/6/2024 13:05 10.18 13.7 56.6 6.14 1,990.6 0.92 2.14 18.9

G312 5/6/2024 13:08 10.18 13.6 56.5 6.15 2,030.0 0.88 2.81 21.3

G312 5/6/2024 13:11 10.18 13.6 56.5 6.15 2,072.3 0.83 4.80 24.1

G312 5/6/2024 13:14 10.18 13.7 56.6 6.15 2,094.7 0.80 13.46 26.7

G312 5/6/2024 13:17 10.18 13.7 56.6 6.15 2,113.1 0.78 11.32 28.9

G312 5/6/2024 13:20 10.18 13.7 56.7 6.15 2,125.4 0.75 4.91 30.8

G312 5/6/2024 13:23 10.18 13.7 56.7 6.15 2,137.5 0.73 3.08 32.4

G312 5/6/2024 13:26 10.18 13.8 56.8 6.16 2,149.1 0.71 4.09 33.9

G312 5/6/2024 13:29 10.18 13.8 56.8 6.16 2,159.1 0.69 3.61 35.2
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G313 5/1/2024 11:58 3.01 14.2 57.6 6.82 1,715.6 1.09 12.19 59.1

G313 5/1/2024 12:01 3.01 14.3 57.7 6.81 1,715.3 0.93 16.53 56.8

G313 5/1/2024 12:04 3.01 14.2 57.6 6.81 1,720.3 0.83 16.15 55.0

G313 5/1/2024 12:07 3.01 14.1 57.4 6.81 1,721.8 0.77 20.52 53.3

G313 5/1/2024 12:10 3.01 14.1 57.4 6.81 1,720.8 0.72 25.27 52.0

G313 5/1/2024 12:13 3.01 14.1 57.3 6.81 1,720.9 0.69 31.82 51.2
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G314 4/30/2024 13:49 5.48 13.7 56.6 6.59 3,492.4 0.92 20.65 -6.7

G314 4/30/2024 13:52 5.48 13.7 56.7 6.58 3,496.5 0.82 34.63 -5.7

G314 4/30/2024 13:55 5.48 13.6 56.6 6.58 3,488.8 0.76 88.76 -5.1

G314 4/30/2024 13:58 5.48 13.8 56.8 6.57 3,495.2 0.72 164.74 -5.2

G314 4/30/2024 14:01 5.48 13.7 56.7 6.57 3,499.7 0.68 184.89 -5.3

G314 4/30/2024 14:04 5.48 13.6 56.5 6.57 3,498.2 0.66 212.75 -5.4

G314 4/30/2024 14:07 5.48 13.8 56.8 6.57 3,494.3 0.64 6.57 -5.7

G314 4/30/2024 14:10 5.48 13.8 56.8 6.56 3,493.0 0.62 11.74 -5.9

G314 4/30/2024 14:13 5.48 13.7 56.6 6.56 3,483.8 0.61 16.21 -6.3
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G314D 4/30/2024 12:52 5.82 14.6 58.3 6.80 2,745.8 0.63 63.32 -52.4

G314D 4/30/2024 12:55 5.82 14.6 58.3 6.83 2,736.1 0.61 91.69 -49.8

G314D 4/30/2024 12:58 5.82 14.5 58.0 6.89 2,724.1 0.59 127.11 -46.8

G314D 4/30/2024 13:01 5.82 14.6 58.3 6.93 2,718.2 0.58 176.12 -43.4

G314D 4/30/2024 13:04 5.82 14.6 58.4 6.95 2,720.7 0.57 177.93 -40.0

G314D 4/30/2024 13:07 5.82 14.6 58.4 6.96 2,722.4 0.56 178.65 -36.7
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G315 5/2/2024 10:16 2.34 14.4 57.9 6.81 1,178.6 1.16 3.06 10.1

G315 5/2/2024 10:19 2.34 14.3 57.7 6.80 1,175.5 1.04 2.83 11.0

G315 5/2/2024 10:22 2.34 14.3 57.8 6.78 1,173.6 0.95 2.54 11.8

G315 5/2/2024 10:25 2.34 14.3 57.8 6.78 1,173.4 0.88 2.16 12.7

G315 5/2/2024 10:28 2.34 14.3 57.7 6.78 1,172.2 0.84 2.10 13.8

G315 5/2/2024 10:31 2.34 14.3 57.7 6.77 1,170.1 0.80 1.96 14.7
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G316 4/30/2024 11:32 10.95 12.3 54.1 6.84 1,861.9 1.16 11.74 -55.8

G316 4/30/2024 11:35 10.95 12.3 54.1 6.82 1,884.0 0.98 10.59 -63.8

G316 4/30/2024 11:38 10.95 12.3 54.1 6.81 1,896.4 0.88 11.06 -69.0

G316 4/30/2024 11:41 10.95 12.4 54.3 6.81 1,893.4 0.81 10.20 -72.8

G316 4/30/2024 11:44 10.95 12.4 54.3 6.82 1,894.4 0.76 9.51 -75.6

G316 4/30/2024 11:47 10.95 12.4 54.3 6.82 1,895.2 0.73 9.20 -78.1

G316 4/30/2024 11:50 10.95 12.4 54.3 6.82 1,897.8 0.69 8.73 -79.7

G316 4/30/2024 11:53 10.95 12.4 54.2 6.83 1,901.0 0.67 8.39 -81.3

G316 4/30/2024 11:56 10.95 12.4 54.4 6.83 1,896.2 0.65 7.79 -82.3
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G401 5/2/2024 13:48 20.94 17.2 63.0 5.99 1,446.5 1.82 99.02 90.3

G401 5/2/2024 13:57 20.94 17.0 62.5 5.93 1,260.2 1.34 8.90 104.2

G401 5/2/2024 14:00 20.94 16.9 62.5 5.91 1,303.5 1.23 6.26 92.5

G401 5/2/2024 14:03 20.94 17.3 63.2 5.90 1,341.0 1.16 4.91 81.9

G401 5/2/2024 14:06 20.94 17.8 64.0 5.89 1,395.7 1.11 4.24 71.7
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G402 5/6/2024 11:42 8.74 14.1 57.3 6.97 1,662.4 6.82 15.00 108.5

G402 5/6/2024 11:45 8.74 14.1 57.3 6.98 1,663.0 7.04 16.34 109.0

G402 5/6/2024 11:48 8.74 14.0 57.3 6.99 1,663.6 7.17 17.13 109.4

G402 5/6/2024 11:51 8.74 14.0 57.2 7.00 1,665.3 7.37 24.94 109.9

G402 5/6/2024 11:54 8.74 14.0 57.2 7.01 1,665.3 7.61 25.24 110.2

G402 5/6/2024 11:57 8.74 14.0 57.2 7.01 1,665.8 7.54 29.75 110.9

G402 5/6/2024 12:00 8.74 14.0 57.2 7.02 1,666.7 7.65 38.01 111.3
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G403 5/6/2024 10:19 6.26 14.4 57.8 6.86 716.4 0.68 7.82 82.2

G403 5/6/2024 10:22 6.26 14.4 57.9 6.85 717.0 0.41 6.17 76.5

G403 5/6/2024 10:25 6.26 14.4 57.9 6.85 716.2 0.34 5.65 73.0

G403 5/6/2024 10:28 6.26 14.5 58.1 6.85 716.9 0.30 6.25 70.2

      |     5445 Horseshoe Lake Road, Collinsville, IL 62234     |     Phone: (618) 344-1004     |     www.teklabinc.com     Page: 90 of 130

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G404 5/6/2024 12:35 3.80 13.7 56.6 6.83 1,391.1 0.71 2.98 102.1

G404 5/6/2024 12:38 3.80 14.0 57.2 6.86 1,171.4 1.04 3.65 94.4

G404 5/6/2024 12:41 3.80 14.0 57.2 6.85 1,148.8 1.03 2.89 91.0

G404 5/6/2024 12:44 3.80 13.9 57.1 6.84 1,150.3 1.09 3.05 88.6
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G405 5/6/2024 13:04 6.05 13.9 57.1 7.04 1,606.2 1.59 10.61 77.9

G405 5/6/2024 13:07 6.05 14.0 57.3 6.96 1,828.7 0.84 7.71 68.8

G405 5/6/2024 13:10 6.05 14.1 57.4 6.95 1,854.7 0.64 7.49 63.0

G405 5/6/2024 13:13 6.05 14.0 57.3 6.96 1,818.5 0.71 8.10 59.3
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G406 5/6/2024 10:53 10.24 15.0 58.9 6.67 1,387.6 1.07 2.49 102.1

G406 5/6/2024 10:56 10.24 14.9 58.8 6.65 1,385.1 0.75 2.35 101.5

G406 5/6/2024 10:59 10.24 14.9 58.8 6.65 1,386.0 0.55 2.28 100.5

G406 5/6/2024 11:02 10.24 14.9 58.8 6.65 1,380.5 0.45 2.12 100.0

G406 5/6/2024 11:05 10.24 14.9 58.8 6.65 1,371.7 0.36 1.36 99.9
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G407 4/29/2024 14:25 4.27 14.3 57.7 6.61 2,200.6 1.28 42.72 100.7

G407 4/29/2024 14:28 4.27 14.2 57.6 6.64 2,125.0 1.44 59.54 99.6

G407 4/29/2024 14:31 4.27 14.2 57.5 6.67 2,097.6 1.69 66.85 99.1

G407 4/29/2024 14:34 4.27 14.5 58.1 6.67 2,101.2 1.75 71.68 98.6

G407 4/29/2024 14:37 4.27 14.5 58.2 6.67 2,116.1 1.75 86.10 98.2

G407 4/29/2024 14:40 4.27 14.6 58.3 6.67 2,139.2 1.72 42.10 97.9

G407 4/29/2024 14:43 4.27 14.7 58.4 6.67 2,165.6 1.66 44.51 97.7

G407 4/29/2024 14:46 4.27 14.8 58.6 6.66 2,186.8 1.60 42.77 97.6

G407 4/29/2024 14:49 4.27 14.8 58.7 6.66 2,202.7 1.54 54.10 97.4

G407 4/29/2024 14:52 4.27 14.8 58.7 6.65 2,211.6 1.48 71.17 97.4
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G410 4/30/2024 10:18 6.21 12.9 55.2 6.16 1,017.8 1.26 2.74 46.3

G410 4/30/2024 10:21 6.21 12.9 55.3 6.16 1,029.7 1.08 2.06 44.8

G410 4/30/2024 10:24 6.21 12.9 55.2 6.16 1,036.4 0.97 1.85 43.5

G410 4/30/2024 10:27 6.21 12.9 55.2 6.18 1,038.6 0.89 1.71 41.8

G410 4/30/2024 10:30 6.21 12.9 55.2 6.20 1,043.1 0.84 1.66 39.7

G410 4/30/2024 10:33 6.21 12.9 55.3 6.21 1,045.9 0.80 1.61 38.8

G410 4/30/2024 10:36 6.21 12.9 55.1 6.21 1,045.7 0.77 1.54 38.0
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G411 4/29/2024 12:59 4.33 13.2 55.8 7.04 861.1 0.98 5.53 107.4

G411 4/29/2024 13:02 4.33 13.2 55.8 7.04 862.8 0.91 8.27 105.8

G411 4/29/2024 13:05 4.33 13.2 55.8 7.04 865.4 0.86 10.05 104.6

G411 4/29/2024 13:08 4.33 13.2 55.7 7.04 865.8 0.82 14.01 103.6

G411 4/29/2024 13:11 4.33 13.2 55.8 7.04 866.1 0.79 16.20 102.6
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

L202 5/8/2024 11:11 - 20.5 68.9 11.87 13,935.1 5.12 5.92 -43.3
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

NE Riser 4/29/2024 13:04 1.05 DTW Only
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

R104 5/2/2024 12:51 6.85 16.9 62.4 7.47 784.4 4.55 4.41 91.1

R104 5/2/2024 12:54 6.85 17.1 62.8 7.47 786.6 4.55 4.31 92.1

R104 5/2/2024 12:57 6.85 17.4 63.2 7.47 789.5 4.58 4.26 93.0

R104 5/2/2024 13:00 6.85 17.4 63.4 7.47 789.0 4.55 4.01 93.6
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

R201 5/7/2024 12:34 2.59 16.4 61.5 7.03 986.3 2.48 9.71 -4.5

R201 5/7/2024 12:37 2.59 16.2 61.1 7.03 985.8 2.32 7.97 -9.7

R201 5/7/2024 12:40 2.59 16.1 61.0 7.03 985.7 2.16 6.75 -10.5

R201 5/7/2024 12:43 2.59 16.2 61.2 7.03 986.0 2.05 6.83 -14.0
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

R205 5/7/2024 13:34 4.29 16.3 61.3 6.75 1,314.1 2.85 9.15 89.6

R205 5/7/2024 13:37 4.29 15.8 60.5 6.75 1,310.0 2.66 5.26 86.9

R205 5/7/2024 13:40 4.29 15.7 60.3 6.75 1,308.0 2.52 4.18 86.6

R205 5/7/2024 13:43 4.29 15.2 59.4 6.75 1,298.5 2.29 9.63 85.1

R205 5/7/2024 13:46 4.29 15.2 59.3 6.75 1,296.9 2.11 7.63 84.6
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

SG-02 4/29/2024 15:29 6.68 DTW Only
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

SG-03 4/29/2024 10:27 7.94 DTW Only

      |     5445 Horseshoe Lake Road, Collinsville, IL 62234     |     Phone: (618) 344-1004     |     www.teklabinc.com     Page: 103 of 130

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

T127 5/6/2024 14:48 13.81 15.1 59.3 7.03 719.4 2.61 82.03 53.1

T127 5/6/2024 14:51 13.81 15.1 59.2 7.02 718.8 2.45 61.90 51.6

T127 5/6/2024 14:54 13.81 15.1 59.1 7.01 718.2 2.31 52.98 50.7

T127 5/6/2024 14:57 13.81 15.0 58.9 7.00 717.7 2.23 37.86 50.0

T127 5/6/2024 15:00 13.81 15.0 59.0 7.00 716.9 2.17 33.99 49.2

T127 5/6/2024 15:03 13.81 14.9 58.9 6.99 716.5 2.13 30.87 48.7

T127 5/6/2024 15:06 13.81 14.8 58.7 6.98 716.5 2.01 25.01 48.2
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

T128 5/1/2024 11:13 13.83 15.1 59.2 7.21 748.2 3.78 9.90 92.7

T128 5/1/2024 11:16 13.83 15.1 59.2 7.20 748.4 3.61 8.57 93.0

T128 5/1/2024 11:19 13.83 15.2 59.4 7.19 747.9 3.39 7.83 93.4

T128 5/1/2024 11:22 13.83 15.2 59.4 7.18 747.8 3.14 7.21 93.3

T128 5/1/2024 11:25 13.83 15.3 59.6 7.17 747.0 2.94 6.25 93.1

T128 5/1/2024 11:28 13.83 15.2 59.4 7.17 746.5 2.81 5.67 92.9

T128 5/1/2024 11:31 13.83 15.1 59.3 7.16 745.8 2.69 4.88 92.7
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

X201 5/7/2024 13:25 - 24.5 76.1 5.93 20,857.6 8.28 4.73 158.9
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

XPW01 5/7/2024 13:43 4.63 17.5 63.5 7.75 1,274.3 1.15 24.93 -80.4

XPW01 5/7/2024 13:46 4.63 17.6 63.7 7.78 1,282.4 0.94 16.72 -103.1

XPW01 5/7/2024 13:49 4.63 17.5 63.5 7.79 1,281.1 0.82 12.01 -111.7

XPW01 5/7/2024 13:52 4.63 17.5 63.6 7.79 1,281.0 0.72 9.81 -118.1

XPW01 5/7/2024 13:55 4.63 16.7 62.1 7.80 1,284.1 0.62 8.23 -121.6
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

XPW02 5/8/2024 10:28 9.87 16.9 62.4 7.74 826.6 0.87 12.50 -191.7

XPW02 5/8/2024 10:31 9.87 16.8 62.3 7.69 832.4 0.77 17.33 -201.3

XPW02 5/8/2024 10:34 9.87 16.8 62.2 7.69 831.2 0.72 18.15 -204.7

XPW02 5/8/2024 10:37 9.87 16.7 62.1 7.69 832.2 0.68 15.38 -206.8

XPW02 5/8/2024 10:40 9.87 16.8 62.2 7.69 835.2 0.65 7.39 -207.3

XPW02 5/8/2024 10:43 9.87 16.7 62.1 7.69 834.7 0.63 4.99 -208.1

XPW02 5/8/2024 10:46 9.87 16.7 62.1 7.69 838.5 0.62 2.25 -209.2

XPW02 5/8/2024 10:49 9.87 16.7 62.0 7.69 839.6 0.61 4.12 -209.3
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

XSG-01 4/29/2024 11:10 7.94 DTW Only
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

Field Blank 5/8/2024 11:21 QA/QC Sample
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G102 Duplicate 5/2/2024 10:45 4.33 14.4 58.0 7.29 541.8 3.49 8.29 81.3

G102 Duplicate 5/2/2024 10:48 4.33 14.3 57.7 7.28 533.9 3.41 8.00 78.9

G102 Duplicate 5/2/2024 10:51 4.33 14.3 57.8 7.28 539.0 3.25 12.29 78.0

G102 Duplicate 5/2/2024 10:54 4.33 14.2 57.6 7.29 544.0 3.10 15.69 77.7

G102 Duplicate 5/2/2024 10:57 4.33 14.2 57.5 7.28 548.5 3.03 11.60 77.9

G102 Duplicate 5/2/2024 11:00 4.33 14.1 57.4 7.29 553.4 2.96 9.57 78.3

G102 Duplicate 5/2/2024 11:03 4.33 14.1 57.4 7.29 558.1 2.89 11.75 78.8
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G200 Duplicate 5/7/2024 12:29 2.90 16.6 61.9 7.20 848.9 0.91 20.80 29.5

G200 Duplicate 5/7/2024 12:32 2.90 16.7 62.1 7.19 847.2 0.55 30.37 24.3

G200 Duplicate 5/7/2024 12:35 2.90 16.5 61.7 7.19 846.9 0.41 84.52 20.5

G200 Duplicate 5/7/2024 12:38 2.90 16.7 62.0 7.18 849.0 0.31 86.74 17.6

G200 Duplicate 5/7/2024 12:41 2.90 16.6 62.0 7.19 849.0 0.25 74.88 14.2

G200 Duplicate 5/7/2024 12:44 2.90 16.8 62.2 7.19 848.9 0.20 63.14 11.6

G200 Duplicate 5/7/2024 12:47 2.90 17.1 62.8 7.19 849.3 0.17 57.50 11.4

G200 Duplicate 5/7/2024 12:50 2.90 17.0 62.6 7.19 849.2 0.15 58.08 8.3

G200 Duplicate 5/7/2024 12:53 2.90 17.3 63.1 7.19 849.7 0.13 53.10 6.4
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G217 Duplicate 5/2/2024 12:24 13.75 15.6 60.0 6.89 1,552.2 0.85 78.38 10.9

G217 Duplicate 5/2/2024 12:27 13.75 15.5 59.9 6.89 1,555.1 0.83 92.93 11.2

G217 Duplicate 5/2/2024 12:30 13.75 15.4 59.8 6.88 1,558.7 0.82 6.39 11.5

G217 Duplicate 5/2/2024 12:33 13.75 15.5 59.9 6.88 1,557.9 0.80 10.99 11.7

G217 Duplicate 5/2/2024 12:36 13.75 15.5 59.8 6.88 1,560.8 0.78 4.73 12.3

G217 Duplicate 5/2/2024 12:39 13.75 15.6 60.1 6.88 1,560.0 0.76 4.53 12.7
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G301 Duplicate 5/6/2024 10:10 6.18 14.1 57.4 6.32 1,086.9 1.15 4.32 -53.2

G301 Duplicate 5/6/2024 10:13 6.18 14.1 57.3 6.26 1,081.2 0.97 4.69 -49.0

G301 Duplicate 5/6/2024 10:16 6.18 14.1 57.4 6.24 1,076.6 0.86 4.97 -47.2

G301 Duplicate 5/6/2024 10:19 6.18 14.2 57.5 6.24 1,074.9 0.80 4.36 -45.6

G301 Duplicate 5/6/2024 10:22 6.18 14.2 57.6 6.25 1,072.3 0.75 3.81 -43.5

G301 Duplicate 5/6/2024 10:25 6.18 14.2 57.6 6.25 1,071.4 0.71 4.04 -41.4

G301 Duplicate 5/6/2024 10:28 6.18 14.3 57.7 6.26 1,068.7 0.69 3.60 -39.8
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

R201 Duplicate 5/7/2024 12:34 2.59 16.4 61.5 7.03 986.3 2.48 9.71 -4.5

R201 Duplicate 5/7/2024 12:37 2.59 16.2 61.1 7.03 985.8 2.32 7.97 -9.7

R201 Duplicate 5/7/2024 12:40 2.59 16.1 61.0 7.03 985.7 2.16 6.75 -10.5

R201 Duplicate 5/7/2024 12:43 2.59 16.2 61.2 7.03 986.0 2.05 6.83 -14.0
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

Equipment Blank 1 5/8/2024 11:35 QA/QC Sample
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G219 5/7/2024 10:46 6.45 14.8 58.6 7.22 878.3 2.39 24.36 -21.7

G219 5/7/2024 10:49 6.45 15.2 59.3 7.19 872.4 1.79 31.03 -30.8

G219 5/7/2024 10:52 6.45 15.8 60.4 7.18 874.4 1.67 35.97 -39.3

G219 5/7/2024 10:55 6.45 14.3 57.7 7.18 869.9 1.33 34.62 -47.1

G219 5/7/2024 10:58 6.45 14.3 57.7 7.17 868.1 1.01 26.45 -50.5

G219 5/7/2024 11:01 6.45 14.3 57.8 7.17 867.6 0.82 24.72 -52.7

G219 5/7/2024 11:04 6.45 13.7 56.7 7.17 866.9 0.67 24.92 -54.4

G219 5/7/2024 11:07 6.45 13.9 57.0 7.17 866.7 0.56 25.18 -56.4

G219 5/7/2024 11:10 6.45 13.9 56.9 7.17 866.6 0.45 26.09 -58.1
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q24

LIMS Workorder:  24041541

Technician(s): DC, JC, TC, BG, PY

Groundwater Sampling Field Forms- Groundwater Quality Parameters 

Coffeen- 2Q 2024

Well ID Date Time DTW Temp (°C) Temp (°F) pH (SU) Sp Cond (µS/cm) ODO (mg/L) Turbidity (NTU) ORP (mV)

G220 5/7/2024 11:47 12.10 16.2 61.2 6.89 1,271.8 2.17 24.68 38.5

G220 5/7/2024 11:50 12.10 16.0 60.8 6.89 1,269.8 1.87 25.70 38.1

G220 5/7/2024 11:53 12.10 15.5 60.0 6.88 1,267.7 1.58 28.08 35.8

G220 5/7/2024 11:56 12.10 15.6 60.1 6.89 1,267.0 1.30 30.77 33.0

G220 5/7/2024 11:59 12.10 15.8 60.4 6.88 1,264.0 1.05 29.44 30.6

G220 5/7/2024 12:02 12.10 15.3 59.5 6.89 1,266.3 0.87 20.10 25.6

G220 5/7/2024 12:05 12.10 15.4 59.7 6.88 1,266.1 0.74 22.71 22.2

G220 5/7/2024 12:08 12.10 15.4 59.8 6.89 1,265.9 0.64 24.62 20.7
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q2024

LIMS Workorder: 24041541

Technician(s): DC, JC, TC, BG, PY

Field Calibration Log(s)

Coffeen- 2Q 2024

Field Meter ID: Pine 218083 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer wc230830b 3.98 4/30/24 8:54 1,412 µS Std. 95009 1415 4/30/24 9:04

7.0 Buffer wc240307f 7.01 4/30/24 8:50

10.0 Buffer wc231027d 9.99 4/30/24 8:59 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) wc231207a 0 NTU (DI Water) 1 1.82 4/30/24 9:04

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-1 LCS 4/30/24 9:08 17.9 7.01 1,415 1.82

CCV-1 CCV 4/30/24 14:52 18.8 7.03 1,423 1.84

Comments:

Field Meter ID: Pine 218083 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer wc230830b 3.99 5/1/24 9:05 1,412 µS Std. 95009 1418 5/1/24 9:16

7.0 Buffer wc240307f 7.00 5/1/24 9:00

10.0 Buffer wc231027d 10.00 5/1/24 9:10 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) wc231207a 0 NTU (DI Water) 1 1.78 5/1/24 9:16

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-2 LCS 5/1/24 9:18 20.4 7.00 1,418 1.78

CCV-M-2 CCV 5/1/24 12:25 20.9 7.02 1,421 1.77

CCV-2 CCV 5/1/24 14:54 21.7 7.03 1,427 1.8

Comments:

Sample ID Sample Type Date/Time

Field Temp SOP 1156 - SM 2550 B

Field pH SOP 1152 - SW-846 9040B - SM 4500-H B

Field Cond. SOP 1155 - SW-846 9050A - SM 2510 B

justin colp 4/30/2024

Sample ID Sample Type Date/Time

justin colp 5/1/2024
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q2024

LIMS Workorder: 24041541

Technician(s): DC, JC, TC, BG, PY

Field Calibration Log(s)

Coffeen- 2Q 2024

Field Temp SOP 1156 - SM 2550 B

Field pH SOP 1152 - SW-846 9040B - SM 4500-H B

Field Cond. SOP 1155 - SW-846 9050A - SM 2510 B

Field Meter ID: Pine 218083 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer wc230830b 4.00 5/2/24 9:12 1,412 µS Std. 95009 1414 5/2/24 9:14

7.0 Buffer wc240307f 7.02 5/2/24 8:55

10.0 Buffer wc231027d 10.00 5/2/24 9:12 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) wc231207a 0 NTU (DI Water) 1 0.91 5/2/24 9:18

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-3 LCS 5/2/24 9:18 21.1 7.02 1,414 0.91

CCV-M-3 CCV 5/2/24 12:30 21.4 7.03 1,415 0.91

CCV-3 CCV 5/2/24 14:59 22.8 7.03 1,420 0.9

Comments:

Field Meter ID: Pine 218083 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer wc230830b 4.00 5/3/24 8:53 1,412 µS Std. 95009 1413 5/3/24 9:00

7.0 Buffer wc240307f 7.01 5/3/24 8:47

10.0 Buffer wc231027d 10.01 5/3/24 8:56 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) wc231207a 0 NTU (DI Water) 1 0.91 5/3/24 9:00

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-4 LCS 5/3/24 9:04 20.7 7.01 1,413 0.91

CCV-4 CCV 5/3/24 10:31 21.1 7.02 1,414 0.93

Comments:

justin colp 5/2/2024

Sample ID Sample Type Date/Time

justin colp 5/3/2024

Sample ID Sample Type Date/Time
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q2024

LIMS Workorder: 24041541

Technician(s): DC, JC, TC, BG, PY

Field Calibration Log(s)

Coffeen- 2Q 2024

Field Temp SOP 1156 - SM 2550 B

Field pH SOP 1152 - SW-846 9040B - SM 4500-H B

Field Cond. SOP 1155 - SW-846 9050A - SM 2510 B

Field Meter ID: Pine 218083 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer wc230830b 4.01 5/6/24 10:01 1,412 µS Std. 95009 1413 5/6/24 10:06

7.0 Buffer wc240307f 7.00 5/6/24 9:42

10.0 Buffer wc231027d 9.99 5/6/24 10:02 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) wc231207a 0 NTU (DI Water) 1 0.92 5/6/24 10:07

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-5 LCS 5/6/24 10:07 20.1 7.00 1,413 0.92

CCV-5 CCV 5/6/24 14:50 22.9 7.03 1,422 1.28

Comments:

Field Meter ID: Pine 218083 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer wc230830b 3.98 5/7/24 9:04 1,412 µS Std. 95009 1416 5/7/24 9:11

7.0 Buffer wc240307f 7.01 5/7/24 8:58

10.0 Buffer wc231027d 10.00 5/7/24 9:07 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) wc231207a 0 NTU (DI Water) 1 1.2 5/7/24 9:11

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-6 LCS 5/7/24 9:13 21.2 7.01 1,416 1.2

CCV-6 CCV 5/7/24 14:17 22.9 7.03 1,431 0.98

Comments:

justin colp 5/6/2024

Sample ID Sample Type Date/Time

justin colp 5/7/2024

Sample ID Sample Type Date/Time
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q2024

LIMS Workorder: 24041541

Technician(s): DC, JC, TC, BG, PY

Field Calibration Log(s)

Coffeen- 2Q 2024

Field Temp SOP 1156 - SM 2550 B

Field pH SOP 1152 - SW-846 9040B - SM 4500-H B

Field Cond. SOP 1155 - SW-846 9050A - SM 2510 B

Field Meter ID: Pine 218083 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer wc230830b 4.01 5/8/24 8:48 1,412 µS Std. 95009 1411 5/8/24 8:56

7.0 Buffer wc240307f 7.02 5/8/24 8:42

10.0 Buffer wc231027d 10.00 5/8/24 8:53 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) wc231207a 0 NTU (DI Water) 1 0.87 5/8/24 8:57

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-7 LCS 5/8/24 9:00 18.9 7.02 1,411 0.87

CCV-7 CCV 5/8/24 10:59 21.4 7.04 1,426 0.93

Comments:

justin colp 5/8/2024

Sample ID Sample Type Date/Time
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q2024

LIMS Workorder: 24041541

Technician(s): DC, JC, TC, BG, PY

Field Calibration Log(s)

Coffeen- 2Q 2024

Field Meter ID: Pine 45986 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.00 4/29/24 10:45 1,412 µS Std. 95009 1412 4/29/24 10:51

7.0 Buffer WC240307F 7.02 4/29/24 10:42

10.0 Buffer WC230619B 10.00 4/29/24 10:48 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 0.23 4/29/24 10:53

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-1 LCS 4/29/24 10:55 20.2 7.01 1,413 0.26

CCV-1 CCV 4/29/24 14:15 21.3 7.01 1,438 0.58

Comments:

Field Meter ID: Pine 45986 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.00 4/30/24 9:11 1,412 µS Std. 95009 1412 4/30/24 9:17

7.0 Buffer WC240307F 7.03 4/30/24 9:08

10.0 Buffer WC230619B 9.98 4/30/24 9:14 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 1.45 4/30/24 9:20

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-2 LCS 4/30/24 9:25 19.5 7.01 1,410 1.45

CCV-M-2 CCV 4/30/24 11:47 19.7 7.01 1,414 1.08

CCV-2 CCV 4/30/24 14:43 25.2 7.03 1,473 1.63

Comments:

Sample ID Sample Type Date/Time

Field Temp SOP 1156 - SM 2550 B

Field pH SOP 1152 - SW-846 9040B - SM 4500-H B

Field Cond. SOP 1155 - SW-846 9050A - SM 2510 B

Tracy Carroll 4/29/2024

Sample ID Sample Type Date/Time

Tracy Carroll 4/30/2024
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ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q2024

LIMS Workorder: 24041541

Technician(s): DC, JC, TC, BG, PY

Field Calibration Log(s)

Coffeen- 2Q 2024

Field Temp SOP 1156 - SM 2550 B

Field pH SOP 1152 - SW-846 9040B - SM 4500-H B

Field Cond. SOP 1155 - SW-846 9050A - SM 2510 B

Field Meter ID: Pine 45986 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.00 5/1/24 9:23 1,412 µS Std. 95009 1412 5/1/24 9:29

7.0 Buffer WC240307F 7.01 5/1/24 9:20

10.0 Buffer WC230619B 10.02 5/1/24 9:26 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 1.81 5/1/24 9:32

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-3 LCS 5/1/24 9:29 22.9 7.10 1,412 1.81

CCV-M-3 CCV 5/1/24 12:22 23.1 7.06 1,422 1.64

CCV-3 CCV 5/1/24 15:02 23.9 7.08 1,458 1.55

Comments:

Field Meter ID: Pine 45986 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.00 5/2/24 9:20 1,412 µS Std. 95009 1412 5/2/24 9:27

7.0 Buffer WC240307F 7.01 5/2/24 9:17

10.0 Buffer WC230619B 10.00 5/2/24 9:23 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 1.02 5/2/24 9:31

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-4 LCS 5/2/24 9:33 21..4 7.06 1,413 1.02

CCV-M-4 CCV 5/2/24 12:02 21.6 7.07 1,414 1.1

CCV-4 CCV 5/2/24 14:58 23.8 7.08 1,422 1.33

Comments:

Tracy Carroll 5/1/2024

Sample ID Sample Type Date/Time

Tracy Carroll 5/2/2024

Sample ID Sample Type Date/Time
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845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q2024

LIMS Workorder: 24041541

Technician(s): DC, JC, TC, BG, PY

Field Calibration Log(s)

Coffeen- 2Q 2024

Field Temp SOP 1156 - SM 2550 B

Field pH SOP 1152 - SW-846 9040B - SM 4500-H B

Field Cond. SOP 1155 - SW-846 9050A - SM 2510 B

Field Meter ID: Pine 45986 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.00 5/3/24 8:56 1,412 µS Std. 95009 1412 5/3/24 9:02

7.0 Buffer WC240307F 7.02 5/3/24 8:53

10.0 Buffer WC230619B 10.00 5/3/24 8:59 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 1.23 5/3/24 9:05

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-5 LCS 5/3/24 9:07 20.5 7.01 1,410 1.23

CCV-5 CCV 5/3/24 10:43 21.4 6.99 1,436 1.73

Comments:

Field Meter ID: Pine 45986 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.00 5/6/24 9:10 1,412 µS Std. 95009 1412 5/6/24 9:23

7.0 Buffer WC240307F 7.02 5/6/24 9:05

10.0 Buffer WC230619B 10.00 5/6/24 9:13 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 1.87 5/6/24 8:58

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-6 LCS 5/6/24 9:33 20.1 7.07 1,412 1.86

CCV-M-6 CCV 5/6/24 12:31 20.4 7.04 1,420 1.56

CCV-6 CCV 5/6/24 16:30 21.6 7.02 1,456 1.55

Comments:

Tracy Carroll 5/3/2024

Sample ID Sample Type Date/Time

Tracy Carroll 5/6/2024

Sample ID Sample Type Date/Time

CCV time is 1630
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Site Samping Event: Coffeen- 2Q2024

LIMS Workorder: 24041541

Technician(s): DC, JC, TC, BG, PY

Field Calibration Log(s)

Coffeen- 2Q 2024

Field Temp SOP 1156 - SM 2550 B

Field pH SOP 1152 - SW-846 9040B - SM 4500-H B

Field Cond. SOP 1155 - SW-846 9050A - SM 2510 B

Field Meter ID: Pine 45986 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.00 5/7/24 9:16 1,412 µS Std. 95009 1412 5/7/24 9:25

7.0 Buffer WC240307F 7.01 5/7/24 9:09

10.0 Buffer WC230619B 10.00 5/7/24 9:20 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 1.22 5/7/24 9:17

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-7 LCS 5/7/24 9:25 23.5 7.05 1,413 1.23

CCV-7 CCV 5/7/24 14:31 24.2 7.06 1,456 1.58

Comments:

Tracy Carroll 5/7/2024

Sample ID Sample Type Date/Time
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Site Samping Event: Coffeen- 2Q2024

LIMS Workorder: 24041541

Technician(s): DC, JC, TC, BG, PY

Field Calibration Log(s)

Coffeen- 2Q 2024

Field Meter ID: Pine 26559 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.03 4/30/24 8:55 1,412 µS Std. 95009 1412 4/30/24 9:05

7.0 Buffer WC240307F 7.01 4/30/24 9:00

10.0 Buffer WC230619B 10.01 4/30/24 9:05 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 1.52 4/30/24 9:08

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-1 LCS 4/30/24 9:14 20 7.00 1,412 1.52

CCV-1 CCV 4/30/24 14:52 24 7.20 1,410 1.54

Comments:

Field Meter ID: Pine 26559 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.00 5/1/24 8:39 1,412 µS Std. 95009 1411 5/1/24 8:54

7.0 Buffer WC240307F 7.01 5/1/24 8:45

10.0 Buffer WC230619B 10.00 5/1/24 8:51 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 1.51 5/1/24 8:58

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-2 LCS 5/1/24 9:03 21.2 7.01 1,412 1.51

CCV-M-2 CCV 5/1/24 12:11 22 7.00 1,413 1.5

CCV-2 CCV 5/1/24 14:57 23.6 7.00 1,412 1.59

Comments:

Sample ID Sample Type Date/Time

Field Temp SOP 1156 - SM 2550 B

Field pH SOP 1152 - SW-846 9040B - SM 4500-H B

Field Cond. SOP 1155 - SW-846 9050A - SM 2510 B

Brett Gillihan 4/30/2024

Sample ID Sample Type Date/Time

Brett Gillihan 5/1/2024

      |     5445 Horseshoe Lake Road, Collinsville, IL 62234     |     Phone: (618) 344-1004     |     www.teklabinc.com     Page: 127 of 130

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q2024

LIMS Workorder: 24041541

Technician(s): DC, JC, TC, BG, PY

Field Calibration Log(s)

Coffeen- 2Q 2024

Field Temp SOP 1156 - SM 2550 B

Field pH SOP 1152 - SW-846 9040B - SM 4500-H B

Field Cond. SOP 1155 - SW-846 9050A - SM 2510 B

Field Meter ID: Pine 26559 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.00 5/2/24 8:40 1,412 µS Std. 95009 1412 5/2/24 8:59

7.0 Buffer WC240307F 7.03 5/2/24 8:47

10.0 Buffer WC230619B 10.00 5/2/24 8:55 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 1.58 5/2/24 9:01

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-3 LCS 5/2/24 9:08 19.78 7.01 1,412 1.68

CCV-M-3 CCV 5/2/24 11:39 21.6 7.01 1,412 1.34

CCV-3 CCV 5/2/24 15:00 23.2 7.00 1,412 1.44

Comments:

Field Meter ID: Pine 26559 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.00 5/3/24 8:50 1,412 µS Std. 95009 1412 5/3/24 9:03

7.0 Buffer WC240307F 7.03 5/3/24 8:56

10.0 Buffer WC230619B 10.00 5/3/24 8:59 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 1.4 5/3/24 9:09

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-4 LCS 5/3/24 9:09 19.04 7.00 1,412 1.41

CCV-4 CCV 5/3/24 10:34 19 7.02 1,413 1.63

Comments:

Brett Gillihan 5/2/2024

Sample ID Sample Type Date/Time

Brett Gillihan 5/3/2024

Sample ID Sample Type Date/Time

      |     5445 Horseshoe Lake Road, Collinsville, IL 62234     |     Phone: (618) 344-1004     |     www.teklabinc.com     Page: 128 of 130

ATTACHMENT B. 
845 QUARTERLY REPORT - QUARTER 2, 2024 

COFFEEN POWER PLANT, GMF GYPSUM STACK POND 
COF-845-103



Site Samping Event: Coffeen- 2Q2024

LIMS Workorder: 24041541

Technician(s): DC, JC, TC, BG, PY

Field Calibration Log(s)

Coffeen- 2Q 2024

Field Temp SOP 1156 - SM 2550 B

Field pH SOP 1152 - SW-846 9040B - SM 4500-H B

Field Cond. SOP 1155 - SW-846 9050A - SM 2510 B

Field Meter ID: Pine 26559 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.02 5/6/24 9:46 1,412 µS Std. 95009 1413 5/6/24 10:06

7.0 Buffer WC240307F 7.00 5/6/24 9:50

10.0 Buffer WC230619B 10.01 5/6/24 10:04 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 1.6 5/6/24 10:07

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-5 LCS 5/6/24 10:09 19.21 7.01 1,413 1.6

CCV-5 CCV 5/6/24 15:34 23.61 7.02 1,414 1.71

Comments:

Field Meter ID: Pine 26559 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.00 5/7/24 8:47 1,412 µS Std. 95009 1412 5/7/24 9:14

7.0 Buffer WC240307F 7.01 5/7/24 8:58

10.0 Buffer WC230619B 10.03 5/7/24 9:12 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 1.5 5/7/24 9:23

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-6 LCS 5/7/24 9:29 18.8 7.01 1,412 1.5

CCV-M-6 CCV 5/7/24 12:11 20.1 7.02 1,413 1.44

CCV-6 CCV 5/7/24 15:32 21.2 7.00 1,414 1.4

Comments:

Brett Gillihan 5/6/2024

Sample ID Sample Type Date/Time

Brett Gillihan 5/7/2024

Sample ID Sample Type Date/Time
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Site Samping Event: Coffeen- 2Q2024

LIMS Workorder: 24041541

Technician(s): DC, JC, TC, BG, PY

Field Calibration Log(s)

Coffeen- 2Q 2024

Field Temp SOP 1156 - SM 2550 B

Field pH SOP 1152 - SW-846 9040B - SM 4500-H B

Field Cond. SOP 1155 - SW-846 9050A - SM 2510 B

Field Meter ID: Pine 26559 Technician(s): Date:

pH Standards LIMS ID Calibration reading Date/Time Conductivity Standard LIMS ID Reading Date/Time

4.0 Buffer WC230830B 4.03 5/8/24 8:36 1,412 µS Std. 95009 1412 5/8/24 8:50

7.0 Buffer WC240307F 7.01 5/8/24 8:41

10.0 Buffer WC230619B 10.02 5/8/24 8:46 Turbidity Standard LIMS ID Reading Date/Time

LCS/CCV (7.0 Buffer) WC231207A 0 NTU (DI Water) 1 1.11 5/8/24 8:55

124 NTU 95834

ORP Standard LIMS ID/Lot# Reading Date/Time D.O. Saturation LIMS ID/Lot# Reading Date/Time

100% N/A

Temp. pH Conductivity Turbidity ORP D.O.
°C S.U. µS NTU mV %

LCS-7 LCS 5/8/24 8:59 20.1 7.02 1,412 1.08

CCV-7 CCV 5/8/24 11:09 20.9 7.04 1,413 1.21

Comments:

Brett Gillihan 5/8/2024

Sample ID Sample Type Date/Time
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ATTACHMENT C.  

COMPARISON OF STATISTICAL RESULTS TO BACKGROUND - QUARTER 2, 2024 
845 QUARTERLY REPORT 
COFFEEN POWER PLANT 
GMF GYPSUM STACK POND 
COFFEEN, IL 

Well ID HSU Event Parameter Units Date Range Sample Count Percent ND Statistical Calculation Statistical Result Background 

G206 UA E005 Antimony, total mg/L 11/18/15 - 04/30/24 23 100 All ND - Last 0.001 0.003 

G206 UA E005 Arsenic, total mg/L 11/18/15 - 04/30/24 23 67 CI around median 0.001 0.0110 

G206 UA E005 Barium, total mg/L 11/18/15 - 04/30/24 23 3 CI around mean 0.0483 0.130 

G206 UA E005 Beryllium, total mg/L 11/18/15 - 04/30/24 23 100 All ND - Last 0.001 0.001 

G206 UA E005 Boron, total mg/L 11/18/15 - 04/30/24 30 79 CI around median 0.01 0.110 

G206 UA E005 Cadmium, total mg/L 11/18/15 - 04/30/24 23 100 All ND - Last 0.001 0.001 

G206 UA E005 Chloride, total mg/L 11/18/15 - 04/30/24 30 0 CB around linear reg 18.9 94.9 

G206 UA E005 Chromium, total mg/L 11/18/15 - 04/30/24 23 83 CB around T-S line 0.0031 0.00960 

G206 UA E005 Cobalt, total mg/L 11/18/15 - 04/30/24 23 97 CB around T-S line 0.00168 0.00370 

G206 UA E005 Fluoride, total mg/L 11/18/15 - 04/30/24 31 5 CI around mean 0.386 0.552 

G206 UA E005 Lead, total mg/L 11/18/15 - 04/30/24 23 94 CI around median 0.001 0.00590 

G206 UA E005 Lithium, total mg/L 11/18/15 - 04/30/24 16 100 All ND - Last 0.003 0.02 

G206 UA E005 Mercury, total mg/L 11/18/15 - 04/30/24 23 100 All ND - Last 0.0002 0.00110 

G206 UA E005 Molybdenum, total mg/L 11/18/15 - 04/30/24 23 64 CI around median 0.001 0.0440 

G206 UA E005 pH (field) SU 11/18/15 - 04/30/24 32 0 CI around median 7.1/7.2 6.8/7.4 

G206 UA E005 Radium 226 + Radium 228, total pCi/L 11/18/15 - 04/30/24 16 0 CI around mean 0.419 1.48 

G206 UA E005 Selenium, total mg/L 11/18/15 - 04/30/24 23 83 CI around median 0.001 0.00350 

G206 UA E005 Sulfate, total mg/L 11/18/15 - 04/30/24 30 0 CB around linear reg 129    387 

G206 UA E005 Thallium, total mg/L 11/18/15 - 04/30/24 23 100 All ND - Last 0.002 0.001 

G206 UA E005 Total Dissolved Solids mg/L 11/18/15 - 04/30/24 30 0 CB around T-S line 484 975 

G206D DA E005 Antimony, total mg/L 03/30/21 - 04/30/24 11 100 All ND - Last 0.001 0.003 

G206D DA E005 Arsenic, total mg/L 03/30/21 - 04/30/24 11 0 CI around mean 0.00483 0.0110 

G206D DA E005 Barium, total mg/L 03/30/21 - 04/30/24 11 0 CB around linear reg 0.163 0.130 

G206D DA E005 Beryllium, total mg/L 03/30/21 - 04/30/24 11 100 All ND - Last 0.001 0.001 

G206D DA E005 Boron, total mg/L 03/30/21 - 04/30/24 11 0 CI around mean 0.115 0.110 

G206D DA E005 Cadmium, total mg/L 03/30/21 - 04/30/24 11 100 All ND - Last 0.001 0.001 

G206D DA E005 Chloride, total mg/L 03/30/21 - 04/30/24 11 0 CB around linear reg 3.88 94.9 
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ATTACHMENT C.  

COMPARISON OF STATISTICAL RESULTS TO BACKGROUND - QUARTER 2, 2024 
845 QUARTERLY REPORT 
COFFEEN POWER PLANT 
GMF GYPSUM STACK POND 
COFFEEN, IL 

Well ID HSU Event Parameter Units Date Range Sample Count Percent ND Statistical Calculation Statistical Result Background 

G206D DA E005 Chromium, total mg/L 03/30/21 - 04/30/24 11 82 CB around T-S line -0.00434 0.00960 

G206D DA E005 Cobalt, total mg/L 03/30/21 - 04/30/24 11 91 CB around T-S line -3.9e-05 0.00370 

G206D DA E005 Fluoride, total mg/L 03/30/21 - 04/30/24 11 0 CI around mean 0.707 0.552 

G206D DA E005 Lead, total mg/L 03/30/21 - 04/30/24 11 82 CI around median 0.001 0.00590 

G206D DA E005 Lithium, total mg/L 03/30/21 - 04/30/24 11 91 CB around T-S line -0.00221 0.02 

G206D DA E005 Mercury, total mg/L 03/30/21 - 04/30/24 11 100 All ND - Last 0.0002 0.00110 

G206D DA E005 Molybdenum, total mg/L 03/30/21 - 04/30/24 11 0 CB around linear reg 0.00582 0.0440 

G206D DA E005 pH (field) SU 03/30/21 - 04/30/24 11 0 CI around mean 7.0/7.4 6.8/7.4 

G206D DA E005 Radium 226 + Radium 228, total pCi/L 03/30/21 - 04/30/24 12 0 CI around mean 0.28 1.48 

G206D DA E005 Selenium, total mg/L 03/30/21 - 04/30/24 11 100 All ND - Last 0.001 0.00350 

G206D DA E005 Sulfate, total mg/L 03/30/21 - 04/30/24 11 0 CB around linear reg -87.5    387 

G206D DA E005 Thallium, total mg/L 03/30/21 - 04/30/24 11 100 All ND - Last 0.002 0.001 

G206D DA E005 Total Dissolved Solids mg/L 03/30/21 - 04/30/24 11 0 CB around linear reg 426 975 

G209 UA E005 Antimony, total mg/L 11/18/15 - 05/01/24 23 97 CB around T-S line 0.00236 0.003 

G209 UA E005 Arsenic, total mg/L 11/18/15 - 05/01/24 23 41 CI around geomean 0.00114 0.0110 

G209 UA E005 Barium, total mg/L 11/18/15 - 05/01/24 23 0 CI around mean 0.058 0.130 

G209 UA E005 Beryllium, total mg/L 11/18/15 - 05/01/24 23 97 Most recent sample 0.001 0.001 

G209 UA E005 Boron, total mg/L 11/18/15 - 05/01/24 30 58 CI around median 0.01 0.110 

G209 UA E005 Cadmium, total mg/L 11/18/15 - 05/01/24 23 98 Most recent sample 0.001 0.001 

G209 UA E005 Chloride, total mg/L 11/18/15 - 05/01/24 30 0 CI around median 59 94.9 

G209 UA E005 Chromium, total mg/L 11/18/15 - 05/01/24 23 69 CB around T-S line 0.00323 0.00960 

G209 UA E005 Cobalt, total mg/L 11/18/15 - 05/01/24 23 89 CB around T-S line 0.00168 0.00370 

G209 UA E005 Fluoride, total mg/L 11/18/15 - 05/01/24 31 2 CI around mean 0.409 0.552 

G209 UA E005 Lead, total mg/L 11/18/15 - 05/01/24 23 87 CI around median 0.001 0.00590 

G209 UA E005 Lithium, total mg/L 11/18/15 - 05/01/24 16 75 CI around median 0.0058 0.02 

G209 UA E005 Mercury, total mg/L 11/18/15 - 05/01/24 23 97 Most recent sample 0.0002 0.00110 

G209 UA E005 Molybdenum, total mg/L 11/18/15 - 05/01/24 23 8 CB around linear reg 0.00203 0.0440 
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G209 UA E005 pH (field) SU 11/18/15 - 05/01/24 34 0 CI around mean 7.0/7.2 6.8/7.4 

G209 UA E005 Radium 226 + Radium 228, total pCi/L 11/18/15 - 05/01/24 16 0 CI around mean 0.494 1.48 

G209 UA E005 Selenium, total mg/L 11/18/15 - 05/01/24 23 63 CI around median 0.001 0.00350 

G209 UA E005 Sulfate, total mg/L 11/18/15 - 05/01/24 30 0 CB around T-S line 214    387 

G209 UA E005 Thallium, total mg/L 11/18/15 - 05/01/24 23 94 CB around T-S line 0.001 0.001 

G209 UA E005 Total Dissolved Solids mg/L 11/18/15 - 05/01/24 30 0 CB around linear reg 814 975 

G212 UA E005 Antimony, total mg/L 11/18/15 - 05/01/24 23 100 All ND - Last 0.001 0.003 

G212 UA E005 Arsenic, total mg/L 11/18/15 - 05/01/24 23 85 CI around median 0.001 0.0110 

G212 UA E005 Barium, total mg/L 11/18/15 - 05/01/24 23 0 CI around mean 0.049 0.130 

G212 UA E005 Beryllium, total mg/L 11/18/15 - 05/01/24 23 97 CI around median 0.001 0.001 

G212 UA E005 Boron, total mg/L 11/18/15 - 05/01/24 30 83 CI around median 0.01 0.110 

G212 UA E005 Cadmium, total mg/L 11/18/15 - 05/01/24 23 98 CI around median 0.001 0.001 

G212 UA E005 Chloride, total mg/L 11/18/15 - 05/01/24 30 0 CB around linear reg 43.6 94.9 

G212 UA E005 Chromium, total mg/L 11/18/15 - 05/01/24 23 86 CB around T-S line 0.0032 0.00960 

G212 UA E005 Cobalt, total mg/L 11/18/15 - 05/01/24 23 97 CB around T-S line 0.00168 0.00370 

G212 UA E005 Fluoride, total mg/L 11/18/15 - 05/01/24 30 12 CI around median 0.32 0.552 

G212 UA E005 Lead, total mg/L 11/18/15 - 05/01/24 23 85 CI around median 0.001 0.00590 

G212 UA E005 Lithium, total mg/L 11/18/15 - 05/01/24 16 100 All ND - Last 0.003 0.02 

G212 UA E005 Mercury, total mg/L 11/18/15 - 05/01/24 23 97 CI around median 0.0002 0.00110 

G212 UA E005 Molybdenum, total mg/L 11/18/15 - 05/01/24 23 72 CI around median 0.001 0.0440 

G212 UA E005 pH (field) SU 11/18/15 - 05/01/24 31 0 CI around mean 7.1/7.3 6.8/7.4 

G212 UA E005 Radium 226 + Radium 228, total pCi/L 11/18/15 - 05/01/24 16 0 CI around mean 0.44 1.48 

G212 UA E005 Selenium, total mg/L 11/18/15 - 05/01/24 23 14 CB around linear reg -5.18e-05 0.00350 

G212 UA E005 Sulfate, total mg/L 11/18/15 - 05/01/24 30 0 CI around mean 53.5    387 

G212 UA E005 Thallium, total mg/L 11/18/15 - 05/01/24 23 97 CB around T-S line 0.001 0.001 

G212 UA E005 Total Dissolved Solids mg/L 11/18/15 - 05/01/24 30 0 CB around linear reg 395 975 

G213 UA E005 Antimony, total mg/L 10/13/20 - 05/06/24 15 100 All ND - Last 0.001 0.003 
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G213 UA E005 Arsenic, total mg/L 10/13/20 - 05/06/24 15 68 CI around median 0.001 0.0110 

G213 UA E005 Barium, total mg/L 10/13/20 - 05/06/24 15 0 CI around mean 0.0466 0.130 

G213 UA E005 Beryllium, total mg/L 10/13/20 - 05/06/24 15 93 Most recent sample 0.001 0.001 

G213 UA E005 Boron, total mg/L 10/13/20 - 05/06/24 15 90 CB around T-S line 0.01 0.110 

G213 UA E005 Cadmium, total mg/L 10/13/20 - 05/06/24 15 97 Most recent sample 0.001 0.001 

G213 UA E005 Chloride, total mg/L 10/13/20 - 05/06/24 15 0 CI around mean 42.1 94.9 

G213 UA E005 Chromium, total mg/L 10/13/20 - 05/06/24 15 59 CI around median 0.004 0.00960 

G213 UA E005 Cobalt, total mg/L 10/13/20 - 05/06/24 15 85 CB around T-S line 0.000727 0.00370 

G213 UA E005 Fluoride, total mg/L 10/13/20 - 05/06/24 15 7 CI around median 0.267 0.552 

G213 UA E005 Lead, total mg/L 10/13/20 - 05/06/24 15 68 CI around median 0.001 0.00590 

G213 UA E005 Lithium, total mg/L 02/15/23 - 05/06/24 6 33 CI around median (Last Sample, n<7) 0.0042 0.02 

G213 UA E005 Mercury, total mg/L 10/13/20 - 05/06/24 15 100 All ND - Last 0.0002 0.00110 

G213 UA E005 Molybdenum, total mg/L 10/13/20 - 05/06/24 15 82 CB around T-S line 0.001 0.0440 

G213 UA E005 pH (field) SU 10/13/20 - 05/06/24 15 0 CI around mean 7.0/7.2 6.8/7.4 

G213 UA E005 Radium 226 + Radium 228, total pCi/L 02/15/23 - 05/06/24 6 0 CI around mean -0.141 1.48 

G213 UA E005 Selenium, total mg/L 10/13/20 - 05/06/24 15 26 CI around median 0.001 0.00350 

G213 UA E005 Sulfate, total mg/L 10/13/20 - 05/06/24 15 0 CB around linear reg 62.5    387 

G213 UA E005 Thallium, total mg/L 10/13/20 - 05/06/24 15 96 CB around T-S line 0.001 0.001 

G213 UA E005 Total Dissolved Solids mg/L 10/13/20 - 05/06/24 15 0 CI around mean 375 975 

G215 UA E005 Antimony, total mg/L 11/24/15 - 04/30/24 23 97 CB around T-S line 0.00215 0.003 

G215 UA E005 Arsenic, total mg/L 11/24/15 - 04/30/24 23 20 CB around T-S line -0.0286 0.0110 

G215 UA E005 Barium, total mg/L 11/24/15 - 04/30/24 23 0 CB around linear reg 0.00672 0.130 

G215 UA E005 Beryllium, total mg/L 11/24/15 - 04/30/24 23 100 All ND - Last 0.001 0.001 

G215 UA E005 Boron, total mg/L 11/24/15 - 04/30/24 31 24 CB around linear reg 0.667 0.110 

G215 UA E005 Cadmium, total mg/L 11/24/15 - 04/30/24 23 100 All ND - Last 0.001 0.001 

G215 UA E005 Chloride, total mg/L 11/24/15 - 04/30/24 31 0 CB around T-S line 96 94.9 

G215 UA E005 Chromium, total mg/L 11/24/15 - 04/30/24 23 91 CB around T-S line 0.0032 0.00960 
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G215 UA E005 Cobalt, total mg/L 11/24/15 - 04/30/24 23 91 CB around T-S line 0.00116 0.00370 

G215 UA E005 Fluoride, total mg/L 11/24/15 - 04/30/24 31 14 CB around T-S line 0.184 0.552 

G215 UA E005 Lead, total mg/L 11/24/15 - 04/30/24 23 85 CI around median 0.001 0.00590 

G215 UA E005 Lithium, total mg/L 11/24/15 - 04/30/24 16 75 CI around median 0.0096 0.02 

G215 UA E005 Mercury, total mg/L 11/24/15 - 04/30/24 23 100 All ND - Last 0.0002 0.00110 

G215 UA E005 Molybdenum, total mg/L 11/24/15 - 04/30/24 23 88 CI around median 0.001 0.0440 

G215 UA E005 pH (field) SU 11/24/15 - 04/30/24 33 0 CI around mean 6.9/7.1 6.8/7.4 

G215 UA E005 Radium 226 + Radium 228, total pCi/L 11/24/15 - 04/30/24 16 0 CI around mean 0.458 1.48 

G215 UA E005 Selenium, total mg/L 11/24/15 - 04/30/24 23 91 CI around median 0.001 0.00350 

G215 UA E005 Sulfate, total mg/L 11/24/15 - 04/30/24 31 0 CB around linear reg 519    387 

G215 UA E005 Thallium, total mg/L 11/24/15 - 04/30/24 23 100 All ND - Last 0.002 0.001 

G215 UA E005 Total Dissolved Solids mg/L 11/24/15 - 04/30/24 31 0 CB around linear reg 1,240 975 

G217 UA E005 Antimony, total mg/L 10/14/20 - 05/02/24 15 100 All ND - Last 0.001 0.003 

G217 UA E005 Arsenic, total mg/L 10/14/20 - 05/02/24 15 84 CI around median 0.001 0.0110 

G217 UA E005 Barium, total mg/L 10/14/20 - 05/02/24 15 0 CI around mean 0.0925 0.130 

G217 UA E005 Beryllium, total mg/L 10/14/20 - 05/02/24 15 100 All ND - Last 0.001 0.001 

G217 UA E005 Boron, total mg/L 10/14/20 - 05/02/24 15 71 CB around T-S line 0.01 0.110 

G217 UA E005 Cadmium, total mg/L 10/14/20 - 05/02/24 15 100 All ND - Last 0.001 0.001 

G217 UA E005 Chloride, total mg/L 10/14/20 - 05/02/24 15 0 CB around linear reg 114 94.9 

G217 UA E005 Chromium, total mg/L 10/14/20 - 05/02/24 15 69 CB around T-S line 0.000938 0.00960 

G217 UA E005 Cobalt, total mg/L 10/14/20 - 05/02/24 15 88 CB around T-S line 0.00073 0.00370 

G217 UA E005 Fluoride, total mg/L 10/14/20 - 05/02/24 15 12 CI around median 0.296 0.552 

G217 UA E005 Lead, total mg/L 10/14/20 - 05/02/24 15 90 CI around median 0.001 0.00590 

G217 UA E005 Lithium, total mg/L 02/15/23 - 05/02/24 6 33 CI around median (Last Sample, n<7) 0.0037 0.02 

G217 UA E005 Mercury, total mg/L 10/14/20 - 05/02/24 15 100 All ND - Last 0.0002 0.00110 

G217 UA E005 Molybdenum, total mg/L 10/14/20 - 05/02/24 15 88 CB around T-S line 0.001 0.0440 

G217 UA E005 pH (field) SU 10/14/20 - 05/02/24 15 0 CI around mean 6.8/7.0 6.8/7.4 
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G217 UA E005 Radium 226 + Radium 228, total pCi/L 02/15/23 - 05/02/24 6 0 CI around mean 0.314 1.48 

G217 UA E005 Selenium, total mg/L 10/14/20 - 05/02/24 15 77 Most recent sample 0.001 0.00350 

G217 UA E005 Sulfate, total mg/L 10/14/20 - 05/02/24 15 0 CB around linear reg 414    387 

G217 UA E005 Thallium, total mg/L 10/14/20 - 05/02/24 15 100 All ND - Last 0.002 0.001 

G217 UA E005 Total Dissolved Solids mg/L 10/14/20 - 05/02/24 15 0 CB around linear reg 1,030 975 

G218 UA E005 Antimony, total mg/L 11/24/15 - 05/02/24 23 100 All ND - Last 0.001 0.003 

G218 UA E005 Arsenic, total mg/L 11/24/15 - 05/02/24 23 22 CI around geomean 0.00131 0.0110 

G218 UA E005 Barium, total mg/L 11/24/15 - 05/02/24 23 0 CB around linear reg 0.0764 0.130 

G218 UA E005 Beryllium, total mg/L 11/24/15 - 05/02/24 23 97 CI around median 0.001 0.001 

G218 UA E005 Boron, total mg/L 11/24/15 - 05/02/24 30 77 CB around T-S line 0.01 0.110 

G218 UA E005 Cadmium, total mg/L 11/24/15 - 05/02/24 23 98 CI around median 0.001 0.001 

G218 UA E005 Chloride, total mg/L 11/24/15 - 05/02/24 30 0 CI around median 84 94.9 

G218 UA E005 Chromium, total mg/L 11/24/15 - 05/02/24 23 74 CB around T-S line 0.00215 0.00960 

G218 UA E005 Cobalt, total mg/L 11/24/15 - 05/02/24 23 89 CB around T-S line 0.00168 0.00370 

G218 UA E005 Fluoride, total mg/L 11/24/15 - 05/02/24 31 12 CI around mean 0.288 0.552 

G218 UA E005 Lead, total mg/L 11/24/15 - 05/02/24 23 91 CI around median 0.001 0.00590 

G218 UA E005 Lithium, total mg/L 11/24/15 - 05/02/24 16 75 CI around median 0.0048 0.02 

G218 UA E005 Mercury, total mg/L 11/24/15 - 05/02/24 23 100 All ND - Last 0.0002 0.00110 

G218 UA E005 Molybdenum, total mg/L 11/24/15 - 05/02/24 23 88 CI around median 0.001 0.0440 

G218 UA E005 pH (field) SU 11/24/15 - 05/02/24 32 0 CI around mean 6.9/7.0 6.8/7.4 

G218 UA E005 Radium 226 + Radium 228, total pCi/L 11/24/15 - 05/02/24 16 0 CI around mean 0.569 1.48 

G218 UA E005 Selenium, total mg/L 11/24/15 - 05/02/24 23 86 CI around median 0.001 0.00350 

G218 UA E005 Sulfate, total mg/L 11/24/15 - 05/02/24 30 0 CB around linear reg 341    387 

G218 UA E005 Thallium, total mg/L 11/24/15 - 05/02/24 23 100 All ND - Last 0.002 0.001 

G218 UA E005 Total Dissolved Solids mg/L 11/24/15 - 05/02/24 31 0 CB around linear reg 910 975 
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Notes: 

HSU = hydrostratigraphic unit: 

DA = Deep Aquifer 

UA = Uppermost Aquifer 

mg/L = milligrams per liter 

ND = non-detect 

pCi/L = picocuries per liter 
SU = standard units 

Sample Count = number of samples from Sampled Date Range used to calculate the Statistical Result 

Statistical Calculation = method used to calculate the statistical result: 

All ND - Last = All results were below the reporting limit, and the last determined reporting limit is shown 

CB around T-S line = Confidence band around Thiel-Sen line 

CB around linear reg = Confidence band around linear regression 

CI around geomean = Confidence interval around the geometric mean 

CI around mean = Confidence interval around the mean 

CI around median = Confidence interval around the median 

Most recent sample = Result for the most recently collected sample used due to insufficient data 

Statistical Result = calculated in accordance with the Statistical Analysis Plan using constituent concentrations observed at each monitoring well during all sampling events within the specified date range 

For pH, the values presented are the lower / upper limits of the background determination 

Lower Confidence Limit (LCL) or Upper Confidence Limit (UCL) exceeded the statistical background value 
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